CITY OF SAN ANTONIO
TRANSPORTATION & CAPITAL IMPROVEMENTS

ADDENDUM NO. 3

PROJECT NAME: Little Carver Theater Parking Lot Improvements

DATE: 07/15/14

This addendum should be included in and be considered part of the plans and specifications for
the name of the project. The contractor shall be required to sign an acknowledgement of the

receipt of this addendum and submit with their bid.

TCI Project No.: 40-00404

DRAWINGS
1. Sheet E1.1:
' a. Added reference note and reference to details on Sheet E2.1 to replace existing in-
ground fiber optic pull box.

b. Revised catalog number for lighting contactor indicated in keyed note #5.

2. Sheet E2.1:
a. Revised Detail 3 to indicate pole base height above grade for parking lot lights.
L. Added Detail 4 for in-ground communication pull box to be installed.
G Added Detail 5; photographs of existing in-ground communications pull box.

Note: Addenda Acknowledgement Form for Addendum 3 is attached herein. This form
must be signed and submitted with the bid package.
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\ T S - / | 3. COORDINATE AND SCHEDULE ALL EXCAVATION, TRENCHING, BACKFILL,
“ - N ) T - // | | CONCRETE WORK, LIGHT POLE ERECTION, AND OTHER SITE WORK
| T - ) CARVER / | | WITH OWNER'S REPRESENTATIVE IN ADVANCE OF THIS WORK. THE
‘ \ S LITTLE CARVER | CONTRACTOR SHALL GIVE SPECIAL CONSIDERATION TO ANY WORK
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@ T 1. FURNISH & INSTALL STURDY UNISTRUT SUPPORT FRAME FOR SUPPORT OF IRRIGATION CONTROL PANEL
SCALE: 17 = 10°-0" AND NEW LIGHTING CONTACTOR.
2. FURNISH & INSTALL (2) 20A, 120V CIRCUIT BREAKERS IN EXISTING PANELBOARD 'M’. CIRCUIT
BREAKERS SHALL MATCH EXISTING PANELBOARD MANUFACTURER AND AIC RATING. PROVIDE UPDATED,
TYPEWRITTEN PANELBOARD SCHEDULE INCLUDING THE EXISTING PANELBOARD SCHEDULE INFORMATION,
AND INCLUDING THE (2) ADDITIONAL CIRCUITS.
3. ROUTE 20A, 120V CIRCUIT FROM EXISTING PANELBOARD 'M’ TO IRRIGATION CONTROL PANEL. CIRCUIT
SHALL BE (2) #12 AWG CU, #12G, IN 3/4” CONDUIT. IRRIGATION CONTROL PANEL IS FURNISHED BY
IRRIGATION CONTRACTOR, INSTALLED BY ELECTRICAL CONTRACTOR.
LIGHTING FIXTURE SCHEDULE 4. ROUTE 20A, 120V CIRCUIT FROM EXISTING PANELBOARD ‘M’ TO LIGHTING CONTACTOR. CIRCUIT FROM
S LT —— LIGHTING CONTACTOR TO PULL BOX IN MECHANICAL ROOM WITH (2) #12 AWG CU, #12G, IN 3/4"
- A ST LAMP | LAMP | oC 0 BALLAST U [ — clasooke CO—— CONDUIT.  CONDUCTORS FROM PULL BOX IN MECHANICAL ROOM ON SHALL BE (2) #8 AWG CU, #8c,
QTY TYPE prads TYPE e 1" CONDUIT.
LIGHTING CONTACTOR SHALL BE ENCLOSED, ELECTRICALLY HELD 30A, 4—POLE CONTRACTOR, WITH
P1 SDL LIGHTING P500VLE3-84L-120-B11-SA 1 LED 1 DRIVER POLE 120 84 V SERIES LED PARKING LIGHT ON MATCHING 12 FT x 4" DIAMETER POLE INTEGRAL ASTRONOMIC TIME CLOCK, AND HAND—OFF—AUTO SWITCH. ~ LIGHTING CONTACTOR SHALL BE
SQUARE D, TYPE LG40—120-C—-8903-K145.
6. ROUTE LIGHTING CIRCUIT FROM LIGHTING CONTACTOR TO PARKING LOT LIGHTS. CAREFULLY DRILL
THROUGH EXISTING BRICK AND PATCH CONDUIT WATER TIGHT AFTER INSTALLATION. ROUTE 1” TYPE
NOTES. RMC CONDUIT THROUGH WALL TO IN GROUND PULL BOX PB#1. CONDUCTORS SHALL BE (2) #8 AWG
1. FIXTURE HAS BEEN SELECTED AND APPROVED BY ARCHITECT AND OWNER. ALTERNATE FIXTURES SHALL BE APPROVED BY BOTH OWNER AND CU. #86.
ARCHITECT TO BE ACCEPTABLE. 7. ROUTE 1” CONDUIT FROM IRRIGATION CONTROL PANEL TO IRRIGATION CONTROLS PULL BOX PB#3.
CAREFULLY DRILL THROUGH EXISTING BRICK AND PATCH CONDUIT WATER TIGHT AFTER INSTALLATION.
INSTALL TYPE RMC CONDUIT THROUGH WALL TO FIRST 90 ELBOW IN GROUND.
8. UNLESS OTHERWISE NOTED, UNDERGROUND CONDUIT SHALL BE SCHEDULE 40 PVC CONDUIT.
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SCALE:
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SERVICE BOX STATIC VERTICAL
WHEEL LOAD RATING MUST COMPLY
WITH ANSI/SCTE 77, TIER 15 FOR
INCIDENTAL VEHICULAR
TRAFFIC—PARKING LOT, SIDEWALK
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SITE - COMMUNICATION RECESSED PULL BOX INSTALLATION - T15

— TYPICAL BOLT DOWN TYPE
STANDARD GASKETED COVER
WITH COMMUNICATIONS LOGO.

3/8" HEX BOLTS.

PULL BOX TO BE RECESSED INTO GROUND FLUSH WITH GRADE.
COORDINATE WITH SITE CONTRACTOR AS REQUIRED TO MATCH NEW GRADE
WORK AROUND IN-GROUND PULL BOX WITH THAT BEING PROVIDED BY
SITE CONTRACTOR.

2. EXISTING MANHOLE CONTAINS TELECOMMUNICATION PROVIDERS FIBER
OPTIC CABLES. COORDINATE PROCUREMENT AND INSTALLATION OF PULL
BOX WITH TELECOMMUNICATIONS COMPANIES, PRIOR TO PROCUREMENT.
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SCALE: NOT TO SCALE

F—1008
EXISTING PANEL M
PROJECT: LITTLE CARVER PARKING LOT ENCLOSURE: NEMA 1 CODES: 0=RCPT 1=EQPT 2=LTG 3=A/C 4=HTG 5=LGST MTR 6=SUBPANEL
PROJECT #  13-137 VOLTAGE:  208/120V, 3Ph., 4W BREAKER MTG: BOLT ON
LOCATION: MECHANICAL RM BUSSING: 150A ACCESSORIES: GND BUS
MOUNTING: SURFACE MAINS: 150A MCB INTERUPT RATING: 10,000 AIC
CODE | BRKR CIRCUIT USE CKT LOAD LOAD CKT CIRCUIT USE BRKR |CODE
201 101/MGR OFFICE 102/GRN RM 111, CORR. 1 A 2 102/GRN RM 103/SEWING 104, LAUNDRY 20/1
201 105/COORIDOR-106/WARDROBE 3 B 4 112/STAR DRESSING RM. 201
20/1 110/CORR.-112,113/STAR DRESSING RM. 5 C 6 117/CORRIDOR-118/CORRIDOR 201
20/1 117/CORRIDOR (4 A 8 120/WOMEN'S LAV .-121/MEN'S LAV. 20/1
201 107/SET CONSTRUCTION g9 B 10 107/SET CONSTRUCTION 20/1
20/1 107/SET CONSTRUCTION 11 C 12 107/SET CONSTRUCTION 20/1
20/1 130/KITCHEN ICE MAKER 13 A 14 130/KITCHEN 201
201 130/KITCHEN 15 B 16 130/KITCHEN 201
20/1 123, 126 CORR.-125/DESIGN STUDIO 17 C 18 | 109. 110/CORR.-124/LOCK. STORG.-125/DES. STU. 20/1
201 201 MECHANICAL ROOM-202/LOFT 19 A 20 203/DANCE STUDIO-204/DANCE OFFICE 20/
20/2 202 PLUG 21 B 22 SPACE 20/2
- 202 PLUG 23 C 24 SPACE -
1 20/1 IRRIGATION CONTROLLER 25 180 A 180 26 LIGHTING CONTACTOR LC1 201 2
1 POLE PROVISION 27 B 28 1 POLE PROVISION
1 POLE PROVISION 29 C 30 1 POLE PROVISION
SUBPNL VA LTG VA RCPT VA EQPT VA HVAC VA MTR VA CONN VA CONN A DIVERSIFIED VA [ DIV A
PHASE A - 180 - 180 - - 360 3 405 3
PHASE B - - - - - - - - - -
PHASE C = a = . - - = = = =
TOTAL - 180 - 180 - - 360 N/A 405 | N/A
NOTES:

1. FURNISH & INSTALL NEW 20A, 120V CIRCUIT BREAKER FOR NOTED CIRCUITS

EXISTING 36" X 36" COMMUNICATION (FIBER OPTIC) PULL BOX - TO BE REPLACED

SCALE:

NOT TO SCALE
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2\ CITY OF SAN ANTONIO
TRANSPORTATION & CAPITAL IMPROVEMENTS

RECEIPT OF ADDENDUM NUMBER THREE IS HEREBY ACKNOWLEDGED FOR PLANS
AND

SPECIFICATIONS FOR CONSTRUCTION OF Little Carver Theater Parking Lot
Improvements (TCI ID No. 40-00404)

FOR WHICH BIDS WILL BE OPENED ON _Tuesday, July 22. 2014 at 2:00 PM CST

THIS ACKNOWLEDGEMENT MUST BE SIGNED AND RETURNED WITH
THE BID PACKAGE.

Company Name:

Address:

City/State/Zip Code:

Date:

Signature

Print Name/Title
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