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PROJECT INFORMATION 
 
Project Authorization 
 
Professional Service Industries, Inc. (PSI) has completed a geotechnical engineering 
study for the proposed Fire Station No. 52 to be located at the intersection of Quintana 
Road & Fischer Road in San Antonio, Texas. Our serviced were authorized via City of 
San Antonio Task Order “TO-461 Geotechnical Services Fire Station 52” dated March 
28, 2016. This study was performed in general accordance with PSI Proposal No. 
175691-R dated March 17, 2016. 
 
Project Description 
 
Based upon information provided to us, we understand that current plans are to construct 
a new Fire Station over the course of two phases. The first phase will include the 
temporary living quarters and the permanent apparatus bay with approximate footprints 
of approximately 1,800 square feet and 4,500 square feet respectively. The second 
phase will be completed at a future time and will consist of a permanent structure with a 
footprint of approximately 9,500 square feet in plan area including an EMS bay. The 
future phase of development was not included in the scope of services authorized under 
TO-461. The permanent apparatus bay will be single story and will utilize a prefabricated 
metal building.  The temporary living quarters will consist of a double wide manufactured 
home.  Access drives and parking areas will also be constructed as part of the 
development may consist of an aggregate base, flexible pavement, reinforced concrete 
or a combination of the three.   
 
The geotechnical recommendations presented in this report are based on the available 
project information, the proposed building type and location, and the subsurface materials 
described in this report. If any of the noted information is incorrect, please inform PSI in 
writing so that we may amend the recommendations presented in this report as 
appropriate. PSI will not be responsible for the implementation of our recommendations 
when we are not notified of changes in the project. 
 
Purpose and Scope of Services 
 
The purposes of this study are to evaluate the subsurface conditions at the site and 
develop geotechnical engineering recommendations and guidelines for use in preparing 
appropriate design and other related construction documents for the proposed project. 
The scope of services included drilling seven (7) soil borings to depths of 10 to 35 feet 
below existing grades, performing selected laboratory tests, and preparing this 
geotechnical engineering report. This report briefly outlines the available project 
information, describes the site and subsurface conditions, and presents our 
recommendations regarding the following: 
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• General foundation and subgrade preparation; 
• Selection and placement of fill and backfill within construction limits; 
• Recommendations for a shallow foundation system; 
• Pavement recommendations; 
• General comments regarding factors that may impact construction and 

performance of the proposed construction. 
 
The scope of services for this geotechnical exploration did not include an environmental 
assessment for determining the presence or absence of wetlands, or hazardous or toxic 
materials in the soil, bedrock, surface water, groundwater, or air on or below, or around 
this site. Any statements in this report or on the boring logs regarding odors, colors, and 
unusual or suspicious items or conditions are strictly for informational purposes. PSI did 
not provide any service to investigate or detect the presence of moisture, mold or other 
biological contaminants in or around any structures, or any service that was designed or 
intended to prevent or lower the risk of the occurrence of the amplification of the same. 
Mold is ubiquitous to the environment with mold amplification occurring when building 
materials are impacted by moisture. 
 
 

SITE AND SUBSURFACE CONDITIONS 
 
Site Description 
 
The site for the proposed fire station is located within the southern quadrant of the 
intersection of Quintana Road & Fischer Road in San Antonio, Texas. The site is 
bordered by vacant land to the west and the south, Quintana Road to the north and a 
commercial building to the east.  The site is currently vacant and undeveloped. Based on 
visual observations, the project site appeared to be relatively flat. For additional 
information, a Site Vicinity Map and Boring Location Plan have been included in the 
appendix of this report. 
 
Site Geology 
 
We reviewed the San Antonio Sheet of the Geologic Atlas of Texas1 in an effort to 
determine the geologic setting of the project site and surrounding areas. The Geologic 
Atlas of Texas was developed by the Bureau of Economic Geology at The University of 
Texas using aerial photography, data from various oil and gas exploration companies, 
and very limited ground reconnaissance. Our review indicates that the project is located 
in the Leona Formation (Qle) of Quaternary Geologic Age. The San Antonio Sheet 
generally describes the Leona Formation as being limestone fine calcareous silt grading 
down into coarse gravel. 
 

                                                 
1 Geologic Atlas of Texas – San Antonio Sheet, Bureau of Economic Geology, University of Texas at Austin, 1974 (Revised 
1983). 
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Subsurface Conditions 
 
The site subsurface conditions were evaluated by drilling seven (7) soil borings within the 
proposed building footprint and pavement areas, as presented in the Appendix of this 
report. Two (2) borings were drilled within the footprint of the permanent apparatus bay 
to an approximate depth of 35 feet each below the existing ground surface. One (1) boring 
was drilled within the footprint of the temporary living quarters to an approximate depth 
of 35 feet each below the existing ground surface. The remaining four (4) borings were 
drilled to an approximate depth of 10 feet each below the existing ground surface. The 
number of borings, boring locations and the boring depths were selected by PSI based 
on the project information provided to us, our experience with similar projects in the area 
and the anticipated subsurface conditions at the site. The borings were located in the field 
by PSI personnel who measured or approximated distances from known site reference 
points to the boring location. Refer to the appended Boring Location Plan for details 
regarding the boring locations. 
 
The borings were advanced utilizing solid flight auger drilling methods and soil samples 
were obtained at regular depth intervals during the drilling process. Drilling and sampling 
techniques were accomplished in general accordance with ASTM procedures. Selected 
soil samples obtained during our field exploration were transported to our laboratory 
where they were reviewed by geotechnical engineering personnel. Representative 
samples were selected and tested to determine pertinent engineering properties and 
characteristics for use in our evaluation of the project site. Laboratory testing and soil 
classification was accomplished in general accordance with ASTM procedures. Based 
on the field and laboratory data, we have determined that the stratigraphy at the explored 
locations is generally as follows: 
 

Stratum Range of 
Depth, ft. Stratum Description and Classification 

I 0 – (2 to 4) 
SANDY FAT CLAY (CH); dark brown; very stiff to 
hard. 

II (0 to 4) – (4 to 18.5) 
SANDY LEAN CLAY (CL); light brown; very stiff to 
hard. 

III (4 to 18.5) – (10 to 
35) 

CLAYEY SAND (SC) with GRAVEL, brown, 
MEDIUM DENSE TO DENSE 

IV 13 – 23.5 LEAN CLAY (CL) with SAND; reddish brown hard. 

V 23.5 – 28.5 FAT CLAY (CH), tan and gray, hard 

VI 28.5 – 35 
CLAYEY GRAVEL (GC) with SAND, tan, MEDIUM 
DENSE TO DENSE 

 
The above subsurface descriptions are of a generalized nature to highlight the major 
subsurface stratification features and material characteristics. The boring logs included 
in the Appendix should be reviewed for specific information such as soil and rock 
descriptions, stratifications, penetration resistances, locations of the samples, and 
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laboratory test data. The stratifications shown on the boring logs only represent the 
conditions at that actual boring location and represent the approximate boundaries 
between subsurface materials. The actual transitions between strata may be more 
gradual or more distinct. Variations will occur and should be expected at locations 
between and away from the boring locations. Water level observations made during field 
operations are also shown on the boring logs. The indicated stratum depths and any 
water levels are measured from the ground surface and are estimated to the nearest one-
half (½) foot. Portions of any samples that are not altered or consumed by laboratory 
testing will be retained for 60 days from the date shown this report and will then be 
discarded. 
 
Groundwater Information 
 
The borings were advanced using dry drilling techniques to their full depths, enabling the 
possibility of detection of the presence of groundwater during drilling operations.  
 
During drilling operations, groundwater was observed in Borings B-1, B-2 and B-3 at 16 
feet, 16 feet and 15 feet, respectively. At the completion of drilling groundwater was 
observed in Borings B-1, B-2 and B-3 at 12 feet, 12 feet and 13.6 feet, respectively. Upon 
completion of groundwater observations, the boreholes were backfilled with native soil 
cuttings.  
 
Groundwater levels are influenced by seasonal and climatic conditions which generally 
result in fluctuations in the elevation of the groundwater level over time. In addition, 
perched water can exist within the overburden soils, especially following periods of 
rainfall. Furthermore, the CLAYEY SAND (SC) materials may readily transmit water that 
may not have been located or indicated by our soil borings. Therefore, the foundation 
contractor should check the groundwater conditions just prior to foundation excavation 
activities. Specific information concerning groundwater is noted on each boring log 
presented in the Appendix of this report. 
 
 

EVALUATION AND RECOMMENDATIONS 
 

Geotechnical Discussion 
 
Based upon the information gathered at our soil borings, the clay soils encountered at 
this site within the seasonally active zone are moderately to highly expansive. The 
expansive potential (i.e. “Potential Vertical Rise” or PVR) of these soils must be 
addressed in the design and construction of this project in order to reduce the potential 
for foundation movements and foundation distress. 
 
We understand that a shallow foundation system is preferred. A shallow soil supported 
slab and grade beam foundation may be considered provided the building pad is 
prepared to reduce the expansive potential (i.e. PVR) resulting from the shrinking and 
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swelling actions of the onsite soils to an acceptable level. This can be accomplished by 
removing a portion of the expansive soil in the building area and constructing a building 
pad with relatively low-expansive select fill material.  
 
The following design recommendations have been developed based on the previously 
described project characteristics and subsurface conditions encountered. If there are any 
changes in the project criteria, including project location on the site, a review must be 
made by PSI to determine if any modifications in the recommendations will be required. 
The findings of such a review should be presented in a supplemental report. Once final 
design plans and specifications are available, a general review by PSI is strongly 
recommended as a means to check that the conditions assumed in the project description 
are correct and that the earthwork and foundation recommendations are properly 
interpreted and implemented. 
 
Potential Vertical Rise  
 
The soil profiles encountered at the soil boring locations exhibit a moderate potential to 
experience volumetric changes as a result of fluctuations in soil moisture content. Based 
on our laboratory testing results, the estimated Potential Vertical Rise (PVR) within the 
proposed building area ranged from approximately one and one-half (1½) to two (2) 
inches at the time of our drilling operations. This PVR value was calculated using the 
Texas Department of Transportation (TxDOT) Method TEX-124-E. These estimates 
assume a sustained surcharge load of approximately one (1) pound per square inch on 
the subgrade materials for a soils supported floor slab.  
 
Any grade supported floor slabs and foundations should be expected to undergo some 
vertical movements, including differential, as a result of the action of expansive soils. In 
this general area, most structural and geotechnical engineers consider a PVR of one (1) 
inch or less to be within acceptable tolerances for grade supported floor slabs. The 
selection of a PVR value of about one (1) inch as an acceptable tolerance for a given 
system is generally based on the standard practice of structural and geotechnical 
engineers within the project area. However, some structures may require a higher level 
of performance. Therefore, we have developed recommendations for preparing the 
building pad in such a way that will result in as-built design PVRs of approximately one 
(1) inch and one-half (½) inch. Undercutting a portion of the existing soils and placing 
compacted select fill between the natural soils and the floor slab as discussed in the 
Building Pad Preparation section of this report can reduce the PVR.  
 
The amount of movement associated with a PVR value of about one (1) inch does not 
take into consideration the movement criteria required or perceived by the facility owner 
or occupants. These “operational” performance criteria may be, and often are, more 
restrictive than the structural criteria or tolerances associated with a one (1) inch PVR. 
Therefore, we suggest the owner discuss this issue with the structural engineer, the 
architect, and any other appropriate members of the Design Team prior to 
commencement of the final design process to ensure that appropriate movement 
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tolerances for grade supported floor slabs/foundations are developed and used for this 
project. If a design PVR value less than one (1) inch is desired, we recommend preparing 
the building pad for a design PVR value of one-half (½) inch as discussed herein. If the 
risk of grade-supported foundation and floor slab movements is not acceptable, or if the 
required earthwork is determined excessive, structurally suspended floor slabs supported 
by drilled pier foundations should be used. 
 
Building Pad Preparation 
 
As previously noted, the estimated PVR within the area of the proposed building pad at 
this site ranged from approximately one and one-half (1½) to two (2) inches at the time 
of our drilling operations, which is above the value considered acceptable by most 
structural and geotechnical engineers in this area. Therefore, special measures to reduce 
the PVR to acceptable levels will be required for grade supported floor slabs or 
foundations. Recommended building pad preparation procedures are presented below 
for consideration. These recommendations are based on an approximate six (6) inch 
thick floor slab and a Finished Floor Elevation (FFE) within one (1) foot of existing grades. 
PSI should be contacted once additional grading and FFE information becomes available 
to confirm or revise these recommendations. 
 

• Topsoil, vegetation, roots, organics, loose or soft soils, and any other deleterious 
materials in the building pad area be stripped from the building site and wasted. 
Any abandoned underground utilities and permeable backfills that may be 
encountered should be removed, backfilled and/or grouted a sufficient distance 
from the proposed improvements to prevent the conveyance of subsurface water 
beneath the structure. 
 

• After stripping procedures, the subgrade soils within the proposed building 
footprint area should then be excavated to the appropriate depth presented in the 
following table for the desired magnitude of PVR. The minimum undercut depths 
and minimum select fill thicknesses provided in the table are based on the 
assumption that the FFE will be approximately one (1) foot above existing grade. 

 

Minimum Undercut Depth 
(ft) 

Minimum Select Fill 
Thickness (ft) 

Approximate Resulting             
Potential Vertical Rise 

(PVR) (in) 

4 4½ 1 

5 5½ ½ 

 
• After stripping and excavating to the appropriate subgrade level, the exposed 

subgrade should be proof-rolled with a heavily loaded tandem axle dump truck or 
similar rubber tired vehicle. Soils that are observed to rut or deflect excessively 
under the moving load should be removed and replaced with properly compacted 
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select fill. The proof-rolling and undercutting activities should be observed by a 
representative of PSI and should be performed during a period of dry weather. 
The subgrade soils should be scarified to a depth of at least six (6) inches and 
moisture conditioned to between optimum and plus four (+4) percentage points of 
optimum. The soils should then be compacted to a minimum of 95 percent of the 
standard Proctor (ASTM D698) maximum dry density. 

 

• After subgrade preparation and observations have been completed, select fill 
placement may begin to achieve the final building pad elevation. All fills made in 
the building pad area should be completed with the use of select fill materials. 
Each layer of select fill should be placed in relatively uniform horizontal lifts with a 
maximum loose lift thickness of eight (8) inches. The thickness of each compacted 
lift should not exceed six (6) inches. Select fill should be placed and compacted to 
at least 95 percent of the standard Proctor maximum dry density as determined 
by ASTM D698. The select fill should be moisture conditioned within a range of 
one (1) percentage point below to three (3) percentage points above the optimum 
moisture content value. Each lift of compacted select fill should be tested by a 
representative of the Geotechnical Engineer prior to placement of subsequent lifts. 

 
• Subgrade preparation and fill placement should extend at least five (5) feet beyond 

the perimeter of the structure on all sides of the building where not adjacent to 
existing structures and should include covered walkways and other improvements 
adjacent to the structure. Asphalt or concrete pavement that extends to the edge 
of the structure foundation or improvements and is properly sealed at the 
pavement/building interface is recommended. 

 
General Site Preparation 
 
Construction areas outside of the building pad area discussed above should be stripped 
of topsoil, vegetation, roots, loose or soft soils, and any other deleterious materials. The 
stripped materials should be removed from the site and properly disposed. Upon 
completion of stripping operations, the site may be either excavated or filled as necessary 
to achieve the desired site elevation. After site stripping and excavation, or prior to 
placement of any fill materials, the exposed subgrade should be proof-rolled with 
appropriate construction equipment weighing at least 20 tons. Soils that are observed to 
rut or deflect excessively under the moving load should be removed and may be replaced 
with either properly compacted select fill materials or clean onsite soils. 
 
Grade adjustments outside of the building pad can be made using select or general fill 
materials. The clean excavated onsite soils may also be reused in areas not sensitive to 
movement. The fill materials should be placed on prepared surfaces in lifts not to exceed 
eight (8) inches loose measure, or six (6) inches compacted measure. Fill materials 
placed outside the building pad area, should be moisture conditioned to between 
optimum and plus four (+4) percentage points of the optimum moisture content and 
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compacted to at least 95 percent of the maximum dry density as determined by ASTM 
D698. 
 
General Fill Recommendations 
 
General fill materials may consist of clean onsite Stratum II SANDY LEAN CLAY (CL) 
soils, select fill materials, or clean imported fill soils. The purpose of a general fill is to 
provide a soil material with good compaction characteristics that will provide suitable, 
uniform support for pavements and other facilities that are not extremely sensitive to 
movements. Such materials may also be used in open areas where such facilities will not 
be constructed. General fill material should be clean and free of any vegetation, roots, 
organic materials, trash or garbage, construction debris, or other deleterious materials 
and should contain stones no larger than three (3) inches in maximum dimension. The 
Plasticity Index of imported general fill material should be limited to a maximum of 35. It 
should be understood that it is not the intent of this recommendation to control differential 
soil movements due to expansive soils through the use of general fill.  If differential soil 
movements arising from the use of general fill cannot be tolerated, select fill material 
should be used and should conform to the recommendations made in the following report 
section. 
 
Select Fill Recommendations 
 
Select fill material should be clean and free of any vegetation, roots, organic materials, 
trash or garbage, construction debris, or other deleterious materials and should contain 
stones no larger than two and one-half (2½) inches in maximum dimension. Select fill 
materials should possess a Plasticity Index (PI) between 7 and 20, and contain at least 
forty (40) percent material passing the No. 200 sieve by dry unit weight. Select fill 
materials should consist of low-expansive (inert) soil materials such as lean clay, lean 
clay with sand, lean clay with gravel, sandy lean clay, gravelly lean clay or clayey sand.  
 
A crushed limestone base material meeting TxDOT, Item 247, Type A, Grade 1 or 2 base 
material is recommended for at least the final one (1) foot of select fill in order to provide 
an all-weather working surface and an increased slab support value. 
 
Slab-on-Grade Foundation Recommendations 
 
A shallow, grid type beam and slab foundation system may be considered to support the 
planned building once the building pad has been prepared as recommended herein. The 
intent of a stiffened slab-on-grade foundation is to allow the structure and foundation to 
move freely with soil movements while providing a minimum sufficient stiffness to limit 
differential movements.  
 
Provided that the building pad is prepared as previously recommended and PVR 
movements of the magnitude as discussed earlier are reduced to an acceptable level and 
these movements will not impair the performance of the structure, a stiffened grid type 
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beam and slab foundation may be utilized. Grade beams bearing into properly compacted 
select fill or undisturbed native materials can be designed for an allowable soil bearing 
capacity of 2,000 psf. This recommended value includes a design safety factor of 
approximately three (3). The beams should be a minimum of 12 inches wide to prevent 
local shear failure. Grade beams can be widened at concentrated load locations to 
provide increased bearing areas. Exterior beams should penetrate at least 24 inches 
below the final exterior grade. A vapor barrier should be placed beneath the floor slab in 
order to break the rise of capillary moisture. 
 
The design approach described in the Wire Reinforcement Institute (WRI) “Design of 
Slab-on-Ground Foundations” manual, 1981, may be used to design slab and grade 
beam foundations for this project. We have developed soil parameters for use in the WRI 
design method as shown in the following table. It should be understood that the WRI 
design method is empirical in nature. Furthermore, recommended design parameters 
shown below are based on our understanding of the proposed project, our interpretation 
of the information and data collected as a part of this study, our experience in the project 
area and the criteria published in the above referenced publication. 
 

 PVR of about 
one (1) inch 

PVR of about one-
half (½) inch 

Climatic Rating, Cw 17 17 
Effective Plasticity Index 22 21 
Soil/Climatic Rating Factor, (1 – C) 0.08 0.07 

 
The design approach described in the Post-Tensioning Institute (PTI) “Design of Post-
Tensioned Slabs-on-Ground” manual, Third Edition, 2004, may also be used to design 
slab and grade beam foundations for this project. We have developed soil parameters for 
use in the PTI design method as shown in the following table. These parameters were 
calculated using VOLFLO 1.5 published by Geostructural Tool Kit, Inc. It should be 
understood that the PTI design method is empirical in nature. Furthermore, 
recommended design parameters shown below are based on our understanding of the 
proposed project, our interpretation of the information and data collected as a part of this 
study, our experience in the project area and the criteria published in the above 
referenced publication. 
 

 
  

 PVR of about 
one (1) inch 

PVR of about 
one-half (½) inch 

Edge Moisture Variation Distance (center lift) (ft): 9.0 9.0 
Edge Moisture Variation Distance (edge lift) (ft): 4.7 4.9 
Differential Swell (center lift) (in): 0.95 .76 
Differential Swell (edge lift) (in): 1.27 1.05 
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Foundations should be excavated such that smooth, undisturbed bearing surfaces are 
obtained. The foundation excavations should be slightly sloped to create internal sumps 
for the collection and removal of water. Debris or loose material in the bottom of the 
excavations should be removed prior to steel placement. After excavation, the reinforcing 
bars and concrete should be placed as quickly as possible to avoid exposure of the 
excavation bottom to wetting and drying or other disturbances. Surface runoff should be 
drained away from the excavations and not allowed to pond. Accumulations of water in 
the foundation excavations should be collected and removed. The foundation concrete 
should be placed during the same day the excavations are made. If it is required that the 
foundation excavations be left open for an extended period, measures should be taken 
to protect the exposed subgrade from disturbances or fluctuations in soil moisture content 
prior to concrete placement. Masonry walls should include provisions for liberally spaced, 
vertical control joints to minimize the affects of cosmetic "cracking". 
 
Design Measures to Reduce Changes in Soil Moisture 
 
The following recommended measures can reduce possible moisture fluctuations of the 
soils under the floor slab. Movements of the foundation soil can be effectively reduced by 
providing horizontal and/or vertical moisture barriers around the edge of the slab. 
Typically, the moisture barriers would consist of concrete flatwork or asphalt or concrete 
pavement placed adjacent to the edge of the building, a clay cap over plastic, and a 
deepened perimeter grade beam. 
 
Although subgrade modification through excavation and replacement is recommended 
to reduce potential soil-related foundation movements, the design and construction of a 
grade-supported foundation should also include the following elements: 
 

• Roof drainage should be controlled by gutters and carried well away from the 
structure. The ground surface adjacent to the building perimeter should be sloped 
and maintained a minimum of 5% grade away from the building for 10 feet to result 
in positive surface flow or drainage away from the building perimeter. In areas 
adjacent to the building controlled by ADA, concrete flatwork slopes should not be 
less than 2% within 10 feet of the building. 

 
• Hose bibs, sprinkler heads, and other external water connections should be 

placed well away from the foundation perimeter such that surface leakage cannot 
readily infiltrate into the subsurface or compacted fills placed under the proposed 
foundations and slabs.  

 
• No trees or other vegetation over 6 feet in height shall be planted within 15 feet of 

the structure unless specifically accounted for in the foundation design. 
 

• Utility bedding should not include gravel near the perimeter of the foundation. 
Compacted clay or flowable fill trench backfill should be used in lieu of permeable 
bedding materials between 2 feet inside the building to a distance of 4 feet beyond 
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the exterior of the building edge to reduce the potential for water to infiltrate within 
utility bedding and backfill material. 

 
• Paved areas around the structure are helpful in maintaining soil moisture 

equilibrium. It will be very beneficial to have pavement, sidewalks or other flatwork 
located immediately adjacent to the building to both reduce intrusion of surface 
water into the more permeable select fill and to reduce soil moisture changes 
along the exterior portion of the floor due to soil moisture changes from drought, 
excessive rainfall or irrigation, etc. The use of a clay cap over poly sheeting 
(horizontal barrier) or impervious geosynthetic liner or concrete (vertical barrier) is 
recommended in those areas not covered with asphalt or concrete pavement or 
flatwork. For this project, the minimum recommended horizontal distance of 
relatively impervious cover from pavement, flatwork or geosynthetic liner is 7 feet. 
For a deepened concrete beam or other type of impervious vertical barrier, a 
minimum depth of 5 feet is recommended 

 
• Flower beds and planter boxes should be piped or water tight to prevent water 

infiltration under the building. Experience indicates that landscape irrigation is a 
common source of foundation movement problems and pavement distress.  

 
• Foundation pad and pavement subgrade should be protected and covered within 

48 hours to reduce changes in the natural moisture regime from rainfall events or 
excessive drying from heat and wind. 

 
Sidewalks and Flatwork 
 
The undercutting and select fill placement operations should extend beyond the 
edge of the building the full width of any adjacent flatwork. 
 
Doweling the flatwork to the building foundation at common openings will further help to 
reduce the potential for differential movements and trip hazards. However, when 
doweling grade-supported flatwork to a structure, movements of the flatwork can cause 
cracking in the flatwork itself. We recommend that if grade-supported flatwork is dowelled 
to the foundation, the connections be designed such that they are flexible to rotate.  
 
Proper drainage around grade-supported sidewalks and flatwork is also very important 
to reduce potential movements. Providing rapid, positive drainage ill reduce moisture 
variations within the underlying soils and will therefore provide valuable benefit in 
reducing flatwork movements. 
 
Site Seismic Design Recommendations 
 
For the purposes of seismic design, based on the encountered site conditions and local 
geology, we interpreted the subsurface conditions to satisfy the Site Class C criteria for 
use at this site as defined by the International Building Code (IBC). The site class is based 
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on the subsurface conditions encountered at our soil borings, the results of field and 
laboratory testing, our experience with similar projects in this area, and considering the 
site prepared as recommended herein. The table below provides recommended seismic 
parameters for the project based on the 2012 edition of the IBC. It is likely that the Site 
Class could be upgraded to “B”, provided that shear velocity testing is performed. 
 

Recommended Design Seismic Parameters 
Seismic Parameter IBC 2012 

0.2 sec (SS) 0.081g 

1.0 sec (S1) 0.025g 

Site Coefficient 0.2sec, Fa 1.6 

Site Coefficient 1.0 sec, Fv 2.4 

0.2 sec (SDS) 0.086g 

1.0 sec (SD1) 0.041g 

 
Pavement Design Recommendations 
 
We understand that aggregate base, flexible asphaltic and rigid concrete pavements are 
being considered for this project. Therefore, recommendations for these types of 
pavements have been provided herein. Pavement design recommendations for several 
levels of traffic loading were developed based on assumptions of potential trafficking, 
drive paths or patterns and anticipated soil support characteristics of pavement 
subgrades. We utilized the “AASHTO Guide for Design of Pavement Structures” 
published by the American Association of State Highway and Transportation Officials to 
evaluate the pavement thickness recommendations in this report. This method of design 
considers pavement performance, traffic, roadbed soil, pavement materials, 
environment, drainage and reliability. Each of these items is incorporated into the design 
methodology. PSI is available to provide laboratory testing and engineering evaluation to 
refine the site specific design parameters and sections, upon request. 
 
As a part of any pavement design, the strength of the underlying subgrade must be taken 
into consideration. This is often accomplished by performing a California Bearing Ratio 
(CBR) test to estimate a soil resilient modulus. We have performed a CBR test on a bulk 
sample of the SANDY FAT CLAY (CH) soils present at the surface of this site within the 
proposed pavement areas.  We have utilized a design CBR value of four and one-half 
(4½) for the design of this pavement in consideration of the fat clay subgrade. The 
indicated design CBR value considers the clayey materials being compacted to a 
minimum of 95 percent of the maximum laboratory dry density as determined by ASTM 
D 698. 
 
Specific design traffic types and volumes for this project were not available to PSI at the 
issuance of this report. However, we do understand that emergency firefighting vehicle 
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traffic will make up a large portion of the drive areas. Traffic information is typically used 
to determine the number of 18-kip Equivalent Single Axle Loads (ESAL) that is applied 
to the pavement over its design life. In lieu of project specific design parameters and 
general trafficking, assumptions were used for this design. Based on this information, we 
have provided recommended pavement sections for “light duty” (automobile only), as well 
as increased capacity pavements constructed atop stable and properly 
prepared/compacted subgrades as previously recommended. Details regarding the basis 
for this design are presented in the table below. 
 

Pavement Design Parameters (Rigid and Flexible) 

CBR, percent 4½  

Reliability, percent 70 

Initial Serviceability Index, Flexible Pavement 4.2 

Initial Serviceability Index, Rigid Pavement 4.5 

Terminal Serviceability Index 2.0 

Standard Deviation, Flexible Pavement 0.45 

Standard Deviation, Rigid Pavement 0.35 

 
The presented recommended pavement sections are based on the field and laboratory 
test results for the project, local pavement design practice, design assumptions presented 
herein and our previous experience with similar projects. Light Duty pavements are 
presented and appropriate for areas receiving passenger vehicles and/or light truck traffic 
only. Higher capacity pavements are appropriate for fire-fighting vehicles, depending 
upon repetitions which should be selected by the project Civil Engineer. The project Civil 
Engineer should also verify that the ESAL values are within the expected traffic and 
design life of the project. PSI should be notified in writing if the assumptions or design 
parameters are incorrect or require modification.  
 

Aggregate Base Pavement Sections 
 Equivalent Single Axle Load (ESAL) 

Pavement Materials Light Duty* 
ESAL=25,000 

Flexible Base, in. 12 

Line Stabilized 
Subgrade, in. 

6 

*automobile and light-truck traffic only. 
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Recommended Flexible Pavement Sections 
 Equivalent Single Axle Load (ESAL) 

Pavement 
Materials ESAL=200,000 ESAL=500,000 ESAL=1,000,000 

Asphaltic 
Concrete, in. 

2 2 ½  3 

Flexible Base, in. 9 10 10 

Line Stabilized 
Subgrade, in. 

6 6 6 

 

Recommended Rigid Pavement Sections 
Pavement 
Materials 

Equivalent Single Axle Load (ESAL) 
ESAL=1,650,000 ESAL=3,750,000 

Reinforced 
Concrete 

Thickness, in 
7 8 

Line Stabilized 
Subgrade, in. 

6 6 

 
PSI recommends the pavements to be utilized by the firefighting apparatus be a ridged 
pavement section. In areas subjected to very heavy wheel loads, heavy amounts of 
vehicle maneuvering or higher traffic volumes, we recommend that concrete pavements 
with a minimum thickness of seven (7) inches be used. The concrete pavements should 
be large enough to properly accommodate all vehicular traffic and loads. The concrete 
paving should extend beyond areas that undergo extensive turning, stopping or 
maneuvering. The pavement design engineer should consider this and other similar 
situations when planning and designing pavement areas. 
 
We recommend that proper perimeter drainage be provided and maintained to reduce 
the infiltration of surface water into the pavement section from surrounding unpaved 
areas. We do not recommend the use of landscape beds or islands in paved areas as 
these features provide avenues for water to infiltrate the pavement section. The infiltration 
of water into the pavement section typically results in the degradation of the section with 
time as vehicular traffic traverses the affected area. If landscaping is desired, we 
recommend that above grade planter boxes that discharge water onto the top of the 
pavement be used. 
 
In order to reduce potential for water/moisture infiltration into the pavement materials and 
pavement subgrade, we recommend designing and constructing pavement curbs that 
extend at least three (3) inches below the bottom of the base materials to help reduce the 
potential for water infiltration into the pavement section. Wick drains may also be installed 
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behind the curbs to intercept and remove water from the pavement perimeter before the 
water infiltrates the pavement section. Furthermore, all concrete/asphalt interfaces 
should be sealed using a sealant that is compatible with both asphalt and concrete. 
 
Pavement Material Specifications 
 
The following guidelines have been prepared for use in consideration for selection and 
preparation of various materials that may be used to construct the pavement sections. 
Submittals should be made for each pavement material and should be reviewed by the 
Geotechnical Engineer and other appropriate members of the design team. The 
submittals should provide the test information necessary to verify full compliance of the 
materials with the recommended or specified material properties for the project. The 
proposed materials to be used in construction should be approved in writing from the 
governing authority prior to beginning construction. Construction testing is an extension 
of the geotechnical exploration and pavement design. Conformance testing should be 
performed to document the actual field conditions at the time of construction, the 
observed construction practices and to assess that the materials used satisfy the project 
requirements. Additionally, underground utility construction may impact the pavement 
performance. Trench backfill above bedding and shading materials should be placed in 
maximum eight (8) inch loose lifts and each lift should be compacted to a minimum of 95 
percent of the laboratory dry density as determined by ASTM D698 and should be 
observed and tested by the Geotechnical Engineer. 
 
Hot-Mix Asphaltic Courses - The asphaltic concrete should be plant mixed, hot laid, 
Type D (fine) surface course meeting the 2004 TxDOT Standard Specification Item 340, 
where applicable. Based upon the TxDOT Standard Specifications, the mix should be 
compacted to between 92 and 97 percent of the maximum theoretical density as 
determined by TEX-227-F. 
  
Flexible Base Course – Flexible base materials should be placed in maximum six (6) 
inch compacted lifts. The base materials should be compacted to at least 95 percent of 
the maximum dry density as determined by ASTM D1557. Flexible base materials should 
be moisture conditioned to between minus two (-2) and plus two (+2) percentage points 
of the optimum moisture content. Flexible base materials should meet all requirements 
specified or in 2004 TxDOT Standard Specification Item 247, Type A, Grade 1 or 2. 
Flexible base course should be tested to assess in-situ density and proofrolled under the 
observation of the geotechnical personnel to evaluate overall stability prior to asphaltic 
concrete placement. 
 
In the aggregate base section, flexible base course materials will remain exposed to rain 
and other weather elements with unpaved sections. Therefore, grading should be 
performed such that the surface water freely runs off the pavement as much as possible. 
It should be realized that aggregate-surfaced pavements will experience some rutting as 
well as base material degradation due to abrasion from the traffic wheel loads. 
Furthermore, the surface water infiltration may soften both the subgrade and the base 
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materials. Therefore, it is recommended that aggregate surface pavements be 
periodically maintained. A monthly maintenance program should include placing of 
additional crushed stone base materials within the potholes and other soft areas. 
Periodically, the maintenance program should also include the sprinkling of water on the 
surface to prevent dust pollution and to minimize the loss of fines from the base course 
materials. The maintenance program could be less frequent if the upper 1 to 2 inches of 
aggregates is treated with Emulsified Asphalt in accordance with Asphalt Institute MS-4 
Section 8.2. Surface treatment involves spraying of a mixture of emulsified asphalt and 
water over the aggregate surface thus sealing or water-proofing the surface as well as 
preventing dust pollution and improving resistance to wheel-load abrasion. It is 
recommended to perform Emulsified Asphalt Surface Treatment for Aggregate surface 
roads and parking areas. 
 
Concrete – Concrete used for paving should have a minimum compressive strength of 
4,000 psi at 28 days. The air content at the point of placement should range from two (2) 
to four (4) percent. The concrete pavements should be reinforced, jointed and 
constructed per current ACI recommendations. 
 
Lime Treated Subgrade – Exposed subgrade soils should be scarified and stabilized 
with lime to achieve a pH of 12.4 or greater. Based on the encountered expansive soils, 
we expect that a 6% by unit weight mixture will be required to treat the soils.  A lime series 
pH test can be performed at the time of construction to select appropriate amount of lime 
mixture.  Installation should be performed in general accordance with TXDOT Item 260. 
The degree of compaction and moisture content should be maintained until the surface 
is paved. Prior to lime stabilization, proofrolling with a loaded 20-ton dump truck or similar 
equipment under the observation of geotechnical personnel should be performed to 
observe that unusually soft soils are removed and replaced with compacted select fill 
prior to lime stabilization of the subgrade. Any select fill should have a PI in the 10 to 25 
range and contain at least 35% material passing the #200 sieve. 
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CONSTRUCTION CONSIDERATIONS 
 

PSI should be retained to provide observation and testing of construction activities 
involved in the foundations, earthwork, pavements and related activities of this project. 
PSI cannot accept any responsibility for any conditions which deviate from those 
described in this report, nor for the performance of the foundations or pavements if not 
engaged to also provide construction observation and testing for this project. 
 
Moisture Sensitive Soils/Weather Related Concerns 
 
Soils are sensitive to disturbances caused by construction traffic and changes in moisture 
content. During wet weather periods, increases in the moisture content of the soil can 
cause significant reduction in the soil strength and support capabilities. In addition, soils 
which become wet may be slow to dry and thus significantly retard the progress of grading 
and compaction activities. It will, therefore, be advantageous to perform earthwork, 
foundation, and construction activities during dry weather. 
 
Drainage Concerns 
 
Water should not be allowed to collect in foundation excavations, on foundation surfaces, 
or on prepared subgrades within the construction area either during or after construction. 
Excavated areas should be sloped toward one corner to facilitate removal of any collected 
rainwater, groundwater, or surface runoff. Positive surface drainage at the site should be 
provided to reduce infiltration of surface water around the perimeter of the structure and 
beneath the structure foundation. The grades should be sloped away from the structure 
and the surface and roof drainage should be collected and discharged such that water is 
not permitted to infiltrate the building pad underlying the structure foundation. 
 
Excavations 
 
As was discussed previously, sandy fat clay, clayey sand, and lean clay materials were 
encountered at this site. Typically, soils penetrated by geotechnical augers such as those 
encountered on this site can be removed with conventional earthmoving equipment.  
 
It should be noted that excavation equipment varies and field conditions may vary. 
Generally, geologic processes (such as faulting, weathering, etc.) are erratic and large 
variations can occur in small vertical and/or lateral distances. Details regarding “means 
and methods” to accomplish the work (such as excavation equipment and technique 
selection) are the sole responsibility of the project contractor. The comments contained 
in this report are based on the observations of small diameter boreholes. The 
performance of large excavations may differ significantly as a result of the differences in 
excavation sizes. 
 
The Occupational Safety and Health Administration (OSHA) Safety and Health 
Standards (29 CFR Part 1926, Revised October 1989), require that excavations be 
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constructed in accordance with the current OSHA guidelines. Furthermore, the State of 
Texas requires that detailed plans and specifications meeting OSHA standards be 
prepared for trench and excavation retention systems used during construction. We 
understand that these regulations are being strictly enforced, and if they are not closely 
followed, the owner and the contractor could be liable for substantial penalties. 
 
The contractor is solely responsible for designing and constructing stable, temporary 
excavations and should shore, slope, or bench the sides of the excavations as required 
to maintain stability of both the excavation sides and bottom. The contractor's 
"responsible person", as defined in 29 CFR Part 1926, should evaluate the soil exposed 
in the excavations as part of the contractor's safety procedures. In no case should slope 
height, slope inclination, or excavation depth, including utility trench excavation depth, 
exceed those specified in local, state, and Federal safety regulations.  
 
We are providing this information solely as a service to our client. PSI does not assume 
responsibility for construction site safety or the contractor's or other parties compliance 
with local, state, and Federal safety or other regulations. 
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REPORT LIMITATIONS 
 
The recommendations submitted in this report are based on the available subsurface 
information obtained by PSI and design details furnished by the client for the proposed 
project. If there are any revisions to the plans for this project, or if deviations from the 
subsurface conditions noted in this report are encountered during construction, PSI 
should be notified immediately to determine if changes in the recommendations 
presented in this report are required. If PSI is not notified of such changes, PSI will not 
be responsible for the impact of those changes on the project. 
 
The Geotechnical Engineer warrants that the findings, recommendations, specifications, 
or professional advice contained herein have been made in accordance with generally 
accepted professional Geotechnical Engineering practices in the local area. No other 
warranties are implied or expressed. This report may not redistributed, copied or 
reproduced, except in its entirety, without the written consent of PSI. 
 
After the plans and specifications are more complete, the Geotechnical Engineer should 
be retained and provided the opportunity to review the final design plans and 
specifications to check that our engineering recommendations have been properly 
incorporated into the design documents. At that time, it may be necessary to submit 
supplemental recommendations. If PSI is not retained to perform these functions, PSI will 
not be responsible for the impact of those conditions on the project. This report has been 
prepared for the exclusive use of the City of San Antonio for the specific application to 
the proposed Fire Station No. 52 to be located at the intersection of Quintana Road and 
Fisher Road in San Antonio, Texas. 
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LOCATION:  See Boring Location Plan

DELAYED WATER LEVEL (FT): N/A
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Quintana Road & Fischer Road; San Antonio, Texas

Project No. 0312-1313
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STRATUM I
VERY STIFF to HARD, dark brown,
SANDY FAT CLAY (CH)
STRATUM II
VERY STIFF to HARD, brown, SANDY
LEAN CLAY (CL)

- grades to tan at 6 ft

Boring terminated at 10 ft
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COMPLETION DEPTH:  10.0 Feet
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               BORING  B-4

END OF DRILLING (ft.):  NONE OBSERVED
SEEPAGE (ft.): NONE ENCOUNTERED

Elevation:

LOCATION:  See Boring Location Plan

DELAYED WATER LEVEL (FT): N/A
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Quintana Road & Fischer Road; San Antonio, Texas
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STRATUM II
VERY STIFF to HARD, dark brown,
SANDY LEAN CLAY (CL)

- grades to brown at 4 ft

Boring terminated at 10 ft

27

DEPTH TO GROUND WATER

WC

P
LA

S
T

IC
 L

IM
IT
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               BORING  B-5

END OF DRILLING (ft.):  NONE OBSERVED
SEEPAGE (ft.): NONE ENCOUNTERED

Elevation:

LOCATION:  See Boring Location Plan

DELAYED WATER LEVEL (FT): N/A
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STRATUM II
VERY STIFF to HARD, dark brown,
SANDY LEAN CLAY (CL)

- grades to tan at 4 ft

Boring terminated at 10 ft
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               BORING  B-6

END OF DRILLING (ft.):  NONE OBSERVED
SEEPAGE (ft.): NONE ENCOUNTERED

Elevation:

LOCATION:  See Boring Location Plan

DELAYED WATER LEVEL (FT): N/A
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Quintana Road & Fischer Road; San Antonio, Texas
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STRATUM II
VERY STIFF to HARD, dark brown,
SANDY LEAN CLAY (CL)

STRATUM III
MEDIUM DENSE to DENSE, brown,
CLAYEY SAND (SC) with GRAVEL

Boring terminated at 10 ft
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               BORING  B-7

END OF DRILLING (ft.):  NONE OBSERVED
SEEPAGE (ft.): NONE ENCOUNTERED

Elevation:

LOCATION:  See Boring Location Plan

DELAYED WATER LEVEL (FT): N/A
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RECEIPT OF ADDENDUM NUMBER(S) 2 IS HEREBY ACKNOWLEDGED FOR PLANS AND  

 

SPECIFICATIONS FOR CONSTRUCTION OF FIRE STATION # 52 – 20-00045 
 
FOR WHICH BIDS WILL BE OPENED ON TUESDAY, MAY 31, 2016 AT 2:00 P.M. 

 
THIS ACKNOWLEDGEMENT MUST BE SIGNED AND RETURNED WITH THE 
BID PACKAGE. 
 
 
Company Name:        

Address:         

City/State/Zip Code:       

Date:     

         
Signature 

         
Print Name/Title 
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