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Alderson&
Associates, Inc.

PROJECT # 16077

DISTRIBUTION PANEL 'DP1' DISTRIBUTION PANEL 'DP2' 7700 Torino St, Suite 101
PROJECT : COSA Marina Nuewa ENCLOSURE : NEMA 1 0 ACRT 6 arc PROJECT : COSA Marina Nueva ENCLOSURE : NEMA 1 0 RCPT 6 arc -FSZPQQ;? |02’1 3'X611812121%
PROJECT#: 16077 MAIN LUGS ONLY : 400-AMPS MOUNTING : SURFACE : 75 ; EANS PROJECT#: 16077 MAIN LUGS ONLY : 400-AMPS MOUNTING : SURFACE : 176 7 Fans : SO
LOCATION : Nueva BUSSING : 400-AMPS CB TYPE : BOLT-ON 2 EarT ; ELev LOCATION : Nueva BUSSING : 400-AMPS CB TYPE : BOLT-ON 2 — s ELev ©2016 Alderson & Associates, Inc.
NOTES : VOLTAGE : 208/120V, 3PH, 4W PROVIDE : NEUTRAL BUS 3 wH s KITCHEN NOTES VOLTAGE : 208/120V, 3PH, 4W PROVIDE : NEUTRAL BUS s wH s KITCHEN F—1008
DATE : 28-Now2016 BRACING : 10 KAIC RMS SYM GROUND BUS 4 comp 0 LaMTR DATE : 28-Now2016 BRACING : 10 kAIC RMS SYM GROUND BUS . comp 0 LamTh
5 HEAT 1 EXTLTG 5 HEAT 1 EXTLTG
CKT AMPS POLE CIRCUIT DESCRIPTION LOAD TYPE PH TYPE LOAD CIRCUIT DESCRIPTION AMPS POLE CKT CKT AMPS POLE CIRCUIT DESCRIPTION LOAD TYPE PH TYPE LOAD CIRCUIT DESCRIPTION AMPS POLE CKT
1 50 2 CR1 3000| 2 |A 2 3,000 CR2 50 2 7 1 50 2 CR16 3,000 2 JA 2 3,000 CRI17 50 2 2
3 = - - 3000| 2 B 2 3,000 - - - 4 3 - - - 3,000 2 B 2 3,000 — — — 4
5 50 2 CR3 3000| 2 cl 2 3,000 CR4 50 2 6 5 50 2 CR18 3,000 2 cl 2 3,000 CR19 50 2 6
7 — = — 300| 2 |A 2 3,000 = - = 8 7 = = = 30000 2 J|A 2 3,000 = = = 8
9 50 2 CR5 3000| 2 B 2 3,000 CR6 50 2 10 9 50 2 CR20 3,000 2 B 2 3,000 CR21 50 2 10
11 =~ = — 3000| 2 cl 2 3,000 - - - 12 11 - - — 3,000 2 cl 2 3,000 = — — 12
13 50 2 CR7Y 3000| 2 |A 2 3,000 CRS 50 2 14 13 50 2 CR22 3000 2 |A 2 3,000 CR23 50 2 14
15 - - ~ 3000| 2 B 2 3,000 - = - 16 15 = = = 3,000 2 B 2 3,000 = - = 16
17 50 2 CR9 3000| 2 cl 2 3,000 CR10 50 2 18 17 50 2 CR24 3,000 2 cl 2 3,000 CR25 50 7. 18
19 ~ — ~ 3000| 2 |A 2 3,000 = = = 20 19 — _ - 300] 2 |A 2 3,000 - - - 20
21 50 7 CR11 3000| 2 B 2 3,000 CR12 50 2 22 21 50 2 CR26 3,000 2 B 2 3,000 CR27 50 2 22
23 — — — 3000| 2 cl 2 3,000 = = = 24 23 - = - 3,000 2 cl 2 3,000 = - = 24
25 50 2 CR13 3,000 2 A SPARE 50 2 26 25 50 2 CR28 3,000 2 A 2 3,000 CR29 50 2 26
27 — — — 3000| 2 B = = = 28 27 _ _ - 3,000 2 B 2 3,000 - - - 28
29 50 2 CR14 3,000 2 c SPARE 50 2 30 29 50 2 CR30 3,000 2 C SPARE 50 2 30
31 - —~ ~ 3000| 2 |A = = - 32 31 - = - 3,000 2 |A = = = 32
33 50 2 CR15 3,000 2 B SPARE 50 2 34 33 50 2 CR31 3,000 2 B SPARE 50 2 34
35 = = = 3000| 2 G = = = 36 35 = _ _ 3,000 2 [ - - - 36
37 50 2 SPARE A SPARE 50 B 38 37 50 2 SPARE A SPARE 50 2 38
39 — — —~ B = = ~ 40 39 = = - B = — = 40
41 20 1 SPARE B SPARE 20 1 42 1 20 1 SPARE C SPARE 20 1 42
PANEL | SUB FEED | TOTAL | TOTAL DEMAND | NOTES : PANEL | SUB FEED | TOTAL | TOTAL DEMAND | NOTES :
VA FEED | THRU | CONN VA |AMPS VA FEED | THRU | CONN VA |AMPS
PHASE A 30,000 0 0 30,000 | 30,000 | 250 PHASE A 33,000 0 0 33,000 | 33,000 | 275
PHASE B 30,000 0 0 30,000 | 30,000 | 250 PHASE B 33,000 0 0 33,000 | 33,000 | 275
PHASE C 30,000 0 0 30,000 | 30,000 | 250 PHASE C 30,000 0 0 30,000 | 30,000 | 250
TOTAL 90,000 0 0 90,000 | 90,000 | 250 | REVISIONS: TOTAL 96,000 0 0 96,000 | 96,000 | 267 | REVISIONS:
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Alderson&
Associates, Inc.

PROJECT # 16077

PANEL 'DP1" PANEL 'DP2' 7700 Torino St, Suite 101
PROJECT : COSA Marina Market ENCLOSURE : NEMA 1 0 ACPT 6 aic PROJECT : COSA Marina Market ENCLOSURE : NEMA 1 0 ACPT 5 arc San Antonio, TX 78229
PROJECT# - 16077 MAIN LUGS ONLY : 400-AMPS MOUNTING : SURFACE . L7s . FaNS PROJECT #: 16077 MAIN LUGS ONLY : 400-AMPS MOUNTING : SURFACE 1 LTa 7 FaNs Telephone: 210.61 4-? 110
LOCATION : WEST ELECTRICAL RM 204 BUSSING : 400-AMPS CB TYPE : BOLT-ON 2 - ; E1EV LOCATION : WEST ELECTRICAL RM 204 BUSSING : 400-AMPS CB TYPE : BOLT-ON 2 — ] - ©2016 Alderson & Associates, Inc.
NOTES : VOLTAGE : 208/120V, 3PH, 4W PROVIDE : NEUTRAL BUS 3 wH s KiTCHEN NOTES : VOLTAGE : 208/120V, 3PH, 4W PROVIDE : NEUTRAL BUS 3 wH s KTCHEN F-1008
DATE : 28-Nov-2016 BRACING : 10 KAIC RMS SYM GROUND BUS ‘ comp ©  LeMTR DATE : 28-Nov-2016 BRACING : 10 KAIC RMS SYM GROUND BUS ‘ come 0 LeMTA
5 HEAT 1 EXTLTG ¢ HEAT n EXTLTG
CKT AMPS POLE CIRCUIT DESCRIPTION LOAD TYPE PH TYPE LOAD CIRCUIT DESCRIPTION AMPS POLE CKT CKT AMPS POLE CIRCUIT DESCRIPTION LOAD TYPE PH TYPE LOAD CIRCUIT DESCRIPTION AMPS POLE CKT
7 50 2 CRI 3000] 2 |A 2 3,000 CR2 50 2 2 1 50 2 CRI3 3000] 2 |A 2 3,000 CRI4 50 2 2
3 - _ _ 30000 2 | B| 2 3,000 _ _ _ 4 3 _ _ _ 3000] 2 | B| 2 3,000 _ _ _ 4
5 50 2 CR3 3000 2 cl 2 3,000 CR4 50 2 6 5 50 2 CRI5 3000 2 cl 2 3,000 CR16 50 2 6
7 = = = 3000 2 |A 2 3,000 = = = 8 7 = = = 3000 2 |A 2 3,000 = = = 8
9 50 2 CR5 30000 2 | B| 2 3,000 CR6 50 2 10 9 50 2 CRA7 3000] 2 | B | 2 3,000 CR18 50 2 10
11 _ _ _ 3000| 2 c[ 2 3,000 _ _ _ 12 11 _ _ _ 3000 2 cl 2 3,000 _ _ _ 12
13 50 2 CR7 30000 2 |A 2 3,000 CR8 50 2 14 13 50 2 CR19 3000] 2 |A 2 3,000 CR20 50 2 14
15 = = = 30000 2 | B| 2 3,000 = = = 16 15 = = = 30001 2 | B | 2 3,000 = - = 16
17 50 2 CR9 3000 2 cl 2 3,000 CR10 50 2 18 17 50 2 CR21 3000 2 cl 2 3,000 CR22 50 2 18
19 - - - 3000] 2 |A 2 3,000 - - - 20 19 - - - 3000 2 |A 2 3,000 . . . 20
21 50 2 CR11 3000 2 | B| 2 3,000 CR12 50 2 22 21 50 g CR23 3000 2 | B | 2 3,000 CR24 50 2 22
23 = = = 3000 2 cl 2 3,000 = = = 24 23 = = = 3000 2 cl 2 3,000 = = = 24
25 50 2 SPARE A SPARE 50 2 26 25 50 2 CR25 3000 2 |A SPARE 50 2 26
27 - - - B - - - 28 27 - - - 3000] 2 | B - - - 28
29 50 2 SPARE c SPARE 50 2 30 29 50 2 SPARE C SPARE 50 2 30
31 = = = A = = = 32 31 = = = A = = = 32
33 50 2 SPARE B SPARE 50 2 34 33 50 2 SPARE B SPARE 50 2 34
35 = = = c = = = 36 35 = = = c = = = 36
37 50 2 SPARE A SPARE 50 2 38 37 50 2 SPARE A SPARE 50 2 38
39 = = = B = = = 40 39 = = = B _ _ _ 40
4 20 1 SPARE c SPARE 20 1 ) 41 20 1 SPARE c SPARE 20 1 )
PANEL | SUB | FEED | TOTAL | TOTAL DEMAND | NOTES : PANEL | SUB | FEED | TOTAL | TOTAL DEMAND | NOTES :
VA FEED | THRU | CONN | VA |AMPS VA FEED | THRU | CONN | VA [AMPS
PHASE A 24,000 0 0 24,000 | 24,000 | 200 PHASE A 27,000 0 0 27.000 | 27.000 | 225
PHASE B 24,000 0 0 24,000 | 24,000 | 200 PHASE B 27,000 0 0 27.000 | 27,000 | 225
PHASE C 24,000 0 0 24,000 | 24,000 | 200 PHASE C 24,000 0 0 24,000 | 24,000 | 200
TOTAL 72,000 0 0 72,000 | 72,000 | 200 | REVISIONS: TOTAL 78,000 0 0 78,000 | 78.000 | 217 | REVISIONS:
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