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AN ORDINANCE 2010-09-30-0814 
AUTHORIZING AN ENERGY SAVINGS PERFORMANCE CONTRACT 
WITH JOHNSON CONTROLS, INC. AT A TOTAL COST OF 
$9,218,085.00 FOR IMPROVEMENTS AT CONVENTION, SPORTS AND 
ENTERTAINMENT FACILITIES LOCATED IN COUNCIL DISTRICTS 
1 AND 2. 

* * * * * 

WHEREAS, this Ordinance authorizes the execution of an Energy Savings Performance Contract 
("ESPC") with Johnson Controls, Inc. ("JCI") at the Henry B. Gonzalez Convention Center ("Convention 
Center"), Alamodome and the Convention, Sports and Entertainment Facilities ("CSEF") Administration 
Building under which JCI will design and install energy and water conservation improvements and 
guarantee minimum utility savings at these facilities for 15 years; and 

WHEREAS, on June 18, 2009, City Council authorized a professional services agreement with JCI, 
through Ordinance 2009-06-18-0527, to perform energy audits of various facilities operated by the CSEF 
and Aviation departments, including the Convention Center, Alamodome and the CSEF Administration 
Building, as well as Terminal A and the parking and maintenance facilities at the International Airport; 
and 

WHEREAS, as a result of the CSEF energy audit, the following energy and water conservation 
improvements were identified: lighting and controls, water conservation, solar thermal window film, 
HV AC and controls and solar thermal domestic hot water; and 

WHEREAS, under the terms of the ESPC, after these improvements are made JCI will guarantee a 
minimum of $15,663,873.00 in utility savings over 15 years and in the event the City does not achieve 
the savings, JCI will pay the City the difference, as provided for by Texas Local Government Code 
Chapter 302; and 

WHEREAS, the CSEF will also achieve an estimated $320,235.00 in operational savings as a result of 
these improvements, for total utility and operational savings of $15,984, 108 .00 over 15 years; and 

WHEREAS, the proposed costs and utility savings were reviewed and validated by Jacobs Engineering 
as part of a third-party review; and 

WHEREAS, the total cost of this ESPC is $9,218,085.00, not including financing costs, of which 
$8,755,403.00 is for equipment and installation costs and $462,682.00 is for ongoing measurement and 
verification of utility savings; and 

WHEREAS, the equipment and installation cost of $8,755,403.00, plus costs of issuance estimated at 
$25,261.08, for a total financing amount of $8,780,664.08, will be paid through a separate Master 
Equipment Lease/Purchase Agreement; and 

WHEREAS, the interest cost for the financing is estimated at $2,839,390.90, for total project costs of 
$12,082,736.98 over 15 years; and 
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WHEREAS, the ongoing measurement and verification cost of $462,682.00, as well as the debt service 
for the financing, will be paid annually through utility and operational savings in the CSEF operating 
budget in the Community and Visitor Facilities Fund, subject to City Council appropriation; and 

WHEREAS, all the costs of the equipment, installation, ongoing measurement and verification, and 
financing shall be covered by lCI's energy savings guarantee; and 

WHEREAS, the net savings to the CSEF over the life ofthe project will be an estimated $3,901,371.02; 
NOW THEREFORE: 

BE IT ORDAINED BY THE CITY COUNCIL OF THE CITY OF SAN ANTONIO: 

SECTION 1. The terms and conditions of an Energy Savings Performance Contract with JCI for the 
CSEF are authorized and approved, subject to the approval of the applicable Master Equipment 
Lease/Purchase Agreement. 

SECTION 2. The City Manager or her designee is authorized to execute an Energy Savings 
Performance Contract for the CSEF with JCI. A copy of the Contract, previously executed by JCI, is 
attached to this Ordinance as Exhibit I. 

SECTION 3. An amount not to exceed $9,218,085.00 will be encumbered upon issuance of a purchase 
order, and payment is authorized to Johnson Controls, Inc. All expenditures will be in accordance with 
the Fiscal Year 2011 budget approved by City Council. 

SECTION 4. The financial allocations in this Ordinance are subject to approval by the Chief Financial 
Officer ("CFO"), City of San Antonio. The CFO may, subject to concurrence by the City Manager or the 
City Manager's designee, correct allocations to specific cost centers and fund numbers as necessary to 
carry out the purpose of this Ordinance. 

SECTION 5. This Ordinance shall be effective immediately upon the passage of eight (8) affirmative 
votes. If it is not passed by 8 affirmative votes, this Ordinance shall be effective on and after the tenth 
day after passage. 

ATTEST: 

MAY 0 R 
Julian Castro 

APPROVED AS TO FORM: 
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Agenda Voting Results - SA 

Name: 5A,5B 

Date: 09/3012010 

Time: 10:24:02 AM 

Vote Type: Motion to Approve 

Description: An Ordinance authorizing an Energy Savings Performance Contract with 
Johnson Controls, Inc. at a total cost of$9,218,085.00 for improvements 
at Convention, Sports and Entertainment Facilities located in Council 
Districts 1 and 2. 

Result: Passed 

Voter Group 
Not 

Yea Nay Abstain Motion Second Present 

Julian Castro Mayor x 

Mary Alice P. Cisneros District 1 x 

Ivy R. Taylor District 2 x 

Jennifer V. Ramos District 3 x x 

Philip A. Cortez District 4 x x 

David Medina Jr. District 5 x 

Ray Lopez District 6 x 

Justin Rodriguez District 7 x 

W. Reed Williams District 8 x 

Elisa Chan District 9 x 

John G. Clamp District 10 x 
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STATE OF TEXAS § 
§ 

COUNTY OF BEXAR § 
ENERGY SAVINGS PERFORMANCE CONTRACT 

This Energy Savings Performance Contract ("Contract") is entered into by and between the City 
of San Antonio, a Texas Municipal Corporation ("City"), acting by and through its Director of 
Convention, Sports and Entertainment Facilities ("Director"), pursuant to Ordinance No. 20_ -

___ passed and approved on the _ day of , 20_, and 
Johnson Controls, Inc., a Wisconsin corporation ("Contractor"), by and through its Regional Vice 
President, both of whom may be referred to herein collectively as the "Parties". 

Recitals 

WHEREAS, City owns and operates the Facilities, and desires to obtain energy and water cost 
saving equipment and services designed to save energy and associated energy costs at said 
Facilities; and 

WHEREAS, City issued a Request for Qualifications ("RFQ") for Energy/Utility Reduction 
Performance Contracting Services in May 2008 and Contractor submitted a proposal; and 

WHEREAS, City subsequently entered into a professional services agreement with Contractor 
to perform a finance-quality, investment-grade Energy Assessment Report ("EAR"), attached as 
Exhibit A, in order to determine the viability of this Contract for the implementation of Energy 
Cost Reduction Measures ("ECRMs") at the Facilities; and 

WHEREAS, in compliance with Texas Local Government Code §§ 302.005(b) and (c), City 
contracted with a licensed professional engineer who reviewed the energy savings projected by 
Contractor in the EAR; and 

WHEREAS, the Parties are now executing this Contract under which the Contractor shall 
design, procure, implement, and maintain such ECRMS at the Facilities, as well as monitor and 
guarantee the resulting energy cost savings according to the terms of this Contract and the 
scope of work; and 

NOW THEREFORE, the Parties hereto severally and collectively agree, and by the execution 
hereof are bound, to the mutual obligations herein contained and to the performance and 
accomplishment of the tasks hereinafter described. 

Article I Definitions 

As used in this Contract, the following terms shall have meanings as set out below: 

1.1 "ACM" is Asbestos Containing Materials. 

1.2 "AHU" is Air Handling Unit. 

1.3 "Annual Project Benefits" are the portion of the projected Total Project Benefits to 
be achieved in anyone year of the Guarantee Term. 

1.4 "Assured Performance Guarantee" is the guarantee of the Total Project Benefits 
achieved over the term of the Contract as a result of the installation and operation of the 
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equipment and provision of services provided for in this Contract, and in accordance with the 
Measured and Non-Measured Project Benefits, as set forth in Schedule 2: Assured 
Performance Guarantee. 

1.5 "Baseline" is the mutually agreed upon data and/or usage amounts that reflect 
conditions, as measured in energy consumed/dollars spent, prior to the installation of the 
ECRMs, as set forth in Schedule 2: Assured Performance Guarantee. 

1.6 "Change Orders" are written alterations to the Work and / or M&V Services 
executed by both parties, consisting of additions, deletions, or other revisions to the Work, M&V 
Services and any equitable adjustment in the time for performance, the price and payment 
terms and the Assured Performance Guarantee. 

1.7 "CHW" is Chilled Water. 

1.8 "City" is defined in the preamble of this Contract and includes its successors and 
assigns. 

1.9 "City Council" is the City of San Antonio City Council. 

1.10 "Commercially Useful Function" is a function performed by an SE when it is 
responsible for supplying goods or for execution of a distinct element of the work of a contract 
and carrying out its responsibilities by actually performing, managing and supervising the work 
involved. To determine whether an SE is performing a Commercially Useful Function, the 
amount of work subcontracted, industry practices and other relevant factors shall be evaluated. 
Commercially Useful Function is measured for purposes of determining participation on a 
contract, not for determination of certification eligibility. 

1.11 "Conduit" is an SE that knowingly agrees to pass the scope of work for which it is 
listed for participation, and is scheduled to perform or supply on the contract, to a non-SE firm. 
In this type of relationship, the SE has not performed a Commercially Useful Function and the 
arranged agreement between the two parties is not consistent with standard industry practice. 
This arrangement does not meet the Commercially Useful Function requirement and therefore 
the SE's participation does not count toward the SE utilization goal. 

1.12 "Contractor" is defined in the preamble of this Contract and includes its 
successors. 

1.13 "Contractor Hazardous Materials" are Hazardous Materials used in providing the 
Work. 

1.14 "DHW" is Domestic Hot Water. 

1.15 "EAR" is a finance-quality, investment-grade audit and detailed engineering and 
technical report, prepared and sealed by a qualified Professional Engineer, that identifies and 
documents proposed ECRMs at the Facilities to improve the infrastructure, reduce energy 
consumption, reduce utility and other operating costs, reduce and defer maintenance costs, 
defray future capital costs, and increase revenues, if applicable. 

{5096.0038/129745_ 4} - 2 -



1.16 "ECRMs" are Energy Cost Reduction Measures, which are individual 
improvements, upgrades, and retrofits of energy efficient equipment, services and measures 
that reduce, or are expected to reduce, energy consumption and/or utility operating costs. 

1.17 "EFLH" is Equivalent Full Load Hours. 

1.18 "EPA" is the United States Environmental Protection Agency. 

1.19 "ESP" is Equipment Selection and Performance. 

1.20 "Facilities" are the following City facilities: 

1.20.1 Henry B. Gonzalez Convention Center ("HBGCC") 
200 E. Market St. 
San Antonio, Texas 

1.20.2 Alamodome ("Dome") 
100 Montana Street 
San Antonio, Texas 

1.20.3 HemisFair Park - Building 277 ("Bldg. 277") 
600 Hemisfair Plaza Way 
San Antonio, Texas 

1.21 "FEMP" is the Federal Energy Management Program. 

1.22 "Guarantee Commencement Date" is the first day of the month after the month in 
which all schedules are in final form and accepted by the City, and Contractor shall have 
delivered a Certificate of Substantial Completion. 

1.23 "Guarantee Term" is an individual consecutive twelve (12) month term, the first of 
which will commence on the Guarantee Commencement Date. Consecutive twelve (12) month 
Guarantee Terms will continue for the duration of the M&V Services, subject to earlier 
termination as provided in this Contract. 

1.24 "Hazardous Materials" are any materials or substances that, whether by their 
nature or use, are now or hereafter defined or regulated as hazardous waste, hazardous 
substances, pollutants or contaminants under applicable law relating to or addressing public or 
employee health and safety and protection of the environment, or which are toxic, explosive, 
corrosive, flammable, radioactive, carcinogenic, mutagenic or otherwise hazardous or which are 
or contain petroleum, gasoline, diesel, fuel, another petroleum hydrocarbon product, or 
polychlorinated biphenyls. Hazardous Materials specifically includes mold and lead-based paint 
and specifically excludes ACM. 

1.25 "HP" is Horse-Power. 

1.26 "HVAC" is Heating, Ventilation and Air Conditioning. 

1.27 "HW" is Hot Water. 

1.28 "IES" is Integrated Environmental Strategies. 
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1.29 "Installation Period" begins on the date Contractor receives the City's Notice to 
Proceed and ends on the Guarantee Commencement Date. 

1.30 "IPMVP" is International Performance Measurement & Verification Protocol. 

1.31 "Measured Project Benefits" are the utility savings and cost avoidance calculated 
in accordance with the methodologies set forth in Schedule 2 Assured Performance Guarantee. 

1.32 "M&V" is Measurement and Verification. 

1.33 "M&V Services" are the Contractor services performed in connection with the 
M& V portion of the project. 

1.34 "NAE" is Network Automation Engine. 

1.35 "Non-Measured Project Benefits" are identified in Schedule 2 Assured 
Performance Guarantee. The Non-Measured Project Benefits have been agreed to by City and 
will be deemed achieved in accordance with the schedule set forth in the Total Project Benefits 
table in Schedule 2 Assured Performance Guarantee. City and Contractor agree that: (i) the 
Non-Measured Project Benefits may include, but are not limited to, future capital and 
operational costs avoided, other than those agreed to as Measured Project Benefits, as a result 
of the Work and services, and implementation of the ECRMs, (ii) achievement of the Non
Measured Project Benefits is outside of Contractor's control, and (iii) City has evaluated 
sufficient information to conclude that the Non-Measured Project Benefits will occur and bears 
sole responsibility for ensuring that the Non-Measured Project Benefits will be realized. 
Accordingly, the Non-Measured Project Benefits shall not be measured or monitored by 
Contractor at any time during the Guarantee Term, but rather shall be deemed achieved in 
accordance with the schedule set forth in the Total Project Benefits table in Schedule 2 Assured 
Performance Guarantee. 

1.36 "PCB" is Polychlorinated Biphenyl. 

1.37 "Ph" is Phase. 

1.38 "Professional Engineer" is a professional engineer(s) performing the EAR who is: 
1) licensed as a Texas Professional Engineer and works for a firm that is registered with the 
Texas Board of Professional Engineers; 2) has extensive knowledge of energy/utility-using 
systems found in institutional and commercial buildings, a working knowledge of energy-efficient 
retrofits utilizing state-of-the art technologies, and a specific understanding of building operation 
and maintenance procedures; and; 3) knowledgeable in IPMVP techniques and protocols. 

1.39 "Project Benefits" are the Measured Project Benefits plus the Non-Measured 
Project Benefits to be achieved for a particular Guarantee Term during the term of this Contract. 

1.40 "Punch List" is a document attached to the Certificate of Substantial Completion 
which lists Work and / or M& V Services that either (i) do not conform to the Contract 

specifications, (ii) are incomplete, or (iii) are unsatisfactory, and which must be completed 
and/or corrected before Contractor receives final payment. 
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1.41 "SBEDA Enterprise" ("SE") is a corporation, limited liability company, 
partnership, individual, sole proprietorship, joint stock company, joint venture, professional 
association or any other legal entity operated for profit that is properly licensed, as applicable, 
and otherwise authorized to do business in the State of Texas and certified pursuant to SBEDA 
Program requirements 

1.42 "SBEDA Plan" is The Good Faith Effort Plan ("GFEP"), SBEDA Narrative, List of 
Subcontractors/Suppliers and executed Letters of Intent (all as applicable) that are submitted 
with Contractor's Proposal for this Contract, attached hereto and incorporated herein as 
Exhibit B. 

1.43 "Substantial Completion" means the time in performance of the Work when the 
City is able to operate the ECRMs 

1.44 "TCP/IP" is Transmission Control Protocol/Internet Protocol. 

1.45 "Total Project Benefits" are the cumulative Project Benefits to be achieved during 
the entire term of this Contract. 

1.46 "UV" is Ultra-Violet. 

1.47 "V" is Volt. 

1.48 "VFD" is Variable Frequency Drive. 

1.49 "Work" is the Scope of Work set forth in Schedule 1, collectively involving the 
equipment, project installation and Training portion of the project. Equipment shall include any 
and all additions, modifications, attachments, replacements and parts of same. M&V Services 
authorized by this Contract and performed during the Installation Period of the project are part of 
the "Work." 

Article II Contract Documents 

The documents forming this Contract include: 
(a) These Terms and Conditions; 
(b) Schedule 1: Scope of Work; 
(c) Schedule 2: Assured Performance Guarantee; 
(d) Exhibit A - Energy Assessment Report; 
(e) Exhibit B - SBEDA / GFEP Plan; 

Each of the foregoing Schedules and Exhibits are incorporated into this Contract and 
shall be deemed an integral part of this Contract. 

Article III Term 

3.1 This Contract shall become effective upon final execution by both Parties and 
continue in full force and effect for the period required for (a) completion by Contractor of the 
Work and M&V Services as set forth in Article IV The Work and Services, and in Schedule 1 
and Schedule 2, which shall include all Guarantee Terms, and (b) fulfillment by the City of its 
compensation and payment obligations in this Contract. 
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Article IV The Work and Services 

4.1 In consideration for the compensation herein provided in Article 7 Compensation 
and Payment, Contractor shall perform the Work set forth and referenced in Schedule1 Scope 
of Work. After the Work is Substantially Complete (as defined in this Contract) Contractor shall 
provide the Assured Performance Guarantee and render the M&V Services in connection with 
the project, as more specifically outlined in Schedule 2: Assured Performance Guarantee. 

4.2 Performance of the Work by Contractor shall commence upon receipt of a Notice 
to Proceed issued by Director or his designee, and shall terminate upon issuance of a 
Certificate of Payment and upon written acceptance by City of Contractor's Work, unless 
extension or earlier termination shall occur pursuant to any of the provisions hereof. Contractor 
shall proceed with the Work within ten (10) business days of receipt of the Notice to Proceed. 
Contractor shall supervise and direct the Work and shall be responsible for all construction 
means, methods, techniques, sequences, and procedures, and for the safety precautions and 
programs in connection with the Work, and for coordinating all portions of the Work under this 
Contract. Contractor shall be responsible to pay for all labor, materials, equipment, tools, 
construction equipment and machinery, transportation and other facilities and services 
necessary for the proper execution and completion of the Work. Substantial Completion shall 
occur no later than September 30, 2011. 

4.3 If Contractor is delayed in the commencement, performance, or completion of the 
Work or M&V Services by causes beyond the control and without its fault, including but not 
limited to, inability to access property; concealed or unknown conditions encountered at the 
project, differing from the conditions represented by City in the bid documents or otherwise 
disclosed by City to Contractor prior to the commencement of the Work and M&V Services; a 
Force Majeure (as defined herein) condition; failure by City to perform its obligations under this 
Contract; or failure by City to cooperate with Contractor in the timely completion of the Work and 
M&V Services, Contractor shall provide written notice to City of the existence, extent of, and 
reason for such delays and impacts. Under such circumstances, an equitable adjustment in the 
time for Contract performance, compensation and payment, and the Assured Performance 
Guarantee shall be made. 

4.4 Notwithstanding anything to the contrary in any other Article or Schedule of this 
Contract, the commencement of the Guarantee Term shall not occur and the City shall not be 
required to accept the Work unless and until all Work for the Facilities is completed by 
Contractor in accordance with the terms and conditions of this Contract. City shall have thirty 
(30) days after notification by the Contractor to inspect and accept the Work. City reserves the 
right to reject the Work if installation fails to meet reasonable standards of workmanship, does 
not comply with applicable building codes, or is otherwise not in compliance with this Contract. 
Contractor shall not be paid in full for the Work, including retainage, until after the Punch List is 
completed and a Certificate of Substantial Completion has been signed by the City. 

Article V Changes in Work 

5.1 Changes in the Work and M&V Services may be accomplished after the 
execution of the Contract, and without invalidating the Contract, by Change Order, subject to the 
limitations stated in this Contract. A Change Order shall be based upon agreement between the 
City and the Contractor and shall be a written modification of the Contract prepared by the City 
and signed by the City and the Contractor (and approved by the City Council, if required), which 
authorizes an addition, deletion, or revision in the Work and M&V Services and/or an adjustment 
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in the price or the Contract term and is issued on or after the date the Contract becomes 
effective. 

5.2 Prior to installation or purchase of equipment by Contractor, City reserves the 
right to request changes in equipment listed in Schedule 1 Scope of Work, including but not 
limited to, brand and model specifications. Such changes shall be made through the Change 
Order process and in the event City-specified equipment results in increased project cost, City 
shall be responsible for paying Contractor the increase. 

5.3 Changes in the Work and M&V Services shall be performed under applicable 
provisions of the Contract, and the Contractor shall proceed promptly with the changed Work 
and M&V Services, unless otherwise provided in the Change Order. 

5.4 Acceptance of an executed Change Order by the Contractor shall constitute a full 
accord and satisfaction for any and all claims and costs of any kind, whether direct or indirect, 
including, but not limited to, additional time, impact, delay or acceleration damages, arising from 
the subject matter of the Change Order. Each Change Order shall be specific and final as to 
prices and compensation, energy savings projections and guarantees, and extensions of time 
for Contract performance, with no reservations or other provisions allowing for future additional 
compensation or time for Contract performance as a result of the particular changes identified 
and fully compensated in the Change Order. The execution of a Change Order by the 
Contractor shall constitute conclusive evidence of the Contractor's agreement to the ordered 
changes in the Work and M&V Services. 

5.5 Minor Changes to the Work and M&V Services. The Director will have authority 
to order minor changes in the Work and M&V Services not involving adjustment in the Contract 
price and Contractor's compensation, or extension of the time for Contract performance, and not 
inconsistent with the intent of the Contract documents provided that such changes do not impact 
the Annual or Total Project Benefits or the Assured Performance Guarantee. Such changes 
shall be effected by written order and shall be binding on the City and Contractor. The 
Contractor shall carry out such written orders promptly. 

Article VI Assured Performance Guarantee 

6.1 Contractor shall provide an Assured Performance Guarantee with respect to the 
Project Benefits as more fully described in Schedule 2: Assured Performance Guarantee. 

6.2 Contractor, subject to the adjustments provided for in Article XVII Equipment 
Service and Alterations, guarantees the annual level of energy and water cost savings to be 
achieved as a result of the Work and M& V Services in accordance with the methods of savings 
measurement and verification as set forth in Schedule 2 Assured Performance Guarantee. The 
Assured Performance Guarantee is set forth in annual increments for the term of the Contract 
as specified in Schedule 2 Assured Performance Guarantee. The Assured Performance 
Guarantee shall be sufficient to cover any and all payments and compensation to be paid to 
Contractor under the Contract and are required to be made by the City as set forth in Article VII 
Compensation and Payment, including, but not limited to, all payments and obligations to 
Contractor set out in Article VIII, Funding. 

6.3 Energy-related cost savings shall be measured and/or calculated and a report 
provided to the City within ninety (90) days of the end of each year of the Guarantee Term. 
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Article VII Compensation and Payment 

7.1 The agreed to price for the Work and M&V Services, in the installation period is a 
guaranteed maximum price of Eight Million Seven Hundred Fifty Five Thousand, Four Hundred 
and Three dollars ($8,755,403.00). Contractor shall submit invoices no more than once monthly 
for work performed. Such invoices must include a full description of Work and M&V Services 
performed and a percentage of completion and any other documentation required by the 
Director or his designated representative. The invoiced amount shall be commensurate with the 
percentage of Work and M&V Services completed and included on a particular invoice. City, 
upon verification by City of percentage completion, shall pay Contractor all undisputed amounts 
within thirty (30) days of receipt of Contractor's invoice. City retains the right to request 
additional information and/or documentation for verification of each invoice. 

7.2 Retainage of ten percent (10%) will be withheld from each payment for the Work 
and M&V Services in the Installation Period through a Percentage of Completion of 50% and 
then 5% retainage thereafter until the Work and M&V Services in the Installation Period is 
completed as set forth. 

7.3 The total price for Contractor's M&V Services, during the Guarantee Term, as 
detailed in Schedule 2: Assured Performance Guarantee of this Contract is Four Hundred 
Sixty Two Thousand Six Hundred Eighty Two dollars ($462,682.00), excluding the cost of the 
Performance Bond required per Article IX. The annual fee for M&V Services listed in the table 
below will be billed by Contractor and paid by City in four equal installments on a quarterly 
basis with an annual escalation rate of three percent (3%). These M&V Services costs do not 
include the cost of the performance bond covering the Assured Performance Guarantee 
required by Article IX. The cost of this bond shall be paid by City and is in addition to the M&V 
Services costs listed in the table below and will be included as a separate line item in the 
quarterly M&V Services invoice. Contractor shall invoice the City for M&V Services only after 
the end of the quarter in which the M&V Services were performed by Contractor. These 
payments will be due and payable when City receives Contractor's invoice and shall be made 
throughout the Guarantee Term so long as this Contract remains in effect. 

GUARANTEE 
TERM PAYMENT 

1 $62,307 
2 $23,433 
3 $24,135 
4 $24,860 
5 $25,605 
6 $26,373 
7 $27,165 
8 $27,980 
9 $28,819 
10 $29,684 
11 $30,574 
12 $31,491 
13 $32,436 
14 $33,409 
15 $34,411 
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TOTAL I $462,682 I 

7.4 Compensation payments due to Contractor for M&V Services under this Contract 
as set forth in Section 7.2 and shall begin no earlier than ninety (90) days from the Guarantee 
Commencement Date as defined herein. 

7.5 Actual energy and operations savings achieved by Contractor through the 
operation of equipment and performance of services by Contractor shall be sufficient to cover 
any and all fees to be paid by City to Contractor for the provision of services as set forth and in 
accordance with the provisions below. 

7.6 In the event the cumulative dollar amounts of Measured and Non-Measured 
Project Benefits achieved during any Guarantee Term are less than the Assured Performance 
Guarantee, Contractor shall pay the City an amount equal to the deficiency within thirty (30) 
days of submitting the report in Section 6.3 detailing the deficiency. 

Article VIII Funding 

8.1 The Parties acknowledge and agree that Contractor is not making any 
representation or warranty to City with respect to matters not expressly addressed in this 
Contract, including, but not limited to: 

8.1.1 City's ability to obtain or make payments on any financing associated with 
paying for the ECRMs, related services, or otherwise; 

8.1.2 City's proper legal, tax, accounting, or credit rating agency treatment 
relating to this Contract; and 

8.1.3 The necessity of City to raise taxes or seek additional funding for any 
purpose. 

8.2 City is solely responsible for its obligations and determinations with respect to the 
foregoing matters. 

8.3 In the event no City or other funds, or insufficient City or other funds are 
appropriated and budgeted, or funds are otherwise unavailable, then City will, not less than ten 
(10) days prior to the end to such applicable City fiscal period (October 1 - September 30), 
notify the Contractor in writing of such occurrence and this Contract shall terminate on the last 
day of the fiscal period for which appropriations were made without penalty or expense to City of 
any kind Whatsoever, except as to the portions of payments herein agreed upon for which City 
and/or other funds shall have been appropriated and budgeted or are otherwise available. 

Article IX Payment and Performance Bond 

Contractor shall provide payment and performance bonds made payable to the City of 
San Antonio, executed by a corporate surety acceptable to City who is licensed pursuant to the 
Texas Insurance Code and listed on the United States Department of the Treasury's Listing of 
Approved Sureties (Dept. Circular 570), in the full amount of the Contract price, including 
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installation costs, equipment purchased, and as security for all persons supplying labor and 
material in the performance of this Contract. Contractor shall provide a separate performance 
bond, executed by a corporate surety acceptable to City who is licensed pursuant to the Texas 
Insurance Code and listed on the United States Department of the Treasury's Listing of 
Approved Sureties (Dept. Circular 570), in the full amount of the Assured Performance 
Guarantee. Said bond must be in a form acceptable to City. The payment and performance 
bonds must clearly and prominently display on the bonds or on attachments to the bonds: 
(1) the name, mailing address, physical address, and telephone number, including the area 
code, of the surety company to which any notice of claim should be sent; or (2) the toll-free 
telephone number maintained by the Texas Department of Insurance under Article 1.35D, 
Insurance Code, and a statement that the address of the surety company to which any notice of 
claim should be sent may be obtained from the Texas Department of Insurance by calling the 
toll-free telephone number. Said bonds shall further provide that the surety shall indemnify the 
obligee for all damages or losses resulting from the principal's default. Said bonds shall further 
guarantee the principal's performance of all terms and obligations under this Contract. Said 
bonds must have attached thereto a Power of Attorney as evidence of the authority of the 
person executing the bond to bind the surety. These bonds must be furnished in compliance 
with the statutory requirements of the Texas Government Code, chapter 2253 and the Texas 
Property Code, chapter 53. These bonds must be executed and delivered to City prior to 
commencement of Work and services under this Contract. 

Article X Work Installation Schedule 

The Work, including equipment installation, shall proceed in accordance with the 
installation schedule approved by City and attached in Schedule 1 Scope of Work. 

Article XI Warranty 

11.1 Warranty. Contractor will perform all Work and M& V Services in a professional 
and workmanlike manner. For each ECRM, Contractor further warrants that all equipment sold 
and installed pursuant to this Contract is new and will be free from defects in material and 
workmanship and will function properly and fulfill its intended use as outlined in Schedule 1 
Scope of Work for a period of one (1) year from the date of Substantial Completion of the ECRM 
or such other period identified in Schedule 1 Scope of Work or M&V Services, whichever is 
later, if operated and maintained in accordance with the manufacturers' specifications. During 
such warranty period, Contractor will promptly re-perform any non-conforming Work or M&V 
Services or replace any non-functioning, non-conforming or improper equipment with the 
appropriate new equipment at Contractor's sole expense. The foregoing remedy with respect to 
the Work and M&V Services, together with any remedy provided by goods or equipment 
manufacturers, shall be City's sole and exclusive remedies for warranty claims. This warranty 
does not extend to any equipment or Work or M&V Services which have been abused, altered 
or misused, or repaired by City or third parties, other than third parties expressly authorized by 
the manufacturer to repair such equipment, without the supervision or prior written consent of 
Contractor. 

11.2 Contractor agrees to assign or transfer to City all manufacturers' warranties 
relating to the equipment and to deliver such written warranties to City. Contractor shall use 
reasonable business efforts to obtain the most beneficial warranty possible. Contractor will 
provide to City the greater of a one year warranty or the Contractor's standard warranty for 
equipment, Contractor manufactures and provides to City pursuant to this Contract. EXCEPT 
FOR WARRANTY FOR A PARTICULAR PURPOSE, THESE WARRANTIES ARE IN LIEU OF 
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ALL OTHER WARRANTIES, EXPRESS OR IMPLIED, INCLUDING BUT NOT LIMITED TO 
THOSE OF MERCHANTABILITY. City understands that Contractor is a provider of services 
under this Contract. Contractor shall not be considered a merchant or a vendor of goods. 

Article XII Contractor Responsibilities 

12.1 Contractor shall provide and perform all Work and M& V Services required under 
this Contract in compliance with all applicable local, State and Federal laws, rules and 
regulations. Unless otherwise specified in Article XV City Responsibilities, Contractor shall be 
responsible for: 

12.1.1 obtaining, at Contractor's sole cost, all licenses and permits required for it 
to perform the Work and M&V Services, including building permits; 

12.1.2 in the event Contractor installs additional metering devices for its benefit, 
providing and maintaining dedicated telephone lines and/or TCP/IP 
remote connections, at Contractor's sole expense, to facilitate remote 
monitoring of relevant equipment; 

12.1.3 in the event Contractor installs additional metering devices for its benefit, 
providing and installing utility sub-meters on all new construction and/or 
additions built during the Guarantee Term; 

12.1.4 following and complying with the requirements listed in the City of San 
Antonio Unified Development Code, as amended, if applicable, which is 
incorporated by reference herein; 

12.1.5 following and complying with the requirements listed in the CPS Energy 
and SAWS Design Guidance Manuals, as amended, if applicable, both of 
which are incorporated by reference herein; 

12.1.6 coordinating the project with all utility companies that may affect this 
project, as applicable, and requesting the most current available records 
showing the location of utilities. Contractor shall identify particular 
problems and conflicts arising from existing utilities, which affect the 
project and shall make recommendations with respect thereto. The 
Contractor shall document the status of each utility affecting the project 
with a Memorandum of Record to be submitted prior to the 
commencement of any Work and M&V Services. The City will assist the 
Contractor in obtaining data and services requested of the utility 
companies by the Contractor after diligent effort has been made by the 
Contractor to no avail. The Contractor shall coordinate with the following 
utility companies: 
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12.1.6.1 
12.1.6.2 
12.1.6.3 
12.1.6.4 
12.1.6.5 
12.1.6.6 
12.1.6.7 

City Public Service (Gas and Electric) 
San Antonio Water System (SAWS) 
Bexar Metropolitan Water District 
Edwards Aquifer Authority 
Time Warner Cable 
Grande Communications 
AT&T 
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12.1.6.8 Other utility companies, which may be affected 

12.1.7 furnishing all data and information, and completing any documents, 
required by the City for the development of any applications or supporting 
materials for local, State or Federal Government reimbursements, 
rebates, programs, permits, grants or planning advances, including data, 
information and documents that extend beyond those actually developed 
in the performance of other provisions of this Contract; and 

12.1.8 conducting the training program described in Schedule 1 Scope of Work. 
The training specified in Schedule 1 must be completed prior to 
Substantial Completion. Upon request, Contractor shall provide training 
during the first year of the term of this Contract until the Warranty 
expiration if it updates or alters equipment, including upgrading software. 
Such training shall require compensation as agreed to by the Parties and 
shall have no effect on prior acceptance of equipment installation. 

12.2 Contractor shall not be obligated to provide any changes to or improvement of 
the Facilities or any portion thereof required under any applicable building, fire, safety, sprinkler 
or other applicable code, standard, law, regulation, ordinance or other requirement unless the 
same expressly impacts the effectiveness of or regulates the installation of the ECRMs. Without 
limiting the foregoing, Contractor's obligations with respect to the Work and M&V Services is not 
intended to encompass any changes or improvements that relate to any compliance matters 
(whether known or unknown) that are not directly related to the installation of the ECRMs. 

12.3 City shall use good and reasonable efforts to assist Contractor in obtaining all 
necessary permits and approvals for installation of the equipment. In no event shall City, 
however, be responsible for payment of any permit fees. The equipment and the operation of 
the equipment by Contractor shall at all times conform to all local, State and Federal code 
requirements. Contractor shall furnish copies to the City of each permit or license, which is 
required to perform the Work before the Contractor commences the portion of the Work 
requiring such permit or license. 

12.4 All modifications, additions or replacements of the equipment or revisions to 
operating or other procedures shall be submitted to the City through the Change Order process. 
Contractor, with prior City approval, shall have the right, at Contractor's sole cost, to update any 
and all software installed by Contractor pursuant to this Contract in connection with equipment 
installed by Contractol' 

12.5 Occupational Health & Safety. The Parties hereto agree to notify each other 
immediately upon becoming aware of an inspection under, or any alleged violation of, the 
Occupational Safety & Health Act relating in any way to the project or project site, to the extent 
permitted by law. 

Article XIII Standard of Care I Licensing 

13.1 Contractor warrants and certifies that Contractor and all of Contractor's 
subcontractors, employees and vendors have the requisite training, license and/or certification 
to provide said services, and meet all competence standards promulgated by applicable 
authoritative bodies, as applicable to the Work and M&V Services provided herein. 
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13.2 Work and M&V Services provided by Contractor under this Contract will be 
performed in a manner consistent with that degree of care and skill ordinarily exercised by 
members of the same profession currently practicing under similar circumstances. 

13.3 The Contractor shall be represented by a registered Professional Engineer 
licensed to practice in the State of Texas at meetings of any official nature concerning the 
project, including, but not limited to scope meetings, review meetings, pre-bid meetings, and 
pre-installation meetings, and other meetings as required by the project, as applicable. 

13.4 All completed documents submitted by Contractor for final approval or issuance 
of a permit shall bear the seal with signature and date adjacent thereto of a Texas registered 
Professional Engineer licensed to practice in Texas. 

13.5 Acceptance of the final plans by City shall not constitute nor be deemed a 
release of the responsibility and liability of Contractor, its employees, associates, agents or 
subcontractors for the accuracy and competency of their designs, working drawings, 
specifications or other documents and work; nor shall such acceptance be deemed an 
assumption of responsibility or liability by City for any defect in the designs, working drawings, 
specifications or other documents and work prepared by said Contractor, its employees, 
subcontractors, and agents. 

Article XIV Contractor Performance 

14.1 Contractor shall perform the Work and M& V Services and all other tasks/phases 
under the Contract, including installation of the equipment, in such a manner so as not to harm 
the structural integrity of the Facilities or their operating systems and so as to conform to the 
standards set forth in the installation schedule specified in Schedule 1 Scope of Work. 
Contractor shall repair and restore to its original condition any area of damage caused by 
Contractor's performance under this Contract. The City reserves the right to review the Work 
and M&V Services performed by Contractor and to direct Contractor to take certain corrective 
action if, in the City's sole determination, the structural integrity of the Facilities or its operating 
system is or will be harmed by Contractor's performance. All costs associated with such 
corrective action to damage caused by Contractor's performance of the Work and M&V Services 
shall be borne by Contractor. 

14.2 Contractor shall remain responsible for the professional and technical accuracy 
of all the Work and M&V Services performed, whether by the Contractor or its subcontractors or 
others on its behalf, throughout the term of this Contract. 

14.3 Contractor shall supply qualified personnel as may be necessary to complete the 
Work and M& V Services to be performed under this Contract. Persons retained to perform 
Work and M& V Services pursuant to this Contract shall be the employees or subcontractors of 
Contractor. Contractor, its employees or its subcontractors shall perform all necessary Work 
and M&V Services. 

Article XV City Responsibilities 

15.1 In order for Contractor to perform its obligations under this Contract, City shall be 
responsible for: 
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15.1.1 providing Contractor, its subcontractors, and its agents reasonable and 
safe access to all Facilities and properties in City's control that are subject 
to the Work and M&V Services as more fully set forth in Article XVI: 
Facilities Access, of this Contract. City further agrees to assist 
Contractor, its subcontractors, and its agents to gain access to Facilities 
and properties that are not controlled by City, but are necessary for 
Contractor to complete the Work, and provide the M&V Services. An 
equitable adjustment in the time for performance, price and payment 
terms, and Assured Performance Guarantee may be made as a result of 
any failure to grant such access 

15.1.2 providing for closure and scheduling of affected locations during 
Installation, including timely stoppages of chilled water and hot water 
systems as needed to accomplish the Work, and/ or M& V Services; 

15.1.3 providing timely reviews and approvals of design submissions, proposed 
Change Orders, and other project documents, where applicable; 

15.1.4 providing assistance to Contractor in obtaining any permits, approvals, 
and licenses that are Contractor's responsibility to obtain hereunder; 

15.1.5 properly maintaining, and performing appropriate preventative 
maintenance on, all equipment and building systems which could affect 
the Assured Performance Guarantee in accordance with manufacturers' 
standards and specifications; 

15.1.6 promptly notifying Contractor of any change in use or condition described 
in Section 17.5.1 or any other matter that may impact the Assured 
Performance Guarantee; 

15.1.7 and providing and maintaining dedicated telephone lines and/or TCP/IP 
remote connections, at Contractor's sole expense, to facilitate remote 
monitoring of relevant equipment; providing and installing utility sub
meters on all new construction and/or additions built during the 
Guarantee Term to the extent additions affect a selected Option C 
~luarantee as outlined in Schedule 2; 

15.1.8 providing the following information, as applicable and available, with 
respect to the project and Facilities as soon as practicable following 
Contractor's request: 

15.1.8.1 surveys describing the property, boundaries, topography and 
reference points for use during installation, including existing 
service and utility lines; 

15.1.8.2 geotechnical studies describing subsurface conditions, and 
other surveys describing other latent or concealed physical 
conditions; 

15.1.8.3 temporary and permanent easements, zoning and other 
requirements and encumbrances affecting land use, or 
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necessary to permit the proper design and installation and 
enable Contractor to perform the Work and services; 

15.1.8.4 legal descriptions of the property and Facilities; 

15.1.8.5 as-built and record drawings of any existing structures 

15.1.8.6 environmental studies, reports and impact statements 
describing the environmental conditions, including hazardous 
conditions or materials, in existence at the project sites; 

15.1.8.7 occupancy and usage information, including event schedules, 
if applicable; 

15.1.8.8 descriptions of any changes in structure or its heating, cooling, 
lighting or other systems or energy requirements; 

15.1.8.9 descriptions of all energy-consuming or saving equipment; 

15.1.8.10 relevant operational and maintenance procedures, if such 
procedures exist; 

15.1.8.11 information regarding taxable and tax-exempt areas; 

15.1.8.12 a description of energy management procedures presently 
utilized; 

15.1.8.13 copies of utility bills, reports and similar information, as 
applicable and available, including those for City customers, if 
applicable (Contractor shall coordinate with utility providers to 
ensure accurateness of records and data and shall temporarily 
meter, when necessary, to determine and/or confirm usage); 

15.1.8.14 summary of annual expenditures and copies of bills and 
records, limited to those relevant to this project, including 
utility, operational and maintenance costs; 

15.1.8.15 excerpts of relevant terms of current tenant leases; and 

15.1.8.16 if requested, providing any prior energy audits. 

15.2 Notwithstanding anything else in this Article or in the Contract as a whole, under 
no circumstances will the City be obligated to provide Contractor with any information about any 
of the listed Facilities that the City, in its sole judgment, considers to be security-related 
information, or information implicating security matters. 

Article XVI Environmental 

16.1 Asbestos-Containing Materials (ACM). Neither Party desires to or is licensed to 
undertake direct obligations relating to the ioentification, abatement, cle~nup, control, removal 
or disposal of ACM. Consistent with applicable laws, City shall supply Contractor with any 
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information in its possession relating to the presence of ACM in areas where Contractor 
undertakes any Work or M&V Services that may result in the disturbance of ACM. If either City 
or Contractor becomes aware of or suspects the presence of ACM that may be disturbed by 
Contractor's Work or M&V Services, it shall promptly stop the Work or M&V Services, in the 
affected area and notify the other. As between City and Contractor, City shall be responsible at 
its sole expense for addressing the potential for or the presence of ACM in conformance with all 
applicable laws and addressing the impact of its disturbance before Contractor continues with 
its Work or M&V Services, unless Contractor had actual knowledge that ACM was present and 
acted with intentional disregard of that knowledge, in which case (i) Contractor shall be 
responsible at is sole expense for remediation areas impacted by the disturbance of the ACM, 
and (ii) City shall resume its responsibilities for the ACM after Contractor's remediation has 
been completed. 

16.2 Other Hazardous Materials. Contractor shall be responsible at its sole expense 
for storage, handling, use, transportation, treatment, disposal, discharge, leakage, detection, 
removal and containment of any Contractor Hazardous Materials and for the remediation of any 
areas impacted by the release of Contractor Hazardous Materials. For Non-Contractor 
Hazardous Materials, City shall supply Contractor with any information in its possession relating 
to the presence of such materials if their presence may affect Contractor's performance of the 
Work or M&V Services. If either City or Contractor becomes aware of or suspects the presence 
of Non-Contractor Hazardous Materials that may interfere with Contractor's Work or M& V 
Services, it shall promptly stop the Work and services, or M&V Services, in the affected area 
and notify the other. In the event of such stoppage of Work or M&V Services by Contractor, if 
Contractor claims that such Work or M&V Services stoppage has an impact on cost or the 
installation schedule, the Contractor shall submit a request for additional time for Contract 
performance and/or compensation through the Change Order process. Notwithstanding 
anything in this Contract to the contrary, any such event of discovery or remediation by the City 
shall not constitute a default by the City. As between City and Contractor, City shall be 
responsible at its sole expense for storage, handling, use, transportation, treatment, disposal, 
discharge, leakage, detection, removal and containment of Non-Contractor Hazardous Materials 
from its Facilities and the remediation of any areas impacted by the release of Non-Contractor 
Hazardous Materials, unless Contractor had actual knowledge that Non-Contractor Hazardous 
Materials were present and acted with intentional disregard of that knowledge, in which case (i) 
Contractor shall be responsible at its sole expense for the remediation of any areas impacted by 
its release of such Non-Contractor Hazardous Materials, and (ii) City shall remain responsible at 
its sole expense for the removal of Non-Contractor Hazardous Materials that have not been 
released and for releases not resulting from Contractor's performance of the Work or M&V 
Services. Contractor shall have no obligations relating to the identification, abatement, cleanup, 
control, removal, or disposal of fungus (i.e. any type of form of fungi, including mold or mildew, 
and myotoxins, spores, scents or by-products produced or released by fungi), regardless of the 
cause of the fungus, unless the fungus is the result of the Work and services performed by the 
Contractor. 

16.3 Lamps and Ballasts. Contractor will enter into an agreement with an approved 
lamp and ballast disposal contractor who will provide an informational packet, packing 
receptacles and instructions, labels and shipping materials, transportation, and recycling or 
incineration services for PCB ballasts and mercury lamps removed from the Facilities, in 
accordance with EPA requirements. All capacitors and asphalt potting compound materials 
removed from City's PCB ballasts will be incinerated in a Federally approved facility. After 
proper disposal, a Certificate of Destruction will be provided by the approved facility to City. City 
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agrees to sign manifests of ownership for all PCB ballasts and mercury lamps removed from the 
Facilities. 

Article XVII Equipment Service and Alterations 

17.1 Contractor acknowledges that there exists sufficient space at the Facilities for the 
installation and operation of the equipment. City shall take reasonable steps to protect such 
equipment from harm, theft and misuse during the term of this Contract. 

17.2 With the exception of Installation Period, City shall provide those services, 
repairs, and adjustments to the eqUipment installed under terms of this Contract. City shall incur 
no cost for equipment service, repairs, and adjustments to equipment installed by Contractor 
pursuant to this Contract until after a Certificate of Substantial Completion for the respective 
ECRM has been Signed by the City. 

17.3 Contractor may, subject to City's prior written approval, which approval shall not 
be unreasonably withheld, change the equipment, revise any procedures for the operation of the 
equipment or implement other energy saving actions at the Facilities, provided that: (i) 
Contractor still meets the Assured Performance Guarantee as modified (ii) such modifications or 
additions to, or replacement of the equipment, and any operational changes, or new procedures 
are necessary to enable the Contractor to achieve the guaranteed energy and cost savings at 
the Facilities and; (iii) any cost incurred relative to such modifications, additions or replacement 
of the equipment, or operational changes or new procedures shall be the sole responsibility of 
the Contractor. 

17.4 City and Contractor will maintain and provide to each other a written record of all 
service work performed on equipment covered by this Contract. These records will state the 
reason for the service, description of the problem and the corrective action performed. 

17.5 City agrees to take reasonable steps to maintain the Facilities in good repair. 
Notwithstanding the foregoing, City shall use good and reasonable efforts to notify the 
Contractor or its designated subcontractors of the following actual or proposed events within 
fifteen (15) business days before any event is implemented, or as soon as practicable after the 
occurrence and City's actual knowledge, or an emergency or other unplanned event: 

17.5.1 

17.5.2 

17.5.3 

17.5.4 

17.5.5 
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any significant and permanent move, removal, modification, alteration, 
or change of the equipment or any part thereof; 

any significant and permanent accessory, equipment or device affixed 
or installed on any of the equipment, which changes or impairs the 
originally intended functions, value or use of the equipment; 

any significant malfunction in the operation of the equipment or any 
preexisting energy-related equipment that might materially impact 
upon the guaranteed energy savings; 

any significant changes in the types and quantities of equipment used 
at the Facilities; 

any significant failure of City to provide maintenance of and repairs to 
the equipment; 
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17.5.6 any significant and permanent change in the manner of use or 
occupancy of the Facilities by the City; 

17.5.7 any significant and permanent changes in the structure of the 
Facilities, including modification, renovation, demolition or 
construction at the Facilities; 

17.5.8 any casualty or condemnation of the Facilities or equipment at; 

17.5.9 any significant and permanent change in hours of operation for the 
Facilities, or of any equipment or energy-using systems operating at 
the Facilities; 

17.5.10 any permanent changes in the comfort and service parameters set 
forth in Schedule 2 Assured Performance Guarantee; 

17.5.11 any changes in utility providers or utility rate classifications; and 

17.5.12 any significant interruption or alteration to the energy supply to the 
Facilities lasting more than three (3) days; 

17.5.13 any modifications, alterations or overrides of the energy management 
system schedules, or hours of operation or set back/start up. 

17.6 City will alert Contractor of events as known. The Contractor will work with City 
to investigate, identify and correct any changes that prevent the guaranteed savings from being 
realized. As a result of such investigation, Contractor and City shall determine what, if any, 
adjustments to the Baseline will be made in accordance with the provisions set forth in Schedule 
2 Assured Performance Guarantee. 

17.7 If Contractor believes that such events impact energy usage or output, 
Contractor shall submit a request for change through the Change Order process. 

Article XVIII Facilities Access 

18.1 City shall provide access to the Facilities for Contractor to perform any function 
related to this Contract during regular business hours, or such other reasonable hours as may 
be requested by Contractor and acceptable to City, subject to safety and security restrictions 
associated with a particular Facility. Contractor shall be granted immediate access to make 
emergency repairs or corrections as it may, in its discretion, determine are needed, subject to 
such aforementioned safety and security restrictions. Contractor's access to the Facilities to 
make emergency repairs or corrections as it may determine are needed shall not be 
unreasonably restricted by City. Contractor shall immediately notify City when emergency 
action is taken and follow up with written notice within three (3) business days specifying the 
action taken, the reasons therefore, and the impact on the Facilities, if any. 

18.2 City and Contractor shall coordinate the activities of Contractor's subcontractors 
with those of the City, its employees, and agents. Contractor shall not commit or permit any act, 
which will interfere with the performance of business activities conducted by the City or its 
employees without prior written approval of the City. 
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18.3 City agrees that Contractor shall have the right once monthly, with prior notice, to 
inspect the Facilities to determine City's compliance, with its equipment maintenance obligations 
under this Contract. City shall make the Facilities available to Contractor for and during each 
monthly inspection, and shall have the right to witness Contractor's inspection and recordation. 
City may complete its own checklist at the same time. Contractor agrees not to interfere with the 
City operations during any monthly inspection. 

18.3.1 For City Facilities which have additional or specific security requirements, 
such as police, fire and aviation Facilities, Contractor shall abide by all 
security policies and procedures for individual Facilities, including, but not 
limited to, criminal background checks of Contractor's and subcontractor's 
personnel, if applicable, and the issuance and use of badges. In addition, 
Contractor's and subcontractors' personnel, vehicles and/or equipment 
may have to successfully clear security checkpoint(s) at the Facilities 
and/or be escorted while in secure areas and should not have any 
prohibited items, including but not limited to, pocket knives and lighters. 

Article XIX Assignment and Subcontracting 

19.1 Except as otherwise stated herein, Contractor may not sell, assign, pledge, 
transfer or convey any interest in this Contract, nor delegate the performance of any duties 
hereunder, by transfer, by subcontracting or any other means, without the prior written approval 
of the City, which consent shall not be unreasonably withheld. As a condition of such consent, if 
such consent is granted, Contractor shall remain jOintly and severally liable for completion of the 
Work and M&V Services in this Contract. 

19.2 Any attempt to transfer, pledge or otherwise assign this Contract without said 
written approval, shall be void ab initio and shall confer no duties or obligations upon the City 
with respect to any third person. Should Contractor assign, transfer, convey, delegate, or 
otherwise dispose of all or any part of its right, title or interest in this Contract, City may, at its 
option, cancel this Contract and all rights, titles and interest of Contractor shall thereupon cease 
and terminate, in accordance with Article XXIX Default and Termination, notwithstanding any 
other remedy available to City under this Contract. The violation of this provision by Contractor 
shall in no event release Contractor from any obligation under the terms of this Contract, nor 
shall it relieve or release Contractor from the payment of any damages to City, which City 
sustains as a result of such violation. 

19.3 Any Work and M&V Services approved for subcontracting hereunder shall be 
subcontracted only by written contract and, unless specific waiver is granted in writing by the 
City, shall be subject by its terms to each and every provision of this Contract. Compliance by 
subcontractors with this Contract shall be the responsibility of Contractor. City shall in no event 
be obligated to any third party, including any subcontractor of Contractor, for performance of 
services or payment of fees. Any references in this Contract to an assignee, transferee, or 
subcontractor, means only that such entity has been approved by the City Council. 

19.4 It is City's understanding and this Contract is made in reliance thereon and that 
Contractor intends to use the subcontractors listed on the Good Faith Effort Plan in Exhibit B in 
the performance of this Contract. Any deviation from this subcontractor list, whether in the form 
of deletions, additions or substitutions shall be approved by City Council, as evidenced by 
passage of an ordinance, prior to the provision of any services by said subcontractor. 
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Article XX Prevailing Wage Rate 

The Provisions of Chapter 2258, Texas Government Code, are expressly made a part of 
this Contract. In accordance herewith, the City will provide Contractor with a schedule of the 
general prevailing rate of per diem wages in this locality for each craft or type of workman 
needed to perform this Contract prior to beginning the Work and M&V Services described in 
Article IV The Work and Services and this prevailing rate schedule will become a part hereof. 
The Contractor shall forfeit as a penalty to the City sixty dollars ($60.00) for each laborer, 
workman, or mechanic employed, for each calendar day, or portion thereof, that such laborer, 
workman or mechanic is paid less than the said stipulated rates for any work done under said 
Contract, by the Contractor or any sub-contractor under him. The establishment of prevailing 
wage rates pursuant to Chapter 2258, Texas Government Code shall not be construed to 
relieve the Contractor from his obligation under any Federal or State Law regarding the wages 
to be paid to or hours worked by laborers, workmen or mechanics insofar as applicable to the 
Work and services to be performed hereunder. 

Article XXI Non Discrimination 

The Contractor, in the execution of this Contract, agrees that it shall not discriminate in its 
employment practices against any person because of race, color, creed, sex or origin. The 
Contractor agrees that it will not engage in employment practices, which have the effect of 
discriminating against employees or prospective employees because of race, color, religion, 
national origin, sex, age, handicap or political belief or affiliation. In addition, Contractor agrees 
to abide by all applicable terms and City "General Conditions" governing wages and labor 
standards and practices, established by City ordinance 60110, amended by City ordinance 
71312, and provisions of the Nondiscrimination Clause and the Small and/or Minority Business 
Advocacy Clause as contained in the City of San Antonio's current Affirmative Action Plan on 
file in the City Clerk's Office. 

Article XXII Insurance 

22.1 Prior to the commencement of any Work and services under this Contract, 
Contractor shall furnish copies of all required endorsements and completed Certificate(s) of 
Insurance to the City's Convention, Sports and Entertainment Facilities Department, which shall 
be clearly labeled "Energy Savings Performance Contract - CSEF Facilities" in the 
Description of Operations block of the Certificate. The Certificate(s) shall be completed by an 
agent and signed by a person authorized by that insurer to bind coverage on its behalf. The 
City will not accept a Memorandum of Insurance or Binder as proof of insurance. The 
certificate(s) must have the agent's signature and phone number, and be mailed, with copies of 
all applicable endorsements, directly from the insurer's authorized representative to the City. 
The City shall have no duty to payor perform under this Contract until such certificate and 
endorsements have been received and approved by the City's Convention, Sports and 
Entertainment Facilities Department. No officer or employee, other than the City's Risk 
Manager, shall have authority to waive this requirement. 

22.2 The City reserves the right to review the insurance requirements of this Article 
during the effective period of this Contract and any extension or renewal hereof and to modify 
insurance coverages and their limits when deemed necessary and prudent by City's Risk 
Manager based upon changes in statutory law, court decisions, or circumstances surrounding 
this Contract. In no instance will City allow modification whereby City may incur increased risk. 
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22.3 Contractor's financial integrity is of interest to the City; therefore, subject to 
Contractor's right to maintain reasonable deductibles in such amounts as are approved by the 
City, Contractor shall obtain and maintain in full force and effect for the duration of this Contract, 
and any extension hereof, at Contractor's sole expense, insurance coverage written on an 
occurrence basis, unless otherwise indicated, by companies authorized to do business in the 
State of Texas and with an A.M Best's rating of no less than A- (VII) or qualify as a self-insurer, 
in the following types and for an amount not less than the amount listed below: 

TYPE AMOUNT 

Workers' Compensation and 
Liability 

Employers Statutory 

Broad Form Commercial General Liability 
Insurance to include coverage for the 
following: 

a. Premises/Operations 
* b. Independent Contractors 

c. Contractual Liability 
d. Products/Completed Operations 
e. Personal Injury 

* f. Explosion, Collapse, Underground 

* where the exposure exists 

Comprehensive Automobile Liability 
a. Owned/Leased Vehicles 
b. Non-Owned Vehicles 
c. Hired Vehicles 

Professional Liability (claims-made basis) 

To be maintained and in effect for no less 
than two years subsequent to the completion 
of the professional service. 

Property Insurance: For physical damage to 
the property of Contractor, including 
improvements and betterments to the 
Leased Premises, if applicable. 

Builders Risk (if applicable) 

$1,000,0001$1,000,0001$1,000,000 

Combined Single Limit for Bodily Injury 
and Property Damage of $5,000,000 
per occurrence, $5,000,000 general 
aggregate, or its equivalent in umbrella 
or excess liability coverage 

Combined Single Limit for Bodily Injury 
and Property Damage of $5,000,000 
per occurrence or its equivalent 

$1,000,000 per claim and in the 
aggregate, to pay on behalf of the 
insured all sums, which the insured 
shall become legally obligated to pay 
as damages by reason of any act, 
error, or omission in professional 
services. 
Coverage for 100% of the replacement 
cost of Contractor's property. 

All Risk Policy written on an 
occurrence basis for 100% 
replacement cost during construction 
phase of any new or existing structure. 

22.4 Contractor agrees to require, by written contract, that all subcontractors providing 
goods or services hereunder obtain the same insurance coverages required of Contractor 
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herein, and provide a certificate of insurance that names the Contractor and the City as 
additional insureds to the extent a claim is related to Contractor's work or services. Contractor 
shall provide the City with said certificate and endorsement prior to the commencement of any 
work by the subcontractor. This provision may be modified by City's Risk Manager, without 
subsequent City Council approval, when deemed necessary and prudent, based upon changes 
in statutory law, court decisions, or circumstances surrounding this Contract. Such modification 
may be enacted by letter signed by City's Risk Manager, which shall become a part of the 
Contract for all purposes. 

22.5 As they apply to the limits required by the City, the City shall be entitled, upon 
request and without expense, to receive Certificates of Insurance and any endorsements as 
required herein. Contractor shall submit a copy of any replacement certificate of insurance to 
City at the address provided below within 10 days of the renewed policy effective date. 
Contractor shall pay any costs incurred resulting from said changes. 

City of San Antonio 
Convention, Sports and Entertainment Facilities 

Attn: Maintenance Division 
P.O. Box 1809 

San Antonio, Texas 78296-1809 

22.6 Contractor agrees that with respect to the above required insurance, all 
insurance policies are to contain or be endorsed to contain the following provisions: 

22.6.1 Name the City, its officers, officials, employees, volunteers, and elected 
representatives as additional insureds by endorsement, with respect to 
liability arising out of operations performed for City by or on behalf of 
Contractor but only to the extent of damages cause by the negligence of 
Contractor. 

22.6.2 Provide for an endorsement that the "other insurance" clause shall not 
apply to the City of San Antonio where the City is an additional insured 
shown on the policy except to the extent any loss, claim or action is 
caused by the negligence of one or more of the additional insureds; 

22.6.3 Workers' compensation, employers' liability, general liability, and 
automobile liability policies will provide a waiver of subrogation in favor of 
City; 

22.6.4 Provide advance written notice directly to City of any suspension, 
cancellation, non-renewal or material change in coverage and not less 
than ten (10) calendar days advance notice for nonpayment of premium. 

22.7 Within five (5) calendar days of a suspension, cancellation or non-renewal of 
coverage, Contractor shall provide a replacement Certificate of Insurance and applicable 
endorsements to City, City shall have the option to suspend Contractor's performance should 
there be a lapse in coverage at any time during this Contract. Failure to provide and to maintain 
the required insurance shall constitute a material breach of this Contract. 

22,8 In addition to any other remedies the City may have upon Contractor's failure to 
provide and maintain any insurance or policy endorsements to the extent and within the time 
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herein required, the City shall have the right to order Contractor to stop work and services 
hereunder, and/or withhold any payment(s), which become due to Contractor hereunder, until 
Contractor demonstrates compliance with the requirements hereof. 

22.9 Nothing herein contained shall be construed as limiting in any way the extent to 
which Contractor may be held responsible for payments of damages to persons or property 
resulting from Contractor's or its subcontractors' performance of the work and services covered 
under this Contract. 

22.10 It is agreed that Contractor's insurance shall be deemed primary and non
contributory with respect to any insurance or self insurance carried by the City of San Antonio 
for liability arising out of operations under this Contract except to the extent any loss, claim or 
action is caused by the negligence of one or more of the additional insureds. 

22.11 It is understood and agreed that the insurance required is in addition to and 
separate from any other obligation contained in this Contract and that no claim or action by or 
on behalf of the City shall be limited to insurance coverage provided and that no claim or action 
by or on behalf of the City shall be limited to insurance coverage provided. 

22.12 Contractor and any subcontractors are responsible for all damage to their own 
equipment and/or property. Since Contractor is not an insurance carrier, Contractor can only 
extend its insurance coverage to the City to the extent damage is caused by Contractor or its 
subcontractors. 

Article XXIII Indemnification 

23.1 Contractor covenants and agrees to FULLY INDEMNIFY, DEFEND and 
HOLD HARMLESS, the City and the elected officials, employees, officers, directors, 
volunteers and representatives of the City, individually and collectively, from and against 
any and all costs, claims, liens, damages, losses, expenses, fees, fines, penalties, 
proceedings, actions, demands, causes of action, liability and suits of any kind and 
nature, including, but not limited to, personal or bodily injury, death and property 
damage, made upon the City directly or indirectly arising out of, resulting from or related 
to Contractor's activities under this Contract, including any acts or omissions of 
Contractor, any agent, officer, director, representative, employee, consultant or 
subcontractor of Contractor and their respective officers, agents, employees, directors 
and representatives while in the exercise of the rights or performance of the duties under 
this Contract. The indemnity provided for in this paragraph shall not apply to any liability 
resulting from the negligence of City, its officers or employees, in instances where such 
negligence causes personal injury, death, or property damage. IN THE EVENT 
CONTRACTOR AND CITY ARE FOUND JOINTLY LIABLE BY A COURT OF COMPETENT 
JURISDICTION, LIABILITY SHALL BE APPORTIONED COMPARATIVELY IN 
ACCORDANCE WITH THE LAWS FOR THE STATE OF TEXAS, WITHOUT, HOWEVER, 
WAIVING ANY GOVERNMENTAL IMMUNITY AVAILABLE TO THE CITY UNDER TEXAS 
LAW AND WITHOUT WAIVING ANY DEFENSES OF THE PARTIES UNDER TEXAS LAW. 

23.2 The provisions of this indemnity are solely for the benefit of the Parties 
hereto and not intended to create or grant any rights, contractual or otherwise, to any 
other person or entity. Contractor shall advise the City in writing within 24 hours of any 
claim or demand against the City or Contractor known to Contractor related to or arising 
out of Contractor's activities under this Contract and shall see to the investigation and 
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defense of such claim or demand at Contractor's cost. The City shall have the right, at its 
option and at its own expense, to participate in such defense without relieving 
Contractor of any of its obligations under this paragraph. 

23.3 Defense Counsel. City shall have the right to approve defense counsel to 
be retained by Contractor in fulfilling its obligation hereunder to defend and indemnify 
City, unless such right is expressly waived by City in writing. Contractor shall retain City
approved defense counsel within seven (7) business days of City's written notice that 
City is invoking its right to indemnification under this Contract. If Contractor fails to 
retain Counsel within such time period, City shall have the right to retain defense 
counsel on its own behalf, and Contractor shall be liable for all costs incurred by City. 
City shall also have the right, at its option, to be represented by advisory counsel of its 
own selection and at its own expense, without waiving the foregoing. 

23.4 Employee Litigation. In any and all claims against any Party indemnified 
hereunder by any employee of Contractor, any subcontractor, anyone directly or 
indirectly employed by any of them or anyone for whose acts any of them may be liable, 
the indemnification obligation herein provided shall not be limited in any way by any 
limitation on the amount or type of damages, compensation or benefits payable by or for 
Contractor or any subcontractor under worker's compensation or other employee benefit 
acts. 

23.5 Intellectual Property. Except where a product has been specified by City 
and no alterations performed by Contractor on or to such City specified product gives 
rise to the intellectual property issues, Contractor shall hold the City harmless and 
INDEMNIFY the City from the payment of any royalties, damages, losses or expenses, 
including attorney's fees, for suits, claims or otherwise, growing out of infringement, or 
alleged infringement, of copyrights, patents, materials and methods used in the project. 
Contractor shall defend all suits for infringement of any intellectual property rights 
except where a product has been specified by City. Further, if Contractor has reason to 
believe that the design, service, process or product specified is an infringement of an 
intellectual property right, it shall promptly give such information to the City. 

23.6 Upon receipt of notification that a third party claims that the program(s), 
hardware or both the program(s) and the hardware infringe upon any United States 
patent or copyright, Contractor will immediately either: 

23.6.1 obtain, at Contractor's sole expense, the necessary license(s) or 
rights that would allow the City to continue using the programs, 
hardware, or both the programs and hardware, as the case may be; 
or 

23.6.2 alter the programs, hardware, or both the programs and hardware so 
that the alleged infringement is eliminated, and 

23.6.3 reimburse the City for any expenses incurred by the City to 
implement emergency backup measures if the City is prevented 
from using the programs, hardware, or both the programs and 
hardware while the dispute is pending. 
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23.7 Except where a product has been specified by the City, Contractor further 
agrees to: 

23.7.1 assume the defense of any claim, suit, or proceeding brought 
against the City for infringement of any United States patent or 
copyright arising from the use and/or sale of the equipment or 
software under this Contract; 

23.7.2 assume the expense of such defense, including costs of 
investigations, reasonable attorneys' fees, expert witness fees, 
damages, and any other litigation-related expenses; and 

23.7.3 indemnify the City against any monetary damages and/or costs 
awarded in such suit, provided that: 

23.7.3.1 Contractor is given sole and exclusive control of all 
negotiations relative to the settlement thereof, Contractor 
agrees to consult with the City Attorney of the City during 
such defense or negotiations and make good faith effort to 
avoid any position adverse to the interest of the City; 

23.7.3.2 the software or the equipment is used by the City in the 
form, state, or condition as delivered by Contractor or as 
modified without the permission of Contractor, so long as 
such modification is not the source of the infringement 
claim; 

23.7.3.3 the liability claimed shall not have arisen out of the City's 
negligent act or omission; and 

23.7.3.4 the City promptly provide Contractor with written notice 
within fifteen (15) days following the formal assertion of 
any claim with respect to which the City asserts that 
Contractor assumes responsibility under this section. 

Article XXIV Claims for Consequential Damages 

24.1 Neither City nor Contractor shall be responsible or liable to the other for punitive 
or exemplary damages. City shall not be responsible or liable to Contractor for any special, 
indirect or consequential damages including damages for loss of profits, loss of revenue, loss of 
use of capital or loss of business opportunity. Contractor shall not be responsible or liable to 
City for any special, indirect or consequential damages including damages for loss of profits, 
loss of revenue, loss of use of capital, or loss of business opportunity in excess of Two Million 
Dollars ($2,000,000.00) in total for the Henry B. Gonzalez Convention Center and Alamodome 
facilities, or in excess of One Million Dollars ($1,000,000.00) for each of the foregoing facilities 
individually, whichever is greater. 
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Article XXV 
SBEDA and Disadvantaged Business Requirements 

25.1 SBEDA Program. City has adopted a Small Business Economic Development 
Advocacy Ordinance (the "SBEDA Program"), which is posted on the City's International and 
Economic Development Department website and is also available in hard copy form upon 
request to City. 

25.2 For this Contract, the Parties agree that: 

25.2.1 The terms of City's SBEDA Ordinance, as amended, together with all 
requirements and guidelines established under or pursuant to the 
Ordinance (collectively, the "SBEDA Program") are incorporated into this 
Contract by reference; and 

25.2.2 The failure of Contractor or any applicable SE to comply with any 
provision of the SBEDA Program shall constitute a material breach of the 
SBEDA Program and this Contract 

25.2.3. Failure of Contractor or any applicable SE to provide any documentation 
or written submissions required by City or SBEDA Program Office 
pursuant to the SBEDA Program, within the time period set forth by the 
SBEDA Program Office, shall constitute a material breach of the SBEDA 
Program and this Contract. 

25.2.4 During the Term of this Contract, and any renewals thereof, any 
unjustified failure to utilize good faith efforts to meet, and maintain, the 
levels of SE participation identified in Contractor's SBEDA Plan shall 
constitute a material breach of the SBEDA Program and this Contract. 

25.2.5 Contractor shall pay all suppliers and subcontractors identified in its 
SBEDA Plan in a timely manner for satisfactory work, pursuant to and as 
outlined in Section VII, Paragraph F(2)(e) of the SBEDA Ordinance, as 
amended. Documentation of all billing and payment information 
applicable to SBEDA Plan suppliers and subcontractors shall be 
submitted by Contractor to City. Failure to pay SEs in a timely manner or 
submit the required billing and payment documentation shall constitute a 
material breach of this Contract. 

25.3 The Parties also agree that the following shall constitute a material breach 
of the SBEDA Program and this Contract: 

25.3.1 Failure of Contractor to utilize an SE that was originally listed at bid 
opening or proposal submission to satisfy SBEDA Program goals in order 
to be awarded this Contract, or failing to allow such SE to perform a 
Commercially Useful Function; or 

25.3.2 Modification or elimination by Contractor of all or a portion of the scope of 
work attributable to an SE upon which the Contract was awarded; or 
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25.3.3 Termination by Contractor of an SE originally utilized as a subcontractor, 
Joint Venturer, Supplier, Manufacturer or Broker in order to be awarded 
the Contract without replacing such SE with another SE performing the 
same Commercially Useful Function and dollar amount, or without 
demonstrating each element of Modified Good Faith Efforts to do so; or 

25.3.4 Participation by Contractor in a Conduit relationship with an SE scheduled 
to perform work that is the subject of this Contract. 

25.4 Remedies for Violation of SBEDA Program. The Parties further agree that in 
addition to any other remedies City may have at law or in equity, or under this Contract for 
material breach, including the specified remedies available under the SBEDA Program for 
Alternative Construction Delivery Method, City shall be entitled, at its election, to exercise any 
one or more of the following remedies if Contractor materially breaches the requirements of the 
SBEDA Program: 

25.4.1 Terminate this Contract for default; 

25.4.2 Suspend this Contract for default; 

25.4.3 Withhold all payments due to Contractor under this Contract until such 
violation has been fully cured or the Parties have reached a mutually 
agreeable resolution; and/or 

25.4.4 Offset any amounts necessary to cure any material breach of the 
requirements of the SBEDA Program from any retainage being held by 
the City pursuant to this Contract, or from any other amounts due to the 
Contractor under this Contract. 

25.4.5 Suspension, Revocation or Modification of SE Certification: The 
SBEDA Program Office may suspend or revoke an offending SE's 
eligibility for Certification, and may suspend its participation from counting 
toward a project goal, based upon such SE's acting as a Conduit, failing 
to comply with the provisions of the SBEDA Program, failing to perform a 
Commercially Useful Function on a project, failing to submit information 
as required by the SBEDA Program Office, submitting false, misleading or 
materially incomplete statements, documentation or records, or failing to 
cooperate in investigations. The SBEDA Program Office may further 
modify the list of areas for which an SE is certified, if the SE is routinely 
failing to submit bids or proposals for work in a particular area, or if it 
becomes apparent that the SE is not qualified to perform work in a 
particular area. 

25.5 The Parties agree that nothing in the SBEDA Program or that any action or 
inaction by the SBEDA Program Office or the SBEDA Program Manager shall be deemed a 
representation or certification that an SE is qualified to perform work in a particular area for the 
purposes of this Contract. 

25.6 The remedies set forth herein shall be deemed cumulative and not 
exclusive ancl may be exercised successively or concurrently, in addition to any other 
available remedy. 
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25.7 City Process For Exercising SBEDA Program Remedies. The SBEDA Program 
Manager shall make all decisions regarding the suspension or revocation of an SE's certification 
as well as the duration of such suspension or revocation. The SBEDA Program Manager shall 
make a recommendation to the City regarding appropriate remedies for the City to exercise in 
the event a Contractor violates the SBEDA Program. City shall make a recommendation 
regarding appropriate remedies to the City Manager or designee, who shall have final approval 
regarding the remedy to be exercised except for termination of the Contract. If the 
recommended remedy is to terminate this Contract, then City or City Manager, or her designee, 
shall bring forward the recommendation to City Council for final determination. 

25.8 Special Provisions for Extension of Contracts. In the event City extends this 
Contract without a competitive Bid process, City shall establish the following, subject to review 
and approval by the SBEDA Program Manager: 

25.8.1 a SBEDA Utilization Goal for the extended period; and 

25.8.2 a modified version of the Good Faith Efforts ("Modified Good Faith Efforts 
Plan") set forth in the SBEDA Program Ordinance, as amended, if 
Contractor does not meet the SBEDA Utilization Goal; and 

25.8.3 the required minimum Good Faith Efforts outreach attempts that 
Contractor shall be required to document in attempting to meet the 
SBEDA Utilization Goal. The SBEDA Utilization Goal, Modified Good 
Faith Efforts Plan and the required number of minimum Good Faith 
Efforts outreach attempts shall be added into the Contract extension 
document. Contractor entering into the extension shall either meet the 
SBEDA Utilization Goal or document that it has made the Good Faith 
Efforts to meet the SBEDA Utilization Goal. Failure to do so shall: 

25.8.3.1 subject Contractor to any of the remedies listed above; and/or 

25.8.3.2 result in re-bid of the Contract to be extended. 

Article XXVI Taxes 

26.1 The Contractor will not include in the Contract price and compensation. or any 
Change Orders, any amounts for sales, use or similar taxes for which (i) the City is exempt, and 
(ii) the City has provided the Contractor with a tax exemption certificate or other documentation 
to establish the City's exemption from such taxes. 

Article XXVII Waiver of Liens 

27.1 It is understood that by virtue of this Contract, no mechanic, contractor, 
materialman, artisan or laborer, whether skilled or unskilled, shall ever in any manner have, 
claim or acquire any lien upon the Facilities, or any of the improvements of whatever nature or 
kind so erected or to be erected by virtue of this Contract, nor upon any of the land upon which 
said Facilities or any of the improvements are so erected, built or situated. Contractor will 
obtain and furnish to City a Waiver of Liens from each vendor, material manufacturer, and 
laborer in the supply, installation and servicing of each piece of equipment prior to final 
payment. 

{5096.0038/129745_ 4} - 28 -



Article XXVIII Ownership of Documents and Records Retention 

28.1 All materials furnished or used by Contractor personnel and/or Contractor 
subcontractors or agents at the installation site or Facilities, including documentation, 
schematics, test equipment, software and associated media not created pursuant to this 
Contract remain the exclusive property of Contractor or such other third party. City agrees not 
to use such materials for any purpose at any time without the express authorization of 
Contractor. City agrees to allow Contractor personnel and/or Contractor subcontractors or 
agents to retrieve and to remove all such materials remaining after installation or maintenance 
operations have been completed. City acknowledges that any software furnished in connection 
with the Work and/or M&V Services, which was not created pursuant to this Contract, is 
proprietary and subject to the provisions of any software license agreement associated with 
such software. 

28.2 Any and all documents, papers, records, writings, media or information in 
whatever form and character created by Contractor pursuant to the provisions of this Contract 
and pertinent to the services rendered hereunder, (hereinafter "Documents") shall be the 
exclusive property of City; and such Documents shall not be the subject of any copyright or 
proprietary claim by Contractor. Contractor understands and acknowledges that as the 
exclusive owner of any and all Documents, City has the right to use all Documents as City 
desires, without restriction. However, Contractor will not be liable for any use City makes of the 
Documents that is not directly related to the City's use of the Work and M&V Services provided 
pursuant to this Contract. Full payment for the Work and M&V Services to Contractor by the 
City is a condition precedent to the City's proprietary rights herein. 

28.3 Upon payment for the Work and M&V Services by City to Contractor, all of the 
Contractor's documentary work product reports and correspondence to City, as identified in this 
Section and created for this Contract shall be the property of the City and, upon completion of 
this Contract, such documentary work product shall be promptly delivered to City in a 
reasonably organized form, without restriction on its future use by City. The above 
notwithstanding, the Contractor shall retain all rights in any standard drawing details, designs, 
specifications, databases, computer software and any other proprietary information it may 
provide pursuant to this Contract, whether or not such proprietary information was modified 
during the course of providing the services hereunder. The Contractor may retain for its files 
any copies of Documents it chooses to retain and may use Contractor's work product as it 
deems fit. Any materially Significant work product lost or destroyed by the Contractor shall be 
replaced or reproduced at the Contractor's non-reimbursable, sole cost. 

28.4 Upon completion or termination of the project, or upon request by the City, all 
Documents and information, in whatever form, given to, prepared or assembled by the 
Contractor created pursuant to this Contract shall become the sole property of the City and shall 
be delivered at no cost to the City without restriction on future use. The City shall have free 
and immediate access to all such information at all times during the term of this Contract with 
the right to make and retain copies of Documents, notes and data, whether or not the project 
has been completed. For any documents or information not created pursuant to this Contract to 
which the City does not have ownership hereunder, the City shall have license to use the 
Documents to the extent necessary to receive the benefits of the work, services, and ECRMs. 
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28.5 The Contractor agrees to maintain all books, records and reports required under 
this contract for a period of not less than four (4) years after final payment is made and all 
pending matters are closed. In addition, the Contractor shall maintain an acceptable cost 
accounting system during the term of this Contract. The Contractor agrees to provide the City 
any of their duly authorized representatives, access to any books, Documents, papers and 
records of the Contractor, which are directly pertinent to this Contractor for the purpose of 
making audit, examination, excerpts and transcriptions. 

28.6 Contractor shall notify City, immediately, in the event Contractor receives any 
requests for information from a third party, which pertain to the documentation and records 
referenced herein. Contractor understands and agrees that City will process and handle all 
such requests. 

Article XXIX Default and Termination 

29.1 Termination Without Cause. 

29.1.1 This Contract may be terminated by City without cause, prior to Director 
giving Contractor written Notice to Proceed, should Director, in his sole 
discretion, determine that it is not in City's best interest to proceed with 
this Contract. Such notice shall be provided in accordance with the notice 
provisions contained in this Contract, and shall be effective immediately 
upon delivery to the Contractor. In the event of such termination, the City 
shall be liable to Contractor for any unpaid compensation under the 
Professional Services Agreement for Energy Assessment Report (EAR). 
City acknowledges and agrees that upon termination of this Contract, the 
Assured Performance Guarantee shall automatically terminate and 
Contractor shall have no liability hereunder. 

29.1.2 This Contract may be terminated by the City at any time after issuance of 
the Director's Notice to Proceed, either for the City's convenience or 
because of Contractor's failure to fulfill the Contract obligations. Upon 
receipt of such notice, Work and M&V Services shall be immediately 
discontinued (unless the notice directs otherwise) and all materials as 
may have been accumulated in performing this Contract, whether 
completed or in progress, delivered to the City. 

29.1.3 If the termination is for the convenience of the City, and following 
inspection and acceptance of Contractor's Work and M&V Services 
properly performed prior to the effective date of termination an equitable 
adjustment in the Contract price shall be made and City shall pay to 
Contractor within ten (10) days of the effective date of termination all 
amounts due for Work and M&V Services completed and for any 
materials or equipment purchased for performance of this Contract yet to 
be installed. Contractor shall not, however, be entitled to lost or 
anticipated profit on unperformed services, should City choose to 
exercise its option to terminate, nor shall Contractor be entitled to 
compensation for any unnecessary or unapproved work, performed 
during time between the issuance of the City's notice of termination and 
the actual termination date. 

{5096.0038/129745_ 4} - 30 -



29.1.4 If the termination is due to Contractor's failure to fulfill its obligations, the 
City may take over the Work and M&V Services and prosecute the same 
to completion by contract or otherwise but City acknowledges and agrees 
that upon termination, the Assurance Performance Guarantee shall 
automatically terminate and Contractor shall have no liability hereunder 
except for any shortfall payments due to City from the preceeding year of 
the Guarantee Term. 

29.1.5 If, after notice of termination for failure to fulfill Contract obligations, it is 
determined that the Contractor had not so failed, the termination shall be 
deemed to have been effected for the convenience of the City. In such 
event, the Assured Performance Guarantee shall still be deemed 
automatically terminated as of the date of the notice of termination and 
City shall pay to Contractor within ten (10) days of the effective date of 
termination all amounts due for Work and M&V Services completed and 
for any materials or equipment purchased for performance of this 
Contract yet to be installed. 

29.1.6 The rights and remedies of the City provided in this clause are in addition 
to any other rights and remedies provided by law or under this Contract. 

29.1.7 This Contract may be terminated by the Contractor, at any time after 
issuance of the Director's Notice to Proceed, upon ninety (90) calendar 
days written notice provided in accordance with the Notice provisions 
contained in this Contract. 

29.2 Termination For Cause. 

Upon the occurrence of one (1) or more of the following events, and following 
written notice to Contractor given in accordance with the notice provisions 
contained in this Contract, City may immediately terminate this Contract, in 
whole or in part, "for cause": 

29.2.1 Contractor makes, directly or indirectly through its employees or 
representatives, any material misrepresentation or provides any 
materially misleading information to City in connection with this Contract 
or its performance hereunder; or 

29.2.2 Contractor violates or materially fails to perform any covenant, provision, 
obligation, term or condition of a material nature contained in this 
Contract; or 

29.2.3 Contractor violates any rule, regulation or law to which Contractor is 
bound or shall be bound under the terms of this Contract; or 

29.2.4 Contractor attempts the sale, transfer, pledge, conveyance or assignment 
of this Contract contrary to the terms of the Contract; or 

29.2.5 Contractor ceases to do business as a going concern; makes an 
assignment for the benefit of creditors; admits in writing its inability to pay 
debts as they become due; files a petition in bankruptcy or has an 
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involuntary bankruptcy petition filed against it (except in connection with a 
reorganization under which the business of such party is continued and 
performance of all its obligations under this Contract shall continue) and 
such petition is not dismissed within forty-five (45) days of filing; or if a 
receiver, trustee or liquidator is appointed for it, or its jOint venture entity, 
or any substantial part of Contractor's assets or properties. 

29.3 Termination By Law. If any State or Federal law or regulation is enacted or 
promulgated, which prohibits the performance of any of the duties herein, or, if any law is 
interpreted to prohibit such performance, this Contract shall automatically terminate as of the 
effective date of such prohibition. Contractor shall be entitled to compensation for actual Work 
and M& V Services completed prior to termination and a reasonable profit related thereto. 

29.4 Termination Upon Realization of Total Project Benefits. Once the City has 
realized the full amount of Total Project Benefits (the total of the Measured Project Benefits and 
the Non-Measured Project Benefits) under this Contract plus any costs the City may incur as a 
result of terminating any financing agreement associated with this Contract, the City may 
terminate this Contract without cause. Such termination will be effective upon five (5) calendar 
days notice. In the event City terminates this Contract pursuant to this Contract section, the 
M&V Services and the Assured Performance Guarantee shall automatically terminate and 
neither City nor Contractor shall have any liability hereunder after the termination date. 
Notwithstanding the foregoing, Contractor may invoice City for previously unbilled M&V Services 
on a prorated basis for M&V services performed in the quarter of the Guarantee Term during 
which termination is effective 

29.5 Orderly Transfer Following Termination. Regardless of how this Contract is 
terminated the Assured Performance Guarantee shall automatically terminate and, Contractor 
shall effect an orderly transfer to City or to such person(s) or firm(s) as the City may designate, 
at no additional cost to City. Upon the effective date of expiration or termination of this Contract, 
Contractor shall cease all operations of Work being performed by Contractor, or any of its 
subcontractors, pursuant to this Contract. All completed or partially completed Documents, 
papers, records, charts, reports, and any other materials or information produced, or provided to 
Contractor, in connection with the services rendered by Contractor under this Contract, 
regardless of storage medium, shall be transferred to City to the extent of payment by the City 
to Contractor. Such record transfer shall be completed within thirty (30) calendar days of the 
termination date and shall be completed at Contractor's sole cost and expense. Contractor may 
retain for its files any copies of Documents it chooses to retain and use Contractor's work 
product as it deems fit. 

29.6 Claims for Outstanding Fees. Within forty-five (45) calendar days of the effective 
date of completion, or termination or expiration of this Contract, Contractor shall submit to City 
its claims, in detail, for the monies owed by City for services performed under this Contract 
through the effective date of termination. Failure by Contractor to submit its claims within said 
forty-five (45) calendar days shall negate any liability on the part of City and constitute a Waiver 
by Contractor of any and all right or claims to collect moneys that Contractor may rightfully be 
otherwise entitled to for services performed pursuant to this Contract. 

29.7 Termination not sole remedy. In no event shall City's action of terminating this 
Contract, whether for cause or otherwise, be deemed an election of City's remedies, nor shall 
such termination limit, in any way, at law or at equity, City's right to seek damages from or 
otherwise pursue Contractor for any default hereunder or other action. 
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29.8 Termination by Contractor. The Contractor may terminate this Contract prior to 
or subsequent to the completion of the Contract if the City materially breaches the terms of the 
Contract and fails to cure such breach within a reasonable time, in which case the Assured 
Performance Guarantee shall automatically terminate and Contractor shall be entitled to 
compensation pursuant to Section 29.1.3. 

Article XXX Notice 

30. Except where the terms of this Contract expressly provide otherwise, any 
election, notice or communication required or permitted to be given under this Contract shall be 
in writing and deemed to have been duly given if and when delivered personally (with receipt 
acknowledged), or three (3) days after depositing same in the U.S. mail, first class, with proper 
postage prepaid, or upon receipt if sending the same by certified mail, return receipt requested, 
or upon receipt when sent by a commercial courier service (such as FedEx or UPS) for 
expedited delivery to be confirmed in writing by such courier, at the addresses set forth below or 
to such other address as either Party may from time to time designate in writing. 

If intended for City, to: 

City of San Antonio 
Convention Sports and Entertainment Facilities 
Attn: Director 
200 E. Market St. 
San Antonio, Texas 78205 

If intended for Contractor, to: 

Johnson Controls, Inc. 
Attn: Regional Vice President 
3021 West Bend Dr. 
Irving, Texas 75063-3116 

With a copy to: 
Johnson Controls, Inc. 
Attn: Vice President General Counsel - Building Efficiency Americas 
507 E. Michigan St., M-4 
Milwaukee, WI 53202 

Article XXXI Independent Contractor 

31.1 Contractor covenants and agrees that it is an independent contractor and not an 
officer, agent, servant or employee of City; that Contractor shall have exclusive control of and 
exclusive right to control the details of the Work and M& V Services performed hereunder and 
all persons performing same, and shall be responsible for the acts and omissions of its officers, 
agents, employees, contractors, subcontractors and contractors; that the doctrine of respondent 
superior shall not apply as between City and Contractor, its officers, agents, employees, 
contractors, subcontractors and consultants, and nothing herein shall be construed as creating 
the relationship of employer-employee, principal-agent, partners or joint venturers between City 
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and Contractor. The Parties hereto understand and agree that the City shall not be liable for any 
claims, which may be asserted by any third party occurring in connection with the services to be 
performed by the Contractor under this Contract and that the Contractor has no authority to bind 
City. 

Article XXXII Conflict of Interest 

32.1 Contractor acknowledges that it is informed that the Charter of the City of San 
Antonio and its Ethics Code prohibit a City officer or employee, as those terms are defined in 
Part S, Section 10 of the Ethics Code, from having a financial interest in any contract with the 
City or any City agency such as City owned utilities. An officer or employee has a "prohibited 
financial interest" in a contract with the City or in the sale to the City of land, materials, supplies 
or service, if any of the following individual(s) or entities is a party to the contract or sale: a City 
officer or employee; his parent, child or spouse; a business entity in which the officer or 
employee, or his parent, child or spouse owns ten (10) percent or more of the voting stock or 
shares of the business entity, or ten (10) percent or more of the fair market value of the 
business entity; a business entity in which any individual or entity above listed is a subcontractor 
on a City contract, a partner or a parent or subsidiary business entity. 

32.2 Pursuant to the Section above, Contractor warrants and certifies, and this 
Contract is made in reliance thereon, that it, its officers, employees and agents are neither 
officers nor employees of the City. Contractor further warrants and certifies that is has tendered 
to the City a Discretionary Contracts Disclosure Statement in compliance with the City's Ethics 
Code. 

32.3 Contractor must disclose if it is associated in any manner with a City Official or 
employee in a business venture or business dealings. Failure to do so will constitute a violation 
of the City Ordinance No. 76933. To be "associated" in a business venture or business 
dealings includes being in a partnership or joint venture with the officer or employee, having a 
contract with the officer or employee, being joint owners of a business, owning at least 10% of 
the stock in a corporation in which a City officer or employee also owns at least 10%, or having 
an established business relationship as client or customer. 

Article XXXIII Amendments 

33.1 An amendment is a written supplemental agreement to the Contract signed by 
authorized representatives of both Parties. Except where the terms of this Contract expressly 
provide otherwise, any alterations, additions, or deletions to the terms hereof, shall be effected 
by amendment, in writing, executed by both City and Contractor. The City Manager, or her 
designee, shall have the authority to amend this Contract without additional action by the City 
Council; however, any amendments that require additional appropriation of funds shall be 
subject to approval by the City Council, as evidenced by passage of an ordinance. The Director 
shall have the authority to execute administrative amendments that require up to twenty-five 
thousand dollars ($25,000.00) in increased cost on behalf of the City without further action by 
the City Council, subject to appropriation of funds for the increase in cost. 

Article XXXIV Severability 

34.1 If any clause or provision of this Contract is held invalid, illegal or unenforceable 
under present or future local, State or Federal laws, including, but not limited to the City Charter, 
City Code, or ordinances of the City of San Antonio, Texas, then and in that event it is the 
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intention of the Parties hereto that such invalidity, illegality or unenforceability shall not affect 
any other clause or provision hereof and that the remainder of this Contract shall be construed 
as if such invalid, illegal or unenforceable clause or provision was never contained herein; it is 
also the intention of the Parties hereto that in lieu of each clause or provision of this Contract 
that is invalid, illegal, or unenforceable, there be added as a part of the Contract a clause or 
provision as similar in terms to such invalid, illegal or unenforceable clause or provision as may 
be possible, legal, valid and enforceable. 

Article XXXV Nonwaiver of Performance 

35.1 Unless otherwise specifically provided for in this Contract, a waiver by either 
Party of a breach of any of the terms, conditions, covenants or guarantees of this Contract shall 
not be construed or held to be a waiver of any succeeding or preceding breach of the same or 
any other term, condition, covenant or guarantee herein contained. Further, any failure of either 
Party to insist in anyone or more cases upon the strict performance of any of the covenants of 
this Contract, or to exercise any option herein contained, shall in no event be construed as a 
waiver or relinquishment for the future of such covenant or option. In fact, no waiver, change, 
modification or discharge by either Party hereto of any provision of this Contract shall be 
deemed to have been made or shall be effective unless expressed in writing and signed by the 
Party to be charged. In the case of City, such changes must be approved by the City Manager 
or her designee as described in Article XXXIII Amendments. No act or omission by a Party shall 
in any manner impair or prejudice any right, power, privilege, or remedy available to that Party 
hereunder or by law or in equity, such rights, powers, privileges, or remedies to be always 
specifically preserved hereby. 

Article XXXVI Force Majeure 

36.1 In the event that the performance by either Party of any of its obligations or 
undertakings hereunder shall be interrupted or delayed by any occurrence and not occasioned 
by the conduct of either Party hereto, whether such occurrence be an act of God or the common 
enemy or the result of war, riot, civil commotion, sovereign conduct, or the act or conduct of any 
person or persons not a Party or privy hereto, then such Party shall be excused from 
performance for a period of time as is reasonably necessary after such occurrence to remedy 
the effects thereof, and each Party shall bear the cost of any expense it may incur due to the 
occurrence. 

Article XXXVII Law Applicable 

37.1 THIS CONTRACT SHALL BE CONSTRUED UNDER AND IN ACCORDANCE WITH 
THE LAWS OF THE STATE OF TEXAS AND ALL OBLIGATIONS OF THE PARTIES CREATED 
HEREUNDER ARE PERFORMABLE AND VENUE SHALL BE IN BEXAR COUNTY, TEXAS. 

37.2 Any legal action or proceeding brought or maintained, directly or indirectly, as a 
result of this Contract shall be heard and determined in the City of San Antonio, Bexar County, 
Texas or the U.S. District Court for the Western District of Texas. 

Article XXXVIII Legal Authority 

38.1 The signer of this Contract for Contractor represents, warrants, assures and 
guarantees that he has full legal authority to execute this Contract on behalf of Contractor and 
to bind Contractor to all of the terms, conditions, provisions and obligations herein contained. 
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Article XXXIX Parties Bound 

39.1 This Contract shall be binding on and inure to the benefit of the Parties hereto 
and their respective heirs, executors, administrators, legal representatives, and successors and 
assigns, except as otherwise expressly provided for herein. 

Article XL Captions 

40.1 The captions contained in this Contract are for convenience of reference only, 
and in no way limit or enlarge the terms and/or conditions of this Contract. 

Article XLI Incorporation of Schedules and Attachments 

41.1 All Schedules and Exhibits are incorporated into and made a part of this 
Contract. If there is a conflict within the Contract the most recently issued document takes 
precedence over previous issues of the same document. The order of precedence is as follows 
with the highest authority listed as "1". 

41.1.1 Contract amendments signed by Contractor and City. 

41.1.2 Change Orders, with those of later date having precedence over those of 
earlier date. 

41.1.3 Energy Savings Performance Contract 

Article XLII Entire Contract 

42.1 This Contract, together with its authorizing ordinance and Attachments, as listed 
in Article XLI Incorporation of Attachments, embodies the complete Contract of the Parties 
hereto, superseding all oral and written previous and contemporary agreements between the 
Parties relating to matters herein; and except as otherwise provided herein, cannot be modified 
without written consent of the Parties and approved by ordinance passes by the City Council. 

42.2 It is understood and agreed by the Parties hereto that changes in local, State or 
Federal rules, regulations or laws applicable hereto may occur during the term of this Contract 
and that any such changes shall be automatically incorporated into this Contract without written 
amendment hereto, and shall become a part hereof as of the effective date of the rule, 
regulation or law. 

SIGNA TURES TO FOLLOW 

{5096.0038/129745_ 4} - 36-



WITNESS, the signature of the Parties hereto in triplicate originals, this ___ day of 
September 201 0, to be effective on this date. 

City of San Antonio, a Texas municipal 
corporation 

Sheryl L. Sculley 
City Manager 

Approved as to Form: 

Michael D. Bernard 
City Attorney 

Leticia Vacek 
City Clerk 
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Johnson Controls, Inc. 

Michael Crowe 
Regional Vice President 
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Schedule 1 - Scope of Work 

General Specifications 

This work will consist of two phases, the Installation Period and the M&V Services, which shall 
begin with the initial Guarantee Term and continue in effect throughout each consecutive 
Guarantee Term until Contract expiration or earlier termination. 

1. Installation Period 

1.1 Contractor shall conduct a thorough and systematic performance test of each 
element and total system of the installed equipment in accordance with the 
procedures specified in Schedule 1 Scope of Work and prior to acceptance of the 
project by the City as evidenced by a Certificate of Substantial Completion. 
Testing shall be designed to determine if the equipment is functioning in 
accordance with both its published specifications and the Schedules to this 
Contract, and to determine if modified building systems, subsystems or 
components are functioning properly within the new integrated environment. 
Contractor shall provide notice to City of the scheduled test(s) and the City 
and/or its designees shall have the right to be present at any or all such tests 
conducted by Contractor and/or manufacturers of the equipment. Contractor 
shall be responsible for correcting and/or adjusting all deficiencies in systems 
and equipment operation that may be observed during system commissioning 
and testing procedures as specified in Schedule 1 Scope of Work. Prior to City 
acceptance Contractor shall also provide City with reasonably satisfactory 
documentary evidence that the equipment installed is the equipment specified in 
Schedule 1 Scope of Work. 

2. Substantial Completion 

2.1 Substantial Completion is the stage in the progress of the project when the 
Installation Period of the project is sufficiently complete in accordance with the 
Contract so that the City can utilize the Work and services for its intended use. 

2.2 When the Contractor considers that the Installation Period of the project is 
Substantially Complete, the Contractor shall prepare and submit to City a 
comprehensive Punch List of items to be completed or corrected prior to final 
payment. Failure to include an item on such list does not alter the responsibility 
of the Contractor to complete all Work and services in accordance with the 
Contract. 

2.3 Upon receipt of the Contractor's Punch List, the City will make an inspection to 
determine whether the Work and services are Substantially Complete. If the 
City's inspection discloses any item, whether or not included on the Contractor's 
list, which is not sufficiently complete in accordance with the Contract so that the 
City can occupy or utilize the Work and services or designated portion thereof for 
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its intended use, the Contractor shall, before issuance of the Certificate of 
Substantial Completion, complete or correct such item upon written notification 
by the City. In such case, the Contractor shall then submit a request for another 
inspection by the City to determine Substantial Completion. 

2.4 When the Installation Period of the ECRM is Substantially Complete, the City will 
prepare a Certificate of Substantial Completion, which shall (a) establish the date 
of Substantial Completion (which will be the date on which the Work and services 
met the requirements under the Contract for Substantial Completion), (b) fix the 
time within which the Contractor shall finish all items on the Punch List 
accompanying the Certificate. Warranties required by the Contract shall 
commence on the date of Substantial Completion of the Work and services or 
designated portion thereof unless otherwise provided in the Certificate of 
Substantial Completion. 

2.5 The Certificate of Substantial Completion shall be submitted to the City and 
Contractor for their written acceptance of responsibilities assigned to them in 
such Certificate. 

3. Final Completion 

3.1 When all of the Work and services are finally completed and ready for final 
inspection, the Contractor shall notify the City thereof in writing. Thereupon, the 
City will make final inspection of the Work and services and, if the Work and 
services are complete in full accordance with this Contract and this Contract has 
been fully performed with respect to the Installation Period, the City will promptly 
issue a final Certificate for Payment certifying to the City that the project is 
complete with respect to the Installation Period and that the Contractor is entitled 
to the remainder of the unpaid Contract price and compensation, less any 
amount withheld pursuant to this Contract. 

3.2 The Contractor shall not be entitled to final payment unless and until all Work and 
services have been inspected and accepted by City, and Contractor submits to 
City all general warranties, survey certifications, and its affidavit that the payrolls, 
invoices for materials and equipment, and other liabilities connected with the 
Work and services for which the City, or the City's property, might be responsible 
have been fully paid or otherwise satisfied or will be paid from final payment; 
releases and waivers of liens from all subcontractors of the Contractor and of any 
and all other parties required by the Contractor or the City that are either 
unconditional or conditional on receipt of final payment, certificates of insurance 
showing continuation of required insurance coverage; such other documents as 
City may request; and consent of surety to final payment. 

3.3 The City shall make final payment of all sums due the Contractor not more than 
thirty (30) days after the City's approval of a final certificate for payment. 
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3.4 Acceptance of final payment by the Contractor, a subcontractor or material 
supplier shall constitute a waiver of claims by that payee, except those previously 
made in writing and identified by that payee as unsettled at the time of final 
application for payment. 

4. Cleanup. Contractor shall keep the Facilities and the surrounding area free from 
accumulation of waste materials or rubbish caused by the Work and services and, upon 
completion of the Work and services, Contractor shall remove all waste materials, rubbish, 
tools, installation equipment, machinery, and surplus materials. 

5. Safety. Contractor shall be responsible for initiating, maintaining, and supervising all safety 
precautions and programs in connection with the performance of the Work and services. 

6. Assumptions. 

6.1 Existing windows are free of defect. (solar window film) 

6.2 Equipment performance requirements are based on 30% engineering design 
phase. (HVAC and controls) 

6.3 Unless specified to be replaced, all AHU motors are in good working condition. 
(HVAC and controls) 

6.4 The project implementation and cost projections determined are based upon 
reasonable access to the facilities during the construction period; the known facts 
of the building conditions, occupants, and schedules, and; the manufacturer's 
delivery dates for construction materials. 

6.5 Existing water & sewer lines are in good operating condition. (water 
conservation) 

6.6 City will be responsible for installation of warranted plumbing materials and 
lighting equipment beginning at the date of Substantial Completion. (water 
conservation) 

6.7 City will be responsible for replacement labor during the warranty period. Only 

manufacturer material and labor warranties apply after Substantial Completion 

Date. 

6.8 All pre-existing wiring to the fixtures is the responsibility of the City. If wiring and 
fixtures are not code compliant, it is the City's responsibility to bring them into 
compliance. (lighting, electrical and controls) 

7. General Scope of Work 

7.1 All work will be coordinated with City personnel to minimize interruptions, delays, 
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or safety violations. 

7.2 All materials being installed shall be new. 

7.3 Provide necessary protection to avoid damage to adjacent services in the 
surrounding work areas. 

7.4 Provide protection of existing finishes and or structures. Match patchwork of new 
finishes and structures like for like. 

7.5 Prior to work beginning, all walls, floor or roof penetrations will be identified to 
City personnel for verification and inspection of location. (HVAC and controls) 

7.6 Remove and re-install existing lay-in ceilings as required to install new work. 
(HVAC, lighting, electrical and controls) 

7.7 All Work to be performed in strict accordance with all the current applicable 
codes, laws, ordinances, rules, regulations, etc. of the authority having 
jurisdiction over this Project. 

7.8 Update programming. (HVAC, lighting and electrical, and controls) 

7.9 Labor for all project management, engineering and technical labor associated 
with this project. 

7.10 Submittals and drawings. 

7.11 Testing and commissioning. (HVAC and controls) 

7.12 Make all calibrations and adjustments. (HVAC and controls) 

7.13 Final check of the operation of equipment. (HVAC and controls) 

7.14 Eight (8) hours of system operational training (HVAC and controls); eight (8) 
hours of system operational training on solar thermal water heating; twelve (12) 
hours of training and system troubleshooting, including HVAC, controls, VFDs, 
system report generation, and trend analysis. 

7.15 Labor and materials to perform the installation of all improvements. 

7.16 A minimum of one percent (1%) stock of ballasts and two percent (2%) of lamps 
will be provided by Contractor after completion of installation to help 
accommodate any warranty period failures. (lighting, electrical and controls) 

7.17 Lenses and diffusers will be cleaned on each fixture that is retrofitted. (lighting, 
electrical and controls) 
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7.18 Luminance levels of new and retrofit fixtures will meet IES standards. (lighting, 
electrical and electrical) 

7.19 Sample light level readings will be conducted for all new lighting systems. 
(lighting, electrical and controls) 

7.20 A report of the light level readings, construction drawings, equipment submittals 
and performance specifications will be provided for City's review and acceptance 
at the completion of the final engineering design phase. (lighting, electrical and 
controls) 

7.21 Upon completion of the project Operations & Maintenance (O&M) Manuals will 
be provided for the materials included in the Project. The O&M Manuals will 
include manufacturer's cut sheets, warranty information, and contact information. 

8. Demolition 

8.1 City will have first right of refusal to keep all removed equipment. Contractor will 
properly dispose of any removed equipment which is not kept by the City. 

8.2 Contractor will properly dispose all removed refrigerant as required by state and 
federal laws. (HVAC and controls) 

8.3 Existing lamps, ballasts and other materials will be removed from the site by 
Contractor in accordance with Federal, State, and Local regulations. It is also 
the responsibility of Contractor, acting as an agent for the City, to ensure the 
proper disposal of hazardous waste in accordance with the Federal, State and 
Local laws and regulations. If PCB light ballasts are found, they will be disposed 
of accordingly listing the City as the "Owner" and "Generator" of the ballast 
waste. (lighting, electrical and controls). Contractor shall recycle all fluorescent 
lamps. 

8.4 Removal and reinstallation of any interior vandal shield is included in the scope of 
work. Any interior vandalshield film will be removed in order to install any tinted 
film and, once fully cured, new vandalshield will be installed. The window tint will 
not affect any exterior vandalshield film as this will remain in place as is. Doors 
are not included in the Project and will not therefore affect the vandalshield film. 
(solar window film) 

9. Final Engineering 

9.1 Final development of construction drawings and new equipment submittals. 

9.2 Finalize equipment performance requirements. 
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9.3 Once final engineering is complete, some minor modifications to scope of work 
may be required. No modifications will be made to scope of work without prior 
acceptance of the City. 

9.4 Contractor will provide detail listing by building of all retrofits prior to installation 
and verification of each retrofit upon completion. 

10. Exclusions 

10.1 Unless stated otherwise in an ECRM, asbestos testing and abatement work. 

10.2 Repair of windows with significant cracks or defects. (solar window film) 

10.3 Any work not associated with the standard replacement of plumbing fixtures. 
(water conservation) 

10.4 ADA modifications. (water conservation) 

10.5 All existing wiring to the fixtures is the responsibility of the City. If wiring and 
fixtures are not code compliant, it is the City's responsibility to bring them into 
compliance. (lighting, electrical and controls) 

11. Warranties 
Contractor shall negotiate best extended manufacturer's warranties. 

11.1 Lighting, Electrical and Controls 

11.1.1 One (1) year workmanship. 

11.1.2 The lamps and ballasts are covered by manufacturer's warranties. All 
warranties will be administered by each individual manufacturer. 

11.1.3 Contractor will furnish, upon completion of work, contact information for 
all manufacturers. For warranty purposes, manufacturers may request 
the defective product be returned for analysis. City must retain all 
lamps and ballasts that fail prematurely and provide to the manufacturer 
upon request. 
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11.2 Water Conservation 

11.2.1 Warranties for material and labor are for one (1) year for workmanship 
and defective parts. 

11.2.2 After the project is signed off the plumbing maintenance (replacing defective 
components covered under warranty) reverts back to the entity that serviced 
the system prior to the retrofit. Standard manufacturer's warranties are 
effective for one (1) year from the purchase date of the equipment, but can 
vary. 

11.2.3 Warranty does not cover damage by misuse, abuse, tampering or "acts of 
nature" outside Contractor's control. 

11.3 Solar Thermal DHW 

11.3.1 Five (5) years warranty on materials and labor beginning at the date of 
Substantial Completion. 

11.3.2 Specific details for each extended warranty will be provided in the O&M 
manuals. 

11.4 Solar Window Film (Low E) 

11.4.1 Ten (10) year limited warranty: Llumar Solar Control Window Film is 
warranted for a period of ten (10) years from the date of original 
purchase when properly installed in accordance with manufacturer's 
instructions on suitable interior glass surfaces by a duly authorized 
dealer. The window film will maintain reflective properties without 
crazing, cracking or peeling, maintain adhesive properties without 
blistering, bubbling or delaminating from the glass, and maintain 
appearance without discoloration. 

11.5 HVAC & Controls 

11.5.1 One (1) year warranty on materials and labor beginning at the date of 
Substantial Completion. 

11.5.2 Specific details for each extended warranty will be provided in the O&M 
Manuals. 

12. M&V Services 

12.1 M& V Services not performed during the Installation Period shall commence on 
the first (1 st

) day of the month following the month in which City executes a 

Certificate of Substantial Completion and shall continue throughout the 

{5096.0038/130423_1} 44 



Guarantee Term, subject to earlier termination of M&V Services and the 
associated Assured Performance Guarantee as provided herein. 

12.2 Contractor will provide the M&V Services set forth below in connection with the 
Assured Performance Guarantee. 

12.2.1 During the Installation Period, a Contractor Performance Assurance 
Specialist will track Measured Project Benefits. Contractor will report 
the Measured Project Benefits achieved during the Installation Period, 
as well as any Non-Measured Project Benefits applicable to the 
Installation Period, to City within ninety (90) days of the commencement 
of the Guarantee Term. Such report is subject to City approval. Should 
City disapprove such report, Contractor shall revise it until it meets the 
approval of City. Any payments due to City under Article V Assured 
Performance Guarantee shall be made on the initial report based upon 
the time period set forth. Adjustments to such payments will be made 
based on the final report. 

12.2.2 Within ninety (90) days of each anniversary of the Guarantee 
Commencement Date, Contractor will provide City with an annual report 
covering the twelve (12) months immediately prior to the anniversary of 
the Guarantee Commencement Date containing: 

12.2.2.1 

12.2.2.2 

12.2.2.3 

an executive overview of the project's performance and 
Project Benefits achieved to date; 

a summary analysis of the Measured Project Benefits 
accounting; and 

depending on the M&V Option(s), a detailed analysis of the 
Measured Project Benefits calculations. 

Such report is subject to City approval. Should City disapprove such report, 
Contractor shall revise it until it meets the approval of City. Any payments 
due to City under Article V Assured Performance Guarantee shall be made 
on the initial report based upon the time period set forth. Adjustments to such 
payments will be made based on the final report. 

12.2.3 During the Guarantee Term, a Contractor Performance Assurance 
Specialist will monitor the on-going performance of the ECRMs, as 
specified in this Contract, to determine whether anticipated Measured 
Project Benefits are being achieved. In this regard, the Performance 
Assurance Specialist will periodically assist City, on-site or remotely, 
with respect to the following activities: 
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12.2.3.1 review of information furnished by City from the facility 
management system to confirm that control strategies are in 
place and functioning; 

12.2.3.2 advise City's designated personnel of any performance 
deficiencies based on such information; 

12.2.3.3 coordinate with City's designated personnel to address any 
performance deficiencies that affect the realization of 
Measured Project Benefits; 

12.2.3.4 inform City of opportunities to further enhance project 
performance and of opportunities for the implementation of 
additional ECRMs; and 

12.2.3.5 submit Cost Avoidance Reports annually within ninety (90) 
days of the guarantee period anniversary. 

12.2.4 For specified ECRMs utilizing an "Option A" M&V protocol, Contractor 
will: 

12.2.4.1 

12.2.4.2 

12.2.4.3 

conduct pre and post-installation measurements required 
under this Contract; 

confirm the building management system employs the control 
strategies and set pOints specified in this Contract; and 

analyze actual as-built information and adjust the Baseline 
and/or Measured Project Benefits to conform to actual 
installation conditions (e.g., final lighting and water benefits 
calculations will be determined from the as-built information to 
reflect the actual mix of retrofits encountered during 
installation ). 

12.2.5 For specified ECRMs utilizing an "Option B" M&V protocol, Contractor 
will: 

12.2.5.1 

12.2.5.2 
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confirm that the appropriate metering and data points 
required to track the variables associated with the applicable 
ECRMs' benefits calculation formulas are established; and 

set up appropriate data capture systems (e.g., trend and 
totalization data on the facility management system) 
necessary to track and report Measured Project Benefits for 
the applicable ECRM. 
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Facilities Scope of Work 

Summary of Work: The following summarizes the Work to be provided by Contractor under this 
Contract, as further defined below: 

ECRM Scope Of Work Summary Facilities 

Convention Center 
1.3 Lighting & Controls-Option 3, 28W, 4100K Bldg. 277 

Alamodome 

2.1 Water Conservation Base Project 
Convention Center 

Alamodome 

2.8 Water Improvement - Option 6 (Metering Faucets) Alamodome 

4 Solar Thermal DHW Convention Center 

5 Solar Window Film (Low E) 
Convention Center 

Alamodome 

6 HVAC & Controls Improvements 
Convention Center 

Alamodome 

1. ECRM 1.3: Lighting Improvements 

1.1 Contractor will replace existing lighting equipment with new lamps, ballasts and 
controls at the Convention Center, Bldg. 277 and the Alamodome as detailed in 
detailed in ECRM 1.3 Lighting Improvements Tables (some existing fixtures are 
scheduled to remain). Lamps, shall have T-8, 28 watt, 4100 Kelvin, with a CRI of 
85 (similar to Advance part No. F32T8/ADV841/EW/ALT028W). These lamps 
are low mercury, high vision phosphor type for increased performance. Ballasts, 
shall have 3rd generation high efficiency, instant start, (similar to Advance 
"Optanium") ballast. Contractor will replace broken tombstones. 

1.2 Average light levels (fc) shall be measured and reported before and after 
retrofits. Contractor shall resolved City complaints to the satisfaction of City's 
project manager. 

1.3 Occupancy sensing lighting controls (Alamadome=737; Conversion Center=243; 
Hemisfair Park=90) will be installed in some areas to automatically turn lights on 
and off. These sensors use both infra-red and ultra-sonic technologies. A 
combination of wall switch replacement units and ceiling types will be used 

depending on the application. 
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CONVENTION CENTER 
ECRM 1.3 Lighting Improvements Table 

Qtyof Watts 
Proposed Post 

Watts 
Location Existing 

in Light 
Fixtures per 

Light Fixtures 
per 

to be Existing Proposed 
Facility Description Upgraded Fixture Description Quantity Fixture 

Retrofit (4) Fixtures wI 

BRIDGE HALL 
HIGHBAY 

16 1180 
150W Ceramic Metal 

16 660 
CHANDELIER Halide Lamp & 

Electronic Ballast 

Retrofit fixture wI 
BRIDGE HALL RECESSED CAN 28 128 1 x42CF Recessed can 28 46 

Kit 

EXHIBIT HALL BI 
Retrofit fixture wI 70W 
Ceramic Metal Halide 

CENTER 
RECESSED CAN 44 215 Lamp, Electronic 44 80 

WALKWAY 
WITH AIR WALL 

Ballast, & Recessed 
Can Retrofit Kit 

EXHIBIT HALL BI 
Replace lamp wI 60W 

CENTER 
RECESSED CAN 22 90 PAR38 Halogen 22 60 

WALKWAY 
Infrared 

WITH AIR WALL 

SURFACE MOUNT 
Install new Universal 

EXHIBIT HALL B 4 30 Red LED Exit wI Battery 4 3 
BBUP 

Back up 

Install New 1 x4 High 

PENDANT MOUNT 
Bay wI (4) F54T5HO 

EXHIBIT HALL B 
CAN 

16 458 Lamps & Programmed 16 234 
Start T5 Electronic 

Ballast 

INDUSTRIAL Retrofit Fixture wi (4) 
EXHIBIT HALL B 

HOOD 42 112 F28T8/8XXlXL & 4L -LP- 42 84 
HE-IS Bllst 

Install New 1 x4 High 
Bay wI (4) F54T5HO 

EXHIBIT HALL B HIGHBAY 95 458 Lamps & Programmed 95 234 
Start T5 Electronic 

Ballast 
Install New 1 x4 High 
Bay wI (2) F54T5HO 

EXHIBIT HALL B HIGHBAY 84 200 Lamps & Programmed 84 117 
Start T5 Electronic 

Ballast 
Retrofit Fixture wI (1) 

HB01 STRIP 8 59 
F28T8/8XXlXL, 1 L-HP-

8 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 
STAIRWELL 

STRIP 3 59 F28T8/8XXlXL, 1 L-HP-
3 33 HALLWAY HE-IS Bllst, & 4' 1L 

Socket Plate Kit 
STAIRWELL Retrofit Fixture wI (1 ) 

HALLWAY-1052 
STRIP 4 59 F28T8/8XXIXL, 1 L-H P-

4 33 ELECTRICAL HE-IS Bllst, & 4' 1 L 
ROO Socket Plate Kit 
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STAIRWELL 
Retrofit Fixture wi (1) 

F28T8/8XX1XLlHL & 1 L-
HALLWAY-

WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 
STAIRWELL - Remove Extra sockets 

NEXT TO 1052 & replace 2x4 Pris lense 

H18 
KEYLESS WALL 

1 60 
Replace lamp wi 13W 1 13 

MOUNT Screw in CF 

Retrofit fixture wI (1 ) 
INDUSTRIAL 

4 72 
F28T8/8XXlXL & 1 L-

4 33 H18 FLOOR 2 
HOOD HP-HE-IS Bllst -

Remove extra sockets 
Install new Wallpack 

H18 FLOOR 2 WALL PACK 1 295 
Fixture wI (2) 42W CF 

1 94 
Lamps & Electronic 

Ballast 
Retrofit Fixture wI (1) 

F28T8/8XX1XLlHL & 1 L-
H15 WRAP 2 52 REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
& replace 2x4 Pris lense 

Retrofit Fixture wi (4) 

H15 STRIP 4.25" 1 123 
F28T8/8XXlXL, 4L-LP-

1 84 
HE-IS Bllst, & 8' 4L Skin 

Kit 
Retrofit Fixture wI (1) 

H15 FLOOR 2 STRIP 2 59 
F28T8/8XXlXL, 1 L-HP- 2 33 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixtu re wi (1 ) 
H15 FLOOR 2 

STRIP 2 59 
F28T8/8XXIXL, 1 L-HP-

2 33 H15A HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 
H15 FLOOR 2 

STRIP 2 59 
F28T8/8XXIXL, 1 L-HP-

2 33 H15B HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

EXTERIOR Retrofit fixture wI (1 ) 
STAIR S10-

WALL WRAP 8 72 F28T8/8XXlXL & 1 L-
8 33 WEST LOADING HP-HE-IS Bllst -

DOCK Remove extra sockets 
EXTERIOR 
STAIR S10- Retrofit fixture wI (1 ) 

WEST LOADING INDUSTRIAL 
4 72 F28T8/8XXlXL & 1 L-

4 33 DOCK- HOOD HP-HE-IS Bllst-
MECHANICAL Remove extra sockets 

ROOM 
Retrofit fixtu re wI (1 ) 

EHB ROOF INDUSTRIAL 
26 72 F28T8/8XXlXL & 1 L-

26 33 PENTHOUSE 6 HOOD HP-HE-IS Bllst-
Remove extra sockets 
Retrofit Fixture wi (1) 

EHB ROOF 
STRIP 1 59 

F28T8/8XXlXL, 1 L-HP-
1 33 PENTHOUSE 6 HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (2) 

EHB ROOF INDUSTRIAL 
27 115 F28T8/8XX/XL, 3L-

27 58 PENTHOUSE 5 HOOD STND-HE-IS Bllst, & 4' 
2L Industrial Hood Kit 
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EHA & EHB PENDANT MOUNT 45 100 
Replace lamp wi 23W 45 23 

CATWALKS CHINA HAT Screw in CF 

Retrofit fixture wI (1) 
EHA & EHB INDUSTRIAL 22 72 

F28T8/8XXlXL & 1 L- 22 33 
CATWALKS HOOD HP-HE-IS Bllst -

Remove extra sockets 

MENS RR SOFFIT STRIP 3 52 
Relamp Fixture wi (2) 3 48 
F28T8/8XXlXL Lamp 

MENS RR SOFFIT STRIP 1 29 
Relamp Fixture wI (1) 1 25 
F28T8/8XXlXL Lamp 

WOMENS RR SOFFIT STRIP 3 52 
Relamp Fixture wi (2) 3 48 
F28T8/8XXlXL Lamp 

WOMENS RR SOFFIT STRIP 1 29 
Relamp Fixture wI (1 ) 1 25 
F28T8/8XXlXL Lamp 

H14 
CONCESSION Retrofit fixtu re wi (1 ) 

LOCKED STRIP 6 72 
F28T8/8XXlXL & 1 L- 6 33 

ENGINEERING HP-HE-IS Bllst-
SAYS 6 Remove extra sockets 

FIXTURES 
Retrofit Fixture wI (1) 

HB04A JANITOR STRIP 1 59 
F28T8/8XXlXL, 1 L-HP- 1 33 

LOCKED HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

MENS RR SOFFIT STRIP 3 52 
Relamp Fixture wi (2) 

3 48 
F28T8/8XXlXL Lamp 

MENS RR SOFFIT STRIP 1 29 
Relamp Fixture wI (1) 

1 25 
F28T8/8XX1XL Lamp 

WOMENS RR SOFFIT STRIP 3 52 Relamp Fixture wI (2) 3 48 F28T8/8XXlXL Lamp 

WOMENS RR SOFFIT STRIP 1 29 
Relamp Fixture wi (1) 

1 25 
F28T8/8XXlXL Lamp 

BALLROOM B RECESSED CAN 66 90 Install New 12W LED 
66 12 DIMMING Recessed Can Fixture 

Retrofit fixture wI 70W 
Ceramic Metal Halide 

BALLROOM B RECESSED CAN 150 215 Lamp, Electronic 150 80 
Ballast, & Recessed 

Can Retrofit Kit 

BALLROOM B RECESSED CAN 
120 90 

Install New 12W LED 
120 12 DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 
PANTRY RECESSED 

13 115 
F28T8/8XXlXL, 2L-

13 48 STORAGE AREA TROFFER STND-HE-IS Bllst, & 
2x4 White Reflector Kit 
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PANTRY SURFACE MOUNT 
Install new Universal 

STORAGE AREA BBUP 
1 30 Red LED Exit wI Battery 1 3 

Back up 

SERVICE 
Retrofit Fixture wI (2) 

WRAP 1 72 F28T8/8XXlXL & 2L-LP- 1 44 
ELEVATOR HE-IS Bllst 

LOCKED DOOR 
Retrofit fixture wI (1) 

FIRE 
INDUSTRIAL 

6 72 
F28T8/8XXlXL & 1 L-

6 33 
HOOD HP-HE-IS Bllst-

EXTINGUISHER Remove extra sockets 

Replace lamp wI 23W 
HALLWAY RECESSED CAN 5 100 Screw in CF - Add 5 23 

socket Extender 

SURFACE MOUNT 
Install new Universal 

HALLWAY 
BBUP 

1 30 Red LED Exit wI Battery 1 3 
Back up 

Retrofit fixture wI (1) 

MECHANICAL 
INDUSTRIAL 2 72 

F28T8/8XXlXL & 1 L-
2 33 

HOOD HP-HE-IS Bllst -
Remove extra sockets 
Retrofit fixtu re wI (1 ) 

MECHANICAL INDUSTRIAL 
2 72 

F28T8/8XXlXL & 1 L-
2 33 

1025 HOOD HP-HE-IS Bllst -
Remove extra sockets 

BALLROOM B 
EXECUTIVE RECESSED CAN 

7 90 
Install New 12W LED 

7 12 
ASSEMBLY DIMMING Recessed Can Fixture 

LOBBY 
BALLROOM B Retrofit Fixture wI (2) 
EXECUTIVE 
ASSEMBLY 

SOFFIT STRIP 8 72 F28T8/8XXIXL & 2L-LP- 8 44 

LOBBY 
HE-IS Bllst 

BALLROOM B Retrofit Fixture wI (1) 
EXECUTIVE 
ASSEMBLY 

SOFFIT STRIP 3 43 F28T8/8XX1XL & 1 L-LP- 3 22 

LOBBY 
HE-IS Bllst 

BALLROOM B 
EXECUTIVE 
ASSEMBLY RECESSED CAN 

6 90 
Install New 12W LED 6 12 

SMALL DIMMING Recessed Can Fixture 
MEETING 

ROOM 
BALLROOM B 
EXECUTIVE 

Retrofit Fixture wI (2) 
ASSEMBLY 

SMALL 
SOFFIT STRIP 5 72 F28T8/8XX1XL & 2L-LP- 5 44 

MEETING 
HE-IS Bllst 

ROOM 
BALLROOM B 
EXECUTIVE 

Retrofit Fixture wI (1) 
ASSEMBLY 

SMALL 
SOFFIT STRIP 4 43 F28T8/8XXlXL & 1 L-LP- 4 22 

MEETING HE-IS Bllst 

ROOM 
BALLROOM B 
EXECUTIVE 

SURFACE MOUNT 
Install new Universal 

ASSEMBLY 
BBUP 

1 30 Red LED Exit wI Battery 1 3 
SMALL Back up 

MEETING 
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ROOM 

BALLROOM B 
EXECUTIVE RECESSED CAN 

7 90 
Install New 12W LED 

7 12 ASSEMBLY DIMMING Recessed Can Fixture 
FOYER 

BALLROOM B 
Install new Universal EXECUTIVE SURFACE MOUNT 

1 30 Red LED Exit wi Battery 1 3 ASSEMBLY BBUP 
FOYER Back up 

BALLROOM B 
EXECUTIVE 

RECESSED CAN 3 25 
Replace lamp wi 18W 

3 18 ASSEMBLY Screw in CF 
MENS RR 

BALLROOM B Retrofit Fixture wi (2) 
EXECUTIVE 

STRIP 2 144 F28T8/8XXlXL & 2L-
2 64 ASSEMBLY HP-HE-IS Bllst-

MENS RR Remove extra sockets 
BALLROOM B 
EXECUTIVE 

RECESSED CAN 3 25 Replace lamp wi 18W 
3 18 ASSEMBLY Screw in CF 

WOMENS RR 
BALLROOM B Retrofit Fixture wi (2) 
EXECUTIVE 

STR.IP 2 144 F28T8/8XXlXL & 2L-
2 64 ASSEMBLY HP-HE-IS Bllst -

WOMENS RR Remove extra sockets 
BALLROOM B 
EXECUTIVE 

RECESSED CAN 1 25 
Replace lamp wi 18W 

1 18 ASSEMBLY RR Screw in CF 
ENTRY 

BALLROOM B 
EXECUTIVE 

RC DIMMING Replace lamp wi 60W 
ASSEMBLY 

STYLE B 13 90 PAR38 Halogen 13 60 
MAIN MEETING Infrared 

ROOM 
BALLROOM B 
EXECUTIVE 

RC DIMMING Replace lamp wi 60W 
ASSEMBLY 

STYLE B 13 90 PAR38 Halogen 13 60 
MAIN MEETING Infrared 

ROOM 
BALLROOM B 
EXECUTIVE 

RC DIMMING Replace lamp wi 60W 
ASSEMBLY 

STYLE B 15 90 PAR38 Halogen 15 60 
MAIN MEETING Infrared 

ROOM 
BALLROOM B 
EXECUTIVE 

RC DIMMING Replace lamp wi 60W 
ASSEMBLY 

STYLE B 28 90 PAR38 Halogen 28 60 
MAIN MEETING Infrared 

ROOM 
BALLROOM B 
EXECUTIVE RC DIMMING Replace lamp wi 60W 
ASSEMBLY STYLE B 22 90 PAR38 Halogen 22 60 

MAIN MEETING Infrared 
ROOM 

BALLROOM B 
EXECUTIVE RECESSED CAN Install New 12W LED ASSEMBLY DIMMING 6 90 Recessed Can Fixture 6 12 

MAIN MEETING 
ROOM-SIDE 
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ROOM 1 

BALLROOM B 
EXECUTIVE 
ASSEMBLY 

MAIN MEETING RC DIMMING 
Replace lamp wi 60W 

ROOM-SIDE STYLE B 
1 90 PAR38 Halogen 1 60 

ROOM 1 Infrared 

VIEWING ROOM 
1 

BALLROOM B 
EXECUTIVE 
ASSEMBLY 

MAIN MEETING RC DIMMING 
Replace lamp wi 60W 

ROOM-SIDE STYLE B 
1 90 PAR38 Halogen 1 60 

ROOM 1 
Infrared 

VIEWING ROOM 
2 

BALLROOM B 
EXECUTIVE 
ASSEMBLY 

MAIN MEETING RC DIMMING 
Replace lamp wi 60W 

ROOM-SIDE STYLE B 
1 90 PAR38 Halogen 1 60 

ROOM 1 
Infrared 

VIEWING ROOM 
2 

BALLROOM B 
EXECUTIVE 
ASSEMBLY 

MAIN MEETING RC DIMMING 
Replace lamp wi 60W 

ROOM-SIDE STYLE B 
1 90 PAR38 Halogen 1 60 

ROOM 2 
Infrared 

VIEWING ROOM 
1 

BALLROOM B 
EXECUTIVE 
ASSEMBLY 

MAIN MEETING RC DIMMING 
Replace lamp wi 60W 

ROOM-SIDE STYLE B 
1 90 PAR38 Halogen 1 60 

ROOM 2 
Infrared 

VIEWING ROOM 
2 

BALLROOM B 
EXECUTIVE 
ASSEMBLY 

MAIN MEETING RC DIMMING 
Replace lamp wi 60W 

ROOM-SIDE STYLE B 
1 90 PAR38 Halogen 1 60 

ROOM 2 
Infrared 

VIEWING ROOM 
2 

BALLROOM B 
EXECUTIVE 
ASSEMBLY RECESSED CAN Install New 12W LED 

MAIN MEETING DIMMING 
6 90 Recessed Can Fixture 

6 12 

ROOM-SIDE 
ROOM 2 

BALLROOM B 
EXECUTIVE RC DIMMING 

Replace lamp wI 60W 

ASSEMBLY STYLE B 
8 90 PAR38 Halogen 8 60 

LOBBY 2 
Infrared 
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BALLROOM B 
EXECUTIVE 

RECESSED CAN 1 25 
Replace lamp w/18W 

1 18 
ASSEMBLY Screw in CF 
LOBBY 2 RR 
BALLROOM B Retrofit Fixture wI (1 ) 
EXECUTIVE 

SOFFIT STRIP 1 66 
F25T8/8XX1XLlHL & 2L- 1 27 

ASSEMBLY STND-HE-IS Bllst-
LOBBY 2 RR Remove Extra Sockets 

BALLROOM B 
EXECUTIVE 

RC DIMMING 
Replace lamp wI 60W 

ASSEMBLY STYLE B 4 90 PAR38 Halogen 4 60 
LOBBY 2 Infrared 
OFFICE 

BALLROOM B 
EXECUTIVE RECESSED CAN Install New 12W LED 
ASSEMBLY 

DIMMING 
4 90 

Recessed Can Fixture 
4 12 

LOBBY 2 EXIT 
FOYER 

BALLROOM B SURFACE MOUNT Install new Universal 
EXECUTIVE BBUP 4 30 Red LED Exit wI Battery 4 3 
ASSEMBLY Back up 

Retrofit fixture wI (1) 

STAIRWELL WALL WRAP 6 72 F28T8/8Xx/XL & 1 L- 6 33 HP-HE-IS Bllst -
Remove extra sockets 

SURFACE MOUNT Install new Universal 
STAIRWELL BBUP 3 30 Red LED Exit wI Battery 3 3 

Back up 

EXHIBIT HALL Retrofit fixture wI 70W 
NB CENTER Ceramic Metal Halide 
WALKWAY- RECESSED CAN 48 215 Lamp, Electronic 48 80 

SEPERATION Ballast, & Recessed 
WALL Can Retrofit Kit 

INDUSTRIAL 
Retrofit Fixture wI (4) 

EXHIBIT HALL A 
HOOD 

24 112 F28T8/8Xx/XL & 4L-LP- 24 84 
HE-IS Bllst 

Install New 1x4 High 
Bay wI (4) F54T5HO 

EXHIBIT HALL A HIGHBAY 299 458 Lamps & Programmed 299 234 
Start T5 Electronic 

Ballast 

SURFACE MOUNT Install new Universal 
EXHIBIT HALL A 

BBUP 2 30 Red LED Exit wI Battery 2 3 
Back up 

SURFACE MOUNT Install new Universal 
EXHIBIT HALL A 

NON BBUP 2 23 Red LED Exit wI Battery 2 3 
Back up 

EXHIBIT HALL A Retrofit Fixture wI (2) 
FOYER-SMALL WRAP 1 59 F28T8/8XXlXL & 2L-LP- 1 44 

RR HE-IS Bllst 

EXHIBIT HALL A Retrofit Fixture wI (2) 
FOYER- H7 WRAP 1 59 F28T8/8XX/xL & 2L-LP- 1 44 

LOCKED HE-IS Bllst 

MENS RR SOFFIT STRIP 3 52 Relamp Fixture wI (2) 
3 48 F28T8/8Xx/XL Lamp 

MENS RR SOFFIT STRIP 2 29 Relamp Fixture wI (1) 
2 25 

F28T8/8XX1XL Lamp 
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Retrofit Fixture wI (1 ) 
MENS RR SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

LP-HE-IS Bllst 

SOFFIT STRIP 3 52 Relamp Fixture wI (2) 
3 48 WOMENS RR 

F28T8/8XXlXL Lamp 

SOFFIT STRIP 1 29 
Relamp Fixture wI (1) 

1 25 WOMENS RR 
F28T8/8XXlXL Lamp 

Retrofit Fixture wI (1) 
WOMENS RR SOFFIT STRIP 2 26 F25T8/8XX/XLlHL & 1 L- 2 20 

LP-HE-IS Bllst 

Retrofit Fixture wI (1) MENS RR 
59 

F28T8/8XXlXL, 1 L-HP-
1 33 CUSTODIAN STRIP 1 

HE-IS Bllst, & 4' 1 L LOCKED 
Socket Plate Kit 

EXHIBIT HALL A 
Retrofit Fixture wI (1 ) 

FOYER-
59 

F28T8/8XXlXL, 1 L-HP-
10 33 SERVICE STRIP 10 

HE-IS Bllst, & 4' 1 L ELEVATOR 
Socket Plate Kit 

HALLWAY 
EXHIBIT HALL A 

Retrofit Fixture wI (1) 
FOYER-

F28T8/8XX1XLlHL & 1 L-
SERVICE 

WRAP 14 52 REF(1.0BF)-HE-IS Bllst 14 30 ELEVATOR 
- Remove Extra sockets 

HALLWAY-
& replace 2x4 Pris lense 

STAIRWELL 
EXHIBIT HALL A 

FOYER-
SERVICE 

29 
Relamp Fixture wI (1) 

4 25 ELEVATOR STRIP 4 
F28T8/8XXlXL Lamp 

HALLWAY-1020 
CHAIR 

STORAGE 
EXHIBIT HALL A Retrofit Fixture wI (2) 

FOYER- F28T8/8XXlXL, 2L-
SERVICE RECESSED 

6 102 REF(1.0BF)-HE-IS Bllst, 6 58 
ELEVATOR TROFFER & 2x4 White Reflector 

HALLWAY-H4 Kit 
CONCESSION 

Retrofit Fixture wI (2) 
EXHIBIT HALL A F28T8/8XX1XL, 2L-

RECESSED 102 REF(1.0BF)-HE-IS Bllst, 3 58 H7 3 
CONCESSION 

TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
EXHIBIT HALL A F28T8/8XX1XL, 2L-

RECESSED 102 REF(1.0BF)-HE-IS Bllst, 3 58 H7-1023 3 
CONCESSION 

TROFFER & 2x4 White Reflector 
Kit 

Retrofit fixture wI (1 ) 
EXHIBIT HALL A, 

72 
F28T8/8XXlXL & 1 L- 6 33 GALLERY -ST AI R WALL WRAP 6 HP-HE-IS Bllst -

S2 Remove extra sockets 
Install New 2x2 

Recessed Parabolic 
EXHIBIT HALL A, 

2X2X1 RECESSED 458 
Fixture wI (4) F24T5HO 24 104 GALLERY LOW 

TROFFER 
24 Lamps & Programmed 

CEILING 
Start T5 Electronic 

Ballast 
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Install New 2x2 
Recessed Parabolic 

EXHIBIT HALL A, 2X2X1 RECESSED 
18 458 

Fixture wI (4) F24T5HO 
18 104 GALLERY TROFFER Lamps & Programmed 

Start T5 Electronic 
Ballast 

EXHIBIT HALL A, SURFACE MOUNT Install new Universal 
5 30 Red LED Exit wI Battery 5 3 GALLERY BBUP 

Back up 
Retrofit fixture wI 70W 
Ceramic Metal Halide 

BALLROOM A RECESSED CAN 228 215 Lamp, Electronic 228 80 
Ballast, & Recessed 

Can Retrofit Kit 
Retrofit fixtu re wI (1 ) 

BR1 CHAIR INDUSTRIAL 
11 72 F28T8/8xx/XL & 1L-

11 33 STORAGE HOOD HP-HE-IS Bllst-
Remove extra sockets 
Retrofit fixture wI (1) 

BR1 BR1A 
INDUSTRIAL 

4 72 
F28T8/8XXlXL & 1 L-

4 33 
HOOD HP-HE-IS Bllst -

Remove extra sockets 
Retrofit fixture wI (1 ) 

BR1 1037A 
INDUSTRIAL 

2 52 
F28T8/8XXlXL & 1 L-

2 33 HOOD HP-HE-IS Bllst-
Remove extra sockets 
Retrofit fixture wI (1 ) 

BR1 1037 
INDUSTRIAL 

1 52 
F28T8/8XXlXL & 1 L-

1 33 HOOD HP-HE-IS Bllst-
Remove extra sockets 

BALLROOM A 
Replace lamp wI 60W 

FOYER -
RECESSED CAN 18 90 PAR38 Halogen 18 60 

STREET 
ENTRANCE 

Infrared 

OFFICE 1004 Retrofit Fixture wI (2) 
LOCKED 

RECESSED 
F28T8/8XXIXL, 2L-

VIEWED 
TROFFER 

7 144 REF(1.0BF)-HE-IS Bllst, 7 58 
THROUGH & 2x4 White Reflector 
WINDOW Kit 

OFFICE 1004 
PRIVATE Retrofit Fixture wI (2) 
OFFICE 

RECESSED 
F28T8/8XXIXL, 2L-

LOCKED 
TROFFER 

4 144 REF(1.0BF)-HE-IS Bllst, 4 58 
VIEWED & 2x4 White Reflector 

THROUGH Kit 
WINDOW 

MENS RR 1002 SOFFIT STRIP 6 52 
Relamp Fixture wI (2) 

6 48 
F28T8/8XXlXL Lamp 

MENS RR 1002 SOFFIT STRIP 3 29 Relamp Fixture wI (1 ) 
3 25 

F28T8/8XXlXL Lamp 

Retrofit Fixture wI (1) 
MENS RR 1002 SOFFIT STRIP 1 26 F25T8/8XX/XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

WOMENS RR 
SOFFIT STRIP 6 52 

Relamp Fixture wI (2) 
6 48 1004 F28T8/8XXlXL Lamp 

WOMENS RR 
SOFFIT STRIP 3 29 

Relamp Fixture wI (1) 
3 25 1004 F28T8/8xx/XL Lamp 
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WOMENS RR Retrofit Fixture wi (1) 

1004 SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 
LP-HE-IS Bllst 

MENS RR 1005 SOFFIT STRIP 3 52 
Relamp Fixture wi (2) 

3 48 
F28T8/8XXlXL Lamp 

MENS RR 1005 SOFFIT STRIP 2 29 Relamp Fixture wi (1 ) 
2 25 F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
MENS RR 1005 SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

WOMENS RR 
SOFFIT STRIP 3 52 

Relamp Fixture wi (2) 
3 48 1009 F28T8/8XXlXL Lamp 

WOMENS RR 
SOFFIT STRIP 2 29 

Relamp Fixture wi (1) 
2 25 1009 F28T8/8XXlXL Lamp 

WOMENS RR Retrofit Fixture wi (1 ) 

1009 
SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit fixture wi (1) 

1006 
INDUSTRIAL 

1 52 
F28T8/8XXlXL & 1 L- 1 33 

HOOD HP-HE-IS Bllst-
Remove extra sockets 
Retrofit Fixture wi (1) 

CUSTODIAN 
STRIP 1 59 

F28T8/8XX1XL, 1 L-HP-
1 33 

LOCKED HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit fixture wi (1 ) 

1007B 
INDUSTRIAL 

6 52 
F28T8/8XXlXL & 1 L-

6 33 
HOOD HP-HE-IS Bllst -

Remove extra sockets 
Retrofit fixture wi (1 ) 

1007A INDUSTRIAL 
2 52 

F28T8/8XX1XL & 1 L- 2 33 
ELECTRICAL HOOD HP-HE-IS Bllst-

Remove extra sockets 
Retrofit fixtu re wi (1 ) 

1008 
INDUSTRIAL 

1 52 
F28T8/8XX1XL & 1 L-

1 33 
HOOD HP-HE-IS Bllst -

Remove extra sockets 
Retrofit fixture wi (1) 

1009A INDUSTRIAL 
1 52 F28T8/8XX1XL & 1 L-

1 33 
CUSTODIAN HOOD HP-HE-IS Bllst -

Remove extra sockets 

BALLROOM A 
Replace lamp wi 60W 

FOYER 2-
STREET RECESSED CAN 18 90 PAR38 Halogen 18 60 

ENTRANCE Infrared 

SERVICE Retrofit Fixture wi (2) 

CORRIDOR BY RECESSED 
F28T8/8XXlXL,2L-

BALLROOM A TROFFER 11 102 REF(1.0BF)-HE-IS Bllst, 11 58 

AND KITCHEN & 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

RECESSED F28T8/8XXlXL, 2L-
1010 PANTRY 

TROFFER 
11 102 REF( 1.0BF)-HE-IS Bllst, 11 58 

& 2x4 White Reflector 
Kit 

Replace lamp wi 23W 
1010 PANTRY RECESSED CAN 4 100 Screw in CF - Add 4 23 

socket Extender 
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Retrofit fixture wI (1) 
1010 PANTRY VAPOR WRAP IN 

4 72 
F28T8/8XXlXL & 1L-

4 33 COOLER COOLER HP-HE-IS Bllst-
Remove extra sockets 
Retrofit fixture wI (1 ) 

S3 STAIR WALL WRAP 4 72 F28T8/8XXlXL & 1 L-
4 33 HP-HE-IS Bllst-

Remove extra sockets 
Retrofit fixtu re wI (1 ) 

1012 
INDUSTRIAL 

2 72 
F28T8/8XXlXL & 1 L-

2 33 HOOD HP-HE-IS Bllst-
Remove extra sockets 
Retrofit fixtu re wI (1 ) 

1012 CHAIR INDUSTRIAL 
12 72 

F28T8/8XXlXL & 1 L-
12 33 STORAGE HOOD HP-HE-IS Bllst -

Remove extra sockets 

BALLROOM A 
PREFUNCTION 

RECESSED CAN 11 25 
Replace lamp wI 18W 

11 18 
HALLS AND Screw in CF 

LOBBY 

BALLROOM A Retrofit fixture wI 20W 

PREFUNCTION 
Ceramic Metal Halide 

HALLS AND 
RECESSED CAN 128 78 Lamp, Electronic 128 26 

LOBBY 
Ballast, & Recessed 

Can Retrofit Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XX/XL, 2L-

101B TROFFER 12 102 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 

101B 
RECESSED CAN 

20 90 
Install New 12W LED 

20 12 
DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXIXL, 2L-

102B 
TROFFER 

15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 

102B 
RECESSED CAN 

20 90 
Install New 12W LED 

20 12 
DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
102A 

TROFFER 15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 

102A 
RECESSED CAN 

21 90 
Install New 12W LED 

21 12 
DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
101A 

TROFFER 
12 102 REF(1.0BF)-HE-IS Bllst, 12 58 

& 2x4 White Reflector 
Kit 

101A RECESSED CAN 
20 90 

Install New 12W LED 
20 12 DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXIXL, 2L-
103A 

TROFFER 
42 102 REF(1.0BF)-HE-IS Bllst, 42 58 

& 2x4 White Reflector 
Kit 
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RECESSED CAN 
Replace lamp wi 60W 

103A 
ADJUSTABLE 

62 90 PAR38 Halogen 62 60 
Infrared 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL,2L-

103B 
TROFFER 

42 102 REF(1.0BF)-HE-IS Bllst, 42 58 
& 2x4 White Reflector 

Kit 

RECESSED CAN 
Replace lamp wI 60W 

103B 
ADJUSTABLE 

62 90 PAR38 Halogen 62 60 
Infrared 

Retrofit fixture wi (1) 
ELEVATOR BY 

STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 33 
1010 AND 103A HP-HE-IS Bllst-

Remove extra sockets 
Retrofit fixture wI 20W 

MAIN Ceramic Metal Halide 
CORRIDOR BY RECESSED CAN 16 78 Lamp, Electronic 16 26 

103A-B Ballast, & Recessed 
Can Retrofit Kit 

MAIN Replace lamp wI 18W 
CORRIDOR BY RECESSED CAN 5 25 5 18 

103A-B 
Screw in CF 

MENS RR BY SOFFIT STRIP 2 52 
Relamp Fixture wi (2) 2 48 

102B F28T8/8XX1XL Lamp 

MENS RR BY 
SOFFIT STRIP 2 29 

Relamp Fixture wi (1 ) 2 25 
102B F28T8/8XX1XL Lamp 

WOMENS RR 
SOFFIT STRIP 2 52 

Relamp Fixture wi (2) 2 48 
BY 102B F28T8/8XXlXL Lamp 

WOMENS RR 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 

BY 102B F28T8/8XXlXL Lamp 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

1019 STORAGE 
TROFFER 

2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Replace lamp wi 60W 

1019 STORAGE RECESSED CAN 4 90 PAR38 Halogen 4 60 
Infrared 

Retrofit Fixture wi (2) 

1019A RECESSED F28T8/8XXlXL, 2L-

STORAGE TROFFER 2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 

1019A 
Replace lamp wI 60W 

STORAGE RECESSED CAN 4 90 PAR38 Halogen 4 60 
Infrared 

Retrofit fixture wI (1 ) 
1016 INDUSTRIAL 

2 72 
F28T8/8XX1XL & 1 L-

2 33 CUSTODIAN HOOD HP-HE-IS Bllst -
Remove extra sockets 

SMALL RR SOFFIT STRIP 1 29 
Relamp Fixture wi (1) 

1 25 
F28T8/8XX1XL Lamp 

SPIRAL STAIR 
RECESSED CAN 1 25 

Replace lamp wI 18W 
1 18 LOBY HALLWAY Screw in CF 

SPIRAL STAIR Replace lamp wI 60W 

LOBY HALLWAY RECESSED CAN 8 90 PAR38 Halogen 8 60 
Infrared 
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SPIRAL STAIR 
TRACK 

Replace lamp wI 60W 

LOBY HALLWAY 16 90 PAR38 Halogen 16 60 
Infrared 

CHAIR Retrofit fixtu re wI (1 ) 
STORAGE NEXT INDUSTRIAL F28T8/8XXlXL & 1 L-

TO 1012 AND HOOD 11 72 
HP-HE-IS Bllst -

11 33 

PANTRY Remove extra sockets 

ADMINISTRATIO 
INDUSTRIAL 

Retrofit fixture wI (1) 

N BASEMENT 20 72 F28T8/8XXlXL & 1 L-
20 33 

LOCKED 
HOOD HP-HE-IS Bllst -

Remove extra sockets 
WEST RECESSED CAN Install New 12W LED 

REGISTRATION DIMMING 77 90 
Recessed Can Fixture 

77 12 

WEST RECESSED Retrofit Fixture wI (8) 

REGISTRATION TROFFER ROUND 32 204 F28T8/8XXlXL & (2) 4L- 32 168 
LP-HE-IS Bllst 

MENS RR BY 
SOFFIT STRIP 

Relamp Fixture wI (2) 
1024 2 52 

F28T8/8XXlXL Lamp 
2 48 

MENS RR BY 
SOFFIT STRIP 

Retrofit Fixture wI (1 ) 

1024 4 26 F25T8/8XX/XLlHL & 1 L- 4 20 
LP-HE-IS Bllst 

WOMENS RR 
SOFFIT STRIP 

Relamp Fixture wI (2) 
BY 1024 2 52 

F28T8/8XX1XL Lamp 
2 48 

WOMENS RR 
SOFFIT STRIP 

Retrofit Fixture wI (1) 

BY 1024 
4 26 F25T8/8XX1XLlHL & 1 L- 4 20 

LP-HE-IS Bllst 

MENS 
Retrofit Fixture wI (1) 

CUSTODIAN STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 
LOCKED 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 

1024 STRIP 2 59 
F28T8/8XX/XL, 1 L-HP- 2 33 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit fixture wI (1 ) 
1025 AIR INDUSTRIAL 

10 52 
F28T8/8XXlXL & 1 L-

HANDLER HOOD HP-HE-IS Bllst -
10 33 

Remove extra sockets 
Retrofit fixture wI (1 ) 

1026 LOCKED 
INDUSTRIAL 

6 52 
F28T8/8XX1XL & 1 L-

HOOD HP-HE-IS Bllst -
6 33 

Remove extra sockets 
MAIN 

CORRIDOR-
WEST 

Retrofit fixture wI 

REGISTRATION 
RECESSED CAN 24 128 1 x42CF Recessed can 24 46 

AREA TO 
Kit 

LOBBY BRIDGE 
MAIN 

CORRIDOR-
RECESSED 

Install new 2x2 Surface 
WEST Mount Fixtures wI (1) 

REGISTRATION 
SQUARE WITH 4 2 860 315W Ceramic Metal 

2 353 

AREA TO 
RECESSED CANS Halide Lamp & Ballast 

LOBBY BRIDGE 
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MAIN 
Install new 2x2 Surface CORRIDOR-

RECESSED 
Mount Fixtures wI (1) 

1 353 
WEST 

SQUARE WITH 4 1 860 
315W Ceramic Metal REGISTRATION 

RECESSED CANS 
Halide Lamp & Ballast AREA TO 

LOBBY BRIDGE 
MAIN 

CORRIDOR-
Install new 2x2 Surface WEST 

RECESSED 
Mount Fixtures wI (1) 

1 353 
REGISTRATION 

SQUARE WITH 4 1 860 
315W Ceramic Metal AREA TO 

RECESSED CANS 
Halide Lamp & Ballast LOBBY BRIDGE-

OVER 
ESCELATOR 

MAIN 
CORRIDOR-

Install new 2x2 Surface WEST 
RECESSED 

Mount Fixtures wI (1 ) 
1 353 

REGISTRATION 
SQUARE WITH 4 1 860 

315W Ceramic Metal AREA TO 
RECESSED CANS 

Halide Lamp & Ballast LOBBY BRIDGE-
OVER 

ESCELATOR 

Install New 12W LED 
BALLROOM B 

RECESSED CAN 
44 12 44 90 

Recessed Can Fixture 
PREFUNCTION DIMMING 

LOBBY 

Retrofit Fixture wI (8) BALLROOM B 
RECESSED 

F28T8/8XXlXL & (2) 4L- 12 168 12 204 PREFUNCTION 
TROFFER ROUND 

LP-HE-IS Bllst LOBBY 

BALLROOM B 
Relamp Fixture wI (2) 

3 48 
PRE FUNCTION 

SOFFIT STRIP 3 52 
F28T8/8XXlXL Lamp LOBBY MENS 

RR 
BALLROOM B 

Relamp Fixture wI (1) 
2 25 

PRE FUNCTION 
SOFFIT STRIP 2 29 

F28T8/8XXlXL Lamp LOBBY MENS 
RR 

Retrofit Fixture wI (1 ) 
BALLROOM B 

F25T8/8XX1XLlHL & 1 L- 2 20 PRE FUNCTION 
SOFFIT STRIP 2 26 

LOBBY MENS 
LP-HE-IS Bllst 

RR 

BALLROOM B 
Relamp Fixture wI (2) 3 48 PRE FUNCTION SOFFIT STRIP 3 52 
F28T8/8XXlXL Lamp LOBBY 

WOMENS RR 

BALLROOM B 
Relamp Fixture wI (1 ) 2 25 PRE FUNCTION SOFFIT STRIP 2 29 F28T8/8XXlXL Lamp LOBBY 

WOMENS RR 

BALLROOM B 
Retrofit Fixture wI (1) 

20 F25T8/8XX/XLlHL & 1 L- 2 PREFUNCTION 
SOFFIT STRIP 2 26 

LP-HE-IS Bllst LOBBY 
WOMENS RR 

BALLROOM B 
Retrofit fixture wI 

46 1 x42CF Recessed can 8 
PRE FUNCTION 

RECESSED CAN 8 128 
MAIN 

Kit 
CORRIDOR 
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BALLROOM B 
RECESSED Install new 2x2 Surface 

PRE FUNCTION 
SQUARE WITH 4 1 860 Mount Fixtures wi (1) 

1 353 MAIN 
RECESSED CANS 315W Ceramic Metal 

CORRIDOR Halide Lam~ & Ballast 
BALLROOM B 

RECESSED Install new 2x2 Surface 
PREFUNCTION 

SQUARE WITH 4 1 860 
Mount Fixtures wi (1) 

1 353 MAIN 
RECESSED CANS 315W Ceramic Metal 

CORRIDOR Halide Lamp & Ballast 
Retrofit Fixtu re wi (1 ) 

CUSTODIAN 
STRIP 1 59 

F28T8/8XXlXL, 1 L-H P-
1 33 LOCKED HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
LOBBY BRIDGE 

SOFFIT STRIP 3 52 Relamp Fixture wi (2) 
3 48 MENS RR F28T8/8Xx/XL Lamp 

LOBBY BRIDGE 
SOFFIT STRIP 1 29 

Relamp Fixture wi (1 ) 
1 25 

MENS RR F28T8/8XX/XL Lamp 

LOBBY BRIDGE 
Retrofit Fixture wi (1 ) 

SOFFIT STRIP 3 26 F25T8/8XX1XL/HL & 1 L- 3 20 
MENS RR 

LP-HE-IS Bllst 

LOBBY BRIDGE 
SOFFIT STRIP 3 52 

Relamp Fixture wi (2) 
3 48 

WOMENS RR F28T8/8Xx/XL Lamp 

LOBBY BRIDGE 
SOFFIT STRIP 1 29 

Relamp Fixture wi (1) 
1 25 

WOMENS RR F28T8/8Xx/XL Lamp 

LOBBY BRIDGE 
Retrofit Fixture wi (1) 

SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 
WOMENS RR LP-HE-IS Bllst 

Retrofit fixture wi 
LOBBY BRIDGE RECESSED CAN 22 128 1 x42CF Recessed can 22 46 

Kit 
Install New 1 x4 High 
Bay wi (4) F54T5HO 

LOBBY BRIDGE SURFACE CAN 36 458 Lamps & Programmed 36 234 
Start T5 Electronic 

Ballast 
WALL MOUNT Install new Flood 

LOBBY BRIDGE INDIRECT 28 300 Fixture wI (2) 32W CF 28 69 
DIMMING Lam~s 

LOBBY BRIDGE 
JELLEY JAR 

32 60 
Replace lamp w/13W 

32 13 
WALKWAY Screw in CF 

LOBBY BRIDGE 
Retrofit Fixture wi (2) 
F28T8/8XX1XL, 2L-

UPS STORE RECESSED 
19 102 REF(1.0BF)-HE-IS Bllst, 19 58 

BUSINESS TROFFER & 2x4 White Reflector 
CENTER 

Kit 

LOBBY BRIDGE 
Replace lamp wI 50W 

UPS STORE TRACK GIMBEL 
12 75 PAR38 Halogen 12 50 

BUSINESS RING 
CENTER 

Infrared Flood 

LOBBY BRIDGE 
Retrofit Fixture wi (1) 

UPS STORE 
BUSINESS STRIP 4 59 

F28T8/8XX1XL, 1 L-HP-
4 33 

CENTER-
HE-IS Bllst, & 4' 1 L 

STOREROOM 
Socket Plate Kit 
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LOBBY BRIDGE 
UPS STORE 
BUSINESS 

Retrofit Fixture wI (1 ) 

CENTER- STRIP 2 59 
F28T8/8XXlXL, 1 L-HP-

2 
STOREROOM- HE-IS Bllst, & 4' 1 L 33 

STORAGE 
Socket Plate Kit 

LOCKED 

LOBBY BRIDGE 
RECESSED CAN Replace Lamp with 

COFFEE SHOP 
DIMMING 

11 50 37W Halogen IR MR16 11 
OPEN 

37 
Flood 

LOBBY BRIDGE 
Retrofit Fixture wI (1) 

COFFEE SHOP STRIP 2 59 
F28T8/8XXlXL, 1 L -H P-

2 
STOREROOM HE-IS Bllst, & 4' 1 L 33 

Socket Plate Kit 

LOBBY BRIDGE 
RECESSED 

Retrofit Fixture wI (2) 

COFFEE SHOP 
TROFFER 6 59 

F17T8/8XXlXLlHL, 2L-
6 

SSTOREROOM 
STND-HE-IS Bllst, & 

29 

2x2 White Refl Kit 

LOBBY BRIDGE 
COFFEE SHOP 

INDUSTRIAL 
Retrofit fixture wI (1 ) 

SSTOREROOM-
HOOD 

6 52 
F28T8/8XXlXL & 1 L-

6 
1060 MECH 

HP-HE-IS Bllst - 33 

LOCKED 
Remove extra sockets 

EAST RECESSED CAN Install New 12W LED 
REGISTRATION DIMMING 

152 90 152 
Recessed Can Fixture 

12 

EAST RECESSED 
Retrofit Fixture wI (8) 

REGISTRATION TROFFER ROUND 
40 204 F28T8/8XXlXL & (2) 4L- 40 168 

LP-HE-IS Bllst 

Retrofit Fixture wI (2) 

1109 LOCKED 
RECESSED 

F28T8/8XXlXL,2L-

TROFFER 6 102 REF(1.0BF)-HE-IS Bllst, 6 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1 ) 

1110 LOCKED STRIP 6 59 
F28T8/8XXlXL, 1 L-HP-

6 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

EAST 
REGISTRATION SOFFIT STRIP 1 52 

Relamp Fixture wI (2) 
1 48 

RR HALLWAY 
F28T8/8XXlXL Lamp 

MENS RR BY 
SOFFIT STRIP 

Relamp Fixture wI (2) 
1115 

2 52 
F28T8/8XXlXL Lamp 

2 48 

MENS RR BY 
SOFFIT STRIP 

Retrofit Fixture wI (1 ) 

1115 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 
LP-HE-IS Bllst 

WOMENS RR 
SOFFIT STRIP 

Relamp Fixture wI (2) 
BY 1115 

2 52 2 48 
F28T8/8XXlXL Lamp 

WOMENS RR 
SOFFIT STRIP 

Retrofit Fixture wI (1) 

BY 1115 
1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

MENS 
Retrofit Fixture wI (1) 

CUSTODIAN STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 
LOCKED 

HE-IS Bllst, & 4' 1 L 33 

Socket Plate Kit 
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Retrofit fixtu re wI (1 ) 
1115AIR INDUSTRIAL 

12 52 F28T8/8XXlXL & 1 L-
HANDLER HOOD HP-HE-IS Bllst - 12 33 

Remove extra sockets 
Retrofit fixture wI (1) 

114A LOCKED INDUSTRIAL 
6 52 F28T8/8XXlXL & 1 L-

6 HOOD HP-HE-IS Bllst- 33 

Remove extra sockets 
MAIN 

CORRIDOR-
Retrofit fixture wI EAST 

REGISTRATION RECESSED CAN 40 128 1 x42CF Recessed can 40 46 

AREA TO Kit 

LOBBY BRIDGE 
MAIN 

CORRIDOR-
RECESSED Install new 2x2 Surface 

EAST 
SQUARE WITH 4 1 860 

Mount Fixtures wI (1 ) 
1 353 REGISTRATION 

RECESSED CANS 315W Ceramic Metal 
AREA TO Halide Lamp & Ballast 

LOBBY BRIDGE 
MAIN 

CORRIDOR-
RECESSED Install new 2x2 Surface 

EAST 
SQUARE WITH 4 1 860 

Mount Fixtures wI (1 ) 
1 353 REGISTRATION 

RECESSED CANS 
315W Ceramic Metal 

AREA TO Halide Lamp & Ballast 
LOBBY BRIDGE 

MAIN 
CORRIDOR-

Install new 2x2 Surface 
EASTREGISTRA RECESSED 

Mount Fixtures wI (1) TION AREA TO SQUARE WITH 4 1 860 1 353 
LOBBY BRIDGE- RECESSED CANS 

315W Ceramic Metal 

OVER 
Halide Lamp & Ballast 

ESCELATOR 

BRIDGE HALL Replace lamp wI 60W 
WALKWAY RECESSED CAN 22 90 PAR38 Halogen 22 60 
EAST SIDE Infrared 

Retrofit fixture wI 70W 
BRIDGE HALL Ceramic Metal Halide 

WALKWAY RECESSED CAN 44 215 Lamp, Electronic 44 80 
EAST SIDE Ballast, & Recessed 

Can Retrofit Kit 
MAIN 

CORRIDOR Retrofit fixture wI 
SOUTH OF RECESSED CAN 36 128 1 x42CF Recessed can 36 46 

BRIDGE HALL Kit 
EAST SIDE 

MAIN 
CORRIDOR 
SOUTH OF Retrofit fixture wI 

BRIDGE HALL RECESSED CAN 12 128 1 x42CF Recessed can 12 46 
EAST SIDE Kit 

OVER 
ESCELATOR 

MAIN 
CORRIDOR Replace lamp wI 60W 
SOUTH OF RECESSED CAN 4 90 PAR38 Halogen 4 60 

BRIDGE HALL Infrared 
EAST SIDE 

{5096.0038/130423_1} 64 



MAIN 
CORRIDOR Retrofit fixture wI 
SOUTH OF RECESSED CAN 4 128 1 x42CF Recessed can 4 46 

BRIDGE HALL Kit 
EAST SIDE 

MAIN 
CORRIDOR 
SOUTH OF Retrofit fixture wI 

BRIDGE HALL RECESSED CAN 4 128 1 x42CF Recessed can 4 46 
EAST SIDE Kit 

OVER 
ESCELATOR 

MAIN 
CORRIDOR 
SOUTH OF Retrofit fixture wI 

BRIDGE HALL RECESSED CAN 4 128 1 x42CF Recessed can 4 46 
EAST SIDE Kit 

OVER 
ESCELATOR 

MEETING RECESSED 
Retrofit Fixture wI (2) 

ROOM 1066 TROFFER 
4 59 F28T8/8XXlXL & 2L-LP- 4 44 

HE-IS Bllst 

MEETING RECESSED 
Retrofit Fixture wI (2) 

ROOM 1067 TROFFER 
4 59 F28T8/8XXlXL & 2L-LP- 4 44 

HE-IS Bllst 

EXECUTIVE RECESSED CAN 
Replace lamp wI 8W 

BOARDROOM DIMMING SMALL 20 50 Screw in R20 Cold 20 8 
Cathode Flood Lamp 

EXECUTIVE 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 

BOARDROOM F28T8/8XXlXL Lamp 

EXECUTIVE 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 

BOARDROOM F28T8/8XX1XL Lamp 

EAST 
Retrofit Fixture wI (1) 

REGISTRATION- STRIP 8 59 
F28T8/8XXlXL, 1 L-HP-

8 33 
SERVICE HALL 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

SERVICE 
SERVICE ELEVATOR 

2 300 
Replace lamp wI 30W 2 30 

ELEVATOR 9 RECESSED Screw in CF 
CHINA HAT 

Retrofit Fixture wI (1) 
STAIRWELL BY F28T8/8XX1XLlHL & 1 L-

SERVICE WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 
ELEVATOR 9 - Remove Extra sockets 

& replace 2x4 Pris lense 

Install New 1 x4 High 
EXHIBIT HALL C 

PENDANT MOUNT 
Bay wI (4) F54T5HO 

OPEN LARGE 
CAN 

264 458 Lamps & Programmed 264 234 
SECTION Start T5 Electronic 

Ballast 
Install New 1 x4 High 

EXHIBIT HALL C 
PENDANT MOUNT 

Bay wI (4) F54T5HO 
OPEN SMALL 

CAN 
24 458 Lamps & Programmed 24 234 

SECTION Start T5 Electronic 
Ballast 
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EXHIBIT HALL C Retrofit fixture wI 70W 
Ceramic Metal Halide OPEN ENTRY 

RECESSED CAN 9 215 Lamp, Electronic 9 80 TO LOADING 
DOCK Ballast, & Recessed 

Can Retrofit Kit 

EXHIBIT HALL C Retrofit fixture wI 70W 
Ceramic Metal Halide OPEN ENTRY 

RECESSED CAN 9 215 Lamp, Electronic 9 80 TO LOADING 
Ballast, & Recessed DOCK 

Can Retrofit Kit 

EXHIBIT HALL C Retrofit fixture wI 
RECESSED CAN 30 128 1 x42CF Recessed can 30 46 OPEN 

Kit 

EXHIBIT HALL C 
RR HALLWAY-

SOFFIT STRIP 2 52 
Relamp Fixture wI (2) 

2 48 ENTRY TO F28T8/8XXlXL Lamp 
LOADING DOCK 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 Relamp Fixture wI (2) 

4 48 MENS RR F28T8/8XX1XL Lamp 

EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 MENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C Retrofit Fixture wI (1) 
SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 MENS RR 

LP-HE-IS Bllst 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 WOMENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 WOMENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
Retrofit Fixture wI (1 ) 

SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 WOMENS RR 
LP-HE-IS Bllst 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 

MENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 

MENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
Retrofit Fixture wI (1 ) 

SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 
MENS RR 

LP-HE-IS Bllst 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 

WOMENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 

WOMENS RR F28T8/8XX1XL Lamp 

EXHIBIT HALL C 
Retrofit Fixture wI (1) 

SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 WOMENS RR 
LP-HE-IS Bllst 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 MENS RR F28T8/8XX1XL Lamp 

EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 MENS RR F28T8/8XX1XL Lamp 

EXHIBIT HALL C Retrofit Fixture wI (1) 
SOFFIT STRIP 2 26 F25T8/8XX/XLlHL & 1 L- 2 20 MENS RR 

LP-HE-IS Bllst 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 WOMENS RR F28T8/8XXlXL Lamp 
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EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 WOMENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C Retrofit Fixture wI (1 ) 

WOMENS RR 
SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

LP-HE-IS Bllst 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 MENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 MENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
Retrofit Fixture wI (1) 

MENS RR 
SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

LP-HE-IS Bllst 

EXHIBIT HALL C 
SOFFIT STRIP 4 52 

Relamp Fixture wI (2) 
4 48 

WOMENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 

WOMENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL C 
Retrofit Fixture wI (1 ) 

WOMENS RR 
SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1L- 2 20 

LP-HE-IS Bllst 

Retrofit Fixture wI (1 ) 
EXHIBIT HALL C 

STRIP 4 59 
F28T8/8XXlXL, 1 L-HP-

4 33 
HC05 HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1 ) 

EXHIBIT HALL C 
STRIP 4 59 

F28T8/8XXlXL, 1 L-HP-
4 33 HC06 LOCKED HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1) 

EXHIBIT HALL C 
STRIP 9 59 

F28T8/8XX1XL, 1 L -H P-
9 33 

HC08 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 
EXHIBIT HALL C 

STRIP 9 59 
F28T8/8XXlXL, 1 L-HP-

9 33 
HC09 HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

Retrofit Fixture wI (2) 
EXHIBIT HALL C RECESSED 

8 59 F17T8/8XXlXLlHL, 2L- 8 29 HC10 TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-HP-

H35 TROFFER 7 112 
HE-IS Bllst, & 2x4 White 

7 64 
SECURE Reflector Kit - Difficult 

Labor for Security 
Screws 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XX1XL, 2L-
H38 OFFICE 

TROFFER 3 102 REF(1.0BF)-HE-IS Bllst, 3 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
H40 OFFICE 

TROFFER 3 102 REF(1.0BF)-HE-IS Bllst, 3 58 
& 2x4 White Reflector 

Kit 
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Retrofit Fixture wI (1) 
HC15 

STRIP 5 F28T8/8Xx/XL, 1 L-HP-
MECHANICAL 59 

HE-IS Bllst, & 4' 1 L 5 33 

Socket Plate Kit 
Retrofit Fixture wI (1 ) 

HD04 STRIP 4 59 F28T8/8Xx/XL, 1 L-HP-
4 33 HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1) 

HD04A STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 
HD07A 

STRIP 2 59 
F28T8/8Xx/XL, 1 L-HP-

CONCESSIONS HE-IS Bllst, & 4' 1 L 2 33 

Socket Plate Kit 
Retrofit Fixture wI (2) 

HD07A RECESSED F28T8/8XXlXL, 2L-

CONCESSIONS TROFFER 5 102 REF(1.0BF)-HE-IS Bllst, 5 58 
& 2x4 White Reflector 

Kit 
HD07A CEILING MOUNT 

Replace lamp wI 13W CONCESSIONS JELLY ,JAR IN 1 60 1 13 
COOLER COOL.ERS 

Screw in CF 

Retrofit Fixture wI (1 ) 

HD11 STRIP 2 59 
F28T8/8XXlXL, 1 L-HP-

2 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1) 

HD10 STRIP 4 59 
F28T8/8XXIXL, 1 L-HP-

4 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1) 

HD10A STRIP 2 59 
F28T8/8XXlXL, 1 L-HP-

2 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

MENS RR 
Retrofit Fixture wI (1) 

CUSTODIAN STRIP 1 59 
F28T8/8XXlXL, 1 L-HP- 1 33 

HALL C 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Install New 1 x4 High 

PENDANT MOUNT 
Bay wI (4) F54T5HO 

EXHIBIT HALL D 
CAN 

242 458 Lamps & Programmed 242 234 
Start T5 Electronic 

Ballast 

EXHIBIT HALL D PENDANT MOUNT 
121 300 remove & cap 121 

CAN 
Retrofit fixture wI 

EXHIBIT HALL D RECESSED CAN 15 128 1 x42CF Recessed can 15 46 
Kit 

Retrofit fixture wI 
EXHIBIT HALL D RECESSED CAN 15 128 1 x42CF Recessed can 15 46 

Kit 

EXHIBIT HALL D 
Retrofit fixture wI 70W 

OPEN ENTRY 
Ceramic Metal Halide 

TO LOADING 
RECESSED CAN 9 215 Lamp, Electronic 9 80 

DOCK 
Ballast, & Recessed 

Can Retrofit Kit 
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EXHIBIT HALL D Retrofit fixture wI 70W 
Ceramic Metal Halide OPEN ENTRY 

RECESSED CAN 9 215 Lamp, Electronic 9 80 TO LOADING 
Ballast, & Recessed DOCK 

Can Retrofit Kit 
EXHIBIT HALL D Retrofit fixture wI 70W 

OPEN ENTRY Ceramic Metal Halide 
TO LOADING RECESSED CAN 9 215 Lamp, Electronic 9 80 

DOCK- Ballast, & Recessed 
ICEMAKERS Can Retrofit Kit 

EXHIBIT HALL D 
SOFFIT STRIP 2 52 

Relamp Fixture wI (2) 
2 48 MENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL D 
SOFFIT STRIP 3 29 Relamp Fixture wI (1) 

3 25 MENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL D Retrofit Fixture wI (1) 
SOFFIT STRIP 2 26 F25T8/8XX/XLlHL & 1 L- 2 20 MENS RR 

LP-HE-IS Bllst 

EXHIBIT HALL D 
SOFFIT STRIP 3 52 

Relamp Fixture wI (2) 
3 48 

WOMENS RR F28T8/8XXlXL Lamp 

EXHIBIT HALL D 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1 ) 
2 25 

WOMENS RR F28T8/8XX1XL Lamp 

EXHIBIT HALL D 
Retrofit Fixture wI (1 ) 

SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 WOMENS RR 
LP-HE-IS Bllst 

MENS RR Retrofit Fixture wI (1) 
F28T8/8XXIXL, 1 L-HP-

1 33 CUSTODIAN STF~IP 1 59 
HE-IS Bllst, & 4' 1 L HALL D 

Socket Plate Kit 
Retrofit Fixture wI (1) 

HD18 
STRIP 6 59 

F28T8/8XXlXL, 1 L-HP- 6 33 
ELECTRICAL HE-IS Bllst, & 4' 1L 

Socket Plate Kit 
Retrofit Fixture wI (1 ) 

1147A 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 
TELECOM 

STRIP HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1 ) 

1 59 
F28T8/8XXlXL, 1 L-HP- 1 33 HD19 STRIP HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1) 

HALL D F28T8/8XXlXL, 1 L-HP- 14 33 SERVICE STRIP 14 59 HE-IS Bllst, & 4' 1 L 
CORRIDOR Socket Plate Kit 

Retrofit Fixture wI (2) 
HALL D F28T8/8XXlXL, 2L-

SERVICE RECESSED 
4 102 REF(1.0BF)-HE-IS Bllst, 4 58 

CORRIDOR, TROFFER & 2x4 White Reflector 
1155A Kit 

HALL D CEILING MOUNT Replace lamp w/13W SERVICE JELLY JAR IN 6 60 6 13 
CORRIDOR, Screw in CF 

1155A 
STOVE HOODS 

HALL D 
CEILING MOUNT Replace lamp wI 13W SERVICE JELLY JAR IN 1 60 1 13 

Screw in CF CORRIDOR, COOLERS 
1155A COOLER 
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HALL D 
SERVICE 

SERVICE 
ELEVATOR Replace lamp wI 30W CORRIDOR, 2 300 2 30 

SERVICE ELEV 
RECESSED Screw in CF 

17 
CHINA HAT 

HALL D Retrofit Fixtu re wI (1 ) 
SERVICE 

STRIP 2 59 
F2BTBIBXXlXL, 1 L-HP-

2 33 CORRIDOR, HE-IS Bllst, & 4' 1 L 
1154 Socket Plate Kit 

HALL D Retrofit Fixture wI (1) 
SERVICE F2BTBIBXXJXLlHL & 1 L-

CORRIDOR, WRAP B 52 REF(1.0BF)-HE-IS Bllst B 30 
STAIR TO - Remove Extra sockets 
LEVEL 2 & replace 2x4 Pris lense 

HALL D Retrofit Fixture wI (1) 
SERVICE 

STRIP 2 59 
F2BTBIBXXlXL, 1 L-HP-

2 33 
CORRIDOR, HE-IS Bllst, & 4' 1 L 

1147 Socket Plate Kit 
HALL D Retrofit Fixture wI (1) 

SERVICE 
CORRIDOR, STRIP B 59 

F2BTBIBXXIXL, 1 L-HP- B 33 HE-IS Bllst, & 4' 1 L 
1153 TRASH 

Socket Plate Kit 
ROOM 
HALL D 

Retrofit Fixture wI (1 ) 
SERVICE 

CORRIDOR, STRIP 11 59 
F2BTBIBXx/XL, 1 L-HP- 11 33 

HE-IS Bllst, & 4' 1 L 
1151 Socket Plate Kit 

ELECTRICAL 

HALL D 
Retrofit Fixture wI (2) 

SERVICE RECESSED 
F2BTBIBXXlXL,2L-

CORRIDOR, TROFFER 2 102 REF(1.0BF)-HE-IS Bllst, 2 5B 
& 2x4 White Reflector 

114B 
Kit 

Retrofit Fixtu re wI (1 ) 
EXTERIOR 

STRIP 12 59 
F2BTBIBXx/XL, 1 L-HP- 12 33 

ELECTRICAL HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Install New Sealed & 
BOWIE STREET Gasketed 1 x4 High Bay 

LOADING HIGH BAY 229 295 wI (3) F54T5HO Lamps 229 179 
DOCKS & Programmed Start T5 

Electronic Ballast 

Retrofit Fixture wI (1) 
BOWIE STREET F2BTBIBXXJXLlHL & 1 L-

LOADING WRAP 13 52 REF(1.0BF)-HE-IS Bllst 13 30 
DOCKS - Remove Extra sockets 

& replace 2x4 Pris lense 

BOWIE STREET 
Retrofit Fixture wI (1 ) 

LOADING STRIP 21 59 
F2BTBIBXXlXL, 1 L-HP-

21 33 
DOCKS 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

BOWIE STREET 
Retrofit Fixture wI (1 ) 

LOADING 
DOCKS, STRIP 12 59 

F2BTBIBXXlXL, 1 L-HP- 12 33 
CENTER HE-IS Bllst, & 4' 1 L 

STORAGE 
Socket Plate Kit 
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Retrofit Fixture wI (1) 

STAIRWELL BY 
WRAP 

F28T8/8XX1XLlHL & 1 L-

1144 11 52 REF(1.0BF)-HE-IS Bllst 11 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

Retrofit Fixture wI (1) 

STAIRWELL BY 
WRAP 

F28T8/8XX1XLlHL & 1 L-

1144 11 52 REF(1.0BF)-HE-IS Bllst 11 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

Retrofit F ixtu re wI (1 ) 

1164 STRIP 14 59 
F28T8/8XXlXL, 1 L-HP-

14 HE-IS Bllst, & 4' 1 L 33 

Socket Plate Kit 
Retrofit Fixture wI (2) 

1164 PRIVATE RECESSED F28T8/8XXlXL, 2L-

OFFICE TROFFER 1 102 REF(1.0BF)-HE-IS Bllst, 1 58 
& 2x4 White Reflector 

Kit 

1164 PRIVATE Retrofit Fixture wI (2) 

OFFICE, RECESSED F28T8/8XXlXL,2L-

LIQUOR TROFFER 
1 102 REF(1.0BF)-HE-IS Bllst, 1 58 

STORAGE & 2x4 White Reflector 
Kit 

SERVICE 
SERVICE ELEVATOR Replace lamp wI 30W 

ELEVATOR RECESSED 
2 300 2 30 

Screw in CF 
CHINA HAT 

Retrofit Fixture wI (1) 

1144 FAN ROOM STRIP 2 59 
F28T8/8XXlXL, 1 L-HP- 2 33 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1 ) 
1158 

MECHANICAL 
STRIP 2 59 

F28T8/8XX1XL, 1 L-HP-
2 33 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1 ) 

1159 STRIP 2 59 
F28T8/8XX/XL, 1 L-HP-

2 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1) 

1143A STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (2) 

RECESSED 
1157 LOCKERS 4 

F28T8/8XXlXL, 2L-LP-
TROFFER 59 HE-IS Bllst, & 2x4 White 

4 44 

Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED 1160 OFFICE 3 
F28T8/8XX1XL, 2L-LP-

TROFFER 59 
HE-IS Bllst, & 2x4 White 

3 44 

Reflector Kit 
Retrofit Fixture wI (1 ) 

EXIT HALL BY 
1164 

STRIP 2 59 
F28T8/8XX1XL, 1 L-HP-

2 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

SERVICE Retrofit Fixture wI (1) 

HALLWAY BY STRIP 47 59 
F28T8/8XX1XL, 1 L-HP- 47 33 

1135 
HE·IS Bllst, & 4' 1 L 

Socket Plate Kit 
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SERVICE Retrofit Fixture wI (1 ) 

HALLWAY BY sn~IP B 59 
F2BTBIBXXlXL, 1 L-HP-

B 33 
1135, RM 1130B HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

SERVICE Retrofit fixture wI (1 ) 

HALLWAY BY 
INDUSTRIAL 

12 52 F28TBIBXXlXL & 1 L-
12 33 

1135, RM 1127 HOOD HP-HE-IS Bllst -
Remove extra sockets 

SERVICE Retrofit Fixture wI (1) 

HALLWAY BY STIi.IP 2 59 
F2BTBIBXXlXL, 1 L-HP-

2 33 
1135, RM 1130A HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

SERVICE Retrofit Fixture wI (1 ) 

HALLWAY BY STRIP 10 59 
F2BTBIBXXIXL, 1 L-HP-

10 33 
1135, RM 1134 HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

SERVICE 
RECESSED 

Retrofit Fixture wI (2) 
HALLWAY BY 

TROFFER 
12 59 F28T81BXXlXL & 2L-LP- 12 44 

1135, RM 1133 HE-IS Bllst 

MENS RR SOFFIT STRIP 3 52 
Relamp Fixture wI (2) 

3 4B 
F2BT8/8XX1XL Lamp 

Retrofit Fixture wI (1) 
MENS RR SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

WOMENS RR SOFFIT STRIP 3 52 
Relamp Fixture wI (2) 

3 48 
F2BTBIBXXlXL Lamp 

Retrofit Fixture wI (1) 
WOMENS RR SOFFIT STRIP 1 26 F25TBIBXXlXLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit Fixture wI (1) 
MENS RR STRIP 1 59 

F2BTBIBXXlXL, 1 L-HP- 1 33 
CUSTODIAN HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit fixture wI (1 ) 

1126A 
INDUSTRIAL 

9 52 
F28T8/8XXlXL & 1 L- 9 33 

HOOD HP-HE-IS Bllst -
Remove extra sockets 
Retrofit fixture wI (1 ) 

1075 LOCKER INDUSTRIAL 
9 52 

F2BT8/8XXlXL & 1 L-
9 33 

BREAK ROOM HOOD HP-HE-IS Bllst -
Remove extra sockets 

RECESSED 
Retrofit Fixture wI (2) 

1131 
TROFFER 

B 59 F2BTBI8xx/xL & 2L-LP- B 44 
HE-IS Bllst 

Retrofit Fixture wI (1 ) 
1135 SHOP 

STRIP 63 59 
F28TBIBXXlXL, 1 L-HP- 63 33 

OPEN HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 
1135 SHOP, 

STRIP 11 59 
F28T8/8XX/XL, 1 L-HP- 11 33 

MECHANICAL HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (2) 
1135 SHOP, 

RECESSED 
F28T8/8xx/xL, 2L-

PRIVATE 
TROFFER 

4 144 REF(1.0BF)-HE-IS Bllst, 4 58 
OFFICE & 2x4 White Reflector 

Kit 
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1135 SHOP, Retrofit Fixture wI (2) 

PRIVATE RECESSED F28T8/8XXlXL, 2L-

OFFICE TROFFER 8 144 REF(1.0BF)-HE-IS Bllst, 8 58 

LOCKED & 2x4 White Reflector 
Kit 

Retrofit Fixtu re wI (1 ) 

C109D STRJP 3 59 
F28T8/8XXlXL, 1 L-HP-

3 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXIXL, 2L-
CITY CAFE 

TROFFER 4 102 REF(1.0BF)-HE-IS Bllst, 4 58 
& 2x4 White Reflector 

Kit 

Retrofit Fixture wI (1) 

STAIR TO F28T8/8XX1XLlHL & 1 L-

RIVER LEVEL 
WRAP 10 52 REF(1.0BF)-HE-IS Bllst 10 30 

- Remove Extra sockets 
& replace 2x4 Pris lense 

Retrofit Fixture wI (1) 
F28T8/8XX1XLlHL & 1 L-

STAIRWELL WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

Retrofit Fixture wI (1) 
F28T8/8XX/XLlHL & 1 L-

STAIRWELL WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

BALLROOM C RECESSED Install new 2x2 Surface 
MAIN Mount Fixtures wI (1 ) SQUARE WITH 4 2 860 2 353 CORRIDOR-

RECESSED CANS 315W Ceramic Metal 
PREFUNCTION Halide Lamp & Ballast 
BALLROOM C 

RECESSED Retrofit (2) Fixtures wI MAIN 
CORRIDOR-

SQUARE WALL 1 590 200W Pulse Start Metal 1 464 

PREFUNCTION 
WASH Halide Lamp & Ballast 

BALLROOM C 
MAIN RECESSED CAN 

22 90 
Install New 12W LED 

22 12 
CORRIDOR - DIMMING Recessed Can Fixture 

PREFUNCTION 
BALLROOM C 

MAIN RECESSED CAN 
120 90 

Install New 12W LED 
120 12 CORRIDOR - DIMMING Recessed Can Fixture 

PREFUNCTION 
BALLROOM C 

MAIN 
Relamp Fixture wI (2) 

CORRIDOR- SOFFIT STRIP 6 52 6 48 
PREFUNCTION-

F28T8/8XXlXL Lamp 

MENS RR 
BALLROOM C 

MAIN 
Relamp Fixture wI (1) 

CORRIDOR- SOFFIT STRIP 4 29 4 25 
PRE FUNCTION- F28T8/8XX1XL Lamp 

MENS RR 

BALLROOM C 
Retrofit F ixtu re wI (1 ) MAIN 

CORRIDOR-
SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

PREFUNCTION- LP-HE-IS 811st 
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MENS RR 

BALLROOM C 
MAIN 

Relamp Fixture wI (2) CORRIDOR - SOFFIT STRIP 6 52 6 48 
PREFUNCTION- F28T8/8XXlXL Lamp 

WOMENS RR 
BALLROOM C 

MAIN 
Relamp Fixture wI (1) CORRIDOR - SOFFIT STRIP 4 29 4 25 

PREFUNCTION- F28T8/8XXlXL Lamp 

WOMENS RR 
BALLROOM C 

MAIN Retrofit Fixture wI (1) 
CORRIDOR- SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

PREFUNCTION- LP-HE-IS Bllst 
WOMENS RR 
BALLROOM C 

MAIN Retrofit Fixture wI (2) 
CORRIDOR - WRAP 1 59 F28T8/8XXlXL & 2L-LP- 1 44 

PREFUNCTION- HE-IS Bllst 
SMALL RR 

BALLROOM C 
MAIN 

Relamp Fixture wI (2) 
CORRIDOR - SOFFIT STRIP 6 52 6 48 

PREFUNCTION-
F28T8/8XXlXL Lamp 

MENS RR 
BALLROOM C 

MAIN 
Relamp Fixture wI (1 ) 

CORRIDOR- SOFFIT STRIP 4 29 4 25 
PRE FUNCTION-

F28T8/8XX1XL Lamp 

MENS RR 
BALLROOM C 

MAIN Retrofit Fixture wI (1) 
CORRIDOR- SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

PREFUNCTION- LP-HE-IS Bllst 
MENS RR 

BALLROOM C 
MAIN Relamp Fixture wI (2) 

CORRIDOR - SOFFIT STRIP 6 52 6 48 
PREFUNCTION-

F28T8/8XXlXL Lamp 

WOMENS RR 
BALLROOM C 

MAIN Relamp Fixture wI (1) CORRIDOR - SOFFIT STRIP 4 29 4 25 
PREFUNCTION-

F28T8/8XXlXL Lamp 

WOMENS RR 
BALLROOM C 

MAIN Retrofit Fixture wI (1) 
CORRIDOR - SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

PREFUNCTION- LP-HE-IS Bllst 
WOMENS RR 
BALLROOM C 

MAIN Retrofit Fixture wI (2) 
CORRIDOR - WRAP 1 59 F28T8/8XX1XL & 2L-LP- 1 44 

PREFUNCTION- HE-IS Bllst 
SMALL RR 
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Retrofit Fixture wI (1) 
3004A 

CUSTODIAN STRIP 1 59 
F28T8/8XXIXL, 1 L-HP-

1 
HE-IS Bllst, & 4' 1L 33 

Socket Plate Kit 
BALLROOM C 

MAIN SERVICE Retrofit F ixtu re wI (1 ) 

CORRIDOR- STFtlP 214 59 
F28T8/8XXlXL, 1 L-HP-

BACK OF HE-IS Bllst, & 4' 1 L 
214 33 

HOUSE 
Socket Plate Kit 

BALLROOM C 
MAIN SERVICE Retrofit Fixture wI (2) 

CORRIDOR-
BACK OF 

RECESSED F28T8/8XX!XL,2L-

TROFFER 
7 102 REF(1.0BF)-HE-IS Bllst, 

HOUSE-
7 58 

& 2x4 White Reflector 
KITCHEN Kit 

SERVING AREA 
Retrofit Fixture wI (2) 

BALLROOM C RECESSED 
F28T8/8XXIXL, 2L-

KITCHEN TROFFER 73 102 REF(1.0BF)-HE-IS Bllst, 73 58 
& 2x4 White Reflector 

Kit 

BALLROOM C CEILING MOUNT 
KITCHEN JELLY JAR IN 32 60 

Replace lamp wI 13W 
32 

STOVES STOVE HOODS 
Screw in CF 

13 

BALLROOM C CEILING MOUNT 
KITCHEN JELLY JAR IN 24 60 

Replace lamp wI 13W 
24 

COOLERS STOVE HOODS 
Screw in CF 

13 

Retrofit Fixture wI (2) 

ROOM 3020C RECESSED 
F28T8/8XXlXL, 2L-

OFFICES OPEN TROFFER 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

ROOM 3020B RECESSED 
F28T8/8XXIXL, 2L-

OFFICES OPEN TROFFER 
1 102 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

ROOM 3020A RECESSED CAN Install New 12W LED 
OFFICE DIMMING 

6 90 6 
Recessed Can Fixture 

12 

Retrofit Fixture wI (2) 

DRY RECESSED 
F28T8/8XXlXL, 2L-

STOREROOM TROFFER 
4 102 REF(1.0BF)-HE-IS Bllst, 4 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
MOP BUCKET 

STORAGE 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
1 102 REF(1.0BF)-HE-IS Bllst, 1 

LOCKED 
58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

OFFICE BY 3021 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
4 102 REF(1.0BF)-HE-IS Bllst, 4 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1 ) 

3021 STRIP 1 59 
F28T8/8XX/XL, 1 L-HP-

1 
HE-IS Bllst, & 4' 1 L 

33 

Socket Plate Kit 
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Retrofit Fixture wI (1) 

3024A STRIP 4 59 
F28T8/8XXlXL, 1 L-HP-

4 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 

3024 STHIP 2 59 
F28T8/8XXlXL, 1 L-HP-

2 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (2) 

SODA ROOM RECESSED 
7 59 

F28T8/8XX1XL, 2L-LP-
7 44 TROFFER HE-IS Bllst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED F28T8/8Xx/XL, 2L-
C302D 

TROFFER 2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

BC-10 sn~IP 1 59 F28T8/8XXlXL, 1 L-HP- 1 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1 ) 

BC-08 sn~IP 1 59 
F28T8/8XXlXL, 1 L-HP- 1 33 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

C302A TROFFER 2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 

MENS 
Retrofit Fixture wI (1 ) 

DRESSING A SOFFIT STRIP 5 26 F25T8/8XX1XLlHL & 1 L- 5 20 
LP-HE-IS Bllst 

MENS 
Retrofit Fixture wI (1 ) 

DRESSING B 
SOFFIT STRIP 2 26 F25T8/8XX/XLlHL & 1 L- 2 20 

LP-HE-IS Bllst 

MENS SOFFIT STRIP 2 29 
Relamp Fixture wI (1) 2 25 

DRESSING RR F28T8/8Xx/XL Lamp 

WOMENS Retrofit Fixture wI (1 ) 

DRESSING A 
SOFFIT STRIP 5 26 F25T8/8XX/XLlHL & 1 L- 5 20 

LP-HE-IS Bllst 

WOMENS 
Retrofit Fixtu re wI (1 ) 

DRESSING B 
SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

LP-HE-IS Bllst 

WOMENS 
SOFFIT STRIP 2 29 

Relamp Fixture wI (1) 
2 25 

DRESSING RR F28T8/8XX1XL Lamp 

Retrofit Fixture wI (1 ) 

3018 STRIP 4 59 
F28T8/8XXlXL, 1 L-HP- 4 33 HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

Retrofit Fixtu re wI (1 ) 
F28T8/8XX1XLlHL & 1 L-

3016 STAIR WRAP 3 52 REF(1.0BF)-HE-IS Bllst 3 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

3016 EXTERIOR Install new Wallpack 
ENTRY TO AIR WALL PACK 2 295 Fixture wI (2) 42W CF 2 94 

HANDLER Lamps & Electronic 
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Ballast 

3016 ROOF AIR 
Retrofit fixture wI (1 ) 

INDUSTRIAL 
59 F28T8/8Xx/XL & 1 L-

HANDLER HOOD 52 
HP-HE-IS Bllst- 59 33 

Remove extra sockets 

3016 ROOF AIR Retrofit Fixture wI (2) 

HANDLER VAPOR WRAP 4 59 F28T8/8XXIXL & 2L-LP- 4 44 
HE-IS Bllst 

3016 ROOF AIR Retrofit fixture wI (1 ) 

HANDLER 
INDUSTRIAL 

2 52 
F28T8/8Xx/XL & 1 L-

HOOD HP-HE-IS Bllst- 2 33 
ELECTRICAL 

Remove extra sockets 

MENS RR SOFFIT STRIP 3 52 
Relamp Fixture wI (2) 

3 48 F28T8/8Xx/XL Lamp 

MENS RR SOFFIT STRIP 3 29 
Relamp Fixture wI (1) 

3 25 F28T8/8Xx/XL Lamp 
BALLROOM C Retrofit Fixture wI (1) 
ROOF STAIRS 

STRIP 84 59 
F28T8/8Xx/XL, 1 L-HP-

84 33 TO BOWIE HE-IS Bllst, & 4' 1 L 
STREET Socket Plate Kit 

Retrofit Fixture wI (1) 

C301E STRIP 2 59 
F28T8/8XX1XL, 1 L-HP-

2 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (2) 
CAGE-

RECESSED F28T8/8XX/XL, 2L-
SERVING WARE TROFFER 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 

STORAGE & 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 
3013 

STRIP 8 59 
F28T8/8XX1XL, 1 L-HP-

8 33 MECHANICAL HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 

3012 STRIP 6 59 
F28T8/8XXlXL, 1 L-HP-

6 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (1) 

BY 3012 STRIP 6 59 
F28T8/8XXIXL, 1 L-HP-

6 33 
LOCKED HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

C3011-TABLE Retrofit Fixture wI (1) 
STORAGE WITH STRIP 9 59 

F28T8/8XXlXL, 1 L-HP-
9 33 

WALKTHRU TO HE-IS Bllst, & 4' 1 L 
BALLROOM C Socket Plate Kit 

Retrofit Fixture wI (1) 

C301A STRIP 2 59 
F28T8/8XXlXL, 1 L-HP- 2 33 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

SERVICE 
SERVICE ELEVATOR 

2 300 
Replace lamp wI 30W 

2 30 
ELEVATOR 16 RECESSED Screw in CF 

CHINA HAT 
SERVICE 

SERVICE ELEVATOR 
2 300 

Replace lamp wI 30W 
2 30 

ELEVATOR 11 RECESSED Screw in CF 
CHINA HAT 
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Retrofit Fixture wI (1) 
STAIRWEL BY F28T8/8xx/XUHL & 1 L-

SERVICE WRAP 6 52 REF(1.0BF)-HE-IS Bllst 6 30 
ELEVATOR 11 - Remove Extra sockets 

& replace 2x4 Pris lense 

TABLE Retrofit Fixture wI (1) 
STORAGE BY 

STRIP 30 59 
F28T8/8XXlXL, 1 L-HP-

30 33 SERVICE HE-IS Bllst, & 4' 1 L 
ELEVATOR 11 Socket Plate Kit 

TABLE 
Retrofit Fixture wI (1) STORAGE BY 

SERVICE STF~IP 15 59 
F28T8/8Xx/XL, 1 L-HP-

15 33 
ELEVATOR 11- HE-IS Bllst, & 4' 1 L 

MECHANICAL Socket Plate Kit 

Retrofit Fixture wI (1 ) 

3031 STRIP 4 59 
F28T8/8XXlXL, 1 L-HP-

4 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 

3028 STRIP 4 59 
F28T8/8XX1XL, 1 L-HP-

4 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (1) 
F28T8/8xx/XUHL & 1L-

3027 STAIR WRAP 1 52 REF(1.0BF)-HE-IS Bllst 1 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

Retrofit Fixture wI (2) 

CAGE SERVING RECESSED 
F28T8/8XXlXL, 2L-

STORAGE TROFFER 
6 102 REF(1.0BF)-HE-IS Bllst, 6 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 

3025 STRIP 4 59 
F28T8/8XXlXL, 1 L-HP-

4 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

BALLROOM C 
RECESSED CAN 

107 90 
Install New 12W LED 

107 12 
DIMMING Recessed Can Fixture 

RECESSED CAN 
Replace lamp wI 60W 

BALLROOM C 103 90 PAR38 Halogen 103 60 
ADJUSTABLE 

Infrared 
WALL MOUNT Install new Flood 

BALLROOM C INDIRECT 72 300 Fixture wI (2) 32W CF 72 69 
DIMMING Lamps 

Retrofit fixture wI 100W 
Ceramic Metal Halide 

BALLROOM C SURFACE CAN 42 295 Lamp, Electronic 42 112 
Ballast, & Recessed 

Can Retrofit Kit 

BALLROOM C 
RECESSED CAN 

34 90 
Install New 12W LED 

34 12 
DIMMING Recessed Can Fixture 

BALLROOM C Retrofit Fixture wI (2) 
WRAP 3 59 F28T8/8XXlXL & 2L-LP- 3 44 3008 STAIR 

HE-IS Bllst 

BALLROOM C Retrofit Fixture wI (1 ) 
3008 FLOOR 2 

STRIP 11 59 
F28T8/8XXIXL, 1 L-HP-

11 33 
FILMING HE-IS Bllst, & 4' 1 L 
ROOMS Socket Plate Kit 
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TOWER VIEW 
REGISTRATION Install new 4' Flood 

- BOWIE SURFACE MOUNT 
2 250 

Fixture wi (2) 
2 58 STREET STAIR EYEBALL F28T8/8XX/XL, 3L-

TO BALLROOM STND-HE-IS Bllst 
LEVEL 

TOWER VIEW Retrofit fixture wi 320W 
REGISTRATION CEILING PACK 16 458 Pulse Start Metal Halide 16 365 

- OPEN Lamp & Ballast 

TOWER VIEW 
Replace lamp wi 18W REGISTRATION RECESSED CAN 6 25 6 18 

- OPEN Screw in CF 

Retrofit Fixture wi (2) 

MEETING RECESSED F28T8/8Xx/XL, 2L-

ROOM 218 TROFFER 12 102 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

24 90 
Install New 12W LED 

24 12 ROOM 218 DIMMING Recessed Can Fixture 

MEETING RECESSED CAN 
4 100 

Replace lamp wi 60W 
4 60 ROOM 218 DIMMING G25 Halogen Lamp 

Retrofit Fixture wi (2) 

PRIVATE ROOM RECESSED F28T8/8XXlXL, 2L-

2098 TROFFER 2 102 REF(1.0BF)-HE-IS 13 list, 2 58 
& 2x4 White Reflector 

Kit 

PRIVATE ROOM 
Replace lamp wi 60W 

RECESSED CAN 6 90 PAR38 Halogen 6 60 2098 
Infrared 

Retrofit Fixture wi (1) 

2097 STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XX/XL, 2L-

28 102 REF(1.0BF)-HE-IS Bllst, 28 58 
ROOM 2170 TROFFER 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 
54 90 

Install New 12W LED 54 12 
ROOM 217D DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8Xx/XL, 2L-

28 102 REF(1.0BF)-HE-IS Bllst, 28 58 
ROOM 217C TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 
54 90 

Install New 12W LED 
54 12 

ROOM 217C DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XXIXL, 2L-

21 102 REF(1.0BF)-HE-IS Bllst, 21 58 
ROOM 21713 TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 
36 90 

Install New 12W LED 36 12 
ROOM 21713 DIMMING Recessed Can Fixture 
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Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XX/XL, 2L-

ROOM 217A TROFFER 28 102 REF(1.0BF)-HE-IS Bllst, 28 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN Install New 12W LED 

ROOM 217A DIMMING 54 90 
Recessed Can Fixture 54 12 

Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XXlXL, 2L-

ROOM 216B TROFFER 6 102 REF(1.0BF)-HE-IS Bllst, 6 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

12 Install New 12W LED 
ROOM 216B DIMMING 90 

Recessed Can Fixture 12 12 

Retrofit Fixture wI (2) 

PRIVATE ROOM RECESSED F28T8/8XXlXL, 2L-

2095 TROFFER 2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

2096 STORAGE STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8xx/xL, 2L-

ROOM 216A TROFFER 12 102 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

20 90 
Install New 12W LED 

20 12 ROOM 216A DIMMING Recessed Can Fixture 
TOWER VIEW 

REGISTRATION Retrofit Fixture wI (1 ) 
MEETING 

STI~IP 50 59 
F28T8/8Xx/XL, 1 L-HP-

50 33 ROOMS HE-IS Bllst, & 4' 1 L 
SERVICE Socket Plate Kit 

CORRIDOR 
TOWER VIEW 

Retrofit Fixture wI (2) REGISTRATION 
MEETING RECESSED F28T8/8XX1XL, 2L-

ROOMS TROFFER 
3 102 REF(1.0BF)-HE-IS Bllst, 3 58 

SERVICE & 2x4 White Reflector 

CORRIDOR Kit 

TOWER VIEW 
REGISTRATION Retrofit Fixture wI (1) 

MEETING F28T8/8XX1XLlHL & 1 L-
ROOMS WHAP 10 52 REF(1.0BF)-HE-IS Bllst 10 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 

SERVICE 
SERVICE ELEVATOR 

2 300 
Replace lamp wI 30W 2 30 

ELEVATOR 16 RECESSED Screw in CF 
CHINA HAT 

TOWER VIEW 
REGISTRATION 

Retrofit Fixtu re wI (1 ) 
MEETING 
ROOMS STRIP 11 59 

F28T8/8Xx/XL, 1 L-HP- 11 33 
SERVICE 

HE-IS Bllst, & 4' 1 L 

CORRIDOR 
Socket Plate Kit 

ROOM 2148 
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TOWER VIEW 
REGISTRATION 

MEETING Retrofit Fixture wi (2) 

ROOMS RECESSED 
3 59 F28T8/8XXlXL, 2L-LP-

TROFFER HE-IS Bllst, & 2x4 White 3 44 
SERVICE 

CORRIDOR Reflector Kit 

ROOM 2147 
TOWER VIEW 

REGISTRATION 
Retrofit Fixture wi (1) MEETING 

ROOMS STf~IP 1 59 F28T8/8XXIXL, 1 L-HP-
1 33 

SERVICE HE-IS Bllst, & 4' 1 L 

CORRIDOR Socket Plate Kit 

ROOM 2146 
TOWER VIEW 

REGISTRATION Retrofit Fixture wi (1) 
MEETING F28T8/8XX1XLlHL & 1 L-
ROOMS WRAP 10 52 REF(1.0BF)-HE-IS Bllst 10 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 

TOWER VIEW 
REGISTRATION Retrofit Fixture wi (1) 

MEETING F28T8/8XX1XLlHL & 1L-
ROOMS WR'AP 10 52 REF(1.0BF)-HE-IS Bllst 10 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 

TOWER VIEW 
REGISTRATION 

Retrofit Fixture wi (1) MEETING 
ROOMS STRIP 2 59 

F28T8/8XXlXL, 1 L-HP-
2 33 

SERVICE 
HE-IS Bllst, & 4' 1 L 

CORRIDOR Socket Plate Kit 

ROOM C207C 
TOWER VIEW 

REGISTRATION Retrofit Fixture wi (1) 
MEETING F28T8/8XX1XLlHL & 1 L-
ROOMS WRAP 10 52 REF(1.0BF)-HE-IS Bllst 10 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 

HALL C & D Retrofit fixture wi 
FOYER (NEAR RECESSED CAN 36 128 1 x42CF Recessed can 36 46 

216A&B) Kit 

HALL C & D 
Replace lamp wi 18W 

FOYER (NEAR RECESSED CAN 2 25 2 18 
216A&B) 

Screw in CF 

HALL C & D Retrofit fixture wi 
FOYER 

RECESSED CAN 15 95 1 x42CF Recessed can 15 46 
LANDING HALL Kit 

ABOVE D 
HALL C & D Retrofit fixture wi 

FOYER ABOVE RECESSED CAN 15 95 1 x42CF Recessed can 15 46 
C Kit 

HALL C & D Relamp Fixture wi (2) 
FOYER MENS SOFFIT STRIP 3 52 3 48 

RR 
F28T8/8XXlXL Lamp 
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HALL C & 0 Retrofit Fixture wi (1) 
FOYER MENS SOFFIT STRIP 2 26 F25T8/8XX/XLlHL & 1 L- 2 20 

RR LP-HE-IS Bllst 

HALL C & 0 
Relamp Fixture wi (2) FOYER SOFFIT STRIP 3 52 3 48 

WOMENS RR F28T8/8XX1XL Lamp 

HALL C & 0 Retrofit Fixture wi (1) 
FOYER SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

WOMENS RR LP-HE-IS Bllst 

HALL C & 0 Retrofit Fixture wi (1 ) 
FOYER MENS 

STFtIP 1 59 
F28T8/8XX!XL, 1 L-HP-

1 33 RR CUSTODIAN HE-IS Bllst, & 4' 1 L 
LOCKED Socket Plate Kit 

HALL C & D 
Retrofit Fixture wI (1) FOYER 

WOMENS RR STRIP 1 59 F28T8/8XXlXL, 1 L-HP-
1 33 

CUSTODIAN HE-IS Bllst, & 4' 1 L 

LOCKED Socket Plate Kit 

PARKVIEW Retrofit fixture wi 
REGISTRATION RECESSED CAN 24 128 1 x42CF Recessed can 24 46 

OPEN Kit 

Retrofit fixture wi 70W 
PARKVIEW Ceramic Metal Halide 

REGISTRATION RECESSED CAN 27 215 Lamp, Electronic 27 80 
OPEN Ballast, & Recessed 

Can Retrofit Kit 
Retrofit fixture wi 70W 

PARKVIEW Ceramic Metal Halide 
REGISTRATION RECESSED CAN 9 215 Lamp, Electronic 9 80 

OPEN Ballast, & Recessed 
Can Retrofit Kit 

PARKVIEW RECESSED Install new 2x2 Surface 

REGISTRATION SQUARE WITH 4 18 860 
Mount Fixtures wi (1) 18 353 315W Ceramic Metal OPEN RECESSED CANS 
Halide Lamp & Ballast 

PARKVIEW RECESSED Retrofit (2) Fixtures wi 
REGISTRATION SQUARE WALL 15 590 200W Pulse Start Metal 15 464 

OPEN WASH Halide Lamp & Ballast 

PARKVIEW 
Replace lamp w/18W REGISTRATION RECESSED CAN 28 25 

Screw in CF 
28 18 

OPEN 

PARKVIEW Retrofit fixture wi 
REGISTRATION RECESSED CAN 34 128 1 x42CF Recessed can 34 46 

OPEN Kit 
Retrofit Fixture wi (2) 

PRIVATE ROOM RECESSED F28T8/8XXIXL,2L-
2 102 REF(1.0BF)-HE-IS Bllst, 2 58 

2089 TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

MEETING RECESSED F28T8/8XX!XL, 2L-
10 102 REF(1.0BF)-HE-IS Bllst, 10 58 ROOM 215 TROFFER 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 
32 90 

Install New 12W LED 
32 12 

ROOM 215 DIMMING Recessed Can Fixture 
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Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XX1XL, 2L-
21 102 REF(1.0BF)-HE-IS Bllst, 21 58 ROOM 2140 TROFFER 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 
36 90 Install New 12W LED 

36 12 ROOM 2140 DIMMING Recessed Can Fixture 
Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XXlXL, 2L-
21 102 REF(1.0BF)-HE-IS Bllst, 21 58 ROOM 214C TROFFER 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 
36 90 

Install New 12W LED 
36 12 ROOM 214C DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXIXL, 2L-MEETING 
21 102 REF(1.0BF)-HE-IS Bllst, 21 58 ROOM 214B TROFFER 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 
36 90 

Install New 12W LED 
36 12 

ROOM 214B DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
MEETING 

21 102 REF(1.0BF)-HE-IS Bllst, 21 58 ROOM 214A TROFFER 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

36 90 
Install New 12W LED 

36 12 
ROOM 214A DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

MEETING 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 
ROOM 213B TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 16 90 
Install New 12W LED 16 12 

ROOM 213B DIMMING Recessed Can Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

MEETING RECESSED 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 
ROOM 213A TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 90 
Install New 12W LED 16 12 16 Recessed Can Fixture ROOM 213A DIMMING 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

MEETING RECESSED 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 
ROOM 212B TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 90 
Install New 12W LED 16 12 16 Recessed Can Fixture ROOM 212B DIMMING 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

MEETING RECESSED 9 102 REF( 1.0BF)-HE-IS Bllst, 9 58 
ROOM 212A TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 90 
Install New 12W LED 16 12 16 Recessed Can Fixture ROOM 212A DIMMING 

{5096.0038/130423_1} 83 



Retrofit Fixture wi (2) 

MEETING RECESSED F28T8/8XXlXL, 2L-

ROOM 210B TROFFER 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN Install New 12W LED 

ROOM 210B DIMMING 15 90 
Recessed Can Fixture 15 12 

MEETING RECESSED CAN Replace lamp wI 60W 

ROOM 210B ADJUSTABLE 12 90 PAR38 Halogen 12 60 
Infrared 

Retrofit Fixture wi (2) 

MEETING RECESSED F28T8/8XXlXL, 2L-

ROOM 210A TROFFER 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN Install New 12W LED 

ROOM 210A DIMMING 15 90 
Recessed Can Fixture 15 12 

MEETING RECESSED CAN Replace lamp wI 60W 

ROOM 210A ADJUSTABLE 12 90 PAR38 Halogen 12 60 
Infrared 

Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XX/XL, 2L-

ROOM 208 TROFFER 9 102 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN Install New 12W LED 
ROOM 208 DIMMING 15 90 

Recessed Can Fixture 
15 12 

MEETING RECESSED CAN Replace lamp wI 60W 

ROOM 208 ADJUSTABLE 12 90 PAR38 Halogen 12 60 
Infrared 

PARKVIEW 
REGISTRATION 

SOFFIT STRIP 
Relamp Fixture wi (2) 

MENS RR BY 5 52 F28T8/8XXlXL Lamp 
5 48 

208 
PARKVIEW 

REGISTRATION SOFFIT STRIP 
Retrofit Fixture wI (1) 

MENS RR BY 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

208 
LP-HE-IS Bllst 

PARKVIEW 
REGISTRATION 

SOFFIT STRIP 
Relamp Fixture wI (2) 

WOMENS RR 3 52 3 48 F28T8/8XX1XL Lamp 
BY 208 

PARKVIEW 
REGISTRATION 

SOFFIT STRIP 
Retrofit Fixture wI (1 ) 

WOMENS RR 2 26 F25T8/8XX1XLlHL & 1L- 2 20 

BY 208 LP-HE-IS Bllst 

Retrofit Fixture wI (2) 

MEETING RECESSED 
F28T8/8XXlXL, 2L-

ROOM 209 TROFFER 18 102 REF(1.0BF)-HE-IS Bllst, 18 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN Install New 12W LED 
ROOM 209 DIMMING 30 90 Recessed Can Fixture 

30 12 

MEETING RECESSED CAN Replace lamp wI 60W 

ROOM 209 ADJUSTABLE 24 90 PAR38 Halogen 24 60 
Infrared 
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Retrofit Fixture wI (2) 

STORAGE RECESSED F28T8/8XXlXL, 2L-

ROOM 2124 TROFFER 3 102 REF(1.0BF)-HE-IS Bllst, 3 58 
& 2x4 White Reflector 

Kit 

STORAGE Replace lamp wI 60W 

ROOM 2124 RECESSED CAN 5 90 PAR38 Halogen 5 60 
Infrared 

Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XX/XL, 2L-

ROOM 211 TROFFER 18 102 REF(1.0BF)-HE-IS Bllst, 18 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

30 90 
Install New 12W LED 

30 12 ROOM 211 DIMMING Recessed Can Fixture 

MEETING RECESSED CAN Replace lamp wI 60W 

ROOM 211 ADJUSTABLE 24 90 PAR38 Halogen 24 60 
Infrared 

PARKVIEW 
REG ISTRATION Retrofit Fixture wI (1 ) 

MEETING 
STRIP 22 59 

F28T8/8XXlXL, 1 L-HP-
22 33 ROOMS HE-IS Bllst, & 4' 1 L 

SERVICE Socket Plate Kit 
CORRIDOR 
PARKVIEW 

REGISTRATION Retrofit Fixture wI (1) 
MEETING 

sn~IP 70 59 
F28T8/8XX!XL, 1 L-HP-

70 33 ROOMS HE-IS Bllst, & 4' 1 L 
SERVICE Socket Plate Kit 

CORRIDOR 
PARKVIEW 

Retrofit Fixture wI (2) REGISTRATION 
MEETING RECESSED F28T8/8XXlXL, 2L-

ROOMS TROFFER 6 102 REF(1.0BF)-HE-IS Bllst, 6 58 

SERVICE & 2x4 White Reflector 

CORRIDOR Kit 

PARKVIEW 
REGISTRATION Retrofit Fixture wI (1 ) 

MEETING F28T8/8XX1XLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION Retrofit Fixture wI (1) 
MEETING F28T8/8XX1XLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REG ISTRATION 
Retrofit Fixture wI (1) 

MEETING 
ROOMS STI~IP 6 59 

F28T8/8XX!XL, 1 L-HP-
6 33 

HE-IS Bllst, & 4' 1 L 
SERVICE 

Socket Plate Kit 
CORRIDOR 
STRG 2116 

Retrofit Fixture wI (1) 
2117 AIR 

STRIP 19 59 
F28T8/8XXlXL, 1 L-HP-

19 33 HANDLER HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 
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PARKVIEW 
REGISTRATION Retrofit Fixtu re wI (1 ) 

MEETING F28T8/8XXJXL, 1 L-HP-
ROOMS STRIP 2 59 HE-IS Bllst, & 4' 1 L 

2 33 

SERVICE Socket Plate Kit 
CORRIDOR 
STRG 2125 
PARKVIEW 

REGISTRATION Retrofit Fixture wI (1 ) 
MEETING F28T8/8XX/XLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION Retrofit Fixture wI (1) 
MEETING F28T8/8XX/XLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION Retrofit Fixture wI (1) 
MEETING 
ROOMS STRIP 2 59 

F28T8/8XXlXL, 1 L-HP-
2 33 

SERVICE 
HE-IS Bllst, & 4' 1 L 

CORRIDOR 
Socket Plate Kit 

STRG 2126 
PARKVIEW 

REGISTRATION Retrofit Fixture wI (1) 
MEETING F28T8/8XX/XLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION Retrofit Fixture wI (1) 
MEETING F28T8/8XXJXLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
CORRIDOR & replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION 
Retrofit Fixture wI (1) 

MEETING 
ROOMS STRIP 1 59 

F28T8/8XXlXL, 1 L -HP-
1 33 

SERVICE 
HE-IS Bllst, & 4' 1 L 

CORRIDOR 
Socket Plate Kit 

ROOM C206M 
PARKVIEW 

REGISTRATION 
Retrofit Fixture wI (1) MEETING 

ROOMS STRIP 4 59 
F28T8/8XXlXL, 1 L -HP-

4 33 
SERVICE HE-IS Bllst, & 4' 1 L 

CORRIDOR Socket Plate Kit 

ROOM 2129 
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PARKVIEW 
REGISTRATION 

MEETING Relamp Fixture wi (2) 
ROOMS SOFFIT STRIP 1 52 1 48 

SERVICE 
F28T8/8XX1XL Lamp 

CORRIDOR 
MENS RR 

PARKVIEW 
REGISTRATION 

MEETING Retrofit Fixture wi (1 ) 
ROOMS SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

SERVICE LP-HE-IS Bllst 
CORRIDOR 
MENS RR 

PARKVIEW 
REGISTRATION 

MEETING Relamp Fixture wi (2) 
ROOMS SOFFIT STRIP 1 52 1 48 

SERVICE 
F28T8/8XXlXL Lamp 

CORRIDOR 
WOMENS RR 

PARKVIEW 
REG ISTRATION 

MEETING Retrofit Fixture wi (1) 
ROOMS SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

SERVICE LP-HE-IS Bllst 
CORRIDOR 

WOMENS RR 
PARKVIEW 

REGISTRATION 
MEETING Retrofit Fixture wi (2) 
ROOMS RECESSED 

3 59 
F28T8/8XXlXL, 2L-LP-

3 44 
SERVICE TROFFER HE-IS Bllst, & 2x4 White 

CORRIDOR Reflector Kit 
STRG ROOM 

2132 
PARKVIEW 

REGISTRATION 
SERVICE 

MEETING 
ROOMS 

ELEVATOR 
2 300 

Replace lamp wi 30W 
2 30 

SERVICE 
RECESSED Screw in CF 

CORRIDOR 
CHINA HAT 

SRVC ELEV 11 

MAIN 
Retrofit fixture wi CORRIDORISTA 

TUE BRIDGE TO 
RECESSED CAN 14 128 1x42CF Recessed can 14 46 

LOBBY BRIDGE Kit 

MAIN 
RECESSED Install new 2x2 Surface 

CORRIDORISTA Mount Fixtures wi (1 ) 
SQUARE WITH 4 20 860 20 353 TUE BRIDGE TO 

RECESSED CANS 315W Ceramic Metal 
LOBBY BRIDGE Halide Lamp & Ballast 

MAIN 
RECESSED CORRIDORISTA Retrofit (2) Fixtures wi 

TUE BRIDGE TO SQUARE WALL 1 590 200W Pulse Start Metal 1 464 

LOBBY BRIDGE WASH Halide Lamp & Ballast 

MAIN 
WALL MOUNT Install new Flood CORRIDORISTA 

TUE BRIDGE TO INDIRECT 2 300 Fixture wi (2) 32W CF 2 69 

LOBBY BRIDGE 
DIMMING Lamps 
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MAIN 
Replace lamp wI 18W CORRIDORISTA RECESSED CAN 5 25 5 18 

TUE BRIDGE TO Screw in CF 
LOBBY BRIDGE 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

MEETING 25 102 REF(1.0BF)-HE-IS Bllst, 25 58 
ROOM 205 TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 47 90 Install New 12W LED 47 12 
ROOM 205 DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

MEETING 20 102 REF(1.0BF)-HE-IS Bllst, 20 58 
ROOM 206A TROFFER & 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 
28 90 

Install New 12W LED 
28 12 

ROOM 206A DIMMING Recessed Can Fixture 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

MEETING 
20 102 REF(1.0BF)-HE-IS Bllst, 20 58 ROOM 206B TROFFER 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 28 90 
Install New 12W LED 

28 12 ROOM 206B DIMMING Recessed Can Fixture 
Retrofit Fixture wI (2) 

RECESSED F28T8/8XX/XL, 2L-MEETING 
20 102 REF(1.0BF)-HE-IS Bllst, 20 58 ROOM 207A TROFFER 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 28 90 Install New 12W LED 
28 12 ROOM 207A DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL,2L-MEETING 
20 102 REF(1.0BF)-HE-IS Bllst, 20 58 ROOM 207B TROFFER & 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

28 90 Install New 12W LED 
28 12 ROOM 207B DIMMING Recessed Can Fixture 

RESTROOM 
SOFFIT STRIP 7 52 Relamp Fixture wI (2) 

7 48 HALLWAY F28T8/8XXlXL Lamp 

RESTROOM Retrofit Fixture wI (1) 
SOFFIT STRIP 2 26 F25T8/8XX/XLlHL & 1 L- 2 20 HALLWAY 

LP-HE-IS Bllst 

MENS RR SOFFIT STRIP 3 52 Relamp Fixture wI (2) 
3 48 F28T8/8XX1XL Lamp 

MENS RR SOFFIT STRIP 1 29 Relamp Fixture wi (1 ) 
1 25 F28T8/8XX1XL Lamp 

Retrofit Fixture wI (1) 
MENS RR SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

WOMENS RR SOFFIT STRIP 3 52 Relamp Fixture wI (2) 
3 48 F28T8/8XX1XL Lamp 

WOMENS RR SOFFIT STRIP 1 29 Relamp Fixture wI (1) 1 25 
F28T8/8XXlXL Lamp 
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Retrofit Fixture wi (1 ) 
WOMENS RR SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit Fixtu re wi (1 ) 
MENS RR 

STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 
CUSTODIAN HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wi (1) 

2106 FIRE 
STF~IP 2 59 

F28T8/8XXlXL, 1 L-HP-
2 33 

ALARM PANEL HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

ENTRY TO 
SERVICE 

SOFFIT STRIP 2 52 
Relamp Fixture wi (2) 

2 48 HALLWAY AND F28T8/8XXlXL Lamp 
STAIR 

ENTRY TO Retrofit Fixture wi (1) 
SERVICE F28T8/8XX1XLlHL & 1 L-

HALLWAY AND WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 
STAIR- - Remove Extra sockets 

STAIRWELL & replace 2x4 Pris lense 

ENTRY TO Retrofit Fixture wi (1) 
SERVICE F28T8/8XX1XLlHL & 1 L-

HALLWAY AND WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 
STAIR- - Remove Extra sockets 

STAIRWELL & replace 2x4 Pris lense 

STATUE 
BRIDGE/HALL C Retrofit Fixture wi (1 ) 

MEETING 
STRIP 101 59 

F28T8/8XXlXL, 1 L-HP-
101 33 ROOMS HE-IS Bllst, & 4' 1 L 

SERVICE Socket Plate Kit 
HALLWAY 
STATUE 

Retrofit Fixture wi (2) 
BRIDGE/HALL C 

MEETING RECESSED F28T8/8XXlXL, 2L-

ROOMS TROFFER 
3 102 REF(1.0BF)-HE-IS Bllst, 3 58 

SERVICE 
& 2x4 White Reflector 

HALLWAY 
Kit 

STATUE 
BRIDGE/HALL C 

Retrofit Fixture wi (1) MEETING 
ROOMS F28T8/8XX1XL/HL & 1 L-

SERVICE 
WRAP 6 52 REF(1.0BF)-HE-IS Bllst 6 30 

HALLWAY - Remove Extra sockets 

STAIR TO 
& replace 2x4 Pris lense 

LEVEL 1 
STATUE 

BRIDGE/HALL C 
MEETING Retrofit Fixture wi (1) 
ROOMS 

STRIP 23 59 
F28T8/8XXlXL, 1 L-HP-

23 33 SERVICE HE-IS Bllst, & 4' 1 L 
HALLWAY RM Socket Plate Kit 

2151 
MECHANICAL 
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STATUE 
BRIDGE/HALL C 

SERVICE 
MEETING 
ROOMS 

ELEVATOR 
2 300 

Replace lamp wi 30W 
2 30 

SERVICE 
RECESSED Screw in CF 

HALLWAY SRVC 
CHINA HAT 

ELEVATOR 18 
STATUE 

BRIDGE/HALL C 
Retrofit Fixture wi (1) 

MEETING 
ROOMS STRIP 2 59 

F28T8IBXXlXL, 1 L-HP-
2 33 

SERVICE 
HE-IS Bllst, & 4' 1 L 

HALLWAY RM 
Socket Plate Kit 

2152 
STATUE 

BRIDGE/HALL C 
MEETING Retrofit Fixture wi (1) 

ROOMS STRIP 2 59 
F2BTBIBXXlXL, 1 L-HP-

2 33 
SERVICE 

HE-IS Bllst, & 4' 1 L 

HALLWAY RM 
Socket Plate Kit 

2153 
STATUE 

BRIDGE/HALL C 
MEETING 

Retrofit Fixture wi (1 ) 

ROOMS STRIP 23 59 
F2BTBIBXXlXL, 1 L-HP-

23 33 
SERVICE 

HE-IS Bllst, & 4' 1 L 

HALLWAY RM 
Socket Plate Kit 

2102 
STATUE 

BRIDGE/HALL C Retrofit Fixture wi (1 ) 
MEETING 
ROOMS STRIP 6 59 

F28T8IBXXIXL, 1 L-HP-
6 33 

SERVICE 
HE-IS Bllst, & 4' 1 L 

HALLWAY RM 
Socket Plate Kit 

2156 
STATUE 

BRIDGE/HALL C Retrofit Fixture wi (1) 
MEETING 
ROOMS STF~IP 17 59 

F2BTBIBXXIXL,1L-HP-
17 33 

SERVICE 
HE-IS Bllst, & 4' 1 L 

HALLWAY RM 
Socket Plate Kit 

2104 
STATUE 

BRIDGE/HALL C Retrofit F ixtu re wi (1 ) 
MEETING F2BTBIBXX/XLlHL & 1L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
HALLWAY & replace 2x4 Pris lense 

STAIRWELL 
STATUE 

BRIDGE/HALL C Retrofit Fixture wi (1) 
MEETING F2BTBIBxx/XLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
HALLWAY & replace 2x4 Pris lense 

STAIRWELL 
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STATUE 
BRIDGE/HALL C 

MEETING Retrofit Fixture w/ (1) 
ROOMS 

SERVICE STRIP 1 59 
F28T8/8xx/xL, 1 L-HP-

1 33 
HALLWAY 

HE-IS Bllst, & 4' 1 L 

UNMARKED 
Socket Plate Kit 

ROOM BY 
STAIRWELL 

STATUE 
BRIDGE/HALL C Retrofit Fixture w/ (1) 

MEETING F28T8/8XX1XLlHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
HALLWAY & replace 2x4 Pris lense 

STAIRWELL 
STATUE 

BRIDGE/HALL C Retrofit Fixture w/ (1 ) 
MEETING F28T8/8XX1XLlHL & 1 L-
ROOMS WR.AP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

SERVICE - Remove Extra sockets 
HALLWAY & replace 2x4 Pris lense 

STAIRWELL 
STATUE 

BRIDGE/HALL C 
MEETING Retrofit fixture w/ (1 ) 
ROOMS INDUSTRIAL 

18 72 F28T8/8Xx/XL & 1 L-
18 33 SERVICE HOOD HP-HE-IS Bllst-

HALLWAY RM Remove extra sockets 
2068 AIR 

HANDLER 
STATUE 

BRIDGE/HALL C 
Retrofit Fixture w/ (1 ) 

MEETING 
ROOMS STRIP 4 59 

F28T8/8XXlXL, 1 L-HP-
4 33 

SERVICE 
HE-IS Bllst, & 4' 1 L 

HALLWAY RM Socket Plate Kit 

2069 
STATUE 

BRIDGE/HALL C 
MEETING 

Retrofit Fixture w/ (1) ROOMS 
SERVICE STRIP 6 59 

F28T8/8XX/XL, 1 L-HP-
6 33 

HALLWAY RM HE-IS Bllst, & 4' 1 L 

CAIR STORAGE Socket Plate Kit 

BY LOBBY 
BRIDGE 
STATUE 

BRIDGE/HALL C 
MEETING 

Retrofit Fixture w/ (1) ROOMS 
SERVICE STRIP 12 59 

F28T8/8XXlXL, 1 L-HP-
12 33 

HALLWAY HE-IS Bllst, & 4' 1 L 

DOWN STAIRS Socket Plate Kit 

LOWER LEVEL 
MECHANICALS 

WEST MAIN 
WALL MOUNT Install new Flood CORRIDOR 

LOBBY BRIDGE 
INDIRECT 4 300 Fixture w/ (2) 32W CF 4 69 

TO 204 DIMMING Lamps 
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WEST MAIN 
CORRIDOR 

RECESSED CAN 12 25 
Replace lamp wI 18W 

12 18 LOBBY BRIDGE Screw in CF 
TO 204 

WEST MAIN 
RECESSED Retrofit (2) Fixtures wI CORRIDOR 

LOBBY BRIDGE 
SQUARE WALL 6 590 200W Pulse Start Metal 6 464 

TO 204 
WASH Halide Lamp & Ballast 

WEST MAIN 
RECESSED Install new 2x2 Surface 

CORRIDOR 
SQUARE WITH 4 10 860 

Mount Fixtures wI (1) 
10 353 LOBBY BRIDGE 

RECESSED CANS 315W Ceramic Metal 
TO 204 Halide Lamp & Ballast 

Retrofit Fixture wI (2) 

MEETING RECESSED 
F28T8/8XXlXL, 2L-

ROOM 204B TROFFER 20 102 REF(1.0BF)-HE-IS Bllst, 20 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

35 90 
Install New 12W LED 

35 12 ROOM 204B DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

MEETING RECESSED 
F28T8/8XXlXL, 2L-

ROOM 204A TROFFER 
15 102 REF(1.0BF)-HE-IS Bllst, 15 58 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 
28 90 

Install New 12W LED 
28 12 

ROOM 204A DIMMING Recessed Can Fixture 

MEETING 
RECESSED CAN 1 25 

Replace lamp wI 18W 
1 18 

ROOM 204A Screw in CF 

Retrofit Fixture wI (1) 
F28T8/8XX1XLlHL & 1 L-

STAIR BY 204A WF.:AP 11 52 REF(1.0BF)-HE-IS Bllst 11 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

Retrofit Fixture wI (1 ) 
204 SERVICE 

sn~IP 5 59 
F28T8/8XXlXL, 1 L-HP-

5 33 
CORRIDOR HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (2) 

204 SERVICE RECESSED 
F28T8/8XX1XL, 2L-

CORRIDOR TROFFER 
2 102 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

204 SERVICE Retrofit fixture wI (1) 
CORRIDOR RM INDUSTRIAL 11 52 

F28T8/8XXlXL & 1 L-
11 33 

2047 AIR HOOD HP-HE-IS Bllst-
HANDLER Remove extra sockets 

204 SERVICE 
Retrofit Fixture wI (1 ) 

CORRIDOR RM STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-

1 33 
HE-IS Bllst, & 4' 1 L 

2057 Socket Plate Kit 

204 SERVICE 
Retrofit F ixtu re wI (1 ) 

CORRIDOR RM STRIP 5 59 
F28T8/8XXIXL, 1 L-HP-

5 33 
HE-IS Bllst, & 4' 1 L 

BY 2057 Socket Plate Kit 

RESTROOM 
SOFFIT STRIP 8 52 

Relamp Fixture wI (2) 
8 48 

HALLWAY F28T8/8XXlXL Lamp 
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RESTROOM 
Retrofit Fixture wi (1 ) 

HALLWAY SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 
LP-HE-IS Bllst 

MENS RR SOFFIT STRIP 3 52 
Relamp Fixture wi (2) 

3 48 
F28T8/8XX1XL Lamp 

MENS RR SOFFIT STRIP 1 29 Relamp Fixture wi (1) 1 25 
F28T8/8XX1XL Lamp 

Retrofit Fixture wi (1) 
MENS RR SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1L- 1 20 

LP-HE-IS Bllst 

WOMENS RR SOFFIT STRIP 3 52 Relamp Fixture wi (2) 
3 48 

F28T8/8XX1XL Lamp 

WOMENS RR SOFFIT STRIP 1 29 
Relamp Fixture wi (1) 

1 25 F28T8/8XX1XL Lamp 

Retrofit Fixture wi (1 ) 
WOMENS RR SOFFIT STRIP 1 26 F25T8/8XX1XLlHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
MENS RR 

STHIP 1 59 
F28T8/8XX1XL, 1 L-HP-

1 33 CUSTODIAN HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wi (1) 
UNMARKED STHIP 3 59 

F28T8/8XXlXL,1L-HP-
3 33 ROOM BY RR HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wi (2) 

MEETING RECESSED F28T8/8XX1XL, 2L-

ROOM 203B TROFFER 12 102 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

28 90 
Install New 12W LED 

28 12 ROOM 203B DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XXlXL, 2L-

ROOM 203A TROFFER 12 102 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

28 90 
Install New 12W LED 

28 12 ROOM 203A DIMMING Recessed Can Fixture 
Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XXIXL, 2L-

ROOM 202B TROFFER 12 102 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 28 90 
Install New 12W LED 28 12 

ROOM 202B DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XX1XL, 2L-

ROOM 202A TROFFER 12 102 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 28 90 Install New 12W LED 28 12 

ROOM 202A DIMMING Recessed Can Fixture 

MEETING RECESSED CAN 
4 100 

Replace lamp wi 60W 4 60 ROOM 202A DIMMING G25 Halogen Lamp 
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Retrofit Fixture wi (2) 

MEETING RECESSED F28T8/8XXlXL, 2L-

ROOM 201 TROFFER 15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 
MEETING RECESSED CAN 

48 90 
Install New 12W LED 

ROOM 201 DIMMING Recessed Can Fixture 48 12 

MEETING RECESSED CAN 
7 100 Replace lamp wi 60W 

ROOM 201 DIMMING G25 Halogen Lamp 7 60 

WEST SIDE 
LOBBY BRIDGE 

TO 204 Retrofit Fixture wi (1 ) 
SERVICE 

sn~IP 6 59 
F28T8/8XXlXL, 1 L-HP-

CORRIDOR HE-IS Bllst, & 4' 1 L 6 33 

CHAIR Socket Plate Kit 
STORAGE BY 

BRIDGE 
WEST SIDE 

Retrofit Fixture wi (1) LOBBY BRIDGE 
TO 204 STRIP 41 59 

F28T8/8XXlXL, 1 L-HP-
41 33 

SERVICE HE-IS Bllst, & 4' 1 L 

CORRIDOR Socket Plate Kit 

WEST SIDE Retrofit Fixture wi (2) 
LOBBY BRIDGE 

RECESSED F28T8/8XX/XL, 2L-
TO 204 

TROFFER 4 102 REF(1.0BF)-HE-IS Bllst, 4 58 
SERVICE & 2x4 White Reflector 

CORRIDOR Kit 
WEST SIDE 

LOBBY BRIDGE Retrofit Fixture wi (1) 
TO 204 

STRIP 6 59 
F28T8/8xx/xL, 1 L-HP-

6 33 
SERVICE HE-IS Bllst, & 4' 1 L 

CORRIDOR RM Socket Plate Kit 
2041 LOCKED 

WEST SIDE 
LOBBY BRIDGE Retrofit Fixture wI (1) 

TO 204 
STRIP 6 59 F28T8/8XXIXL, 1 L-HP-

6 33 
SERVICE HE-IS Bllst, & 4' 1 L 

CORRIDOR RM Socket Plate Kit 
2039 LOCKED 

WEST SIDE 
LOBBY BRIDGE Retrofit Fixture wi (1 ) 

TO 204 
STRIP 6 59 

F28T8/8XXlXL, 1 L-HP-
6 33 

SERVICE HE-IS Bllst, & 4' 1 L 
CORRIDOR RM Socket Plate Kit 
2038 LOCKED 

WEST SIDE 
LOBBY BRIDGE Retrofit Fixture wI (1) 

TO 204 
STRIP 6 59 

F28T8/8XX!XL, 1 L-HP-
6 33 

SERVICE HE-IS Bllst, & 4' 1 L 
CORRIDOR RM Socket Plate Kit 
2040 LOCKED 

WEST SIDE 
LOBBY BRIDGE SERVICE 

TO 204 ELEVATOR 
2 300 

Replace lamp wi 30W 
2 30 

SERVICE RECESSED Screw in CF 
CORRIDOR CHINA HAT 

SRVC ELEV 5 
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WEST SIDE 
Retrofit Fixtu re wI (1 ) LOBBY BRIDGE 

TO 204 F28T8/8XX1XLlHL & 1 L-

SERVICE 
WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

CORRIDOR - Remove Extra sockets 

STAIRWELL & replace 2x4 Pris lense 

WEST SIDE 
Retrofit Fixture wI (1) LOBBY BRIDGE 

TO 204 F28T8/8XX1XLlHL & 1 L-

SERVICE 
WRAP 22 52 REF(1.0BF)-HE-IS Bllst 22 30 

CORRIDOR 
- Remove Extra sockets 

STAIRWELL 
& replace 2x4 Pris lense 

MAIN 
CORRIDOR Retrofit fixture wI 

WEST TO EAST RECESSED CAN 14 128 1 x42CF Recessed can 14 46 
CONNECTING Kit 

BRIDGE 1 
MAIN 

CORRIDOR Retrofit fixture wI 
WEST TO EAST RECESSED CAN 14 128 1 x42CF Recessed can 14 46 
CONNECTING Kit 

BRIDGE 2 

ROSEMARYS Retrofit Fixture wI (2) 
CATERING 

RECESSED 
F28T8/8XXlXL, 2L-

HALLWAY 
TROFFER 

1 89 REF(1.0BF)-HE-IS Bllst, 1 58 
ELEVATOR & 2x4 White Reflector 

LOBBY Kit for Parabolic Fixture 

ROSEMARYS 
Retrofit Fixture wI (3) 

CATERING 
F17T8/8XXlXLlHL, 3L-

HALLWAY 
RECESSED 

9 59 
LP-HE-IS Bllst, & 2x2 

9 42 
ELEVATOR 

TROFFER White Reflector kit for 

LOBBY 
Deep Cell Parabolic 

Fixture 

ROSEMARYS 
CATERING SURFACE MOUNT 

Install new Universal 
HALLWAY 

BBUP 
1 30 Red LED Exit wI Battery 1 3 

ELEVATOR Back up 
LOBBY 

ROSE MARYS Retrofit Fixture wI (4) 
CATERING INDUSTRIAL 

2 109 
F28T8/8XXlXL, 4L-LP- 2 84 

HALLWAY HOOD 4.25" HE-IS Bllst, & 8' 4L 
MECHANICAL Industrial Hood Kit 

ROSE MARYS Retrofit fixture wI (1 ) 
CATERING 

WALL WRAP 8 72 
F28T8/8XX1XL & 1 L-

8 33 
HALLWAY HP-HE-IS Bllst-

STAIRWELL Remove extra sockets 

ROSEMARYS Retrofit fixture wI (1 ) 
CATERING INDUSTRIAL 

2 72 
F28T8/8Xx/XL & 1 L-

2 33 
HALLWAY HOOD HP-HE-IS Bllst-
TELECOM Remove extra sockets 

Retrofit Fixture wI (2) 
ROSEMARYS 

RECESSED 
F28T8/8XXlXL, 2L-

CATERING TROFFER 5 89 REF(1.0BF)-HE-IS Bllst, 5 58 
FLOOR 1 OPEN & 2x4 White Reflector 

Kit for Parabolic Fixture 
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ROSEMARYS Retrofit Fixture wi (2) 

CATERING RECESSED F28T8/8XXlXL, 2L-

INTERNAL TROFFER 2 89 REF(1.0BF)-HE-IS Bllst, 2 58 

STAIR & 2x4 White Reflector 
Kit for Parabolic Fixture 

Retrofit Fixture wi (2) 
ROSEMARYS 

RECESSED F28T8/8XX/XL,2L-
CATERING 

TROFFER 4 89 REF(1.0BF)-HE-IS Bllst, 4 58 
OPEN OFFICE & 2x4 White Reflector 

Kit for Parabolic Fixture 

Retrofit Fixture wi (3) 
ROSEMARYS F 17T8/8XXlXLlH L, 3L-

CATERING RECESSED 
14 59 LP-HE-IS Bllst, & 2x2 14 42 OPEN OFFICE TROFFER White Reflector kit for 

HALLWAY Deep Cell Parabolic 
Fixture 

ROSEMARYS 
CATERING RECESSED CAN 2 25 Replace lamp wi 18W 

2 18 OPEN OFFICE Screw in CF 
HALLWAY 

ROSEMARYS 
Install new Universal CATERING SURFACE MOUNT 

OPEN OFFICE BBUP 2 30 Red LED Exit wi Battery 2 3 

HALLWAY 
Back up 

MENS RR RECESSED CAN 3 25 Replace lamp wi 18W 3 18 Screw in CF 

MENS RR SOFFIT STRIP 2 52 
Relamp Fixture wi (2) 2 48 
F28T8/8XX1XL Lamp 

Retrofit Fixture wi (4) 
MENS RR INDUSTRIAL 

1 109 
F28T8/8XXlXL, 4L-LP- 1 84 

CUSTODIAN HOOD 4.25" HE-IS Bllst, & 8' 4L 
Industrial Hood Kit 

WOMENS RR RECESSED CAN 3 25 
Replace lamp wi 18W 3 18 

Screw in CF 

WOMENS RR SOFFIT STRIP 2 52 
Relamp Fixture wi (2) 2 48 
F28T8/8XXlXL Lamp 
Retrofit Fixture wi (3) 

F17T8/8XXlXLlHL, 3L-

OFFICE 1 BY RR 
RECESSED 4 59 

LP-HE-IS Bllst, & 2x2 4 42 
TROFFER White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8XX1XLlHL, 3L-

OFFICE 2 
RECESSED 

3 59 
LP-HE-IS Bllst, & 2x2 3 42 

TROFFER White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (3) 

F17T8/8XXlXLlHL, 3L-
OFFICE 3 RECESSED 

3 59 
LP-HE-IS Bllst, & 2x2 3 42 

LOCKED TROFFER White Reflector kit for 
Deep Cell Parabolic 

Fixture 

Retrofit Fixture wi (2) 

WORKROOM RECESSED 4 89 
F28T8/8XXIXL, 2L- 4 58 

TROFFER REF(1.0BF)-HE-IS Bllst, 
& 2x4 White Reflector 
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Kit 

Retrofit Fixture wI (3) 
F17T8/8Xx/XLlHL, 3L-

OFFICE 4 RECESSED 
6 59 

LP-HE-IS BlIst, & 2x2 
6 42 TROFFER White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL, 3L-

OFFICE 5 
RECESSED 

4 59 
LP-HE-IS BlIst, & 2x2 

4 42 TROFFER White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-

OFFICE 6 
RECESSED 

5 59 
LP-HE-IS BlIst, & 2x2 

5 42 
TROFFER White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL,3L-

OFFICE 7 
RECESSED 

4 59 
LP-HE-IS BlIst, & 2x2 4 42 

TROFFER White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-

OFFICE 8 RECESSED 
15 59 

LP-HE-IS BlIst, & 2x2 15 42 
TROFFER White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL, 3L-

OFFICE 9 
RECESSED 

6 59 
LP-HE-IS BlIst, & 2x2 6 42 

TROFFER White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-

OFFICE 10 RECESSED 
6 59 

LP-HE-IS BlIst, & 2x2 
6 42 TROFFER White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (3) 
F17T8/8XX1XLlHL, 3L-

OFFICE 11 
RECESSED 

6 59 
LP-HE-IS BlIst, & 2x2 

6 42 TROFFER White Reflector kit for 
Deep Cell Parabolic 

Fixture 
EAST SIDE 

MAIN Retrofit fixture wI 
CORRIDOR RECESSED CAN 128 128 1 x42CF Recessed can 128 46 

FROM 006A TO Kit 
0088 
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EAST SIDE 
MAIN 

Replace lamp w/18W CORRIDOR RECESSED CAN 12 25 12 18 
FROM 006A TO Screw in CF 

008B 
EAST SIDE 

MAIN Replace lamp wi 60W 
CORRIDOR RECESSED CAN 2 90 PAR38 Halogen 2 60 

FROM 006A TO Infrared 
008B 

Retrofit Fixture wi (2) 

RECESSED F28T8/8XXIXL,2L-
008B 

TROFFER 
15 102 REF(1.0BF)-HE-IS Bllst, 15 58 

& 2x4 White Reflector 
Kit 

008B 
RECESSED CAN 

28 90 
Install New 12W LED 

28 12 DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

RECESSED 
F28T8/8XXlXL, 2L-

008A 
TROFFER 

15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 

008A 
RECESSED CAN 

28 90 
Install New 12W LED 

28 12 
DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

RECESSED 
F28T8/8Xx/XL, 2L-

0070 
TROFFER 

15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 

0070 
RECESSED CAN 

28 90 
Install New 12W LED 

28 12 
DIMMING Recessed Can Fixture 

RECESSED CAN 
Replace lamp wi 60W 

0070 
ADJUSTABLE 

6 90 PAR38 Halogen 6 60 
Infrared 

Retrofit Fixture wi (2) 

RECESSED 
F28T8/8XXIXL, 2L-

007C 
TROFFER 

15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 

007C 
RECESSED CAN 

28 90 
Install New 12W LED 

28 12 DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

RECESSED 
F28T8/8XX1XL,2L-

007B 
TROFFER 

15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 

007B 
RECESSED CAN 

28 90 
Install New 12W LED 

28 12 DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 

RECESSED 
F28T8/8XXlXL, 2L-

007A 
TROFFER 15 102 REF(1.0BF)-HE-IS Bllst, 15 58 

& 2x4 White Reflector 
Kit 

007A RECESSED CAN 
28 90 

Install New 12W LED 
28 12 DIMMING Recessed Can Fixture 

MENS RR SOFFIT STRIP 3 52 
Relamp Fixture wi (2) 

3 48 
F28T8/8Xx/XL Lamp 

MENS RR SOFFIT STRIP 2 29 
Relamp Fixture wi (1) 

2 25 
F28T8/8Xx/XL Lamp 

{5096.0038/130423_1} 98 



Retrofit Fixture wI (1 ) 
MENS RR SOFFIT STRIP 2 26 F25T8/8xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 

WOMENS RR SOFFIT STRIP 3 52 Relamp Fixture wI (2) 
3 48 F28T8/8XXlXL Lamp 

WOMENS RR SOFFIT STRIP 2 29 Relamp Fixture wI (1) 
2 25 F28T8/8XXlXL Lamp 

Retrofit Fixture wI (1 ) 
WOMENS RR SOFFIT STRIP 2 26 F25T8/8xx/xUHL & 1 L- 2 20 

LP-HE-IS Bllst 

MENS RR Retrofit Fixture wI (1 ) 

CUSTODIAN STRIP 1 59 F28T8/8XXlXL, 1 L-HP-
1 33 

LOCKED HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
006D 

TROFFER 15 102 REF(1.0BF)-HE-IS Bllst, 15 58 
& 2x4 White Reflector 

Kit 

006D 
RECESSED CAN 

28 90 Install New 12W LED 
28 12 DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
006C 15 102 REF( 1.0BF)-HE-IS Bllst, 15 58 TROFFER 

& 2x4 White Reflector 
Kit 

006C 
RECESSED CAN 

28 90 
Install New 12W LED 

28 12 DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XX/XL, 2L-
006B 15 102 REF(1.0BF)-HE-IS Bllst, 15 58 

TROFFER 
& 2x4 White Reflector 

Kit 
RECESSED CAN 

28 90 
Install New 12W LED 

28 12 006B 
DIMMING Recessed Can Fixture 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXIXL, 2L-

006A 15 102 REF(1.0BF)-HE-IS Bllst, 15 58 TROFFER 
& 2x4 White Reflector 

Kit 

RECESSED CAN 
28 90 

Install New 12W LED 
28 12 006A 

DIMMING Recessed Can Fixture 

Retrofit Fixture wI (1) 
EAST SERVICE 

STRIP 101 59 
F28T8/8XXIXL,1L-HP-

101 33 
CORRIDOR HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (2) 

EAST SERVICE RECESSED 
F28T8/8xx/xL, 2L-

7 102 REF(1.0BF)-HE-IS Bllst, 7 58 
CORRIDOR TROFFER & 2x4 White Reflector 

Kit 

EAST SERVICE 
Retrofit Fixture wI (1) 

CORRIDOR RM STRIP 3 59 
F28T8/8XXlXL,1L-HP- 3 33 HE-IS Bllst, & 4' 1 L 

0120 Socket Plate Kit 

EAST SERVICE Retrofit Fixture wI (1 ) 
CORRIDOR RM STRIP 1 59 F28T8/8xx/xL, 1 L-HP- 1 33 

0119 HE-IS Bllst, & 4' 1 L 
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Socket Plate Kit 

EAST SERVICE Retrofit Fixtu re wI (1 ) 

CORRIDOR RM STRIP 4 59 
F28T8/8XXlXL, 1 L-HP-

0117 HE-IS Bllst, & 4' 1 L 
4 33 

Socket Plate Kit 

Retrofit Fixture wI (1 ) 

STAIR TO 
WRAP 

F28T8/8XX1XLlHL & 1 L-

LEVEL 1 6 52 REF(1.0BF)-HE-IS Bllst 6 30 
- Remove Extra sockets 
& replace 2x4 Pris lense 

EAST SERVICE Retrofit Fixture wI (1) 

CORRIDOR RM STRIP 6 59 
F28T8/8XX1XL, 1 L-HP-

6 
0116 

HE-IS Bllst, & 4' 1 L 33 

Socket Plate Kit 

EAST SERVICE Retrofit Fixture wI (1) 

CORRIDOR RM STFUP 2 59 
F28T8/8XX1XL, 1 L-HP-

2 
C007H HE-IS Bllst, & 4' 1 L 33 

Socket Plate Kit 

EAST SERVICE Retrofit Fixture wI (1) 

CORRIDOR RM STRIP 5 59 
F28T8/8XXIXL, 1 L-HP-

5 
0113 HE-IS Bllst, & 4' 1 L 33 

Socket Plate Kit 

EAST SERVICE SERVICE 
CORRIDOR ELEVATOR Replace lamp wI 30W 

SERVICE RECESSED 
2 300 2 30 

Screw in CF 
ELEVATOR 9 CHINA HAT 

EAST SERVICE 
Retrofit Fixture wI (1) 

CORRIDOR RM STRIP 2 59 F28T8/8XXlXL, 1 L-HP- 2 33 
0107 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

EAST SERVICE 
Retrofit Fixture wI (1 ) 

CORRIDOR RM STRIP 1 59 
F28T8/8XX1XL, 1 L -H P-

1 33 
0107A 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

EAST SERVICE INDUSTRIAL 
Retrofit Fixture wI (4) 

CORRIDOR RM 
HOOD 4.25" 

2 123 
F28T8/8XXlXL, 4L-LP-

2 84 
0106 VAULT 

HE-IS Bllst, & 8' 4L 
Industrial Hood Kit 

EAST 
RIVERWALK 
EXTERIOR SOFFIT STRIP 3 52 

Relamp Fixture wI (2) 
3 

ENTRY MENS 
F28T8/8XXlXL Lamp 

48 

RR BY RIVER 
EAST 

RIVERWALK Retrofit F ixtu re wI (1 ) 
EXTERIOR SOFFIT STRIP 2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

ENTRY MENS LP-HE-IS Bllst 
RR BY RIVER 

EAST 
RIVERWALK 
EXTERIOR 

SOFFIT STRIP 
Relamp Fixture wI (2) 

ENTRY 
3 52 3 48 

F28T8/8XX1XL Lamp 
WOMENS RR 

BY RIVER 
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EAST 
RIVERWALK 
EXTERIOR 

SOFFIT STRIP 
Retrofit Fixture wi (1) 

ENTRY 
2 26 F25T8/8XX1XLlHL & 1 L- 2 20 

WOMENS RR 
LP-HE-IS Bllst 

BY RIVER 
EAST 

RIVERWALK 
Retrofit Fixture wi (1 ) 

EXTERIOR STRIP 7 59 
F28T8/8XXlXL, 1 L -H P-

7 
ENTRY RM 0103 

HE-IS Bllst, & 4' 1 L 
33 

BY RIVER 
Socket Plate Kit 

EAST 
RIVERWALK 

Retrofit Fixture wi (1) 

EXTERIOR STRIP 2 59 
F28T8/8XXlXL, 1 L-HP-

2 
ENTRY RM 

HE-IS Bllst, & 4' 1 L 
33 

0103A BY RIVER 
Socket Plate Kit 

MAIN 
CORRIDOR 
WEST SIDE RECESSED CAN 3 25 Replace lamp wi 18W 

3 18 
001A TO SPIRAL 

Screw in CF 

STAIR 
MAIN 

CORRIDOR 
WEST SIDE RECESSED CAN 4 25 

Replace lamp wi 18W 
4 18 

001A TO SPIRAL 
Screw in CF 

STAIR 
MAIN 

CORRIDOR 
WEST SIDE WALL SCONCE 2 60 

Replace lamp wI 13W 
2 13 

001A TO SPIRAL 
Screw in CF 

STAIR 
MAIN Retrofit Fixture wI (1) 

CORRIDOR 
WEST SIDE STRIP 4 59 

F28T8/8XXlXL,1L-HP-
4 33 

HE-IS Bllst, & 4' 1 L 
ROOM 0002 Socket Plate Kit 

MAIN Retrofit Fixture wi (1) 
CORRIDOR 

WEST, MENS 
STRIP 1 52 

F28T8/8XXlXL & 1 L-
1 30 

REF(1.0BF)-HE-IS Bllst 
RR - Remove Extra sockets 

MAIN 
CORRIDOR STRIP 

Relamp Fixture wI (1) 
WEST, MENS 

2 29 2 25 
F28T8/8XXlXL Lamp 

RR 

MAIN Retrofit Fixture wI (1 ) 
CORRIDOR 

WEST, 
STRIP 1 52 

F28T8/8XX1XL & 1 L- 1 
REF(1.0BF)-HE-IS Bllst 

30 

WOMENS RR - Remove Extra sockets 

MAIN 
CORRIDOR 

STRIP 
Relamp Fixture wI (1) 

WEST, 
2 29 2 25 

F28T8/8XXlXL Lamp 
WOMENS RR 

MAIN 
CORRIDOR 

WEST, MENS STRIP 4 29 
Relamp Fixture wi (1) 

4 25 
RR F28T8/8XXlXL Lamp 

MECHANICAL 

MAIN 
INDUSTRIAL 

Retrofit fixtu re wI (1 ) 

CORRIDOR 4 
F28T8/8XXlXL & 1 L-

WEST, RM 0005 
HOOD 

52 
HP-HE-IS Bllst-

4 33 

Remove extra sockets 
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MAIN 
CORRIDOR KEYLESS WALL Replace lamp wi 23W 

WEST, RM 0005 MOUNT 
1 100 1 23 Screw in CF 

-2 
MAIN Install new Wallpack 

CORRIDOR 
WEST, RM 0005 

WALL PACK 1 295 
Fixture wi (2) 42W CF 

1 94 Lamps & Electronic 
- 2 Ballast 

MAIN Retrofit fixture wi (1 ) 
CORRIDOR INDUSTRIAL 
WEST, RM HOOD 4 52 

F28T8/8XXlXL & 1 L-
4 HP-HE-IS Bllst - 33 

0005D Remove extra sockets 
MAIN 

CORRIDOR 
KEYLESS WALL 

WEST, RM 
MOUNT 12 100 

Replace lamp wi 23W 
12 

0005D CABLE Screw in CF 23 

VAULT LOCKED 
MAIN 

CORRIDOR 
INDUSTRIAL 

Retrofit Fixture wi (4) 

WEST, RM 
HOOD 4.25" 2 123 

F28T8/8XX1XL, 4L-LP-
2 

0005D MOTOR HE-IS Bllst, & 8' 4L 84 

ROOM LOCKED Industrial Hood Kit 

BY RIVER 
EXTERIOR 

VAPOR WRAP 
Retrofit Fixture wi (4) 

STOREROOM 
33 112 F28T8/8XX/XL & 4L-LP- 33 84 

10 HE-IS Bllst 

Retrofit Fixture wi (2) 

MEETING RECESSED F28T8/8XX1XL, 2L-

ROOM 001A TROFFER 30 102 REF(1.0BF)-HE-IS Bllst, 30 58 
& 2x4 White Reflector 

Kit 

MEETING RECESSED CAN Replace lamp wi 60W 

ROOM 001A ADJUSTABLE 
54 90 PAR38 Halogen 54 60 

Infrared 
Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XX/XL, 2L-

ROOM 001B TROFFER 30 102 REF(1.0BF)-HE-IS Bllst, 30 58 
& 2x4 White Reflector 

Kit 

MEETING RECESSED CAN 
Replace lamp wi 60W 

ROOM 001B ADJUSTABLE 
54 90 PAR38 Halogen 54 60 

Infrared 
Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XXlXL, 2L-

ROOM 002A TROFFER 
6 102 REF(1.0BF)-HE-IS Bllst, 6 58 

& 2x4 White Reflector 
Kit 

MEETING RECESSED CAN 
Replace lamp wI 60W 

ROOM 002A ADJUSTABLE 
12 90 PAR38 Halogen 12 60 

Infrared 
Retrofit Fixture wi (2) 

MEETING RECESSED 
F28T8/8XXlXL, 2L-

ROOM 002B TROFFER 6 102 REF(1.0BF)-HE-IS Bllst, 6 58 
& 2x4 White Reflector 

Kit 

MEETING RECESSED CAN Replace lamp wi 60W 

ROOM 002B ADJUSTABLE 12 90 PAR38 Halogen 12 60 
Infrared 
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Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XX1XL, 2L-

ROOM 003A TROFFER 6 102 REF(1.0BF)-HE-IS Bllst, 6 58 
& 2x4 White Reflector 

Kit 

MEETING RECESSED CAN Replace lamp wI 60W 

ROOM 003A ADJUSTABLE 12 90 PAR38 Halogen 12 60 
Infrared 

Retrofit Fixture wI (2) 

MEETING RECESSED F28T8/8XX1XL, 2L-

ROOM 003B TROFFER 6 102 REF(1.0BF)-HE-IS Bllst, 6 58 
& 2x4 White Reflector 

Kit 

MEETING RECESSED CAN Replace lamp wI 60W 

ROOM 003B ADJUSTABLE 12 90 PAR38 Halogen 12 60 
Infrared 

Retrofit Fixture wI (1 ) 

0007A STRIP 4 59 
F28T8/8XXlXL, 1 L-HP-

4 HE-IS Bllst, & 4' 1 L 33 

Socket Plate Kit 

SERVICE Retrofit Fixture wI (1 ) 

CORRIDOR BY STF!lP 25 59 
F28T8/8XX/XL, 1 L-HP-

25 33 
003B HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Retrofit Fixture wI (2) 

SERVICE 
CORRIDOR BY RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
6 102 REF(1.0BF)-HE-IS Bllst, 6 58 

003B & 2x4 White Reflector 
Kit 

SERVICE Retrofit Fixture wI (1) 

CORRIDOR BY STRIP 3 59 
F28T8/8XXlXL, 1 L-HP-

3 33 
003B RM 0008 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

SERVICE 
Retrofit Fixture wI (1) 

CORRIDOR BY STRIP 6 59 
F28T8/8XXlXL,1L-HP-

6 33 
003B RM 0007B 

HE-IS Bllst, & 4' 1 L 
Socket Plate Kit 

SERVICE SERVICE 
CORRIDOR BY ELEVATOR Replace lamp wI 30W 
003B SERVICE RECESSED 

2 300 2 30 
Screw in CF 

ELEVATOR CHINA HAT 

SERVICE 
VAPOR WRAP 

Retrofit Fixture wI (2) 

TUNNEL 
38 59 F28T8/8XX1XL & 2L-LP- 38 44 

HE-IS Bllst 

SERVICE 
CORRIDOR AT WRAP 

Retrofit Fixture wI (2) 

END OF 5 72 F28T8/8XXlXL & 2L-LP- 5 44 

TUNNEL HE-IS Bllst 

SERVICE 
CORRIDOR AT 

WRAP 
Retrofit Fixture wI (2) 

ENDOF 5 72 F28T8/8XXlXL & 2L-LP- 5 44 

TUNNEL HE-IS Bllst 

SERVICE 
SERVICE 

CORRIDOR AT 
ENDOF 

ELEVATOR Replace lamp wI 30W 
RECESSED 

2 300 2 30 
TUNNELSRVC Screw in CF 

ELEV 2 
CHINA HAT 
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SERVICE 
CORRIDOR AT Retrofit fixture wI (1 ) 

ENDOF WALL WRAP 3 72 F28T8/8XX1XL & 1 L-
3 

TUNNEL HP-HE-IS Bllst - 33 

STAIRWELL Remove extra sockets 

SERVICE 
CORRIDOR AT 

INDUSTRIAL 
Retrofit fixture wI (1 ) 

ENDOF 8 F28T8/8Xx/XL & 1 L-

TUNNEL 0013A HOOD 72 
HP-HE-IS Bllst - 8 33 

LOCKED Remove extra sockets 

SERVICE 
CORRIDOR AT 

INDUSTRIAL 
Retrofit fixture wI (1 ) 

ENDOF 
HOOD 8 72 F28T8/8Xx/XL & 1 L-

8 
TUNNEL 0013A HP-HE-IS Bllst - 33 

LOCKED Remove extra sockets 

ENGINEERING 
INDUSTRIAL 

Retrofit fixture wI (1 ) 

MAIN 12 
F28T8/8Xx/XL & 1 L-

HOOD 52 12 33 
CORRIDOR HP-HE-IS Bllst-

Remove extra sockets 
Install New 1 x4 High 

ENGINEERING Bay wI (4) F54T5HO 
MAIN HIGHBAY 14 458 Lamps & Programmed 14 234 

CORRIDOR Start T5 Electronic 
Ballast 

ENGINEERING Retrofit Fixture wI (4) 

MAIN STRIP 4.25" 1 109 
F28T8/8XXlXL, 4L-LP- 1 84 

CORRIDOR HE-IS Bllst, & 8' 4L Skin 
Kit 

ENGINEERING 
SURFACE MOUNT 

Install new Universal 
MAIN 

BBUP 
4 30 Red LED Exit wI Battery 4 3 

CORRIDOR Back up 
ENGINEERING 

MAIN 
INDUSTRIAL 

Retrofit fixture wI (1 ) 

CORRIDOR RM 12 
F28T8/8Xx/XL & 1 L-

HOOD 72 12 33 
0033 NO HP-HE-IS Bllst -

ACCESS Remove extra sockets 

ENGINEERING Retrofit fixture wI (1 ) 
MAIN WALL WRAP F28T8/8Xx/XL & 1 L-

CORRIDOR 6 72 HP-HE-IS Bllst -
6 33 

STAIR BY 0033 Remove extra sockets 
ENGINEERING Retrofit fixture wI (1 ) 

MAIN INDUSTRIAL F28T8/8Xx/XL & 1 L-
CORRIDOR RM HOOD 1 72 1 33 HP-HE-IS Bllst -

0032 Remove extra sockets 
ENGINEERING 

MAIN Retrofit Fixture wI (2) 
CORRIDOR WRAP 1 72 F28T8/8XXlXL & 2L-LP- 1 44 

ELEVATOR BY HE-IS Bllst 
RM 0026 

ENGINEERING 
Retrofit Fixture wI (2) 

MAIN RECESSED 
F28T8/8XX!XL, 2L-

CORRIDOR RM TROFFER 75 102 REF(1.0BF)-HE-IS Bllst, 75 58 

0026 KITCHEN 
& 2x4 White Reflector 

Kit 

ENGINEERING CEILING MOUNT 
MAIN Replace lamp wI 13W 

CORRIDOR RM JELLY JAR IN 45 60 45 13 
STOVE HOODS 

Screw in CF 
0026 KITCHEN 
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ENGINEERING 
Retrofit fixtu re wI (1 ) MAIN 

CORRIDOR RM VAPOR WRAP IN 
4 72 F28T8/8XXlXL & 1 L-

4 33 
0026 KITCHEN- FREEZER HP-HE-IS Bllst-

FREEZER 1 Remove extra sockets 

ENGINEERING 
MAIN Retrofit fixture wI (1) 

CORRIDOR RM VAPOR WRAP IN 
6 72 F28T8/8XXlXL & 1 L-

6 33 0026 KITCHEN- FREEZER HP-HE-IS Bllst-
FREEZER 2 Remove extra sockets 

LOCKED 

ENGINEERING 
MAIN Retrofit fixtu re wI (1 ) 

CORRIDOR RM VAPOR WRAP IN 
6 72 F28T8/8XXlXL & 1 L-

6 33 0026 KITCHEN- FREEZER HP-HE-IS Bllst-
FREEZER 3 Remove extra sockets 

LOCKED 

ENGINEERING 
MAIN Retrofit fixture wI (1) 

CORRIDOR RM VAPOR WRAP IN 
6 72 F28T8/8XXlXL & 1 L-

6 33 0026 KITCHEN- FREEZER HP-HE-IS Bllst-
BAKE SHOP Remove extra sockets 

STOREROOM 

ENGINEERING 
Retrofit fixture wI (1) MAIN 

CORRIDOR RM 
INDUSTRIAL 

1 52 
F28T8/8XX!XL & 1L-

1 33 HOOD HP-HE-IS Bllst-0026 KITCHEN-
Remove extra sockets CUSTODIAN 

ENGINEERING Retrofit Fixture wI (2) 
MAIN 

RECESSED F28T8/8XX!XL, 2L-
CORRIDOR RM 2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
0026 KITCHEN-

TROFFER 
& 2x4 White Reflector 

OFFICE Kit 

ENGINEERING Retrofit Fixture wI (2) 
MAIN 

RECESSED F28T8/8XXlXL, 2L-
CORRIDOR RM 

TROFFER 2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
0026 KITCHEN- & 2x4 White Reflector 

OFFICE Kit 

ENGINEERING 
MAIN CEILING MOUNT 

Replace lamp wI 13W CORRIDOR RM JELLY JAR IN 20 60 20 13 
0026 KITCHEN- COOLERS Screw in CF 

COOLER 

ENGINEERING 
Retrofit Fixture wI (2) 

MAIN 
F28T8/8XX1XL, 2L-CORRIDOR RM RECESSED 

2 102 REF(1.0BF)-HE-IS Bllst, 2 58 0026 KITCHEN- TROFFER 
& 2x4 White Reflector LOCKED DOOR 

Kit BY COOLERS 

ENGINEERING Retrofit fixture wI (1) 
MAIN INDUSTRIAL 

1 72 F28T8/8XXlXL & 1 L-
1 33 CORRIDOR RM HOOD HP-HE-IS Bllst-

0031 Remove extra sockets 
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ENGINEERING Retrofit fixture wi (1 ) 
MAIN INDUSTRIAL 

6 52 
F28T8/8XX1XL & 1 L-

6 33 CORRIDOR RM HOOD HP-HE-IS Bllst -
0030 Remove extra sockets 

ENGINEERING Retrofit fixture wi (1) 
MAIN INDUSTRIAL 

1 52 F28T8/8XXlXL & 1 L-
1 33 CORRIDOR RM HOOD HP-HE-IS Bllst -

0030 RM 1 Remove extra sockets 
ENGINEERING 

MAIN Retrofit Fixture wi (2) 
CORRIDOR RM WRAP 4 72 F28T8/8XXlXL & 2L-LP- 4 44 

0030 CART HE-IS Bllst 
STORAGES 

ENGINEERING Retrofit fixture wi (1 ) 
MAIN INDUSTRIAL 

2 72 
F28T8/8XX1XL & 1 L-

2 33 CORRIDOR RM HOOD HP-HE-IS Bllst-
0030 STORAGE Remove extra sockets 

ENGINEERING Retrofit fixtu re wi (1 ) 
MAIN INDUSTRIAL 

2 72 F28T8/8XXlXL & 1 L-
2 33 CORRIDOR RM HOOD HP-HE-IS Bllst -

0030 STORAGE Remove extra sockets 

ENGINEERING 
Retrofit fixtu re wi (1 ) 

MAIN 
CORRIDOR RM 

INDUSTRIAL 
2 72 

F28T8/8XX1XL & 1 L-
2 33 

HOOD HP-HE-IS Bllst-
0030 STORAGE 

Remove extra sockets 
LOCKED 

ENGINEERING 
MAIN Retrofit fixture wi (1 ) 

CORRIDOR RM INDUSTRIAL 
2 72 

F28T8/8XXlXL & 1L-
2 33 

0030 WATER HOOD HP-HE-IS Bllst -
COOLER Remove extra sockets 

STORAGE 
ENGINEERING Retrofit fixture wi (1 ) 

MAIN INDUSTRIAL 
1 72 F28T8/8XX1XL & 1 L- 1 33 CORRIDOR RM HOOD HP-HE-IS Bllst -

0029 Remove extra sockets 
ENGINEERING Retrofit fixture wi (1 ) 

MAIN INDUSTRIAL 
4 52 

F28T8/8XX1XL & 1 L- 4 33 
CORRIDOR RM HOOD HP-HE-IS Bllst-

0029 Remove extra sockets 

ENGINEERING 
Install New 1x4 High 

MAIN 
Bay wI (4) F54T5HO 

CORRIDOR RM 
HIGHBAY 7 458 Lamps & Programmed 7 234 

Start T5 Electronic 
0029 

Ballast 
ENGINEERING Retrofit fixture wi (1 ) 

MAIN 
STRIP 1 72 F28T8/8XX1XL & 1 L- 1 33 

CORRIDOR RM HP-HE-IS Bllst-
0029 Remove extra sockets 

ENGINEERING 
Retrofit fixtu re wi (1 ) 

MAIN 
CORRIDOR, 

INDUSTRIAL 
1 52 

F28T8/8XX1XL & 1 L-
1 33 

HOOD HP-HE-IS Bllst-
CUSTODIAN 

Remove extra sockets 
NEXT TO 0027 
ENGINEERING Retrofit Fixture wI (2) 

MAIN 
CORRIDOR, 

RECESSED 
12 115 

F28T8/8XXlXL, 2L-
12 48 

TROFFER STND-HE-IS Bllst, & 
0027 BREAK 

2x4 White Reflector Kit 
ROOM 
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ENGINEERING 
MAIN Retrofit Fixture wI (2) 

CORRIDOR, RECESSED 
7 115 F28T8/8xx/XL, 2L-

7 48 0020 MAINT TROFFER STND-HE-IS Bllst, & 
AND OPS 2x4 White Reflector Kit 
OFFICE 

ENGINEERING 
MAIN 

Retrofit Fixture wI (1) CORRIDOR, 
0020 MAINT STRIP 4 59 

F28T8/8XX1XL, 1 L-HP-
4 33 

AND OPS HE-IS Bllst, & 4' 1 L 

OFFICE BREAK Socket Plate Kit 

ROOM 
ENGINEERING 

MAIN Retrofit Fixture wI (3) 
CORRIDOR, F17T8/8XXlXLlHL, 3L-
0020 MAINT RECESSED 

4 72 LP-HE-IS Bllst, & 2x2 
4 42 AND OPS TROFFER White Reflector kit for 

OFFICE Deep Cell Parabolic 
PRIVATE Fixture 
OFFICE 

ENGINEERING 
MAIN 

Retrofit Fixture wI (3) CORRIDOR, 
F17T8/8XXlXLlHL, 3L-0020 MAINT 

RECESSED LP-HE-IS Bllst, & 2x2 AND OPS 
TROFFER 6 72 

White Reflector kit for 6 42 
OFFICE 

Deep Cell Parabolic PRIVATE 
OFFICE Fixture 

LOCKED 
ENGINEERING 

MAIN 
SOFFIT STRIP 2 52 

Relamp Fixture wI (2) 
2 48 

CORRIDOR, F28T8/8XXlXL Lamp 
MENS RR 0053 
ENGINEERING 

MAIN 
Relamp Fixture wI (2) 

CORRIDOR, SOFFIT STRIP 2 52 F28T8/8XXlXL Lamp 
2 48 

WOMENS R 
0054 

ENGINEERING 
Retrofit fixtu re wI (1 ) 

MAIN 
INDUSTRIAL F28T8/8XXlXL & 1 L-

CORRIDOR, 
HOOD 

1 72 
HP-HE-IS Bllst -

1 33 
MENS RR 

Remove extra sockets 
CUSTODIAN 

ENGINEERING 
Retrofit fixture wI (1 ) 

MAIN 
INDUSTRIAL F28T8/8XXlXL & 1 L-

CORRIDOR, 12 52 12 33 
HOOD HP-HE-IS Bllst-

0017 SHOP Remove extra sockets 
OPEN 

ENGINEERING Install New 1x4 High 
MAIN Bay wI (4) F54T5HO 

CORRIDOR, HIGHBAY 9 458 Lamps & Programmed 9 234 
0017 SHOP Start T5 Electronic 

OPEN Ballast 
ENGINEERING 

Retrofit Fixture wI (4) 
MAIN 

INDUSTRIAL F28T8/8XXlXL, 4L-LP-
CORRIDOR, 1 109 1 84 

HOOD 4.25" HE-IS Bllst, & 8' 4L 
0017 SHOP Industrial Hood Kit 

OPEN 
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ENGINEERING 
MAIN 

INDUSTRIAL 
Retrofit Fixture wI (6) 

CORRIDOR, 
HOOD 6-7" 12 219 F28T8/8XXlXL, (2) 3L-

12 196 
0017 SHOP HP-HE-IS Bllst, & 8' 4L 

OPEN Industrial Hood Kit 

ENGINEERING 
MAIN 

CORRIDOR, Retrofit Fixture wI (1 ) 

0017 STRIP 10 59 F28T8/8XXlXL, 1 L-HP-
10 33 

ENGINEERING HE-IS Bllst, & 4' 1 L 

SHOP OPEN Socket Plate Kit 

STORAGE 

HONEYWELL Retrofit fixture wI (1 ) 

BASEMENT VAPOR WRAP 4 72 F28T8/8XXlXL & 1 L-
4 

OFFICE HP-HE-IS Bllst - 33 

Remove extra sockets 
PAUL Retrofit fixture wI (1 ) 

ESCAMILLIA 
OFFICE STORE VAPOR WRAP 3 72 F28T8/8XX1XL & 1 L-

3 HP-HE-IS Bllst - 33 

ROOM Remove extra sockets 

PAUL Retrofit fixture wI (1 ) 

ESCAMILLIA VAPOR WRAP 4 72 F28T8/8XX1XL & 1 L-
4 

OFFICE HP-HE-IS Bllst - 33 

Remove extra sockets 

Retrofit Fixture wI (2) 
PAUL SANCHEZ RECESSED F17T8/8XXlXLlHL, 2L-

OFFICE TROFFER 6 59 
STND-HE-IS Bllst, & 6 29 

2x2 White Refl Kit 

Retrofit Fixture wI (2) 

SECRETARIES RECESSED F28T8/8XXlXL, 2L-

OFFICE TROFFER 2 102 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

BMO OFFICE RECESSED F28T8/8XXlXL, 2L-

TROFFER 
B 102 REF(1.0BF)-HE-IS Bllst, 8 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL, 3L-

MR COBINAS RECESSED LP-HE-IS Bllst, & 2x2 
OFFICE TROFFER 10 59 White Reflector kit for 

10 42 

Deep Cell Parabolic 
Fixture 

MR COBINAS RECESSED CAN Replace lamp wI 8W 

OFFICE SMALL 6 35 Screw in Cold Cathode 6 8 
Lamp 

Retrofit fixture wI (1 ) 
00170 CABLE INDUSTRIAL 

4 
F28T8/8XXlXL & 1 L-

VAULT HOOD 
52 

HP-HE-IS Bllst-
4 33 

Remove extra sockets 
Install New 1x4 High 

00170 CABLE Bay wI (4) F54T5HO 

VAULT HIGHBAY 1 458 Lamps & Programmed 1 234 
Start T5 Electronic 

Ballast 
Retrofit Fixture wI (4) 

00170 CABLE STRIP 4.25" 1 
F2BTBI8XXlXL, 4L-LP-

VAULT 
123 

HE-IS Bllst, & 8' 4L Skin 
1 84 

Kit 
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Retrofit fixtu re wI (1 ) 
00170 CABLE 

STRIP 6 72 F28T8/8Xx/XL & 1 L-
6 33 VAULT HP-HE-IS Bllst -

Remove extra sockets 
00170 CABLE CEILING MOUNT 

7 100 
Replace lamp wI 23W 

7 23 VAULT JELLY JAR Screw in CF 

00170 CABLE Retrofit fixture wI (1 ) 
VAULT-WEST INDUSTRIAL 

20 72 F28T8/8XX1XL & 1 L-
20 33 SIDE PUMP HOOD HP-HE-IS Bllst-

ROOM Remove extra sockets 

00170 CABLE Install new Wallpack 
VAULT-WEST 

WALL PACK 2 295 
Fixture wI (2) 42W CF 

2 94 SIDE PUMP Lamps & Electronic 
ROOM Ballast 

Retrofit Fixture wI (2) 
MENS RR WRAP 2 72 F28T8/8XXlXL & 2L-LP- 2 44 

HE-IS Bllst 

Install New 2' Vanity 

MENS RR 
RESTROOM 

1 120 
Fixture wI (1 ) 

1 17 VANITY F17T8/8XX1XLlHL & 1L-
STND-HE-IS Bllst 

Retrofit Fixture wI (1) 

0017C STRIP 5 59 
F28T8/8Xx/XL, 1 L-HP-

5 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 
Install New 1 x4 High 
Bay wI (2) F54T5HO 

0017C HIGHBAY 1 200 Lamps & Programmed 1 117 
Start T5 Electronic 

Ballast 
Retrofit Fixture wI (4) 

0017B STRIP 4.25" 1 123 
F28T8/8XXlXL, 4L-LP-

1 84 
HE-IS Bllst, & 8' 4L Skin 

Kit 
Install New 1 x4 High 
Bay wI (4) F54T5HO 

0017B HIGHBAY 1 458 Lamps & Programmed 1 234 
Start T5 Electronic 

Ballast 
Retrofit Fixture wI (1 ) 

0017CA STRIP 6 59 
F28T8/8XXlXL, 1 L-HP-

6 33 
HE-IS Bllst, & 4' 1 L 

Socket Plate Kit 

Retrofit Fixture wI (2) 
LORENZO RECESSED 

6 72 
F17T8/8XXlXLlHL,2L-

6 29 
ROMERO TROFFER STND-HE-IS Bllst, & 

2x2 White Ref! Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

LORENZO RECESSED CAN 
26W Compact 

6 120 Fluorescent, Dimming 6 28 
ROMERO DIMMING Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 

STRIP 1 144 
F28T8/8XX1XL & 2L- 1 64 0017F HP-HE-IS Bllst-

Remove extra sockets 

{5096.0038/130423_1} 109 



Retrofit fixture wi (1 ) 

0017E 
INDUSTRIAL 

3 72 F28T8/8XXlXL & 1 L-
HOOD HP-HE-IS Bllst - 3 33 

Remove extra sockets 

BACK OF SHOP Retrofit fixture wi (1) 

SERVICE 
INDUSTRIAL 

7 72 F28T8/8XXlXL & 1 L-
HOOD 7 33 

CORRIDOR HP-HE-IS Bllst -
Remove extra sockets 
Retrofit fixture wi (1 ) 

ROOM 0011 
INDUSTRIAL 

1 72 F28T8/8XXlXL & 1 L-
1 HOOD HP-HE-IS Bllst - 33 

Remove extra sockets 
Retrofit fixtu re wi (1 ) 

0012A 
INDUSTRIAL 

2 72 
F28T8/8XX1XL & 1 L-

2 HOOD HP-HE-IS Bllst - 33 

Remove extra sockets 

ENGINEERING Retrofit Fixture wi (2) 

MAIN RECESSED 
F28T8/8XXlXL, 2L-

CORRIDOR, TROFFER 
6 102 REF(1.0BF)-HE-IS Bllst, 6 58 

0015 
& 2x4 White Reflector 

Kit 
ENGINEERING Retrofit fixture wi (1 ) 

MAIN INDUSTRIAL 
6 72 

F28T8/8XXlXL & 1 L-
6 33 

CORRIDOR, HOOD HP-HE-IS Bllst-
0016 Remove extra sockets 

ENGINEERING Retrofit fixture wi (1 ) 
MAIN 

STRIP 1 72 
F28T8/8XX1XL & 1 L-

1 33 
CORRIDOR, HP-HE-IS Bllst-

0016 Remove extra sockets 
ENGINEERING 

MAIN Retrofit Fixture wi (2) 
CORRIDOR, RECESSED 4 115 

F28T8/8XXIXL, 2L-
4 48 

0016A PRIVATE TROFFER STND-HE-IS Bllst, & 
OFFICE 2x4 White Reflector Kit 
LOCKED 

Install New 1x4 High 

ENGINEERING 
Bay wi (4) F54T5HO 

LOADING DOCK 
HIGHBAY 25 458 Lamps & Programmed 25 234 

Start T5 Electronic 
Ballast 

Retrofit fixture wi (1 ) 
ENGINEERING INDUSTRIAL 

12 52 
F28T8/8XXlXL & 1 L- 12 33 

LOADING DOCK HOOD HP-HE-IS Bllst-
Remove extra sockets 

ENGINEERING 
Retrofit fixture wi (1) 

LOADING DOCK WALL WRAP 8 72 
F28T8/8XXlXL & 1 L- 8 33 

HP-HE-IS Bllst-
STAIR Remove extra sockets 

LOADING DOCK 
Retrofit fixture wi (1 ) 

WELDING 
INDUSTRIAL 

1 72 
F28T8/8XXlXL & 1 L-

1 33 
HOOD HP-HE-IS Bllst -

OFFICE Remove extra sockets 
Retrofit fixture wi (1 ) 

LOADING DOCK INDUSTRIAL 
1 72 

F28T8/8XX1XL & 1 L- 1 33 
WELDING STRG HOOD HP-HE-IS Bllst -

Remove extra sockets 

ENGINEERING 
Retrofit fixture wi (1) 

LOADING DOCK 
INDUSTRIAL 

5 52 
F28T8/8XX1XL & 1 L- 5 33 

HOOD HP-HE-IS Bllst -
0018B Remove extra sockets 
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ENGINEERING 
Install New 1 x4 High 

LOADING DOCK HIGHBAY 1 
Bay wi (4) F54T5HO 

458 Lamps & Programmed 1 234 
0018B Start T5 Electronic 

Ballast 
BALROOM A 

PENDANT MOUNT PENTHOUSE 
CHINA HAT 4 100 Replace lamp wi 23W 

SIDE 1 Screw in CF 4 23 

BALROOM A Retrofit Fixture wi (4) 

PENTHOUSE STRIP 4.25" 5 123 F28T8/8XXlXL, 4L-LP-

SIDE 1 HE-IS Bllst, & 8' 4L Skin 5 84 

Kit 
BALROOM A 

PENDANT MOUNT PENTHOUSE 
CHINA HAT 4 100 Replace lamp wi 23W 

4 
SIDE 2 Screw in CF 23 

BALROOM A Retrofit Fixture wi (4) 

PENTHOUSE STRIP 4.25" 5 123 F28T8/8XXlXL,4L-LP-

SIDE 2 HE-IS Bllst, & 8' 4L Skin 5 84 

Kit 
RAMP TO Retrofit fixture wi 200W 

ENGINEERING WALL FLOOD 1 295 Pulse Start Metal Halide 1 232 
LOADING DOCK Lamp & Ballast 

ENGINEERING 
POLE 1 HEAD, 25' 

Retrofit fixture wi 200W 

LOADING DOCK 2 295 Pulse Start Metal Halide 2 232 
Lamp & Ballast 

ENGINEERING CEILING MOUNT 
Install new Square 

LOADING DOCK SQUARE 
20 215 Fixture wi (2) 42W CF 20 94 

Lamps 

ENGINEERING 
WALL PACK 

Retrofit fixture wi 200W 

LOADING DOCK 4 295 Pulse Start Metal Halide 4 232 
Lamp & Ballast 

ENGINEERING 
WALL PACK 

Retrofit fixture wi 200W 

LOADING DOCK 3 295 Pulse Start Metal Halide 3 232 
Lamp & Ballast 

EXHIBIT A 2X2X1 RECESSED 
Retrofit fixture wi 320W 

ENTRY TROFFER 8 458 Pulse Start Metal Halide 8 365 
Lamp & Ballast 

EXHIBIT A RECESSED IN 
Retrofit Fixture wi (1) 

ENTRY HANDRAIL 8 43 F28T8/8XXlXL & 1L-LP- 8 22 
HE-IS Bllst 

ALAMO STREET GROUND MOUNT 
Retrofit fixture wi 320W 

ADMIN AREA 
WALL WASH 

4 458 Pulse Start Metal Halide 4 365 
VALET Lamp & Ballast 

ALAMO STREET 
2X2X1 RECESSED 

Retrofit fixture wi 320W 
ADMIN AREA 

TROFFER 12 458 Pulse Start Metal Halide 12 365 
VALET Lamp & Ballast 

ALAMO STREET 2X2X1 RECESSED 
Retrofit fixture wi 320W 

ADMIN AREA 
TROFFER 5 458 Pulse Start Metal Halide 5 365 

SIDEWALK Lamp & Ballast 

ALAMO STREET 
ADMIN AREA WALL SCONCE 5 300 

Replace lamps wi (2) 
5 42 

SIDEWALK 
42W Screw in CF 

MARKET 
STREET 

WALL SCONCE 
Replace lamps wi (2) 

BALLROOM A 
15 300 15 42 

42W Screw in CF 
AREA, 
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SIDEWALK 

MARKET 
Retrofit fixture wI 200W STREET 

BALLROOM A 
POLE 1 HEAD, 20' 6 295 Pulse Start Metal Halide 6 232 

AREA Lamp & Ballast 

STREET LEVEL 
Replace lamps wI (2) ROOMS 001-003 WALL SCONCE 8 300 8 42 

CORRIDOR 42W Screw in CF 

STREET LEVEL WALL MOUNT 
Replace lamp wI 23W THEATER LANTERN 4 100 4 23 

ENTRANCE SCONCE 
Screw in CF 

STREET LEVEL Replace lamp with 70W 
THEATER RECESSED CAN 20 90 PAR38 Halogen 20 70 

CORRIDOR Infrared 

STREET LEVEL Replace lamp with 70W 
THEATER RECESSED CAN 22 90 PAR38 Halogen 22 70 

CORRIDOR Infrared 

BOWIE STREET Retrofit fixture wI 200W 
VIP PARKING WALL PACK 13 295 Pulse Start Metal Halide 13 232 

AREA Lamp & Ballast 

Retrofit fixture wI 70W 
BOWIE STREET Ceramic Metal Halide 

VIP PARKING RECESSED CAN 22 215 Lamp, Electronic 22 80 
AREA Ballast, & Recessed 

Can Retrofit Kit 

Install New 1x4 Sealed 
BOWIE STREET EXTERIOR HIGH 

& Gasketed High Bay 
CATERING BAY 

6 458 wI (4) F54T5HO Lamps 6 234 
DOCK & Programmed Start T5 

Electronic Ballast 

BOWIE STREET Retrofit fixture wI 200W 
NEAR EXHIBIT 

WALL PACK 4 295 Pulse Start Metal Halide 4 232 
HALL D & MAIN Lamp & Ballast 
LOADING DOCK 

BOWIE STREET Retrofit Fixture wI 
NEAR EXHIBIT RECESSED CAN 24 215 

2x42W compact 24 94 
HALL D & MAIN Fluorescent Downlight 
LOADING DOCK Kit 

BOWIE STREET Retrofit fixture wI 200W 
NEAR EXHIBIT POLE 1 HEAD, 20' 15 295 Pulse Start Metal Halide 15 232 
HALL D & MAIN Lamp & Ballast 
LOADING DOCK 

MAIN LOADING 
Retrofit fixture wI 200W 

WALL PACK 1 295 Pulse Start Metal Halide 1 232 
DOCK ENTRY Lamp & Ballast 

PARKS AND 
REC. PARKING Install new Wallpack 

GARAGE SURFACE MOUNT 4 500 
Fixture wI (2) 42W CF 4 94 

WALKWAY BY EYEBALL Lamps & Electronic 
MAIN LOADING Ballast 

DOCK 
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EASTBANK 
OUTSIDE Retrofit fixture wI 200W 

BREAK AREA WALL PACK 1 295 Pulse Start Metal Halide 1 232 

STREET LEVEL Lamp & Ballast 

Retrofit fixture wI 70W 
EASTBANK Ceramic Metal Halide 

LOBBY ENTRY RECESSED CAN 4 215 Lamp, Electronic 4 80 
STREET LEVEL Ballast, & Recessed 

Can Retrofit Kit 

EASTBANK Retrofit fixture wI 70W 

LOBBY Ceramic Metal Halide 

CONCOURSE 
RECESSED CAN 4 215 Lamp, Electronic 4 80 

LEVEL Ballast, & Recessed 
Can Retrofit Kit 

EASTBANK Replace lamp wI 23W 
PLANTERS BY LANDSCAPE PAR 2 90 PAR38 Exterior rated 2 23 

RIVER Screw in CF 

Retrofit fixture wI 70W 

BALLROOM B Ceramic Metal Halide 

ENTRY RECESSED CAN 6 215 Lamp, Electronic 6 80 
Ballast, & Recessed 

Can Retrofit Kit 
Retrofit fixture wI 70W 

BALLROOM B Ceramic Metal Halide 

ENTRY RECESSED CAN 10 215 Lamp, Electronic 10 80 
Ballast, & Recessed 

Can Retrofit Kit 

BALLROOM B Retrofit fixture wI 70W 

ENTRY Ceramic Metal Halide 

CONCOURSE RECESSED CAN 8 215 Lamp, Electronic 8 80 

LEVEL Ballast, & Recessed 
Can Retrofit Kit 

BALLROOM B RECESSED 
2 150 

Replace lamp wI 32W 
2 32 SIDE SQUARE Screw in CF 

BALLROOM B RECESSED 
5 150 

Replace lamp wI 32W 
5 32 SIDE SQUARE Screw in CF 

BALLROOM B 
RECESSED Replace lamp wI 32W SIDE-ALAMO 10 150 10 32 

STREET AREA 
SQUARE Screw in CF 

BALLROOM B Retrofit fixture wI 200W 
SIDE-ALAMO WALL PACK 4 295 Pulse Start Metal Halide 4 232 

STREET AREA Lamp & Ballast 

EAST SIDE 
Replace lamp wI 23W 

PLANTERS 
LANDSCAPE PAR 36 90 PAR38 Exterior rated 36 23 

Screw in CF 

EAST SIDE WALL PACK WITH Retrofit fixture wI 200W 

RIVERWALK COVER 
24 295 Pulse Start Metal Halide 24 232 

Lamp & Ballast 

EAST SIDE 
Install new flood fixture 

RIVERWALK 
WALL SCONCE 60 150 wI 32W CF Lamp & 60 36 

Ballast 
Retrofit fixture wI 70W 

EAST SIDE Ceramic Metal Halide 
RIVERWALK RECESSED CAN 10 215 Lamp, Electronic 10 80 

THEATER AREA Ballast, & Recessed 
Can Retrofit Kit 
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EAST SIDE 
RIVERWALK 

THEATER AREA 

EAST SIDE 
RIVERWALK 

THEATER AREA 

WEST SIDE 
RIVERWALK 

WEST SIDE 
RIVERWALK 
PLANTERS 

WEST SIDE 
RIVERWALK 

CONCOURSE 
TOWER AREA 

PATIO 

CONCOURSE 
TOWER AREA 

PATIO 

Total 

Location 
in 

Facility 

ELEVATOR 1 

ELEVATOR 
LOBBY 

ELEVATOR 
LOBBY 

HALLWAY 

HALLWAY 

HALLWAY 

WALL PACK WITH Retrofit fixture wI 200W 

COVER 30 295 Pulse Start Metal Halide 
Lamp & Ballast 

Replace lamps wI (2) WALL SCONCE 8 300 42W Screw in CF 

WALL PACK WITH Retrofit fixture wI 200W 

COVER 51 295 Pulse Start Metal Halide 
Lamp & Ballast 

Replace lamp wI 23W 
LANDSCAPE PAR 36 90 PAR38 Exterior rated 

Screw in CF 

Retrofit fixture wI 
RECESSED CAN 31 128 1 x42CF Recessed can 

Kit 

Replace lamp wI 23W 
LANDSCAPE PAR 20 90 PAR38 Exterior rated 

Screw in CF 

Replace lamp wI 23W 
LANDSCAPE PAR 2 90 PAR38 Exterior rated 

Screw in CF 

11,762 98,696 

BLDG. 277 HEMISFAIR PARK 
ECRM 1.3 Lighting Improvements Table 

Existing Qtyof Watts Proposed 
Light 

Fixtures per 
Light 

to be Existing 
Description Upgraded Fixture Description 

Retrofit Fixture wI (1 ) 
OPEN STRIP 3 43 F28T8/8XXlXL & 1 L-LP-

HE-IS Bllst 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

RECESSED CAN 6 125 26W Compact 
Fluorescent, Electronic 

Ballast, & Recessed 
Can Retrofit Kit 

Install new Universal 
1 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 

Back up 

Retrofit Fixture wI (2) 
RECESSED 9 72 

F17T8/8XX1XLlHL, 2L-
TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 

Install new Universal 
1 SIDED EXIT BBU 4 50 Red LED Exit wI Battery 

Back up 

Install new Universal 
2 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 

Back up 
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30 232 

8 42 

51 232 

36 23 

31 46 

20 23 

2 23 

11,762 49,480 

Post Watts 

Fixtures 
per 

Proposed 
Quantity Fixture 

3 22 

6 28 

1 3 

9 29 

4 3 

1 3 



Retrofit fixtu re wI (1 ) 
223 

ELECTRICAL 
OPEN STRIP 1 72 

F28T8/8Xx/XL & 1 L-
1 HP-HE-IS Bllst- 33 

Remove extra sockets 

219 STORAGE RECESSED CAN 1 100 
Replace lamp wI 23W 

Screw in CF 
1 23 

MENS SURFACE MOUNT 
Retrofit Fixture wI (2) 

RESTROOM WRAP 
2 59 F28T8/8XXIXL & 2L-LP- 2 44 

HE-IS Bllst 

Retrofit fixture wI (1 ) 
MENS 

RESTROOM 
OPEN STRIP 4 72 

F28T8/8Xx/XL & 1 L-
4 

HP-HE-IS Bllst-
33 

Remove extra sockets 

WOMENS SURFACE MOUNT 
Retrofit Fixture wI (2) 

RESTROOM WRAP 
2 59 F28T8/8XX/XL & 2L-LP- 2 44 

HE-IS Bllst 

Retrofit fixture wI (1 ) 
WOMENS 

RESTROOM 
OPEN STRIP 3 72 

F28T8/8Xx/XL & 1 L-
3 

HP-HE-IS Bllst -
33 

Remove extra sockets 
Retrofit fixtu re wI (1 ) 

221 JANITOR OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

1 
HP-HE-IS Bllst-

33 

Remove extra sockets 
Retrofit Fixture wI (2) 

RECEPTION 
RECESSED 

F28T8/8xx/xL, 2L-

TROFFER 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

202 OFFICE 
RECESSED 

F28T8/8XX1XL, 2L-

TROFFER 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

CENTER RECESSED 
F28T8/8Xx/XL, 2L-

OFFICE TROFFER 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
CENTER RECESSED F17T8/8XXlXLlHL, 2L-
OFFICE TROFFER 

1 72 STND-HE-IS Bllst, & 
1 29 

2x2 White Refl Kit 
Retrofit Fixture wI (2) 

203 OFFICE 
RECESSED 

F28T8/8XXIXL, 2L-

TROFFER 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

204 COPY I RECESSED 
F28T8/8XX/XL, 2L-

OPEN TROFFER 
3 144 REF(1.0BF)-HE-IS Bllst, 3 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

205 BREAK RM 
RECESSED 

F28T8/8XX/XL, 2L-

TROFFER 
3 144 REF(1.0BF)-HE-IS Bllst, 3 58 

& 2x4 White Reflector 
Kit 
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Retrofit Fixture wi (2) 

206 OFFICE RECESSED F28T8/8XX1XL, 2L-

TROFFER 4 144 REF( 1.0BF)-HE-IS Bllst, 4 
& 2x4 White Reflector 

58 

Kit 

208 CORRIDOR RECESSED 
Retrofit Fixture wi (2) 

TROFFER 4 72 F17T8/8XXlXLlHL, 2L-
STND-HE-IS Bllst, & 4 29 

2x2 White Refl Kit 
Retrofit Fixture wi (2) 

211 STORAGE RECESSED F28T8/8Xx/XL,2L-

TROFFER 2 144 REF( 1.0BF)-HE-IS Bllst, 2 
& 2x4 White Reflector 

58 

Kit 
Retrofit Fixture wi (2) 

207 STORAGE RECESSED F28T8/8XXJXL, 2L-

TROFFER 2 144 REF( 1.0BF)-HE-IS Bllst, 2 
& 2x4 White Reflector 

58 

Kit 
Retrofit Fixture wi (2) 

209 STORAGE RECESSED F28T8/8XX/XL, 2L-

TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

210 STORAGE RECESSED F28T8/8XXIXL,2L-

TROFFER 4 144 REF(1.OBF)-HE-IS Bllst, 4 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

214 STORAGE RECESSED F28T8/8XXIXL, 2L-

TROFFER 6 144 REF(1.0BF)-HE-IS Bllst, 6 58 
& 2x4 White Reflector 

Kit 
Retrofit fixtu re wi (1 ) 
Vertically positioned 

214 STORAGE RECESSED 26W Compact 

DIMMING CAN 3 120 Fluorescent, Dimming 3 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wi (2) 

213 FILES RECESSED 1 
F28T8/8XXIXL, 2L-

TROFFER 144 REF(1.0BF)-HE-IS Bllst, 1 58 
& 2x4 White Reflector 

Kit 
Retrofit fixture wi (1 ) 

212 
TELEPHONE 

OPEN STRIP 1 72 
F28T8/8XXJXL & 1 L-

1 
HP-HE-IS Bllst-

33 

Remove extra sockets 
Retrofit Fixture wi (2) 

215 OFFICE 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 4 144 REF(1.0BF)-HE-IS Bllst, 4 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

216 FACULTY RECESSED F28T8/8XX1XL, 2L-

LOUNGE TROFFER 
6 144 REF(1.0BF)-HE-IS Bllst, 6 58 

& 2x4 White Reflector 
Kit 
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Retrofit fixture w/20W 
Ceramic Metal Halide 

STAIRWELL RECESSED CAN 2 125 Lamp, Electronic 2 26 
Ballast, & Recessed 

Can Retrofit Kit 
Retrofit fixture wI (1 ) 

217 
OPEN STRIP 4 72 F28T8/8XXlXL & 1 L-

MECHANICAL HP-HE-IS Bllst - 4 33 

Remove extra sockets 
Retrofit Fixture wI (2) 

236 ENTRY RECESSED F28T8/8XXIXL, 2L-

OPEN TROFFER 3 144 REF(1.0BF)-HE-IS Bllst, 3 58 
& 2x4 White Reflector 

Kit 

236 ENTRY Install new Universal 

OPEN 1 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 1 3 
Back up 

Retrofit Fixture wI (2) 

CORRIDOR 
RECESSED 

5 72 F17T8/8XXlXLlHL, 2L-
5 29 TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 

Install new Universal 
CORRIDOR 1 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 1 3 

Back up 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

253 OFFICE 
TROFFER 

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

254 OFFICE TROFFER 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

255 OFFICE TROFFER 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

249 OFFICE 
TROFFER 

1 144 REF(1.0BF)-HE-IS Bllst, 1 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

248 OFFICE 1 144 REF(1.0BF)-HE-IS Bllst, 1 58 
TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

247 OFFICE 1 144 REF(1.0BF)-HE-IS Bllst, 1 58 
TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XX/XL, 2L-

246 OFFICE 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
TROFFER & 2x4 White Reflector 

Kit 
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Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
250 OFFICE TROFFER 1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
251 OFFICE 

TROFFER 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XX/XL,2L-
252 OFFICE TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

CORRIDOR RECESSED 
5 72 

F17T8/8XXlXLlHL, 2L-
TROFFER STND-HE-IS Bllst, & 5 29 

2x2 White Refl Kit 

Install new Universal 
CORRIDOR 1 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 1 3 

Back up 

Retrofit Fixture wI (2) 

245 RECESSED 
F28T8/8XXlXL, 2L-

WORKROOM TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL,2L-

243 OFFICE TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

242 OFFICE TROFFER 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

241 OFFICE TROFFER 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XX1XL, 2L-

240 OFFICE TROFFER 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

239 OFFICE TROFFER 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXIXL, 2L-

238 OFFICE TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

CORRIDOR RECESSED 8 72 
F17T8/8XXlXLlHL, 2L- 8 29 

TROFFER STNO-HE-IS Bllst, & 
2x2 White Refl Kit 
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Install new Universal 
CORRIDOR 1 SIDED EXIT BBU 2 50 Red LED Exit wi Battery 2 3 

Back up 

Retrofit Fixture wi (2) 

RECESSED F28T8/8XXlXL, 2L-
235 FILE RM 

TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED F28T8/8XXlXL, 2L-
232 OFFICE 

TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XXlXL, 2L-
231 OFFICE 

TROFFER 1 144 REF(1.0BF)-HE-IS Bllst, 1 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XXlXL, 2L-
230 OFFICE 

TROFFER 1 144 REF(1.0BF)-HE-IS Bllst, 1 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XX/XL, 2L-
229 OFFICE 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

RECESSED F28T8/8XXIXL, 2L-
228 OFFICE 1 144 REF(1.0BF)-HE-IS Bllst, 1 58 TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

RECESSED F28T8/8XXlXL, 2L-
227 OFFICE 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

225 FISCAL RECESSED F28T8/8XXlXL, 2L-
3 144 REF(1.0BF)-HE-IS Bllst, 3 58 OFFICE TROFFER 

& 2x4 White Reflector 
Kit 

Install new Universal 225 FISCAL 
1 SIDED EXIT BBU 1 50 Red LED Exit wi Battery 1 3 OFFICE 

Back up 

Retrofit Fixture wi (2) 
233 RECESSED F28T8/8XXlXL, 2L-

CONFERENCE 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
RM TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XX1XL, 2L-
234 OFFICE 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

237 OFFICE RECESSED 
1 144 

F28T8/8XXlXL, 2L- 1 58 TROFFER REF(1.0BF)-HE-IS Bllst, 
& 2x4 White Reflector 

{5096.0038/130423_1} 119 



Kit 

Retrofit Fixture wI (2) 

RECESSED F28T8/8XXIXL, 2L-
256 OFFICE 

TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

257 
RECESSED F28T8/8XXlXL, 2L-

CONFERENCE 
TROFFER 3 144 REF(1.0BF)-HE-IS Bllst, 3 58 

RM & 2x4 White Reflector 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

MAIN LOBBY RECESSED CAN 6 125 26W Compact 
6 28 Fluorescent, Electronic 

Ballast, & Recessed 
Can Retrofit Kit 

Retrofit fixture wI 70W 
Ceramic Metal Halide 

MAIN LOBBY RECESSED CAN 10 290 Lamp, Electronic 10 80 
Ballast, & Recessed 

Can Retrofit Kit 

Install new Universal 
MAIN LOBBY 1 SIDED EXIT BBU 2 50 Red LED Exit wI Battery 2 3 

Back up 

Retrofit Fixture wI (2) 

HALLWAY 
RECESSED 

17 72 
F17T8/8XXlXLlHL, 2L- 17 29 

TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

Install new Universal 
HALLWAY 1 SIDED EXIT BBU 5 50 Red LED Exit wI Battery 5 3 

Back up 

Retrofit fixture wI (1 ) 
Vertically positioned 

VESTIBULE RECESSED CAN 2 125 
26W Compact 2 28 Fluorescent, Electronic 

Ballast, & Recessed 
Can Retrofit Kit 

Retrofit Fixture wI (2) 

CONFERENCE RECESSED 
F28T8/8XXIXL, 2L-

RM1A TROFFER 9 144 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
Retrofit fixture wI (1 ) 
Vertically positioned 

CONFERENCE RECESSED 26W Compact 

RM1A DIMMING CAN 
3 120 Fluorescent, Dimming 3 28 

Electronic. Ballast, & 
Recessed Can Retrofit 

Kit 

CONFERENCE Install new Universal 
1 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 1 3 RM1A 

Back up 

CONFERENCE 
RECESSED CAN 2 100 

Replace lamp wI 23W 
2 23 

RM 1A SINK Screw in CF 
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CONFERENCE 
Replace lamp wI 23W 

1 23 RM 1A DOOR RECESSED CAN 1 100 
Screw in CF STORE 

Retrofit Fixture wI (2) 
F28T8/8XX/XL, 2L-CONFERENCE RECESSED 

6 144 REF(1.0BF)-HE-IS Bllst, 6 58 RM1B TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact CONFERENCE RECESSED 
3 120 Fluorescent, Dimming 3 28 RM1B DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 

Install new Universal CONFERENCE 
1 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 1 3 RM1B 

Back up 

Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-CONFERENCE RECESSED 

9 144 REF(1.0BF)-HE-IS Bllst, 9 58 RM1C TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact CONFERENCE RECESSED 
3 120 Fluorescent, Dimming 3 28 RM1C DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Install new Universal CONFERENCE 

1 SIDED EXIT BBU 1 50 Red LED Exit wI Battery 1 3 RM1C 
Back up 

Retrofit fixture wI (1 ) 
CONFERENCE 

72 F28T8/8XX1XL & 1 L-
1 33 OPEN STRIP 1 

HP-HE-IS Bllst -RM 1C JANITOR 
Remove extra sockets 

CONFERENCE 
100 

Replace lamp wI 23W 
1 23 RM 1C DOOR RECESSED CAN 1 

Screw in CF 
STORE 

Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-

RECESSED 
12 144 REF(1.0BF)-HE-IS Bllst, 12 58 104 TRAINING 

TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 
F28T8/8XX/XL, 2L-

58 
105 TRAINING I RECESSED 

9 144 REF(1.0BF)-HE-IS Bllst, 9 
OFFICE TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XX/XL, 2L-

58 
106 OPEN RECESSED 

6 144 REF(1.0BF)-HE-IS Bllst, 6 OFFICE TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

58 
107 OPEN RECESSED 

6 144 REF(1.0BF)-HE-IS Bllst, 6 
OFFICE TROFFER 

& 2x4 White Reflector 
Kit 
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111 
SURFACE MOUNT Retrofit Fixture wi (4) 

PRESENTATION 
WRAP 1 112 F28T8/8XXlXL & 4L-LP- 1 84 

OFFICE HE-IS Bllst 

Retrofit Fixture wi (2) 

112 CAGE RECESSED F28T8/8xx/xL,2L-

STORAGE TROFFER 8 144 REF(1.0BF)-HE-IS Bllst, 8 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XXlXL, 2L-
113 OPEN 

TROFFER 7 144 REF(1.0BF)-HE-IS Bllst, 7 58 
& 2x4 White Reflector 

Kit 
Install new Universal 

113 OPEN 1 SIDED EXIT BBU 2 50 Red LED Exit wi Battery 2 3 
Back up 

Retrofit fixture wi (1) 

113 CAGE OPEN STRIP 3 72 F28T8/8XXlXL & 1 L-
3 33 HP-HE-IS Bllst-

Remove extra sockets 
Retrofit Fixture wi (2) 

113A 
RECESSED F28T8/8XXlXL, 2L-

EQUIPMENT 
TROFFER 14 144 REF(1.0BF)-HE-IS Bllst, 14 58 

STORE & 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

113B OPEN RECESSED F28T8/8XXlXL, 2L-

OFFICE TROFFER 14 144 REF(1.0BF)-HE-IS Bllst, 14 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

113 REAR EXIT RECESSED F28T8/8XXlXL, 2L-

HALL TROFFER 3 144 REF(1.0BF)-HE-IS Bllst, 3 58 
& 2x4 White Reflector 

Kit 

Retrofit Fixture wi (2) 
113 REAR EXIT RECESSED 

4 72 
F17T8/8XXIXLlHL, 2L-

4 29 HALL TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

113 REAR EXIT Install new Universal 

HALL 
1 SIDED EXIT BBU 2 50 Red LED Exit wi Battery 2 3 

Back up 
Retrofit Fixture wi (2) 

114 PSAV 
RECESSED F28T8/8XX/XL, 2L-

EQUIPMENT 
TROFFER 

40 144 REF(1.0BF)-HE-IS Bllst, 40 58 
ROOM & 2x4 White Reflector 

Kit 

114 PSAV Install new Universal 
EQUIPMENT 1 SIDED EXIT BBU 1 50 Red LED Exit wi Battery 1 3 

ROOM Back up 

WOMENS SURFACE MOUNT 
Retrofit Fixture wi (2) 

RESTROOM WRAP 3 59 F28T8/8XXlXL & 2L-LP- 3 44 
HE-IS Bllst 

Retrofit fixtu re wi (1 ) 
WOMENS 

OPEN STRIP 4 72 
F28T8/8XXlXL & 1 L-

4 33 
RESTROOM HP-HE-IS Bllst-

Remove extra sockets 
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MENS SURFACE MOUNT Retrofit Fixture wi (2) 

RESTROOM WRAP 2 59 F28T8/8XXlXL & 2L-LP- 2 44 
HE-IS Bllst 

MENS 
Retrofit fixture wi (1 ) 

RESTROOM OPEN STRIP 6 72 F28T8/8XXlXL & 1 L-
6 HP-HE-IS Bllst- 33 

Remove extra sockets 

110 
Retrofit fixture wi (1 ) 

ELECTRICAL OPEN STRIP 2 72 F28T8/8XX1XL & 1 L-
2 HP-HE-IS Bllst - 33 

Remove extra sockets 
Retrofit fixture wi (1) 

109 JANITOR OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 HP-HE-IS Bllst - 33 

Remove extra sockets 

108 
Retrofit fixture wi (1 ) 

MECHANICAL OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-
2 33 HP-HE-IS Bllst -

Remove extra sockets 
Retrofit fixture wI (1 ) 

108 ELEVATOR OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 HP-HE-IS Bllst - 33 

Remove extra sockets 
Retrofit fixtu re wi (1 ) 

108 
OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-

2 33 TELEPHONE HP-HE-IS Bllst -
Remove extra sockets 
Retrofit fixture wI (1 ) 

EXTERIOR Vertically positioned 

PERIMETER RECESSED CAN 9 125 26W Compact 
9 28 

ATTACHED Fluorescent, Electronic 
Ballast, & Recessed 

Can Retrofit Kit 
Total 422 13,138 422 4,901 

ALAMODOME 
ECRM 1.3 Lighting Improvements Table 

Location Existing Qtyof Watts 
Proposed Post Watts 

in Light Fixtures per Light Fixtures per 

Facility Description to be Existing Description Quantity Proposed 
Upgraded Fixture Fixture 

Retrofit Fixture wi (1) 
SOUTHEAST 

OPEN STRIP 27 
F28T8/8XXlXL & 1 L-

MECHANICAL 72 REF(1.0BF)-HE-IS Bllst 27 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

SOUTHEAST 
WALL WRAP 4 

F28T8/8XXlXL & 1 L-
MECHANICAL 

72 
REF(1.0BF)-HE-IS Bllst 

4 30 

- Remove Extra sockets 

SOUTH EAST ROOF MOUNTED 
Retrofit fixture wi 320W 

ROOF FLOOD 9 458 Pulse Start Metal Halide 9 365 
Lamp & Ballast 

Install New Vapor Tight 
SOUTHEAST JELL Y JAR BOX 30 

Fixture wi (2) 
MAST MOUNT 150 F17T8/8XXJXLlHL, 2L- 30 29 

STND-HE-IS Bllst 

SOUTH 
Retrofit Fixture wi (1 ) 

MECHANICAL OPEN STRIP 40 72 F2BTB/BXXlXL & 1 L- 40 30 
REF(1.0BF)-HE-IS Bllst 
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- Remove Extra sockets 

SOUTH 
Retrofit Fixture wi (1) 

WALL WRAP F28T8/8Xx/XL & 1 L-
MECHANICAL 7 72 

REF(1.0BF)-HE-IS Bllst 7 30 

- Remove Extra sockets 

SOUTH 
OPENSTRIP 

Retrofit Fixture wi (2) 

ELEVATOR RM 5 59 F28T8/8Xx/XL & 2L-LP- 5 44 
HE-IS Bllst 

ROOF MOUNTED Retrofit fixture wI 320W 
SOUTH ROOF 

FLOOD 16 458 Pulse Start Metal Halide 16 365 
Lamp & Ballast 

SOUTHWEST ROOF MOUNTED Retrofit fixture wi 320W 

ROOF FLOOD 9 458 Pulse Start Metal Halide 9 365 
Lamp & Ballast 

SOUTHWEST 
Install New Vapor Tight 

JELL Y JAR BOX 
30 150 Fixture wi (2) 

MAST MOUNT F17T8/8xx/xLlHL, 2L- 30 29 

STND-HE-IS Bllst 
Retrofit Fixture wi (1 ) 

SOUTHWEST 
OPEN STRIP 27 72 F28T8/8Xx/XL & 1 L-

MECHANICAL REF(1.0BF)-HE-IS Bllst 27 30 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

SOUTHWEST 
WALL WRAP 4 72 F28T8/8Xx/XL & 1 L-

MECHANICAL REF(1.0BF)-HE-IS Bllst 4 30 

- Remove Extra sockets 
Retrofit Fixtu re wi (1 ) 

NORTHWEST 
OPEN STRIP 31 72 F28T8/8Xx/XL & 1 L-

31 MECHANICAL REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

NORTHWEST 
WALL WRAP 2 72 

F28T8/8Xx/XL & 1 L-
2 30 MECHANICAL REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

WEST 
OPEN STRIP 3 72 

F28T8/8XX1XL & 1 L-
3 30 ELEVATOR RM REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 

NORTHWEST ROOF MOUNTED Retrofit fixture wi 320W 

ROOF FLOOD 9 458 Pulse Start Metal Halide 9 365 
Lamp & Ballast 

Install New Vapor Tight 
NORTHWEST JELL Y JAR BOX 

30 150 
Fixture wi (2) 

30 29 MAST MOUNT F17T8/8xx/xLlHL, 2L-
STND-HE-IS Bllst 

Retrofit Fixture wI (1) 
NORTH 

OPEN STRIP 42 72 
F28T8/8Xx/XL & 1 L-

42 30 
MECHANICAL REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

NORTH 
WALL WRAP 4 72 F28T8/8Xx/XL & 1 L- 4 30 

MECHANICAL REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

NORTH 
Retrofit Fixture wi (2) 

ELEVATOR RM 
OPENSTRIP 3 59 F28T8/8XX/XL & 2L-LP- 3 44 

HE-IS Bllst 

ROOF MOUNTED 
Retrofit fixture wI 320W 

NORTH ROOF 16 458 Pulse Start Metal Halide 16 365 
FLOOD 

Lamp & Ballast 
NORTHEAST ROOF MOUNTED 

9 458 
Retrofit fixture wi 320W 9 365 

ROOF FLOOD Pulse Start Metal Halide 
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Lamp & Ballast 

Install New Vapor Tight 
NORTHEAST JELL Y JAR BOX 

MAST MOUNT 
30 150 

Fixture wI (2) 
30 F17T8/8xx/xUHL, 2L-

29 

STND-HE-IS Bllst 
Retrofit Fixture wI (1) 

NORTHEAST 
OPEN STRIP 

MECHANICAL 32 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 32 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

NORTHEAST 
MECHANICAL WALL WRAP 2 72 F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
2 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

EAST 
ELEVATOR RM 

OPEN STRIP 3 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 3 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

EAST SERVER 
RM 

OPEN STRIP 6 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 6 30 

- Remove Extra sockets 

FREIGHT LOW BAY 
Install New 4' High Bay 

ELEVATOR PENDANT 2 215 
wI (3) F28T8/8XXlXL 

LOBBY CONCRETE 
Lamps & 4L-STND-HE-

2 78 

IS Ballast 
Retrofit Fixture wI (2) 

ELEVATOR OPENSTRIP 4 59 F28T8/8XXlXL & 2L-LP- 4 44 
HE-IS Bllst 

Retrofit Fixture wI (1 ) 
FREIGHT 

ELEVATOR 1 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 

1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

FREIGHT 
ELEVATOR 2 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

UNISEX 
BATHROOM 

WALL WRAP 1 72 
F28T8/8XX1XL & 1 L-

1 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 

SOUTH MAIN LOW BAY 
Install new 1 x4 Radial 

COMMON PENDANT 4 100 
Wrap wI (2) 

CORRIDOR CONCRETE 
F28T8/8XXIXL & 1 L-LP-

4 44 

HE-IS Bllst 

SOUTH MAIN LOW BAY 
Install New 4' High Bay 

COMMON PENDANT 27 215 
wI (3) F28T8/8XXlXL 

CORRIDOR CONCRETE 
Lamps & 4L-STND-HE-

27 78 

IS Ballast 

SOUTH MAIN 8' WALL MOUNT 
Install new 8' Flood 

COMMON CHANNEL WITH 2 2 300 
Fixture wI (2) 

CORRIDOR 150W INC TYPE A 
F28T8/8XX1XL, 3L-

2 58 

STND-HE-IS Bllst 
SOUTH MAIN 

COMMON 
SURFACE MOUNT 

Install new Universal 

NON BBUP 
2 40 Red LED Exit wI Battery 

CORRIDOR 

2 3 
Back UP 

SOUTH MAIN WALL MOUNT 
Retrofit Fixture wI (1) 

COMMON STRIP IN SIGN 
1 72 

F28T8/8XXlXL & 1 L-

CORRIDOR 
REF(1.0BF)-HE-IS Bllst 

1 30 

- Remove Extra sockets 

STAIR B RECESSED Retrofit Fixture wi (2) 
SOUTHEAST TROFFER 

10 115 10 48 
F28T8/8XXlXL, 2L-
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STND-HE-IS Bllst, & 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

32W CF Lamps, STAIR B 
12 215 Electronic Ballast, & 12 69 SOUTHEAST RECESSED CAN 

Recessed Can Retrofit 
Kit 

Install new 8' Flood 
STAIR B 

8' WALL MOUNT 
Fixture wI (2) 

2 58 CHANNEL WITH 2 2 300 
F28T8/8XXIXL, 3L-SOUTHEAST 

150W INC TYPE A 
STND-HE-IS Bllst 

Retrofit Fixture wI (1 ) 
LADDER 

72 F28T8/8XX1XL & 1 L-
1 30 OPEN STRIP 1 

REF(1.0BF)-HE-IS Bllst ACCESS ROOM 
- Remove Extra sockets 

OPEN STORAGE Retrofit Fixture wI (4) 
84 

WRAP WITH PULL 
1 144 F28T8/8XXlXL & 4L-LP- 1 AREA ACROSS 

CHAIN 
HE-IS Bllst FROM 320 

Retrofit Fixture wI (1 ) OPEN STORAGE 
72 F28T8/8XXlXL & 1 L-

2 30 AREA ACROSS OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst FROM 320 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
MENS ACROSS 

72 
F28T8/8XXlXL & 1 L-

10 30 VAPOR WRAP 10 
REF(1.0BF)-HE-IS Bllst FROM 321 
- Remove Extra sockets 

Retrofit Fixture wI (1 ) 
CUSTODIAL F28T8/8XX1XL & 1 L-

1 30 OPEN STRIP 1 72 
REF(1.0BF)-HE-IS Bllst REFILL 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
WOMENS 

72 
F28T8/8XXlXL & 1 L-

12 30 ACROSS FROM VAPOR WRAP 12 
REF(1.0BF)-HE-IS Bllst 

322 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
PADLOCK DOOR 72 

F28T8/8XXlXL & 1 L-
2 30 OPEN STRIP 2 

REF(1.0BF)-HE-IS Bllst 321 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
PADLOCK DOOR 72 F28T8/8XXlXL & 1 L- 2 30 OPEN STRIP 2 

REF(1.0BF)-HE-IS Bllst 322 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-

58 
RECESSED 

144 REF(1.0BF)-HE-IS Bllst, 10 CONCESION 323 10 
TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1 ) 

72 F28T8/8XXlXL & 1 L- 1 30 JANITOR 325 OPEN STRIP 1 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

58 RECESSED 
144 REF(1.0BF)-HE-IS Bllst, 10 CONCESION 326 10 

TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 
F28T8/8XXlXL & 1 L-

12 30 WOMENS 327 VAPOR WRAP 12 72 REF(1.OBF)-HE-IS Bllst 
- Remove Extra sockets 
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CUSTODIAL 
Retrofit Fixture wI (1) 

REFILL OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

MENS 328 VAPOR WRAP 10 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 10 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

STORAGE 328 OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

STORAGE 327 OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

PADLOCK DOOR RECESSED F28T8/8XXIXL, 2L-

329 TROFFER 9 144 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

ROOM IN 
PADLOCK 329 OPEN STRIP 1 72 

F28T8/8XX1XL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

LARGE OPEN 
LOW BAY Install New 4' High Bay 

DINING PENDANT 30 215 
wI (3) F28T8/8Xx/XL 

30 78 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 

EAST MAIN LOW BAY Install New 4' High Bay 

COMMON PENDANT 39 215 
wI (3) F28T8/8Xx/XL 

39 
CORRIDOR CONCRETE 

Lamps & 4L-STND-HE-
78 

IS Ballast 

EAST MAIN 8' WALL MOUNT 
Install new 8' Flood 

COMMON CHANNEL WITH 2 4 300 
Fixture wI (2) 

4 
CORRIDOR 150W INC TYPE A 

F28T8/8XX/XL, 3L- 58 

STND-HE-IS Bllst 

EAST MAIN 
WALL MOUNT 

Retrofit Fixture wI (1) 

COMMON STRIP IN SIGN 1 72 
F28T8/8Xx/XL & 1 L- 1 

CORRIDOR REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

STAIR A RECESSED 
F28T8/8XXIXL, 2L-

NORTHEAST TROFFER 
10 115 STND-HE-IS Bllst, & 10 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

STAIR A RECESSED CAN 
32W CF Lamps, 

NORTHEAST 
12 215 Electronic Ballast, & 12 69 

Recessed Can Retrofit 
Kit 

STAIR A 
8' WALL MOUNT 

Install new 8' Flood 

NORTHEAST 
CHANNEL WITH 2 2 300 

Fixture wI (2) 2 58 
150W INC TYPE A 

F28T8/8Xx/XL, 3L-
STND-HE-IS Bllst 

Retrofit Fixture wI (1) 
LADDER 

ACCESS ROOM 
OPEN STRIP 1 72 

F28T8/8XX1XL & 1 L- 1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

OPEN STORAGE WRAP WITH PULL Retrofit Fixture wI (4) 
AREA 306 CHAIN 

1 144 1 84 
F28T8/8XX1XL & 4L-LP-
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HE-IS Bllst 

OPEN STORAGE 
Retrofit Fixture wi (1 ) 

OPEN STRIP 2 F28T8/8Xx/XL & 1 L-
AREA 306 72 

REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

WOMENS 307 VAPOR WRAP 12 72 F28T8/8Xx/XL & 1 L-
12 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit F ixtu re wI (1 ) 

CUSTODIAL 
OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-

REFILL REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

MENS 308 VAPOR WRAP 9 72 F28T8/8Xx/XL & 1 L-
9 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

PADLOCK DOOR 
OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-

307 REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

PADLOCK DOOR 
OPEN STRIP 2 72 

F28T8/8Xx/XL & 1 L-
308 REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

RECESSED F28T8/8XX/XL, 2L-
CONCESION 309 

TROFFER 8 144 REF(1.0BF)-HE-IS Bllst, 8 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (1) 

FIRE RISER 309 OPEN STRIP 1 72 F28T8/8XX1XL & 1 L-
1 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

ELECTRICAL RM 
OPEN STRIP 1 72 

F28T8/8XX1XL & 1 L-
1 30 309 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 

LOW BAY 
Install New 4' High Bay 

OPEN DINING PENDANT 9 215 
wi (3) F28T8/8Xx/XL 

9 78 
CONCRETE 

Lamps & 4L-STND-HE-
IS Ballast 

Retrofit Fixture wi (1) 

JANITOR 310 OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 
ELECTRICAL RM 

OPEN STRIP 2 72 
F28T8/8Xx/XL & 1 L-

2 30 
310 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

MENS 311 VAPOR WRAP 8 72 
F28T8/8XX1XL & 1 L-

8 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
CUSTODIAL 

OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

1 30 
REFILL REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

WOMENS 311 VAPOR WRAP 8 72 F28T8/8Xx/XL & 1 L- 8 30 
REF(1.0BF)-HE-IS Bllst 
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- Remove Extra sockets 

Retrofit Fixture wi (1) 
CENTRAL STAIR 

WALL WRAP 19 72 F28T8/8XXlXL & 1 L-
19 30 312 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 

EAST LOW BAY Install New 4' High Bay 

ELEVATOR PENDANT 9 215 
wi (3) F28T8/8XXlXL 

9 78 
LOBBY CONCRETE Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wi (2) 

ELEVATOR 1 OPENSTRIP 4 59 F28T8/8XXlXL & 2L-LP- 4 44 
HE-IS Bllst 

Retrofit Fixture wi (2) 
ELEVATOR 2 OPENSTRIP 4 59 F28T8/8XXlXL & 2L-LP- 4 44 

HE-IS Bllst 
Retrofit Fixture wi (1 ) 

STORAGE 312 OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 

STORAGE 313 OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-
2 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

CENTRAL STAIR 
WALL WRAP 25 72 

F28T8/8XXlXL & 1 L-
25 30 

313 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1 ) 

WOMENS 314 VAPOR WRAP 9 72 
F28T8/8XXlXL & 1 L-

9 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1 ) 
CUSTODIAL 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
REFILL REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

MENS 314 VAPOR WRAP 9 72 
F28T8/8XXlXL & 1 L-

9 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 

JANITOR 315 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1 ) 
ELECTRICAL OPEN STRIP 2 72 

F28T8/8XXlXL & 1 L-
2 30 

315 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

LOW BAY 
Install New 4' High Bay 

OPEN DINING I 
PENDANT 11 215 

wI (3) F28T8/8xx/XL 11 78 
VENDING 315 

CONCRETE 
Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (1 ) 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L- 1 30 FIRE RISER 316 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixtu re wI (1 ) 

ELECTRICAL OPEN STRIP 2 72 
F28T8/8XX1XL & 1 L- 2 30 

316 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

MENS 317 VAPOR WRAP 9 72 
Retrofit Fixture wi (1 ) 9 30 
F28T8/8XX1XL & 1 L-

{5096.0038! 130423_1} 129 



REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

CUSTODIAL 
Retrofit Fixture wI (1 ) 

REFILL OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

WOMENS 318 VAPOR WRAP 12 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 12 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

PADLOCK DOOR 
317 OPEN STRIP 2 72 

F28T8/8XXlXL & 1 L-
2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

PADLOCK DOOR 
318 OPEN STRIP 2 72 

F28T8/8XXlXL & 1 L-
2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

OPEN STORAGE WRAP WITH PULL Retrofit Fixture wI (4) 

AREA 319 CHAIN 1 144 F28T8/8XX1XL & 4L-LP- 1 84 
HE-IS Bllst 

Retrofit Fixture wI (1) 
OPEN STORAGE 

AREA 319 OPEN STRIP 2 72 
F28T8/8XX1XL & 1 L-

2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

NORTH MAIN LOW BAY Install New 4' High Bay 

COMMON PENDANT 34 215 
wI (3) F28T8/8XXlXL 

CORRIDOR CONCRETE Lamps & 4L-STND-HE-
34 78 

IS Ballast 

NORTH MAIN 8' WALL MOUNT Install new 8' Flood 

COMMON CHANNEL WITH 2 2 300 
Fixture wI (2) 

CORRIDOR 150W INC TYPE A F28T8/8XXIXL, 3L-
2 58 

STND-HE-IS Bllst 

NORTH MAIN 
WALL MOUNT 

Retrofit Fixture wI (1) 

COMMON 1 
F28T8/8XXlXL & 1 L-

CORRIDOR 
STRIP IN SIGN 

72 
REF(1.0BF)-HE-IS Bllst 

1 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

STAIR D RECESSED 
F28T8/8XXlXL, 2L-

NORTHWEST TROFFER 
10 115 STND-HE-IS Bllst, & 10 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

STAIR D 
RECESSED CAN 

32W CF Lamps, 

NORTHWEST 12 215 Electronic Ballast, & 12 69 
Recessed Can Retrofit 

Kit 

STAIR D 
8' WALL MOUNT 

Install new 8' Flood 

NORTHWEST 
CHANNEL WITH 2 1 300 

Fixture wI (2) 
1 58 

150W INC TYPE A 
F28T8/8XX/XL,3L-
STNO-HE-IS Bllst 

Retrofit Fixture wI (1) 
LADDER 

ACCESS ROOM 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L- 1 
REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

OPEN STORAGE WRAP WITH PULL Retrofit Fixture wI (4) 

344 CHAIN 
1 144 F28T8/8XX1XL & 4L-LP- 1 84 

HE-IS Bllst 
Retrofit Fixture wI (1) 

MENS 345 VAPOR WRAP 10 72 F28T8/8XXlXL & 1 L- 10 30 
REF(1.0BF)-HE-IS Bllst 

{5096.0038/130423_1} 130 



- Remove Extra sockets 

CUSTODIAL 
Retrofit Fixture wi (1 ) 

OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
1 30 REFILL REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

WOMENS 346 VAPOR WRAP 12 72 F28T8/8XX1XL & 1 L-
12 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

STORAGE 345 OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-
2 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

STORAGE 346 OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-
2 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

CONCESSION RECESSED F28T8/8XXlXL, 2L-

347 TROFFER 10 144 REF(1.0BF)-HE-IS Bllst, 10 58 
& 2x4 White Reflector 

Kit 
Retrofit fixtu re wi (1 ) 
Vertically positioned 

DOME CLUB RECESSED 26W Compact 

OPEN DINING DIMMING CAN 47 120 Fluorescent, Dimming 47 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

DOME CLUB 10" RECESSED 
10 65 Install New 12W LED 

OPEN DINING DIMMING CAN Recessed Can Fixture 10 12 

DOME CLUB ADJUSTABLE Replace lamp wi 8W 

OPEN DINING TRACK MOUNT 7 50 Screw in R20 Cold 7 8 
Cathode Flood Lamp 

DOME CLUB EDGELIT CF NO Install new Universal 

OPEN DINING BHU 3 23 Red LED Exit wi Battery 3 3 
Back up 

Replace lamp wI 8W 
SMALL KITCHEN RECESSED CAN 11 50 Screw in R20 Cold 11 8 

Cathode Flood Lamp 
Retrofit Fixture wI (2) 

RECESSED F28T8/8XX1XL, 2L-
SMALL KITCHEN 

TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XX1XL, 2L-
LARGE KITCHEN 

TROFFER 12 144 REF(1.0BF)-HE-IS Bllst, 12 58 
& 2x4 White Reflector 

Kit 
Install New 3' Strip 

KITCHEN JELL Y JAR HOOD 
3 200 

Fixture wI (2) 
3 38 HOODS LIGHT F25T8/8XX1XLlHL & 2L-

LP-HE-IS Bllst 

EDGELIT CF NO Install new Universal 
LARGE KITCHEN 

BBU 1 23 Red LED Exit wi Battery 1 3 
Back up 

Retrofit Fixture wi (2) 
LOCKED DOOR RECESSED 

2 144 
F28T8/8XX1XL, 2L-

2 58 IN KITCHEN TROFFER REF(1.0BF)-HE-IS Bllst, 
& 2x4 White Reflector 
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Kit 

BOARD RM ADJUSTABLE Replace lamp wI 8W 

TRACK MOUNT 7 50 Screw in R20 Cold 7 8 
Cathode Flood Lamp 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOARD RM RECESSED 26W Compact 

DIMMING CAN 5 120 Fluorescent, Dimming 5 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (1 ) 

FAN RM WRAP 4 72 F28T8/8Xx/XL & 1 L-
4 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

INNER CEILING MOUNT Install new 2L 13W CF 

STAIRWELL DRUM 1 80 Decorative Drum 1 31 
Fixture 

Retrofit Fixture wI (1 ) 

JANITOR 348 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

NORTH LOW BAY Install New 4' High Bay 

ELEVATOR PENDANT 4 215 
wi (3) F28T8/8XXlXL 

4 
LOBBY CONCRETE Lamps & 4L-STNO-HE- 78 

IS Ballast 
Retrofit Fixture wi (2) 

ELEVATOR 1 OPENSTRIP 4 59 F28T8/8XXlXL & 2L-LP- 4 44 
HE-IS Bllst 

Retrofit Fixture wI (2) 
ELEVATOR 2 OPENSTRIP 4 59 F28T8/8XXlXL & 2L-LP- 4 44 

HE-IS Bllst 
Retrofit Fixture wI (1 ) 

UNISEX 
BATHROOM WALL WRAP 1 72 

F28T8/8Xx/XL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

CENTRAL STAIR 
301 

WALL WRAP 13 72 
F28T8/8XX1XL & 1 L-

13 
REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XX1XL, 2L-

302 TROFFER 
10 144 REF(1.0BF)-HE-IS Bllst, 10 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 

WOMENS 303 VAPOR WRAP 12 72 
F28T8/8XX1XL & 1 L-

12 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
CUSTODIAL 

REFILL 
OPEN STRIP 1 72 

F28T8/8Xx/XL & 1 L-
1 30 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 

MENS 304 VAPOR WRAP 10 72 
F28T8/8Xx/XL & 1 L-

10 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1 ) 

STORAGE 303 OPEN STRIP 2 72 
F28T8/8Xx/XL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
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Retrofit Fixture wi (1) 

STORAGE 304 OPEN STRIP 2 72 F28T8/8XX1XL & 1 L-
REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

PADLOCK DOOR RECESSED F28T8/8XXlXL,2L-

305 TROFFER 9 144 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (1 ) 

ROOM IN 
PADLOCK 305 

OPEN STRIP 1 72 F28T8/8XX1XL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

WEST MAIN LOW BAY Install New 4' High Bay 

COMMON PENDANT 39 215 wi (3) F28T8/8XX1XL 

CORRIDOR CONCRETE Lamps & 4L-STND-HE- 39 78 

IS Ballast 

WEST MAIN 8' WALL MOUNT Install new 8' Flood 

COMMON CHANNEL WITH 2 4 300 
Fixture wi (2) 

4 
CORRIDOR 150W INC TYPE A F28T8/8XX1XL, 3L- 58 

STND-HE-IS Bllst 

WEST MAIN 
WALL MOUNT 

Retrofit Fixture wi (1) 

COMMON 1 F28T8/8XXlXL & 1 L-
STRIP IN SIGN 72 1 30 

CORRIDOR REF( 1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (2) 

STAIR C RECESSED F28T8/8XXlXL, 2L-

SOUTHWEST TROFFER 
10 115 STND-HE-IS Bllst, & 10 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

STAIR C 
RECESSED CAN 

32W CF Lamps, 

SOUTHWEST 12 215 Electronic Ballast, & 12 69 
Recessed Can Retrofit 

Kit 

STAIR C 
8' WALL MOUNT Install new 8' Flood 

SOUTHWEST CHANNEL WITH 2 2 300 
Fixture wi (2) 

2 58 
150W INC TYPE A 

F28T8/8XXIXL, 3L-
STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
LADDER 

ACCESS ROOM 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
1 30 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

OPEN STORAGE WRAP WITH PULL 
Retrofit Fixture wi (4) 

AREA 306 CHAIN 
1 144 F28T8/8XXlXL & 4L-LP- 1 84 

HE-IS Bllst 
Retrofit Fixture wi (1) 

WOMENS 331 VAPOR WRAP 12 72 
F28T8/8XXlXL & 1 L-

12 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL 

REFILL 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
1 30 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 

MENS 332 VAPOR WRAP 9 72 
F28T8/8XX1XL & 1 L-

9 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1 ) 
STORAGE 331 OPEN STRIP 2 72 F28T8/8XXlXL & 1 L- 2 30 

REF(1.0BF)-HE-IS Bllst 
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- Remove Extra sockets 

Retrofit Fixture wi (1) 

STORAGE 332 OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-
2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

FIRE RISER 333 OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 

REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

ELECTRICAL RM 
333 

OPEN STRIP 2 72 F28T8/8XX1XL & 1L-
2 

REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

OPEN LOW BAY 
Install New 4' High Bay 

DININGIVENDIN PENDANT 12 215 wi (3) F28T8/8XX1XL 
12 78 

G 333/334 CONCRETE 
Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wi (1) 

JANITOR 334 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 
REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

ELECTRICAL RM 
334 

OPEN STRIP 2 72 
F28T8/8XX1XL & 1 L-

2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

MENS 335 VAPOR WRAP 8 72 F28T8/8XXlXL & 1 L-
8 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

CUSTODIAL 
REFILL 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 

WOMENS 335 VAPOR WRAP 8 72 
F28T8/8XXlXL & 1 L-

8 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 
CENTRAL STAIR WALL WRAP 25 72 

F28T8/8XXlXL & 1 L- 25 30 
336 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 

WEST LOW BAY 
Install New 4' High Bay 

ELEVATOR PENDANT 9 215 
wi (3) F28T8/8XXlXL 

9 78 
LOBBY CONCRETE 

Lamps & 4L-STND-HE-
IS Ballast 

Retrofit Fixture wi (2) 
ELEVATOR 1 OPENSTRIP 4 59 F28T8/8XXlXL & 2L-LP- 4 44 

HE-IS Bllst 
Retrofit Fixture wi (2) 

ELEVATOR 2 OPENSTRIP 4 59 F28T8/8XXIXL & 2L-LP- 4 44 
HE-IS Bllst 

Retrofit Fixture wi (1) 

STORAGE 336 OPEN STRIP 2 72 
F28T8/8XX1XL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 

STORAGE 337 OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L- 2 30 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

CENTRAL STAIR WALL WRAP 19 
Retrofit Fixture wi (1) 

337 
72 F28T8/8XXlXL & 1 L-

19 30 
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REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 

WOMENS 338 VAPOR WRAP 8 72 
F28T8/8XX1XL & 1 L-

REF(1.0BF)-HE-IS Bllst 8 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

CUSTODIAL 
REFILL 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

MENS 338 VAPOR WRAP 8 72 
F28T8/8XX1XL & 1L-

REF(1.0BF)-HE-IS Bllst 8 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

SERVER 339 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL RM 
339 

OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
2 30 

- Remove Extra sockets 

OPEN DINING I 
LOW BAY 

Install New 4' High Bay 

VENDING 
PENDANT 9 215 

wI (3) F28T8/8XX1XL 
9 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XX1XL, 2L-

340 TROFFER 
8 144 REF(1.0BF)-HE-IS Bllst, 8 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 

FIRE RISER 340 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL 
340 

OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

MENS 341 VAPOR WRAP 9 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
9 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

CUSTODIAL 
REFILL 

OPEN STRIP 1 72 
F28T8/8XX1XL & 1 L- 1 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

WOMENS 342 VAPOR WRAP 12 72 
F28T8/8XX1XL & 1L-

REF(1.0BF)-HE-IS Bllst 
12 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

STORAGE 341 OPEN STRIP 2 72 
F28T8/8XX1XL & 1L-

REF(1.0BF)-HE-IS Bllst 
2 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

STORAGE 342 OPEN STRIP 2 72 
F28T8/8XX1XL & 1 L- 2 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 

OPEN STORAGE WRAP WITH PULL Retrofit Fixture wI (4) 
AREA 343 CHAIN 

1 144 1 84 
F28T8/8XXlXL & 4L-LP-
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HE-IS Bllst 

Retrofit Fixture wI (1) 
OPEN STORAGE 

OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-
2 30 AREA 343 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
SOUTH MAIN TRACK Replace lamp w/45W 

COMMON ADJUSTABLE 90 55 MR16 Halogen Infrared 90 45 
CORRIDOR MOUNT Flood Lamp 

Install new 8' Wall 
SOUTH MAIN 8' WALL MOUNT Wash Radial Wrap 

COMMON CHANNEL WITH 3 4 450 Fixture wI (2) 4 58 
CORRIDOR 150W INC TYPE A F28T8/8XX/XL, 3L-

STND-HE-IS Bllst 
LOW BAY OVER Remove existing 175 

DAY LIGHT Metal Halide Low Bays 
STAIR B STAIRS WITH 50W 

23 215 
& Install New 100W 

23 105 SOUTHEAST HALOGEN ON Induction High Bays 
EMERGENCY fixtures in stairwells -

CIRCUIT Also Re-circuit fixtures 

LOW BAY OVER 
Remove existing 175 

DAY LIGHT Metal Halide Low Bays 

STAIR B STAIRS WITH 50W 
& Install New 100W 

SOUTHEAST HALOGEN ON 
8 215 Induction High Bays 8 105 

EMERGENCY 
fixtures in stairwells -

CIRCUIT 
difficult labor for high 

height 
LOW BAY OVER 

Remove existing 175 
DAY LIGHT 

STAIR B 
STAIRS WITH 50W 

Metal Halide Low Bays 
SOUTHEAST 

HALOGEN ON 
9 215 & Install New 100W 9 105 

LANDING 
EMERGENCY 

Induction High Bays 

CIRCUIT 
fixtures in landing areas 

Remove existing 175 
STAIR B LOW BAY OVER Metal Halide Low Bays 

SOUTHEAST DAY LIGHT 26 215 & Install New 100W 27 105 
LANDING STAIRS Induction High Bays 

fixtures in landinQ areas 
Retrofit Fixture wI (1) 

AREA OF 
SURFACE BOX 8 72 

F28T8/8XXlXL & 1 L-
8 30 

REFUGE REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1 ) 
STORAGE RM 

OPEN STRIP 4 72 
F28T8/8XXlXL & 1 L-

4 30 
219 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
MENS RECESSED 

2 72 
LP-HE-IS Bllst, & 2x2 

2 42 
RESTROOM 220 TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 
MENS 

8' STRIP 3 144 
F28T8/8XXlXL & 2L-

3 64 
RESTROOM 220 HP-HE-IS Bllst -

Remove extra sockets 
Retrofit Fixtu re wI (1 ) 

MENS 
OPEN STRIP 1 72 

F28T8/8XX1XL & 1 L-
1 30 

RESTROOM 220 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

CUSTODIAL OPEN STRIP 2 72 
Retrofit Fixture wI (1) 2 30 

REFILL F28T8/8XX1XL & 1 L-
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REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL, 3L-

WOMENS RECESSED 
2 72 LP-HE-IS Bllst, & 2x2 

RESTROOM 220 TROFFER 9 CELL White Reflector kit for 2 42 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 
WOMENS 

8' STRIP 3 144 F28T8/8XXlXL & 2L-
RESTROOM 220 HP-HE-IS Bllst - 3 64 

Remove extra sockets 
Retrofit Fixture wI (1) 

WOMENS 
OPEN STRIP 1 72 F28T8/8XXlXL & 1L-

1 RESTROOM 220 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

DOUBLE DOOR RECESSED F28T8/8XXlXL, 2L-

220 TROFFER 8 144 REF(1.0BF)-HE-IS Bllst, 8 58 
& 2x4 White Reflector 

Kit 
Install New 8' Wrap 

LOW BAY fixture wI (4) 
LARGE OPEN 

PENDANT 48 215 F32T8/8XX1XLlHL High 
48 100 DINING 

CONCRETE lumen 32W T8 lamps 
with step dimming 

ballast 

LARGE OPEN Retrofit Fixture wI (2) 

DINING OPENSTRIP 2 59 F28T8/8XXlXL & 2L-LP- 2 44 
HE-IS Bllst 

Retrofit Fixture wI (1 ) 
LARGE OPEN 

OPEN STRIP 7 72 F28T8/8XXlXL & 1 L-
7 30 DINING REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

UNISEX F17T8/8XX/xLlHL, 3L-

HANDICAP 
RECESSED 

2 72 LP-HE-IS Bllst, & 2x2 2 42 
REST ROOM 224 TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (1 ) 

JANITOR 224 OPEN STRIP 1 72 F28T8/8XX1XL & 1 L- 1 30 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL, 3L-

WOMENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

RESTROOM 226 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

WOMENS 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-
3 64 RESTROOM 226 HP-HE-IS Bllst-

Remove extra sockets 
Retrofit Fixture wi (1 ) 

WOMENS 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L- 1 30 RESTROOM 226 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

CUSTODIAL 
Retrofit Fixture wI (1) 

OPEN STRIP 2 72 F28T8/8XX1XL & 1 L- 2 30 
REFILL 

REF(1.0BF)-HE-IS Bllst 
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- Remove Extra sockets 

Retrofit Fixture wI (3) 
F17T8/8Xx/XLlHL,3L-

MENS RECESSED 
2 72 LP-HE-IS Bllst, & 2x2 

2 42 RESTROOM 226 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

MENS 
8' STRIP 3 144 

F28T8/8Xx/XL & 2L-
3 64 RESTROOM 226 HP-HE-IS Bllst -

Remove extra sockets 
Retrofit Fixture wI (1 ) 

MENS 
OPEN STRIP 1 72 

F28T8/8Xx/XL & 1 L-
1 30 

RESTROOM 226 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
STORAGE RM 

OPEN STRIP 4 72 
F28T8/8Xx/XL & 1 L-

4 30 
226 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
LOW BAY OVER Remove existing 175 

DAY LIGHT Metal Halide Low Bays 
STAIR C STAIRS WITH 50W 

23 215 
& Install New 100W 

23 105 
SOUTHWEST HALOGEN ON Induction High Bays 

EMERGENCY fixtures in stairwells -
CIRCUIT Also Re-circuit fixtures 

LOW BAY OVER 
Remove existing 175 

DAY LIGHT 
Metal Halide Low Bays 

STAIR C STAIRS WITH 50W 
& Install New 100W 

8 215 Induction High Bays 8 105 
SOUTHWEST HALOGEN ON fixtures in stairwells -

EMERGENCY difficult labor for high 
CIRCUIT height 

LOW BAY OVER Remove existing 175 
DAY LIGHT 

STAIR C 
ST AI RS WITH 50W 

Metal Halide Low Bays 
SOUTHWEST 9 215 & Install New 100W 9 105 

LANDING 
HALOGEN ON Induction High Bays 
EMERGENCY 

CIRCUIT 
fixtures in landing areas 

Remove existing 175 
STAIR C LOW BAY OVER Metal Halide Low Bays 

SOUTHWEST DAY LIGHT 25 215 & Install New 100W 26 105 
LANDING STAIRS Induction High Bays 

fixtures in landing areas 
Retrofit Fixture wI (1) 

AREA OF SURFACE BOX 8 72 
F28T8/8Xx/XL & 1 L- 8 30 

REFUGE 227 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

CONCESSION 3 RECESSED 
F28T8/8XXIXL, 2L-

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
207 TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

REAR RECESSED 
F28T8/8XXIXL, 2L-

CONCESSION 3 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
207 

TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
CONCESSION 3 RECESSED 4 144 

F28T8/8XX1XL, 2L- 4 58 
207 TROFFER REF(1.0BF)-HE-IS Bllst, 

& 2x4 White Reflector 
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Kit 

Retrofit Fixture wi (2) 

CONCESSION 3 RECESSED F28T8/8Xx/XL, 2L-

KITCHEN TROFFER 8 144 REF(1.0BF)-HE-IS Bllst, 8 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (1) 

JANITOR 207 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
1 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

ELECTRICAL 
OPEN STRIP 2 72 F28T8/8XX1XL & 1 L-

207 REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XX1XL, 2L-
CONCESSION 3 

TROFFER 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 

& 2x4 White Reflector 
Kit 

Install New 3' Strip 
CONCESSION 3 JELL Y JAR HOOD 

2 200 Fixture wi (2) 
2 HOOD LIGHT F25T8/8XX1XLlHL & 2L- 38 

LP-HE-IS Bllst 
Install New 8' Wrap 

LOW BAY fixture wi (4) 
OPEN DINING 

PENDANT 4 215 
F32T8/8XX1XLlHL High 

4 100 209 
CONCRETE 

lumen 32W T8 lamps 
with step dimming 

ballast 
Retrofit Fixture wi (1 ) 

JANITOR 210 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 
ELECTRICAL 

OPEN STRIP 2 72 
F28T8/8Xx/XL & 1 L-

2 30 210 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXLlHL, 3L-

WOMENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

RESTROOM 210 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 

WOMENS 
8' STRIP 3 144 

F28T8/8Xx/XL & 2L-
3 64 

RESTROOM 210 HP-HE-IS Bllst-
Remove extra sockets 
Retrofit Fixture wi (1 ) 

WOMENS OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

1 30 
RESTROOM 210 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

CUSTODIAL 
OPEN STRIP 1 72 

F28T8/8XX1XL & 1 L-
1 30 

REFILL REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (3) 
F17TS/SXXlXLlHL, 3L-

MENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

RESTROOM 210 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
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Retrofit Fixture wI (2) 
MENS 

8' STRIP 3 144 
F28T8/8XXJXL & 2L-

3 64 RESTROOM 210 HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wI (1) 

MENS 
OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-

1 30 RESTROOM 210 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Install New 8' Wrap 

LOW BAY fixture wI (4) 
ELEVATOR 

PENDANT 4 215 F32T8/8XXJXLlHL High 
4 100 LOBBY 

CONCRETE lumen 32W T8 lamps 
with step dimming 

ballast 
Retrofit Fixture wI (3) 

F17T8/8Xx/xLlHL, 3L-
MENS RECESSED 

2 72 
LP-HE-IS Bllst, & 2x2 

2 42 RESTROOM 214 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

MENS 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-
3 64 RESTROOM 214 HP-HE-IS Bllst -

Remove extra sockets 
Retrofit Fixture wI (1 ) 

MENS 
OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-

1 30 RESTROOM 214 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1 ) 
CUSTODIAL 

OPEN STRIP 1 72 
F28T8/8XXJXL & 1 L-

1 30 REFILL REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL, 3L-

WOMENS RECESSED 
2 72 LP-HE-IS Bllst, & 2x2 

2 42 
RESTROOM 214 TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 
WOMENS 8' STRIP 3 144 F28T8/8XXlXL & 2L-

3 64 
RESTROOM 214 HP-HE-IS Bllst -

Remove extra sockets 
Retrofit Fixture wI (1 ) 

WOMENS 
OPEN STRIP 1 72 

F28T8/8XXJXL & 1 L-
1 30 

RESTROOM 214 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Install New 8' Wrap 

LOW BAY 
fixture wI (4) 

OPEN DINING 
PENDANT 4 215 

F32T8/8XX/XLlHL High 
4 100 

215 
CONCRETE 

lumen 32W T8 lamps 
with step dimming 

ballast 
Retrofit Fixture wI (1 ) 

JANITOR 214 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1 ) 
ELECTRICAL 

OPEN STRIP 2 72 
F28T8/8XXJXL & 1 L-

2 30 
214 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 

CONCESSION 4 RECESSED 2 144 Retrofit Fixture wi (2) 2 58 
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216 TROFFER F28T8/8xx/xL, 2L-
REF(1.0BF)-HE-IS Bllst, 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 
REAR F28T8/8XXlXL, 2L-

RECESSED 144 REF(1.0BF)-HE-IS Bllst, 2 58 CONCESSION 4 2 
TROFFER & 2x4 White Reflector 216 

Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

CONCESSION 4 RECESSED 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 

216 TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 
F28T8/8XXIXL,2L-

CONCESSION 4 RECESSED 
8 144 REF(1.0BF)-HE-IS Bllst, 8 58 

216 TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wi (1 ) 

72 
F28T8/8XXlXL & 1 L-

1 30 JANITOR 216 OPEN STRIP 1 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 
ELECTRICAL 72 F28T8/8XX1XL & 1 L-

2 30 OPEN STRIP 2 REF(1.0BF)-HE-IS Bllst 216 
- Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

CONCESSION 4 RECESSED 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 

216 TROFFER & 2x4 White Reflector 
Kit 

Install New 3' Strip 
CONCESSION 4 JELL Y JAR HOOD 

2 200 
Fixture wi (2) 

2 38 
HOOD LIGHT F25T8/8XX1XLlHL & 2L-

LP-HE-IS Bllst 
Retrofit fixtu re wi (1 ) 
Vertically positioned 

26W Compact 
RECESSED 

6 120 Fluorescent, Dimming 6 28 BOX 214A 
DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixtu re wi (1 ) 
Vertically positioned 

26W Compact 
RECESSED 

6 120 Fluorescent, Dimming 6 28 BOX 214B 
DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wi (3) 

F17T8/8XXlXLlHL,3L-
STAFF RECESSED 

72 
LP-HE-IS Bllst, & 2x2 

10 42 10 
White Reflector kit for HALLWAY TROFFER 9 CELL 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 
F28T8/8xx/xL, 2L-STAFF RECESSED 

3 115 STND-HE-IS Bllst, & 3 48 HALLWAY STAIR TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
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Retrofit Fixture wi (2) 

ROOM I 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
3 115 STND-HE-IS Bllst, & 3 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

ROOM H 
RECESSED 

F28T8/8XX1XL, 2L-

TROFFER 
3 115 STND-HE-IS Bllst, & 3 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (1) 

ROOMG SURFACE BOX 4 72 
F28T8/8XX1XL & 1 L-

4 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

ROOM F 
RECESSED 

F28T8/8XX1XL, 2L-

TROFFER 
3 115 STND-HE-IS Bllst, & 3 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (1) 

ROOM E SURFACE BOX 4 72 
F28T8/8XXlXL & 1 L-

4 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 

ROOMD SURFACE BOX 8 72 
F28T8/8XX1XL & 1 L-

8 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

ROOMC SURFACE BOX 4 72 
F28T8/8XXlXL & 1 L-

4 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

ROOMB SURFACE BOX 4 72 
F28T8/8XXlXL & 1 L-

4 REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

ROOM A 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
3 115 STND-HE-IS Bllst, & 3 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

UNMARKED RECESSED F28T8/8XX1XL, 2L-

SOUND ROOM TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 

UNMARKED WRAP WITH PULL Retrofit Fixture wi (4) 

SOUND ROOM CHAIN 
1 144 F28T8/8XXlXL & 4L-LP- 1 84 

HE-IS Bllst 
Retrofit fixture wi (1) 
Vertically positioned 

UNMARKED RECESSED 26W Compact 

SOUND ROOM DIMMING CAN 4 120 Fluorescent, Dimming 4 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wi (2) 

UNMARKED RECESSED F28T8/8XX1XL,2L-

SOUND ROOM 2 TROFFER 7 115 STND-HE-IS Bllst, & 7 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
UNMARKED RECESSED 8 120 Retrofit fixtu re wi (1 ) 8 28 
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SOUND ROOM 2 DIMMING CAN Vertically positioned 
26W Compact 

Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact 
28 

RECESSED 
6 120 Fluorescent, Dimming 6 BOX 210A 

DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact 
28 

RECESSED 
120 Fluorescent, Dimming 6 BOX 210B 

DIMMING CAN 6 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1) 
Vertically positioned 

26W Compact 
28 

RECESSED 
120 Fluorescent, Dimming 6 BOX209A 

DIMMING CAN 6 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1) 
Vertically positioned 

26W Compact 
28 

RECESSED 
6 120 Fluorescent, Dimming 6 BOX 209B 

DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact 
28 

RECESSED 
120 Fluorescent, Dimming 6 6 BOX 208A 

DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

26W Compact 
28 

RECESSED 
120 Fluorescent, Dimming 6 BOX 208B 

DIMMING CAN 6 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

26W Compact 
28 

RECESSED 
Fluorescent, Dimming 6 6 120 BOX 207A 

DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1) 
Vertically positioned 

26W Compact 
28 

RECESSED 
Fluorescent, Dimming 6 6 120 BOX 207B 

DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 
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NORTH MAIN TRACK Replace lamp wI 45W 
COMMON ADJUSTABLE 90 55 MR16 Halogen Infrared 90 45 

CORRIDOR MOUNT Flood Lamp 
Install new 8' Wall 

NORTH MAIN 8' WALL MOUNT Wash Radial Wrap 
COMMON CHANNEL WITH 3 4 450 Fixture wI (2) 4 58 

CORRIDOR 150W INC TYPE A F28T8/8XXlXL,3L-
STND-HE-IS Bllst 

LOW BAY OVER Remove existing 175 
STAIR A DAY LIGHT Metal Halide Low Bays 

NORTHEAST STAIRS WITH 50W 25 215 
& Install New 100W 

25 105 
LANDINGS - ON HALOGEN ON Induction High Bays 

EM CIRCUIT EMERGENCY fixtures in stairwells -
CIRCUIT Also Re-circuit fixtures 

LOW BAY OVER 
Remove existing 175 

STAIR A DAY LIGHT 
Metal Halide Low Bays 

& Install New 100W 
NORTHEAST STAIRS WITH 50W 

8 215 Induction High Bays 8 105 
LANDINGS - ON HALOGEN ON 

EM CIRCUIT EMERGENCY 
fixtures in stairwells -

CIRCUIT 
difficult labor for high 

height 
LOW BAY OVER Remove existing 175 

DAY LIGHT 
STAIR A STAIRS WITH 50W 

Metal Halide Low Bays 
NORTHEAST 

HALOGEN ON 
9 215 & Install New 100W 9 105 

LANDINGS 
EMERGENCY 

Induction High Bays 

CIRCUIT 
fixtures in landing areas 

Remove existing 175 
STAIR A LOW BAY OVER Metal Halide Low Bays 

NORTHEAST DAY LIGHT 28 215 & Install New 100W 28 105 
LANDINGS STAIRS Induction High Bays 

fixtures in landing areas 
Retrofit Fixture wI (1 ) 

AREA OF 
SURFACE BOX 8 72 

F28T8/8XXlXL & 1 L-
8 30 REFUGE REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

STORAGE RM 
OPEN STRIP 4 72 

F28T8/8XX!XL & 1 L-
4 30 204 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

F17T8/8XX!XLlHL, 3L-
MENS RECESSED 

2 72 
LP-HE-IS Bllst, & 2x2 

2 42 RESTROOM 204 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

MENS 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-
3 64 RESTROOM 204 HP-HE-IS Bllst-

Remove extra sockets 
Retrofit Fixture wI (1 ) 

MENS 
OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-

1 30 RESTROOM 204 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
CUSTODIAL 

OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-
2 REFILL REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

WOMENS RECESSED Retrofit Fixture wI (3) 

RESTROOM 204 TROFFER 9 CELL 2 72 F17T8/8XXIXLlHL, 3L- 2 42 
LP-HE-IS Bllst, & 2x2 
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White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

WOMENS 
RESTROOM 204 8' STRIP 3 144 F28T8/8XXlXL & 2L-

3 
HP-HE-IS Bllst-

64 

Remove extra sockets 
Retrofit Fixture wi (1 ) 

WOMENS 
RESTROOM 204 OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L- 1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

LOCKED DOOR RECESSED 
F28T8/8XXlXL, 2L-

203 TROFFER 6 115 STND-HE-IS Bllst, & 6 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wi (1) 
Vertically positioned 

ALAMODOME RECESSED 26W Compact 

SPORTS CLUB DIMMING CAN 95 120 Fluorescent, Dimming 95 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

ALAMODOME 
OPEN STRIP 

Retrofit Fixture wi (1 ) 

SPORTS CLUB 2 43 F28T8/8XXlXL & 1 L-LP- 2 22 
HE-IS Bllst 

ALAMODOME EDGELIT CF NO 
Install new Universal 

SPORTS CLUB BBU 4 23 Red LED Exit wI Battery 4 3 
Back UP 

Retrofit Fixture wi (2) 

LOCKED ROOM 
RECESSED 

F28T8/8XX1XL, 2L-

TROFFER 5 144 REF(1.0BF)-HE-IS Bllst, 5 58 
& 2x4 White Reflector 

Kit 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

CONFERENCE RECESSED 
26W Compact 

RM DIMMING CAN 13 120 Fluorescent, Dimming 13 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

CONFERENCE ADJUSTABLE 
Replace lamp wi 8W 

RM TRACK MOUNT 5 50 Screw in R20 Cold 5 8 
Cathode Flood Lamp 

CONFERENCE EDGELIT CF NO 
Install new Universal 

RM BBU 1 23 Red LED Exit wi Battery 1 3 
Back UP 

Retrofit fixture wi (1 ) 
Vertically positioned 

LOCKED RM 2 RECESSED 
26W Compact 

DIMMING CAN 13 120 Fluorescent, Dimming 13 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

LOCKED RM 2 ADJUSTABLE 
Replace lamp wi 8W 

TRACK MOUNT 5 50 Screw in R20 Cold 5 8 
Cathode Flood Lamp 

LOCKED RM 2 EDGELIT CF NO 
Install new Universal 

BBU 
1 23 Red LED Exit wI Battery 1 3 

Back UP 

CUSTODIAL RECESSED 1 144 Retrofit Fixture wI (2) 1 58 
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CLOSET TROFFER F28T8/8XX1XL,2L-
REF(1.0BF)-HE-IS Bllst, 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 

KITCHEN RECESSED 
9 

F28T8/8XXlXL, 2L-

TROFFER 144 REF(1.0BF)-HE-IS Bllst, 9 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1 ) 

KITCHEN W~~AP 1 72 
F28T8/8XXlXL & 1 L-

1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

LOCKED ROOM RECESSED F28T8/8XXlXL, 2L-

3 TROFFER 5 144 REF(1.0BF)-HE-IS Bllst, 5 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

SMALL RM 
RECESSED 

1 
F28T8/8XXlXL, 2L-

TROFFER 144 REF(1.0BF)-HE-IS Bllst, 1 58 
& 2x4 White Reflector 

Kit 
Retrofit fixture wI (1 ) 
Vertically positioned 

CONFERENCE RECESSED 26W Compact 

RM DIMMING CAN 
12 120 Fluorescent, Dimming 12 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 

CONFERENCE ADJUSTABLE 
Replace lamp wI 8W 

RM TRACK MOUNT 5 50 Screw in R20 Cold 5 8 
Cathode Flood Lam~ 
Retrofit Fixture wI (3) 

UNISEX 
RECESSED 

F17T8/8XXIXLlHL, 3L-

HANDICAP 
TROFFER 9 CELL 

1 72 LP-HE-IS Bllst, & 2x2 
1 

REST ROOM 201 White Reflector kit for 
42 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (1) 
CUSTODIAL 
REFLL 201 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

LOCKED DOOR 
244 

OPEN STRIP 6 72 
F28T8/8XXlXL & 1 L-

6 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

FAN RM 243 WRAP 2 72 
F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

THE RK GROUP RECESSED 
F28T8/8XXIXL, 2L-

LLC TROFFER 
12 115 STND-HE-IS Bllst, & 12 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (3) 

WOMENS RECESSED 
F17T8/8XXlXLlHL, 3L-

RESTROOM 242 TROFFER 9 CELL 
2 72 LP-HE-IS Bllst, & 2x2 2 42 

White Reflector kit for 
Deep Cell Parabolic 
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Fixture 

Retrofit Fixture wi (2) 
WOMENS 8' STRIP 3 144 

F28T8/8XXlXL & 2L-
3 64 

RESTROOM 242 HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wi (1) 

WOMENS 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
1 30 

RESTROOM 242 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL OPEN STRIP 2 72 

F28T8/8XX1XL & 1 L-
2 30 

REFILL REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XX1XLlHL, 3L-

MENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

RESTROOM 242 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 

MENS 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-
3 64 

RESTROOM 242 HP-HE-IS Bllst-
Remove extra sockets 
Retrofit Fixture wi (1 ) 

MENS 
OPEN STRIP 1 72 

F28T8/8XX1XL & 1 L-
1 30 RESTROOM 242 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

STORAGE RM 
OPEN STRIP 4 72 

F28T8/8XXlXL & 1 L-
4 30 242 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
LOW BAY OVER Remove existing 175 

DAY LIGHT Metal Halide Low Bays 
STAIR D STAIRS WITH 50W 

25 215 
& Install New 100W 

25 105 NORTHWEST HALOGEN ON Induction High Bays 
EMERGENCY fixtures in stairwells -

CIRCUIT Also Re-circuit fixtures 

LOW BAY OVER Remove existing 175 

DAY LIGHT Metal Halide Low Bays 

STAIR D STAIRS WITH 50W & Install New 100W 

NORTHWEST HALOGEN ON 9 215 Induction High Bays 8 105 

EMERGENCY fixtures in stairwells-

CIRCUIT difficult labor for high 
height 

LOW BAY OVER 
Remove existing 175 DAY LIGHT STAIR D 

STAIRS WITH 50W Metal Halide Low Bays 
NORTHWEST 

HALOGEN ON 10 215 & Install New 100W 9 105 
LANDING 

EMERGENCY Induction High Bays 

CIRCUIT fixtures in landing areas 

LOW BAY OVER 
Remove existing 175 DAY LIGHT STAIR D 

ST AI RS WITH 50W Metal Halide Low Bays 
NORTHWEST 

HALOGEN ON 
26 215 & Install New 100W 27 105 

LANDING 
EMERGENCY Induction High Bays 

CIRCUIT fixtures in landing areas 

Retrofit Fixture wi (1) 
AREA OF 

SURFACE BOX 8 72 F28T8/8XXlXL & 1 L-
REFUGE REF(1.OBF)-HE-IS Bllst 8 30 

- Remove Extra sockets 
BOX204A RECESSED 6 120 Retrofit fixture wi (1) 6 28 
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DIMMING CAN Vertically positioned 
26W Compact 

Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1) 
Vertically positioned 

BOX 204B 
RECESSED 

26W Compact 

DIMMING CAN 
6 120 Fluorescent, Dimming 6 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixture wi (1 ) 
Vertically positioned 

BOX 203A 
RECESSED 

26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1) 
Vertically positioned 

BOX 203B 
RECESSED 

26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1) 
Vertically positioned 

BOX 202A RECESSED 
26W Compact 

DIMMING CAN 
6 120 Fluorescent, Dimming 6 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixture wi (1 ) 
Vertically positioned 

BOX 202B 
RECESSED 

6 
26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1) 
Vertically positioned 

BOX 201A 
RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1) 
Vertically positioned 

BOX201B RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1 ) 
Vertically positioned 

BOX 244A RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 
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Retrofit fixture wI (1 ) 
Vertically positioned 

BOX 244B RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1 ) 
Vertically positioned 

BOX 243A RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1 ) 
Vertically positioned 

BOX 243B RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOX 242A RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOX 242B RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 

CONCESSION 2 RECESSED F28T8/8XXIXL, 2L-

239 TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

REAR 
CONCESSION 2 RECESSED F28T8/8XXlXL, 2L-

TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 
239 

58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

CONCESSION 2 RECESSED 
F28T8/8XXIXL, 2L-

239 TROFFER 4 144 REF(1.0BF)-HE-IS Bllst, 4 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

CONCESSION 2 RECESSED 
F28T8/8XX1XL, 2L-

KITCHEN TROFFER 8 144 REF(1.0BF)-HE-IS Bllst, 8 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

JANITOR 207 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L- 1 

REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

ELECTRICAL 
OPEN STRIP 

Retrofit Fixture wI (1) 

207 2 72 F28T8/8XX1XL & 1 L- 2 30 
REF(1.0BF)-HE-IS Bllst 
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- Remove Extra sockets 

Retrofit Fixture wI (2) 

CONCESSION 2 RECESSED 
F28T8/8XX1XL, 2L-

239 TROFFER 4 144 REF(1.0BF)-HE-IS Bllst, 4 58 
& 2x4 White Reflector 

Kit 
Install New 3' Strip 

CONCESSION 2 JELL Y JAR HOOD 
2 200 

Fixture wi (2) 
2 38 HOOD 239 LIGHT F25T8/8XX1XLlHL & 2L-

LP-HE-IS Bllst 
Install New 8' Wrap 

LOW BAY 
fixture wI (4) 

OPEN DINING 
PENDANT 4 215 

F32T8/8XX1XLlHL High 
4 100 237 

CONCRETE lumen 32W T8 lamps 
with step dimming 

ballast 
Retrofit Fixture wI (1 ) 

JANITOR 236 OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

ELECTRICAL 
OPEN STRIP 2 72 

F28T8/8XXlXL & 1 L-
2 30 236 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
WOMENS RECESSED 

2 72 
LP-HE-IS Bllst, & 2x2 

2 42 RESTROOM 236 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 

WOMENS 
8' STRIP 3 144 F28T8/8XX1XL & 2L-

3 64 RESTROOM 236 HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wI (1 ) 

WOMENS 
OPEN STRIP 1 72 

F28T8/8XX1XL & 1 L-
1 30 RESTROOM 236 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

CUSTODIAL 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
1 30 

REFILL REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXLlHL, 3L-

MENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

RESTROOM 236 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

MENS 
8' STRIP 3 144 

F28T8/8XX1XL & 2L-
3 64 

RESTROOM 236 HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wI (1) 

MENS OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
RESTROOM 236 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Install New 8' Wrap 

WEST LOW BAY fixture wi (4) 
ELEVATOR PENDANT 4 215 F32T8/8XX1XLlHL High 4 100 
LOBBY 234 CONCRETE lumen 32W T8 lamps 

with step dimming 
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ballast 

Retrofit Fixture wI (3) 
F17T8/8XXlXLlHL, 3L-

MENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 RESTROOM 233 TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 
MENS 

8' STRIP 3 144 
F28T8/8XX1XL & 2L-

3 64 RESTROOM 233 HP-HE-IS Bllst-
Remove extra sockets 
Retrofit Fixture wI (1) 

MENS 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
1 30 

RESTROOM 233 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1 ) 
CUSTODIAL 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
REFILL REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
WOMENS RECESSED 

2 72 
LP-HE-IS Bllst, & 2x2 

2 42 
RESTROOM 232 TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 
WOMENS 

8' STRIP 3 144 
F28T8/8XXlXL & 2L-

3 64 
RESTROOM 232 HP-HE-IS Bllst -

Remove extra sockets 
Retrofit Fixtu re wI (1 ) 

WOMENS 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L- 1 30 
RESTROOM 232 REF( 1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Install New 8' Wrap 

LOW BAY 
fixture wI (4) 

OPEN DINING 
PENDANT 4 215 

F32T8/8XX1XLlHL High 4 100 
231 

CONCRETE 
lumen 32W T8 lamps 

with step dimming 
ballast 

Retrofit Fixture wI (1 ) 

JANITOR 230 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L- 1 30 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
ELECTRICAL 

OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

2 30 
230 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION 1 RECESSED 
F28T8/8XX1XL, 2L-

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
229 TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

REAR RECESSED 
F28T8/8XXlXL, 2L-

CONCESSION 1 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

239 
TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

CONCESSION 1 RECESSED 
4 144 

F28TS/8XXlXL, 2L- 4 58 
239 TROFFER REF(1.0BF)-HE-IS Bllst, 

& 2x4 White Reflector 
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Kit 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-CONCESSION 1 RECESSED 

8 144 REF(1.0BF)-HE-IS Bllst, 8 58 239 TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

72 
F28T8/8XXlXL & 1 L-

1 30 JANITOR 239 OPEN STRIP 1 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixtu re wI (1 ) 
ELECTRICAL 

72 
F28T8/8XX1XL & 1 L-

2 30 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst 239 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XX1XL, 2L-

CONCESSION 1 RECESSED 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 

239 TROFFER 
& 2x4 White Reflector 

Kit 
Install New 3' Strip 

CONCESSION 1 JELL Y JAR HOOD 200 
Fixture wI (2) 

2 38 2 
F25T8/8XX1XLlHL & 2L-HOOD 239 LIGHT 

LP-HE-IS Bllst 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

26W Compact 
RECESSED 120 Fluorescent, Dimming 6 28 BOX 239A 

DIMMING CAN 
6 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact 
28 RECESSED 

6 120 Fluorescent, Dimming 6 BOX 239B DIMMING CAN Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

26W Compact 
28 RECESSED 

6 120 Fluorescent, Dimming 6 BOX 238A DIMMING CAN Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

26W Compact 
28 RECESSED 6 120 Fluorescent, Dimming 6 BOX 238B DIMMING CAN Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact 
28 RECESSED 120 Fluorescent, Dimming 6 BOX 237A DIMMING CAN 

6 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
28 RECESSED 6 120 Vertically positioned 6 BOX 237B 

DIMMING CAN 26W Compact 
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Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOX 236A RECESSED 
6 

26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOX 236B 
RECESSED 

6 
26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1 ) 
Vertically positioned 

BOX 235A RECESSED 
6 

26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1) 
Vertically positioned 

BOX 235B RECESSED 
6 

26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wI (1) 
Vertically positioned 

BOX 234A 
RECESSED 

4 
26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 4 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOX 234B 
RECESSED 26W Compact 

DIMMING CAN 
4 120 Fluorescent, Dimming 4 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOX 233A RECESSED 
6 

26W Compact 

DIMMING CAN 
120 Fluorescent, Dimming 6 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

BOX 233B 
RECESSED 

6 
26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

BOX 232A 
RECESSED 

6 
Retrofit fixture wi (1 ) 

DIMMING CAN 
120 

Vertically positioned 
6 28 
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26W Compact 
Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wi (1 ) 
Vertically positioned 

BOX 232B RECESSED 26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixtu re wi (1 ) 
Vertically positioned 

BOX 231A RECESSED 
6 

26W Compact 

DIMMING CAN 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1 ) 
Vertically positioned 

BOX 231B RECESSED 
6 

26W Compact 

DIMMING CAN 
120 Fluorescent, Dimming 6 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixture wi (1 ) 
Vertically positioned 

BOX 230A 
RECESSED 

6 
26W Compact 

DIMMING CAN 
120 Fluorescent, Dimming 6 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixture wi (1) 
Vertically positioned 

BOX 230B RECESSED 
6 

26W Compact 

DIMMING CAN 
120 Fluorescent, Dimming 6 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit fixture wi (1) 
Vertically positioned 

BOX 229A 
RECESSED 

26W Compact 

DIMMING CAN 6 120 Fluorescent, Dimming 6 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit fixture wi (1 ) 
Vertically positioned 

BOX 229B 
RECESSED 

26W Compact 

DIMMING CAN 
6 120 Fluorescent, Dimming 6 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 

SEATING 127- LOW BAY 
Install New 4' High Bay 

128 
PENDANT 4 215 

wi (3) F28T8/8XX/XL 
4 78 

CONCRETE 
Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wi (1 ) 

SEATING 127- WALL MOUNT F28T8/8XXlXL & 1L-
128 STRIP IN SIGN 

2 72 
REF( 1.0BF)-HE-IS Bllst 

2 30 

- Remove Extra sockets 
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Retrofit Fixture wI (1) 

STORAGE RM SURFACE BOX 10 72 F28T8/8XXlXL & 1 L-
10 30 REF( 1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

F17T8/8XX!XLlHL, 3L-
SOUTH WEST RECESSED 

10 72 LP-HE-IS Bllst, & 2x2 
10 42 OFFICE HALL TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Install new Universal SOUTHWEST SURFACE MOUNT 
1 40 Red LED Exit wI Battery 1 3 OFFICE HALL NON BBUP 

Back uR 
Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-

ENTRY HALL RECESSED 
1 115 STND-HE-IS Bllst, & 1 48 TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wI (1 ) 
Vertically positioned 

RECESSED 26W Compact 
ENTRY HALL 3 120 Fluorescent, Dimming 3 28 DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
72 F17T8/8XXlXLlHL, 2L-

6 29 HALL 
TROFFER 6 

STND-HE-IS Bllst, & 
2x2 White Refl Kit 

Retrofit Fixture wI (2) 
RECESSED 

72 F17T8/8XXlXLlHL,2L-
4 29 SIDE OPEN 

TROFFER 
4 

STND-HE-IS Bllst, & 
2x2 White Refl Kit 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

SIDE OPEN RECESSED 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 

TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

UNMARKED F28T8/8XXlXL, 2L-
RECESSED 

REF(1.0BF)-HE-IS Bllst, 2 58 CORNER 2 144 
OFFICE 

TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

UNMARKED RECESSED 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

OFFICE 2 TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

UNMARKED RECESSED 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

OFFICE 3 TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XX1XL, 2L-

UNMARKED RECESSED 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

OFFICE 4 TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
UNMARKED RECESSED 

2 144 F28T8/8XXlXL, 2L- 2 58 
OFFICE 5 TROFFER REF(1.0BF)-HE-IS Bllst, 
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& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

FRONT OFFICE RECESSED F28T8/8XXlXL, 2L-

6 TROFFER 3 115 STND-HE-IS Bllst, & 3 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixtu re wi (1 ) 
Vertically positioned 

FRONT OFFICE RECESSED 26W Compact 

6 DIMMING CAN 
4 120 Fluorescent, Dimming 4 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wi (1) 

SUPPLY SURFACE MOUNT 
1 72 

F28T8/8XXlXL, 1 L-
CLOSET BOX REF(1.0BF)-HE-IS Bllst, 1 30 

& 1 x4 1 L White Refl Kit 
Retrofit Fixture wi (2) 

RECESSED 
F28T8/8XXlXL, 2L-

CENTER OPEN 
TROFFER 

7 115 STND-HE-IS Bllst, & 7 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XXIXL, 2L-
BREAK RM 

TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

WOMENS REST RECESSED 
1 72 

F17T8/8XXlXLlHL, 2L-
1 29 

ROOM TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

Retrofit Fixture wi (2) 
MENS RECESSED 

1 72 
F17T8/8XXlXLlHL,2L-

1 29 
RESTROOM TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 
Retrofit Fixture wi (2) 

RECESSED 
F28T8/8XXlXL, 2L-

SUPPLY ROOM 
TROFFER 

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (1 ) 

VIDEO TAPE SURFACE MOUNT 
1 72 

F28T8/8XXlXL, 1 L- 1 30 
STRG BOX REF(1.0BF)-HE-IS Bllst, 

& 1 x4 1 L White Refl Kit 
Retrofit Fixture wi (2) 

RECESSED 
F28T8/8XXlXL, 2L-

OPEN OFFICE TROFFER 
11 144 REF(1.0BF)-HE-IS Bllst, 11 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

AMANDA RECESSED 
F28T8/8XX1XL, 2L-

YRUEGAS TROFFER 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 
UNMARKED RECESSED 

F28T8/8XXlXL, 2L-
CORNER TROFFER 

4 144 REF(1.0BF)-HE-IS Bllst, 4 58 
OFFICE & 2x4 White Reflector 

Kit 

BOX OFFICE OPEN STRIP 4 72 Retrofit Fixture wI (1 ) 4 30 
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STAIRWELL F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

HALL OVER LOW BAY Install New 4' High Bay 

LOBBY PENDANT 5 215 wI (3) F28T8/8XXlXL 
5 

CONCRETE Lamps & 4L-STND-HE- 78 

IS Ballast 
Retrofit Fixture wI (2) 

ELEVATOR RECESSED F28T8/8XXlXL, 2L-

LOBBY TROFFER 
20 115 STND-HE-IS Bllst, & 20 48 

2x4 White Reflector Kit 
for Parabolic Fixture 

PIPE CHASE IN Retrofit Fixture wI (1) 

ELEVATOR OPEN STRIP 1 72 
F28T8/8XX1XL & 1 L-

LOBBY REF(1.OBF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

UNISEX RECESSED F28T8/8XXlXL, 2L-

BATHROOM TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 

HALL OVER 
LOW BAY Install New 4' High Bay 

LOBBY PENDANT 5 215 
wI (3) F28T8/8XXlXL 

5 78 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (3) 

F17T8/8XXIXLlHL, 3L-
SOUTH EAST RECESSED 
OFFICE HALL TROFFER 9 CELL 

10 72 LP-HE-IS Bllst, & 2x2 
10 42 

White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit fixture wI (1 ) 
Vertically positioned 

SOUTH EAST RECESSED 
26W Compact 

OFFICE HALL DIMMING CAN 
2 120 Fluorescent, Dimming 2 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (2) 

OPEN 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
8 115 STND-HE-IS Bllst, & 8 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wI (1 ) 
Vertically positioned 

OPEN 
RECESSED 

26W Compact 

DIMMING CAN 
10 120 Fluorescent, Dimming 10 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (2) 

COPY ROOM 
RECESSED 

F28T8/8XX1XL, 2L-

TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXIXLlHL, 3L-
RECESSED 

COPY ROOM 2 
LP-HE-IS Bllst, & 2x2 

TROFFER 9 CELL 
72 White Reflector kit for 

2 42 

Deep Cell Parabolic 
Fixture 
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Retrofit Fixture wI (2) 

UNMARKED RECESSED F28T8/8XXlXL, 2L-

OFFICE 1 TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (3) 

UNMARKED RECESSED 
F17T8/8XXlXLlHL,3L-

OFFICE 1 TROFFER 9 CELL 2 72 LP-HE-IS Bllst, & 2x2 
2 42 White Reflector kit for 

Deep Cell Parabolic 
Fixture 

SERVER I 
RECESSED 

Retrofit Fixture wI (2) 

SUPPLY 
TROFFER 1 115 F28T8/8XXIXL, 2L-

1 
CLOSET STND-HE-IS Bllst, & 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

SUSAN RECESSED F28T8/8XX/XL, 2L-

BLACKWOOD TROFFER 3 115 STND-HE-IS Bllst, & 3 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

SUSAN RECESSED 26W Compact 

BLACKWOOD DIMMING CAN 13 120 Fluorescent, Dimming 13 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 

BILL HANSON RECESSED F28T8/8XXlXL, 2L-

TROFFER 4 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

KARl CHAPMAN RECESSED F28T8/8XX1XL,2L-

OPEN OFFICE TROFFER 8 115 STND-HE-IS Bllst, & 8 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

BREAK RM RECESSED 
F28T8/8XXIXL, 2L-

TROFFER 1 115 STND-HE-IS Bllst, & 1 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1 ) 
Vertically positioned 

BREAK RM 
RECESSED 26W Compact 

DIMMING CAN 
4 120 Fluorescent, Dimming 4 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Install New 3' Vanity 

WOMENS WALL MOUNT Fixture wI (1 ) 
RESTROOM VANITY 

1 240 
F25T8/8XX1XLlHL & 1 L-

1 23 

STND-HE-IS Bllst 
Retrofit fixture wI (1 ) 
Vertically positioned 

WOMENS RECESSED 
26W Compact 

RESTROOM DIMMING CAN 
1 120 Fluorescent, Dimming 1 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
MENS WALL MOUNT 1 240 Install New 3' Vanity 1 23 
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RESTROOM VANITY Fixture wi (1 ) 
F25T8/8XX1XLlHL & 1 L-

STND-HE-IS Bllst 
Retrofit fixture wi (1) 
Vertically positioned 

MENS RECESSED 26W Compact 

RESTROOM DIMMING CAN 1 120 Fluorescent, Dimming 1 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wi (2) 

UNMARKED RECESSED F28T8/8XXlXL, 2L-

OFFICE 4 TROFFER 4 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

DORSENA RECESSED F28T8/8XXIXL, 2L-

PICKNELL TROFFER 4 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

MARY ULLMANN RECESSED F28T8/8XXlXL, 2L-

TROFFER 4 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

ELENA STOUT RECESSED F28T8/8XX1XL,2L-

TROFFER 4 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

JENNY CARNES RECESSED F28T8/8XXlXL,2L-

TROFFER 4 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 

SEATING 118- LOW BAY Install New 4' High Bay 

119 PENDANT 4 215 wi (3) F28T8/8XXIXL 
4 78 

CONCRETE Lamps & 4L-STND-HE-
IS Ballast 

Retrofit Fixture wi (1) 
SEATING 118- WALL MOUNT F28T8/8XXlXL & 1 L-

119 STRIP IN SIGN 2 72 
REF(1.0BF)-HE-IS Bllst 

2 30 

- Remove Extra sockets 

SAN SNTONIO Retrofit Fixture wi (2) 

SPORTS RECESSED F28T8/8XXlXL, 2L-

CONFERENCE TROFFER 10 115 STND-HE-IS Bllst, & 10 48 

RM 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wi (1 ) 

SAN SNTONIO Vertically positioned 

SPORTS RECESSED 26W Compact 

CONFERENCE DIMMING CAN 10 120 Fluorescent, Dimming 10 28 

RM Electronic Ballast, & 
Recessed Can Retrofit 

Kit 

EASTSOUTH LOW BAY Install New 4' High Bay 

STORAGE RM PENDANT 14 215 
wi (3) F28T8/8XX/XL 14 78 

HALL CONCRETE Lamps & 4L-STND-HE-
IS Ballast 

LARGE 8' INDUSTRIAL Retrofit Fixture wI (4) 
STORAGE RM 1 HOOD 10 109 

F28T8/8XX1XL, 4L-LP-
10 84 

{5096.0038 f 130423_1} 159 



HE-IS Bllst, 8' 4L 
Industrial Hood Kit, & 

Wireguards 
Retrofit Fixture wI (1 ) 

SIDE ACCESS 
HALL 

OPEN STRIP 4 72 
F28T8/8XXlXL & 1 L-

4 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

WINDOW 
LOW BAY 

Install New 4' High Bay 

DISPLAY ROOM 
PENDANT 4 215 

wI (3) F28T8/8XXlXL 
4 

CONCRETE 
Lamps & 4L-STND-HE- 78 

IS Ballast 
Retrofit Fixture wI (1) 

FIRE RISER OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL RM OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (4) 

LARGE 8' INDUSTRIAL 
F28T8/8XXlXL, 4L-LP-

STORAGE RM 2 HOOD 
15 109 HE-IS Bllst, 8' 4L 15 84 

Industrial Hood Kit, & 
Wireguards 

Retrofit Fixture wI (3) 

EASTSOUTH 
RECESSED 

F17T8/8XXlXLlHL,3L-

RESTROOM 
TROFFER 9 CELL 

11 72 
LP-HE-IS Bllst, & 2x2 

HALL 
White Reflector kit for 

11 42 

Deep Cell Parabolic 
Fixture 

EASTSOUTH WALL MOUNT 
Retrofit Fixture wI (1 ) 

RESTROOM STRIP IN SIGN 
1 72 

F28T8/8XXlXL & 1 L-
1 

HALL 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

SIDE ACCESS 
HALL 

OPEN STRIP 3 72 
F28T8/8XXlXL & 1 L-

3 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

SERVER RM OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L- 1 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL RM OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L- 2 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
MENS RECESSED 

RESTROOM TROFFER 9 CELL 
1 72 

LP-HE-IS Bllst, & 2x2 
1 42 

White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

MENS RECESSED 
F28T8/8XXlXL, 2L-

RESTROOM TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

MENS 
RESTROOM 

8' STRIP 2 144 
F28T8/8XXlXL & 2L- 2 64 

HP-HE-IS Bllst-
Remove extra sockets 
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Retrofit Fixture wi (1 ) 
MENS 

RESTROOM OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

WOMENS RECESSED F28T8/8XX!XL, 2L-

RESTROOM TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

WOMENS 
RESTROOM 

8' STRIP 1 144 
F28T8/8XXlXL & 2L-

HP-HE-IS Bllst-
1 64 

Remove extra sockets 
Retrofit Fixture wi (1 ) 

WOMENS 
RESTROOM 

OPEN STRIP 2 72 
F28T8/8XX!XL & 1 L-

2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

PRESS BOX RECESSED 
F28T8/8XXIXL, 2L-

OPEN TROFFER 26 115 STND-HE-IS Bllst, & 26 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
PRESS BOX RECESSED 

OPEN TROFFER 9 CELL 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (1 ) 

PRESS BOX 
OPEN 

SURFACE BOX 50 72 
F28T8/8XX!XL & 1 L- 50 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

PRESSBOX RECESSED 
F28T8/8XXlXL, 2L-

SIDE WORK RM TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (3) 

EAST RECESSED 
F17T8/8XXlXLlHL, 3L-

ELEVATOR TROFFER 9 CELL 
10 72 

LP-HE-IS Bllst, & 2x2 10 
LOBBY 

White Reflector kit for 
42 

Deep Cell Parabolic 
Fixture 

EAST LOW BAY 
Install New 4' High Bay 

ELEVATOR PENDANT 4 215 
wi (3) F28T8/8XX/XL 4 

LOBBY CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
Retrofit Fixture wi (3) 

EASTNORTH RECESSED 
F17T8/8XX!XLlHL, 3L-

PRESS BOX TROFFER 9 CELL 
11 72 

LP-HE-IS Bllst, & 2x2 11 
HALL 

White Reflector kit for 
42 

Deep Cell Parabolic 
Fixture 

EASTNORTH WALL MOUNT 
Retrofit Fixture wi (1 ) 

PRESSBOX STRIP IN SIGN 
1 72 

F28T8/8XX!XL & 1 L- 1 
HALL 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

SIDE ACCESS 
HALL 

OPEN STRIP 3 72 
F28T8/8XX!XL & 1 L- 3 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
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Retrofit Fixture wI (1 ) 

TELEPHONE RM OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL RM OPEN STRIP 2 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

UNMARKED RM OPEN STRIP 10 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst 
10 30 

- Remove Extra sockets 

EASTNORTH 
LOW BAY 

Install New 4' High Bay 

STORAGE HALL 
PENDANT 13 215 

wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

13 78 

IS Ballast 
Retrofit Fixture wI (1) 

SIDE ACCESS 
HALL OPEN STRIP 4 72 

F28T8/8XX1XL & 1 L-
REF(1.0BF)-HE-IS Bllst 

4 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

FIRE RISER RM OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL RM OPEN STRIP 2 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 

WINDOW LOW BAY Install New 4' High Bay 

DISPLAY ROOM PENDANT 4 215 
wI (3) F28T8/8Xx/XL 

CONCRETE Lamps & 4L-STND-HE- 4 78 

IS Ballast 

SEATING 105- LOW BAY Install New 4' High Bay 

106 PENDANT 4 215 wI (3) F28T8/8XX1XL 

CONCRETE Lamps & 4L-STND-HE-
4 78 

IS Ballast 
Retrofit F ixtu re wI (1 ) 

SEATING 105- WALL MOUNT 
106 STRIP IN SIGN 2 72 

F28T8/8XX1XL & 1 L-
2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

STORAGE RM 
SURFACE BOX 

Retrofit Fixture wI (1) 

105-106 10 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 10 30 

- Remove Extra sockets 

NORTHEAST LOW BAY Install New 4' High Bay 

HALL PENDANT 5 215 wI (3) F28T8/8XX/XL 

CONCRETE Lamps & 4L-STND-HE- 5 78 

IS Ballast 

OPEN TO LOW BAY Install New 4' High Bay 

LOBBY HALL PENDANT 9 215 wI (3) F28T8/8Xx/XL 

CONCRETE Lamps & 4L-STND-HE- 9 78 

IS Ballast 

OPEN TO WALL MOUNT 
Retrofit Fixture wI (1 ) 

LOBBY HALL STRIP IN SIGN 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 

NORTH 
Retrofit Fixture wI (3) 

ELEVATOR RECESSED F17T8/8XX1XLlHL, 3L-

LOBBY TROFFER 9 CELL 8 72 LP-HE-IS Bllst, & 2x2 8 
White Reflector kit for 

42 

Deep Cell Parabolic 
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Fixture 

Retrofit Fixture wi (2) 

UNISEX RECESSED F28T8/8XXlXL, 2L-

BATHROOM TROFFER 
1 115 STND-HE-IS Bllst, & 1 

2x4 White Reflector Kit 
48 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

PRESS BOX 
RECESSED 
TROFFER 

2 115 
F28T8/8XXlXL, 2L-

STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
Retrofit Fixture wi (1 ) 

CUSTODIAN OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 

NORTHWEST 
LOW BAY 

Install New 4' High Bay 

HALL 
PENDANT 5 215 

wi (3) F28T8/8XXlXL 
5 

CONCRETE 
Lamps & 4L-STND-HE- 78 

IS Ballast 
Retrofit Fixture wi (4) 

LARGE 8' INDUSTRIAL 
F28T8/8XXlXL,4L-LP-

STORAGE RM HOOD 
16 109 HE-IS Bllst, 8' 4L 16 84 

Industrial Hood Kit, & 
Wireguards 

SEATING 140-
LOW BAY 

Install New 4' High Bay 

141 
PENDANT 4 215 

wi (3) F28T8/8XXlXL 
4 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
Retrofit Fixture wi (1) 

SEATING 140- WALL MOUNT 
141 STRIP IN SIGN 

2 72 
F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

STORAGE RM 
140-141 

SURFACE BOX 10 72 
F28T8/8XXlXL & 1 L-

10 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

WESTNORTH 
LOW BAY 

Install New 4' High Bay 

HALL 
PENDANT 14 215 

wi (3) F28T8/8XXlXL 
14 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
Retrofit Fixture wi (3) 

F17T8/8XXlXLlHL,3L-
RECESSED 

OPEN ENTRY 
TROFFER 9 CELL 

4 72 
LP-HE-IS Bllst, & 2x2 
White Reflector kit for 

4 42 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXLlHL, 3L-

RECESSED 
OPEN I HALL TROFFER 9 CELL 

20 72 
LP-HE-IS Bllst, & 2x2 
White Reflector kit for 

20 42 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wi (2) 

OPEN I HALL 
RECESSED 

11 
F28T8/8XXlXL,2L-

TROFFER 
115 STND-HE-IS Bllst, & 11 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

OPEN I HALL 
RECESSED 

1 
F28T8/8XXlXL, 2L-

TROFFER 
144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit for Parabolic Fixture 
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Retrofit Fixture wI (3) 
F17T8/8XX/XLlHL, 3L-

MAIN ENTRY RECESSED 
72 LP-HE-IS Bllst, & 2x2 

4 42 4 
White Reflector kit for LOBBY TROFFER 9 CELL 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-LARGE FRONT RECESSED 

8 115 STND-HE-IS Bllst, & 8 48 OFFICE TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (3) 

F 17T8/8XXlXLlHL, 3L-
LARGE FRONT RECESSED 

72 LP-HE-IS Bllst, & 2x2 
1 42 1 

White Reflector kit for OFFICE TROFFER 9 CELL 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL,2L-UNMARKED RECESSED 

3 115 STND-HE-IS Bllst, & 3 48 OFFICE 1 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-UNMARKED RECESSED 

3 115 STND-HE-IS Bllst, & 3 48 OFFICE 2 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-UNMARKED RECESSED 

4 115 STND-HE-IS Bllst, & 4 48 OFFICE 3 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-RECESSED 

3 115 STND-HE-IS Bllst, & 3 48 KITCHEN 
TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL,2L-UNMARKED RECESSED 

3 115 STND-HE-IS Bllst, & 3 48 
OFFICE 4 TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XX/XL, 2L-UNMARKED RECESSED 

3 115 STND-HE-IS Bllst, & 3 48 OFFICE 5 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL,2L-

RECESSED 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 SUPPLY RM 

TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 
F28T8/8XX1XL, 2L-

RECESSED 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 COPY RM 

TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

RECESSED 
144 

F28T8/8XX/XL, 2L-
3 58 STORAGE RM 

TROFFER 
3 

REF(1.0BF)-HE-IS Bllst, 
& 2x4 White Reflector 
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Kit 

Retrofit Fixture wi (2) 

SIDE ACCESS RECESSED F28T8/8XX1XL, 2L-

HALL TROFFER 
2 144 REF(1.0BF)-HE-IS BlIst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (1) 

FIRE RISER RM OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 30 REF(1.0BF)-HE-IS Blist 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

ELECTRICAL RM OPEN STRIP 2 72 F28T8/8XX1XL & 1 L-
2 30 REF(1.0BF)-HE-IS Blist 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

RECESSED F28T8/8XXlXL, 2L-
SIDE STORAGE 

TROFFER 
2 144 REF(1.0BF)-HE-IS BlIst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 

CONFERENCE RECESSED F28T8/8xx/xL, 2L-

RM TROFFER 
14 144 REF(1.0BF)-HE-IS BlIst, 14 58 

& 2x4 White Reflector 
Kit for Parabolic Fixture 
Retrofit Fixture wi (2) 

SMALL WORK RECESSED F28T8/8xx/xL, 2L-

RM TROFFER 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 

& 2x4 White Reflector 
Kit for Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8Xx/xLlHL, 3L-

MENS REST RECESSED 
1 72 LP-HE-IS BlIst, & 2x2 

1 42 
ROOM TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8xx/xLlHL, 3L-

WOMENS REST RECESSED 
1 72 LP-HE-IS BlIst, & 2x2 

1 42 ROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (3) 

F17T8/8XXlXLlHL, 3L-
UNMARKED RECESSED 

4 72 
LP-HE-IS Bllst, & 2x2 

4 42 
OFFICE 6 TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wi (3) 

SMALL 
F17T8/8XX/xLlHL, 3L-

CONFERENCE 
RECESSED 

5 72 
LP-HE-IS BlIst, & 2x2 

5 42 
RM 

TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 

UNMARKED 
RECESSED 

F28T8/8Xx/xL, 2L-
CORNER TROFFER 

4 115 STND-HE-IS BlIst, & 4 48 
OFFICE 7 2x4 White Reflector Kit 

for Parabolic Fixture 

UNMARKED RECESSED 
Retrofit Fixture wi (2) 

OFFICE 8 TROFFER 
2 115 F28T8/8xx/xL, 2L- 2 48 

STND-HE-IS BlIst, & 
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2x4 White Reflector Kit 
for Parabolic Fixture 

WESTNORTH LOW BAY Install New 4' High Bay 

RESTROOM PENDANT 4 215 wI (3) F28T8/8XXlXL 

HALL CONCRETE Lamps & 4L-STND-HE- 4 78 

IS Ballast 
Retrofit Fixture wI (2) 

MENS RECESSED F28T8/8XXlXL, 2L-

RESTROOM TROFFER 2 115 STND-HE-IS Bllst, & 2 
2x4 White Reflector Kit 

48 

for Parabolic Fixture 

MENS 
Retrofit Fixture wI (2) 

RESTROOM 8' STRIP 2 144 F28T8/8XXlXL & 2L-
2 HP-HE-IS Bllst - 64 

Remove extra sockets 

MENS 
Retrofit Fixture wI (1 ) 

RESTROOM OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

WOMENS RECESSED F28T8/8XXIXL, 2L-

RESTROOM TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 

WOMENS 
Retrofit Fixture wI (2) 

RESTROOM 8' STRIP 1 144 F28T8/8XXlXL & 2L-
1 HP-HE-IS Bllst - 64 

Remove extra sockets 
Retrofit Fixture wI (1 ) 

WOMENS 
RESTROOM OPEN STRIP 2 72 

F28T8/8XX1XL & 1 L-
2 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

SEATING 133- LOW BAY Install New 4' High Bay 

134 
PENDANT 10 215 wI (3) F28T8/8XXlXL 

10 78 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (1) 

SEATING 133- WALL MOUNT 
134 STRIP IN SIGN 1 72 

F28T8/8XXlXL & 1 L-
1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

WEST 
RECESSED 

F17T8/8XXlXLlHL, 3L-

ELEVATOR 
TROFFER 9 CELL 

10 72 
LP-HE-IS Bllst, & 2x2 10 

LOBBY White Reflector kit for 
42 

Deep Cell Parabolic 
Fixture 

WEST LOW BAY Install New 4' High Bay 

ELEVATOR PENDANT 4 215 
wI (3) F28T8/8XX1XL 

4 
LOBBY CONCRETE Lamps & 4L-STND-HE- 78 

IS Ballast 

WESTSOUTH LOW BAY Install New 4' High Bay 

HALL PENDANT 18 215 wI (3) F28T8/8XX/XL 18 78 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (2) 

REST ROOM RECESSED 
HALL TROFFER 4 72 F17T8/8XXlXLlHL,2L- 4 29 STND-HE-IS Bllst, & 

2x2 White Refl Kit 

REST ROOM RECESSED Retrofit Fixture wI (2) 

HALL TROFFER 
2 115 F28T8/8XXlXL, 2L- 2 48 

STND-HE-IS Bllst, & 
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2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

RECESSED F28T8/8xx/xL, 2L-
LOCKED ROOM 

TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

MENS RECESSED 
5 72 

F17T8/8XXlXLlHL,2L-
5 29 RESTROOM TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 
Retrofit Fixture wI (1 ) 

MENS 
WALL WRAP 1 72 

F28T8/8XX1XL & 1 L-
1 30 RESTROOM REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

WOMENS RECESSED 2 72 
F17T8/8XXlXLlHL,2L-

2 29 RESTROOM TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

Retrofit Fixture wI (2) 

LARGE OPEN RECESSED 
2 72 

F17T8/8XXlXLlHL, 2L-
2 29 TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

LARGE OPEN 
TROFFER 

28 115 STND-HE-IS Bllst, & 28 48 
2x4 White Reflector Kit 

for Parabolic Fixture 

SURFACE MOUNT Retrofit fixture wI 320W 
LARGE OPEN 2 458 Pulse Start Metal Halide 2 365 CIRCL.E BOX Lamp & Ballast 

Retrofit Fixture wI (2) 

UNMARKED RECESSED 
F28T8/8XXlXL, 2L-

3 115 STND-HE-IS Bllst, & 3 48 
OFFICE 1 TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (1) 

FIRE RISER OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L- 1 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

ELECTRICAL RM OPEN STRIP 2 72 F28T8/8XXlXL & 1 L- 2 30 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

UNMARKED RECESSED 
F28T8/8xx/xL, 2L-

8 115 STND-HE-IS Bllst, & 8 48 
OFFICE 2 TROFFER 2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1) 
Vertically positioned 

UNMARKED RECESSED 26W Compact 
2 120 Fluorescent, Dimming 2 28 OFFICE 2 DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (1 ) 

TELE CLOSET OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

ELECTRICAL RM OPEN STRIP 2 72 Retrofit Fixture wi (1 ) 2 30 
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F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

UNMARKED RECESSED F28T8/8XXlXL, 2L-

OFFICE 3 TROFFER 4 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED F28T8/8XXlXL, 2L-

OFFICE 4 TROFFER 6 115 STND-HE-IS Bllst, & 6 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED F28T8/8XXIXL, 2L-

OFFICE 5 TROFFER 6 115 STND-HE-IS Bllst, & 6 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED F28T8/8XX1XL, 2L-

OFFICE 6 TROFFER 6 115 STND-HE-IS Bllst, & 6 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

STORAGE RM RECESSED F28T8/8XXlXL, 2L-

TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

RECESSED MAIL RM HALL 3 F17T8/8XX1XLlHL, 2L-
TROFFER 72 STND-HE-IS Bllst, & 3 29 

2x2 White Refl Kit 
Retrofit Fixture wI (2) 

FILE RM RECESSED F28T8/8XXIXL, 2L-

TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED F28T8/8XXIXL, 2L-

OFFICE 7 TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED F28T8/8XXlXL, 2L-

OFFICE 8 TROFFER 
6 115 STND-HE-IS Bllst, & 6 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

MAIL RM 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (1 ) 

SERVER/ SURFACE MOUNT F2STS/SXXIXL, 1 L-
SUPPLY RM BOX 1 72 REF( 1.0BF)-HE-IS Bllst, 1 30 

& 1 x4 1 L White Refl Kit 
Retrofit Fixture wI (2) 

WOMENS REST RECESSED F17T8/8XX!XLlHL, 2L-
ROOM TROFFER 

1 72 
STND-HE-IS Bllst, & 

1 29 

2x2 White Refl Kit 
MENS RECESSED 1 72 Retrofit Fixture wI (2) 1 29 
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RESTROOM TROFFER F17TBIBXXJXUHL, 2L-
STND-HE-IS BlIst, & 

2x2 White Refl Kit 
Retrofit Fixture wI (1 ) 

FILE CLOSET 
SURFACE MOUNT 

1 72 
F2BTBIBxx/xL, 1 L-

1 30 BOX REF(1.0BF)-HE-IS BlIst, 
& 1 x4 1 L White Refl Kit 
Retrofit Fixture wI (2) 

RECESSED 
F2BTBIBXXJXL, 2L-

BREAK RM TROFFER 4 115 STND-HE-IS BlIst, & 4 4B 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (1 ) 

SUPPLY SURFACE MOUNT 1 72 
F2BTBIBXXlXL, 1 L-

1 30 CLOSET BOX REF(1.0BF)-HE-IS BlIst, 
& 1 x4 1 L White Refl Kit 
Retrofit Fixture wI (3) 

F17TBIBXXJXUHL, 3L-
MAIN ENTRY RECESSED 

B 72 
LP-HE-IS BlIst, & 2x2 

B 42 
LOBBY TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

MAIN ENTRY 
Replace lamp wI BW 

LOBBY RECESSED CAN 6 50 Screw in R20 Cold 6 B 
Cathode Flood Lamp 
Retrofit Fixture wI (1) 

SUPPLY RM IN 
SURFACE BOX 1 72 

F2BTBIBXXlXL & 1 L- 1 30 
LOBBY REF(1.0BF)-HE-IS BlIst 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

LARGE RECESSED 
F2BTBIBXXlXL, 2L-

CONFERENCE TROFFER 
10 115 STND-HE-IS BlIst, & 10 4B 

RM 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

OFFICE HALL 
RECESSED 7 72 

F17TBIBxx/xUHL, 2L- 7 29 
TROFFER STND-HE-IS BlIst, & 

2x2 White Refl Kit 
Retrofit Fixture wI (2) 

SMALL WAITING RECESSED 
F2BTBIBXXJXL, 2L-

RM TROFFER 2 115 STND-HE-IS BlIst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED 
F2BTBIBXXlXL, 2L-

CORNER TROFFER 6 115 STND-HE-IS BlIst, & 6 4B 
OFFICE 9 2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

SMALL RECESSED 
F2BTBIBXXIXL, 2L-

STORAGE RM TROFFER 
1 115 STND-HE-IS BlIst, & 1 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED F2BTBIBxx/xL,2L-

OFFICE 10 TROFFER 3 115 STND-HE-IS BlIst, & 3 48 
2x4 White Reflector Kit 

for Parabolic Fixture 

SLIDING DOOR Retrofit Fixtu re wI (1 ) 

FIL.ES WRAP 1 72 F2BTBIBXXlXL & 1 L- 1 30 
REF( 1.0BF)-HE-IS Bllst 
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- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

48 
UNMARKED RECESSED 

4 115 STND-HE-IS Bllst, & 4 OFFICE 11 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

48 
UNMARKED RECESSED 

2 115 STND-HE-IS Bllst, & 2 OFFICE 12 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Install New 4' High Bay 

SOUTH MAIN 
LOW BAY 

wI (3) F28T8/8XXlXL 
39 78 PENDANT 39 215 

Lamps & 4L-STND-HE-ENTRANCE 
CONCRETE 

IS Ballast 
Retrofit fixture wI (2) 

SOUTH MAIN T5 WALL 
117 

reduced wattage 4' T5 
6 96 6 

lamp & low power T5 ENTRANCE WASHER 
ballast 

Install new 8' Flood 
SOUTH MAIN 8' WALL MOUNT 

300 Fixture wI (2) 
6 58 CHANNEL WITH 2 6 

F28T8/8XXlXL, 3L-ENTRANCE 
150W INC TYPE A 

STND-HE-IS Bllst 
Install new 8' Flood 

SOUTH MAIN 
8' WALL MOUNT 

300 
Fixture wI (2) 

4 58 CHANNEL WITH 2 4 
F28T8/8XX1XL, 3L-ENTRANCE 

150W INC TYPE A 
STND-HE-IS Bllst 

Install New 4' High Bay LOW BAY 
wI (3) F28T8/8XXlXL 

8 78 
ELEVATOR 

PENDANT 8 215 Lamps & 4L-STND-HE-LOBBY 
CONCRETE 

IS Ballast 
Install new 8' Flood 8' WALL MOUNT 

300 
Fixture wI (2) 

2 58 
ELEVATOR 

CHANNEL WITH 2 2 
F28T8/8XXlXL, 3L-LOBBY 

150W INC TYPE A 
STND-HE-IS Bllst 

Install New 4' High Bay 
LOW BAY 

215 
wI (3) F28T8/8XX1XL 

9 78 
SOUTHEAST 

PENDANT 9 Lamps & 4L-STND-HE-LOBBY 
CONCRETE 

IS Ballast 
Retrofit Fixture wI (1 ) 
F28T8/8XXlXL & 1 L-

17 30 
SOUTHEAST 

OPEN STRIP 17 72 REF(1.0BF)-HE-IS Bllst LOBBY 
- Remove Extra sockets 

Install new 8' Flood 
8' WALL MOUNT Fixture wI (2) 

2 58 
SOUTHEAST 

CHANNEL WITH 2 2 300 
F28T8/8XXlXL,3L-LOBBY 150W INC TYPE A 
STND-HE-IS Bllst 

Install new 8' Flood 
8' WALL MOUNT 

Fixture wI (2) 1 58 SOUTHEAST 
CHANNEL WITH 2 1 300 

F28T8/8XXlXL, 3L-STAIR B 
150W INC TYPE A 

STNO-HE-IS Bllst 
Install New 4' High Bay 

LOVII BAY 
wI (3) F28T8/8XX/XL 

9 78 
SOUTHWEST 

PENDANT 9 215 
Lamps & 4L-STND-HE-LOBBY 

CONCRETE 
IS Ballast 

Install new 8' Flood 8' WALL MOUNT 
Fixture wI (2) 

1 58 
SOUTHWEST CHANNEL WITH 2 1 300 F28T8/8XXIXL,3L-STAIR C 

150W INC TYPE A 
STND-HE-IS Bllst 

RECESSED 
144 

Retrofit Fixture wI (2) 
10 58 

CONCESSION 
10 

F28T8/8XXlXL, 2L-126 TROFFER 
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REF(1.0BF)-HE-IS Bllst, 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

ICE ROOM 126 RECESSED 
TROFFER 2 115 F28T8/8XXlXL,2L-

STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED STORAGE 126 
F28T8/8XXlXL, 2L-

TROFFER 10 144 REF(1.0BF)-HE-IS Bllst, 10 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1 ) 

STORAGE 126 OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 

SECTION 125 
LOW BAY Install New 4' High Bay 

TUNNEL PENDANT 1 215 
wI (3) F28T8/8XXlXL 

CONCRETE Lamps & 4L-STND-HE-
1 78 

IS Ballast 
Retrofit Fixture wI (1 ) 

WOMENS VAPOR WRAP 
RESTROOM 125 13 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 

13 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

BOX OFFICE 125 
RECESSED 
TROFFER 8 115 

F28T8/8XXlXL, 2L-
STND-HE-IS Bllst, & 8 48 

2x4 White Reflector Kit 

SECTION 124 
LOW BAY Install New 4' High Bay 

TUNNEL PENDANT 1 215 
wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wI (1) 

MENS 
RESTROOM 124 VAPOR WRAP 14 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 

14 30 

- Remove Extra sockets 

SECTION 123 LOW BAY 
Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wI (3) F28T8/8XXlXL 

CONCRETE Lamps & 4L-STND-HE-
1 78 

IS Ballast 
Retrofit Fixture wI (1) 

CUSTODIAN 124 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

UNISEX 
RESTROOM 124 WALL WRAP 1 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

CUSTODIAN 
STORAGE RM OPEN STRIP 6 72 

F28T8/8XX1XL & 1 L-
REF(1.0BF)-HE-IS Bllst 

6 30 

- Remove Extra sockets 

SECTION 122 LOW BAY Install New 4' High Bay 

TUNNEL PENDANT 1 215 
wi (3) F28T8/8XX1XL 

CONCRETE Lamps & 4L-STND-HE-
1 78 

IS Ballast 
Retrofit Fixture wI (1) 

MENS 
RESTROOM 122 VAPOR WRAP 14 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 

14 30 

- Remove Extra sockets 
SECTION 121 LOW BAY 1 215 Install New 4' High Bay 1 78 
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TUNNEL PENDANT wI (3) F28T8/8XXlXL 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (1) 

WOMENS 
RESTROOM 121 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L-

REF( 1.0BF)-HE-IS Bllst 
14 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

BOX OFFICE 121 
RECESSED 
TROFFER 

10 115 
F28T8/8XX1XL, 2L-

STND-HE-IS Bllst, & 
10 48 

2x4 White Reflector Kit 

SECTION 120 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wI (2) 

STORAGE 120 
RECESSED 

F28T8/8XX/XL, 2L-

TROFFER 10 144 REF(1.0BF)-HE-IS Bllst, 10 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

STORAGE 120 OPEN STRIP 1 72 
F28T8/8XX1XL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 

SECTION 118-
LOW BAY 

Install New 4' High Bay 

119 LOBBY 
PENDANT 13 215 

wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

13 78 

IS Ballast 

SECTION 118-
8' WALL MOUNT Install new 8' Flood 

119 LOBBY 
CHANNEL WITH 2 1 300 

Fixture wI (2) 

150W INC TYPE A 
F28T8/8XXlXL, 3L- 1 58 

STNO-HE-IS Bllst 

EASTSOUTH 
LOW BAY 

Install New 4' High Bay 

LOBBY 
PENDANT 6 215 

wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

6 78 

IS Ballast 

EAST MAIN 
LOW BAY 

Install New 4' High Bay 

CORRIDOR 
PENDANT 35 215 

wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

35 78 

IS Ballast 

EAST MAIN 8' WALL MOUNT 
Install new 8' Flood 

CORRIDOR 
CHANNEL WITH 2 3 300 

Fixture wI (2) 

150W INC TYPE A 
F28T8/8XXIXL, 3L-

3 58 

STND-HE-IS Bllst 

EASTNORTH 
LOW BAY 

Install New 4' High Bay 

LOBBY PENDANT 6 215 
wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

6 78 

IS Ballast 

NORTHEAST 8' WALL MOUNT 
Install new 8' Flood 

STAIR A 
CHANNEL WITH 2 1 300 Fixture wI (2) 

150W INC TYPE A 
F28T8/8XX/XL, 3L-

1 58 

STND-HE-IS Bllst 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XX/XL, 2L-

116-117 TROFFER 23 144 REF(1.0BF)-HE-IS Bllst, 23 
& 2x4 White Reflector 

58 

Kit 
Install New 3' Strip 

CONCESSION JELL Y JAR HOOD 
116-117 LIGHT 4 200 

Fixture wI (2) 
4 

F25T8/8XX1XLlHL & 2L- 38 

LP-HE-IS Bllst 
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Retrofit Fixture wI (1) 

FIRE RISER 117 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 

ELECTRICAL 
Retrofit Fixture wI (1 ) 

117 OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-
REF( 1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 

SOUVENIR TRACK MOUNT Replace lamp wI 60W 

SHOP 117 ADJUSTABLE 11 90 PAR38 Halogen 11 60 
Infrared Flood 

Retrofit Fixture wI (1 ) 
SHOP STORE 

RM 117 OPEN STRIP 2 72 F28T8/8XX1XL & 1 L-
REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

CUSTODIAN 117 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

PAINT 
STORAGE 117 

OPEN STRIP 6 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 6 30 

- Remove Extra sockets 

LOW BAY Install New 4' High Bay 

B5 TUNNEL PENDANT 1 215 
wI (3) F28T8/8XX1XL 

CONCRETE Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (1 ) 

WOMENS 
RESTROOM 116 

VAPOR WRAP 14 72 F28T8/8Xx/XL & 1 L-
14 

REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

LOW BAY 
Install New 4' High Bay 

B4 TUNNEL PENDANT 1 215 
wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wI (1 ) 

MENS 
RESTROOM 115 

VAPOR WRAP 14 72 F28T8/8Xx/XL & 1 L-
14 

REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

OPEN DINING 
LOW BAY Install New 4' High Bay 

115 
PENDANT 3 215 

wI (3) F28T8/8Xx/XL 
3 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 

LOW BAY Install New 4' High Bay 

B3 TUNNEL PENDANT 1 215 
wI (3) F28T8/8Xx/XL 

CONCRETE Lamps & 4L-STND-HE-
1 78 

IS Ballast 
Retrofit Fixture wI (2) 

CONCESSION RECESSED F28T8/8XXlXL, 2L-

113-114 TROFFER 18 144 REF(1.0BF)-HE-IS Bllst, 18 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

WOMENS 
RESTROOM 114 

VAPOR WRAP 14 72 F28T8/8Xx/XL & 1 L-
14 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 

LOW BAY Install New 4' High Bay 

B2 TUNNEL PENDANT 1 215 
wI (3) F28T8/8XX1XL 

CONCRETE Lamps & 4L-STND-HE-
1 78 

IS Ballast 
MENS VAPOR WRAP 14 72 Retrofit Fixture wI (1 ) 14 30 
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RESTROOM 113 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

LOW BAY Install New 4' High Bay 

B1TUNNEL PENDANT 1 215 wI (3) F28T8/8XXlXL 

CONCRETE Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (1) 

FIRST AID 112 OPEN STRIP 6 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 6 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

CUSTODIAN 112 OPEN STRIP 1 72 
F28T8/8XX1XL & 1 L-

REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 

EAST LOW BAY Install New 4' High Bay 

ELEVATOR PENDANT 3 215 wI (3) F28T8/8XX1XL 

LOBBY 112 CONCRETE Lamps & 4L-STND-HE- 3 78 

IS Ballast 

LOW BAY 
Install New 4' High Bay 

A11 TUNNEL PENDANT 1 215 wI (3) F28T8/8XX/XL 

CONCRETE 
Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (1) 

MENS 
RESTROOM 111 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L-

14 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

LOW BAY Install New 4' High Bay 

A10 TUNNEL PENDANT 1 215 wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (1 ) 

WOMENS 
RESTROOM 110 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L-

14 REF( 1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XXIXL,2L-

110-111 TROFFER 18 144 REF(1.0BF)-HE-IS Bllst, 18 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

FIRE RISER 110 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL 
110 OPEN STRIP 2 72 

F28T8/8XX1XL & 1 L- 2 REF( 1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

OPEN DINING LOW BAY 
Install New 4' High Bay 

109 
PENDANT 3 215 

wI (3) F28T8/8XXlXL 
3 

CONCRETE 
Lamps & 4L-STND-HE- 78 

IS Ballast 

LOW BAY Install New 4' High Bay 

A9 TUNNEL PENDANT 1 215 
wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wI (1) 

MENS 
RESTROOM 109 VAPOR WRAP 14 72 

F28T8/8XX1XL & 1 L-
14 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 

A8 TUNNEL LOW BAY 1 215 Install New 4' High Bay 1 78 
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PENDANT wI (3) F28T8/8XXlXL 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 

WOMENS 
Retrofit Fixture wI (1) 

RESTROOM 108 VAPOR WRAP 14 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 14 30 

- Remove Extra sockets 

LOW BAY Install New 4' High Bay 

A7 TUNNEL PENDANT 1 215 
wI (3) F28T8/8XX1XL 

CONCRETE Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (1 ) 

STORAGE 107 OPEN STRIP 6 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
6 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

CUSTODIAN 107 OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
REF( 1.0BF)-HE-IS Bllst 

1 30 

- Remove Extra sockets 

SOUVENIR TRACK MOUNT Replace lamp wI 60W 

SHOP 107 ADJUSTABLE 23 90 PAR38 Halogen 23 60 
Infrared Flood 

Retrofit Fixture wI (1) 
SHOP STORE 

RM 107 
OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XXlXL,2L-

107-108 TROFFER 
23 144 REF(1.0BF)-HE-IS Bllst, 23 58 

& 2x4 White Reflector 
Kit 

Install New 3' Strip 
CONCESSION JELL Y JAR HOOD 

107-108 LIGHT 3 200 
Fixture wI (2) 

3 38 F25T8/8XX1XLlHL & 2L-
LP-HE-IS Bllst 

Retrofit Fixture wI (1) 

FIRE RISER 108 OPEN STRIP 1 72 F28T8/8XX1XL & 1 L-
REF(1.0BF)-HE-IS Bllst 

1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

ELECTRICAL 
108 

OPEN STRIP 2 72 
F28T8/8XX1XL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 

SECTION 105- LOW BAY 
Install New 4' High Bay 

106 LOBBY PENDANT 10 215 
wI (3) F28T8/8XXlXL 

10 78 
CONCRETE 

Lamps & 4L-STND-HE-
IS Ballast 

Retrofit Fixture wI (2) 

SECTION 105- RECESSED 
F28T8/8XX1XL, 2L-

106 LOBBY TROFFER 3 144 REF(1.0BF)-HE-IS Bllst, 3 58 
& 2x4 White Reflector 

Kit 

SECTION 105-
8' WALL. MOUNT Install new 8' Flood 

106 LOBBY 
CHANNEL WITH 2 1 300 

Fixture wI (2) 1 58 
150W INC TYPE A 

F28T8/8XX/XL, 3L-
STND-HE-IS Bllst 

NORTH MAIN LOW BAY 
Install New 4' High Bay 

ENTRANCE 
PENDANT 42 215 

wI (3) F28T8/8XX/XL 
42 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
NORTH MAIN T5 WAL.L 6 117 Retrofit fixture wI (2) 6 96 
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ENTRANCE WASHER reduced wattage 4' T5 
lamp & low power T5 

ballast 

NORTH MAIN 8' WALL MOUNT Install new 8' Flood 

ENTRANCE CHANNEL WITH 2 6 300 Fixture wI (2) 

150W INC TYPE A F28T8/8XX/XL, 3L- 6 58 

STND-HE-IS Bllst 

NORTH MAIN 8' WALL MOUNT Install new 8' Flood 

ENTRANCE CHANNEL WITH 2 4 300 Fixture wI (2) 
4 

150W INC TYPE A F28T8/8XX/XL, 3L- 58 

STND-HE-IS Bllst 

NORTH MAIN TRACK MOUNT Replace lamp wI 60W 

ENTRANCE ADJUSTABLE 27 90 PAR38 Halogen 27 60 
Infrared Flood 

NORTH LOW BAY Install New 4' High Bay 

ELEVATOR PENDANT 5 215 wI (3) F28T8/8XXlXL 

LOBBY CONCRETE Lamps & 4L-STND-HE- 5 78 

IS Ballast 

NORTH LOW BAY Install New 4' High Bay 

ELEVATOR PENDANT 2 215 wI (3) F28T8/8XX1XL 

LOBBY CONCRETE Lamps & 4L-STND-HE- 2 78 

IS Ballast 

NORTH 8' WALL MOUNT Install new 8' Flood 

ELEVATOR CHANNEL WITH 2 3 300 
Fixture wI (2) 

LOBBY 150W INC TYPE A F28T8/8XXlXL, 3L-
3 58 

STND-HE-IS Bllst 

NORTHEAST LOW BAY 
Install New 4' High Bay 

LOBBY PENDANT 9 215 wI (3) F28T8/8XXlXL 9 
CONCRETE 

Lamps & 4L-STND-HE- 78 

IS Ballast 

NORTHWEST 8' WALL MOUNT Install new 8' Flood 

STAIR D CHANNEL WITH 2 1 300 
Fixture wI (2) 

1 58 
150W INC TYPE A F28T8/8XXlXL, 3L-

STND-HE-IS Bllst 

NORTHWEST LOW BAY 
Install New 4' High Bay 

LOBBY 
PENDANT 9 215 

wI (3) F28T8/8XX/XL 
9 78 

CONCRETE 
Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (2) 

STORAGE 104 RECESSED 
10 

F28T8/8XXIXL, 2L-

TROFFER 
144 REF(1.OBF)-HE-IS Bllst, 10 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 

STORAGE 104 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XXIXL, 2L-

104 TROFFER 
12 144 REF(1.0BF)-HE-IS Bllst, 12 58 

& 2x4 White Reflector 
Kit 

LOW BAY 
Install New 4' High Bay 

A3 TUNNEL PENDANT 1 215 
wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wI (1 ) 

WOMENS 
RESTROOM 103 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L- 14 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 

A2 TUNNEL LOW BAY 1 215 Install New 4' High Bay 1 78 
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PENDANT wI (3) F28T8/8XXlXL 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 

MENS 
Retrofit Fixture wI (1) 

RESTROOM 102 VAPOR WRAP 14 72 
F28T8/8XX!XL & 1 L-

REF(1.0BF)-HE-IS Bllst 14 30 

- Remove Extra sockets 

LOW BAY Install New 4' High Bay 

A1TUNNEL PENDANT 1 215 
wI (3) F28T8/8XXlXL 

CONCRETE Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (2) 

BOX OFFICE 103 
RECESSED 
TROFFER 8 115 

F28T8/8XXlXL, 2L-
STNO-HE-IS Bllst, & 8 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (1 ) 

STORAGE 101 OPEN STRIP 3 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 3 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

UNISEX 
RESTROOM 101 WALL WRAP 1 72 F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

CUSTODIAL 
REFILL 101 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

FIRE RISER 101 OPEN STRIP 3 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 3 30 

- Remove Extra sockets 

LOW BAY 
Install New 4' High Bay 

011 TUNNEL PENDANT 1 215 
wI (3) F28T8/8XX!XL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wI (1) 

MENS 
RESTROOM 144 

VAPOR WRAP 14 72 
F28T8/8XX!XL & 1 L-

14 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 

SECTION 144 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wI (3) F28T8/8XXlXL 
1 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
Retrofit Fixture wI (1) 

WOMENS 
RESTROOM 143 

VAPOR WRAP 14 72 
F28T8/8XX!XL & 1 L-

14 
REF( 1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

STAIRWELL 
DOWN 

WALL WRAP 4 72 
F28T8/8XXlXL & 1 L-

4 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

BOX OFFICE 143 RECESSED 
TROFFER 8 115 F28T8/8XXlXL,2L-

STND-HE-IS Bllst, & 
8 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XXIXL,2L-

142 TROFFER 
12 144 REF(1.0BF)-HE-IS Bllst, 12 58 

& 2x4 White Reflector 
Kit 

STORAGE 142 RECESSED 10 144 Retrofit Fixture wI (2) 10 58 
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TROFFER F28T8/8XX1XL, 2L-
REF(1.0BF)-HE-IS Bllst, 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1 ) 

STORAGE 142 OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 

SECTION 140-
LOW BAY 

Install New 4' High Bay 

141 LOBBY 
PENDANT 10 215 

wI (3) F28T8/8XX1XL 

CONCRETE Lamps & 4L-STND-HE-
10 78 

IS Ballast 
Retrofit Fixture wI (2) 

SECTION 140- RECESSED 
F28T8/8XX1XL, 2L-

141 LOBBY TROFFER 
3 144 REF( 1.0BF)-HE-IS Bllst, 3 

& 2x4 White Reflector 
58 

Kit 

SECTION 140-
8' WALL MOUNT Install new 8' Flood 

141 LOBBY 
CHANNEL WITH 2 1 300 

Fixture wI (2) 

150W INC TYPE A 
F28T8/8XXlXL, 3L-

1 58 

STND-HE-IS Bllst 

WESTSOUTH 
LOW BAY Install New 4' High Bay 

LOBBY 
PENDANT 6 215 

wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE- 6 78 

IS Ballast 

WEST MAIN 
LOW BAY 

Install New 4' High Bay 

CORRIDOR 
PENDANT 35 215 

wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

35 78 

IS Ballast 

WEST MAIN 
8' WALL MOUNT Install new 8' Flood 

CORRIDOR 
CHANNEL WITH 2 3 300 

Fixture wI (2) 3 
150W INC TYPE A 

F28T8/8XXIXL,3L-
58 

STND-HE-IS Bllst 

WESTNORTH 
LOW BAY 

Install New 4' High Bay 

LOBBY 
PENDANT 6 215 

wI (3) F28T8/8XXlXL 6 
CONCRETE 

Lamps & 4L-STND-HE-
78 

IS Ballast 
Retrofit Fixture wI (2) 

CONCESSION RECESSED 
F28T8/8XXIXL, 2L-

138-139 TROFFER 
23 144 REF(1.0BF)-HE-IS Bllst, 23 

& 2x4 White Reflector 
58 

Kit 
Install New 3' Strip 

CONCESSION JELL Y JAR HOOD 
138-139 LIGHT 5 200 

Fixture wI (2) 
5 38 

F25T8/8XX1XLlHL & 2L-
LP-HE-IS Bllst 

Retrofit Fixture wI (1 ) 

FIRE RISER 138 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

ELECTRICAL 
138 

OPEN STRIP 2 72 
F28T8/8XX1XL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 

SOUVENIR TRACK MOUNT 
Replace lamp wI 60W 

SHOP 139 ADJUSTABLE 
23 90 PAR38 Halogen 23 60 

Infrared Flood 
Retrofit Fixture wI (1 ) 

SHOP STORE 
RM 139 

OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
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Retrofit Fixture wi (1 ) 

CUSTODIAN 139 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

STORAGE 139 OPEN STRIP 6 72 
F28T8/8XX1XL & 1 L-

REF(1.0BF)-HE-IS Bllst 
6 30 

- Remove Extra sockets 

SECTION 138 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wi (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wi (1 ) 

WOMENS 
RESTROOM 138 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
14 30 

- Remove Extra sockets 

SECTION 137 
LOW BAY 

Install New 4' High Bay 

TUNNEL PENDANT 1 215 
wi (3) F28T8/8XX/XL 

CONCRETE Lamps & 4L-STND-HE-
1 78 

IS Ballast 
Retrofit Fixture wi (1) 

MENS 
RESTROOM 137 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
14 30 

- Remove Extra sockets 

OPEN DINING 
LOW BAY 

Install New 4' High Bay 

137 
PENDANT 3 215 

wi (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

3 78 

IS Ballast 

SECTION 136 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wi (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wi (2) 

CONCESSION RECESSED 
F28T8/8XXlXL, 2L-

135-136 TROFFER 
18 144 REF(1.0BF)-HE-IS Bllst, 18 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wi (1 ) 
WOMENS 

RESTROOM 136 
VAPOR WRAP 14 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 

14 30 

- Remove Extra sockets 

SECTION 135 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wi (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wi (1) 

MENS 
RESTROOM 135 

VAPOR WRAP 14 72 
F28T8/8XX1XL & 1 L-

REF(1.0BF)-HE-IS Bllst 
14 30 

- Remove Extra sockets 

SECTION 134 
LOW BAY 

Install New 4' High Bay 

TUNNEL PENDANT 1 215 
wi (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wi (1) 

STORAGE 134 OPEN STRIP 6 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
6 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

CUSTODIAN 134 OPEN STRIP 1 72 
F28T8/8XX1XL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
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WEST LOW BAY Install New 4' High Bay 

ELEVATOR PENDANT 3 215 wI (3) F28T8/8XX/XL 

LOBBY 134 CONCRETE Lamps & 4L-STND-HE- 3 78 

IS Ballast 

SECTION 133 
LOW BAY Install New 4' High Bay 

TUNNEL PENDANT 1 215 wI (3) F28T8/8XXlXL 

CONCRETE Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (1) 

MENS 
VAPOR WRAP 

RESTROOM 133 14 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 14 30 

- Remove Extra sockets 

SECTION 132 LOW BAY Install New 4' High Bay 

TUNNEL PENDANT 1 215 wI (3) F28T8/8XXlXL 

CONCRETE Lamps & 4L-STND-HE- 1 78 

IS Ballast 
Retrofit Fixture wI (1 ) 

WOMENS 
RESTROOM 132 VAPOR WRAP 14 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 

14 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION RECESSED F28T8/8XX1XL, 2L-

132-133 TROFFER 
18 144 REF(1.0BF)-HE-IS Bllst, 18 

& 2x4 White Reflector 
58 

Kit 
Retrofit Fixture wI (1 ) 

FIRE RISER 132 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 
1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

ELECTRICAL 
132 

OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 

OPEN DINING 
LOW BAY 

Install New 4' High Bay 

131 
PENDANT 3 215 

wI (3) F28T8/8XXlXL 
3 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 

SECTION 131 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wI (3) F28T8/8XXlXL 

CONCRETE 
Lamps & 4L-STND-HE-

1 78 

IS Ballast 
Retrofit Fixture wI (1) 

MENS 
RESTROOM 131 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L-

14 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 

SECTION 130 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wI (3) F28T8/8XXlXL 
1 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
Retrofit Fixture wI (1 ) 

WOMENS 
RESTROOM 130 

VAPOR WRAP 14 72 
F28T8/8XXlXL & 1 L-

14 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 

SECTION 129 
LOW BAY 

Install New 4' High Bay 

TUNNEL 
PENDANT 1 215 

wI (3) F28T8/8XXlXL 
1 

CONCRETE 
Lamps & 4L-STND-HE-

78 

IS Ballast 
Retrofit Fixture wI (1) 

STORAGE 129 OPEN STRIP 6 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 6 30 

- Remove Extra sockets 
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Retrofit Fixture wI (1) 

CUSTODIAN 129 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 

SOUVENIR TRACK MOUNT Replace lamp wI 60W 

SHOP 129 ADJUSTABLE 11 90 PAR38 Halogen 11 
Infrared Flood 

60 

SHOP STORE 
OPEN STRIP 

Retrofit Fixture wI (1) 

RM 129 2 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION RECESSED F28T8/8XXlXL, 2L-

129-130 TROFFER 23 144 REF(1.0BF)-HE-IS Bllst, 23 
& 2x4 White Reflector 

58 

Kit 
Install New 3' Strip 

CONCESSION JELL Y JAR HOOD 
129-130 LIGHT 3 200 Fixture wI (2) 

3 F25T8/8XX1XLlHL & 2L- 38 

LP-HE-IS Bllst 
Retrofit Fixture wI (1) 

FIRE RISER 130 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 1 30 

- Remove Extra sockets 
Retrofit Fixture wI (1) 

ELECTRICAL 
130 OPEN STRIP 2 72 

F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst 2 30 

- Remove Extra sockets 

SECTION 127- LOW BAY Install New 4' High Bay 

128 LOBBY 
PENDANT 10 215 

wI (3) F28T8/8Xx/XL 

CONCRETE 
Lamps & 4L-STND-HE-

10 78 

IS Ballast 

SECTION 127-
8' WALL MOUNT 

Install new 8' Flood 

128 LOBBY CHANNEL WITH 2 1 300 
Fixture wI (2) 

150W INC TYPE A F28T8/8XXlXL, 3L-
1 58 

STND-HE-IS Bllst 

SEATING 127-
LOW BAY 

Install New 4' High Bay 

128 PENDANT 3 215 
wI (3) F28T8/8XX1XL 

CONCRETE Lamps & 4L-STND-HE-
3 78 

IS Ballast 

SEATING 129- LOW BAY 
Install New 4' High Bay 

139 
PENDANT 22 215 

wI (3) F28T8/8Xx/XL 

CONCRETE 
Lamps & 4L-STND-HE-

22 78 

IS Ballast 

SEATING 140-
LOW BAY 

Install New 4' High Bay 

141 PENDANT 3 215 
wI (3) F28T8/8XX1XL 

3 
CONCRETE 

Lamps & 4L-STND-HE-
78 

IS Ballast 

SEATING 142- LOW BAY 
Install New 4' High Bay 

144,101-104 PENDANT 14 215 
wI (3) F28T8/8XX1XL 

14 
CONCRETE 

Lamps & 4L-STND-HE-
78 

IS Ballast 

SEATING 105-
LOW BAY 

Install New 4' High Bay 

106 PENDANT 3 215 
wI (3) F28T8/8XX1XL 

3 
CONCRETE 

Lamps & 4L-STNO-HE-
78 

IS Ballast 

SEATING 107- LOW BAY 
Install New 4' High Bay 

117 
PENDANT 16 215 

wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STNO-HE-

16 78 

IS Ballast 
SEATING 118- LOW BAY 3 215 Install New 4' High Bay 3 78 

{5096.0038/130423_1} 181 



119 PENDANT wI (3) F28T8/8XX1XL 
CONCRETE Lamps & 4L-STND-HE-

IS Ballast 

LOW BAY Install New 4' High Bay 
SEATING 120- wI (3) F28T8/8XXlXL PENDANT 14 215 14 78 126 

CONCRETE Lamps & 4L-STND-HE-
IS Ballast 

MAIN FLOOR Install New Flood fixture 

LIGHTING STEEL BEAM 
135 1000 wI 320W Pulse Start 

135 365 
CATWALK 

MOUNT FLOOD Metal Halide Lamp & 
Ballast 

Install New Pendant 

CATWALK JBOX MOUNT mounted utility vapor 

LIGHTING JELLY JAR 
150 150 tig ht fixture wI (1) 42W 150 46 

Compact Fluorescent 
Lamp & Ballast 

Install New 4' Sealed & 
WEST OF DOCK LOWBAY Gasketed High Bay wI 

ENTRY CONCRETE 9 215 (3) F28T8/8XX/XL 9 78 
CORRIDOR HOOK MOUNT Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (1) 

LOADING DOCK OPEN STRIP 36 72 
F28T8/8XXlXL & 1 L-

36 30 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 
Install New 4' Sealed & 

SECURITY LOWBAY Gasketed High Bay wI 

CORRIDOR 
CONCRETE 3 215 (3) F28T8/8XX/XL 3 78 

HOOK MOUNT Lamps & 4L-STND-HE-
IS Ballast 

LOW BAY Install New 4' High Bay 
SECURITY 

PENDANT 6 215 
wI (3) F28T8/8XXlXL 

6 78 CORRIDOR 
CONCRETE 

Lamps & 4L-STND-HE-
IS Ballast 

Install New 4' Sealed & 
EAST OF DOCK LOWBAY Gasketed High Bay wI 

ENTRY CONCRETE 10 215 (3) F28T8/8XXlXL 10 78 
CORRIDOR HOOK MOUNT Lamps & 4L-STND-HE-

IS Ballast 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

WARDROBE 8 115 STND-HE-IS Bllst, & 8 48 
TROFFER 2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

SECURITY RECESSED 
F28T8/8XXlXL, 2L-

9 115 STND-HE-IS Bllst, & 9 48 
OPEN TROFFER 2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

FIRE RECESSED 
F28T8/8XX1XL, 2L-

2 115 STND-HE-IS Bllst, & 2 48 
INSPECTOR TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

SUPERVISOR RECESSED 
F28T8/8XX1XL, 2L-

2 115 STND-HE-IS Bllst, & 2 48 
OFFICE TROFFER 2x4 White Reflector Kit 

for Parabolic Fixture 

BREAK RM 
RECESSED 

1 115 
Retrofit Fixture wI (2) 

1 48 
TROFFER F28T8/8XXlXL, 2L-
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STND-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

COpy ROOM RECESSED 
4 

F28T8/8XX/XL, 2L-

TROFFER 115 STND-HE-IS Bllst, & 4 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

RECESSED RESTROOM 
TROFFER 1 72 

F17T8/8XXlXLlHL, 2L-
1 STND-HE-IS Bllst, & 29 

2x2 White Refl Kit 
Retrofit Fixture wI (2) 

ACCOUNTING RECESSED F28T8/8XXIXL,2L-

OFFICE TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

ACCOUNTING RECESSED F28T8/8XXlXL,2L-

OFFICE 2 TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

JOHNSON RECESSED F28T8/8XXlXL, 2L-

CONTROLS TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2)' 

SECURITY RECESSED 
DETENTION TROFFER 

9 115 
F28T8/8XXIXL, 2L-

9 48 
STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL & 2L-

OFFICE 1 SECURITY 2 115 
HP-HE-IS Bllst-

2 
TROFFER 

Remove extra sockets 
64 

& Difficult Labor for 
Security Screws 

Retrofit Fixture wI (2) 

EVIDENCE 
RECESSED 

F28T8/8XXlXL & 2L-

STORAGE 
SECURITY 2 115 

HP-HE-IS Bllst-
2 64 

TROFFER 
Remove extra sockets 

& Difficult Labor for 
Security Screws 

Retrofit Fixture wI (2) 

LOCKED RECESSED 
F28T8/8XXlXL, 2L-

STORAGE RM TROFFER 
6 115 STND-HE-IS Bllst, & 6 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
RECESSED 

RESTROOM 
TROFFER 9 CELL 

1 72 
LP-HE-IS Bllst, & 2x2 

1 42 
White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
RECESSED 

RESTROOM 2 
TROFFER 9 CELL 

1 72 
LP-HE-IS Bllst, & 2x2 

1 42 
White Reflector kit for 
Deep Cell Parabolic 

Fixture 
SAN ANTONIO RECESSED Retrofit Fixture wI (2) 

POLICE OFFICE TROFFER 
4 115 

F28T8/8XXlXL, 2L-
4 48 
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STND-HE-IS Bllst, & 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 

UNMARKED RECESSED F28T8/8XXlXL, 2L-

OFFICE 2 TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 

LARGE Retrofit Fixtu re wi (1 ) 

EMPLOYEE OPEN STRIP 3 72 
F28T8/8XXlXL & 1 L-

BREAK RM REF(1.0BF)-HE-IS Bllst 3 30 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

LOCKER RM OPEN STRIP 3 72 
F28T8/8XX!XL & 1 L-

3 
REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

RECESSED 
RESTROOM 

TROFFER 
2 115 

F28T8/8XXlXL, 2L-
STND-HE-IS Bllst, & 

2 48 

2x4 White Reflector Kit 
Retrofit Fixture wi (1) 

RESTROOM OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
1 

REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wi (1 ) 

MAINTENANCE 
ROLLUP DOOR 

OPEN STRIP 9 72 
F28T8/8XXlXL & 1 L-

9 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

MAINTENANCE RECESSED 
F28T8/8XXIXL, 2L-

OFFICE TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (1 ) 

OPERATIONS 
HALL 

OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

HERMAN ORTIZ 
RECESSED 

F28T8/8XX/XL, 2L-

TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (1 ) 

OPERATIONS OPEN STRIP 6 72 F28T8/8XXlXL & 1 L- 6 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wi (2) 

JAMES STORY 
RECESSED 

F28T8/8XX1XL, 2L-

TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

THOMAS RECESSED 
F28T8/8XXlXL, 2L-

MCAFEE TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

ENVIRONMENTA RECESSED 
F28T8/8XX!XL, 2L-

L MANAGEMENT TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
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Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-ENVIRONMENTA RECESSED 

2 115 STND-HE-IS Bllst, & 2 48 L REAR TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 
F28T8/8XX/XL, 2L-END OF HALL RECESSED 

4 115 STND-HE-IS Bllst, & 4 48 OFFICE TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (1) FIELD 

72 
F28T8/8XXlXL & 1 L-

17 30 ELECTRICAL RM OPEN STRIP 17 REF(1.0BF)-HE-IS Bllst 
B 

- Remove Extra sockets 
Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

1 30 FIRE RISER OPEN STRIP 1 REF(1.OBF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXIXL, 2L-EASTSOUTH RECESSED 

45 115 STND-HE-IS Bllst, & 45 48 HALL TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (1) 

CARPENTRY 
72 

F28T8/8XXlXL & 1 L-
19 30 OPEN STRIP 19 

REF(1.0BF)-HE-IS Bllst SHOP 
- Remove Extra sockets 

Retrofit Fixture wi (1) 

72 F28T8/8XXlXL & 1 L- 3 30 TOOL CAGE OPEN STRIP 3 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XX/XL, 2L-

RECESSED 
1 144 REF(1.0BF)-HE-IS Bllst, 1 58 TOOL CAGE 

TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

RECESSED 2 144 REF( 1.OBF)-HE-IS Bllst, 2 58 OFFICE 1 
TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

RECESSED 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 OFFICE 2 
TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 
F28T8/8XXIXL, 2L-

RECESSED 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 OFFICE 3 

TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 
F28T8/8XXIXL, 2L-RECESSED 

3 144 REF(1.0BF)-HE-IS Bllst, 3 58 BREAK RM TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (1) FIELD 

72 
F28T8/8XX1XL & 1 L-

36 30 MECHANICAL OPEN STRIP 36 REF(1.0BF)-HE-IS Bllst RM 
- Remove Extra sockets 

INTERVIEW RECESSED 6 115 Retrofit Fixture wi (2) 6 48 
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BOOTH TROFFER F28T8/8XX1XL, 2L-
STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
for Parabolic Fixture 

ICE RINK Retrofit Fixture wI (1) 

REFRIGERATIO OPEN STRIP 12 72 F28T8/8XXlXL & 1 L-
12 30 

NRM REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

LARGE Install new Wallpack 

FOLDING CHAIR WALLPACK 2 190 Fixture wI (2) 42W CF 
2 94 

STORAGE Lamps & Electronic 
Ballast 

LARGE Retrofit Fixture wI (1) 

FOLDING CHAIR OPEN STRIP 35 72 F28T8/8XXlXL & 1 L-
35 30 

STORAGE 2 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 

PRODUCTION F17T8/8XX1XLlHL, 3L-

OFFICE RECESSED 
6 72 LP-HE-IS Bllst, & 2x2 

6 TROFFER 9 CELL White Reflector kit for 42 
HALLWAY 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 
NORTH RECESSED 

2 115 F28T8/8XXlXL, 2L-
DRESSING RM TROFFER STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

NORTH RECESSED 
1 72 

F17T8/8XX1XLlHL, 2L-
1 RESTROOM TROFFER STND-HE-IS Bllst, & 29 

2x2 White Refl Kit 
Retrofit Fixture wI (2) 

PRODUCTION RECESSED F28T8/8XXlXL, 2L-

OFFICE TROFFER 20 115 STND-HE-IS Bllst, & 20 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (1) 

SIDE STORAGE 
OPEN STRIP 2 72 

F28T8/8XXlXL & 1 L-
2 30 1 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

SIDE STORAGE 
OPEN STRIP 2 72 F28T8/8XXlXL & 1 L- 2 30 2 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

SOUTH RECESSED 
2 115 

F28T8/8XXlXL, 2L- 2 48 DRESSING RM TROFFER STND-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

SOUTH RECESSED 
1 72 

F17T8/8XXlXLlHL,2L- 1 29 
RESTROOM TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 
Retrofit Fixture wI (2) 

GREEN RM RECESSED 
F28T8/8XX1XL, 2L-

OPEN TROFFER 11 115 STND-HE-IS Bllst, & 11 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

GREEN RECESSED 1 72 
F17T8/8XX1XLlHL, 2L- 1 29 

RESTROOM TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

OPEN DINING I RECESSED 35 72 Retrofit Fixture wI (3) 35 42 
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HALLWAY TROFFER 9 CELL F17T8/8XXlXLlHL,3L-
LP-HE-IS Bllst, & 2x2 
White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (1 ) 

EXIT 
WALL WRAP 6 72 F28T8/8XXlXL & 1 L-

STAIRWELL REF(1.0BF)-HE-IS Bllst 6 30 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

EAST F17T8/8XXIXLlHL, 3L-

ELEVATOR RECESSED 
16 72 LP-HE-IS Bllst, & 2x2 

TROFFER 9 CELL White Reflector kit for 16 42 
LOBBY 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (1 ) 
EXIT 

WALL WRAP 6 72 F28T8/8XXlXL & 1 L-
STAIRWELL REF( 1.0BF)-HE-IS Bllst 6 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

WOMENS RECESSED F28T8/8XXlXL, 2L-

RESTROOM TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

WOMENS 
8' STRIP 5 144 F28T8/8XXlXL & 2L-

RESTROOM HP-HE-IS Bllst- 5 64 

Remove extra sockets 
Retrofit Fixture wI (1) 

WOMENS 
OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-

1 30 RESTROOM REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

MENS RECESSED F28T8/8XXlXL, 2L-

RESTROOM TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

MENS 8' STRIP 5 144 F28T8/8XXlXL & 2L-
5 64 

RESTROOM HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wI (1) 

MENS OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
RESTROOM REF( 1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION RECESSED F28T8/8XX1XL, 2L-

STAND TROFFER 7 144 REF(1.0BF)-HE-IS Bllst, 7 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 

LOCKER ROOM RECESSED 
24 115 

F28T8/8XX1XL, 2L- 24 48 
NB TROFFER STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

LOCKER ROOM RECESSED 
1 72 F17T8/8XXlXLlHL, 2L- 1 29 

NB TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

RECESSED Retrofit Fixture wI (1 ) 
SHOWER SECURITY 8 72 F28T8/8XXlXL, 1 L- 8 30 

TROFFER REF(1.0BF)-HE-IS Bllst, 
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& 1 x4 1 L White Reft Kit 
- Additional labor for 

security screws 
Retrofit Fixture wI (2) 

RECESSED RESTROOM TROFFER 7 115 F28T8/8XXIXL,2L-
7 STND-HE-IS Bllst, & 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

TRAINING RECESSED 
ROOM TROFFER 10 115 F28T8/8XXlXL, 2L-

10 48 STND-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (1 ) 

CUSTODIAN OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

RECESSED 
STAFF LOCKER 

TROFFER 
6 115 

F28T8/8XXlXL, 2L-
6 STND-HE-IS Bllst, & 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED STAFF TOILET 
TROFFER 2 115 F28T8/8XXlXL, 2L-

2 STND-HE-IS Bllst, & 48 

2x4 White Reflector Kit 
Retrofit Fixtu re wI (1 ) 

RECESSED 
F28T8/8XXlXL, 1 L-

STAFF SHOWER SECURITY 2 72 
REF(1.0BF)-HE-IS Bllst, 

2 30 
TROFFER & 1 x4 1 L White Reft Kit 

- Additional labor for 
security screws 

Retrofit Fixture wI (2) 
RECESSED 

COACH LOCKER TROFFER 
2 115 

F28T8/8XX1XL, 2L-
2 48 

STND-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED 
COACH TOILET TROFFER 

1 72 
F17T8/8XXlXLlHL, 2L-

1 29 
STND-HE-IS Bllst, & 

2x2 White Reft Kit 
Retrofit Fixture wI (2) 

RECESSED EQUIPMENT RM 8 
F28T8/8XXlXL, 2L-

TROFFER 
115 STND-HE-IS Bllst, & 8 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED 
LOCKER RM CID TROFFER 

26 115 
F28T8/8XX1XL, 2L-

26 48 
STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

RECESSED 
LOCKER RM CID 1 

F17T8/8XX1XLlHL,2L-
TROFFER 

72 STND-HE-IS Bllst, & 
1 29 

2x2 White Refl Kit 

LOCKER RM C/D 
SURFACE MOUNT 

Install new Universal 

NON BBUP 
2 40 Red LED Exit wI Battery 2 3 

Back UP 

Retrofit Fixture wI (1 ) 

RECESSED 
F28T8/8XXlXL, 1 L-

SHOWER SECURITY 8 72 
REF(1.0BF)-HE-IS Bllst, 8 30 

TROFFER 
& 1 x4 1 L White Reft Kit 

- Additional labor for 
security screws 

RESTROOM 
RECESSED 

Retrofit Fixture wI (2) 

TROFFER 
7 115 F28T8/8XX1XL, 2L- 7 48 

STND-HE-IS Bllst, & 
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2x4 White Reflector Kit 

Retrofit Fixture wI (2) 
TRAINING RECESSED 

10 115 F28T8/8XX!XL, 2L-
10 48 ROOM TROFFER STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wI (1) 

CUSTODIAN OPEN STRIP 1 72 
F28T8/8XX1XL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

STAFF LOCKER 
RECESSED 

6 115 
F28T8/8XX/XL, 2L-

6 48 TROFFER STND-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

STAFF TOILET 
RECESSED 

2 115 
F28T8/8XXlXL, 2L-

2 48 TROFFER STND-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (1) 

RECESSED F28T8/8XXlXL, 1 L-

STAFF SHOWER SECURITY 2 72 
REF(1.0BF)-HE-IS Bllst, 

2 30 
& 1 x4 1 L White Refl Kit 

TROFFER 
- Additional labor for 

security screws 
Retrofit Fixture wI (2) 

COACH LOCKER 
RECESSED 

2 115 
F28T8/8XXIXL, 2L-

2 48 TROFFER STND-HE-IS Bllst, & 
2x4 White Reflector Kit . 
Retrofit Fixture wI (2) 

COACH TOILET 
RECESSED 

1 72 
F17T8/8XXlXLlHL, 2L-

1 29 TROFFER STND-HE-IS Bllst, & 
2x2 White Refl Kit 

Retrofit Fixture wI (1) 
ALAMODOME 

OPEN STRIP 13 72 
F28T8/8XXlXL & 1 L-

13 30 TELECOMM REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 

WORKROOM OPEN STRIP 2 72 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

UNMARKED RECESSED 
F28T8/8XXlXL, 2L-

3 115 STND-HE-IS Bllst, & 3 48 
TELEVISION RM TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XX!XL, 2L-

SERVER RM 1 115 STND-HE-IS Bllst, & 1 48 
TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

PHOTOG RAPHE RECESSED 
F28T8/8XXIXL, 2L-

2 115 STND-HE-IS Bllst, & 2 48 
R DARK RM TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
PHOTOG RAPHE RECESSED 

1 72 
LP-HE-IS Bllst, & 2x2 

1 42 
R DARK RM TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

DARK RM RECESSED 1 115 Retrofit Fixture wI (2) 1 48 
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TROFFER F28T8/8XXlXL, 2L-
STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
for Parabolic Fixture 

RECESSED Retrofit Fixture wI (3) 

DARK RM 
TROFFER RED 

1 
F28T8/8XXlXL, 3L-

DARK ROOM 
115 

STND-HE-IS Bllst, & 4' 
1 72 

LAMPS Red Tubeouards 
Retrofit Fixture wI (2) 

XRAY RM 
RECESSED 

F28T8/8XXlXL, 2L-

TROFFER 
3 115 STND-HE-IS Bllst, & 3 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

OFFICIALS EAST RECESSED 
F28T8/8XXIXL, 2L-

LOCKERS TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

RESTROOM 
RECESSED 

F28T8/8XX!XL, 2L-

TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (1) 

RECESSED F28T8/8XXlXL, 1 L-

SHOWER SECURITY 2 72 
REF(1.0BF)-HE-IS Bllst, 

2 30 
TROFFER 

& 1 x4 1 L White Refl Kit 
- Additional labor for 

security screws 
Retrofit Fixture wI (2) 

OFFICIALS RECESSED F28T8/8XXlXL, 2L-

WEST LOCKERS TROFFER 
4 115 STND-HE-IS Bllst, & 4 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

RESTROOM 
RECESSED F28T8/8XX1XL, 2L-

TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (1 ) 

RECESSED F28T8/8XX!XL, 1 L-

SHOWER SECURITY 2 72 REF(1.0BF)-HE-IS Bllst, 

TROFFER & 1 x4 1 L White Refl Kit 
2 30 

- Additional labor for 
security screws 

Retrofit Fixture wI (1) 
EASTNORTH 

HALL OPEN STRIP 24 72 F28T8/8XXlXL & 1 L-
24 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

EASTNORTH SURFACE MOUNT Install new Universal 

HALL NON BBUP 2 40 Red LED Exit wI Battery 2 3 
Back up 

Retrofit Fixture wI (2) 

SPURS LOCKER RECESSED F28T8/8XX!XL, 2L-

RM HALL TROFFER 7 144 REF(1.0BF)-HE-IS Bllst, 7 58 
& 2x4 White Reflector 

Kit for Parabolic Fixture 
Retrofit Fixture wI (2) 

RECESSED MEDICAL RM 
TROFFER 7 144 

F28T8/8XX!XL, 2L-
REF(1.0BF)-HE-IS Bllst, 7 58 

& 2x4 White Reflector 
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Kit for Parabolic Fixture 

Retrofit Fixture wI (1) 

SINK AREA OPEN STRIP 9 72 F28T8/8XXlXL & 1 L-
9 30 REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXIXL, 2L-

CURTAIN AREA 
TROFFER 

7 144 REF(1.0BF)-HE-IS Bllst, 7 58 
& 2x4 White Reflector 

Kit for Parabolic Fixture 
Retrofit Fixture wI (1) 

CURTAIN AREA OPEN STRIP 1 66 
F25T8/8XX1XLlHL & 2L-

1 27 STND-HE-IS Bllst -
Remove Extra Sockets 
Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL,2L-

COACH OFFICE 
TROFFER 

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit for Parabolic Fixture 
Retrofit fixture wI (1) 
Vertically positioned 

RECESSED 
26W Compact 

REST ROOM 
DIMMING CAN 

1 120 Fluorescent, Dimming 1 28 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXIXL,2L-

LAUNDRY 
TROFFER 2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 

RESTROOM OPEN STRIP 4 72 F28T8/8XXlXL & 1 L- 4 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1 ) 

JACUZZI WRAP 2 72 
F28T8/8XX1XL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 
Replace lamp wI 45W 

LOCKERS RECESSED MR16 20 55 MR16 Halogen Infrared 20 45 
Spot Lamp 

Retrofit Fixture w! (1) 

LOCKERS OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XX1XL, 2L-

EXERCISE RM 
TROFFER 

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit for Parabolic Fixture 
Retrofit Fixture wI (1 ) 

LOCKER! RECESSED 
2 72 

F28T8/8XXlXL, 1 L-
2 30 RESTROOM TROFFER REF(1.0BF)-HE-IS Bllst, 

& 1 x4 1 L White Refl Kit 
Retrofit Fixture wI (1) 

LOCKER I 
OPEN STRIP 3 72 

F28T8/8XX1XL & 1 L-
3 30 

RESTROOM REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

CUSTODIAN OPEN STRIP 1 72 Retrofit Fixture wI (1) 1 30 
CLOSET F28T8/8XX1XL & 1 L-
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REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

WORKROOM RECESSED F28T8/8XX1XL, 2L-

TROFFER 
2 144 REF(1.0BF)-HE-IS Bllst, 2 58 

& 2x4 White Reflector 
Kit for Parabolic Fixture 

Retrofit Fixture wI (1) 

EQUIPMENT RM OPEN STRIP 3 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst 3 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

MEETING RM 
RECESSED F28T8/8XX1XL, 2L-

TROFFER 6 144 REF(1.0BF)-HE-IS Bllst, 6 58 
& 2x4 White Reflector 

Kit for Parabolic Fixture 
Retrofit Fixture wI (2) 

MEETING RM RECESSED F28T8/8XXIXL, 2L-

TROFFER 8 115 STND-HE-IS Bllst, & 8 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (1) 

LARGE 
STORAGE RM OPEN STRIP 20 72 

F28T8/8XX1XL & 1 L-
20 REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

FIELD Retrofit Fixture wI (1 ) 

MECHANICAL OPEN STRIP 30 72 
F28T8/8XX1XL & 1 L-

RMA REF(1.0BF)-HE-IS Bllst 30 30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

LARGE 
STORAGE RM 2 OPEN STRIP 12 72 

F28T8/8XX1XL & 1L-
12 

REF(1.0BF)-HE-IS Bllst 30 

- Remove Extra sockets 

FIELD Retrofit Fixture wI (1) 

ELECTRICAL RM OPEN STRIP 13 72 
F28T8/8Xx/XL & 1 L-

A 
REF(1.0BF)-HE-IS Bllst 

13 30 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

F17T8/8XX1XLlHL, 3L-
NORTH EAST RECESSED 

CORNER HALL TROFFER 9 CELL 
48 72 

LP-HE-IS Bllst, & 2x2 
48 42 

White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

ELECTRICAL RECESSED 
F28T8/8XXlXL, 2L-

SHOP TROFFER 
8 115 STND-HE-IS Bllst, & 8 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (1 ) 

LOCKED 
DOUBLE DOORS 

OPEN STRIP 2 72 
F28T8/8Xx/XL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst 

30 

- Remove Extra sockets 
Retrofit Fixture wI (1 ) 

FIELD FIRE 
PUMP RM A 

OPEN STRIP 10 72 
F28T8/8XX1XL & 1 L- 10 

REF(1.0BF)-HE-IS Bllst 
30 

- Remove Extra sockets 
Retrofit Fixture wI (3) 

MENS RECESSED 
F17T8/8XX1XLlHL, 3L-

RESTROOM TROFFER 9 CELL 
1 72 LP-HE-IS Bllst, & 2x2 1 42 

White Reflector kit for 
Deep Cell Parabolic 
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Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

MENS RECESSED 
2 115 STND-HE-IS Bllst, & 2 48 RESTROOM TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

MENS 
144 

F28T8/8Xx/XL & 2L-
5 64 8' STRIP 5 

HP-HE-IS Bllst-RESTROOM 
Remove extra sockets 
Retrofit Fixture wi (1) 

72 
F28T8/8XX1XL & 1 L-

1 30 CUSTODIAN OPEN STRIP 1 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XX!XLlHL, 3L-

WOMENS RECESSED 
2 72 LP-HE-IS Bllst, & 2x2 

2 42 RESTROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 
F28T8/8XXIXL,2L-

WOMENS RECESSED 
2 115 STND-HE-IS Bllst, & 2 48 RESTROOM TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

WOMENS 
144 

F28T8/8Xx/XL & 2L-
5 64 8' STRIP 5 HP-HE-IS Bllst -RESTROOM 

Remove extra sockets 
Retrofit Fixture wi (2) 
F28T8/8XX/XL, 2L-

NORTHEAST RECESSED 
9 115 STND-HE-IS Bllst, & 9 48 

HALL TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (1) 

STORAGE RM 72 
F28T8/8XX1XL & 1L-

7 30 OPEN STRIP 7 REF(1.0BF)-HE-IS Bllst NXTTOA 
- Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

MEETING ROOM RECESSED 
16 115 STND-HE-IS Bllst, & 16 48 

A TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wi (1 ) 
Vertically positioned 

26W Compact 
MEETING ROOM RECESSED 

20 120 Fluorescent, Dimming 20 28 
A DIMMING CAN Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wi (2) 
F28T8/8XX!XL, 2L-

MEETING ROOM RECESSED 
23 115 STND-HE-IS Bllst, & 23 48 

B TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wi (1) 
Vertically positioned 

MEETING ROOM RECESSED 
29 120 

26W Compact 
29 28 

B DIMMING CAN Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
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Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

FIRE RISER RM RECESSED 
3 144 REF(1.0BF)-HE-IS Bllst, 3 58 

NXTTO B TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wi (1 ) 
STORAGE RM 

72 
F28T8/8XX/XL & 1 L-

17 30 OPEN STRIP 17 
REF(1.0BF)-HE-IS Bllst NXT TO C 
- Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXIXL, 2L-

MEETING ROOM RECESSED 
16 115 STND-HE-IS Bllst, & 16 48 

C TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wi (1 ) 
Vertically positioned 

26W Compact MEETING ROOM RECESSED 
20 120 Fluorescent, Dimming 20 28 

C DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

MEETING ROOM RECESSED 
16 115 STND-HE-IS Bllst, & 16 48 D TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wi (1 ) 
Vertically positioned 

26W Compact 
MEETING ROOM RECESSED 

20 120 Fluorescent, Dimming 20 28 D DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wi (2) 
F28T8/8XXIXL, 2L-MEETING ROOM RECESSED 

12 115 STND-HE-IS Bllst, & 12 48 E TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixtu re wi (1 ) 
Vertically positioned 

RECESSED 26W Compact MEETING ROOM 
14 120 Fluorescent, Dimming 14 28 E DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wi (3) 

F17T8/8XXIXLlHL, 3L-
NORTH RECESSED 

62 72 LP-HE-IS Bllst, & 2x2 
62 42 CENTRAL HALL TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wi (1) 
NORTH WALL MOUNT 

72 
F28T8/8Xx/XL & 1 L-

2 30 2 CENTRAL HALL STRIP IN SIGN REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

CONCESSION RECESSED 
7 144 REF(1.0BF)-HE-IS Bllst, 7 58 TROFFER 

& 2x4 White Reflector 
Kit 
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Retrofit Fixture wi (3) 
F17T8/8XX/xUHL, 3L-

MENS RECESSED 
2 72 LP-HE-IS Bllst, & 2x2 

2 42 RESTROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 

MENS RECESSED F28T8/8XXlXL, 2L-

RESTROOM TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

MENS 
8' STRIP 7 144 F28T8/8XXlXL & 2L-

7 64 RESTROOM HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wi (3) 

F17T8/8XX/xUHL,3L-
ELEVATOR RECESSED 

9 72 LP-HE-IS Bllst, & 2x2 
9 42 LOBBY TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-

UNISEX RECESSED 
1 72 LP-HE-IS Bllst, & 2x2 

1 42 RESTROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (1) 

FIRE RISER OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 REF(1.OBF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8xx/xUHL, 3L-

WOMENS RECESSED 
2 72 LP-HE-IS Bllst, & 2x2 

2 42 RESTROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wi (2) 

MENS RECESSED 
F28T8/8XX/xL, 2L-

2 115 STND-HE-IS Bllst, & 2 48 
RESTROOM TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

MENS 
8' STRIP 7 144 

F28T8/8XXlXL & 2L- 7 64 
RESTROOM HP-HE-IS Bllst-

Remove extra sockets 
Retrofit Fixture wi (1) 

STORAGE RM 
OPEN STRIP 3 72 

F28T8/8XX1XL & 1 L-
3 30 

NXT TO H REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

NORTHWEST 
9 115 STND-HE-IS Bllst, & 9 48 

HALL TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wi (2) 

MEETING ROOM RECESSED 
F28T8/8XX/xL, 2L-

8 115 STND-HE-IS Bllst, & 8 48 
H TROFFER 2x4 White Reflector Kit 

for Parabolic Fixture 

MEETING ROOM RECESSED 10 120 Retrofit fixture wI (1) 10 28 
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H DIMMING CAN Vertically positioned 
26W Compact 

Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XX1XL, 2L-

MEETING ROOM RECESSED 
16 115 STND-HE-IS Bllst, & 16 48 

I TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1) 
Vertically positioned 

26W Compact 
MEETING ROOM RECESSED 

20 120 Fluorescent, Dimming 20 28 
I DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

MEETING ROOM RECESSED 
16 115 STND-HE-IS Bllst, & 16 48 

J TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1) 
Vertically pOSitioned 

26W Compact 
MEETING ROOM RECESSED 

20 120 Fluorescent, Dimming 20 28 
J DIMMING CAN Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (1 ) 
STORAGE 72 

F28T8/8XXlXL & 1 L-
8 30 OPEN STRIP 8 REF(1.0BF)-HE-IS Bllst BEHIND J/I 

- Remove Extra sockets 
Retrofit Fixture wI (2) 
F28T8/8XXlXL,2L-

RECESSED 
4 115 STND-HE-IS Bllst, & 4 48 FIRST AID 

TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

ROOM BEHIND RECESSED 
1 115 STND-HE-IS Bllst, & 1 48 

FIRST AID TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

FIELD AUDIO RECESSED 
4 115 STND-HE-IS Bllst, & 4 48 

VIDEO TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixtu re wI (1 ) 

72 
F28T8/8XXlXL & 1 L-

8 30 RIGGING OPEN STRIP 8 REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXIXL,2L-

MEETING ROOM RECESSED 
16 115 STND-HE-IS Bllst, & 16 48 

G TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1 ) 

28 
MEETING ROOM RECESSED 

20 120 Vertically positioned 20 
G DIMMING CAN 

26W Compact 

{5096.0038/130423_1} 196 



Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 

MEETING ROOM RECESSED F28T8/8XXIXL,2L-

F TROFFER 23 115 STND-HE-IS Bllst, & 23 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixtu re wI (1 ) 
Vertically positioned 

MEETING ROOM RECESSED 26W Compact 

F DIMMING CAN 
29 120 Fluorescent, Dimming 29 28 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (3) 

F17T8/8Xx/xLlHL, 3L-
NORTH WEST RECESSED 

48 72 
LP-HE-IS Bllst, & 2x2 

48 42 CORNER HALL TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (3) 

F17T8/8Xx/xLlHL, 3L-
WOMENS RECESSED 

1 72 
LP-HE-IS Bllst, & 2x2 

1 42 
RESTROOM TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 

WOMENS RECESSED 
F28T8/8Xx/xL, 2L-

RESTROOM TROFFER 
2 115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

WOMENS 
8' STRIP 5 144 

F28T8/8XXlXL & 2L-
5 64 

RESTROOM HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wI (1 ) 

CUSTODIAN OPEN STRIP 1 72 
F28T8/8XX1XL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 
F17T8/8Xx/xLlHL, 3L-

MENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

RESTROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

MENS RECESSED 
F28T8/8XXIXL, 2L-

RESTROOM TROFFER 2 115 STND-HE-IS Bllst, & 2 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

MENS 
8' STRIP 5 144 

F28T8/8XXlXL & 2L-
5 64 

RESTROOM HP-HE-IS Bllst -
Remove extra sockets 
Retrofit Fixture wI (1 ) 

FIELD FIRE 
OPEN STRIP 10 72 F28T8/8XX1XL & 1 L- 10 30 

PUMP RM D REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

DOUBLE DOOR RECESSED 4 144 Retrofit Fixture wI (2) 4 58 
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STORAGE TROFFER F28T8/8XX1XL, 2L-
REF(1.0BF)-HE-IS Bllst, 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL,3L-

STORAGE RECESSED 
3 72 LP-HE-IS Bllst, & 2x2 

3 42 TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

DOUBLE DOOR RECESSED 
F28T8/8XX/XL, 2L-

4 144 REF(1.0BF)-HE-IS Bllst, 4 58 OFFICE TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 

INFORMATION RECESSED 
8 115 

F28T8/8XX1XL, 2L-
8 48 SYSTEMS TROFFER STND-HE-IS Bllst, & 

2x4 White Reflector Kit 

FIELD 
Retrofit Fixture wI (1) 
F28T8/8XXlXL & 1 L-

ELECTRICAL RM OPEN STRIP 10 72 
REF(1.0BF)-HE-IS Bllst 

10 30 
D 

- Remove Extra sockets 

FIELD 
Retrofit Fixture wI (1) 
F28T8/8XXlXL & 1 L-

MECHANICAL OPEN STRIP 9 72 
REF(1.0BF)-HE-IS Bllst 9 30 

RM D 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
MAIN TELE 

OPEN STRIP 4 72 
F28T8/8XXlXL & 1 L-

4 30 COMM RM REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
UNMARKED 

RECESSED 
F28T8/8XXlXL, 2L-

WINDOW 2 115 STND-HE-IS Bllst, & 2 48 
OFFICE 

TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED 
RECESSED 

F28T8/8XXIXL, 2L-
ELECTRICAL 2 115 STND-HE-IS Bllst, & 2 48 

SHOP 
TROFFER 2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXlXLlHL, 3L-
CORNER STRG RECESSED 

9 72 
LP-HE-IS Bllst, & 2x2 

9 42 
RM TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 

WESTNORTH RECESSED 
F28T8/8XXlXL, 2L-

19 115 STND-HE-IS Bllst, & 19 48 
HALL TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

MEETING ROOM RECESSED 
F28T8/8XXlXL, 2L-

16 115 STND-HE-IS Bllst, & 16 48 
P TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wI (1) 

MEETING ROOM RECESSED 
20 120 

Vertically positioned 
20 28 

P DIMMING CAN 26W Compact 
Fluorescent, Dimming 
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Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-MEETING ROOM RECESSED 

16 115 STND-HE-IS Bllst, & 16 48 0 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1) 
Vertically positioned 

26W Compact MEETING ROOM RECESSED 
20 120 Fluorescent, Dimming 20 28 0 DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-MEETING ROOM RECESSED 

16 115 STND-HE-IS Bllst, & 16 48 N TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact MEETING ROOM RECESSED 
20 120 Fluorescent, Dimming 20 28 N DIMMING CAN 

Electronic Ballast, & 
Recessed Can Retrofit 

Kit 
Retrofit Fixture wI (1 ) 

STORAGE 
72 

F28T8/8XXlXL & 1 L-
15 30 OPEN STRIP 15 

REF(1.0BF)-HE-IS Bllst BEHIND 0 I P 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-MEETING ROOM RECESSED 

32 115 STND-HE-IS Bllst, & 32 48 
K TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact 
MEETING ROOM RECESSED 

40 120 Fluorescent, Dimming 40 28 K DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-

MEETING ROOM RECESSED 
32 115 STND-HE-IS Bllst, & 32 48 

L TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit fixture wI (1 ) 
Vertically positioned 

26W Compact 
28 

MEETING ROOM RECESSED 
40 120 Fluorescent, Dimming 40 

L DIMMING CAN 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

MEETING ROOM RECESSED 
16 115 STND-HE-IS Bllst, & 16 48 

M TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 

MEETING ROOM RECESSED 20 120 Retrofit fixture wI (1 ) 20 28 
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L DIMMING CAN Vertically positioned 
26W Compact 

Fluorescent, Dimming 
Electronic Ballast, & 

Recessed Can Retrofit 
Kit 

Retrofit Fixture wI (2) 
LOCKED 

RECESSED F28T8/8XXlXL, 2L-
STORAGE RM 

TROFFER 6 115 STND-HE-IS Bllst, & 6 48 
NXTTO M 2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (3) 

F17T8/8XXJXUHL, 3L-
WEST CENTRAL RECESSED 

36 72 LP-HE-IS Bllst, & 2x2 
36 42 HALL TROFFER 9 CELL White Reflector kit for 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (2) 

WEST CENTRAL RECESSED F28T8/8XXlXL, 2L-

HALL TROFFER 1 115 STND-HE-IS Bllst, & 1 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (1 ) 

WEST CENTRAL WALL MOUNT 
2 72 F28T8/8XXlXL & 1 L-

2 30 HALL STRIP IN SIGN REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 
F17T8/8XXlXUHL, 3L-

MENS RECESSED 
1 72 LP-HE-IS Bllst, & 2x2 

1 42 RESTROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

MENS RECESSED F28T8/8XXlXL, 2L-
2 115 STND-HE-IS Bllst, & 2 48 RESTROOM TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

MENS 
8' STRIP 5 144 

F28T8/8XX1XL & 2L-
5 64 RESTROOM HP-HE-IS Bllst -

Remove extra sockets 
Retrofit Fixture wI (1) 

CUSTODIAN OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L- 1 30 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 
F17T8/8XXJXUHL,3L-

WOMENS RECESSED 
2 72 

LP-HE-IS Bllst, & 2x2 
2 42 

RESTROOM TROFFER 9 CELL White Reflector kit for 
Deep Cell Parabolic 

Fixture 
Retrofit Fixture wI (2) 

WOMENS RECESSED 
F28T8/8XXlXL, 2L-

2 115 STND-HE-IS Bllst, & 2 48 RESTROOM TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

WOMENS 
8' STRIP 5 144 F28T8/8XX1XL & 2L- 5 64 RESTROOM HP-HE-IS Bllst -

Remove extra sockets 

STAIRWELL UP WALL WRAP 6 72 Retrofit Fixture wI (1 ) S 30 
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F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (3) 

WEST 
ELEVATOR RECESSED 

F17T8/8XXlXLlHL, 3L-

TROFFER 9 CELL 10 72 LP-HE-IS Bllst, & 2x2 

LOBBY White Reflector kit for 10 42 

Deep Cell Parabolic 
Fixture 

Retrofit Fixture wI (1 ) 

STAIRWELL UP WALL WRAP 6 72 F28T8/8XX1XL & 1 L-
REF(1.0BF)-HE-IS Bllst 6 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

CONCESSION 
RECESSED F28T8/8XX1XL, 2L-

TROFFER 7 144 REF(1.0BF)-HE-IS Bllst, 7 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (1) 

CONCESSION 
FRONT 

OPEN STRIP 5 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst 5 30 

- Remove Extra sockets 

WESTSOUTH LOW BAY Install New 4' High Bay 

HALL 
PENDANT 29 215 wI (3) F28T8/8XX1XL 

CONCRETE 
Lamps & 4L-STND-HE-

29 78 

IS Ballast 
Retrofit Fixture wI (2) 

RECEPTION 
RECESSED F28T8/8XX1XL, 2L-

TROFFER 3 115 STND-HE-IS Bllst, & 3 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

HALLWAY 
RECESSED 

7 
F28T8/8XX1XL, 2L-

TROFFER 
115 STND-HE-IS Bllst, & 7 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

BREAK RM 
RECESSED 

2 
F28T8/8XX1XL, 2L-

TROFFER 
115 STND-HE-IS Bllst, & 2 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

STORAGE RM 
RECESSED 

F28T8/8XXIXL, 2L-

TROFFER 1 115 STND-HE-IS Bllst, & 1 48 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 

UNMARKED RECESSED 
F28T8/8XXlXL, 2L-

OFFICE 1 TROFFER 
1 115 STND-HE-IS Bllst, & 1 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 

WOMENS RECESSED 
F28T8/8XXlXL, 2L-

RESTROOM TROFFER 
1 115 STND-HE-IS Bllst, & 1 48 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (3) 

WOMENS RECESSED 
F17T8/8XX1XLlHL,3L-

RESTROOM TROFFER 9 CELL 
1 72 LP-HE-IS Bllst, & 2x2 1 42 

White Reflector kit for 
Deep Cell Parabolic 
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Fixture 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-WOMENS RECESSED 

1 115 STND-HE-IS Bllst, & 1 48 TOILET TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (1) 

WOMENS 
72 

F28T8/8XXlXL & 1 L-
1 30 SURFACE BOX 1 

REF(1.0BF)-HE-IS Bllst SHOWER 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-RECESSED 

6 115 STND-HE-IS Bllst, & 6 48 LAUNDRY 
TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-RECESSED 

4 115 STND-HE-IS Bllst, & 4 48 LAUNDRY HALL 
TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XX1XL, 2L-MENS RECESSED 

1 115 STND-HE-IS Bllst, & 1 48 RESTROOM TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XX/XL, 2L-RECESSED 

1 115 STND-HE-IS Bllst, & 1 48 MENS TOILET 
TROFFER 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-LARGE OFFICE RECESSED 

4 115 STND-HE-IS Bllst, & 4 48 2 TROFFER 
2x4 White Reflector Kit 

for Parabolic Fixture 
Retrofit Fixture wi (2) 
F28T8/8XX1XL, 2L-RECESSED 

4 144 REF(1.0BF)-HE-IS Bllst, 4 58 OPEN OFFICE 
TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

RECESSED 5 144 REF(1.0BF)-HE-IS Bllst, 5 58 KEY OFFICE 
TROFFER & 2x4 White Reflector 

Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

58 RECESSED 2 144 REF(1.0BF)-HE-IS Bllst, 2 VAULT TROFFER & 2x4 White Reflector 
Kit 

Retrofit Fixture wi (2) 
F28T8/8XX1XL, 2L-

FRONT OFFICE RECESSED 
115 STND-HE-IS Bllst, & 3 48 3 

4 TROFFER 2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

48 RECESSED 115 STND-HE-IS Bllst, & 2 PURPLE OFFICE 
TROFFER 

2 
2x4 White Reflector Kit 

for Parabolic Fixture 

FRONT OFFICE RECESSED 4 115 Retrofit Fixture wi (2) 4 48 
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5 TROFFER F28T8/8XX/XL, 2L-
STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
for Parabolic Fixture 
Retrofit Fixture wI (1 ) 

INVENTORY 
72 

F28T8/8XXlXL & 1 L-
25 30 OPEN STRIP 25 

REF(1.0BF)-HE-IS Bllst LOCKER 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
ICE MACHINE RECESSED 

115 
F28T8/8XXIXL, 2L-

2 48 2 
STND-HE-IS Bllst, & RM TROFFER 

2x4 White Reflector Kit 
Retrofit Fixture wI (1) 

INVENTORY 
72 

F28T8/8XXlXL & 1 L-
8 30 OPEN STRIP 8 

REF( 1.0BF)-HE-IS Bllst LOCKER 2 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-

CAGED RECESSED 
4 144 REF(1.0BF)-HE-IS Bllst, 4 58 WINDOWRM TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XX1XL, 2L-

ARAMARK RECESSED 
30 144 REF(1.0BF)-HE-IS Bllst, 30 58 WAREHOUSE TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (1) 
ARAMARK 

72 F28T8/8XX1XL & 1 L- 1 30 OPEN STRIP 1 
REF(1.0BF)-HE-IS Bllst WAREHOUSE 
- Remove Extra sockets 

Retrofit Fixture wI (2) 
F28T8/8XXIXL, 2L-WAREHOUSE RECESSED 

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
OFFICE TROFFER 

& 2x4 White Reflector 
Kit 

Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

RK GROUP RECESSED 
16 144 REF(1.0BF)-HE-IS Bllst, 16 58 

KITCHEN TROFFER 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (2) 
F28T8/8XXlXL, 2L-

RECESSED 
10 144 REF(1.0BF)-HE-IS Bllst, 10 58 KITCHEN 

TROFFER 
& 2x4 White Reflector 

Kit 
Install New 3' Strip 

JELL Y JAR HOOD 
3 200 

Fixture wI (2) 
3 38 KITCHEN 

F25T8/8XX1XLlHL & 2L-LIGHT 
LP-HE-IS Bllst 

Retrofit Fixture wI (1 ) 

72 F28T8/8XXlXL & 1L-
1 30 8FL FIRE RISER OPEN STRIP 1 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1 ) 

72 
F28T8/8XX1XL & 1 L-

9 30 BREAK RM OPEN STRIP 9 REF( 1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) FIELD 
72 

F28T8/8XXlXL & 1 L-
34 30 MECHANICAL OPEN STRIP 34 

REF(1.0BF)-HE-IS Bllst 
RM C 

- Remove Extra sockets 
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Retrofit Fixtu re wI (1 ) 
WATER HEATER 

OPEN STRIP 12 72 
F28T8/8XXlXL & 1 L-

ROOM REF(1.0BF)-HE-IS Bllst 12 30 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

MENS RECESSED 
15 115 

F28T8/8XXIXL, 2L-
DRESSING RM TROFFER STND-HE-IS Bllst, & 15 48 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

WOMENS RECESSED 
15 115 

F28T8/8XXlXL, 2L-
15 48 DRESSING RM TROFFER STND-HE-IS Bllst, & 

2x4 White Reflector Kit 

FIELD 
Retrofit Fixture wI (1) 

ELECTRICAL RM OPEN STRIP 14 72 
F28T8/8XXlXL & 1 L-

14 30 
C 

REF(1.0BF)-HE-IS Bllst 
- Remove Extra sockets 

Retrofit Fixture wI (1) 
SMALL BREAK 

SURFACE BOX 1 72 
F28T8/8XXlXL & 1 L-

1 30 
RM REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
EVENT Retrofit Fixture wI (2) 

SERVICES RECESSED 
4 115 

F28T8/8Xx/xL, 2L-
4 48 

CONFERENCE TROFFER STND-HE-IS Bllst, & 
RM 2x4 White Reflector Kit 

Retrofit Fixture wI (2) 
DARRYL RECESSED 

2 115 
F28T8/8XXIXL, 2L-

2 48 
BAETHGE TROFFER STND-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

RESTROOM 
RECESSED 

1 72 
F17T8/8Xx/xUHL, 2L-

1 29 
TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 
Retrofit Fixture wI (1 ) 

CUSTODIAN OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

1 30 
CLOSET REF(1.0BF)-HE-IS Bllst 

- Remove Extra sockets 
Retrofit Fixture wI (2) 

RESTROOM 
RECESSED 

1 72 
F17T8/8Xx/xUHL, 2L-

1 29 
TROFFER STND-HE-IS Bllst, & 

2x2 White Refl Kit 

FIELD BEHIND 
Retrofit Fixture wI (1) 

SEATS OPEN STRIP 9 72 
F28T8/8XX1XL & 1 L- 9 30 

REF(1.0BF)-HE-IS Bllst 
STORAGE AREA - Remove Extra sockets 

Install New 4' Sealed & 
LOWBAY Gasketed High Bay wI 

LOADING DOCK CONCRETE 28 215 (3) F28T8/8XXlXL 28 78 
HOOK MOUNT Lamps & 4L-STND-HE-

IS Ballast 
Install New 4' Sealed & 

LOWBAY Gasketed High Bay wI 

LOADING DOCK CONCRETE 28 215 (3) F28T8/8XX1XL 28 78 
HOOK MOUNT Lamps & 4L-STND-HE-

IS Ballast 

CIRCLE Install new Wallpack 
MECHANICAL WALLPACK 1 190 

Fixture wI (2) 42W CF 1 94 
BUILDING NEAR Lamps & Electronic 

DOCK Ballast 

PERIMETER 15' POLE 1 HEAD 
Install New 2x2 

25 215 Fluorescent Pole Area 25 104 
WALKWAY MOUNTED TOP Fixture wi (4) F24T5HO 
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(50K) Lamps & 
Programmed Start T5 

Electronic Ballast -
Spider Mount 

Retrofit fixture wI (2) 
PERIMETER T5 WALL 

16 117 reduced wattage 4' T5 
16 96 WALKWAY WASHER lamp & low power T5 

ballast 
Install New 2x2 

Fluorescent Pole Area 
PERIMETER 15' POLE 1 HEAD 

42 215 Fixture wI (4) F24T5HO 
42 104 WALKWAY MOUNTED SIDE (50K) Lamps & 

Programmed Start T5 
Electronic Ballast 
Install New Flood 

PERIMETER 
FLOOD 48 215 

Fixture wI (4) 26W CF 
48 108 WALKWAY Lamps & Electronic 

Ballast 
Retrofit fixture wI 39W 

PERIMETER Ceramic Metal Halide 
RECESSED CAN 12 215 Lamp, Electronic 12 45 WALKWAY 

Ballast, & Recessed 
Can Retrofit Kit 

Install new Wallpack 
PERIMETER 

WALLPACK 9 190 Fixture wI (2) 42W CF 
9 94 WALKWAY Lamps & Electronic 

Ballast 
Install new Wallpack 

PERIMETER 
WALLPACK 4 190 

Fixture wI (2) 42W CF 
4 94 WALKWAY Lamps & Electronic 

Ballast 

PERIMETER CEILING MOUNT Install New Square 
44 128 Fixture wI (2) 32W CF 44 69 WALKWAY BOX 

Lamps 

TUNNEL UNDER 
CEILING MOUNT Retrofit fixture wI 200W 

CONCRETE TEAR 26 295 Pulse Start Metal Halide 26 232 
FREEWAY DROP Lamp & Ballast 
TRANSIT CEILING MOUNT Retrofit fixture wI 200W 
CENTER CONCRETE TEAR 16 295 Pulse Start Metal Halide 16 232 
STREET DROP Lamp & Ballast 

TRANSIT LOW BAY 
Install New 4' High Bay 

CENTER PENDANT 57 215 
wI (3) F28T8/8Xx/XL 57 78 

Lamps & 4L-STND-HE-
STREET CONCRETE 

IS Ballast 

CIRCLE 
Install new Wallpack 

MECHANICAL WALLPACK 3 190 
Fixture wI (2) 42W CF 3 94 Lamps & Electronic BUILDING EAST 

Ballast 
Install New 2x2 

Fluorescent Pole Area 
RAMP TO EAST 15' POLE 1 HEAD 

12 215 
Fixture wI (4) F24T5HO 12 104 

PARKING LOT MOUNTED SIDE (50K) Lamps & 
Programmed Start T5 

Electronic Ballast 
Install New 2x2 

Fluorescent Pole Area 

RAMP TO EAST 15' POLE 1 HEAD Fixture wI (4) F24T5HO 
2 215 (50K) Lamps & 2 104 

PARKING LOT MOUNTED TOP Programmed Start T5 
Electronic Ballast -

Spider Mount 
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Install new Wallpack 
EAST PARKING 

WALLPACK 6 190 
Fixture wI (2) 42W CF 

LOT Lamps & Electronic 6 94 

Ballast 

EAST PARKING 
3 HEAD 50' Retrofit (3) Fixtures wI 

LOT 
PARKING LOT 14 3240 750W Pulse Start Metal 14 2454 

POLE Halide Lamp & Ballast 
Install new Wallpack 

SOUTH 
WALLPACK 20 190 

Fixture wI (2) 42W CF 
PARKING LOT Lamps & Electronic 

20 94 

Ballast 

SOUTH 
3 HEAD 50' Retrofit (3) Fixtures wI 

PARKING LOT 
PARKING LOT 4 3240 750W Pulse Start Metal 4 2454 

POLE Halide Lamp & Ballast 

CIRCLE 
Retrofit Fixture wI (4) 

GENERATOR 
INDUSTRIAL 

11 123 
F28T8/8XXlXL, 4L-LP-

11 84 
BUILDING 

HOOD HE-IS Bllst, & 8' 4L 
Industrial Hood Kit 

Retrofit Fixture wI (2) 

RECESSED 
F28T8/8XXlXL, 2L-

ROOM INSIDE 
TROFFER 

2 144 REF(1.0BF)-HE-IS Bllst, 2 58 
& 2x4 White Reflector 

Kit 
Retrofit Fixture wI (4) 

CIRCLE BOILER INDUSTRIAL 
6 123 

F28T8/8XXIXL, 4L-LP-
6 84 

BUILDING HOOD HE-IS Bllst, & 8' 4L 
Industrial Hood Kit 

Retrofit Fixture wI (2) 
GUARD SHACK WRAP 1 56 F17T8/8XX1XLlHL & 2L- 1 26 

LP-HE-IS Bllst 

ROOF-MOUNT 
Install new Area Fixture 

WAREHOUSE 
BARN 

7 205 wI (2) 26W CF Lamps & 7 54 
Electronic Ballast 

Total 8,083 140,339 8,084 58,150 

2 ECRM 2.1: Water Conservation Improvements 

2.1 Contractor will provide water conservation improvements including the 
installation of energy efficient water closets, aerators on sinks and faucets, flush 
valves on urinals. All plumbing equipment upgrades shall be as indicated by the 
summary of the improvements shown below. Contractor will provide detail listing 
of all retrofits prior to installation and verification of each retrofit upon completion. 
Contractor shall negotiate best extended manufacturer's warranties. 

2.2 This improvement measure will include the installation of low flow plumbing 
fixtures, 
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2.3 The following water conservation retrofits are included in this ECRM: 

1.28 GPF 
1.0 GPF 0.5 GPM 1.5 GPM 

Toilet Bowl 
Facility Urinal Faucet Faucet Total 

and1.28 GPF 
Valve Restrictor Restrictor 

Flush Valve 

Convention Center 10 2 213 2 227 

Alamodome 0 0 404 60 464 

Total 10 2 617 62 691 

2.4 Lavatory faucet aerators shall be tamper-proof. 

3 ECRM 2.8: Water Improvement - Option 6 (Metering Faucets) 

3.1 In addition to the water conservation measures described here, the Alamodome 
Facility will also benefit of another water improvement measure. 

3.2 Two-hundred eighty-five (285) new metering faucets will replace existing faucets 
throughout the facility. 

3.3 Contractor will provide detail listing of all retrofits prior to installation and 
verification of each retrofit upon completion. 

4 ECRM 4: Solar Thermal DHW 

4.1 This ECRM will include two (2) solar thermal water heating systems at the 
Convention Center. This improvement will offset natural gas consumption with 
clean solar energy. 

4.2 The systems will be mounted on the roof, and will be passive type comprised of 
glazed collectors with integrated storage for medium temperature hot water. 

4.3 The systems will function as pre-heaters, with the existing fossil fuel heaters 

meeting any load not served by solar energy. 

4.4 The following water thermal systems are included in this ECRM: 

4.4.1 System 1 - West Kitchen 

4.4.1.1 
4.4.1.2 
4.4.1.3 
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800 GPD solar thermal heat recovery system 
8 collectors (4x10) 
2 Taco 1600 series flow pumps 
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4.4.1.4 20 gal drainback tank 
4.4.1.5 4 Storage tanks (120 gal.) American TM 120 SC-1 
4.4.1.6 Flat Plate 5x12-60 Heat Exchanger 

4.4.2 System 2 - East Kitchen 

4.4.2.1 
4.4.2.2 
4.4.2.3 
4.4.2.4 
4.4.2.5 
4.4.2.6 
4.4.2.7 

4,000 GPO solar thermal heat recovery system 
30 collectors (4x10) 
2 Taco 1600 series flow pumps 
1 Taco 009 series bronze pump circulator 
120 gal drainback tank 
Flat Plate 5x12-60 Heat Exchanger 
4 Storage tanks (500 gal.) - Lochinvar RGA500H 

5 ECRM 5: Solar Window Film (Low E) 

5.1 This ECRM will include solar film upgrades at the Convention Center, Building 
277, and Alamodome. 

5.2 The solar film will be applied to glass surfaces. The solar film will reduce solar 
heat gain, UV transmission and glare, as well as improve fade protection, privacy 
and aesthetics. 

5.3 Llumar type E-1220 is the solar film included in this ECRM. 

5.4 This film is a low-E film that significantly reduces solar heat gain through 
windows. The film has a low emissivity factor indicating the film's ability to reflect 
far-infrared heat without absorption. The film also has low reflecting qualities and 
allows visible light transmission. This film allows visibility from the interior to the 
exterior without affecting the film's solar performance. 

5.5 Specifications: 

1.1.1.1 Shading Coefficient: 0.24 
1.1.1.2 U-Value (winter median): 0.71 
1.1.1.3 Total solar energy rejection: 79% 
1.1.1.4 Ultraviolet rejection: 99% 
1.1.1.5 Emissivity: 0.36 
1.1.1.6 Glare Reduction: 86% 
1.1.1.7 Solar Transmittance: 9% 
1.1.1.8 Solar Reflectance: 57% 
1.1.1.9 Solar Absorptance: 9% 

5.6 The following window film installation is included in this ECRM: 
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Area of 
Window Film 

Facility to be 
Installed 
(sq.ft.) 

Convention Center 51,676 

Bldg. 277 HemisFair Park 1,143 

Alamodome 64,575 

Total 117,394 

6 ECRM 6: HVAC & Controls Improvements 

6.1 HVAC improvements at the Convention Center. 

6.1.1 Installation of VFDs on four (4) of eight (8) existing chilled water pumps 
(two (2) VFDs in each of the two (2) mechanical rooms). The VFDs shall 
be used to replace the existing discharge valve control, and the existing 
Honeywell controls shall be used to operate the new VFDs. 

6.1.1.1 Sequence of operation 

6.1.1.1.1 The existing chilled water discharge damper volume 
control sequence shall be utilized. 

6.1.1.1.2 The existing discharge damper shall remain in the full open 
position and the chilled water pump speed for one pump 
shall be varied via its new VFD in order to provide chilled 
water volume control. 

6.1.1.1.3 As this pump speed increases approaching one-hundred 
percent (100%), one (1) of the chilled water pumps 
without a VFD shall be started and the speed of the pump 
with the VFD shall be varied via its new VFD in order to 
provide chilled water volume control. 

6.1.1.1.4 As the pump speed reduces approaching zero percent, the 
chilled water pump without a VFD shall be stopped and 
the speed of the pump with the VFD shall be varied via its 
new VFD in order to provide chilled water volume control. 

6.1.1.1.5 If the pump speed reduces approaching zero percent (0%) 
and there are no chilled water pumps without a VFD 
operating, then the existing discharge damper shall be 
operated in order to provide chilled water volume control. 
In this case, as increased chilled water flow is required, 
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the existing discharge damper shall be opened to the full 
open position before the chilled water pump speed is 
increased. 

6.1.1.2 Installation of VFDs on sixty-two (62) AHUs throughout the 
facility. Fan motor HPs range from 20 to 100 HP. The 
VFDs shall be used to replace the existing inlet guide 
vanes, which control the duct static pressure for variable 
air volume control. 

SUPPLY FAN 
MARK OUTSIDE SUPPLY 

ESP DRIVE MOTOR 
# AIR AIR TYPE HP 

633-1 21,975 27,330.0 2.84 BELT 25.0 
633-2 15,025 18,780.0 2.22 BELT 15.0 
633-3 1,670 9,060.0 2.66 BELT 10.0 
633-4 1,045 7,600.0 1.85 BELT 7.5 
655-1 2,435 34,760.0 1.57 BELT 25.0 
655-2 2,435 36450.0 2.14 BELT 30.0 
655-3 1,365 23,360.0 1.83 BELT 20.0 
655-4 4,320 33,240.0 1.57 BELT 30.0 
655-5 1,215 15,580.0 1.98 BELT 15.0 
655-6 405 2,065.0 2.73 BELT 2.0 
655-7 3,630 7,325.0 1.83 BELT 10.0 
655-8 2,895 5,645.0 1.91 BELT 7.5 
655-9 1,785 11,810.0 1.93 BELT 10.0 
655-10 5,625 34,560.0 1.43 BELT 30.0 
655-11 5,625 33,660.0 1.55 BELT 30.0 
655-12 5,625 33,660.0 1.55 BELT 30.0 
655-13 5,625 33,660.0 1.55 BELT 30.0 
655-14 5,625 33,660.0 1.55 BELT 30.0 
655-15 5,625 34,560.0 1.43 BELT 30.0 
655-16 5,625 34,560.0 1.43 BELT 30.0 
655-17 5,625 34,560.0 1.43 BELT 30.0 
655-18 5,625 34,560.0 1.43 BELT 30.0 
655-19 5,625 34,560.0 1.43 BELT 30.0 
655-20 5,625 30,510.0 1.91 BELT 25.0 
655-21 5,625 30,510.0 1.91 BELT 25.0 
655-22 5,625 30,510.0 1.91 BELT 25.0 
655-23 5,625 30,510.0 1.91 BELT 25.0 
655-24 5,625 30,510.0 1.91 BELT 25.0 
655-25 5,625 30,510.0 1.91 BELT 25.0 
655-26 840 3,650.0 2.37 BELT 5.0 
655-27 0 2,560.0 1.26 BELT 2.0 
655-28 5,625 37,890.0 1.92 BELT 40.0 
655-29 5,625 38,565.0 1.91 BELT 40.0 
680-1 2.,475 26,540.0 1.34 BELT 20.0 
680-2 15,585 19,850.0 2.39 BELT 20.0 
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680-3 2,170 13,635.0 2.69 BELT 10.0 
680-4 6,930 9,480.0 2.94 BELT 15.0 
680-5 3,135 16,945.0 1.66 BELT 15.0 
680-6 3,160 23,760.0 2.07 BELT 20.0 
680-7 14,220 20,960.0 1.74 BELT 20.0 
680-8 21,015 25,960.0 2.24 BELT 25.0 
680-9 2,170 13,595.0 1.66 BELT 10.0 
680-10 4,130 20,650.0 1.59 BELT 20.0 
680-11 30,165 30,870.0 2.37 BELT 30.0 
680-12 3,810 24,640.0 1.45 BELT 20.0 
680-13 1,830 6,600.0 1.98 BELT 10.0 
705-1 2,830 16,050.0 1.82 BELT 15.0 
705-2 2,265 22,870.0 1.97 BELT 20.0 
705-3 2,860 17,710.0 2.02 BELT 15.0 
705-4 2,330 14,590.0 1.89 BELT 15.0 
705-5 13,970 33,240.0 1.77 BELT 40.0 
705-6 13,990 33,160.0 1.67 BELT 40.0 
705-7 26,640 36,190.0 2.40 BELT 40.0 
705-8 23,040 31,340.0 1.76 BELT 40.0 
705-9 26,640 36,190.0 2.06 BELT 40.0 
OAU-3 25,000 25,000.0 1.65 BELT 20.0 
OAU-4 25,000 25,000.0 1.65 BELT 20.0 

6.1.1.3 AHLJ 655-01 - Repair motorized damper on discharge side of the fan 

6.1.1.4 AHLJ 655-25 - Repair duct boot (discharge) 

6.1.1.5 AHLJ 705-06 - Repair ductwork (to avoid high velocity areas in the coil
moisture problems) 

6.2 Controls Improvements at the Convention Center 

6.2.1 Integrate existing variable volume control for CHW pumps and AHUs to new VFD 
installations and update graphics. 

6.3 HVAC improvements at Bldg. 277 HemisFair Park. 

6.3.1 Replace two (2) AHU's inlet guide vanes with new VFD in order maintain static 
pressure. 

6.4 HVAC improvements at the Alamodome. 

6.4.1 Install two (2) new 460V/3Ph/200HP VFDs in existing boiler room to serve each 
boiler's dedicated hot water pump. Existing modulating bypass valve to remain, 
but shall be closed to bypass. 
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6.4.1.1 Remove approximately twenty-five (25) remaining old AHU VFDs and replace 
with new drives to be furnished by Johnson Controls. Provide modifications to 
existing conduits and wiring to accommodate the placement and connections 
to the new drives. Stockpile old VFDs in a central location to be determined 
by the City. 

6.4.2 Controls improvements at the Alamodome. 

6.4.2.1 Remove twenty-four (24) existing VFDs and replace with new drives 
furnished by Johnson Controls. Provide modifications to existing conduits 
and wiring to accommodate the placement and connections to the new 
drives. Reconnect line/load side wiring to new VFDs. Stockpile old VFDs in 
a central location to be determined by the City. Of these twenty-four (24) 
VFDs, eighteen (18) are 40HP, 460V/3Ph drives and six (6) are 125HP, 
460V/3Ph drives. 

6.4.2.2 During last phase of project, new %" conduit was installed from new 
Contractor NAE panels to forty-seven (47) new Variable frequency drives with 
N2 cable loop from NAE to each VFD. As part of this project, terminate 
existing N2 cabling to new VFDs and to N2 trunk existing inside NAE panels. 

6.4.2.3 In boiler room, install two (2), new (furnished by Contractor) 200HP, 460VAC, 
3Ph VFDs for two existing boiler HW pumps. Furnish unistrut rack, if 
required, to mount each VFD adjacent to its associated HW pump. Connect 
power wiring to line and load side of each drive. Furnish power wiring (if 
required) to make the line/load terminations. Disable/demo existing motor 
starter serving each VFD. Re-use existing motor disconnect. Install N2 trunk 
cabling in 3/4" conduit to each of these two new VFDs. The N2 trunk is 
existing in the boiler room. 
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INSTALLATION SCHEDULE 

Task Name 

- City of San Antonio Phase I 

Signed Contract 

Issue Sutcontracts 

PreConstruction Meeting 

Project Mobilization 

Customer Kick-Off Meeting 

-: Project Installation 

-' Alamodome Project 

1+; ECRM 1,3 Alamodome lighting option 3 28W 4100k 

tJ ECRM 2,1 Alamodome Water Conservation Base Project 

ttl ECRPJI 2,8 Alamodome Water Improvement - Option 6 (Metering Faucets) 

1+ ECRM 5 Alamodome Solar Window Film (low E) 

l:t: ECRM 6 Alamodome HVAC & Controls Improvement 

- Convention Center Project 

it: ECRM 1.3 Convention Center lighting option 3 28\,11 4100k 

i+,: ECRM 2.1 Convention Center Water Conservation Base Project 

ItJ ECR ... 4 Convention Center Solar Thermal OHW 

it; ECR,.. 5 Convention Center Solar Window Film (low E) 

i±1 ECRM 6 Convention Center HVAC & Controls Improvement 

.:.. Project Acceptance 

AsBuilts 

Close Out Documents 

213 

Start 

Fri 10101/10 

Fri1 010 1.11 a 
r.l 0 n1 0104/1 0 

F rl1 0/22l1 0 

r.10n 1 O;2~ll 0 

r.lon 10/04/10 

Mon 10/04110 

Mon 10104110 

Mon 101'04110 

Mon 10J04/10 

Mon 10/04/10 

Mon 10)'04/10 

Mon 10/04)'10 

Mon 10/04/10 

Mon 101'04110 

Mon 10/04!10 

Mon 10J{)4/10 

Mon 10/04.110 

Mon 10/04110 

F ri 091'30111 

Frl 09/30/11 

Tue 10/0411-1 

Finish Duration ~~j6~~J9iEl§~Ii~JI~j~&6~~TOi 
Wed 10l051'11 263 days • r.lon1 0/0411 0 1 day 

Fri1 01221'1 0 1'da}'s 

r.lon1 Oi2Si1 0 1 da!' 

r.lon1110Sv'10 10 days 

TUe 10/0:110 1 da,' 

F ri 09/30i11 259 days 

Fri 09130111 259 days ... , 
Fri 09J30111 259 days .. 

Mon 12113110 50 days 

Mon 04125!11 145 days 

Mon07l'25111 210 days 

Mon 09i26/11 255 days ... 
F ri 09J30.l11 259 days " F ri 09130!11 259 days .. 
Fri 12110110 49 days 

Fri OS/27111 169 days 

Thu07123l11 213 days 

Wed 09/23/11 257 days 

Wed 10/05111 3 days 

Tue 10/04/11 2 days 

'Wed 10/0511'1 1 day 



SCHEDULE 2 

ASSURED PERFORMANCE GUARANTEE 

I. PROJECT BENEFITS 

2 

A. Project Benefits Summary. Subject to the terms and conditions of this 
Contract, Contractor and City agree that City will be deemed to achieve a total of 
three-hundred twenty-thousand two-hundred thirty-five dollars ($320,235.00) in 
Non-Measured Project Benefits and Contractor guarantees that City will achieve 
a total of Fifteen Million Six Hundred Sixty Three Thousand Eight Hundred 
Sevent Three Dollars ($15,663,873.00) in Measured Project Benefits during the 
term of this Contract, for Total Project Benefits of Fifteen Million Nine Hundred 
Eighty Four Thousand One Hundred and Eight Dollars ($15,984,108.00), as set 
forth in the Total Project Benefits table below. 

It is the understanding of the Parties that the Total Project Benefits are achieved 
by attaining the annual Assured Performance Guarantee set forth in the table 
below via a combination of measured and non-measured savings. In the event 
any annual Measured Project Benefits are not achieved, in any year of the 
Guarantee Term, Contractor shall submit a shortfall payment to City as required 
by Section 7.6 of the Contract. 

Total Project Benefits 

Annual Energy 
Annual Total Annual 

Year Operational Project Savings 1 
Savings 2 Benefits/Savings 

1 $884,517 $21,349 $905,866 

2 $928,743 $21,349 $950,092 

3 $928,743 $21,349 $950,092 

4 $975,180 $21,349 $996,529 

5 $975,180 $21,349 $996,529 

6 $1,023,939 $21,349 $1,045,288 

7 $1,023,939 $21,349 $1,045,288 

8 $1,075,136 $21,349 $1,096,485 

9 $1,075,136 $21,349 $1,096,485 

10 $1,128,893 $21,349 $1,150,242 

11 $1,128,893 $21,349 $1,150,242 

12 $1,128,893 $21,349 $1,150,242 

13 $1,128,893 $21,349 $1,150,242 

Utility Cost Avoidance is a Measured Project Benefit. Utility Cost Avoidance figures in the table 
above are based on anticipated increases in unit energy costs provided by City (5% escalation in 
Years 2, 4, 6, 8 and 10). 

Operations & Maintenance Cost Avoidance and Future Capital Cost Avoidance are Non-Measured 
Project Benefits. 

214 



Annual Energy Annual Total Annual 
Year Savings 1 

Operational Project 
Savings 2 Benefits/Savings 

14 $1,128,893 $21,349 $1,150,242 
15 $1,128,893 $21,349 $1,150,242 

Total $15,663,873 $320,235 $15,984,108 

Within ninety (90) days of the commencement of the Guarantee Term, Contractor will 
calculate the Measured Project Benefits achieved during the Installation Period plus 
any Non-Measured Project Benefits applicable to such period and advise City of 
same. Any Project Benefits achieved during the Installation Period may, at 
Contractor's discretion, be allocated to the Annual Project Benefits for the first 
Guarantee Term. Within ninety (90) days of each anniversary of the commencement 
of the Guarantee Term, Contractor will calculate the Measured Project Benefits 
achieved for the previous twelve (12) months immediately preceding the anniversary 
plus any Non-Measured Project Benefits applicable to such period and advise City of 
same. 

City acknowledges and agrees that if, for any reason, it (i) cancels or 
terminates this Contract, (ii) fails to pay for M& V Services in accordance with 
Article VI Compensation and Payment after notice and opportunity to cure, (iii) 
fails to fulfill any of its responsibilities set out herein after notice and 
opportunity to cure, or (iv) otherwise terminates or materially breaches this 
Contract, the Contractor's Assured Performance Guarantee shall automatically 
terminate and Contractor shall have no liability hereunder. 

II. NON-MEASURED ANNUAL PROJECT BENEFITS 

The Annual Operational and Maintenance Cost Avoidance sum to be achieved from the 
ECRM's is $21,349.00. 

City has furnished the foregoing information to Contractor, which information forms the 
basis of the Non-Measured Project Benefits. City agrees that the Non-Measured Project 
Benefits are reasonable and that the installation of the ECRMs will enable City to take 
actions that will result in the achievement of such Non-Measured Project Benefits. 

III. MEASUREMENT AND VERIFICATION METHODOLOGIES 

The following measurement and verification methodologies are applicable to the ECRMs 
set forth below. Contractor shall apply these methodologies, in compliance with the 
guidelines and standards of the IPMVP and/or the FEMP, in connection with the 
provision of M&V Services hereunder. 

Option A 
Partially Measured Retrofit Isolation 

Measured Project Benefits are determined by partial field measurement of the energy 
use of the system(s) to which an ECRM was applied separate from the energy use of the 
rest of the Facility. Measurements will be short-term with only one-time measurements 

before and after the Installation Period. 
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Partial measurement means that some parameters, but not all, will be measured. 
Careful review of the design and installation of ECRMs is intended to demonstrate that 
the stipulated values fairly represent the probable actual values. Agreed-upon values 
will be shown in the measurement and verification plan, along with analysis of the 
significance of the error they may introduce. Engineering calculations using short-term 
pre and post-retrofit measurements and stipulations are used to calculate Measured 
Project Benefits for the duration of the Guarantee Term. 

Measured Project Benefits from the following ECRMs will be calculated using Option A: 

LIGHTING AND OCCUPANCY CONTROLS 

Contractor Responsibilities 
Contractor will measure the pre-retrofit and post-retrofit wattages of a sample 
fixture of each retrofit. Contractor will calculate the actual savings using the 
measured wattages and the above equations. Contractor will provide the 
customer with a report on the calculated savings and any guarantee shortfall. 
Lighting measurements will include one-time pre-retrofit and post-retrofit 
measurements to verify savings for the term of the Contract. 

City's Responsibilities 
The City will maintain this lighting retrofit using the same lamps and ballast that 
were installed or equivalent lamps and ballast approved by Contractor. 

WATER CONSERVATION 

Contractor Responsibilities 
Contractor will measure the pre-retrofit and post-retrofit efficiencies (gpm or gpf) 
of a sample fixture of each retrofit. Contractor will calculate the actual savings 
using the measured efficiencies and agreed upon usages. Contractor will 
provide the customer with a report on the calculated savings and any guarantee 
shortfall. 

City's Responsibilities 
The City will maintain this water conservation retrofit using the same faucets, 
aerators, and toilets that were installed or equivalent fixtures approved by 
Contractor. 

SOLAR THERMAL WATER HEATING 

Contractor Responsibilities 
As part of the equipment installation, Contractor will verify proper installation and 
commission the new system. Based on manufacturer's performance 
requirements, the savings calculations included in this contract illustrate the 
resulting savings. 

City's Responsibilities 
The City will maintain the replaced equipment per the manufactures guidelines. 
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SOLAR THERMAL WINDOW FILM 

Contractor Responsibilities 
As part of the equipment installation, Contractor will verify proper installation and 
commission the new system. Based on manufacturer's performance 
requirements, the savings calculations included in this contract illustrate the 
resulting savings. 

City's Responsibilities 
The City will maintain the replaced equipment per the manufacturer's guidelines. 

Option 8 
Retrofit Isolation 

Measured Project Benefits are determined by field measurement of the energy use of 
the systems to which an ECRM was applied separate from the energy use of the rest of 
the Facility. Short-term, long-term or continuous measurements are taken throughout 
the pre and post-retrofit periods. Engineering calculations using short term, long-term or 
continuous pre-and post-retrofit measurements are used to calculate the Measured 
Project Benefits for the duration of the Guarantee Term. 

Measured Project Benefits from the following ECRMs will be calculated using Option B: 

HVAC AND CONTROLS (OPTION 8) 

Equipment Scheduling 

Contractor Responsibilities 
Annually, Contractor will check the schedule and/or start-stop status and/or run 
time hours during the post installation M&V report findings to the owner. 
Contractor will report to the City the any schedule changes outside of contractual 
agreements. 

City's Responsibilities 
The City will maintain the control system and perform routine maintenance as 
necessary per the manufacturer's guidelines. The City will maintain the HVAC 
operating schedules set forth in the Contract. Contractor will not reduce savings 
claims for equipment schedule outside of contract parameters nor for lack of 
maintenance or repair by the City. 

VFD operation 

Contractor Responsibilities 
The VFD savings are achieved due to the ability of motors to reduce speed in 
response to building heat load. The VFD savings calculations are based on the 
premise that VFDs are functional and that the motor speed is reduced in 
response VFD output. To verify these savings, Contractor will test the VFD and 
record motor speed and electrical output in relation to VFD output to ensure 
proper response. By manually overriding the differential pressure signal, 
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Contractor will monitor the response of the VFD to ensure it will properly respond 
to building demand. These tests will be performed quarterly each year of the 
Guarantee Term 

City's Responsibilities 
The City will maintain the replaced equipment per the manufacturer's guidelines 
and maintain differential setpoints setup during the installation and 
commissioning process. 

Economizers 

Contractor Responsibilities 
The economizer savings are achieved from the reduced load on HVAC systems 
due to the increased supply of outside air during cool temperatures. Contractor 
will test the outdoor air dampers bi-annually during the Guarantee Term to 
ensure proper operation. In this procedure, Contractor will override the outdoor 
air temperature signal feeding the outdoor damper to ensure the dampers open 
to 100% at the appropriate setpoint 

City's Responsibilities 
The City will maintain the replaced equipment per the manufacturer's guidelines 
and maintain economizer setpoints setup during the installation and 
commissioning process. 

Option C 
Whole Facility 

Option C involves use of utility meters or whole building sub-meters to assess the 
energy performance of a total building. Option C assesses the impact of any type of 
ECRM, but not individually, if more than one is applied to an energy meter. This option 
determines the collective Measured Project Benefits of all ECRMs applied to the part of 
the Facility monitored by the energy meter. Also, since whole building meters are used, 
Measured Project Benefits reported under Option C include the impact of any other 
change made in Facility energy use (positive or negative). 

Measured Project Benefits from the following ECRMs will be calculated using Option C: 

• None/Not Applicable 

Option D 
Calibrated Simulation 

Option D involves the use of computer simulation software to predict energy use. Such 
simulation model must be "calibrated" so that it predicts an energy use and demand 
pattern that reasonably matches actual utility consumption and demand data from either 
the base-year or a post-retrofit year. 

Option D may be used to assess the performance of all ECRMs in a Facility, akin to 
Option C. However, different from Option C, multiple runs of the simulation tool in 
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Option D allow estimates of the Measured Project Benefits attributable to each ECRM 
within a multiple ECRM project. 

Option D may also be used to assess just the performance of individual systems within a 
Facility, akin to Options A and B. In this case, the system's energy use must be isolated 
from that of the rest of the Facility by appropriate meters. 

Measured Project Benefits from the following ECRMs will be calculated using Option D: 

• None/Not Applicable 

IV. BASELINE CALCULATIONS AND UTILITY RATES 

The unit utility costs for the Baseline period are set forth below as "Base Utility Cost" and 
shall be used for all calculations made under this Schedule. The Base Utility Cost shall 
be escalated every year by the actual utility cost escalation, but such escalation shall be 
no less than the mutually agreed "floor" escalation rate of five percent (5%) every other 
year for the first ten years of the Guarantee Term. The Base Utility Cost for each type of 
utility represents the twelve (12) month average utility costs from January 2008 through 
December 2008. 

Alamodome Convention Center 

Utility Type Base Utility Cost Base Utility Cost 

Electric Energy $0.072/kWh $0.070/kWh 
Electric Demand $O/kW $O/kW 

Natural Gas $10.79/MBH $11.38/MBH 
Water $4.77/kgal $5.41/kgal 

Sewer $4.77/kgal $5.41/kgal 
Steam N/A N/A 
Other N/A N/A 
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Base Year Consumption Data 

Facility Name: ALAMODOME 

Electricity for 12 month period beginning: Jan. 2008 and ending Dec. 2008 Chilled Water for 12 month period Jan. 2008 and ending Dec. 2008 

Natural Gas for 12 month period beginning: Jan. 2008 and ending Dec. 2008 Stream for month period beginning: Jan. 2008 and ending Dec. 2008 

Water /Waste water for 12 month period beginning: Jan. 2008 and ending Dec. 2008 

Month Electrical Natural Gas Water / Wastewater Chilled Water Steam 

Consump Demand Total Cost Consump Consump Consump Demand Total Cost Consump Demand Total Cost 
(kWh) (k W) ($) (therms) Cost ($) (gal) Cost ($) (ton hr) (tons) ($) (lOOOlbs) (100lbs/hr) ($) 

jan 1,244,748 0 $80,442 29,994 $30,343 1,265,037 $5,212 181,200 6,230 $105,132 

feb 1,078,062 0 $56,010 24,896 $26,867 896,972 $4,108 228,100 6,230 $104,526 

mar 980,619 0 $67,554 19,828 $24,512 510,204 $3,049 457,000 6,230 $125,864 

apr 1,429,115 3,874 $90,917 26,337 $32,228 1,226,136 $5,055 683,800 6,230 $131,702 

may 851,561 2,266 $65,043 3,488 $4,622 1,188,731 $4,918 462,600 6,230 $120,446 

jun 855,480 2,6901 $78,359 922 $1,267 83L139 $3,906 761,200 6,230 $149,159 

ju1 895,075 2,233 $86,615 705 $1,033 647,107 $3,406 697,200 6,230 $149,079 

aug 895,889 2,677 $82,190 567 $678 938,118 $4,193 808,100 6,230 $148,589 

sep 932,240 2,575 $73,995 809 $761 650,848 $3.410 769,000 6,230 $140,476 

oct 797,925 2,851 $57,773 1,171 $893 280,538 $2,397 475,800 6,230 $117,240 

nov 924,079 2,539 $50,317 6,479 $4,328 483,273 $2,824 394,700 6,230 $108,779 

dec 1,007,104 2,812 $67,896 15,493 $13,444 722,665 $3.485 223.400 6,230 $105,676 

Total 11,891,897 24,517 $857,111 130,689 $140,976 9,640,768 $45,963 6,142,100 74,760 $1,506,665 0 0 $0 
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Base Year Consumption Data 

Facility Name: CONVENTION CENTER AND HEMISF AIR BUILDING 

Electricity for 12 month period beginning: Jan. 2008 and ending Dec. 2008 Chilled Water for 12 month period Jan. 2008 and ending Dec. 2008 

Natural Gas for 12 month period beginning: Jan. 2008 and ending Dec. 2008 Stream for month period beginning: Jan. 2008 and ending Dec. 2008 

Waler /Wa~lt: "alel 101 12monlh period beginning: Jan. 2008 and ending Dec. 2008 

Month Electrical Natural Gas Water I Wastewater Chilled Water Steam 

Consump Demand Total Cost Consump Consump Consump Demand Total Cost Consump Demand Total Cost 
(k Wh) (kW) ($) (therms) Cost ($) (gal) Cost ($) (ton hr) (tons) ($) (1000Ibs) (100Ibs/hr) ($) 

jan 1,778,784 2,433 $102,246 2,009 $2,201 1.296,458 $7.135 373,290 7,477 $245,202 2,445 429 $95,897 

feb 1,992,000 3,279 $107,849 2,309 $2,670 1,357,055 $7,323 501,325 7,477 $245,850 2,942 429 $101,500 

mar 1,993,152 2,811 $133,451 1.639 $2,155 1.734,097 $9.183 701,420 7.477 $264,319 2,774 429 $114,248 

apr 1,767,072 4,200 $108,287 2,099 $2,737 1,043,599 $5,967 762,236 7,477 $251,991 1,370 429 $85,889 

may 1,899,648 4,219 $138,643 1,538 $2,082 1,418,397 $7,627 914,870 7,477 $273,540 772 429 $67,716 

jun 1,907,712 4,150 $159349 1,662 $2,290 1.714,646 $9,071 1.438,810 7.477 $324,366 689 429 $64381 

jul 2,027,136 4,671 $192,445 1,716 $2,502 1,719,135 $9,128 1,354,990 7,477 $327,840 610 429 $67.180 

aug 1,814,976 4,250 $157,635 1,232 $1,469 1,655,546 $8,813 1,374,390 7.477 $310,492 534 429 $57.450 

sep 1,584,960 3,863 $122,075 1,149 $1,099 1,151,327 $6,435 1,080,580 7,477 $279,121 562 429 $54,465 

oct 1,942,752 4,534 $125,280 1,835 $1,413 1,584,477 $8.495 937,920 7,477 $266,968 700 429 $55,479 

nov 1,885,632 4,278 $96,560 1.801 $1,266 1,890,373 $10,641 819,440 7,477 $253,199 1,453 429 $68,688 

dec 1,817,088 4,144 $116,397 1,428 $1,360 2,222,605 $11,861 517,300 7,477 $252,651 2,785 429 $93,816 

Total 22,410,912 46,832 $1,560,217 20,417 $23,242 18,787,715 $101,680 10,776,571 89,724 $3,295,539 17,634 5,148 $926,710 
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V. PRIMARY OPERATIONS SCHEDULE PRE & POST RETROFIT 

Lighting Controls 

Existing Proposed 
Facility Area Annual Annual 

Hours Hours 

All 24 x 7 8,760 8,760 
All Exterior 4,380 4,380 

Alamodome Field 2,920 2,920 
Alamodome Hallway 2,920 2,044 

Alamodome Open Office 2,346 1,760 

Alamodome Private Office 2,346 1,760 

Alamodome Restroom 2,920 1,752 

Alamodome Seating 2,920 2,920 
Alamodome Storage 730 730 

Hemisfair Bldg Hallway 2,868 2,868 

Hemisfair Bldg Open Office 2,868 2,151 
Hemisfair Bldg Private Office 2,868 2,151 

Hemisfair Bldg Restroom 2,868 1,721 

Hemisfair Bldg Storage 1,043 939 

Convention Center Ball Room 5,840 5,840 

Convention Center Exihibit Hall 8,760 8,760 
Convention Center Hallway 8,760 8,760 
Convention Center Mechanical Room 1,460 1,314 

Convention Center Meeting Room 5,840 4,672 

Convention Center Open Office 2,868 2,151 

Convention Center Private Office 2,868 2,151 

Convention Center Restroom 6,674 4,004 

Convention Center Storage 1,460 1,314 

HVAC Night Setback 

Night setback is proposed at the Alamodome facility only (Convention Center will keep 
the same HVAC operation as is). 

The Alamodome already has night setback at some AHUs. Contractor will implement 
night setback at the following units which currently operate 24 hours, 7 days per week: 

AHU-45A 

AHU-37 
AHU-44 

AHU-45B 

AHU-48 

AHU-49 
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I AHU-50 I 
The units will be turned off during the setback period. When not in the setback period, 
the units will be set at the temperature determined by the Alamodome staff. 

The setback will be implemented during a minimum of thirty (30) hours per week (an 
average of 4.28 hours per day). This is equivalent to reducing the annual EFLH from 
2181 to 1792. 

The units will be turned off according to the event schedule which will vary each week. 

This thirty (30) hour minimum setback is set to occur between the hours of 12 am and 6 
am based on the operational requirements of the Facility, but may be modified as 
necessary by the City. 

223 



Schedule 2 - Exhibit A 

ENERGY ASSESSMENT REPORT (EAR) 

[INTENTIONALLY LEFT BLANK] 
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PREFACE 

A. BACKGROUND 

The City of San Antonio chose Johnson Controls, Inc. (lCI) to develop an Energy Savings 
Performance Contracting proposal for implementing improvements to a total of 3 City facilities: 

• Alamodome 
• Henry B. Gonzalez Convention Center (including Lila Cockrell Theatre) 
• Hemisfair Building 277 

In this report contains the detailed utility assessment for Alamodome, Convention Center and 
Hemisfair Building 277. 
Over the past several months, JCI extended significant efforts in technical audits, engineering work, 
development of cost estimates and engineering design to develop the Energy Savings Performance 
Contracting proposal. 

The entire development of this performance-based, guaranteed efficiency proposal has followed the 
guidelines set forth in Local Government Code 302.001-005. 

PROJECT BENEFITS 

Senate Bill 12 is the Texas Emission Reduction Plan that mandates public agencies located in the 41 
non-attainment Counties to reduce electric consumption 5% per year, for the next six years, beginning 
September 1, 2007. This project will reduce the total electric consumption of all 3 facilities overall by 
35%. Following the goal of Senate Bill 12, this program will benefit the City of San Antonio by 
reducing harmful emissions produced by the generation of electricity and the local by-products 
associated with consumption of fossil fuels. 

This proposal includes significant building and infrastructure improvements. These building 
improvements include upgrades to lighting systems, air conditioning and heating systems, plumbing 
systems and many other upgrades that will greatly assist City of San Antonio in providing more 
efficient and comfortable environments for the administration, staff and visitors. In addition to utility 
savings, these improvements will reduce current operation and maintenance costs of the City of San 
Antonio. 

B. SUMMARY NARRATIVE 

This study was performed under the Texas LoanSTAR Program guidelines as administered by the 
State Energy Conservation Office. The purpose is this study is to identify Utility Cost Reduction 
Measures (UCRMs) which, when implemented, will result in significant utility cost savings for the 
City of San Antonio. The savings calculations are made using sound, accepted fundamentals of 
engineering and current utility rate schedules. 
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These calculations determine the magnitude of energy and water savings to be realized by the 
implementation of the project, and were reviewed by an independent third-party engineer who holds a 
license to practice in the state of Texas. 

C. ACKNOWLEDGEMENTS 

CO-AUTHORED SOLUTIONS 
Johnson Controls develops solutions with its customer, not for its customer. This partnership 
approach ensures that the City of Antonio's concerns and requirements are identified at each step 
along the performance contracting process. This proposal was developed with on-going review and 
input from the City of San Antonio administrative personnel and facilities manager. 

All recommended solutions have been reviewed and modified to meet the needs of the City of San 
Antonio. The key personnel involved were Kevin Burton, Darryl Baethge, David Kubena, Jim Mery, 
Robert Carr, Scott Munson, Paul Escamilla, as well as other city staff. Johnson Controls greatly 
appreciates the way City of San Antonio conducted the management of this process and the input 
from its administration and staff. 
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Energy Assessment Report for: 

Contact Person: 

The City of San Antonio 
ALAMODOME & CONVENTION CENTER 
200 East Market Street, San Antonio, TX 78205 

Kevin Burton 

Johnson ~1t, 
Controls 

Fiscal Operations Manager, Convention Facilities and Alamodome 
Phone: (210) 207-5737 Facsimile: (210) 207-8073 

I. EXECUTIVE SUMMARY 

A. FACILITIES ANALYZED 

Facility Address Type of Use 
Total Area 

(sqft) 

Alamodome Stadium 100 Montana St. Stadium events 1,050,000 

Henry B. Gonzalez Convention Center 
200 East Market St. 

Convention and 
1,300,000 

(Includes Lila Cockrell Theatre) Meetings 

Convention Center Building 277 600 
Hemisfair Plaza 

Way 
Office Building 33,000 

B. COMPOSITE PROJECT SUMMARY 

Energy Cost Reduction Measures 
til -0 

'"' = ~ '*""' ..... 8 = 0 til 

0 ... 
== - '0 ..... . .. til U eu ~ ~~ '"' ..... 

~ 
~ - go ~ -= = '"' eu 0 
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Alamodome X X X X 

Henry B. Gonzalez Convention Center 
X X 

(Includes Lila Cockrell Theatre) & Bldg 277 
X X X 
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C. SUMMARY OF PROJECT 

Facility 

Alamodome 3,810,983 

Henry B. Gonzalez Convention 
8,176,068 

Center & Bldg 277 

2,492 

947 

Total 11,987,051 3,438 

15,498 2,307 

28,851 648 

44,350 2,955 

Johnson ~lt, 
Controls 

$307,715 

$576,802 

$884,517 

The savings for the recommended composite project listed above account for interdependence of savings 
of individual ECRMs (per Facility). Costs for the project likewise account for savings that accrue from 
installing several ECRMs under one project. 

D. SPECIAL CONSIDERATIONS 

According to recent communications with CPS Utilities, new rebate funds will be available in 2010. lCI 
plans to assist the City in acquiring these rebates which will lower the project cost. 
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E. SUMMARY OF INDIVIDUAL ENERGY COST REDUCTION MEASURES - ALAMODOME 

The following table provides a summary of ECRMs and total project costs: 

Annual Non-
measured Guaranteed Simple 

UCRM Project Cost O&M Annual Utility Total Annual Payback Electricity NatGas Water 

($) Savings ($) Savings ($) Savings ($) (Years) (kWh) (MMBtuh) (kGal) 
Lighting & Controls $2,254,753 $149,183 $149,183 15.1 2,114,273 

Water Conservation Base Project $9,868 $15,542 $15,542 0.6 462 2,307 
Water Improvement - Metering Faucets $159,125 
Solar Window Film (Low E) $592,537 $112,552 $112,552 5.3 1,262,000 2,030 
HV AC & Controls Im~rovements $421,069 $21,349 $30,438 $51,787 8.1 434,710 
Project Managing $113,321 I>i>../ •••.•••.•••• <> •....•.... , .• , •• ' •.••••.. ......•........ . ... ··· .. ··,.i.ii> ..............•.•........ ) ............ ...•...• ' .................................... Fj.·.·;>: Ip>L.>< 
Engineering/PD A $113,517 U{S .•••.•. ; .•.••...•..•. L< < ..••.•..•..... i ••••.. ' .... ....• > •.•.•.•.•... 

i":" ........... " 
1 •• ·•·· •• ·•···•···•··•••·• ••. ·.····(> ···········.····.····.···.·i· .. · .. · ... ··· 

....... . ........ d; 'LE) .> •...•..•......•••••••••..•.....•...•• 
Measurement & Verification $11,995 I •••••••• · ••..• ·• ••• ••••· .••.••.• > < ••••. ··.·...i> .. · ii.··· ... ·.<i .....•.. · ........ · .. · ......... ·· .... I .. ·.·.··.··.i .............. 1\' .< •...•••••. : .........• ' ....... ; ....... 

.············S······.·.···.·.··· Totals $3,676,186 $21,349 $307,715 $329,064 11.2 1>( •••.•.• ' •. · ..•• · •.• · •• · •• · •. ·····i·.········.·· "'. • ••• 
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E. SUMMARY OF INDIVIDUAL ENERGY COST REDUCTION MEASURES - CONVENTION CENTER 

The following table provides a summary of ECRMs and total project costs: 

UCRM 
Project Cos t 

Annual Non
measured 

O&M 
Guaranteed I Total Annual 

Annual Utility Savings 

S 

Simple 
Payback I Hectricity 

IJ ~ !~J~#' 
Johnson I:' 

Controls ' 

NatGas Water 
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II. BASE YEAR ENERGY CONSUMPTION & COSTS 

Johnson ~j(, 
Controls 

For savings calculation purposes, an average energy rate was calculated. These rate costs have been 
determined using a weighted average method. 

Alamodome 

Electrical Conswnption $0.072 /kWh 

Electrical Demand $0 /kW 

Natural Gas $10.79 IMMBtuh 

WaterlSewer $4.77 /kGal 

Convention Center 

Electrical Consumption $0.070 /kWh 
Electrical Demand $0 /kW 
Natural Gas $11.38 IMMBtuh 
Water/Sewer $5.41 /kGal 
Steam $29.42 $/lOOOlbs 
Note: Steam rate was used for the Solar Thermal Improvement Measure 
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Base Year Consumption Data 
Facility Name: ALAMODOME 

Electricity for 12 month period beginning: Jan. 2008 and ending Dec. 2008 Chilled Water for 12 month period beginning: 

Natural Gas for 12 month period beginning: lan. 2008 and ending Dec. 2008 Steam for 12 month period beginning: 

Water/W astewater for 12 month period beginning: Jan. 2008 and ending Dec. 2008 

Month Electrical Natural Gas Water I Wastewater Chilled Water 

Consump Demand Total Cost Consump 
Cost ($) 

Consump 
Cost ($) 

Consump Demand Total Cost 
(kWh) (kW) ($) (therms) (gal) (ton hr) (tons) ($) 

jan 1,244,748 0 $80,442 29,994 $30,343 1,265,037 $5,212 181,200 6,230 $105,132 

feb 1,078,062 ° $56,010 24,896 $26,867 896,972 $4,108 228,100 6,230 $104,526 

mar 980,619 ° $67,554 19,828 $24,512 510,204 $3,049 457,000 6,230 $125,864 

apr 1,429,115 3,874 $90,917 26,337 $32,228 1,226,136 $5,055 683,800 6,230 $131,702 

may 851,561 2,266 $65,043 3,488 $4,622 1,188,731 $4,918 462,600 6,230 $120,446 

jun 855,480 2,690 $78,359 922 $1,267 831,139 $3,906 761,200 6,230 $149,159 

jul 895,075 2,233 $86,615 705 $1,033 647,107 $3,406 697,200 6,230 $149,079 

aug 895,889 2,677 $82,190 567 $678 938,118 $4,193 808,100 6,230 $148,589 

sep 932,240 2,575 $73,995 809 $761 650,848 $3,410 769,000 6,230 $140,476 

oct 797,925 2,851 $57,773 1,171 $893 280,538 $2,397 475,800 6,230 $117,240 

nov 924,079 2,539 $50,317 6,479 $4,328 483,273 $2,824 394,700 6,230 $108,779 

dec 1,007,104 2,812 $67,896 15,493 $13,444 722,665 $3,485 223,400 6,230 $105,673 

Total 11,891,897 24,517 $857,111 130,689 $140,976 9,640,768 $45,963 6,142,100 74,760 $1,506,665 

~ , ~. ../A 
Certification: Charges have been reecomputed and are correct, Lucia G. Landry, PE License # 100333 "V'~ 'V' 

r #' 

Jan. 2008 

N/A 

Consump 
(1000Ibs) 

0 

Johnson ~~~' 
Controls '1, 

and ending Dec. 2008 

and ending N/A 

Steam 

Demand Total Cost 
(lOOlbs IhrJ ($) 

0 $0 
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Base Year Consumption Data 
Facility Name: CONVENTION CENTER AND HEMISFAIR BUILDING 

Electricity for 12 month period beginning: Jan. 2008 and ending Dec. 2008 Chilled Water for 12 mont h period beginning: 

Natural Gas for 12 month penod begmning: Jan. 2008 and ending De". 2008 Steam for 12 month period beginning: 

WaterlW astewater for 12 month period beginning: Jan. 2008 and ending Dec. 2008 

Month Electrical Natural Gas Water I Wastewater Chilled Water 

Consump Demand Total Cost Consump 
Cost ($) 

Consump 
Cost ($) 

Consump Demand Total Cost 
(kWh) (kW) ($) (therms) (gal) (ton hr) (tons) ($) 

jan 1,778,784 2,433 $102,246 2,009 $2,201 1,296,458 $7,135 373,290 7,477 $245,202 

feb 1,992,000 3,279 $107,849 2,309 $2,670 1,357,055 $7,323 501,325 7,477 $245,850 

mar 1,993,152 2,811 $133,451 1,639 $2,155 1,734,097 $9,183 701,420 7,477 $264,319 

apr 1,767,072 4,200 $ 108,287 2,099 $2,737 1,043,599 $5,967 762,236 7,477 $251,991 

may 1,899,648 4,219 $138,643 1,538 $2,082 1,418,397 $7,627 914,870 7,477 $273,540 

jun 1,907,712 4,150 $159,349 1,662 $2,290 1,714,646 $9,071 1,438,810 7,477 $324,366 

jul 2,027,136 4,671 $192,445 1,716 $2,502 1,719,135 $9,128 1,354,990 7,477 $327,840 

aug 1,814,976 4,250 $157,635 1,232 $1,469 1,655,546 $8,813 1,374,390 7,477 $310,492 

sep 1,584,960 3,863 $122,075 1,149 $1,099 1,151,327 $6,435 1,080,580 7,477 $279,121 

oct 1,942,752 4,534 $125,280 1,835 $1,413 1,584,477 $8,495 937,920 7,477 $266,968 

nov 1,885,632 4,278 $96,560 1,801 $1,266 1,890,373 $10,641 819,440 7,477 $253,199 

dec 1,817,088 4,144 $116,397 1,428 $1,360 2,222,605 $11,861 517,300 7,477 $252,651 

Total 22,410,912 46,832 $1,560,217 20,417 $23,242 18,787,715 $101,680 10,776,571 89,724 $3,295,539 

Certification: Charges have been reecomputed and are correct, Lucia G. Landry, PE License # 100333 ~ ~ ~J ./-

r ,,;-
--------- -- - - --

Jan. 2008 

Jan. 2008 

Consump 
(1000Ibs) 

2,445 

2,942 

2,774 

1,370 

772 

689 

610 

534 

562 

700 

1,453 

2,785 

17,634 

Johnson ~Jf 
Controls 

and ending Dec. 2008 

and ending Dec. 2008 

Steam 

Demand Total Cost 
(lOOlbs/hr) ($) 

429 $95,897 

429 $101,500 

429 $114,248 

429 $85,889 

429 $67,716 

429 $64,381 

429 $67,180 

429 $57,450 

429 $54,465 

429 $55,479 

429 $68,688 

429 $93,816 

5,148 $926,710 

---
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Electric Meters 

Facility Name 
Alamodome 

Alamodome 

Alamodome 

Convention Center East 

Convention Center West 

Convention Center - BId 277 

Natural Gas Meters 

Facility Name 
Alamodome 

Alamodome 

Convention Center 

Convention Center 

Water & Sewer Meters 

Facility Name 
Alamodome 

Alamodome 

Convention Center East 

Convention Center East 

Convention Center West 

Convention Center West 
Convention Center West 

Convention Center (Irrigation) 

Convention Center BId 277 

III. METERING INFORMATION 

Service Address 
100 MONTANAST 

100 MONTANAST 

100 MONTANAST 

600 EMARKETST 

222 SALAMO ST 

277 HEMISFAIR PLAZA 

Service Address 
100 MONTANAST 

100 MONTANAST 

600 EMARKETST 

600 EMARKETST 

Service Address 
100 MONTANAST 

100 MONTANAST 

600 EMARKETST 

600 EMARKETST 

222 SALAMO ST 

222 SALAMO ST 
222 SALAMOST 

600 EMARKETST 

277 HEMISFAIR PLAZA 
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Account Number 
3000049590 

3000049594 

3000907831 

3000047423 

3000047387 

3001351547 

Account Number 
3000049583 

3000907831 

3000047396 

3000047403 

Meter Number 
1567202958182 

1567202999921 

1567703373421 

1567703419211 

1567701560831 

1567702737421 
1567702779571 

1567701609102 

1567701575794 
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Chilled Water and Steam Meters 

Facility Name 
Alamodome 100 

Convention Center 200 

Convention Center BId 277 277 

Service Address 
MONTANAST 

EMARKETST 

HEMISFAIR PLAZA 
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Account Numbers 
2ALAMO 

2CONVC 

2SAP&R 
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IV. UTILITY RATE SCHEDULE ANALYSIS 

A. ELECTRIC UTILITY RATE SCHEDULE ANALYSIS 

For all electric accounts, utility bill audit was performed on recent City electric bills for the period of 
Jun 06 to July 09 

NAME OF UTILITY /PROVIDER: 

CPS Energy 

RATE SCHEDULE ANALYZED: 

Large Lighting and Power Service Electric Rate - LLP 
General Service Base Commercial Electric Rate - PL 

SUMMARY OF BILLING COMPONENT CHARGES FOR LLP: 

Customer Charge 

Energy Charge 

Demand Charge 

Peak Capacity Charge 

$145 per month 

Tier 1: $0.0390 IkWh for the first 200 kWh per kW of Billing Demand 
Tier 2: $0.0370 /kWh for all additional kWh per kW 

$7.95/kW of Billing Demand - Summer Period (June-September) 
$6.45 IkW of Billing Demand - Winter Period (October -May) 

None 

Minimum Bill - The Minimum Bill shall be equal to the Service Availability Charge plus the Demand 
Charge (Summer Billing or Non-Summer Billing as the case may be) or such higher Minimum Bill as 
may be specified in the Customer's Application and Agreement for Electric Service. The Minimum 
Bill is not subject to reduction by credits allowed under the adjustments below. 

Adjustments - Plus or minus an amount which reflects the difference in the unit fuel cost factor for the 
current month above or below a basic cost of 50.01416 per KWH sold. The unit fuel cost factor for the 
current month is computed as the sum of: 

(a) The current month's estimated unit fuel cost per KWH, which is computed based upon the 
current month's estimated KWH generation mix, unit fuel cost by fuel type, any known changes in 
fuel cost, sales to other than long-term customers, purchases and line losses; plus 
(b) An adjustment, if indicated by the current status of the over and under recovery of fuel costs 
for the recovery year in progress, to correct for the difference between the preceding month's 
estimated unit fuel cost and the current computation for this value. This adjustment is computed 
by multiplying the difference between the preceding month's estimated unit fuel cost (corrected 
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for any fuel supplier surcharge) and the current computation for this value times the KWH 
generated during the preceding month and then dividing the result by the current month's 
estimated KWH sales; plus 
(c) An adjustment, if indicated by the current status of the over and under recovery of fuel costs 
for the recovery year in progress, to correct for the difference between the preceding month's 
estimated value for the second preceding month's unit fuel cost and actual unit fuel cost for that 
month. This adjustment is computed by multiplying the difference between the preceding month's 
estimated value for the second preceding month's unit fuel cost and the actual unit fuel cost for 
that month (corrected for any fuel supplier surcharge) times the KWH generated during the 
preceding month and then dividing the result by the current month's estimated KWH sales; plus 
(d) An adjustment, as necessary, which may be derived and applied to the unit fuel cost factors 
during the months preceding, including, and/or following January each year, depending on the 
dollar amount of adjustment necessary to balance the annual cumulative actual fuel cost with the 
annual cumulative fuel cost recovery through these rates; plus 
(e) An adjustment to reflect offsetting credits to or additions to fuel costs resulting from judicial 
orders or settlements of legal proceedings affecting fuel costs or components thereof including 
taxes or transportation costs, or to reflect accounting and billing record corrections or other out-of
period adjustments to fuel costs. 
(f) An adjustment, as necessary, which may be derived and applied to the unit fuel cost factors for 
recovery of dollars spent for the verifiable kW reductions that are above the level reflected in base 
rates for energy efficiency and conservation programs. Recovery of such costs would be allowed 
once an independent third party reviews and confirms the incremental kW reductions. 

Plus or minus the proportionate part of the increase or decrease in taxes, required payments to 
governmental entities or for governmental or municipal purposes which may be hereafter assessed, 
imposed, or otherwise required and which are payable out of or are based upon revenues of the 
electric system. 

Monthly Demand - The Monthly Demand will be the KW as determined from reading the CPS 
Energy demand meter for the 15 minute period of the Customer's greatest Demand reading during the 
month. 

Billing Demand - For the period June through September, the Billing Demand is equal to the greatest 
of the following: 

(a) The Monthly Demand as defined above 
(b) lOOKW 
(c) Such higher KW as may be specified in the Customer's Application and Agreement for 
Electric Service 

For the period October through May, the Billing Demand is equal to the greatest of the following: 
(a) The Monthly Demand as defined above 
(b) lOOKW 
(e) Such higher KW as may be specified in the Customer's Application and Agreement for 
Electric Service 
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(d) 80% of the highest measured peak Demand established during the previous summer period 
month (June through September). 

Prior to the establishment of a previous summer peak Demand, (d) above will not apply. 

Power Factor - When, based on a test of the Customer's power factor, the power factor is below 85% 
lagging, the Billing Demand may be increased by adding 1 % of the Actual Demand for each 1 % that 
the power factor is below 85%. 

SUMMARY OF BILLING COMPONENT CHARGES FOR PL: 

Customer Charge 

Energy Charge 

Demand Charge 

Peak Capacity Charge 

$ 7.27 per month 

Tier 1: $0.0650 IkWh for the first 1600 kWh per kW of Billing Demand 
Tier 2: $0.0310 /kWh for all additional kWh per kW 

None 

$0.0150 /kWh for excess of 600 kWh - Summer Period (June-September) 
$0.0100 /kWh for excess of 600 kWh - Winter Period (October -May) 

Minimum Bill - $7.27 plus $2.85 per KW of Billing Demand in excess of 5 KW. A higher Minimum 
Bill may be specified in the Customer's Application and Agreement for Electric Service. The 
Minimum Bill is not subject to reduction by credits allowed under the adjustments below. 

Adjustments - Plus or minus an amount which reflects the difference in the unit fuel cost factor for the 
current month above or below a basic cost of $0.0 1416 per KWH sold. The unit fuel cost factor for 
the current month is computed as the sum of: 

(a) The current month's estimated unit fuel cost per KWH, which is computed based upon the 
current month's estimated KWH generation mix, unit fuel cost by fuel type, any known changes in 
fuel cost, sales to other than long-term customers, purchases and line losses; plus 
(b) An adjustment, if indicated by the current status of the over and under recovery of fuel costs 
for the recovery year in progress, to correct for the difference between the preceding month's 
estimated unit fuel cost and the current computation for this value. This adjustment is computed 
by multiplying the difference between the preceding month's estimated unit fuel cost (corrected 
for any fuel supplier surcharge) and the current computation for this value times the KWH 
generated during the preceding month and then dividing the result by the current month's 
estimated KWH sales; plus 
(c) An adjustment, if indicated by the current status of the over and under recovery of fuel costs 
for the recovery year in progress, to correct for the difference between the preceding month's 
estimated value for the second preceding month's unit fuel cost and actual unit fuel cost for that 
month. This adjustment is computed by multiplying the difference between the preceding month's 
estimated value for the second preceding month's unit fuel cost and the actual unit fuel cost for 
that month (corrected for any fuel supplier surcharge) times the KWH generated during the 
preceding month and then dividing the result by the current month's estimated KWH sales; plus 
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(d) An adjustment, as necessary, which may be derived and applied to the unit fuel cost factors 
during the months preceding, including, and/or following January each year, depending on the 
dollar amount of adjustment necessary to balance the annual cumulative actual fuel cost with the 
annual cumulative fuel cost recovery through these rates; plus 
(e) An adjustment to reflect offsetting credits to or additions to fuel costs resulting from judicial 
orders or settlements of legal proceedings affecting fuel costs or components thereof, including 
taxes or transportation costs, or to reflect accounting and billing record corrections or other out-of
period adjustments to fuel costs. 
(f) An adjustment, as necessary, which may be derived and applied to the unit fuel cost factors for 
recovery of dollars spent for the verifiable kW reductions that are above the level reflected in base 
rates for energy efficiency and conservation programs. Recovery of such costs would be allowed 
once an independent third party reviews and confirms the incremental kW reductions. 
Plus or minus the proportionate part of the increase or decrease in taxes, required payments to 
governmental entities or for governmental or municipal purposes which may be hereafter assessed, 
imposed, or otherwise required and which are payable out of or are based upon revenues of the 
electric system. 

Monthly Demand - The Demand will be the KW as determined from the reading of the CPS Energy 
demand meter for the 15 minute period of the Customer's greatest Demand reading during the month. 

Billing Demand - For the period June through September, the Billing Demand is equal to the Monthly 
Demand as defined above. For the period October through May, the Billing Demand is equal to the 
Monthly Demand or 80% of the highest measured demand established during the previous summer 
period months (June through September), whichever is greater. 
Prior to the establishment of a previous summer peak Demand; the Billing Demand shall be equal to 
the Monthly Demand as defined above. 

Power Factor - When, based on a test of the Customer's power factor, the power factor is below 85% 
lagging, the Billing Demand may be increased by adding 1 % of the Actual Demand for each 1 % that 
the power factor is below 85%. 

High Voltage Discount - This discount applies only to electric service supplied at CPS Energy 
nominal distribution voltage of 13.2 KV or higher, when (a) such service voltage requires no more 
than one (I) step down transformation from transmission voltage of 69 KV or higher, and when (b) 
such service can be supplied in accordance with CPS Energy distribution system design criteria. 
For service supplied under this discount, the Energy Charge per KWH for usage up to 200 KWH per 
KW of Billing Demand will be discounted by $000225 per KWH. The Customer must be demand 
metered and must own and maintain at Customer expense all other transformers and facilities that 
might be required to utilize this service. 

A VOIDED COST OF ENERGY TO BE USED IN CALCULATIONS: 
$ 0.072 /kWh - Alamodome 
$ 0.070 /kWh - Convention Center 
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A VOIDED COST OF DEMAND TO BE USED IN CALCULATIONS: 
$ O/kW per month - Alamodome and Convention Center 

COMMENTS: 
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A voided cost of electricity ($/kWh) was calculated using the 12-month average cost of electrical 
charges during baseline period. 

IV-5 



Johnson ~j( 
Controls 

B. NATURAL GAS UTILITY RATE SCHEDULE ANALYSIS 

NAME OF UTILITY /PROVIDER: 

CPS Energy 

RATE SCHEDULE ANALYZED: 

General Service Residential and Base Commercial Gas Rate G 
Gas Rate Class B 

SUMMARY OF BILLING COMPONENT CHARGES FOR GAS RATE G: 

Service Availability Charge $ 7.92 per month 

Energy Charge $0.438/CCF 

Minimum Bill- $7.92; A higher Minimum Bill may be specified in the Customer's Application and 
Agreement for Gas Service. The Minimum Bill is not subject to reduction by credits allowed under 
the adjustments below. 

Adjustments - Plus or minus an amount which reflects the difference in the unit gas cost factor for the 
current month above or below a basic cost of $0220 per CCF sold. The unit gas cost factor for the 
current month is computed as the sum of: 

(a) The current month's estimated unit gas cost per CCF, which is computed based upon the 
current month's estimated CCF purchases, unit gas cost by supplier, any known changes in gas 
cost, and pipeline losses; plus 
(b) An adjustment, if indicated by the current status of the over and under recovery of gas costs for 
the recovery year in progress, to correct for the difference between the preceding month's 
estimated unit gas cost and the current computation for this value. This adjustment is computed by 
multiplying the difference between the preceding month's estimated unit gas cost (corrected for 
any gas supplier surcharge) and the current computation for this value times the CCF purchased 
during the preceding month and then dividing the result by the current month's estimated CCF 
sales; plus 
(c) An adjustment, if indicated by the current status of the ovcr and under recovery of gas costs for 
the recovery year in progress, to correct for the difference between the preceding month's 
estimated value for the second preceding month's unit gas cost and actual unit gas cost for that 
month. This adjustment is computed by multiplying the difference between the preceding month's 
estimated value for the second preceding month's unit gas cost and the actual unit gas cost for that 
month (corrected for any gas supplier surcharge) times the CCF purchased during the preceding 
month and then dividing the result by the current month's estimated CCF sales; plus 
(d) An adjustment, as necessary, which may be derived and applied to the unit gas cost factors 
during the months preceding, including, and/or following August each year, depending on the 
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dollar amount of adjustment necessary to balance the annual cumulative actual gas cost with the 
annual cumulative gas cost recovery through these rates; plus 
(e) An adjustment to reflect offsetting credits to or additions to gas costs resulting from judicial 
orders or settlements of legal proceedings affecting gas costs or components thereof, including 
taxes or transportation costs, or to reflect accounting and billing record corrections or other out-of
period adjustments to gas costs. 

Plus or minus the proportionate part of the increase or decrease in taxes, required payments to 
governmental entities or for governmental or municipal purposes which may be hereafter assessed, 
imposed, or otherwise required and which are payable out of or are based upon revenues of the gas 
system. 

SUMMARY OF BILLING COMPONENT CHARGES FOR GAS RATE CLASS B: 

Service Availability Charge 

Energy Charge 

$ 31.00 per month 

Tier 1: $0.420 /CCF for the first 6,000 CCF 
Tier 2: $0.350 /CCF for all additional CCF 

Minimum Bill - $31.00 for all Customers whose monthly billed consumption never equals or exceeds 
10,000 CCF in a single billing month. $325.00 for all Customers whose monthly billed consumption 
is equal to or exceeds 10,000 CCF in a single billing month. This amount for the Minimum Bill will 
be continued for eleven (11) consecutive months after the most recent month in which the billing 
consumption was equal to or greater than 10,000 CCF. A higher Minimum Bill may be specified in 
the Customer's Application and Agreement for Gas Service. The Minimum Bill is not subject to 
reduction by credits allowed under the adjustments below. 

Adjustments - Plus or minus an amount which reflects the difference in the unit gas cost factor for the 
current month above or below a basic cost of $0.220 per CCF sold. The unit gas cost factor for the 
current month is computed as the sum of: 

(a) The current month's estimated unit gas cost per CCF, which is computed based upon the 
current month's estimated CCF purchases, unit gas cost by supplier, any known changes in gas 
cost, and pipeline losses; plus 
(b) An adjustment, if indicated by the current status of the over and under recovery of gas costs for 
the recovery year in progress, to correct for the difference between the preceding month's 
estimated unit gas cost and the current computation for this value. This adjustment is computed by 
multiplying the difference between the preceding month's estimated unit gas cost (corrected for 
any gas supplier surcharge) and the current computation for this value times the CCF purchased 
during the preceding month and then dividing the result by the current month's estimated CCF 
sales; plus 
(c) An adjustment, if indicated by the current status of the over and under recovery of gas costs for 
the recovery year in progress, to correct for the difference between the preceding month's 
estimated value for the second preceding month's unit gas cost and actual unit gas cost for that 
month. This adjustment is computed by multiplying the difference between the preceding month's 
estimated value for the second preceding month's unit gas cost and the actual unit gas cost for that 
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month (corrected for any gas supplier surcharge) times the CCF purchased during the preceding 
month and then dividing the result by the current month's estimated CCF sales; plus 
(d) An adjustment, as necessary, which may be derived and applied to the unit gas cost factors 
during the months preceding, including, and/or following August each year, depending on the 
dollar amount of adjustment necessary to balance the annual cumulative actual gas cost with the 
annual cumulative gas cost recovery through these rates; plus 
(e) An adjustment to reflect offsetting credits to or additions to gas costs resulting from judicial 
orders or settlements of legal proceedings affecting gas costs or components thereof; including 
taxes or transportation costs, or to reflect accounting and billing record corrections or other out-of
period adjustments to gas costs. 

Plus or minus the proportionate part of the increase or decrease in taxes, required payments to 
governmental entities or for governmental or municipal purposes which may be hereafter assessed, 
imposed, or otherwise required and which are payable out of or are based upon revenues of the gas 
system. 

AVOIDED COST OF ENERGY TO BE USED IN CALCULATIONS: 
$l.048/CCF or $IO.79/MMBtuh - Alamodome 
$1.104/CCF or $11.38/MMBtuh - Convention Center 

COMMENTS: 
A voided cost of natural gas ($IMMBtuh) was calculated using the 12-month average cost of natural 
gas charges during baseline period. 
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C. W ATERISEWER UTILITY RATE SCHEDULE ANALYSIS 

NAME OF UTILITY/PROVIDER: 

San Antonio Water System 

RATE SCHEDULE ANALYZED: 

General Commercial 

SUMMARY OF BILLING COMPONENT CHARGES: 

A vail ability Charge 

Water Rate 

Sewer Rate 

Meter Size Charge 
5/8" $9.81 
3/4" $13.16 
I" $19.21 

1112" $35.03 
2" $52.83 
3" $106.92 
4" $176.40 
6" $350.03 
8" $543.20 
10" $755.89 
12" $1,191.85 

Usage Blocks Rate per 100 Gallons 

Base $0.1086 
100-125% of Base $0.1257 
125-150% of Base $0.1633 
150-200% of Base $0.2138 

Over 200% of Base $0.3160 

First 1,496 gallons: Minimum charge $7.76 
Over 1,496 gallons: $0.2057 per 100 gallons 
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AVOIDED COST OF W ATERISEWER TO BE USED IN CALCULATIONS: 
$4.77IkGal - Alamodome 
$5 .411kGal - Convention Center 

COMMENTS: 
Avoided cost of water and sewer ($/kGal) was calculated using the 12-month average cost of water 
and sewer charges during baseline period. 
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V. FACILITY INFORMATION 

Table V-I: Facility Data 

Conditioned 
Number 

Year of 
Building N arne Function 

Area (SF) 
of 

Construction 
Stories 

Alamodome Stadium events 1,050,000 5 1993 

Convention Center Convention and Meetings 1,300,000 4 1968 
Convention Center BId 277 Office Building 33,000 2 1986 

Table V -2: Facility Occupancy Hours 

Building Name 
Weekday Saturday Sunday Weeks Annual 

Hours Hours Hours per Year Hours 

Alamodome 7am-12am 7am-12am 7am-12am 52 6205 

Convention Center 24 hrs 24hrs 24 hrs 52 8760 

Convention Center BId 277 7am-6pm closed closed 52 2868 

Notes: 
1. Additional hours for events may occur. 
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VI. TECHNICAL ANALYSIS 

ENERGY COST REDUCTION MEASURES (ECRMs) 

Alamodome 

UCRM# UCRM Description 
Guaranteed Savings 

Percentage 

I Lighting & Occupancy Controls 98.00% 
2 Water Conservation 97.25% 
3 Solar Thermal Water Heating N/A 
4 Building Envelope (Solar Window Film) 99.80% 
5 HV AC & Controls Improvements 97.25% 
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Convention Center 

Guaranteed Savings 
Percentage 

98.00% 
95.07% 
97.25% 
95.00% 
97.25% 

Guaranteed energy savings should be conservative because the guaranteed safety factors shown on the 
table above have been applied to the 100% calculated energy & cost savings for each ECRM. 

All energy savings throughout this report already include these safety factors. 
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ECRM#: 1 

ECRMNAME: Lighting & Occupancy Controls 

SUMMARY DATA: 

Convention 

Alamodome Center and 

Bldg 277 

Electricity Savings: 2,114,273 6,868,793 
Natural Gas Savings: 0 0 
Water & Wastewater Savings: 0 0 
Electricity Cost Savings: $152,228 $480,815 
Natural Gas Cost Savings: $0 $0 
WaterlW astewater Cost Savings: $0 $0 
Total Cost Savings: $152,228 $480,815 
Guaranteed Percentage: 98.00% 98.00% 
Guaranteed Total Cost Savings: $149,183 $471,199 
Implementation Cost: $2,254,753 $3,446,595 
Simple Payback Period: 15.1 7.3 
Estimated Useful Life: 15 15 

DESCRIPTION: 

Total 

8,983,066 
0 
0 

$633,043 
$0 
$0 

$633,043 
98.00% 

$620,382 
$5,701,349 

9.2 
15 
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kWh/year 
MMBTU/year 
kgaVvear 
/year 
/year 
/year 
/year 

/year 

years 
years 

This ECRM will include new lighting systems and lighting retrofits for most fixtures at the Alamodome, 
Convention Center and Hemisfair Building 277 (some existing fixtures are scheduled to remain). 

This ECRM will also include new lighting controls at the Alamodome, Convention Center and Hemisfair 
Building 277. 

GOALS: 

• Improved light levels 
• Improved indoor environments 
• Improved reliability of lighting systems 
• Energy savings 
• Operation & maintenance savings 

VI-2 



ASSUMPTIONS: 
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• City of San Antonio will be responsible for installation of warranted lighting equipment beginning at 
the date of Substantial Completion. 

• A minimum 1 % stock of ballasts and 2% stock of lamps will be provided by ICI after completion of 
installation to help accommodate any warranty period failures. 

SCOPE OF WORK: 

• All work will be coordinated with City personnel to minimize interruptions, delays, or safety 
violations. 

• All materials being installed shall be new. 
• Lenses and diffusers will be cleaned on each fixture that is retrofitted. 
• Provide necessary protection to avoid damage to adjacent services in the surrounding work areas. 
• New light levels will meet IES standards. 
• Work will be performed in accordance with all applicable codes and standards. 
• Replace broken tombstones 
• Quality level: 3rd generation high efficiency, instant start ballast. T-8, 28 watt, 4100 Kelvin, with a 

CRI of 85 lamps (These lamps are low mercury, high vision phosphor type for increased 
performance ). 

Occupancy sensing lighting controls will be installed in some areas to automatically turn lights on and off. 
These sensors uses both infra-red and ultra-sonic technologies. A combination of wall switch replacement 
units and ceiling types will be used depending on application. 

The following new lighting systems, lighting retrofits and lighting controls are included in this ECRM: 
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ALAMODOME 16,422 8,339 8,083 8,084 737 
CONVENTION CENTER 14,914 3,152 11,762 11,762 243 
277 HEMISF AIR PARK 450 28 422 422 90 
TOTAL 31,336 11,491 19,845 19,846 980 
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ALAMODOME 

Otyof 
Watts 

Location in Existing Light Fixtures 
to be per 

Facility Description 
upgrade existing 

d Fixture 

SOUTHEAST 
OPEN STRIP 27 72 MECHANICAL 

SOUTHEAST 
WALL WRAP 4 72 MECHANICAL 

SOUTH EAST 
ROOF 

ROOF MOUNTED FLOOD 9 458 

SOUTHEAST 
JELLY JAR BOX MOUNT 30 150 MAST 

SOUTH 
OPEN STRIP 40 72 MECHANICAL 

SOUTH 
WALL WRAP 7 72 MECHANICAL 

SOUTH 
OPENSTRIP 5 59 ELEVATOR RM 

SOUTH ROOF ROOF MOUNTED FLOOD 16 458 

SOUTH WEST 
ROOF MOUNTED FLOOD 9 458 

ROOF 

SOUTHWEST JELLY JAR BOX MOUNT 30 150 
MAST 

SOUTHWEST OPEN STRIP 27 72 
MECHANICAL 

SOUTHWEST 
WALL WRAP 4 72 

MECHANICAL 

NORTHWEST OPEN STRIP 31 72 MEHANICAL 

Proposed Light 
Description 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.OBF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 

Lamp & Ballast 

Install New Vapor Tight 
Fixture wi (2) 

F17T8/8XXlXUHL, 2L-
STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.OBF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP-

HE-IS Bllst 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 

Lamp & Ballast 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 

Lamp & Ballast 

Install New Vapor Tight 
Fixture wi (2) 

F17T8/8XXlXUHL, 2L-
STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS 8l1st-
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 
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Watts 
Post per 

Fixtures propose 
Quantity d 

Fixture 

27 30 

4 30 

9 365 

30 29 

40 30 

7 30 

5 44 

16 365 

9 365 

30 29 

27 30 

4 30 

31 30 
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NORTHWEST 
MEHANICAL 

WALL WRAP 2 72 

WEST 
OPEN STRIP 3 72 ELEVATOR RM 

NORTHWEST 
ROOF 

ROOF MOUNTED FLOOD 9 458 

NORTHWEST 
JELLY JAR BOX MOUNT 30 150 MAST 

NORTH 
OPEN STRIP 42 72 MECHANICAL 

NORTH 
WALL WRAP 4 72 MECHANICAL 

NORTH 
ELEVATOR RM 

OPENSTRIP 3 59 

NORTH ROOF ROOF MOUNTED FLOOD 16 458 

NORTHEAST 
ROOF MOUNTED FLOOD 9 458 

ROOF 

NORTHEAST 
JELLY JAR BOX MOUNT 30 150 

MAST 

NORTHEAST 
OPEN STRIP 32 72 

MECHANICAL 

NORTHEAST 
WALL WRAP 2 72 

MECHANICAL 

EAST ELEVATOR 
OPEN STRIP 3 72 RM 

EAST SERVER 
OPEN STRIP 6 72 

RM 

FREIGHT 
LOW BAY PENDANT 

ELEVATOR 
CONCRETE 

2 215 
LOBBY 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/SXx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 

Lamp & Ballast 

Install New Vapor Tight 
Fixture wi (2) 

F17T8/8Xx/XUHL, 2L-
STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28TS/SXx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28TS/SXx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F2STS/8Xx/XL & 2L-LP-

HE-IS Bllst 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 

Lamp & Ballast 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 

Lamp & Ballast 

Install New Vapor Tight 
Fixture wi (2) 

F17T8/8Xx/XUHL, 2L-
STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F2STS/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Johnson rDp, 
Controls 

2 30 

3 30 

9 365 

30 29 

42 30 

4 30 

3 44 

16 365 

9 365 

30 29 

32 30 

2 30 

3 30 

6 30 

2 78 
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ELEVATOR OPENSTRIP 4 59 

FREIGHT 
OPEN STRIP 1 72 ELEVATOR 1 

FREIGHT 
OPEN STRIP 1 72 ELEVATOR 2 

UNISEX 
WALL WRAP 1 72 

BATHROOM 

SOUTH MAIN 
LOW BAY PENDANT 

COMMON 
CONCRETE 

4 100 
CORIDOR 

SOUTH MAIN 
LOW BAY PENDANT 

COMMON 
CONCRETE 

27 215 
CORIDOR 

SOUTH MAIN 8' WALL MOUNT 
COMMON CHANNEL WITH 2 150W 2 300 
CORIDOR INC TYPE A 

SOUTH MAIN 
SURFACE MOUNT NON 

COMMON 
BBUP 

2 40 
CORIDOR 

SOUTH MAIN 
COMMON 

WALL MOUNT STRIP IN 
1 72 

SIGN CORIDOR 

STAIR B 
RECESSED TROFFER 10 115 

SOUTHEAST 

STAIR B 
RECESSED CAN 12 215 

SOUTHEAST 

STAIR B 
8' WALL MOUNT 

CHANNEL WITH 2 150W 2 300 
SOUTHEAST 

INC TYPE A 

LADDER 
OPEN STRIP 1 72 

ACCESS ROOM 

OPEN STORAGE 
AREA ACROSS WRAP WITH PULL CHAIN 1 144 

FROM 320 

OPEN STORAGE 
AREA ACROSS OPEN STRIP 2 72 

FROM 320 

Johnson ~1?' 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 4 44 

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Install new 1 x4 Radial 
Wrap wi (2) F28T8/8XXlXL 4 44 

& 1 L-LP-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 27 78 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 2 58 

STND-HE-IS Bllst 

Install new Universal Red 
LED Exit wi Battery Back 2 3 

up 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 10 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 32W 

CF Lamps, Electronic 
12 69 

Ballast, & Recessed Can 
Retrofit Kit 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 2 58 

STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (4) 
F28T8/8XXlXL & 4L-LP- 1 84 

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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Johnson ~j(f 
Controls 

Retrofit Fixture wi (1) 
MENS ACROSS 

72 F28T8/8Xx/XL & 1 L-
10 30 VAPOR WRAP 10 

REF(1.0BF)-HE-IS Bllst -FROM 321 
Remove Extra sockets 
Retrofit Fixture wi (1) 

CUSTODIAL 
72 F28T8/8Xx/XL & 1 L-

30 REFILL OPEN STRIP 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (1) WOMENS 
F28T8/8Xx/XL & 1 L-

12 30 ACROSS FROM VAPOR WRAP 12 72 
REF(1.0BF)-HE-IS Bllst -322 

Remove Extra sockets 
Retrofit Fixture wi (1) 

PADLOCK DOOR 
72 F28T8/8Xx/XL & 1 L-

2 30 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst -321 

Remove Extra sockets 
Retrofit Fixture wi (1) 

PADLOCK DOOR 
72 F28T8/8Xx/XL & 1 L-

2 30 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst -322 
Remove Extra sockets 
Retrofit Fixture wi (2) 

144 F28T8/8Xx/XL, 2L-
10 58 CONCESION 323 RECESSED TROFFER 10 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (1) 

72 F28T8/8Xx/XL & 1 L-
30 JANITOR 325 OPEN STRIP 

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (2) 

144 
F28T8/8Xx/XL, 2L-

10 58 CONCESION 326 RECESSED TROFFER 10 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

12 30 WOMENS 327 VAPOR WRAP 12 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (1) 

CUSTODIAL 
72 

F28T8/8Xx/XL & 1 L-
30 REFILL 

OPEN STRIP 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

10 30 MENS 328 VAPOR WRAP 10 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

2 30 STORAGE 328 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (1) 

72 F28T8/8Xx/XL & 1 L-
2 30 STORAGE 327 OPEN STRIP 2 REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (2) 

PADLOCK DOOR 
144 

F28T8/8Xx/XL, 2L-
9 58 RECESSED TROFFER 9 REF(1.0BF)-HE-IS Bllst, & 329 

2x4 White Reflector Kit 
Retrofit Fixture wi (1) 

ROOM IN 
72 

F28T8/8Xx/XL & 1 L-
30 

PADLOCK 329 
OPEN STRIP 

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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LARGE OPEN LOW BAY PENDANT 
DINING CONCRETE 30 215 

EAST MAIN 
LOW BAY PENDANT 

COMMON 
CONCRETE 39 215 

CORIDOR 

EAST MAIN 8' WALL MOUNT 
COMMON CHANNEL WITH 2 150W 4 300 
CORIDOR INC TYPE A 

EAST MAIN 
COMMON 

WALL MOUNT STRIP IN 
1 72 

CORIDOR 
SIGN 

STAIR A 
NORTHEAST 

RECESSED TROFFER 10 115 

STAIR A 
RECESSED CAN 12 215 NORTHEAST 

STAIR A 8' WALL MOUNT 

NORTHEAST 
CHANNEL WITH 2 150W 2 300 

INC TYPE A 

LADDER 
OPEN STRIP 1 72 ACCESS ROOM 

OPEN STORAGE 
WRAP WITH PULL CHAIN 1 144 AREA 306 

OPEN STORAGE 
OPEN STRIP 2 72 

AREA 306 

WOMENS 307 VAPOR WRAP 12 72 

CUSTODIAL 
OPEN STRIP 1 72 

REFILL 

MENS 308 VAPOR WRAP 9 72 

PADLOCK DOOR 
OPEN STRIP 2 72 

307 

PADLOCK DOOR 
OPEN STRIP 2 72 

308 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Johnson 1Dll, 
Controls 

30 78 

39 78 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 4 58 

STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 10 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 32W 

CF Lamps, Electronic 
12 69 Ballast, & Recessed Can 

Retrofit Kit 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 2 58 

STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (4) 
F28T8/8XXlXL & 4L-LP- 1 84 

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L- 12 30 

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

9 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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CONCESION 309 RECESSED TROFFER 8 144 

FIRE RISER 309 OPEN STRIP 1 72 

ELECTRICAL RM 
OPEN STRIP 1 72 309 

LOW BAY PENDANT OPEN DINING 
CONCRETE 9 215 

JANITOR 310 OPEN STRIP 1 72 

ELECTRICAL RM 
OPEN STRIP 2 72 310 

MENS 311 VAPOR WRAP 8 72 

CUSTODIAL 
OPEN STRIP 1 72 REFILL 

WOMENS 311 VAPOR WRAP 8 72 

CENTRAL STAIR 
WALL WRAP 19 72 

312 

EAST ELEVATOR LOW BAY PENDANT 
LOBBY CONCRETE 

9 215 

ELEVATOR 1 OPENSTRIP 4 59 

ELEVATOR 2 OPENSTRIP 4 59 

STORAGE 312 OPEN STRIP 2 72 

STORAGE 313 OPEN STRIP 2 72 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STNO-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.OBF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1 ) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STNO-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP-

HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP-

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
Retrofit Fixture wi (1 ) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Johnson tDJ(, 
Controls 

8 58 

1 30 

1 30 

9 78 

1 30 

2 30 

8 30 

1 30 

8 30 

19 30 

9 78 

4 44 

4 44 

2 30 

2 30 
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. ., -' 
CENTRAL STAIR 

72 WALL WRAP 25 313 

WOMENS 314 VAPOR WRAP 9 72 

CUSTODIAL 
72 OPEN STRIP 1 REFILL 

MENS 314 VAPOR WRAP 9 72 

JANITOR 315 OPEN STRIP 1 72 

ELECTRICAL 315 OPEN STRIP 2 72 

OPEN DINING I LOW BAY PENDANT 
11 215 

VENDING 315 CONCRETE 

FIRE RISER 316 OPEN STRIP 1 72 

ELECTRICAL 316 OPEN STRIP 2 72 

MENS 317 VAPOR WRAP 9 72 

CUSTODIAL 72 OPEN STRIP 1 
REFILL 

WOMENS 318 VAPOR WRAP 12 72 

PADLOCK DOOR 
72 OPEN STRIP 2 

317 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Johnson ~j(f 
Controls 

25 30 

9 30 

1 30 

9 30 

1 30 

2 30 

11 78 

1 30 

2 30 

9 30 

1 30 

12 30 

2 30 
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PADLOCK DOOR 
OPEN STRIP 2 72 318 

OPEN STORAGE 
AREA 319 

WRAP WITH PULL CHAIN 1 144 

OPEN STORAGE 
OPEN STRIP 2 72 AREA 319 

NORTH MAIN 
LOW BAY PENDANT 

COMMON 
CONCRETE 

34 215 
CORIDOR 

NORTH MAIN 8' WALL MOUNT 
COMMON CHANNEL WITH 2 150W 2 300 
CORIDOR INC TYPE A 

NORTH MAIN 
COMMON 

WALL MOUNT STRIP IN 
1 72 

CORIDOR SIGN 

STAIR D 
NORTHWEST 

RECESSED TROFFER 10 115 

STAIR D 
RECESSED CAN 12 215 

NORTHWEST 

STAIR D 
8' WALL MOUNT 

NORTHWEST 
CHANNEL WITH 2 150W 1 300 

INC TYPE A 

LADDER 
OPEN STRIP 1 72 

ACCESS ROOM 

OPEN STORAGE 
WRAP WITH PULL CHAIN 1 144 

344 

MENS 345 VAPOR WRAP 10 72 

CUSTODIAL 
OPEN STRIP 1 72 REFILL 

WOMENS 346 VAPOR WRAP 12 72 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (4) 
F28T8/8Xx/XL & 4L-LP-

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8Xx/XL, 3L-

STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 32W 

CF Lamps, Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Johnson ~1t', 
Controls 

2 30 

1 84 

2 30 

34 78 

2 58 

1 30 

10 48 

12 69 

Install new 8' Flood Fixture 
wi (2) F28T8/8Xx/XL, 3L- 1 58 

STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (4) 
F28T8/8Xx/XL & 4L-LP- 1 84 

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

10 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

12 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
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STORAGE 345 OPEN STRIP 2 72 

STORAGE 346 OPEN STRIP 2 72 

CONCESION 347 RECESSED TROFFER 10 144 

DOME CLUB RECESSED DIMMING 
47 120 OPEN DINING CAN 

DOME CLUB 10" RECESSED DIMMING 
10 65 OPEN DINING CAN 

DOME CLUB ADJUSTABLE TRACK 
OPEN DINING MOUNT 

7 50 

DOME CLUB 
OPEN DINING EDGELIT CF NO BBU 3 23 

SMALL KITCHEN RECESSED CAN 11 50 

SMALL KITCHEN RECESSED TROFFER 2 144 

LARGE KITCHEN RECESSED TROFFER 12 144 

KITCHEN HOODS JELLY JAR HOOD LIGHT 3 200 

LARGE KITCHEN EDGELIT CF NO BBU 1 23 

LOCKED DOOR 
RECESSED TROFFER 2 144 

IN KITCHEN 

ADJUSTABLE TRACK 
BOARD RM 

MOUNT 
7 50 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Install New 12W LED 
Recessed Can Fixture 

Replace lamp wi 8W 
Screw in R20 Cold 

Cathode Flood Lamp 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Replace lamp wi 8W 
Screw in R20 Cold 

Cathode Flood Lamp 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 3' Strip Fixture 

Johnson ~j(, 
Controls 

2 30 

2 30 

10 58 

47 28 

10 12 

7 8 

3 3 

11 8 

2 58 

12 58 

wi (2) F25T8/8Xx/XUHL & 3 38 
2L-LP-HE-IS Bllst 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit Fixture wi (2) 
F28T8/aXx/XL, 2L- 2 58 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 8W 
Screw in R20 Cold 7 8 

Cathode Flood Lamp 
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.' 
~'I >",:< 

, 
Johnson ~j(, " 

, .. Controls 
Retrofit fixture wi (1) 

Vertically positioned 26W 

BOARD RM RECESSED DIMMING 
5 120 Compact Fluorescent, 

5 28 CAN Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (1) 

FAN RM WRAP 4 72 F28T8/8Xx/XL & 1 L-
4 30 REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

INNER 
CEILING MOUNT DRUM 1 80 

Install new 2L 13W CF 
1 31 STAIRWELL Decorative Drum Fixture 

Retrofit Fixture wi (1) 

JANITOR 348 OPEN STRIP 1 72 F28T8/8XX/XL & 1 L-
1 30 REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

NORTH 
LOW BAY PENDANT Install New 4' High Bay wi 

ELEVATOR 
CONCRETE 4 215 (3) F28T8/8Xx/XL Lamps 4 78 

LOBBY & 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
ELEVATOR 1 OPENSTRIP 4 59 F28T8/8Xx/XL & 2L-LP- 4 44 

HE-IS Bllst 

Retrofit Fixture wi (2) 
ELEVATOR 2 OPENSTRIP 4 59 F28T8/8Xx/XL & 2L-LP- 4 44 

HE-IS Bllst 

Retrofit Fixture wi (1) 
UNISEX 

WALL WRAP 1 72 F28T8/8Xx/XL & 1 L-
1 30 BATHROOM REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
CENTRAL STAIR 

WALL WRAP 13 72 
F28T8/8Xx/XL & 1 L-

13 30 
301 REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 

CONCESION 302 RECESSED TROFFER 10 144 
F28T8/8Xx/XL,2L-

10 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 

WOMENS 303 VAPOR WRAP 12 72 
F28T8/8Xx/XL & 1 L-

12 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL 

OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

1 30 
REFILL REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 

MENS 304 VAPOR WRAP 10 72 
F28T8/8Xx/XL & 1 L-

10 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

STORAGE 303 OPEN STRIP 2 72 
F28T8/8Xx/XL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
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STORAGE 304 OPEN STRIP 2 72 

PADLOCK DOOR 
RECESSED TROFFER 9 144 

305 

ROOM IN 
OPEN STRIP 1 72 

PADLOCK 305 

WEST MAIN 
LOW BAY PENDANT 

COMMON 
CONCRETE 39 215 

CORIDOR 

WEST MAIN 8' WALL MOUNT 
COMMON CHANNEL WITH 2 150W 4 300 
CORIDOR INC TYPE A 

WEST MAIN 
COMMON 

WALL MOUNT STRIP IN 
1 72 

CORIDOR 
SIGN 

STAIR C 
SOUTHWEST 

RECESSED TROFFER 10 115 

STAIR C RECESSED CAN 12 215 
SOUTHWEST 

STAIR C 
8' WALL MOUNT 

SOUTHWEST 
CHANNEL WITH 2 150W 2 300 

INC TYPE A 

LADDER 
OPEN STRIP 1 72 

ACCESS ROOM 

OPEN STORAGE WRAP WITH PULL CHAIN 1 144 
AREA 306 

WOMENS 331 VAPOR WRAP 12 72 

CUSTODIAL 
OPEN STRIP 1 72 

REFILL 

MENS 332 VAPOR WRAP 9 72 

Johnson ~1<' 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

9 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 39 78 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 4 58 

STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 10 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 32W 
CF Lamps, Electronic 

12 69 
Ballast, & Recessed Can 

Retrofit Kit 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 2 58 

STND-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (4) 
F28T8/8XXlXL & 4L-LP- 1 84 

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

12 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

9 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

VI-14 



STORAGE 331 OPEN STRIP 2 

STORAGE 332 OPEN STRIP 2 

FIRE RISER 333 OPEN STRIP 1 

ELECTRICAL RM 
OPEN STRIP 2 333 

OPEN 
LOW BAY PENDANT DININGIVENDING 

CONCRETE 12 
333/334 

JANITOR 334 OPEN STRIP 1 

ELECTRICAL RM 
OPEN STRIP 2 

334 

MENS 335 VAPOR WRAP 8 

CUSTODIAL 
OPEN STRIP 1 

REFILL 

WOMENS 335 VAPOR WRAP 8 

CENTRAL STAIR 
WALL WRAP 25 

336 

WEST 
LOW BAY PENDANT ELEVATOR 

CONCRETE 
9 

LOBBY 

ELEVATOR 1 OPENSTRIP 4 

ELEVATOR 2 OPENSTRIP 4 

Retrofit Fixture wi (1) 

72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 

72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Install New 4' High Bay wi 
215 (3) F28T8/8Xx/XL Lamps 

& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
215 (3) F28T8/8Xx/XL Lamps 

& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
59 F28T8/8Xx/XL & 2L-LP-

HE-IS Bllst 

Retrofit Fixture wi (2) 
59 F28T8/8Xx/XL & 2L-LP-

HE-IS Bllst 

Johnson tI)~; 
Controls 

2 30 

2 30 

1 30 

2 30 

12 78 

1 30 

2 30 

8 30 

1 30 

8 30 

25 30 

9 78 

4 44 

4 44 
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STORAGE 336 OPEN STRIP 2 72 

STORAGE 337 OPEN STRIP 2 72 

CENTRAL STAIR 
19 72 WALL WRAP 337 

WOMENS 338 VAPOR WRAP 8 72 

CUSTODIAL 
72 OPEN STRIP 1 REFILL 

MENS 338 VAPOR WRAP 8 72 

SERVER 339 OPEN STRIP 1 72 

ELECTRICAL RM 
72 OPEN STRIP 2 

339 

LOW BAY PENDANT OPEN DINING I 
9 215 

VENDING CONCRETE 

CONCESION 340 RECESSED TROFFER 8 144 

FIRE RISER 340 OPEN STRIP 1 72 

ELECTRICAL 340 OPEN STRIP 2 72 

MENS 341 VAPOR WRAP 9 72 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

Johnson ~l<' 
Controls 

2 30 

2 30 

19 30 

8 30 

1 30 

8 30 

1 30 

2 30 

9 78 

REF(1.0BF)-HE-IS Bllst, & 
8 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst-

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

9 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
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Johnson ~j(f 
C t I on ros 

CUSTODIAL 
Retrofit Fixture wi (1) 

REFILL OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 

WOMENS 342 VAPOR WRAP 12 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 12 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 

STORAGE 341 OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 2 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 

STORAGE 342 OPEN STRIP 2 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 2 30 

Remove Extra sockets 

OPEN STORAGE 
WRAP WITH PULL CHAIN 

Retrofit Fixture wi (4) 

AREA 343 1 144 F28T8/8Xx/XL & 4L-LP- 1 84 
HE-IS Bllst 

Retrofit Fixture wi (1) 
OPEN STORAGE 

AREA 343 
OPEN STRIP 2 72 

F28T8/8Xx/XL & 1 L-
2 

REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

SOUTH MAIN 
TRACK ADJUSTABLE Replace lamp wi 45W 

COMMON 90 
CORIDOR 

MOUNT 55 MR16 Halogen Infrared 90 45 
Flood Lamp 

SOUTH MAIN 8' WALL MOUNT 
Install new 8' Wall Wash 

COMMON CHANNEL WITH 3 150W 4 450 Radial Wrap Fixture wi (2) 

CORIDOR INC TYPE A 
F28T8/8Xx/XL,3L-STND-

4 58 

HE-IS Bllst 

LOW BAY OVER DAY 
Remove existing 175 Metal 

STAIR B LIGHT STAIRS WITH 50W 
Halide Low Bays & Install 

SOUTHEAST HALOGEN ON 
23 215 New 100W Induction High 23 105 

EMERGENCY CIRCUIT 
Bays fixtures in stairwells -

Also Re-circuit fixtures 

Remove existing 175 Metal 
LOW BAY OVER DAY Halide Low Bays & Install 

STAIR B LIGHT STAIRS WITH 50W New 100W Induction High 
SOUTHEAST HALOGEN ON 

8 215 Bays fixtures in stairwells - 8 105 

EMERGENCY CIRCUIT difficult labor for high 
heiQht 

STAIR B 
LOW BAY OVER DAY 

Remove existing 175 Metal 

SOUTHEAST 
LIGHT STAIRS WITH 50W 

9 
Halide Low Bays & Install 

LANDING 
HALOGEN ON 

215 New 100W Induction High 9 105 

EMERGENCY CIRCUIT 
Bays fixtures in landing 

areas 
Remove existing 175 Metal 

STAIR B 
SOUTHEAST LOW BAY OVER DAY 

26 
Halide Low Bays & Install 

LIGHT STAIRS 
215 New 100W Induction High 27 105 

LANDING Bays fixtures in landing 
areas 

Retrofit Fixture wi (1) 
AREA OF 
REFUGE 

SURFACE BOX 8 72 
F28T8/8Xx/XL & 1 L-

8 
REF(1.0BF)-HE-IS Bllst -

30 

Remove Extra sockets 
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STORAGE RM 
OPEN STRIP 4 72 

219 

MENS RECESSED TROFFER 9 
RESTROOM 220 CELL 

2 72 

MENS 
8' STRIP 3 144 

RESTROOM 220 

MENS 
OPEN STRIP 1 72 

RESTROOM 220 

CUSTODIAL 
OPEN STRIP 2 72 

REFILL 

WOMENS RECESSED TROFFER 9 
2 72 

RESTROOM 220 CELL 

WOMENS 
8' STRIP 3 144 

RESTROOM 220 

WOMENS 
OPEN STRIP 1 72 

RESTROOM 220 

DOUBLE DOOR 
RECESSED TROFFER 8 144 

220 

LARGE OPEN LOW BAY PENDANT 
48 215 

DINING CONCRETE 

LARGE OPEN 
DINING 

OPENSTRIP 2 59 

LARGE OPEN 
OPEN STRIP 7 72 

DINING 

UNISEX 
RECESSED TROFFER 9 

HANDICAP REST 
CELL 

2 72 
ROOM 224 

Johnson ~1tj 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

4 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

3 64 
HE-IS Bllst - Remove extra 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

3 64 
HE-IS Bllst - Remove extra 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

8 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 8' Wrap fixture 
wi (4) F32T8/8XXlXUHL 

48 100 
High lumen 32W T8 lamps 
with step dimming ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 2 44 

HE-IS Blist 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

7 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS BlIst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 
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9)j~ff 
Johnson ~~'\i 

C t I on ros 
Retrofit Fixture wi (1) 

JANITOR 224 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 

WOMENS RECESSED TROFFER 9 F17T8/8XXlXUHL, 3L-LP-

RESTROOM 226 CELL 2 72 HE-IS Bllst, & 2x2 White 2 
Reflector kit for Deep Cell 

42 

Parabolic Fixture 

Retrofit Fixture wi (2) 
WOMENS 

RESTROOM 226 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-HP-
HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
WOMENS 

RESTROOM 226 OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL 

REFILL 
OPEN STRIP 2 72 

F28T8/8XXlXL & 1 L-
2 

REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 

MENS RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

RESTROOM 226 CELL 
2 72 HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
MENS 

RESTROOM 226 
B'STRIP 3 144 F28T8/8XXlXL & 2L-HP-

HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 226 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
1 REF(1.0BF)-HE-IS Bllst- 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
STORAGE RM 

226 
OPEN STRIP 4 72 

F28T8/8XXlXL & 1 L-
4 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

LOW BAY OVER DAY 
Remove existing 175 Metal 

STAIR C LIGHT STAIRS WITH 50W 
Halide Low Bays & Install 

SOUTHWEST HALOGEN ON 
23 215 New 100W Induction High 23 105 

EMERGENCY CIRCUIT 
Bays fixtures in stairwells -

Also Re-circuit fixtures 

Remove existing 175 Metal 
LOW BAY OVER DAY Halide Low Bays & Install 

STAIR C LIGHT STAIRS WITH 50W 
SOUTHWEST HALOGEN ON 

8 215 
New 100W Induction High 

8 105 
Bays fixtures in stairwells -

EMERGENCY CIRCUIT difficult labor for high 
height 

STAIR C 
LOW BAY OVER DAY 

Remove existing 175 Metal 

SOUTHWEST 
LIGHT STAIRS WITH 50W 

9 
Halide Low Bays & Install 

LANDING 
HALOGEN ON 215 New 100W Induction High 9 105 

EMERGENCY CIRCUIT 
Bays fixtures in landing 

areas 
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STAIR C 
LOW BAY OVER DAY 

SOUTHWEST 
LIGHT STAIRS 

25 215 
LANDING 

AREA OF 
SURFACE BOX 8 72 

REFUGE 227 

CONCESION 3 
RECESSED TROFFER 2 144 

207 

REAR 
CONCESION 3 RECESSED TROFFER 2 144 

207 

CONCESION 3 
RECESSED TROFFER 4 144 

207 

CONCESION 3 
RECESSED TROFFER 8 144 

KITCHEN 

JANITOR 207 OPEN STRIP 1 72 

ELECTRICAL 207 OPEN STRIP 2 72 

CONCESION 3 RECESSED TROFFER 4 144 

CONCESION 3 
HOOD JELLY JAR HOOD LIGHT 2 200 

OPEN DINING LOW BAY PENDANT 
4 215 209 CONCRETE 

JANITOR 210 OPEN STRIP 1 72 

ELECTRICAL 210 OPEN STRIP 2 72 

Johnson ~1<f 
Controls 

Remove existing 175 Metal 
Halide Low Bays & Install 
New 100W Induction High 26 105 

Bays fixtures in landing 
areas 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

8 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

4 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

8 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

4 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 3' Strip Fixture 
wi (2) F25T8/8Xx/XUHL & 2 38 

2L-LP-HE-IS Bllst 

Install New 8' Wrap fixture 
wi (4) F32T8/8Xx/XUHL 

4 100 High lumen 32W T8 lamps 
with step dimming ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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Johnson tDlt, 
C I ontro s 

Retrofit Fixture wi (3) 

WOMENS RECESSED TROFFER 9 F17T8/8XXlXUHL, 3L-LP-

RESTROOM 210 CELL 2 72 HE-IS Bllst, & 2x2 White 2 
Reflector kit for Deep Cell 

42 

Parabolic Fixture 

Retrofit Fixture wi (2) 
WOMENS 

RESTROOM 210 
8' STRIP 3 144 F28T8/8XXlXL & 2L-HP-

HE-IS Bllst - Remove extra 
3 64 

sockets 

Retrofit Fixture wi (1) 
WOMENS 

RESTROOM 210 
OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
1 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL 

REFILL 
OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 

MENS RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

RESTROOM 210 CELL 
2 72 HE-IS Bllst, & 2x2 White 2 

Reflector kit for Deep Cell 
42 

Parabolic Fixture 

Retrofit Fixture wi (2) 
MENS 

RESTROOM 210 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-HP-
HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 210 OPEN STRIP 1 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Install New 8' Wrap fixture 
ELEVATOR LOW BAY PENDANT 

LOBBY CONCRETE 
4 215 

wi (4) F32T8/8XXlXUHL 
4 High lumen 32W T8 lamps 

100 

with step dimming ballast 

Retrofit Fixture wi (3) 

MENS RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

RESTROOM 214 CELL 2 72 HE-IS Bllst, & 2x2 White 2 42 
Reflector kit for Deep Cell 

Parabolic Fixture 

Retrofit Fixture wi (2) 
MENS 

RESTROOM 214 
3' STRIP 3 144 

F28T8/8XXlXL & 2L-HP-
HE-IS Bllst - Remove extra 

3 64 

sockets 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 214 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst -

1 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL 

REFILL OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 
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.. , -----
WOMENS RECESSED TROFFER 9 

2 72 RESTROOM 214 CELL 

WOMENS 
144 8' STRIP 3 RESTROOM 214 

WOMENS 
72 OPEN STRIP 1 

RESTROOM 214 

OPEN DINING LOW BAY PENDANT 
4 215 215 CONCRETE 

JANITOR 214 OPEN STRIP 1 72 

ELECTRICAL 214 OPEN STRIP 2 72 

CONCESION 4 
144 RECESSED TROFFER 2 

216 

REAR 
CONCESION 4 RECESSED TROFFER 2 144 

216 

CONCESION 4 144 RECESSED TROFFER 4 216 

CONCESION 4 
144 RECESSED TROFFER 8 

216 

JANITOR 216 OPEN STRIP 1 72 

ELECTRICAL 216 OPEN STRIP 2 72 

CONCESION 4 
144 RECESSED TROFFER 4 

216 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

Johnson ~j(, 
Controls 

2 42 

HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 8' Wrap fixture 
wi (4) F32T8/8XXlXUHL 

4 100 High lumen 32W T8 lamps 
with step dimming ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

4 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

8 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L- 2 30 

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

4 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
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CONCESION 4 
HOOD JELLY JAR HOOD LIGHT 2 200 

BOX 214A RECESSED DIMMING 
6 120 

CAN 

BOX 214B 
RECESSED DIMMING 

6 120 CAN 

RECESSED TROFFER 9 STAFF HALLWAY 
CELL 10 72 

STAFF HALLWAY 
STAIR 

RECESSED TROFFER 3 115 

ROOM I RECESSED TROFFER 3 115 

ROOMH RECESSED TROFFER 3 115 

ROOMG SURFACE BOX 4 72 

ROOM F RECESSED TROFFER 3 115 

ROOM E SURFACE BOX 4 72 

ROOMD SUHFACE BOX 8 72 

ROOMC SURFACE BOX 4 72 

Install New 3' Strip Fixture 
wi (2) F25T8/8XXlXUHL & 

2L-LP-HE-IS Bllst 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Johnson 11)6' 
Controls 

2 38 

6 28 

6 28 

10 42 

3 48 

3 48 

3 48 

4 30 

3 48 

4 30 

8 30 

4 30 
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ROOMB SURFACE BOX 4 72 

ROOM A RECESSED TROFFER 3 115 

UNMARKED 
SOUND ROOM 

RECESSED TROFFER 2 115 

UNMARKED 
SOUND ROOM 

WRAP WITH PULL CHAIN 1 144 

UNMARKED RECESSED DIMMING 
4 120 

SOUND ROOM CAN 

UNMARKED 
RECESSED TROFFER 7 115 

SOUND ROOM 2 

UNMARKED RECESSED DIMMING 
8 120 

SOUND ROOM 2 CAN 

BOX 210A 
RECESSED DIMMING 

6 120 
CAN 

BOX 210B 
RECESSED DIMMING 

6 120 
CAN 

BOX 209A 
RECESSED DIMMING 

6 120 
CAN 

BOX 209B 
RECESSED DIMMING 

6 120 
CAN 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (4) 
F28T8/8XXlXL & 4L-LP-

HE-IS Bllst 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit fixture wi (1) 

Vertically pOSitioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit fixture wi (1) 

Vertically pOSitioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Johnson ~j(f 
Controls 

4 30 

3 48 

2 48 

1 84 

4 28 

7 48 

8 28 

6 28 

6 28 

6 28 

6 28 
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BOX 208A 
RECESSED DIMMING 

6 120 
CAN 

BOX 208B 
RECESSED DIMMING 

6 120 
CAN 

BOX 207A 
RECESSED DIMMING 

6 120 
CAN 

BOX 207B 
RECESSED DIMMING 

6 120 
CAN 

NORTH MAIN 
TRACK ADJUSTABLE 

COMMON 
MOUNT 

90 55 
CORIDOR 

NORTH MAIN 8' WALL MOUNT 
COMMON CHANNEL WITH 3 150W 4 450 
CORIDOR INC TYPE A 

STAIR A LOW BAY OVER DAY 
NORTHEAST LIGHT STAIRS WITH 50W 

25 215 
LANDINGS - ON HALOGEN ON 

EM CIRCUIT EMERGENCY CIRCUIT 

STAIR A LOW BAY OVER DAY 
NORTHEAST LIGHT STAIRS WITH 50W 

8 215 
LANDINGS - ON HALOGEN ON 

EM CIRCUIT EMERGENCY CIRCUIT 

LOW BAY OVER DAY 
STAIR A 

LIGHT STAIRS WITH 50W 
NORTHEAST 

HALOGEN ON 
9 215 

LANDINGS 
EMERGENCY CIRCUIT 

STAIR A 
LOW BAY OVER DAY 

NORTHEAST 28 215 
LANDINGS 

LIGHT STAIRS 

AREA OF 
SURFACE BOX 8 72 

REFUGE 

Johnson ~j 
Controls 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
6 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

6 28 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit fixture wi (1 ) 
Vertically positioned 26W 

Compact Fluorescent, 
6 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

6 28 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Replace lamp wi 45W 
MR16 Halogen Infrared 90 45 

Flood Lamp 

Install new 8' Wall Wash 
Radial Wrap Fixture wi (2) 

4 58 
F28T8/8Xx/XL,3L-STND-

HE-IS Bllst 

Remove existing 175 Metal 
Halide Low Bays & Install 
New 100W Induction High 25 105 
Bays fixtures in stairwells -

Also Re-circuit fixtures 

Remove existing 175 Metal 
Halide Low Bays & Install 
New 100W Induction High 

8 105 
Bays fixtures in stairwells -

difficult labor for high 
height 

Remove existing 175 Metal 
Halide Low Bays & Install 
New 100W Induction High 9 105 

Bays fixtures in landing 
areas 

Remove existing 175 Metal 
Halide Low Bays & Install 
New 100W Induction High 28 105 

Bays fixtures in landing 
areas 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

8 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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STORAGE RM 
204 OPEN STRIP 4 72 

MENS RECESSED TROFFER 9 
RESTROOM 204 CELL 

2 72 

MENS 
RESTROOM 204 8' STRIP 3 144 

MENS 
RESTROOM 204 

OPEN STRIP 1 72 

CUSTODIAL 
REFILL 

OPEN STRIP 2 72 

WOMENS RECESSED TROFFER 9 
RESTROOM 204 CELL 

2 72 

WOMENS 
8' STRIP 

RESTROOM 204 
3 144 

WOMENS 
OPEN STRIP 

RESTROOM 204 
1 72 

LOCKED DOOR 
203 

RECESSED TROFFER 6 115 

ALAMODOME RECESSED DIMMING 
95 

SPORTS CLUB CAN 
120 

ALAMODOME 
OPEN STRIP 

SPORTS CLUB 
2 43 

ALAMODOME 
SPORTS CLUB 

EDGELIT CF NO BBU 4 23 

LOCKED ROOM RECESSED TROFFER 5 144 

Johnson ~lt, 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

4 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

3 HE-IS Bllst - Remove extra 
64 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
1 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 6 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

95 28 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L -LP- 2 22 

HE-IS Bllst 

Install new Universal Red 
LED Exit wi Battery Back 4 3 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

5 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
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~-

CONFERENCE RECESSED DIMMING 
13 120 RM CAN 

CONFERENCE ADJUSTABLE TRACK 
5 50 RM MOUNT 

CONFERENCE 
EDGELIT CF NO BBU 1 23 RM 

LOCKED RM 2 
RECESSED DIMMING 

13 120 
CAN 

ADJUSTABLE TRACK 
LOCKED RM 2 5 50 

MOUNT 

LOCKED RM 2 EDGELIT CF NO BBU 1 23 

CUSTODIAL 
RECESSED TROFFER 1 144 

CLOSET 

KITCHEN RECESSED TROFFER 9 144 

KITCHEN WRAP 1 72 

LOCKED ROOM 3 RECESSED TROFFER 5 144 

SMALL RM RECESSED TROFFER 1 144 

CONFERENCE RECESSED DIMMING 
12 120 

RM CAN 

CONFERENCE ADJUSTABLE TRACK 
5 50 RM MOUNT 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Replace lamp wi 8W 
Screw in R20 Cold 

Cathode Flood Lamp 

Install new Universal Red 
LED Exit wi Battery Back 

up 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Replace lamp wi 8W 
Screw in R20 Cold 

Cathode Flood Lamp 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XX/XL,2L-

Johnson ~j(, 
Controls 

13 28 

5 8 

1 3 

13 28 

5 8 

1 3 

1 58 

9 58 

1 30 

5 58 

REF(1.0BF)-HE-IS Bllst, & 
1 58 

2x4 White Reflector Kit 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
12 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Replace lamp wi 8W 
Screw in R20 Cold 5 8 

Cathode Flood Lamp 
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Johnson q{)j(, 
C I ontro s 

Retrofit Fixture wi (3) 
UNISEX 

RECESSED TROFFER 9 
HANDICAP REST 1 

F17T8/8XXlXUHL, 3L-LP-

ROOM 201 CELL 72 HE-IS Bllst, & 2x2 White 
Reflector kit for Deep Cell 

1 42 

Parabolic Fixture 

Retrofit Fixture wi (1) 
CUSTODIAL 
REFLL 201 

OPEN STRIP 1 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
LOCKED DOOR 

OPEN STRIP 244 6 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 6 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 

FAN RM 243 WRAP 2 72 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 2 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 

THE RK GROUP 
RECESSED TROFFER 

F28T8/8XXlXL,2L-STND-

LLC 
12 115 HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
12 48 

Fixture 

Retrofit Fixture wi (3) 

WOMENS RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

RESTROOM 242 CELL 
2 72 HE-IS Bllst, & 2x2 White 2 

Reflector kit for Deep Cell 
42 

Parabolic Fixture 

Retrofit Fixture wi (2) 
WOMENS 

RESTROOM 242 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-HP-
HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
WOMENS 

RESTROOM 242 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL 

REFILL 
OPEN STRIP 2 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst -

2 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 

MENS RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

RESTROOM 242 CELL 
2 72 HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
MENS 

RESTROOM 242 
8' STRIP 3 144 

F28T8/8XXlXL & 2L-HP-
HE-IS Bllst - Remove extra 

3 64 

sockets 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 242 
OPEN STRIP 1 72 

F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst -

1 30 

Remove Extra sockets 
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Johnson ~6t 
Control S 

STORAGE RM 
Retrofit Fixture wi (1) 

242 OPEN STRIP 4 72 F28T8/8XXlXL & 1 L-
4 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

LOW BAY OVER DAY Remove existing 175 Metal 

STAIR D LIGHT STAIRS WITH 50W Halide Low Bays & Install 

NORTHWEST HALOGEN ON 25 215 New 100W Induction High 25 105 

EMERGENCY CIRCUIT Bays fixtures in stairwells -
Also Re-circuit fixtures 

Remove existing 175 Metal 
LOW BAY OVER DAY Halide Low Bays & Install 

STAIR D LIGHT STAIRS WITH 50W 
NORTHWEST HALOGEN ON 9 215 New 100W Induction High 

8 105 Bays fixtures in stairwells -
EMERGENCY CIRCUIT difficult labor for high 

heioht 

STAIR D 
LOW BAY OVER DAY Remove existing 175 Metal 

NORTHWEST LIGHT STAIRS WITH 50W 
10 

Halide Low Bays & Install 

LANDING 
HALOGEN ON 215 New 100W Induction High 9 105 

EMERGENCY CIRCUIT Bays fixtures in landing 
areas 

STAIR D LOW BAY OVER DAY Remove existing 175 Metal 

NORTHWEST LIGHT STAIRS WITH 50W 
26 

Halide Low Bays & Install 

LANDING HALOGEN ON 
215 New 100W Induction High 27 105 

EMERGENCY CIRCUIT Bays fixtures in landing 
areas 

Retrofit Fixture wi (1) 
AREA OF 
REFUGE 

SURFACE BOX 8 72 F28T8/8XXlXL & 1 L-
8 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING 
BOX 204A 

CAN 6 120 Compact Fluorescent, 
6 Dimming Electronic 28 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit fixture wi (1 ) 
Vertically positioned 26W 

RECESSED DIMMING 
BOX 204B 6 120 

Compact Fluorescent, 
CAN Dimming Electronic 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING 
BOX 203A 6 

Compact Fluorescent, 
CAN 

120 
Dimming Electronic 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit fixture wi (1 ) 
Vertically pOSitioned 26W 

RECESSED DIMMING 
BOX 203B 6 120 

Compact Fluorescent, 
CAN Dimming Electronic 

6 28 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit fixture wi (1) 

BOX 202A RECESSED DIMMING 
Vertically positioned 26W 

CAN 6 120 Compact Fluorescent, 6 28 
Dimming Electronic 

Ballast, & Recessed Can 
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Johnson ~j(f 
Controls 

Retrofit Kit 

R~trofit fixture wi (1 ) 
Vertically positioned 26W 

RECESSED DIMMING BOX 202B 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit -

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 201A RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING 
BOX201B 

CAN 6 120 Compact Fluorescent 
Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 244A RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 244B 
RECESSED DIMMING 

CAN 6 120 
Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 243A 
RECESSED DIMMING 

CAN 6 120 
Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 243B 
RECESSED DIMMING 

CAN 6 120 Compact Fluorescent 
Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 242A RECESSED DIMMING 
CAN 

6 120 
Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 242B 
RECESSED DIMMING 

CAN 6 120 
Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 
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--
CONCESION 2 

RECESSED TROFFER 2 144 239 

REAR 
CONCESION 2 RECESSED TROFFER 2 144 

239 

CONCESION 2 
RECESSED TROFFER 4 144 239 

CONCESION 2 
RECESSED TROFFER 8 144 KITCHEN 

JANITOR 207 OPEN STRIP 1 72 

ELECTRICAL 207 OPEN STRIP 2 72 

CONCESION 2 
RECESSED TROFFER 4 144 239 

CONCESION 2 
JELLY JAR HOOD LIGHT 2 200 

HOOD 239 

OPEN DINING LOW BAY PENDANT 
4 215 

237 CONCRETE 

JANITOR 236 OPEN STRIP 1 72 

ELECTRICAL 236 OPEN STRIP 2 72 

WOMENS RECESSED TROFFER 9 
2 72 

RESTROOM 236 CELL 

WOMENS 144 8' STRIP 3 RESTROOM 236 

Johnson ~1t, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

4 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

8 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

4 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 3' Strip Fixture 
wi (2) F25T8/8Xx/XUHL & 2 38 

2L-LP-HE-IS Bllst 

Install New 8' Wrap fixture 
wi (4) F32T8/8Xx/XUHL 

4 100 
High lumen 32W T8 lamps 
with step dimming ballast 

Retrofit Fixture wI (1) 
F28T8/8Xx/XL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1 ) 
F28T8/8Xx/XL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-HP- 3 64 

HE-IS Bllst - Remove extra 
sockets 
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Johnson 1/)j(1 
C t I on ros 

WOMENS 
Retrofit Fixture wi (1) 

RESTROOM 236 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

CUSTODIAL 
Retrofit Fixture wi (1) 

REFILL OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 

MENS RECESSED TROFFER 9 F17T8/8Xx/XUHL, 3L-LP-

RESTROOM 236 CELL 2 72 HE-IS Bllst, & 2x2 White 2 
Reflector kit for Deep Cell 

42 

Parabolic Fixture 

Retrofit Fixture wi (2) 
MENS 

RESTROOM 236 8' STRIP 3 144 F28T8/8Xx/XL & 2L-HP-
HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 236 
OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

WEST 
LOW BAY PENDANT 

Install New 8' Wrap fixture 

ELEVATOR 
CONCRETE 4 215 wi (4) F32T8/8Xx/XUHL 

LOBBY 234 High lumen 32W T8 lamps 4 100 

with step dimming ballast 

Retrofit Fixture wi (3) 

MENS RECESSED TROFFER 9 F17T8/8Xx/XUHL, 3L-LP-

RESTROOM 233 CELL 
2 72 HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
MENS 

RESTROOM 233 8' STRIP 3 144 
F28T8/8Xx/XL & 2L-HP-

HE-IS Bllst - Remove extra 3 64 

sockets 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 233 OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

1 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
CUSTODIAL 

REFILL 
OPEN STRIP 1 72 

F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst-

1 30 
Remove Extra sockets 

Retrofit Fixture wi (3) 

WOMENS RECESSED TROFFER 9 
F17T8/8Xx/XUHL,3L-LP-

RESTROOM 232 CELL 
2 72 HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
WOMENS 

RESTROOM 232 
8' STRIP 3 144 

F28T8/8Xx/XL & 2L-HP-
3 

HE-IS Bllst - Remove extra 
64 

sockets 
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-... 

WOMENS 
OPEN STRIP 1 72 RESTROOM 232 

OPEN DINING LOW BAY PENDANT 
4 215 231 CONCRETE 

JANITOR 230 OPEN STRIP 1 72 

ELECTRICAL 230 OPEN STRIP 2 72 

CONCESION 1 
RECESSED TROFFER 2 144 

229 

REAR 
CONCESION 1 RECESSED TROFFER 2 144 

239 

CONCESION 1 
RECESSED TROFFER 4 144 

239 

CONCESION 1 
RECESSED TROFFER 8 144 

239 

JANITOR 239 OPEN STRIP 1 72 

ELECTRICAL 239 OPEN STRIP 2 72 

CONCESION 1 
4 144 RECESSED TROFFER 

239 

CONCESION 1 
JELLY JAR HOOD LIGHT 2 200 

HOOD 239 

RECESSED DIMMING 
6 120 BOX 239A 

CAN 

Johnson tDltt 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Install New 8' Wrap fixture 
wi (4) F32T8/8XXlXUHL 

4 100 
High lumen 32W T8 lamps 
with step dimming ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

4 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

8 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst-

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

4 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 3' Strip Fixture 
wi (2) F25T8/8XXlXUHL & 2 38 

2L-LP-HE-IS Bllst 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
6 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
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Johnson ~lt, 
Controls 

R~trofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING BOX 239B 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING BOX 238A 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 238B 
RECESSED DIMMING 

CAN 6 120 Compact Fluorescent 
Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 237A 
RECESSED DIMMING 

CAN 6 120 Compact Fluorescent 
Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 237B 
RECESSED DIMMING 

CAN 6 120 
Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 236A 
RECESSED DIMMING 

CAN 
6 120 

Compact Fluorescent 
Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 236B RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 235A RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 235B RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic ' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING BOX 234A 
CAN 

4 120 Compact Fluorescent 
Dimming Electronic' 4 28 

Ballast, & Recessed Can 
Retrofit Kit 

VI-34 



Johnson ~j(f 
Controls 

RECESSED DIMMING 

R~trofit fixture wi (1) 

BOX 234B 

Vertically positioned 26W 

CAN 4 120 Compact Fluorescent 
Dimming Electronic' 4 28 

Ballast, & Recessed Can 
Retrofit Kit 

RECESSED DIMMING 

R~trofit fixture wi (1) 

BOX 233A 

Vertically positioned 26W 

CAN 6 120 Compact Fluorescent 
Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING BOX 233B 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 232A RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 232B RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 231A RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 231B RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 230A RECESSED DIMMING 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

BOX 230B RECESSED DIMMING 
CAN 6 120 

Compact Fluorescent 
Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 

R~trofit fixture wi (1) 
Vertically positioned 26W 

RECESSED DIMMING BOX 229A 
CAN 6 120 Compact Fluorescent 

Dimming Electronic' 6 28 

Ballast, & Recessed Can 
Retrofit Kit 
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RECESSED DIMMING 
BOX 229B 

CAN 6 120 

SEATING 127-128 
LOW BAY PENDANT 

4 
CONCRETE 

215 

WALL MOUNT STRIP IN 
SEATING 127-128 2 72 

SIGN 

STORAGE RM SURFACE BOX 10 72 

SOUTH WEST RECESSED TROFFER 9 
OFFICE HALL CELL 10 72 

SOUTH WEST SURFACE MOUNT NON 
OFFICE HALL BBUP 1 40 

ENTRY HALL RECESSED TROFFER 1 115 

RECESSED DIMMING 
ENTRY HALL 3 120 

CAN 

HALL RECESSED TROFFER 6 72 

SIDE OPEN RECESSED TROFFER 4 72 

SIDE OPEN RECESSED TROFFER 4 144 

UNMARKED 
CORNER OFFICE 

RECESSED TROFFER 2 144 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Install New 4' High Bay wi 
(3) F28T8/SXXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F2ST8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17TS/SXXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Install new Universal Red 
LED Exit wi Battery Back 

uo 
Retrofit Fixture wi (2) 

F2ST8/SXXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (2) 
F17TS/8XXlXUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F17TS/8XXlXUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

Johnson ~1<' 
Controls 

6 28 

4 78 

2 30 

10 30 

10 42 

1 3 

1 48 

3 28 

6 29 

4 29 

REF(1.0BF)-HE-IS Bllst, & 
4 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F2ST8/8XXlXL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
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UNMARKED 
RECESSED TROFFER 2 144 OFFICE 2 

UNMARKED 
RECESSED TROFFER 2 144 OFFICE 3 

UNMARKED 
RECESSED TROFFER 2 144 OFFICE 4 

UNMARKED 
RECESSED TROFFER 2 144 OFFICE 5 

FRONT OFFICE 6 RECESSED TROFFER 3 115 

FRONT OFFICE 6 RECESSED DIMMING 
4 120 

CAN 

SUPPLY CLOSET SURFACE MOUNT BOX 1 72 

CENTER OPEN RECESSED TROFFER 7 115 

BREAK RM RECESSED TROFFER 2 115 

WOMENS REST 
RECESSED TROFFER 1 72 

ROOM 

MENS 
RECESSED TROFFER 1 72 

RESTROOM 

SUPPLY ROOM RECESSED TROFFER 2 144 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 
1 x4 1 L White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL,2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Johnson ~1<' 
Controls 

2 58 

2 58 

2 58 

2 58 

3 48 

4 28 

1 30 

7 48 

2 48 

1 29 

1 29 

2 58 
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Johnson ~1<' 
Controls 

Retrofit Fixture wi (1) 
VIDEO TAPE 

72 
F28T8/8XXlXL, 1 L-

30 SURFACE MOUNT BOX 
REF(1.0BF)-HE-IS Bllst, & STRG 

1 x4 1 L White Refl Kit 

Retrofit Fixture wi (2) 

144 
F28T8/8XXlXL, 2L-

11 58 OPEN OFFICE RECESSED TROFFER 11 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
AMANDA 

2 144 
F28T8/8XXlXL, 2L-

2 58 RECESSED TROFFER 
REF(1.0BF)-HE-IS Bllst, & YRUEGAS 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
UNMARKED 4 144 

F28T8/8XXlXL,2L-
4 58 RECESSED TROFFER 

REF(1.0BF)-HE-IS Bllst, & CORNER OFFICE 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
BOX OFFICE 

72 
F28T8/8XXlXL & 1 L-

4 30 OPEN STRIP 4 
REF(1.0BF)-HE-IS Bllst -STAIRWELL 

Remove Extra sockets 

LOW BAY PENDANT 
Install New 4' High Bay wi 

HALL OVER 
5 215 (3) F28T8/8XXlXL Lamps 5 78 

LOBBY CONCRETE 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

ELEVATOR RECESSED TROFFER 20 115 HE-IS Bllst, & 2x4 White 20 48 
LOBBY Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
PIPE CHASE IN 

72 
F28T8/8XXlXL & 1 L-

30 ELEVATOR OPEN STRIP REF(1.0BF)-HE-IS Bllst-
LOBBY 

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

UNISEX RECESSED TROFFER 2 115 HE-IS Bllst, & 2x4 White 2 48 
BATHROOM Reflector Kit for Parabolic 

Fixture 

LOW BAY PENDANT 
Install New 4' High Bay wi 

78 HALL OVER 
5 215 (3) F28T8/8XXlXL Lamps 5 

LOBBY CONCRETE & 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-

SOUTH EAST RECESSED TROFFER 9 
10 72 HE-IS Bllst, & 2x2 White 10 42 

OFFICE HALL CELL 
Reflector kit for Deep Cell 

Parabolic Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

SOUTH EAST RECESSED DIMMING 
2 120 

Compact Fluorescent, 
2 28 

OFFICE HALL CAN Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (2) 

8 115 
F2STS/SXXlXL,2L-STNO-

S 48 OPEN RECESSED TROFFER 
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
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OPEN RECESSED DIMMING 
10 120 CAN 

COPY ROOM RECESSED TROFFER 2 115 

RECESSED TROFFER 9 
COPY ROOM 

CELL 
2 72 

UNMARKED 
RECESSED TROFFER 2 115 

OFFICE 1 

UNMARKED RECESSED TROFFER 9 
2 72 

OFFICE 1 CELL 

SERVERI 
RECESSED TROFFER 1 115 

SUPPLY CLOSET 

SUSAN 
RECESSED TROFFER 3 115 

BLACKWOOD 

SUSAN RECESSED DIMMING 
13 120 

BLACKWOOD CAN 

BILL HANSON RECESSED TROFFER 4 115 

KARl CHAPMAN 
RECESSED TROFFER 8 115 

OPEN OFFICE 

Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8Xx/XLlHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8Xx/XLlHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Johnson ~l<' 
Controls 

10 28 

2 48 

2 42 

2 48 

2 42 

1 48 

3 48 

13 28 

4 48 

8 48 
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BREAK RM RECESSED TROFFER 1 115 

BREAK RM 
RECESSED DIMMING 

4 120 
CAN 

WOMENS WALL MOUNT VANITY 1 240 
RESTROOM 

WOMENS RECESSED DIMMING 
1 120 

RESTROOM CAN 

MENS 
WALL MOUNT VANITY 1 240 

RESTROOM 

MENS RECESSED DIMMING 1 120 
RESTROOM CAN 

UNMARKED 
OFFICE 4 

RECESSED TROFFER 4 115 

DORSENA RECESSED TROFFER 4 115 
PICKNELL 

MARY ULLMANN RECESSED TROFFER 4 115 

ELENA STOUT RECESSED TROFFER 4 115 

JENNY CARNES RECESSED TROFFER 4 115 

LOW BAY PENDANT 
SEATING 118-119 

CONCRETE 
4 215 

Johnson ~j, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 1 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
4 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Install New 3' Vanity 

Fixture wi (1) 1 23 
F25T8/8XXlXUHL & 1 L-

STND-HE-IS Bllst 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 1 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Install New 3' Vanity 

Fixture wi (1) 
1 23 

F25T8/8XXlXUHL & 1 L-
STND-HE-IS Bllst 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
1 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 4 78 
& 4L-STND-HE-IS Ballast 
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SEATING 118-119 
WALL MOUNT STRIP IN 

2 
SIGN 

SAN SNTONIO 
SPORTS 

RECESSED TROFFER 10 
CONFERENCE 

RM 

SAN SNTONIO 
SPORTS RECESSED DIMMING 

10 
CONFERENCE CAN 

RM 

EASTSOUTH LOW BAY PENDANT 
STORAGE RM 

CONCRETE 
14 

HALL 

LARGE 8' INDUSTRIAL HOOD 10 
STORAGE RM 1 

SIDE ACCESS 
OPEN STRIP 4 

HALL 

WINDOW LOW BAY PENDANT 
4 

DISPLAY ROOM CONCRETE 

FIRE RISER OPEN STRIP 1 

ELECTRICAL RM OPEN STRIP 2 

LARGE 
8' INDUSTRIAL HOOD 15 

STORAGE RM 2 

EASTSOUTH 
RECESSED TROFFER 9 

RESTROOM 
CELL 

11 
HALL 

EASTSOUTH 
RESTROOM WALL MOUNT STRIP IN 

1 
HALL SIGN 

SIDE ACCESS 
OPEN STRIP 3 HALL 

72 

115 

120 

215 

109 

72 

215 

72 

72 

109 

72 

72 

72 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (4) 

Johnson ~J<:, 
Controls 

2 30 

10 48 

10 28 

14 78 

F28T8/8XXlXL,4L-LP-HE-
10 84 

IS Bllst, 8' 4L Industrial 
Hood Kit, & Wireguards 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

4 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 4 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (4) 
F28T8/8XXlXL,4L-LP-HE-

15 84 IS Bllst, 8' 4L Industrial 
Hood Kit, & Wireguards 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 11 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

3 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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SERVER RM OPEN STRIP 1 72 

ELECTRICAL RM OPEN STRIP 2 72 

MENS RECESSED TROFFER 9 
RESTROOM CELL 

1 72 

MENS 
RECESSED TROFFER 

RESTROOM 2 115 

MENS 
RESTROOM 8' STRIP 2 144 

MENS 
RESTROOM 

OPEN STRIP 1 72 

WOMENS 
RECESSED TROFFER RESTROOM 2 115 

WOMENS 
RESTROOM 

8' STRIP 1 144 

WOMENS 
RESTROOM 

OPEN STRIP 2 72 

PRESSBOX 
RECESSED TROFFER 

OPEN 
26 115 

PRESS BOX RECESSED TROFFER 9 
OPEN CELL 

2 72 

PRESSBOX 
OPEN 

SURFACE BOX 50 72 

Johnson tD1<, 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL & 2L-HP-
2 64 

HE-IS Bllst - Remove extra 
sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

1 64 
HE-IS Bllst - Remove extra 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 26 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

50 30 
REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 
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~ 

PRESSBOX SIDE 
RECESSED TROFFER 4 115 WORK RM 

EAST ELEVATOR RECESSED TROFFER 9 
10 72 LOBBY CELL 

LOW BAY PENDANT EAST ELEVATOR 
4 215 LOBBY CONCRETE 

EASTNORTH RECESSED TROFFER 9 
11 72 PRESS BOX HALL CELL 

EASTNORTH WALL MOUNT STRIP IN 
72 1 PRESS BOX HALL SIGN 

SIDE ACCESS 
72 OPEN STRIP 3 HALL 

TELEPHONE RM OPEN STRIP 1 72 

ELECTRICAL RM OPEN STRIP 2 72 

UNMARKED RM OPEN STRIP 10 72 

EASTNORTH LOW BAY PENDANT 
13 215 

STORAGE HALL CONCRETE 

SIDE ACCESS 
72 OPEN STRIP 4 

HALL 

FIRE RISER RM OPEN STRIP 1 72 

ELECTRICAL RM OPEN STRIP 2 72 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Johnson ~1t, 
Controls 

4 48 

10 42 

4 78 

11 42 

1 30 

3 30 

1 30 

2 30 

10 30 

13 78 

4 30 

1 30 

2 30 
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~ 

LOW BAY PENDANT WINDOW 
4 DISPLAY ROOM CONCRETE 

LOW BAY PENDANT 
4 SEATING 105-106 

CONCRETE 

WALL MOUNT STRIP IN 
SEATING 105-106 2 

SIGN 

STORAGE RM 
SURFACE BOX 10 

105-106 

NORTHEAST LOW BAY PENDANT 
5 HALL CONCRETE 

LOW BAY PENDANT OPEN TO LOBBY 
9 HALL CONCRETE 

OPEN TO LOBBY WALL MOUNT STRIP IN 
1 

HALL SIGN 

NORTH 
RECESSED TROFFER 9 

ELEVATOR 8 
CELL LOBBY 

UNISEX 
RECESSED TROFFER 1 

BATHROOM 

PRESS BOX RECESSED TROFFER 2 

CUSTODIAN OPEN STRIP 1 

NORTHWEST LOW BAY PENDANT 
5 

HALL CONCRETE 

LARGE 
8' INDUSTRIAL HOOD 16 

STORAGE RM 

LOW BAY PENDANT 
4 SEATING 140-141 

CONCRETE 

215 

215 

72 

72 

215 

215 

72 

72 

115 

115 

72 

215 

109 

215 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (4) 

Johnson tl)j(, 
Controls 

4 78 

4 78 

2 30 

10 30 

5 78 

9 78 

1 30 

8 42 

1 48 

2 48 

1 30 

5 78 

F28T8/8Xx/XL,4L-LP-HE- 16 84 
IS Bllst, 8' 4L Industrial 
Hood Kit, & Wireguards 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 4 78 
& 4L-STND-HE-IS Ballast 
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SEATING 140-141 WALL MOUNT STRIP IN 
2 72 SIGN 

STORAGE RM 
SURFACE BOX 10 72 

140-141 

WESTNORTH LOW BAY PENDANT 
HALL CONCRETE 

14 215 

RECESSED TROFFER 9 
OPEN ENTRY 

CELL 
4 72 

RECESSED TROFFER 9 
OPEN I HALL 

CELL 
20 72 

OPEN I HALL RECESSED TROFFER 11 115 

OPEN I HALL RECESSED TROFFER 1 144 

MAIN ENTRY RECESSED TROFFER 9 
4 72 

LOBBY CELL 

LARGE FRONT RECESSED TROFFER 8 115 
OFFICE 

LARGE FRONT RECESSED TROFFER 9 
1 72 

OFFICE CELL 

UNMARKED RECESSED TROFFER 3 115 
OFFICE 1 

UNMARKED RECESSED TROFFER 3 115 
OFFICE 2 

Johnson ~JtI 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

10 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 14 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 4 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 20 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 11 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 1 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 4 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 8 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F2STS/SXXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 3 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

3 48 
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 
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" 
Johnson r!)j(, 

, '~,.,-:;, Controls ~ 

Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-UNMARKED 

RECESSED TROFFER 4 115 HE-IS Bllst, & 2x4 White 4 48 OFFICE 3 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XX/XL,2L-STND-
KITCHEN RECESSED TROFFER 3 115 HE-IS Bllst, & 2x4 White 3 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-UNMARKED 

RECESSED TROFFER 3 115 HE-IS Bllst, & 2x4 White 3 48 OFFICE 4 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
UNMARKED 

RECESSED TROFFER 3 115 HE-IS Bllst, & 2x4 White 3 48 OFFICE 5 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (2) 

RECESSED TROFFER 4 144 
F28T8/8XXlXL, 2L-

4 58 SUPPLY RM 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 

2 144 
F28T8/8XXlXL, 2L-

2 58 COpy RM RECESSED TROFFER REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 

3 144 
F28T8/8XXlXL, 2L-

3 58 STORAGE RM RECESSED TROFFER REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
SIDE ACCESS 144 

F28T8/8XXlXL, 2L-
2 58 RECESSED TROFFER 2 REF(1.0BF)-HE-IS Bllst, & HALL 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

1 30 FIRE RISER RM OPEN STRIP 1 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

2 30 ELECTRICAL RM OPEN STRIP 2 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 

144 
F28T8/8XXlXL, 2L-

2 58 SIDE STORAGE RECESSED TROFFER 2 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

VI-46 



CONFERENCE 
RM 

RECESSED TROFFER 14 144 

SMALL WORK 
RM 

RECESSED TROFFER 1 144 

MENS REST RECESSED TROFFER 9 
ROOM CELL 

1 72 

WOMENS REST RECESSED TROFFER 9 
ROOM CELL 

1 72 

UNMARKED RECESSED TROFFER 9 
OFFICE 6 CELL 

4 72 

SMALL RECESSED TROFFER 9 
CONFERENCE 

CELL 
5 72 

RM 

UNMARKED 
CORNER OFFICE RECESSED TROFFER 4 115 

7 

UNMARKED 
OFFICE 8 

RECESSED TROFFER 2 115 

WESTNORTH LOW BAY PENDANT 
RESTROOM CONCRETE 

4 215 
HALL 

MENS 
RESTROOM 

RECESSED TROFFER 2 115 

MENS 8' STRIP 2 144 
RESTROOM 

Johnson ~j(# 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 14 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 1 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wI (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8xx/XUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 4 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wI (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 5 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 4 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL & 2L-HP- 2 64 
HE-IS Bllst - Remove extra 

sockets 
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MENS 
OPEN STRIP 1 72 RESTROOM 

WOMENS 
RESTROOM 

RECESSED TROFFER 2 115 

WOMENS 
8' STRIP 1 144 RESTROOM 

WOMENS 
OPEN STRIP 2 72 RESTROOM 

LOW BAY PENDANT 
SEATING 133-134 

CONCRETE 
10 215 

SEATING 133-134 
WALL MOUNT STRIP IN 

1 72 
SIGN 

WEST 
RECESSED TROFFER 9 ELEVATOR 

CELL 10 72 
LOBBY 

WEST 
LOW BAY PENDANT 

ELEVATOR 
CONCRETE 

4 215 
LOBBY 

WESTSOUTH LOW BAY PENDANT 
HALL CONCRETE 

18 215 

REST ROOM RECESSED TROFFER 4 72 
HALL 

REST ROOM 
HALL RECESSED TROFFER 2 115 

LOCKED ROOM RECESSED TROFFER 4 115 

MENS 
RECESSED TROFFER 5 72 

RESTROOM 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL & 2L-HP-

Johnson ~j(, 
Controls 

1 30 

2 48 

HE-IS Bllst - Remove extra 1 64 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 2 30 

Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 10 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 10 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 4 78 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 18 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L- 4 29 

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L-

5 29 
STND-HE-IS Bllst, & 2x2 

White Refl Kit 
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MENS 
WALL WRAP 1 72 RESTROOM 

WOMENS 
RECESSED TROFFER 2 72 RESTROOM 

LARGE OPEN RECESSED TROFFER 2 72 

LARGE OPEN RECESSED TROFFER 28 115 

SURFACE MOUNT 
LARGE OPEN 2 458 

CIRCLE BOX 

UNMARKED 
RECESSED TROFFER 3 115 OFFICE 1 

FIRE RISER OPEN STRIP 1 72 

ELECTRICAL RM OPEN STRIP 2 72 

UNMARKED 
RECESSED TROFFER 8 115 

OFFICE 2 

UNMARKED RECESSED DIMMING 
2 120 

OFFICE 2 CAN 

TELE CLOSET OPEN STRIP 1 72 

ELECTRICAL RM OPEN STRIP 2 72 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 

Lamp & Ballast 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F2aTa/aXXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Johnson ~j(, 
Controls 

1 30 

2 29 

2 29 

28 48 

2 365 

3 48 

1 30 

2 30 

8 48 

2 28 

1 30 

2 30 
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UNMARKED 
OFFICE 3 RECESSED TROFFER 4 115 

UNMARKED 
OFFICE 4 RECESSED TROFFER 6 115 

UNMARKED 
OFFICE 5 RECESSED TROFFER 6 115 

UNMARKED 
OFFICE 6 RECESSED TROFFER 6 115 

STORAGE RM RECESSED TROFFER 2 115 

MAIL RM HALL RECESSED TROFFER 3 72 

FILE RM RECESSED TROFFER 2 115 

UNMARKED 
OFFICE 7 RECESSED TROFFER 2 115 

UNMARKED 
OFFICE 8 RECESSED TROFFER 6 115 

MAIL RM RECESSED TROFFER 4 115 

SERVERI 
SURFACE MOUNT BOX 1 72 SUPPLY RM 

WOMENS REST 
RECESSED TROFFER 1 72 ROOM 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8XX/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 
1 x4 1 L White Refl Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Johnson ~j(, 
Controls 

4 48 

6 48 

6 48 

6 48 

2 48 

3 29 

2 48 

2 48 

6 48 

4 48 

1 30 

1 29 
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MENS 
RECESSED TROFFER 1 72 RESTROOM 

FILE CLOSET SURFACE MOUNT BOX 1 72 

BREAK RM RECESSED TROFFER 4 115 

SUPPLY 
SURFACE MOUNT BOX 1 72 CLOSET 

MAIN ENTRY RECESSED TROFFER 9 
LOBBY CELL 8 72 

MAIN ENTRY 
LOBBY 

RECESSED CAN 6 50 

SUPPLY RM IN 
SURFACE BOX 1 72 

LOBBY 

LARGE 
CONFERENCE RECESSED TROFFER 10 115 

RM 

OFFICE HALL RECESSED TROFFER 7 72 

SMALL WAITING 
RECESSED TROFFER 2 115 

RM 

UNMARKED 
CORNER OFFICE RECESSED TROFFER 6 115 

9 

SMALL RECESSED TROFFER 1 115 
STORAGE RM 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS BlIst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS BlIst, & 
1 x4 1 L White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS BlIst, & 
1 x4 1 L White Refl Kit 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS BlIst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Replace lamp wi 8W 
Screw in R20 Cold 

Cathode Flood Lamp 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS BlIst-
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS BlIst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Johnson ~j(~ 
Controls 

1 29 

1 30 

4 48 

1 30 

8 42 

6 8 

1 30 

10 48 

7 29 

2 48 

6 48 

1 48 
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UNMARKED 
RECESSED TROFFER 3 OFFICE 10 

SLIDING DOOR 
1 FILES WRAP 

UNMARKED 
RECESSED TROFFER 4 OFFICE 11 

UNMARKED 
RECESSED TROFFER 2 OFFICE 12 

SOUTH MAIN LOW BAY PENDANT 
39 ENTRANCE CONCRETE 

SOUTH MAIN 
T5 WALL WASHER 6 ENTRANCE 

8' WALL MOUNT SOUTH MAIN 
CHANNEL WITH 2 150W 6 ENTRANCE 

INC TYPE A 

8' WALL MOUNT 
SOUTH MAIN 

CHANNEL WITH 2 150W 4 
ENTRANCE 

INC TYPE A 

LOW BAY PENDANT ELEVATOR 
8 

LOBBY CONCRETE 

8' WALL MOUNT 
ELEVATOR 

CHANNEL WITH 2 150W 2 
LOBBY 

INC TYPE A 

LOW BAY PENDANT SOUTHEAST 
9 LOBBY CONCRETE 

SOUTHEAST 
17 OPEN STRIP 

LOBBY 

8' WALL MOUNT 
SOUTHEAST 

CHANNEL WITH 2 150W 2 LOBBY 
INC TYPE A 

8' WALL MOUNT SOUTHEAST 
CHANNEL WITH 2 150W 1 

STAIR B 
INC TYPE A 

LOW BAY PENDANT SOUTHWEST 
9 LOBBY CONCRETE 

115 

72 

115 

115 

215 

117 

300 

300 

215 

300 

215 

72 

300 

300 

215 

Johnson ~j(1 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 3 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 39 78 
& 4L-STND-HE-IS Ballast 

Retrofit fixture wi (2) 
reduced wattage 4' T5 

6 96 
lamp & low power T5 

ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 6 58 

STND-HE-IS Bllst 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 4 58 

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 8 78 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 2 58 

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 9 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

17 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 2 58 

STND-HE-IS Bllst 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 1 58 

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 9 78 
& 4L-STND-HE-IS Ballast 
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8' WALL MOUNT SOUTHWEST 
CHANNEL WITH 2 150W 1 STAIR C 

INC TYPE A 

CONCESION 126 RECESSED TROFFER 10 

ICE ROOM 126 RECESSED TROFFER 2 

STORAGE 126 RECESSED TROFFER 10 

STORAGE 126 OPEN STRIP 1 

LOW BAY PENDANT SECTION 125 
1 

TUNEL CONCRETE 

WOMENS 
VAPOR WRAP 13 RESTROOM 125 

BOX OFFICE 125 RECESSED TROFFER 8 

SECTION 124 LOW BAY PENDANT 
1 

TUNEL CONCRETE 

MENS 
VAPOR WRAP 14 RESTROOM 124 

SECTION 123 LOW BAY PENDANT 
1 

TUNEL CONCRETE 

CUSTODIAN 124 OPEN STRIP 1 

UNISEX 
WALL WRAP 1 

RESTROOM 124 

CUSTODIAN 
OPEN STRIP 6 STORAGE RM 

300 

144 

115 

144 

72 

215 

72 

115 

215 

72 

215 

72 

72 

72 

Johnson rl)j(, 
Controls 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 1 58 

STND-HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

10 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

2 48 HE-IS Bllst, & 2x4 White 
Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

10 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 1 78 
& 4L-STNO-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

13 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

8 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 
Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 1 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

14 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 1 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

6 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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SECTION 122 LOW BAY PENDANT 
TUNEL CONCRETE 1 

MENS 
RESTROOM 122 VAPOR WRAP 14 

SECTION 121 LOW BAY PENDANT 
TUNEL CONCRETE 1 

WOMENS 
RESTROOM 121 VAPOR WRAP 14 

BOX OFFICE 121 RECESSED TROFFER 10 

SECTION 120 LOW BAY PENDANT 
TUNEL CONCRETE 

1 

STORAGE 120 RECESSED TROFFER 10 

STORAGE 120 OPEN STRIP 1 

SECTION 118-119 LOW BAY PENDANT 
LOBBY CONCRETE 

13 

SECTION 118-119 
8' WALL MOUNT 

LOBBY 
CHANNEL WITH 2 150W 1 

INC TYPE A 

EASTSOUTH LOW BAY PENDANT 
LOBBY CONCRETE 6 

EAST MAIN LOW BAY PENDANT 
CORIDOR CONCRETE 

35 

EAST MAIN 
8' WALL MOUNT 

CORIDOR 
CHANNEL WITH 2 150W 3 

INC TYPE A 

EASTNORTH LOW BAY PENDANT 
LOBBY CONCRETE 6 

NORTHEAST 
8' WALL MOUNT 

STAIR A 
CHANNEL WITH 2 150W 1 

INC TYPE A 

215 

72 

215 

72 

115 

215 

144 

72 

215 

300 

215 

215 

300 

215 

300 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L-

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Johnson ~j(f 
Controls 

1 78 

14 30 

1 78 

14 30 

10 48 

1 78 

10 58 

1 30 

13 78 

1 58 

6 78 

35 78 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 3 58 

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 6 78 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 1 58 

STND-HE-IS Bllst 
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~1<' ,'.~ Johnson 
Controls --

Retrofit Fixture wi (2) 
CONCESION 116-

144 F28T8/8XXlXL, 2L-
23 58 RECESSED TROFFER 23 

REF(1.0BF)-HE-IS Bllst, & 117 
2x4 White Reflector Kit 

Install New 3' Strip Fixture 
38 

CONCESION 116-
JELLY JAR HOOD LIGHT 4 200 wi (2) F25T8/8XXlXUHL & 4 117 

2L-LP-HE-IS Bllst 

Retrofit Fixture wi (1) 

72 F28T8/8XXlXL & 1 L-
1 30 FIRE RISER 117 OPEN STRIP 1 

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

2 30 ELECTRICAL 117 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

TRACK MOUNT Replace lamp wi 60W 
11 60 

SOUVENIR SHOP 
11 90 PAR38 Halogen Infrared 117 ADJUSTABLE 

Flood 

Retrofit Fixture wi (1) 
SHOP STORE RM 

72 
F28T8/8XXlXL & 1 L-

2 30 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst -117 

Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

1 30 CUSTODIAN 117 OPEN STRIP 1 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
PAINT STORAGE 

72 
F28T8/8XXlXL & 1 L-

6 30 OPEN STRIP 6 REF(1.0BF)-HE-IS Bllst -117 
Remove Extra sockets 

Install New 4' High Bay wi 
78 

LOW BAY PENDANT 
1 215 (3) F28T8/8XXlXL Lamps 1 B5 TUNNEL 

CONCRETE & 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
WOMENS 

72 
F28T8/8XXlXL & 1 L-

14 30 VAPOR WRAP 14 
REF(1.0BF)-HE-IS Bllst -RESTROOM 116 

Remove Extra sockets 

Install New 4' High Bay wi 
78 

LOW BAY PENDANT 
215 (3) F28T8/8XXlXL Lamps 1 B4 TUNNEL 1 

CONCRETE & 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

14 30 
MENS 

VAPOR WRAP 14 
REF(1.0BF)-HE-IS Bllst -RESTROOM 115 

Remove Extra sockets 

Install New 4' High Bay wi 
78 OPEN DINING LOW BAY PENDANT 

3 215 (3) F28T8/8XXlXL Lamps 3 
115 CONCRETE 

& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
78 

LOW BAY PENDANT 1 215 (3) F28T8/8XXlXL Lamps 1 B3 TUNNEL 
CONCRETE & 4L-STND-HE-IS Ballast 
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ontro s 

Retrofit Fixture wi (2) 
CONCESION 113-

RECESSED TROFFER 114 18 144 F28T8/8Xx/XL,2L-
REF(1.0BF)-HE-IS Bllst, & 18 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
WOMENS 

RESTROOM 114 
VAPOR WRAP 14 72 

F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst -

14 30 

Remove Extra sockets 

B2 TUNNEL 
LOW BAY PENDANT Install New 4' High Bay wi 

CONCRETE 
1 215 (3) F28T8/8Xx/XL Lamps 1 

& 4L-STND-HE-IS Ballast 
78 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 113 
VAPOR WRAP 14 72 F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst - 14 30 

Remove Extra sockets 

B1 TUNNEL 
LOW BAY PENDANT 

1 
Install New 4' High Bay wi 

CONCRETE 215 (3) F28T8/8Xx/XL Lamps 1 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 

FIRST AID 112 OPEN STRIP 6 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 6 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 

CUSTODIAN 112 OPEN STRIP 1 72 F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst -

1 30 

Remove Extra sockets 

EAST ELEVATOR LOW BAY PENDANT 
Install New 4' High Bay wi 

LOBBY 112 CONCRETE 3 215 (3) F28T8/8Xx/XL Lamps 3 78 
& 4L-STND-HE-IS Ballast 

A11 TUNNEL 
LOW BAY PENDANT 

1 
Install New 4' High Bay wi 

CONCRETE 
215 (3) F28T8/8Xx/XL Lamps 1 78 

& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
MENS 

RESTROOM 111 
VAPOR WRAP 14 72 

F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst -

14 30 

Remove Extra sockets 

A10 TUNNEL 
LOW BAY PENDANT 

1 
Install New 4' High Bay wi 

CONCRETE 
215 (3) F28T8/8Xx/XL Lamps 1 78 

& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
WOMENS 

RESTROOM 110 
VAPOR WRAP 14 72 

F28T8/8Xx/XL & 1 L-
REF(1.0BF)-HE-IS Bllst - 14 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
CONCESION 110-

111 
RECESSED TROFFER 18 144 

F28T8/8Xx/XL,2L-
18 

REF(1.0BF)-HE-IS Bllst, & 
58 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 

FIRE RISER 110 OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

VI-56 



.~ 

ELECTRICAL 110 OPEN STRIP 2 72 

OPEN DINING LOW BAY PENDANT 
3 215 109 CONCRETE 

LOW BAY PENDANT 
1 215 A9 TUNNEL 

CONCRETE 

MENS 
72 VAPOR WRAP 14 

RESTROOM 109 

LOW BAY PENDANT 
1 215 A8 TUNNEL 

CONCRETE 

WOMENS 
72 VAPOR WRAP 14 

RESTROOM 108 

LOW BAY PENDANT 
1 215 A7 TUNNEL 

CONCRETE 

STORAGE 107 OPEN STRIP 6 72 

CUSTODIAN 107 OPEN STRIP 1 72 

SOUVENIR SHOP TRACK MOUNT 
23 90 107 ADJUSTABLE 

SHOP STORE RM 72 OPEN STRIP 2 
107 

CONCESION 107-
144 RECESSED TROFFER 23 

108 

CONCESION 107-
JELLY JAR HOOD LIGHT 3 200 108 

FIRE RISER 108 OPEN STRIP 1 72 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Flood 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

Johnson qJ)j 
Controls 

2 30 

3 78 

1 78 

14 30 

1 78 

14 30 

1 78 

6 30 

1 30 

23 60 

2 30 

REF(1.0BF)-HE-IS Bllst, & 
23 58 

2x4 White Reflector Kit 

Install New 3' Strip Fixture 
wi (2) F25T8/8Xx/XUHL & 3 38 

2L-LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
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ELECTRICAL 108 OPEN STRIP 2 

SECTION 105-106 LOW BAY PENDANT 
LOBBY CONCRETE 

10 

SECTION 105-106 
LOBBY 

RECESSED TROFFER 3 

SECTION 105-106 
8' WALL MOUNT 

LOBBY 
CHANNEL WITH 2 150W 1 

INC TYPE A 

NORTH MAIN LOW BAY PENDANT 
ENTRANCE CONCRETE 

42 

NORTH MAIN 
ENTRANCE 

T5 WALL WASHER 6 

NORTH MAIN 
8' WALL MOUNT 

ENTRANCE 
CHANNEL WITH 2 150W 6 

INC TYPE A 

NORTH MAIN 
8' WALL MOUNT 

ENTRANCE 
CHANNEL WITH 2 150W 4 

INC TYPE A 

NORTH MAIN TRACK MOUNT 
ENTRANCE ADJUSTABLE 

27 

NORTH LOW BAY PENDANT 
ELEVATOR 

CONCRETE 
5 

LOBBY 

NORTH 
LOW BAY PENDANT 

ELEVATOR 
CONCRETE 

2 
LOBBY 

NORTH 8' WALL MOUNT 
ELEVATOR CHANNEL WITH 2 150W 3 

LOBBY INC TYPE A 

NORTHEAST LOW BAY PENDANT 
LOBBY CONCRETE 

9 

NORTHWEST 8' WALL MOUNT 

STAIR D 
CHANNEL WITH 2 150W 1 

INC TYPE A 

NORTHWEST LOW BAY PENDANT 
LOBBY CONCRETE 

9 

STORAGE 104 RECESSED TROFFER 10 

72 

215 

144 

300 

215 

117 

300 

300 

90 

215 

215 

300 

215 

300 

215 

144 

Johnson ~1Ci 
Controls 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

2 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 10 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

3 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install new 8' Flood Fixture 
wi (2) F28T8/8Xx/XL, 3L- 1 58 

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 42 78 
& 4L-STND-HE-IS Ballast 

Retrofit fixture wi (2) 
reduced wattage 4' T5 

6 96 lamp & low power T5 
ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8Xx/XL, 3L- 6 58 

STND-HE-IS Bllst 

Install new 8' Flood Fixture 
wi (2) F28T8/8Xx/XL, 3L- 4 58 

STND-HE-IS Bllst 

Replace lamp wi 60W 
PAR38 Halogen Infrared 27 60 

Flood 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 5 78 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 2 78 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8Xx/XL, 3L- 3 58 

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 9 78 
& 4L-STND-HE-IS Ballast 

Install new 8' Flood Fixture 
wi (2) F28T8/8XXlXL, 3L- 1 58 

STND-HE-IS Bllst 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 9 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

10 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
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Johnson qpj(. 
Controls "~I --..-

Retrofit Fixture wi (1) 

72 F28T8/8XXlXL & 1 L-
1 30 STORAGE 104 OPEN STRIP 1 

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 

144 
F28T8/8XXlXL,2L-

12 58 CONCESION 104 RECESSED TROFFER 12 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 4' High Bay wi 
78 

LOW BAY PENDANT 
215 (3) F28T8/8XXlXL Lamps 1 A3 TUNNEL 1 

CONCRETE 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

14 30 
WOMENS 

VAPOR WRAP 14 72 
REF(1.0BF)-HE-IS Bllst -RESTROOM 103 
Remove Extra sockets 

Install New 4' High Bay wi 
78 

LOW BAY PENDANT 
215 (3) F28T8/8XXlXL Lamps 1 A2 TUNNEL 1 

CONCRETE 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
MENS 

72 
F28T8/8XXlXL & 1 L-

14 30 VAPOR WRAP 14 
REF(1.0BF)-HE-IS Bllst -RESTROOM 102 

Remove Extra sockets 

Install New 4' High Bay wi 
78 

LOW BAY PENDANT 
215 (3) F28T8/8XXlXL Lamps 1 A1TUNNEL 1 

CONCRETE 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 

115 
F28T8/8XXlXL,2L-STND-

8 48 BOX OFFICE 103 RECESSED TROFFER 8 
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

3 30 STORAGE 101 OPEN STRIP 3 72 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 UNISEX WALL WRAP 1 72 
REF(1.0BF)-HE-IS Bllst -RESTROOM 101 

Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

1 30 
CUSTODIAL 

OPEN STRIP 1 REF(1.0BF)-HE-IS Bllst -REFILL 101 
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8XXlXL & 1 L-

3 30 FIRE RISER 101 OPEN STRIP 3 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Install New 4' High Bay wi 
1 78 LOW BAY PENDANT 

215 (3) F28T8/8XXlXL Lamps D11 TUNNEL 1 
CONCRETE & 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L- 14 30 MENS 

VAPOR WRAP 14 72 
REF(1.0BF)-HE-IS Bllst -RESTROOM 144 
Remove Extra sockets 
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at Johnson ~1<, 
.. 

I .,~ I Controls --
LOW BAY PENDANT Install New 4' High Bay wi SECTION 144 

1 215 (3) F28T8/8Xx/XL Lamps 1 78 TUNNEL CONCRETE 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
WOMENS 

14 72 
F28T8/8Xx/XL & 1 L-

14 30 VAPOR WRAP 
REF(1.0BF)-HE-IS Bllst -RESTROOM 143 

Remove Extra sockets 

Retrofit Fixture wi (1) 
STAIRWELL 

4 72 
F28T8/8Xx/XL & 1 L-

4 30 WALL WRAP 
REF(1.0BF)-HE-IS Bllst -DOWN 

Remove Extra sockets 

Retrofit Fixture wi (2) 

RECESSED TROFFER 8 115 F28T8/8Xx/XL,2L-STND-
8 48 BOX OFFICE 143 

HE-IS Bllst, & 2x4 White 
Reflector Kit 

Retrofit Fixture wi (2) 

12 144 
F28T8/8Xx/XL,2L-

12 58 CONCESION 142 RECESSED TROFFER 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 

10 144 
F28T8/8Xx/XL, 2L-

10 58 STORAGE 142 RECESSED TROFFER 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 

1 72 
F28T8/8Xx/XL & 1 L-

1 30 STORAGE 142 OPEN STRIP 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

LOW BAY PENDANT 
Install New 4' High Bay wi 

SECTION 140-141 
10 215 (3) F28T8/8Xx/XL Lamps 10 78 

LOBBY CONCRETE 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
SECTION 140-141 

144 
F28T8/8Xx/XL,2L-

3 58 RECESSED TROFFER 3 
REF(1.0BF)-HE-IS Bllst, & LOBBY 

2x4 White Reflector Kit 

8' WALL MOUNT Install new 8' Flood Fixture 
SECTION 140-141 

CHANNEL WITH 2150W 1 300 wi (2) F28T8/8Xx/XL, 3L- 1 58 LOBBY 
INC TYPE A STND-HE-IS Bllst 

Install New 4' High Bay wi 
WESTSOUTH LOW BAY PENDANT 

6 215 (3) F28T8/8Xx/XL Lamps 6 78 
LOBBY CONCRETE 

& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
78 

WEST MAIN LOW BAY PENDANT 
35 215 (3) F28T8/8Xx/XL Lamps 35 

CORIDOR CONCRETE 
& 4L-STND-HE-IS Ballast 

8' WALL MOUNT Install new 8' Flood Fixture 
WEST MAIN 

CHANNEL WITH 2 150W 3 300 wi (2) F28T8/8Xx/XL, 3L- 3 58 CORIDOR 
INC TYPE A STND-HE-IS Bllst 

Install New 4' High Bay wi 
78 

WESTNORTH LOW BAY PENDANT 
6 215 (3) F28T8/8Xx/XL Lamps 6 

LOBBY CONCRETE 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
CONCESION 138-

144 
F28T8/8Xx/XL,2L-

23 58 RECESSED TROFFER 23 
REF(1.0BF)-HE-IS Bllst, & 139 

2x4 White Reflector Kit 
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~, 

CONCESION 138-
JELLY JAR HOOD LIGHT 5 200 139 

FIRE RISER 138 OPEN STRIP 1 72 

ELECTRICAL 138 OPEN STRIP 2 72 

TRACK MOUNT SOUVENIR SHOP 
23 90 139 AD,JUST ABLE 

SHOP STORE RM 
72 OPEN STRIP 2 139 

CUSTODIAN 139 OPEN STRIP 1 72 

STORAGE 139 OPEN STRIP 6 72 

SECTION 138 LOW BAY PENDANT 
1 215 

TUNNEL CONCRETE 

WOMENS 
72 VAPOR WRAP 14 

RESTROOM 138 

SECTION 137 LOW BAY PENDANT 
1 215 TUNNEL CONCRETE 

MENS 
72 VAPOR WRAP 14 

RESTROOM 137 

OPEN DINING LOW BAY PENDANT 
3 215 

137 CONCRETE 

SECTION 136 LOW BAY PENDANT 1 215 
TUNNEL CONCRETE 

CONCESION 135- 144 RECESSED TROFFER 18 
136 

Install New 3' Strip Fixture 

Johnson ~J' 
Controls 

wi (2) F25T8/8XXlXUHL & 5 38 
2L-LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Replace lamp wi 60W 
PAR38 Halogen Infrared 23 60 

Flood 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

6 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 1 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

14 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 1 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

14 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 3 78 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 1 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

18 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
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WOMENS 

VAPOR WRAP 14 
RESTROOM 136 

SECTION 135 LOW BAY PENDANT 
1 

TUNNEL CONCRETE 

MENS 
VAPOR WRAP 14 

RESTROOM 135 

SECTION 134 LOW BAY PENDANT 
1 

TUNNEL CONCRETE 

STORAGE 134 OPEN STRIP 6 

CUSTODIAN 134 OPEN STRIP 1 

WEST 
LOW BAY PENDANT 

3 ELEVATOR CONCRETE 
LOBBY 134 

SECTION 133 LOW BAY PENDANT 
1 

TUNNEL CONCRETE 

MENS VAPOR WRAP 14 
RESTROOM 133 

SECTION 132 LOW BAY PENDANT 
1 

TUNNEL CONCRETE 

WOMENS 
VAPOR WRAP 14 

RESTROOM 132 

CONCESION 132- RECESSED TROFFER 18 
133 

FIRE RISER 132 OPEN STRIP 1 

ELECTRICAL 132 OPEN STRIP 2 

72 

215 

72 

215 

72 

72 

215 

215 

72 

215 

72 

144 

72 

72 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8XXlXL Lamps 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

Johnson tl)j(f 
Controls 

14 30 

1 78 

14 30 

1 78 

6 30 

1 30 

3 78 

1 78 

14 30 

1 78 

14 30 

REF(1.0BF)-HE-IS Bllst, & 
18 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst-

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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Johnson ~j(, 
Controls 

LOW BAY PENDANT Install New 4' High Bay wi OPEN DINING 
3 215 (3) F28T8/8Xx/XL Lamps 3 78 131 CONCRETE 

& 4L-STND-HE-IS Ballast 

LOW BAY PENDANT Install New 4' High Bay wi SECTION 131 
215 (3) F28T8/8Xx/XL Lamps 78 TUNNEL CONCRETE 

& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
MENS 

72 F28T8/8Xx/XL & 1 L-
14 30 VAPOR WRAP 14 

REF(1.0BF)-HE-IS Bllst -RESTROOM 131 
Remove Extra sockets 

Install New 4' High Bay wi SECTION 130 LOW BAY PENDANT 
215 (3) F28T8/8Xx/XL Lamps 78 TUNNEL CONCRETE 

& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 
WOMENS 

72 F28T8/8Xx/XL & 1 L-
14 30 VAPOR WRAP 14 

REF(1.0BF)-HE-IS Bllst -RESTROOM 130 
Remove Extra sockets 

Install New 4' High Bay wi 
78 

SECTION 129 LOW BAY PENDANT 
215 (3) F28T8/8Xx/XL Lamps TUNNEL CONCRETE 

& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

6 30 STORAGE 129 OPEN STRIP 6 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 F28T8/8Xx/XL & 1 L-
30 CUSTODIAN 129 OPEN STRIP 

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

TRACK MOUNT 
Replace lamp wi 60W 

11 60 
SOUVENIR SHOP 

11 90 PAR38 Halogen Infrared 
129 ADJUSTABLE 

Flood 

Retrofit Fixture wi (1) 
SHOP STORE RM 

72 
F28T8/8Xx/XL & 1 L-

2 30 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst -129 

Remove Extra sockets 

Retrofit Fixture wi (2) 
CONCESION 129- 144 

F28T8/8Xx/XL, 2L-
23 58 RECESSED TROFFER 23 

REF(1.0BF)-HE-IS Bllst, & 130 
2x4 White Reflector Kit 

Install New 3' Strip Fixture 
38 CONCESION 129-

JELLY JAR HOOD LIGHT 3 200 wi (2) F25T8/8Xx/XLlHL & 3 
130 2L-LP-HE-IS Bllst 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

30 FIRE RISER 130 OPEN STRIP REF(1.OBF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 

72 
F28T8/8Xx/XL & 1 L-

2 30 ELECTRICAL 130 OPEN STRIP 2 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
78 SECTION 127-128 LOW BAY PENDANT 

10 215 (3) F28T8/8Xx/XL Lamps 10 
LOBBY CONCRETE & 4L-STND-HE-IS Ballast 

VI-63 



• Johnson ~j(f 
Controls --

SECTION 127-128 
8' WALL MOUNT Install new S' Flood Fixture 

LOBBY 
CHANNEL WITH 2 150W 1 300 wi (2) F28TS/8XXlXL, 3L- 1 58 

INC TYPE A STND-HE-IS Bllst 

LOW BAY PENDANT 
Install New 4' High Bay wi 

SEATING 127-128 
CONCRETE 

3 215 (3) F28T8/SXXlXL Lamps 3 78 
& 4L-STND-HE-IS Ballast 

LOW BAY PENDANT 
Install New 4' High Bay wi 

SEATING 129-139 
CONCRETE 

22 215 (3) F28TS/SXXlXL Lamps 22 78 
& 4L-STND-HE-IS Ballast 

LOW BAY PENDANT Install New 4' High Bay wi 
SEATING 140-141 

CONCRETE 
3 215 (3) F28T8/8XXlXL Lamps 3 78 

& 4L-STND-HE-IS Ballast 

SEATING 142- LOW BAY PENDANT 
Install New 4' High Bay wi 

144,101-104 CONCRETE 
14 215 (3) F28T8/SXXlXL Lamps 14 78 

& 4L-STND-HE-IS Ballast 

LOW BAY PENDANT 
Install New 4' High Bay wi 

SEATING 105-106 
CONCRETE 3 215 (3) F2STS/SXXlXL Lamps 3 78 

& 4L-STND-HE-IS Ballast 

LOW BAY PENDANT 
Install New 4' High Bay wi 

SEATING 107-117 
CONCRETE 

16 215 (3) F2STS/SXXlXL Lamps 16 78 
& 4L-STND-HE-IS Ballast 

LOW BAY PENDANT 
Install New 4' High Bay wi 

SEATING 118-119 
CONCRETE 3 215 (3) F28TS/SXXlXL Lamps 3 78 

& 4L-STND-HE-IS Ballast 

LOW BAY PENDANT 
Install New 4' High Bay wi 

SEATING 120-126 CONCRETE 14 215 (3) F2ST8/SXXlXL Lamps 14 78 
& 4L-STND-HE-IS Ballast 

MAIN FLOOR STEEL BEAM MOUNT 
Install New Flood fixture wi 

LIGHTING FLOOD 
135 1000 320W Pulse Start Metal 135 365 

CATWALK Halide Lamp & Ballast 

Install New Pendant 

CATWALK 
mounted utility vapor tight 

LIGHTING 
JBOX MOUNT JELLY JAR 150 150 fixture wi (1) 42W 150 46 

Compact Fluorescent 
Lamp & Ballast 

Install New 4' Sealed & 
WEST OF DOCK LOWBA Y CONCRETE 9 215 

Gasketed High Bay wi (3) 
9 78 

ENTRY CORIDOR HOOK MOUNT F28TS/SXXlXL Lamps & 
4L-STND-HE-IS Ballast 

Retrofit Fixture wi (1) 

LOADING DOCK OPEN STRIP 36 72 
F28T8/8XXlXL & 1 L-

36 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Install New 4' Sealed & 
SECURITY LOWBA Y CONCRETE 

3 215 
Gasketed High Bay wi (3) 3 78 

CORIDOR HOOK MOUNT F28T8/SXXlXL Lamps & 
4L-STND-HE-IS Ballast 

SECURITY LOW BAY PENDANT 
Install New 4' High Bay wi 

CORIDOR CONCRETE 6 215 (3) F2ST8/SXXlXL Lamps 6 78 
& 4L-STND-HE-IS Ballast 
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EAST OF DOCK LOWBA Y CONCRETE 
10 215 ENTRY CORIDOR HOOK MOUNT 

WARDROBE RECESSED TROFFER 8 115 

SECURITY OPEN RECESSED TROFFER 9 115 

FIRE INSPECTOR RECESSED TROFFER 2 115 

SUPERVISOR 
OFFICE 

RECESSED TROFFER 2 115 

BREAK RM RECESSED TROFFER 1 115 

COPY ROOM RECESSED TROFFER 4 115 

RESTROOM RECESSED TROFFER 1 72 

ACCOUNTING 
RECESSED TROFFER 2 115 OFFICE 

ACCOUNTING 
RECESSED TROFFER 2 115 

OFFICE 2 

JOHNSON RECESSED TROFFER 2 115 
CONTROLS 

SECURITY RECESSED TROFFER 9 115 
DETENTION 

Install New 4' Sealed & 
Gasketed High Bay wi (3) 
F28T8/8XXlXL Lamps & 
4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L-

STND-HE-IS BlIst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 

Reflector Kit 

Johnson ~1C' 
Controls 

10 78 

8 48 

9 48 

2 48 

2 48 

1 48 

4 48 

1 29 

2 48 

2 48 

2 48 

9 48 
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OFFICE 1 
RECESSED SECURITY 

TROFFER 2 115 

EVIDENCE RECESSED SECURITY 
STORAGE TROFFER 

2 115 

LOCKED 
RECESSED TROFFER 

STORAGE RM 
6 115 

RESTROOM 
RECESSED TROFFER 9 

CELL 
1 72 

RESTROOM 2 
RECESSED TROFFER 9 

1 
CELL 

72 

SAN ANTONIO 
RECESSED TROFFER 

POLICE OFFICE 
4 115 

UNMARKED 
RECESSED TROFFER 

OFFICE 2 
2 115 

LARGE 
EMPLOYEE OPEN STRIP 3 72 
BREAK RM 

LOCKER RM OPEN STRIP 3 72 

RESTROOM RECESSED TROFFER 2 115 

RESTROOM OPEN STRIP 1 72 

MAINTNANCE 
ROLLUP DOOR 

OPEN STRIP 9 72 

Johnson ~j(i 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

HE-IS Bllst - Remove extra 2 64 
sockets & Difficult Labor 

for Security Screws 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

HE-IS Bllst - Remove extra 2 64 
sockets & Difficult Labor 

for Security Screws 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 6 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

3 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

3 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

2 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F2STS/SXXlXL & 1 L-

9 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 
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MAINTNANE 
OFFICE 

RECESSED TROFFER 4 115 

OPERATIONS 
OPEN STRIP 2 72 HALL 

HERMAN ORTIZ RECESSED TROFFER 4 115 

OPERATIONS OPEN STRIP 6 72 

JAMES STORY RECESSED TROFFER 4 115 

THOMAS RECESSED TROFFER 4 115 
MCAFEE 

ENVIRONMENTA 
RECESSED TROFFER 2 115 L MANAGEMENT 

ENVIROMENTAL 
RECESSED TROFFER 2 115 

REAR 

END OF HALL 
RECESSED TROFFER 4 115 

OFFICE 

FIELD 
ELECTRICAL RM OPEN STRIP 17 72 

B 

FIRE RISER OPEN STRIP 1 72 

EASTSOUTH 
RECESSED TROFFER 45 115 

HALL 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F2STS/SXXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS BlIst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Johnson ~lt' 
Controls 

4 48 

2 30 

4 48 

6 30 

4 48 

4 48 

2 48 

2 48 

4 48 

17 30 

1 30 

45 48 

VI-67 



~ 

CARPENTRY 
19 72 OPEN STRIP 

SHOP 

TOOL CAGE OPEN STRIP 3 72 

TOOL CAGE RECESSED TROFFER 1 144 

OFFICE 1 RECESSED TROFFER 2 144 

OFFICE 2 RECESSED TROFFER 2 144 

OFFICE 3 RECESSED TROFFER 2 144 

BREAK RM RECESSED TROFFER 3 144 

FIELD 
72 OPEN STRIP 36 MECHANICAL RM 

INTERVIEW 
RECESSED TROFFER 6 115 

BOOTH 

ICE RINK 
REFRIDGERATIO OPEN STRIP 12 72 

N RM 

LARGE FOLDING 
WALLPACK 2 190 

CHAIR STORAGE 

LARGE FOLDING 
CHAIR STORAGE OPEN STRIP 35 72 

2 

PRODUCTION 
RECESSED TROFFER 9 72 OFFICE 6 

HALLWAY CELL 

Retrofit Fixture wi (1 ) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STNO-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install new Wallpack 
Fixture wi (2) 42W CF 

Johnson ~jf 
Controls 

19 30 

3 30 

1 58 

2 58 

2 58 

2 58 

3 58 

36 30 

6 48 

12 30 

2 94 
Lamps & Electronic Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

35 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 6 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

VI-58 



Johnson ~j(, 
C t I on ros 

Retrofit Fixture wi (2) 
NORTH 

DRESSING RM RECESSED TROFFER 2 115 
F28T8/8XXlXL,2L-STND-

2 HE-IS Bllst, & 2x4 White 48 

Reflector Kit 

Retrofit Fixture wi (2) 
NORTH 

RESTROOM 
RECESSED TROFFER 1 72 F17T8/8XXlXUHL, 2L-

STND-HE-IS Bllst, & 2x2 1 29 

White Refl Kit 

Retrofit Fixture wi (2) 

PRODUCTION 
RECESSED TROFFER 

F28T8/8XXlXL,2L-STND-

OFFICE 20 115 HE-IS Bllst, & 2x4 White 20 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 

SIDE STORAGE 1 OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst - 2 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 

SIDE STORAGE 2 OPEN STRIP 2 72 F28T8/8XXlXL & 1 L-
REF(1.0BF)-HE-IS Bllst - 2 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
SOUTH 

DRESSING RM 
RECESSED TROFFER 2 115 

F28T8/8XXlXL,2L-STND-
2 HE-IS Bllst, & 2x4 White 

48 

Reflector Kit 

Retrofit Fixture wi (2) 
SOUTH 

RESTROOM 
RECESSED TROFFER 1 72 

F17T8/8XXlXUHL, 2L-
1 29 

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 

GREEN RM 
RECESSED TROFFER 

F28T8/8XXlXL,2L-STND-

OPEN 
11 115 HE-IS Bllst, & 2x4 White 11 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
GREEN 

RESTROOM 
RECESSED TROFFER 1 72 

F17T8/8XXlXUHL, 2L-
1 29 

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (3) 

OPEN DINING I RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

HALLWAY CELL 35 72 HE-IS Bllst, & 2x2 White 35 42 
Reflector kit for Deep Cell 

Parabolic Fixture 

Retrofit Fixture wi (1) 

EXIT STAIRWELL WALL WRAP 6 72 
F28T8/8XXlXL & 1 L-

6 
REF(1.0BF)-HE-IS Bllst -

30 

Remove Extra sockets 

Retrofit Fixture wi (3) 

EAST ELEVATOR RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

LOBBY CELL 
16 72 HE-IS Bllst, & 2x2 White 16 42 

Reflector kit for Deep Cell 
Parabolic Fixture 
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EXIT STAIRWELL WALL WRAP 6 72 

WOMENS 
RESTROOM 

RECESSED TROFFER 2 115 

WOMENS 
8' STRIP 5 144 

RESTROOM 

WOMENS OPEN STRIP 1 72 RESTROOM 

MENS 
RESTROOM 

RECESSED TROFFER 2 115 

MENS 8' STRIP 5 144 
RESTROOM 

MENS 
OPEN STRIP 1 72 

RESTROOM 

CONCESION 
RECESSED TROFFER 7 144 

STAND 

LOCKER ROOM 
RECESSED TROFFER 24 115 

AlB 

LOCKER ROOM 
RECESSED TROFFER 1 72 

AlB 

SHOWER 
RECESSED SECURITY 8 72 

TROFFER 

RESTROOM RECESSED TROFFER 7 115 

TRAINING ROOM RECESSED TROFFER 10 115 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

6 30 REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-HP-

5 64 HE-IS Blist - Remove extra 
sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS BlIst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-HP-

5 64 
HE-IS Blist - Remove extra 

sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 30 
REF(1.0BF)-HE-IS Blist -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L- 7 58 REF(1.0BF)-HE-IS BlIst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND- 24 48 
HE-IS BlIst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XLlHL, 2L-

1 29 
STND-HE-IS BlIst, & 2x2 

White Refl Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 8 30 
1 x4 1 L White Refl Kit -

Additional labor for security 
screws 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND- 7 48 
HE-IS BlIst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND- 10 48 
HE-IS BlIst, & 2x4 White 

Reflector Kit 
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CUSTODIAN OPEN STRIP 1 72 

STAFF LOCKER RECESSED TROFFER 6 115 

STAFF TOILET RECESSED TROFFER 2 115 

RECESSED SECURITY 
STAFF SHOWER 2 

TROFFER 
72 

COACH LOCKER RECESSED TROFFER 2 115 

COACH TOILET RECESSED TROFFER 1 72 

EQUIPMENT RM RECESSED TROFFER 8 115 

LOCKER RM C/D RECESSED TROFFER 26 115 

LOCKER RM C/D RECESSED TROFFER 1 72 

LOCKER RM C/D 
SURFACE MOUNT NON 

BBUP 
2 40 

RECESSED SECURITY SHOWER 8 TROFFER 72 

RESTROOM RECESSED TROFFER 7 115 

TRAINING ROOM RECESSED TROFFER 10 115 

Johnson ~j 
Controls 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L- 1 30 

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-

6 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND- 2 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (1 ) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 
1 x4 1 L White Refl Kit -

2 30 

Additional labor for security 
screws 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND- 2 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L- 1 

STND-HE-IS Bllst, & 2x2 
29 

White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 8 48 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND- 26 
HE-IS Bllst, & 2x4 White 48 

Reflector Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS Bllst, & 2x2 
1 29 

White Refl Kit 

Install new Universal Red 
LED Exit wi Battery Back 2 3 

up 
Retrofit Fixture wi (1 ) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 
1 x4 1 L White Refl Kit - 8 30 

Additional labor for security 
screws 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L -STN D-
HE-IS Bllst, & 2x4 White 7 48 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 10 48 

Reflector Kit 
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CUSTODIAN OPEN STRIP 1 72 

STAFF LOCKER RECESSED TROFFER 6 115 

STAFF TOILET RECESSED TROFFER 2 115 

RECESSED SECURITY 
STAFF SHOWER 2 72 

TROFFER 

COACH LOCKER RECESSED TROFFER 2 115 

COACH TOILET RECESSED TROFFER 1 72 

ALAMODOME 
TELECOMM 

OPEN STRIP 13 72 

WORK ROOM OPEN STRIP 2 72 

UNMARKED 
RECESSED TROFFER 

TELEVISION RM 
3 115 

SERVER RM RECESSED TROFFER 1 115 

PHOTOGRAPHE 
RECESSED TROFFER 

R DARK RM 
2 115 

PHOTOGRAPHE RECESSED TROFFER 9 
R DARK RM CELL 

1 72 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 
REF(1.0BF)-HE-IS Bllst -

30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-

6 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
2 48 

HE-IS Bllst, & 2x4 White 
Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 
1 x4 1 L White Refl Kit -

2 30 

Additional labor for security 
screws 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-STND-

2 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

1 29 
STND-HE-IS Bllst, & 2x2 

White Refl Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

13 
REF(1.0BF)-HE-IS Bllst -

30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 3 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 1 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 
Reflector kit for Deep Cell 

Parabolic Fixture 
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DARK RM RECESSED TROFFER 1 115 

RECESSED TROFFER 
DARK RM RED DARK ROOM 1 115 

LAMPS 

XRAY RM RECESSED TROFFER 3 115 

OFFICIALS EAST 
LOCKERS 

RECESSED TROFFER 4 115 

RESTROOM RECESSED TROFFER 2 115 

SHOWER 
RECESSED SECURITY 

2 72 
TROFFER 

OFFICIALS WEST 
LOCKERS 

RECESSED TROFFER 4 115 

RESTROOM RECESSED TROFFER 2 115 

SHOWER 
RECESSED SECURITY 

2 72 
TROFFER 

EASTNORTH 
OPEN STRIP 24 72 

HALL 

EASTNORTH SURFACE MOUNT NON 
HALL BBUP 

2 40 

SPURS LOCKER 
RM HALL RECESSED TROFFER 7 144 

Johnson ~1<' 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 1 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (3) 

F28T8/8XX/XL,3L-STND-
1 72 

HE-IS Bllst, & 4' Red 
Tubeguards 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 3 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 
2 30 

1 x4 1 L White Refl Kit -
Additional labor for security 

screws 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-

REF(1.0BF)-HE-IS Bllst, & 
2 30 

1 x4 1 L White Refl Kit -
Additional labor for security 

screws 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

24 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Install new Universal Red 
LED Exit wi Battery Back 2 3 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 7 58 
2x4 White Reflector Kit for 

Parabolic Fixture 
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MEDICAL RM RECESSED TROFFER 7 144 

SINK AREA OPEN STRIP 9 72 

CURTAIN AREA RECESSED TROFFER 7 144 

CURTAIN AREA OPEN STRIP 1 66 

COACH OFFICE RECESSED TROFFER 2 144 

REST ROOM RECESSED DIMMING 
1 120 CAN 

LAUNDRY RECESSED TROFFER 2 144 

RESTROOM OPEN STRIP 4 72 

JACUZZI WRAP 2 72 

LOCKERS RECESSED MR16 20 55 

LOCKERS OPEN STRIP 1 72 

EXCERCISE RM RECESSED TROFFER 2 144 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 2L-

STND-HE-IS Bllst -
Remove Extra Sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Replace lamp wi 45W 
MR16 Halogen Infrared 

S~ot Lam~ 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

Johnson ~lt, 
Controls 

7 58 

9 30 

7 58 

1 27 

2 58 

1 28 

2 58 

4 30 

2 30 

20 45 

1 30 

REF(1.0BF)-HE-IS Bllst, & 2 58 
2x4 White Reflector Kit for 

Parabolic Fixture 
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LOCKER I RECESSED TROFFER 2 72 
RESTROOM 

LOCKER I 
OPEN STRIP 3 72 

RESTROOM 

CUSTODIAN 
OPEN STRIP 1 72 

CLOSET 

WORKROOM RECESSED TROFFER 2 144 

EQUIPMENT RM OPEN STRIP 3 72 

MEETING RM RECESSED TROFFER 6 144 

MEETING RM RECESSED TROFFER 8 115 

LARGE 
OPEN STRIP 20 72 

STORAGE RM 

FIELD 
MECHANICAL RM OPEN STRIP 30 72 

A 

LARGE 
OPEN STRIP 12 72 

STORAGE RM 2 

FIELD 
ELECTRICAL RM OPEN STRIP 13 72 

A 

NORTH EAST RECESSED TROFFER 9 
CORNER HALL CELL 

48 72 

Johnson ~1Cf 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-

2 30 
REF(1.0BF)-HE-IS Bllst, & 

1 x4 1 L White Refl Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

3 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 2 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

3 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 6 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 8 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

20 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

30 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

12 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

13 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 48 42 

Reflector kit for Deep Cell 
Parabolic Fixture 
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ELECTRICAL 
RECESSED TROFFER 

SHOP 
8 115 

LOCKED 
DOUBLE DOORS 

OPEN STRIP 2 72 

FIELD FIRE 
PUMP RM A 

OPEN STRIP 10 72 

MENS RECESSED TROFFER 9 
RESTROOM CELL 

1 72 

MENS 
RECESSED TROFFER 

RESTROOM 
2 115 

MENS 
RESTROOM 

8' STRIP 5 144 

CUSTODIAN OPEN STRIP 1 72 

WOMENS RECESSED TROFFER 9 
RESTROOM CELL 

2 72 

WOMENS 
RECESSED TROFFER 

RESTROOM 
2 115 

WOMENS 
RESTROOM 

8' STRIP 5 144 

NORTHEAST RECESSED TROFFER 
HALL 

9 115 

STORAGE RM 
NXT TO A 

OPEN STRIP 7 72 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst-
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL & 2L-HP-

Johnson ~j(f 
Controls 

8 48 

2 30 

10 30 

1 42 

2 48 

HE-IS Bllst - Remove extra 5 64 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL & 2L-HP-
5 64 

HE-IS Bllst - Remove extra 
sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 9 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

7 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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MEETING ROOM 
RECESSED TROFFER 16 115 

A 

MEETING ROOM RECESSED DIMMING 
20 120 

A CAN 

MEETING ROOM 
RECESSED TROFFER 23 115 

B 

MEETING ROOM RECESSED DIMMING 
29 120 

B CAN 

FIRE RISER RM 
RECESSED TROFFER 3 144 NXT TO B 

STORAGE RM 
OPEN STRIP 17 72 

NXTTO C 

MEETING ROOM 
RECESSED TROFFER 16 115 

C 

MEETING ROOM RECESSED DIMMING 
20 120 

C CAN 

MEETING ROOM 
RECESSED TROFFER 16 115 

D 

MEETING ROOM RECESSED DIMMING 
20 120 

D CAN 

MEETING ROOM 
RECESSED TROFFER 12 115 

E 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Johnson ~J(, 
Controls 

16 48 

20 28 

23 48 

29 28 

3 58 

17 30 

16 48 

20 28 

16 48 

20 28 

12 48 
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MEETING ROOM RECESSED DIMMING 
E CAN 14 

NORTH RECESSED TROFFER 9 
CENTRAL HALL CELL 

62 

NORTH WALL MOUNT STRIP IN 
CENTRAL HALL SIGN 

2 

CONCESION RECESSED TROFFER 7 

MENS RECESSED TROFFER 9 
RESTROOM CELL 

2 

MENS 
RECESSED TROFFER RESTROOM 2 

MENS 
RESTROOM 

8' STRIP 7 

ELEVATOR RECESSED TROFFER 9 
LOBBY CELL 9 

UNISEX RECESSED TROFFER 9 
RESTROOM CELL 

1 

FIRE RISER OPEN STRIP 1 

WOMENS RECESSED TROFFER 9 
RESTROOM CELL 2 

120 

72 

72 

144 

72 

115 

144 

72 

72 

72 

72 

Johnson ~l' 
Controls 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
14 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 62 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 
REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

7 
REF(1.0BF)-HE-IS Bllst, & 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

7 
HE-IS Bllst - Remove extra 

64 

sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 9 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17TS/SXXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

REF(1.0BF)-HE-IS Bllst - 1 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 
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--

MENS RECESSED TROFFER 2 115 
RESTROOM 

MENS 
8' STRIP 7 144 

RESTROOM 

STORAGE RM 
OPEN STRIP 3 72 

NXT TO H 

NORTHWEST RECESSED TROFFER 9 115 
HALL 

MEETING ROOM 
RECESSED TROFFER 8 115 

H 

MEETING ROOM RECESSED DIMMING 
10 120 

H CAN 

MEETING ROOM 
RECESSED TROFFER 16 115 

I 

MEETING ROOM RECESSED DIMMING 
20 120 

I CAN 

MEETING ROOM 
RECESSED TROFFER 16 115 

J 

MEETING ROOM RECESSED DIMMING 
20 120 

J CAN 

STORAGE OPEN STRIP 8 72 
BEHIND J/I 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-HP-

Johnson rDltf 
Controls 

2 48 

HE-IS Bllst - Remove extra 
7 64 

sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

3 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XX/XL,2L-STND-
HE-IS Bllst, & 2x4 White 9 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 8 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
10 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 16 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically pOSitioned 26W 

Compact Fluorescent, 
20 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 16 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
20 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

8 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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-' 
4-.. ! ., . 

Johnson ~1<' ~ , 
~> 

, , 
'iiP"'" Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

FIRST AID RECESSED TROFFER 4 115 HE-IS Bllst, & 2x4 White 4 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

ROOM BEHIND 
F28T8/8XXlXL,2L-STND-

FIRST AID 
RECESSED TROFFER 1 115 HE-IS Bllst, & 2x4 White 1 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 

FIELD AUDIO 
F28T8/8XXlXL,2L-STND-

VIDEO 
RECESSED TROFFER 4 115 HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (1) 

RIGGING OPEN STRIP 8 72 
F28T8/8XXlXL & 1 L-

8 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 

MEETING ROOM 
F28T8/8XXlXL,2L-STND-

G 
RECESSED TROFFER 16 115 HE-IS Bllst, & 2x4 White 16 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

MEETING ROOM RECESSED DIMMING 
20 120 

Compact Fluorescent, 
G CAN Dimming Electronic 

20 28 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (2) 

MEETING ROOM 
F28T8/8XXlXL,2L-STND-

F 
RECESSED TROFFER 23 115 HE-IS Bllst, & 2x4 White 23 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit fixture wi (1) 
Vertically positioned 26W 

MEETING ROOM RECESSED DIMMING 
29 120 

Compact Fluorescent, 
F CAN Dimming Electronic 

29 28 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (3) 

NORTH WEST RECESSED TROFFER 9 
F17T8/8XXlXUHL, 3L-LP-

CORNER HALL CELL 
48 72 HE-IS Bllst, & 2x2 White 48 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 

WOMENS RECESSED TROFFER 9 F17T8/8XXlXUHL, 3L-LP-

RESTROOM CELL 1 72 HE-IS Bllst, & 2x2 White 1 42 
Reflector kit for Deep Cell 

Parabolic Fixture 

Retrofit Fixture wi (2) 

WOMENS F28T8/8XXlXL,2L-STND-

RESTROOM RECESSED TROFFER 2 115 HE-IS Bllst, & 2x4 White 2 48 
Reflector Kit for Parabolic 

Fixture 
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Johnson ~j(, 
Co t I n ros 

Retrofit Fixture wi (2) 
WOMENS 

RESTROOM 
8' STRIP 5 144 

F28T8/8Xx/XL & 2L-HP-
HE-IS Bllst - Remove extra 5 64 

sockets 

Retrofit Fixture wi (1) 

CUSTODIAN OPEN STRIP 1 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
1 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 

MENS RECESSED TROFFER 9 
F17T8/8Xx/XUHL, 3L-LP-

RESTROOM CELL 
2 72 HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 

MENS RECESSED TROFFER 
F28T8/8Xx/XL,2L-STND-

RESTROOM 
2 115 HE-IS Bllst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
MENS 

RESTROOM 
8' STRIP 5 144 

F28T8/8Xx/XL & 2L-HP-
HE-IS Bllst - Remove extra 5 64 

sockets 

Retrofit Fixture wi (1) 
FIELD FIRE 
PUMP RM D 

OPEN STRIP 10 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst - 10 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
DOUBLE DOOR 

RECESSED TROFFER 
STORAGE 

4 144 
F28T8/8Xx/XL,2L-

4 REF(1.0BF)-HE-IS Bllst, & 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (3) 

RECESSED TROFFER 9 
STORAGE 3 

F17T8/8Xx/XUHL, 3L-LP-

CELL 
72 HE-IS Bllst, & 2x2 White 3 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
DOUBLE DOOR RECESSED TROFFER 

OFFICE 
4 144 

F28T8/8Xx/XL,2L-
REF(1.0BF)-HE-IS Bllst, & 4 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
INFORMATION 

RECESSED TROFFER 
SYSTEMS 8 115 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 8 48 

Reflector Kit 

FIELD 
Retrofit Fixture wi (1) 

ELECTRICAL RM OPEN STRIP 10 72 
F28T8/8Xx/XL & 1 L-

D 
REF(1.0BF)-HE-IS Bllst - 10 30 

Remove Extra sockets 

FIELD 
Retrofit Fixture wi (1) 

MECHANICAL RM OPEN STRIP 9 72 
F28T8/8Xx/XL & 1 L-

D 
REF(1.0BF)-HE-IS Bllst - 9 30 

Remove Extra sockets 

Retrofit Fixture wi (1) 
MAIN TELE 
COMM RM 

OPEN STRIP 4 72 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
4 30 

Remove Extra sockets 
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UNMARKED RECESSED TROFFER 2 115 
WINDOW OFICE 

UNMARKED 
ELECTRICAL RECESSED TROFFER 2 115 

SHOP 

CORNER STRG RECESSED TROFFER 9 
9 72 

RM CELL 

WESTNORTH RECESSED TROFFER 19 115 
HALL 

MEETING ROOM 
RECESSED TROFFER 16 115 

P 

MEETING ROOM RECESSED DIMMING 
20 120 

P CAN 

MEETING ROOM 
RECESSED TROFFER 16 115 

0 

MEETING ROOM RECESSED DIMMING 
20 120 0 CAN 

MEETING ROOM 
N 

RECESSED TROFFER 16 115 

MEETING ROOM RECESSED DIMMING 
20 120 N CAN 

STORAGE 
OPEN STRIP 15 72 BEHIND 0 I P 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (3) 

Johnson ~j(f 
Controls 

2 48 

2 48 

F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 9 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 19 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 16 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

20 28 
Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 16 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

20 28 Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 16 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

20 28 Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

15 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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MEETING ROOM RECESSED TROFFER 32 115 
K 

MEETING ROOM RECESSED DIMMING 
40 120 

K CAN 

MEETING ROOM RECESSED TROFFER 32 115 
L 

MEETING ROOM RECESSED DIMMING 
40 120 

L CAN 

MEETING ROOM 
RECESSED TROFFER 16 115 

M 

MEETING ROOM RECESSED DIMMING 
20 120 

L CAN 

LOCKED 
STORAGE RM RECESSED TROFFER 6 115 

NXTTO M 

WEST CENTRAL RECESSED TROFFER 9 
HALL CELL 36 72 

WEST CENTRAL 
HALL 

RECESSED TROFFER 1 115 

WEST CENTRAL WALL MOUNT STRIP IN 
2 72 HALL SIGN 

MENS RECESSED TROFFER 9 
RESTROOM CELL 1 72 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (3) 

Johnson ~1tf 
Controls 

32 48 

40 28 

32 48 

40 28 

16 48 

20 28 

6 48 

F17T8/8XXlXLlHL, 3L-LP-
HE-IS Bllst, & 2x2 White 36 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 1 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

2 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8XXlXLlHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 
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MENS 
RECESSED TROFFER 

RESTROOM 
2 115 

MENS 
RESTROOM 

8' STRIP 5 144 

CUSTODIAN OPEN STRIP 1 72 

WOMENS RECESSED TROFFER 9 
RESTROOM CELL 

2 72 

WOMENS 
RECESSED TROFFER 

RESTROOM 2 115 

WOMENS 
RESTROOM 

8' STRIP 5 144 

STAIRWELL UP WALL WRAP 6 72 

WEST 
ELEVATOR RECESSED TROFFER 9 

CELL 
10 72 

LOBBY 

STAIRWELL UP WALL WRAP 6 72 

CONCESION RECESSED TROFFER 7 144 

CONCESION 
FRONT 

OPEN STRIP 5 72 

WESTSOUTH LOW BAY PENDANT 
HALL CONCRETE 

29 215 

RECEPTION RECESSED TROFFER 3 115 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-HP-

Johnson ~Pf 
Controls 

2 48 

HE-IS Bllst - Remove extra 
5 64 

sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

1 
REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 2 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-HP-

5 64 
HE-IS Bllst - Remove extra 

sockets 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

6 
REF(1.0BF)-HE-IS Bllst -

30 

Remove Extra sockets 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 10 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

6 REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

7 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

5 30 
REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' High Bay wi 
(3) F28T8/8Xx/XL Lamps 29 78 
& 4L-STND-HE-IS Ballast 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-

3 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit for Parabolic 
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HALLWAY RECESSED TROFFER 7 115 

BREAK RM RECESSED TROFFER 2 115 

STORAGE RM RECESSED TROFFER 1 115 

UNMARKED 
OFFICE 1 RECESSED TROFFER 1 115 

WOMENS 
RESTROOM RECESSED TROFFER 1 115 

WOMENS RECESSED TROFFER 9 
RESTROOM CELL 1 72 

WOMENS TOILET RECESSED TROFFER 1 115 

WOMENS SURFACE BOX 1 72 SHOWER 

LAUNDRY RECESSED TROFFER 6 115 

LAUNDRY HALL RECESSED TROFFER 4 115 

MENS 
RESTROOM RECESSED TROFFER 1 115 

Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (3) 

Johnson ~I' 
Controls 

7 48 

2 48 

1 48 

1 48 

1 48 

F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 1 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 1 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L- 1 30 REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-STND-
HE-IS Bllst, & 2x4 White 6 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 4 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 1 48 

Reflector Kit for Parabolic 

Fixture 
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Johnson ~1<' 

. . 
, 

~ Controls 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
MENS TOILET RECESSED TROFFER 1 115 HE-IS Bllst, & 2x4 White 1 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

LARGE OFFICE 2 RECESSED TROFFER 4 115 HE-IS Bllst, & 2x4 White 4 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (2) 

OPEN OFFICE RECESSED TROFFER 4 144 
F28T8/8XXlXL, 2L-

4 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 

KEY OFFICE RECESSED TROFFER 5 144 
F28T8/8XXlXL, 2L-

5 58 REF(1.OBF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 

VAULT RECESSED TROFFER 2 144 
F28T8/8XXlXL, 2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

FRONT OFFICE 4 RECESSED TROFFER 3 115 HE-IS Bllst, & 2x4 White 3 48 
Reflector Kit for Parabolic 

Fixture 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
PURPLE OFFICE RECESSED TROFFER 2 115 HE-IS Bllst, & 2x4 White 2 48 

Reflector Kit for Parabolic 
Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

FRONT OFFICE 5 RECESSED TROFFER 4 115 HE-IS Bllst, & 2x4 White 4 48 
Reflector Kit for Parabolic 

Fixture 

Retrofit Fixture wi (1) 
INVENTORY 

OPEN STRIP 25 72 
F28T8/8XXlXL & 1 L-

25 30 
LOCKER REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 

ICE MACHINE RM RECESSED TROFFER 2 115 F28T8/8XXlXL,2L-STND-
2 48 

HE-IS Bllst, & 2x4 White 
Reflector Kit 

Retrofit Fixture wi (1) 
INVENTORY 

OPEN STRIP 8 72 
F28T8/8XXlXL & 1 L-

8 30 LOCKER 2 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
CAGED WINDOW RECESSED TROFFER 4 144 

F28T8/8XXlXL,2L-
4 58 RM REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
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ARAMARK RECESSED TROFFER 30 
WAREHOUSE 

ARAMARK 
OPEN STRIP 1 

WAREHOUSE 

WAREHOUSE RECESSED TROFFER 2 
OFFICE 

RK GROUP 
RECESSED TROFFER 16 

KITCHEN 

KITCHEN RECESSED TROFFER 10 

KITCHEN JELLY JAR HOOD LIGHT 3 

8FL FIRE RISER OPEN STRIP 1 

BREAK RM OPEN STRIP 9 

FIELD 
MECHANICAL RM OPEN STRIP 34 

C 

WATER HEATER 
OPEN STRIP 12 

ROOM 

MENS DRESSING 
RECESSED TROFFER 15 RM 

WOMENS 
RECESSED TROFFER 15 

DRESSING RM 

FIELD 
ELECTRICAL RM OPEN STRIP 14 

C 

144 

72 

144 

144 

144 

200 

72 

72 

72 

72 

115 

115 

72 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

30 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Bllst -

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

16 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

10 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 3' Strip Fixture 
wi (2) F25T8/8XXlXUHL & 3 38 

2L-LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

9 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

34 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

12 
REF(1.0BF)-HE-IS Bllst - 30 

Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

15 
HE-IS Bllst, & 2x4 White 48 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-STND-
HE-IS Bllst, & 2x4 White 

15 48 

Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-

14 30 REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 
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SMALL BREAK 
1 72 SURFACE BOX 

RM 

EVENT 
SERVICES 

RECESSED TROFFER 4 115 
CONFERENCE 

RM 

DARRYL 
RECESSED TROFFER 2 115 

BAETHGE 

RESTROOM RECESSED TROFFER 1 72 

CUSTODIAN 
OPEN STRIP 1 72 

CLOSET 

RESTROOM RECESSED TROFFER 1 72 

FIELD BEHIND 
SEATS OPEN STRIP 9 72 

STORAGE AREA 

LOADING DOCK 
LOWBA Y CONCRETE 

28 215 
HOOK MOUNT 

LOADING DOCK 
LOWBA Y CONCRETE 

28 215 
HOOK MOUNT 

CIRCLE 
MECHANICAL 

WALLPACK 1 190 BUILDING NEAR 
DOCK 

PERIMETER 15' POLE 1 HEAD 
25 215 

WALKWAY MOUNTED TOP 

PERIMETER 
T5 WALL WASHER 16 117 WALKWAY 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L -STN D-
HE-IS Bllst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-STND-
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.OBF)-HE-IS Bllst -
Remove Extra sockets 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL,2L-

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-

REF(1.0BF)-HE-IS Bllst -
Remove Extra sockets 

Install New 4' Sealed & 
Gasketed High Bay wi (3) 
F28T8/8Xx/XL Lamps & 
4L-STND-HE-IS Ballast 

Install New 4' Sealed & 
Gasketed High Bay wi (3) 
F28T8/8Xx/XL Lamps & 
4L-STND-HE-IS Ballast 

Install new Wallpack 
Fixture wi (2) 42W CF 

Johnson ~j(, 
Controls 

1 30 

4 48 

2 48 

1 29 

1 30 

1 29 

9 30 

28 78 

28 78 

1 94 
Lamps & Electronic Ballast 

Install New 2x2 Fluorecent 
Pole Area Fixture wi (4) 

F24T5HO (5DK) Lamps & 
25 104 

Programmed Start T5 
Electronic Ballast - Spider 

Mount 

Retrofit fixture wi (2) 
reduced wattage 4' T5 

16 96 lamp & low power T5 
ballast 
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III: . 

I 

Johnson ~1t, 
Controls 

Install New 2x2 Fluorecent 

PERIMETER 15' POLE 1 HEAD 
Pole Area Fixture wi (4) 

WALKWAY MOUNTED SIDE 
42 215 F24T5HO (50K) Lamps & 42 104 

Programmed Start T5 
Electronic Ballast 

PERIMETER 
Install New Flood Fixture 

WALKWAY 
FLOOD 48 215 wi (4) 26W CF Lamps & 48 108 

Electronic Ballast 

Retrofit fixture wi 39W 
PERIMETER 
WALKWAY 

RECESSED CAN 12 215 
Ceramic Metal Halide 

12 45 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

PERIMETER 
WALLPACK 

Install new Wallpack 

WALKWAY 
9 190 Fixture wi (2) 42W CF 9 94 

Lamps & Electronic Ballast 

PERIMETER 
WALLPACK 

Install new Wallpack 

WALKWAY 
4 190 Fixture wi (2) 42W CF 4 94 

Lamps & Electronic Ballast 

PERIMETER 
CEILING MOUNT BOX 

Install New Square Fixture 
WALKWAY 

44 128 wi (2) 32W CF Lamps 
44 69 

TUNNEL UNDER CEILING MOUNT 
Retrofit fixture wi 200W 

FREEWAY CONCRETE TEAR DROP 
26 295 Pulse Start Metal Halide 26 232 

Lamp & Ballast 

TRANSIT CEILING MOUNT 
Retrofit fixture wi 200W 

CENTER STREET CONCRETE TEAR DROP 
16 295 Pulse Start Metal Halide 16 232 

Lamp & Ballast 

TRANSIT LOW BAY PENDANT 
Install New 4' High Bay wi 

CENTER STREET CONCRETE 57 215 (3) F28T8/8Xx/XL Lamps 57 78 
& 4L-STND-HE-IS Ballast 

CIRCLE Install new Wallpack 
MECHANICAL WALLPACK 3 190 Fixture wi (2) 42W CF 3 94 

BUILDING EAST Lamps & Electronic Ballast 

Install New 2x2 Fluorecent 

RAMP TO EAST 15' POLE 1 HEAD 
Pole Area Fixture wi (4) 

PARKING LOT MOUNTED SIDE 
12 215 F24T5HO (50K) Lamps & 12 104 

Programmed Start T5 
Electronic Ballast 

Install New 2x2 Fluorecent 
Pole Area Fixture wi (4) 

RAMP TO EAST 15' POLE 1 HEAD 
PARKING LOT MOUNTED TOP 

2 215 
F24T5HO (50K) Lamps & 

2 104 Programmed Start T5 
Electronic Ballast - Spider 

Mount 

EAST PARKING 
WALLPACK 

Install new Wallpack 

LOT 6 190 Fixture wi (2) 42W CF 6 94 
Lamps & Electronic Ballast 

EAST PARKING 3 HEAD 50' PARKING 
Retrofit (3) Fixtures wi 

LOT LOT POLE 
14 3240 750W Pulse Start Metal 14 2454 

Halide Lamp & Ballast 

SOUTH PARKING 
WALLPACK 

Install new Wallpack 

LOT 20 190 Fixture wi (2) 42W CF 20 94 
Lamps & Electronic Ballast 
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tit Johnson ~j(f 
I "''' ! Controls 
~ 

SOUTH PARKING 3 HEAD 50' PARKING 
Retrofit (3) Fixtures wi 

4 3240 750W Pulse Start Metal 4 2454 
LOT LOT POLE Halide Lamp & Ballast 

CIRCLE 
Retrofit Fixture wi (4) 

GENERATOR INDUSTRIAL HOOD 11 123 
F28T8/8XXlXL, 4L-LP-HE-

11 84 
IS Bllst, & 8' 4L Industrial 

BUILDING Hood Kit 

Retrofit Fixture wi (2) 

ROOM INSIDE RECESSED TROFFER 2 144 
F28T8/8XXlXL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (4) 
CIRCLE BOILER INDUSTRIAL HOOD 6 123 

F28T8/8XXlXL,4L-LP-HE-
6 84 

BUILDING IS Bllst, & 8' 4L Industrial 
Hood Kit 

Retrofit Fixture wi (2) 
GUARD SHACK WRAP 1 56 F17T8/8XXlXUHL & 2L- 1 26 

LP-HE-IS Bllst 

Install new Area Fixture wi 
WAREHOUSE ROOF-MOUNT BARN 7 205 (2) 26W CF Lamps & 7 54 

Electronic Ballast 

8083 140339 8084 58150 

CONVENTION CENTER 

Qtyof 
Watts 

Watts 

Location in Existing Light Fixtures Proposed Light 
Post per 

to be 
per Fixtures propose 

Facility Description upgrade existing Description Quantity d 
d 

Fixture Fixture 

Retrofit (4) Fixtures wi 

BRIDGE HALL HIGHBAY CHANDELIER 16 1180 
150W Ceramic Metal 

16 660 
Halide Lamp & Electronic 

Ballast 

BRIDGE HALL RECESSED CAN 28 128 
Retrofit fixture wi 1 x42CF 

28 46 
Recessed can Kit 

EXHIBIT HALL BI Retrofit fixture wi 70W 
CENTER RECESSED CAN 44 215 

Ceramic Metal Halide 
44 80 WALKWAY WITH Lamp, Electronic Ballast, & 

AIR WALL Recessed Can Retrofit Kit 
EXHIBIT HALL Bf 

CENTER 
RECESSED CAN 22 90 

Replace lamp wi 60W 
22 60 WALKWAY WITH PAR38 Halogen Infrared 

AIR WALL 

Install new Universal Red 
EXHIBIT HALL B SURFACE MOUNT BBUP 4 30 LED Exit wi Battery Back 4 3 

up 

Install New 1 x4 High Bay 

EXHIBIT HALL B PENDANT MOUNT CAN 16 458 wi (4) F54T5HO Lamps & 
16 234 

Programmed Start T5 
Electronic Ballast 
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EXHIBIT HALL B INDUSTRIAL HOOD 42 112 

EXHIBIT HALL B HIGHBAY 95 458 

EXHIBIT HALL B HIGHBAY 84 200 

HB01 STRIP 8 59 

STAIRWELL 
STRIP 3 59 

HALLWAY 

STAIRWELL 
HALLWAY-1052 

STRIP 4 59 
ELECTRICAL 

ROO 

STAIRWELL 
HALLWAY-

STAIRWELL 
WRAP 22 52 

NEXT TO 1052 

H18 KEYLESS WALL MOUNT 1 60 

H18 FLOOR 2 INDUSTRIAL HOOD 4 72 

H18 FLOOR 2 WALL PACK 1 295 

H15 WRAP 2 52 

H15 STRIP 4.25" 1 123 

H15 FLOOR 2 STRIP 2 59 

H15 FLOOR 2 
STRIP 2 59 

H15A 

H15 FLOOR 2 
STRIP 2 59 

H15B 

Johnson ~1<' 
Controls 

Retrofit Fixture wi (4) 
F28T8/8XXlXL & 4L-LP- 42 84 

HE-IS Bllst 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

95 234 
Programmed Start T5 

Electronic Ballast 
Install New 1 x4 High Bay 
wi (2) F54T5HO Lamps & 

84 117 
Programmed Start T5 

Electronic Ballast 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
8 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

3 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
4 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Replace lamp wi 13W 
1 13 

Screw in CF 

Retrofit fix1ure wi (1) 
F28T8/8XXlXL & 1 L-HP-

4 33 
HE-IS Bllst - Remove extra 

sockets 

Install new Wallpack 
Fixture wi (2) 42W CF 1 94 

Lamps & Electronic Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 2 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (4) 
F28T8/8XXlXL,4L-LP-HE- 1 84 

IS Bllst, & 8' 4L Skin Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
2 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
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EXTERIOR STAIR 
S10-WEST WALL WRAP 8 

LOADING DOCK 

EXTERIOR STAIR 
S10-WEST 

LOADING DOCK- INDUSTRIAL HOOD 4 
MECHANICAL 

ROOM 

EHB ROOF 
PENTHOUSE 6 

INDUSTRIAL HOOD 26 

EHB ROOF 
PENTHOUSE 6 

STRIP 1 

EHB ROOF 
PENTHOUSE 5 

INDUSTRIAL HOOD 27 

EHA & EHB PENDANT MOUNT 
CATWALKS CHINA HAT 

45 

EHA & EHB 
CATWALKS 

INDUSTRIAL HOOD 22 

MENS RR SOFFIT STRIP 3 

MENS RR SOFFIT STRIP 1 

WOMENS RR SOFFIT STRIP 3 

WOMENS RR SOFFIT STRIP 1 

H14 
CONCESSION 

LOCKED 
ENGINEERING STRIP 6 

SAYS 6 
FIXTURES 

HB04A JANITOR 
LOCKED STRIP 1 

MENS RR SOFFIT STRIP 3 

MENS RR SOFFIT STRIP 1 

72 

72 

72 

59 

115 

100 

72 

52 

29 

52 

29 

72 

59 

52 

29 

Johnson ~j(f 
Controls 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

HE-IS Bllst - Remove extra 
8 33 

sockets 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

HE-IS Bllst - Remove extra 
4 33 

sockets 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP- 26 

HE-IS Bllst - Remove extra 33 

sockets 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
1 

IS Bllst, & 4' 1 L Socket 33 

Plate Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,3L-STND-
27 

HE-IS Bllst, & 4' 2L 
58 

Industrial Hood Kit 

Replace lamp wi 23W 
45 23 

Screw in CF 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

22 
HE-IS Bllst - Remove extra 33 

sockets 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

3 48 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 1 25 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 3 48 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 1 25 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

HE-IS Bllst - Remove extra 6 33 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 1 33 

Plate Kit 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 3 48 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 1 25 
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Johnson r/Ji<' 
, ., , Controls 

WOMENS RR SOFFIT STRIP 3 52 
Relamp Fixture wi (2) 

3 48 
F28T8/8XXlXL Lamp 

WOMENS RR SOFFIT STRIP 1 29 
Relamp Fixture wi (1) 

1 25 F28T8/8XXlXL Lamp 

BALLROOM B 
RECESSED CAN 66 90 

Install New 12W LED 66 12 
DIMMING Recessed Can Fixture 

Retrofit fixture wi 70W 

BALLROOM B RECESSED CAN 150 215 
Ceramic Metal Halide 

150 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

BALLROOM B 
RECESSED CAN 

120 90 
Install New 12W LED 

120 12 
DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 
PANTRY RECESSED TROFFER 13 115 

F28T8/8XXlXL,2L-STND-
13 48 STORAGE AREA HE-IS Bllst, & 2x4 White 

Reflector Kit 

PANTRY 
Install new Universal Red 

STORAGE AREA 
SURFACE MOUNT BBUP 1 30 LED Exit wi Battery Back 1 3 

up 

SERVICE 
Retrofit Fixture wi (2) 

ELEVATOR 
WRAP 1 72 F28T8/8XXlXL & 2L-LP- 1 44 

HE-IS Bllst 

LOCKED DOOR 
Retrofit fixture wi (1) 

FIRE INDUSTRIAL HOOD 6 72 
F28T8/8XXlXL & 1 L-HP- 6 33 

EXTINGUISHER 
HE-IS Bllst - Remove extra 

sockets 

Replace lamp wi 23W 
HALLWAY RECESSED CAN 5 100 Screw in CF - Add socket 5 23 

Extender 

Install new Universal Red 
HALLWAY SURFACE MOUNT BBUP 1 30 LED Exit wi Battery Back 1 3 

up 

Retrofit fixture wi (1 ) 

MECHANICAL INDUSTRIAL HOOD 2 72 
F28T8/8XXlXL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

MECHANICAL 
INDUSTRIAL HOOD 2 72 

F28T8/8XXlXL & 1 L-HP-
2 33 1025 HE-IS Bllst - Remove extra 

sockets 
BALLROOM B 
EXECUTIVE RECESSED CAN 

7 90 
Install New 12W LED 

7 12 ASSEMBLY DIMMING Recessed Can Fixture 
LOBBY 

BALLROOM B 
Retrofit Fixture wi (2) EXECUTIVE 

ASSEMBLY 
SOFFIT STRIP 8 72 F28T8/8XXlXL & 2L-LP- 8 44 

LOBBY HE-IS Bllst 

BALLROOM B 
Retrofit Fixture wi (1) EXECUTIVE 

ASSEMBLY 
SOFFIT STRIP 3 43 F28T8/8XXlXL & 1 L-LP- 3 22 

LOBBY HE-IS Bllst 
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BALLROOM B 
EXECUTIVE 

RECESSED CAN 
ASSEMBLY 

DIMMING 
6 

SMALL MEETING 
ROOM 

BALLROOM B 
EXECUTIVE 
ASSEMBLY SOFFIT STRIP 5 

SMALL MEETING 
ROOM 

BALLROOM B 
EXECUTIVE 
ASSEMBLY SOFFIT STRIP 4 

SMALL MEETING 
ROOM 

BALLROOM B 
EXECUTIVE 
ASSEMBLY SURFACE MOUNT BBUP 1 

SMALL MEETING 
ROOM 

BALLROOM B 
EXECUTIVE RECESSED CAN 

7 ASSEMBLY DIMMING 
FOYER 

BALLROOM B 
EXECUTIVE 

SURFACE MOUNT BBUP 1 
ASSEMBLY 

FOYER 
BALLROOM B 
EXECUTIVE 

RECESSED CAN 3 ASSEMBLY 
MENS RR 

BALLROOM B 
EXECUTIVE 

STRIP 2 ASSEMBLY 
MENS RR 

BALLROOM B 
EXECUTIVE 

RECESSED CAN 3 ASSEMBLY 
WOMENS RR 
BALLROOM B 
EXECUTIVE 

STRIP 2 ASSEMBLY 
WOMENS RR 
BALLROOM B 
EXECUTIVE 

RECESSED CAN 1 ASSEMBLY RR 
ENTRY 

BALLROOM B 
EXECUTIVE 

RC DIMMING STYLE B 13 ASSEMBLY MAIN 
MEETING ROOM 

BALLROOM B 
EXECUTIVE 

RC DIMMING STYLE B 13 ASSEMBL Y MAIN 
MEETING ROOM 

BALLROOM B 
EXECUTIVE 

RC DIMMING STYLE B 15 ASSEMBL Y MAIN 
MEETING ROOM 

90 

72 

43 

30 

90 

30 

25 

144 

25 

144 

25 

90 

90 

90 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP-

HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L -LP-

HE-IS Bllst 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Install New 12W LED 
Recessed Can Fixture 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Replace lamp wi 18W 
Screw in CF 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

Johnson ~j(f 
Controls 

6 12 

5 44 

4 22 

1 3 

7 12 

1 3 

3 18 

HE-IS Bllst - Remove extra 
2 64 

sockets 

Replace lamp wi 18W 
3 18 Screw in CF 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-HP-

2 64 HE-IS Bllst - Remove extra 
sockets 

Replace lamp wi 18W 
1 18 Screw in CF 

Replace lamp wi 60W 
13 60 PAR38 Halogen Infrared 

Replace lamp wi 60W 
13 60 PAR38 Halogen Infrared 

Replace lamp wi 60W 
15 60 PAR38 Halogen Infrared 
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BALLROOM B 
EXECUTIVE 

RC DIMMING STYLE B 
ASSEMBLY MAIN 
MEETING ROOM 

BALLROOM B 
EXECUTIVE 

RC DIMMING STYLE B 
ASSEMBLY MAIN 
MEETING ROOM 

BALLROOM B 
EXECUTIVE 

RECESSED CAN 
ASSEMBLY MAIN 
MEETING ROOM-

DIMMING 

SIDE ROOM 1 
BALLROOM B 
EXECUTIVE 

ASSEMBLY MAIN 
MEETING ROOM- RC DIMMING STYLE B 

SIDE ROOM 1 
VIEWING ROOM 

1 
BALLROOM B 
EXECUTIVE 

ASSEMBLY MAIN 
MEETING ROOM- RC DIMMING STYLE B 

SIDE ROOM 1 
VIEWING ROOM 

2 
BALLROOM B 
EXECUTIVE 

ASSEMBLY MAIN 
MEETING ROOM- RC DIMMING STYLE B 

SIDE ROOM 1 
VIEWING ROOM 

2 
BALLROOM B 
EXECUTIVE 

ASSEMBLY MAIN 
MEETING ROOM- RC DIMMING STYLE B 

SIDE ROOM 2 
VIEWING ROOM 

1 
BALLROOM B 
EXECUTIVE 

ASSEMBLY MAIN 
MEETING ROOM- RC DIMMING STYLE B 

SIDE ROOM 2 
VIEWING ROOM 

2 
BALLROOM B 
EXECUTIVE 

ASSEMBL Y MAIN 
MEETING ROOM- RC DIMMING STYLE B 

SIDE ROOM 2 
VIEWING ROOM 

2 
BALLROOM B 
EXECUTIVE 

RECESSED CAN 
ASSEMBLY MAIN 
MEETING ROOM-

DIMMING 

SIDE ROOM 2 

Replace lamp wi 60W 
28 90 

PAR38 Halogen Infrared 

Replace lamp wi 60W 22 90 PAR38 Halogen Infrared 

6 
Install New 12W LED 

90 
Recessed Can Fixture 

1 90 
Replace lamp wi 60W 

PAR38 Halogen Infrared 

1 90 
Replace lamp wi 60W 

PAR38 Halogen Infrared 

1 90 
Replace lamp wi 60W 

PAR38 Halogen Infrared 

1 90 
Replace lamp wi 60W 

PAR38 Halogen Infrared 

1 90 
Replace lamp wi 60W 

PAR38 Halogen Infrared 

1 90 
Replace lamp wi 60W 

PAR38 Halogen Infrared 

6 90 
Install New 12W LED 
Recessed Can Fixture 

Johnson rl)j(~ 
Controls 

28 60 

22 60 

6 12 

1 60 

1 60 

1 60 

1 60 

1 60 

1 60 

6 12 

VI-95 



BALLROOM B 
EXECUTIVE 

RC DIMMING STYLE B 8 90 
ASSEMBLY 

LOBBY 2 
BALLROOM B 
EXECUTIVE 

RECESSED CAN 1 25 
ASSEMBLY 
LOBBY 2 RR 

BALLROOM B 
EXECUTIVE 

SOFFIT STRIP 1 66 ASSEMBLY 
LOBBY 2 RR 

BALLROOM B 
EXECUTIVE 

RC DIMMING STYLE B 4 90 ASSEMBLY 
LOBBY 2 OFFICE 

BALLROOM B 
EXECUTIVE 

RECESSED CAN 
ASSEMBLY 

DIMMING 
4 90 

LOBBY 2 EXIT 
FOYER 

BALLROOM B 
EXECUTIVE SURFACE MOUNT BBUP 4 30 
ASSEMBLY 

STAIRWELL WALL WRAP 6 72 

STAIRWELL SURFACE MOUNT BBUP 3 30 

EXHIBIT HALL 
AlB CENTER 
WALKWAY- RECESSED CAN 48 215 

SEPERATION 
WALL 

EXHIBIT HALL A INDUSTRIAL HOOD 24 112 

EXHIBIT HALL A HIGHBAY 299 458 

EXHIBIT HALL A SURFACE MOUNT BBUP 2 30 

SURFACE MOUNT NON EXHIBIT HALL A 
BBUP 2 23 

EXHIBIT HALL A 
FOYER-SMALL WRAP 1 59 

RR 

EXHIBIT HALL A 
FOYER-H7 WRAP 1 59 

LOCKED 

MENS RR SOFFIT STRIP 3 52 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Replace lamp wi 18W 
Screw in CF 

Retrofit Fixture wi (1) 
F25T8/8XXlXUH L & 2L-

STND-HE-IS Bllst -
Remove Extra Sockets 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Install New 12W LED 
Recessed Can Fixture 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

Johnson ~1t, 
Controls 

8 60 

1 18 

1 27 

4 60 

4 12 

4 3 

HE-IS Bllst - Remove extra 6 33 

sockets 

Install new Universal Red 
LED Exit wi Battery Back 3 3 

up 

Retrofit fixture w/70W 
Ceramic Metal Halide 

48 80 Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit Fixture wi (4) 
F28T8/8XXlXL & 4L-LP- 24 84 

HE-IS Bllst 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

299 234 
Programmed Start T5 

Electronic Ballast 

Install new Universal Red 
LED Exit wi Battery Back 2 3 

up 

Install new Universal Red 
LED Exit wi Battery Back 2 3 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 1 44 

HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 1 44 

HE-IS Bllst 

Relamp Fixture wi (2) 
3 48 

F28T8/8XXlXL Lamp 
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MENS RR SOFFIT STRIP 2 

MENS RR SOFFIT STRIP 2 

WOMENS RR SOFFIT STRIP 3 

WOMENS RR SOFFIT STRIP 1 

WOMENS RR SOFFIT STRIP 2 

MENS RR 
CUSTODIAN STRIP 1 

LOCKED 

EXHIBIT HALL A 
FOYER-SERVICE 

STRIP 10 
ELEVATOR 
HALLWAY 

EXHIBIT HALL A 
FOYER-SERVICE 

ELEVATOR WRAP 14 
HALLWAY-

STAIRWELL 

EXHIBIT HALL A 
FOYER-SERVICE 

ELEVATOR STRIP 4 
HALLWAY-1020 

CHAIR STORAGE 

EXHIBIT HALL A 
FOYER-SERVICE 

ELEVATOR RECESSED TROFFER 6 
HALLWAY-H4 
CONCESSION 

EXHIBIT HALL A 
RECESSED TROFFER 3 H7 CONCESSION 

EXHIBIT HALL A 
H7-1023 RECESSED TROFFER 3 

CONCESSION 

EXHIBIT HALL A, 
GALLERY-STAIR WALL WRAP 6 

S2 

EXHIBIT HALL A, 
2X2X1 RECESSED GALLERY LOW 

TROFFER 24 
CEILING 

29 

26 

52 

29 

26 

59 

59 

52 

29 

102 

102 

102 

72 

458 

Johnson ~1<f 
Controls 

Relamp Fixture wi (1) 2 25 
F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 48 

F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1) 
1 25 

F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

10 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 14 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Relamp Fixture wi (1) 4 25 F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

6 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

3 REF(1.0BF)-HE-IS Bllst, & 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

3 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

6 33 
HE-IS Bllst - Remove extra 

sockets 

Install New 2x2 Recessed 
Parabolic Fixture wi (4) 

F24T5HO Lamps & 24 104 
Programmed Start T5 

Electronic Ballast 
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EXHIBIT HALL A, 2X2X1 RECESSED 

18 458 
GALLERY TROFFER 

EXHIBIT HALL A, 
SURFACE MOUNT BBUP 5 30 GALLERY 

BALLROOM A RECESSED CAN 228 215 

BR1 CHAIR 
72 INDUSTRIAL HOOD 11 STORAGE 

BR1 BR1A INDUSTRIAL HOOD 4 72 

BR1 1037A INDUSTRIAL HOOD 2 52 

BR1 1037 INDUSTRIAL HOOD 1 52 

BALLROOM A 
FOYER - STREET RECESSED CAN 18 90 

ENTRANCE 

OFFICE 1004 
LOCKED VIEWED 

144 RECESSED TROFFER 7 
THROUGH 
WINDOW 

OFFICE 1004 
PRIVATE OFFICE 
LOCKED VIEWED RECESSED TROFFER 4 144 

THROUGH 
WINDOW 

MENS RR 1002 SOFFIT STRIP 6 52 

MENS RR 1002 SOFFIT STRIP 3 29 

MENS RR 1002 SOFFIT STRIP 1 26 

WOMENS RR 
6 52 

1004 
SOFFIT STRIP 

WOMENS RR 
SOFFIT STRIP 3 29 

1004 

WOMENS RR 
SOFFIT STRIP 1 26 1004 

Johnson ~J(, 
Controls 

Install New 2x2 Recessed 
Parabolic Fixture wi (4) 

F24T5HO Lamps & 18 104 
Programmed Start T5 

Electronic Ballast 

Install new Universal Red 
LED Exit wi Battery Back 5 3 

up 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

228 80 Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

11 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

4 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
1 33 HE-IS Bllst - Remove extra 

sockets 

Replace lamp wi 60W 
18 60 

PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

7 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

4 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Relamp Fixture wi (2) 
6 48 

F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
3 25 F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
6 48 

F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
3 25 F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 1 20 

LP-HE-IS Bllst 
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MENS RR 1005 SOFFIT STRIP 3 52 

MENS RR 1005 SOFFIT STRIP 2 29 

MENS RR 1005 SOFFIT STRIP 1 26 

WOMENS RR 
SOFFIT STRIP 3 52 

1009 

WOMENS RR 
SOFFIT STRIP 2 29 

1009 

WOMENS RR 
SOFFIT STRIP 1 26 

1009 

1006 INDUSTRIAL HOOD 1 52 

CUSTODIAN 
STRIP 1 59 

LOCKED 

1007B INDUSTRIAL HOOD 6 52 

1007A INDUSTRIAL HOOD 2 52 
ELECTRICAL 

1008 INDUSTRIAL HOOD 1 52 

1009A 
INDUSTRIAL HOOD 1 52 

CUSTODIAN 

BALLROOM A 
FOYER 2-

RECESSED CAN 18 90 STREET 
ENTRANCE 

SERVICE 
CORRIDOR BY 

RECESSED TROFFER 11 102 BALLROOM A 
AND KITCHEN 

1010 PANTRY RECESSED TROFFER 11 102 

1010 PANTRY RECESSED CAN 4 100 

1010 PANTRY VAPOR WRAP IN 
COOLER COOLER 

4 72 

Johnson ~1?' 
Controls 

Relamp Fixture wi (2) 
3 48 

F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1) 
2 25 

F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 48 

F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1) 
2 25 

F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

6 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28T8/8Xx/XL & 1 L-HP- 1 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 33 HE-IS Bllst - Remove extra 
sockets 

Replace lamp wi 60W 
18 60 PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L- 11 58 REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

11 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 23W 
Screw in CF - Add socket 4 23 

Extender 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP- 4 33 

HE-IS Bllst - Remove extra 
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S3 STAIR WALL WRAP 4 72 

1012 INDUSTRIAL HOOD 2 72 

1012 CHAIR 
INDUSTRIAL HOOD 12 72 

STORAGE 

BALLROOM A 
PREFUNCTION 

RECESSED CAN 11 25 
HALLS AND 

LOBBY 

BALLROOM A 
PREFUNCTION RECESSED CAN 128 78 

HALLS AND 
LOBBY 

101B RECESSED TROFFER 12 102 

101B RECESSED CAN 20 90 
DIMMING 

102B RECESSED TROFFER 15 102 

102B 
RECESSED CAN 

20 90 
DIMMING 

102A RECESSED TROFFER 15 102 

102A RECESSED CAN 21 90 
DIMMING 

101A RECESSED TROFFER 12 102 

101A RECESSED CAN 20 90 DIMMING 

103A RECESSED TROFFER 42 102 

103A 
RECESSED CAN 

62 90 ADJUSTABLE 

Johnson ~lCf 
Controls 

sockets 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

4 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
2 33 

HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

12 33 
HE-IS Bllst - Remove extra 

sockets 

Replace lamp wi 18W 11 18 
Screw in CF 

Retrofit fixture wi 20W 
Ceramic Metal Halide 

128 26 Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

12 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
20 12 Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

15 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
20 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

15 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 21 12 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

12 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
20 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L- 42 58 REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Replace lamp wi 60W 
62 60 PAR38 Halogen Infrared 
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• Johnson ~j(; 
T .~' 

'," 

Controls .....,.. 

Retrofit Fixture wi (2) 

102 
F28T8/8Xx/XL,2L-

42 58 103B RECESSED TROFFER 42 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

RECESSED CAN 
90 

Replace lamp wi 60W 
62 60 103B 

ADJUSTABLE 
62 PAR38 Halogen Infrared 

Retrofit fixture wi (1) 
ELEVATOR BY 72 

F28T8/8XX/XL & 1 L-HP-
1 33 STRIP 1 HE-IS Bllst - Remove extra 1010 AND 103A 

sockets 

Retrofit fixture wi 20W 
MAIN CORRIDOR 

78 
Ceramic Metal Halide 

16 26 RECESSED CAN 16 
Lamp, Electronic Ballast, & BY 103A-B 
Recessed Can Retrofit Kit 

MAIN CORRIDOR 
25 

Replace lamp wi 18W 
5 18 RECESSED CAN 5 Screw in CF BY 103A-B 

MENS RR BY 
52 

Relamp Fixture wi (2) 
2 48 SOFFIT STRIP 2 

F28T8/8Xx/XL Lamp 102B 

MENS RR BY 
29 

Relamp Fixture wi (1) 
2 25 SOFFIT STRIP 2 

F28T8/8Xx/XL Lamp 102B 

Relamp Fixture wi (2) WOMENS RR BY 
52 2 48 SOFFIT STRIP 2 

F28T8/8Xx/XL Lamp 102B 

WOMENS RR BY 
29 

Relamp Fixture wi (1) 
2 25 SOFFIT STRIP 2 

F28T8/8Xx/XL Lamp 102B 

Retrofit Fixture wi (2) 

102 
F28T8/8Xx/XL,2L-

2 58 1019 STORAGE RECESSED TROFFER 2 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

90 
Replace lamp wi 60W 

4 60 1019 STORAGE RECESSED CAN 4 
PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 

102 F28T8/8Xx/XL, 2L-
2 58 1 019A STORAGE RECESSED TROFFER 2 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

4 90 
Replace lamp wi 60W 

4 60 1 019A STORAGE RECESSED CAN 
PAR38 Halogen Infrared 

Retrofit fixture wi (1) 

72 F28T8/8Xx/XL & 1 L-HP-
2 33 1016 CUSTODIAN INDUSTRIAL HOOD 2 

HE-IS Bllst - Remove extra 
sockets 

1 29 Relamp Fixture wi (1) 
1 25 SMALL RR SOFFIT STRIP 

F28T8/8Xx/XL Lamp 

SPIRAL STAIR 
1 25 

Replace lamp wi 18W 
1 18 LOBY HALLWAY RECESSED CAN 

Screw in CF 

SPIRAL STAIR 
8 90 

Replace lamp wi 60W 
8 60 LOBY HALLWAY RECESSED CAN 

PAR38 Halogen Infrared 

SPIRAL STAIR 
16 90 Replace lamp wi 60W 

16 60 TRACK 
PAR38 Halogen Infrared LOBY HALLWAY 

Retrofit fixture wi (1) CHAIR STORAGE 
72 F28T8/8Xx/XL & 1 L-HP-

11 33 NEXT TO 1012 INDUSTRIAL HOOD 11 
HE-IS Bllst - Remove extra AND PANTRY 

sockets 
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Johnson ~j(, 
Controls 

ADMINISTRATIO 
Retrofit fixture wi (1) 

N BASEMENT INDUSTRIAL HOOD 20 72 
F28T8/8Xx/XL & 1 L-HP-

LOCKED 
HE-IS Bllst - Remove extra 

20 33 

sockets 

WEST RECESSED CAN Install New 12W LED 
REGISTRATION DIMMING 

77 90 77 
Recessed Can Fixture 

12 

WEST RECESSED TROFFER 
Retrofit Fixture wi (8) 

REGISTRATION ROUND 
32 204 F28T8/8Xx/XL & (2) 4L- 32 168 

LP-HE-IS Bllst 

MENS RR BY SOFFIT STRIP 
Relamp Fixture wi (2) 

1024 
2 52 2 48 

F28T8/8Xx/XL Lamp 

MENS RR BY 
SOFFIT STRIP 

Retrofit Fixture wi (1) 

1024 
4 26 F25T8/8Xx/XUHL & 1 L- 4 20 

LP-HE-IS Bllst 

WOMENS RR BY 
SOFFIT STRIP 

Relamp Fixture wi (2) 
1024 

2 52 2 48 
F28T8/8Xx/XL Lamp 

WOMENS RR BY 
SOFFIT STRIP 

Retrofit Fixture wi (1) 

1024 
4 26 F25T8/8Xx/XUHL & 1 L- 4 20 

LP-HE-IS Bllst 

MENS 
Retrofit Fixture wi (1) 

CUSTODIAN STRIP 1 59 
F28T8/8Xx/XL, 1 L-HP-HE-

LOCKED 
IS Bllst, & 4' 1 L Socket 1 33 

Plate Kit 
Retrofit Fixture wi (1) 

1024 STRIP 2 59 
F28T8/8Xx/XL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 
2 33 

Plate Kit 
Retrofit fixture wi (1) 

1025AIR 
HANDLER INDUSTRIAL HOOD 10 52 

F28T8/8XX/XL & 1 L-HP-
10 HE-IS Bllst - Remove extra 33 

sockets 
Retrofit fixture wi (1) 

1026 LOCKED INDUSTRIAL HOOD 6 52 
F28T8/8Xx/XL & 1 L-HP-

HE-IS Bllst - Remove extra 
6 33 

sockets 
MAIN 

CORRIDOR-
WEST 

RECESSED CAN Retrofit fixture wi 1 x42CF 
REGISTRATION 24 128 24 

Recessed can Kit 
46 

AREA TO LOBBY 
BRIDGE 

MAIN 
CORRIDOR-

RECESSED SQUARE 
Install new 2x2 Surface 

WEST 
REGISTRATION WITH 4 RECESSED 2 860 

Mount Fixtures wi (1) 
2 

AREA TO LOBBY CANS 
315W Ceramic Metal 353 

Halide Lamp & Ballast 
BRIDGE 

MAIN 
CORRIDOR-

RECESSED SQUARE Install new 2x2 Surface 
WEST 

REGISTRATION WITH 4 RECESSED 1 860 
Mount Fixtures wi (1) 

1 

AREA TO LOBBY CANS 315W Ceramic Metal 353 

Halide Lamp & Ballast 
BRIDGE 

VI-102 



MAIN 
CORRIDOR-

WEST RECESSED SQUARE 
REGISTRATION WITH 4 RECESSED 

AREA TO LOBBY CANS 
BRIDGE-OVER 
ESCELATOR 

MAIN 
CORRIDOR-

WEST RECESSED SQUARE 
REGISTRATION WITH 4 RECESSED 

AREA TO LOBBY CANS 
BRIDGE-OVER 
ESCELATOR 

BALLROOM B 
RECESSED CAN 

PREFUNCTION 
LOBBY 

DIMMING 

BALLROOM B 
RECESSED TROFFER 

PREFUNCTION 
ROUND 

LOBBY 

BALLROOM B 
PREFUNCTION SOFFIT STRIP 

LOBBY MENS RR 

BALLROOM B 
PREFUNCTION SOFFIT STRIP 

LOBBY MENS RR 

BALLROOM B 
PRE FUNCTION SOFFIT STRIP 

LOBBY MENS RR 

BALLROOM B 
PREFUNCTION 

SOFFIT STRI P 
LOBBY WOMENS 

RR 

BALLROOM B 
PRE FUNCTION 

SOFFIT STRIP 
LOBBY WOMENS 

RR 

BALLROOM B 
PRE FUNCTION 

SOFFIT STRIP LOBBY WOMENS 
RR 

BALLROOM B 
PRE FUNCTION RECESSED CAN 

MAIN CORRIDOR 

BALLROOM B RECESSED SQUARE 
PRE FUNCTION WITH 4 RECESSED 

MAIN CORRIDOR CANS 

BALLROOM B RECESSED SQUARE 
PRE FUNCTION WITH 4 RECESSED 

MAIN CORRIDOR CANS 

CUSTODIAN 
LOCKED STRIP 

Install new 2x2 Surface 

1 860 
Mount Fixtures wi (1) 
315W Ceramic Metal 
Halide Lamp & Ballast 

Install new 2x2 Surface 

1 860 
Mount Fixtures wi (1) 
315W Ceramic Metal 
Halide Lamp & Ballast 

44 90 
Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (8) 
12 204 F28T8/8Xx/XL & (2) 4L-

LP-HE-IS Bllst 

3 52 
Relamp Fixture wi (2) 
F28T8/8Xx/XL Lamp 

2 29 
Relamp Fixture wi (1) 
F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
2 26 F25T8/8Xx/XUHL & 1 L-

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 52 

F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1) 2 29 
F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
2 26 F25T8/8Xx/XUHL & 1 L-

LP-HE-IS Bllst 

8 128 Retrofit fixture wi 1 x42CF 
Recessed can Kit 

Install new 2x2 Surface 

1 860 
Mount Fixtures wi (1) 
315W Ceramic Metal 
Halide Lamp & Ballast 
Install new 2x2 Surface 

1 860 
Mount Fixtures wi (1) 
315W Ceramic Metal 
Halide Lamp & Ballast 
Retrofit Fixture wi (1) 

1 59 
F28T8/8Xx/XL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Johnson ~j(, 
Controls 

1 353 

1 353 

44 12 

12 168 

3 48 

2 25 

2 20 

3 48 

2 25 

2 20 

8 46 

1 353 

1 353 

1 33 
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LOBBY BRIDGE 
SOFFIT STRIP 3 MENS RR 

52 

LOBBY BRIDGE SOFFIT STRIP 1 
MENS RR 

29 

LOBBY BRIDGE 
SOFFIT STRIP 

MENS RR 
3 26 

LOBBY BRIDGE 
SOFFIT STRIP 

WOMENS RR 3 52 

LOBBY BRIDGE 
SOFFIT STRIP 

WOMENS RR 
1 29 

LOBBY BRIDGE 
SOFFIT STRIP 

WOMENS RR 
2 26 

LOBBY BRIDGE RECESSED CAN 22 128 

LOBBY BRIDGE SURFACE CAN 36 458 

LOBBY BRIDGE 
WALL MOUNT INDIRECT 

28 300 DIMMING 

LOBBY BRIDGE JELLEY JAR WALKWAY 32 60 

LOBBY BRIDGE 
UPS STORE 

RECESSED TROFFER BUSINESS 19 102 

CENTER 

LOBBY BRIDGE 
UPS STORE 

TRACK GIMBEL RING BUSINESS 12 75 

CENTER 

LOBBY BRIDGE 
UPS STORE 
BUSINESS STRIP 4 59 
CENTER-

STOREROOM 

LOBBY BRIDGE 
UPS STORE 
BUSINESS 
CENTER- STRIP 2 59 

STOREROOM-
STORAGE 
LOCKED 

LOBBY BRIDGE 
RECESSED CAN 

COFFEE SHOP 
DIMMING 

11 50 
OPEN 

LOBBY BRIDGE 
COFFEE SHOP STRIP 2 59 
STOREROOM 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Retrofit fixture wi 1 x42CF 
Recessed can Kit 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

Programmed Start T5 
Electronic Ballast 

Install new Flood Fixture 
wi (2) 32W CF Lamps 

Replace lamp wi 13W 
Screw in CF 

Retrofit Fixture wi (2) 
F2STS/SXXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 50W 
PAR38 Halogen Infrared 

Flood 

Retrofit Fixture wi (1) 

Johnson ~j 
Controls 

3 48 

1 25 

3 20 

3 48 

1 25 

2 20 

22 46 

36 234 

28 69 

32 13 

19 58 

12 50 

F28T8/8XXlXL, 1 L-HP-HE-
4 33 IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Replace Lamp with 37W 
11 37 Halogen IR MR16 Flood 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 
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LOBBY BRIDGE 
COFFEE SHOP RECESSED TROFFER 6 59 
SSTOREROOM 

LOBBY BRIDGE 
COFFEE SHOP 
SSTOREROOM- INDUSTRIAL HOOD 6 52 

1060 MECH 
LOCKED 

EAST RECESSED CAN 
REGISTRATION DIMMING 

152 90 

EAST RECESSED TROFFER 
REGISTRATION ROUND 

40 204 

1109 LOCKED RECESSED TROFFER 6 102 

1110 LOCKED STRIP 6 59 

EAST 
REGISTRATION SOFFIT STRIP 1 52 
RR HALLWAY 

MENS RR BY 
SOFFIT STRIP 

1115 
2 52 

MENS RR BY 
SOFFIT STRIP 

1115 
1 26 

WOMENS RR BY 
SOFFIT STRIP 

1115 
2 52 

WOMENS RR BY SOFFIT STRIP 
1115 

1 26 

MENS 
CUSTODIAN STRIP 1 59 

LOCKED 

1115AIR 
HANDLER INDUSTRIAL HOOD 12 52 

114A LOCKED INDUSTRIAL HOOD 6 52 

MAIN 
CORRI DOR-EAST 
REGISTRATION RECESSED CAN 40 128 

AREA TO LOBBY 
BRIDGE 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L-

6 29 
STND-HE-IS Bllst, & 2x2 

White Refl Kit 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

6 33 
HE-IS Bllst - Remove extra 

sockets 

Install New 12W LED 
Recessed Can Fixture 

152 12 

Retrofit Fixture wi (8) 
F28T8/8XXlXL & (2) 4L- 40 168 

LP-HE-IS Blist 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

6 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

6 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Relamp Fixture wi (2) 
1 48 

F28T8/8XXlXL Lamp 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

2 48 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
2 48 F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XX/XUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

12 HE-IS Bllst - Remove extra 33 

sockets 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
6 HE-IS Blist - Remove extra 33 

sockets 

Retrofit fixture wi 1 x42CF 
40 

Recessed can Kit 
46 
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MAIN 
CORRIDOR-EAST RECESSED SQUARE 
REGISTRATION WITH 4 RECESSED 1 

AREA TO LOBBY CANS 
BRIDGE 

MAIN 
CORRIDOR-EAST RECESSED SQUARE 
REGISTRATION WITH 4 RECESSED 1 

AREA TO LOBBY CANS 
BRIDGE 

MAIN 
CORRIDOR-

EASTREGISTRAT RECESSED SQUARE 
ION AREA TO WITH 4 RECESSED 1 

LOBBY BRIDGE- CANS 
OVER 

ESCELATOR 

BRIDGE HALL 
WALKW A YEAST RECESSED CAN 22 

SIDE 

BRIDGE HALL 
WALKW A YEAST RECESSED CAN 44 

SIDE 

MAIN CORRIDOR 
SOUTH OF 

RECESSED CAN 
BRIDGE HALL 36 

EAST SIDE 

MAIN CORRIDOR 
SOUTH OF 

BRIDGE HALL RECESSED CAN 12 
EAST SIDE OVER 

ESCELATOR 

MAIN CORRIDOR 
SOUTH OF RECESSED CAN 

BRIDGE HALL 4 

EAST SIDE 

MAIN CORRIDOR 
SOUTH OF 

RECESSED CAN 
BRIDGE HALL 

4 

EAST SIDE 

MAIN CORRIDOR 
SOUTH OF 

BRIDGE HALL RECESSED CAN 4 
EAST SIDE OVER 

ESCELATOR 

MAIN CORRIDOR 
SOUTH OF 

BRIDGE HALL RECESSED CAN 4 
EAST SIDE OVER 

ESCELATOR 

MEETING ROOM 
RECESSED TROFFER 1066 4 

860 

860 

860 

90 

215 

128 

128 

90 

128 

128 

128 

59 

Install new 2x2 Surface 
Mount Fixtures wi (1) 
315W Ceramic Metal 
Halide Lamp & Ballast 

Install new 2x2 Surface 
Mount Fixtures wi (1) 
315W Ceramic Metal 
Halide Lamp & Ballast 

Install new 2x2 Surface 
Mount Fixtures wi (1) 
315W Ceramic Metal 
Halide Lamp & Ballast 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

Johnson ~j(f 
Controls 

1 353 

1 353 

1 353 

22 60 

Lamp, Electronic Ballast, & 
44 80 

Recessed Can Retrofit Kit 

Retrofit fixture w/1 x42CF 
36 46 

Recessed can Kit 

Retrofit fixture w/1 x42CF 
12 46 

Recessed can Kit 

Replace lamp wi 60W 
4 60 

PAR38 Halogen Infrared 

Retrofit fixture w/1 x42CF 
Recessed can Kit 

4 46 

Retrofit fixture w/1 x42CF 4 46 
Recessed can Kit 

Retrofit fixture w/1 x42CF 
4 46 

Recessed can Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-LP- 4 44 

HE-IS Bllst 
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MEETING ROOM 
1067 

RECESSED TROFFER 4 59 

EXECUTIVE RECESSED CAN 
BOARDROOM DIMMING SMALL 

20 50 

EXECUTIVE SOFFIT STRIP 4 52 
BOARDROOM 

EXECUTIVE SOFFIT STRIP 2 29 
BOARDROOM 

EAST 
REGISTRATION- STRIP 8 59 
SERVICE HALL 

SERVICE SERVICE ELEVATOR 
ELEVATOR 9 RECESSED CHINA HAT 

2 300 

STAIRWELL BY 
SERVICE WRAP 22 52 

ELEVATOR 9 

EXHIBIT HALL C 
OPEN LARGE PENDANT MOUNT CAN 264 458 

SECTION 

EXHIBIT HALL C 
OPEN SMALL PENDANT MOUNT CAN 24 458 

SECTION 

EXHIBIT HALL C 
OPEN ENTRY TO RECESSED CAN 9 215 
LOADING DOCK 

EXHIBIT HALL C 
OPEN ENTRY TO RECESSED CAN 9 215 
LOADING DOCK 

EXHIBIT HALL C 
RECESSED CAN 

OPEN 
30 128 

EXHIBIT HALL C 
RR HALLWAY-

SOFFIT STRIP 
ENTRY TO 2 52 

LOADING DOCK 

EXHIBIT HALL C 
SOFFIT STRIP 

MENS RR 4 52 

EXHIBIT HALL C 
SOFFIT STRIP MENS RR 2 29 

EXHIBIT HALL C 
SOFFIT STRIP MENS RR 2 26 

EXHIBIT HALL C 
SOFFIT STRIP WOMENS RR 4 52 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XX/XL & 2L-LP- 4 44 

HE-IS Bllst 

Replace lamp wi 8W 
Screw in R20 Cold 20 8 

Cathode Flood Lamp 

Relamp Fixture wi (2) 
F28T8/8Xx/XL Lamp 

4 48 

Relamp Fixture wi (1) 
F28T8/8Xx/XL Lamp 

2 25 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

8 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Replace lamp wi 30W 

Screw in CF 
2 30 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 264 234 

Programmed Start T5 
Electronic Ballast 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 24 234 

Programmed Start T5 
Electronic Ballast 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

9 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

9 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture wi 1 x42CF 
Recessed can Kit 

30 46 

Relamp Fixture wi (2) 
2 48 F28T8/8Xx/XL Lamp 

Relamp Fixture wi (2) 
F28T8/8Xx/XL Lamp 

4 48 

Relamp Fixture wi (1) 
F28T8/8Xx/XL Lamp 2 25 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
F28T8/8Xx/XL Lamp 

4 48 
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_. 
EXHIBIT HALL e SOFFIT STRIP 2 

WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 

WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 4 

MENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 

MENS RR 

EXHIBIT HALL e SOFFIT STRIP 2 
MENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 4 

WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 

WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 

WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 4 

MENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 

MENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 

MENS RR 

EXHIBIT HALL e SOFFIT STRIP 4 
WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 

WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 4 MENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 MENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 MENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 4 WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 WOMENS RR 

EXHIBIT HALL e 
SOFFIT STRIP 2 WOMENS RR 

EXHIBIT HALL e 
STRIP 4 

He05 

29 

26 

52 

29 

26 

52 

29 

26 

52 

29 

26 

52 

29 

26 

52 

29 

26 

52 

29 

26 

59 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Blist 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Blist 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Blist 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Blist 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Blist 

Retrofit Fixture wi (1) 

Johnson ~j 
Controls 

2 25 

2 20 

4 48 

2 25 

2 20 

4 48 

2 25 

2 20 

4 48 

2 25 

2 20 

4 48 

2 25 

2 20 

4 48 

2 25 

2 20 

4 48 

2 25 

2 20 

F28T8/8XXlXL, 1 L-HP-HE-
4 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 
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Johnson ~l?f 
C t I on ros 

Retrofit Fixture wi (1) 
EXHIBIT HALL C 
HC06 LOCKED 

STRIP 4 59 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
4 33 

Plate Kit 
Retrofit Fixture wi (1) 

EXHIBIT HALL C 
HC08 

STRIP 9 59 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
9 33 

Plate Kit 
Retrofit Fixture wi (1) 

EXHIBIT HALL C 
HC09 

STRIP 9 59 
F28T8/8XX/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
9 33 

Plate Kit 

Retrofit Fixture wi (2) 

EXHIBIT HALL C RECESSED TROFFER 
HC10 

8 59 
F17TS/SXx/XUHL, 2L-

STND-HE-IS BlIst, & 2x2 
8 29 

White Refl Kit 

Retrofit Fixture wi (2) 

RECESSED TROFFER 
H35 

F28T8/8Xx/XL, 2L-HP-HE-

SECURE 
7 112 IS BlIst, & 2x4 White 7 64 

Reflector Kit - Difficult 
Labor for Security Screws 

Retrofit Fixture wi (2) 

H38 OFFICE RECESSED TROFFER 3 102 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS BlIst, & 
3 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 

H40 OFFICE RECESSED TROFFER 3 102 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS BlIst, & 
3 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (1 ) 
HC15 

MECHANICAL 
STRIP 5 59 

F28T8/8Xx/XL, 1 L-HP-HE-
IS BlIst, & 4' 1 L Socket 

5 33 

Plate Kit 
Retrofit Fixture wi (1) 

HD04 STRIP 4 59 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
4 33 

Plate Kit 
Retrofit Fixture wi (1) 

HD04A STRIP 1 59 
F28T8/8XX/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
1 33 

Plate Kit 
Retrofit Fixture wi (1) 

HD07A 
CONCESSIONS 

STRIP 2 59 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
2 33 

Plate Kit 

Retrofit Fixture wi (2) 
HD07A 

CONCESSIONS 
RECESSED TROFFER 5 102 

F28T8/8XX/XL,2L-
REF(1.0BF)-HE-IS BlIst, & 5 58 

2x4 White Reflector Kit 

HD07A 
CONCESSIONS 

CEILING MOUNT JELLY Replace lamp wi 13W 

COOLER JAR IN COOLERS 
1 60 Screw in CF 1 13 

Retrofit Fixture wi (1) 

HD11 STRIP 2 59 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
2 33 

Plate Kit 
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HD10 STRIP 4 59 

HD10A STRIP 2 59 

MENS RR 
CUSTODIAN STRIP 1 59 

HALL C 

EXHIBIT HALL D PENDANT MOUNT CAN 242 458 

EXHIBIT HALL D PENDANT MOUNT CAN 121 300 

EXHIBIT HALL D RECESSED CAN 15 128 

EXHIBIT HALL D RECESSED CAN 15 128 

EXHIBIT HALL D 
OPEN ENTRY TO RECESSED CAN 9 215 
LOADING DOCK 

EXHIBIT HALL D 
OPEN ENTRY TO RECESSED CAN 9 215 
LOADING DOCK 

EXHIBIT HALL D 
OPEN ENTRY TO RECESSED CAN 
LOADING DOCK-

9 215 

ICEMAKERS 

EXHIBIT HALL D 
SOFFIT STRIP 

MENS RR 
2 52 

EXHIBIT HALL D 
SOFFIT STRIP MENS RR 3 29 

EXHIBIT HALL D 
SOFFIT STRIP 

MENS RR 2 26 

EXHIBIT HALL D 
SOFFIT STRIP WOMENS RR 3 52 

EXHIBIT HALL D 
SOFFIT STRIP 

WOMENS RR 2 29 

EXHIBIT HALL D 
SOFFIT STRIP 

WOMENS RR 2 26 

MENS RR 
CUSTODIAN STRIP 1 59 

HALL D 

HD18 
ELECTRICAL 

STRIP 6 59 

Johnson ~1C, 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

4 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE- 2 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
1 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

242 234 
Programmed Start T5 

Electronic Ballast 

remove & cap 121 

Retrofit fixture wi 1 x42CF 
15 46 

Recessed can Kit 

Retrofit fixture w/1 x42CF 
15 46 

Recessed can Kit 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

9 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

9 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture w/70W 
Ceramic Metal Halide 

Lamp, Electronic Ballast, & 
9 80 

Recessed Can Retrofit Kit 

Relamp Fixture wi (2) 
2 48 

F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
3 25 

F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 48 

F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
2 25 

F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 
1 33 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
6 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 
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• ~lcf 
[ " .... 

~ 
Johnson ~ 

Controls '.,,. I -...-..-

Retrofit Fixture wi (1) 

59 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 1147A TELECOM STRIP 1 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 

1 59 
F28T8/8XXlXL, 1 L-HP-HE- 1 33 HD19 STRIP IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

HALL D SERVICE 14 59 
F28T8/8XXlXL, 1 L-HP-HE-

14 33 STRIP IS Bllst, & 4' 1 L Socket CORRIDOR 
Plate Kit 

Retrofit Fixture wi (2) 
HALL D SERVICE 

102 
F28T8/8XXlXL,2L-

4 58 CORRIDOR, RECESSED TROFFER 4 
REF(1.0BF)-HE-IS Bllst, & 

1155A 2x4 White Reflector Kit 

HALL D SERVICE CEILING MOUNT JELLY 
60 

Replace lamp wi 13W 
6 13 CORRIDOR, 

JAR IN STOVE HOODS 
6 

Screw in CF 
1155A 

HALL D SERVICE 
CEILING MOUNT JELLY 

60 
Replace lamp wi 13W 

1 13 CORRIDOR, 
JAR IN COOLERS 

1 
Screw in CF 

1155A COOLER 

HALL D SERVICE 
Replace lamp wi 30W CORRIDOR, SERVICE ELEVATOR 

2 300 2 30 SERVICE ELEV RECESSED CHINA HAT Screw in CF 
17 

Retrofit Fixture wi (1) 
HALL D SERVICE 

2 59 
F28T8/8XXlXL, 1 L-HP-HE- 2 33 STRIP 

IS Bllst, & 4' 1 L Socket CORRIDOR,1154 
Plate Kit 

Retrofit Fixture wi (1) HALL D SERVICE F28T8/8XXlXUHL & 1 L-
CORRIDOR, 

WRAP 8 52 REF(1.0BF)-HE-IS Bllst - 8 30 STAIR TO LEVEL 
Remove Extra sockets & 

2 
replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
HALL D SERVICE 

2 59 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 CORRIDOR,1147 
STRIP 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) HALL D SERVICE 
F28T8/8XXlXL, 1 L-HP-HE-

8 33 CORRIDOR, 1153 STRIP 8 59 
IS Bllst, & 4' 1 L Socket TRASH ROOM 

Plate Kit 
Retrofit Fixture wi (1) HALL D SERVICE 

59 
F28T8/8Xx/XL, 1 L-HP-HE-

11 33 CORRIDOR,1151 STRIP 11 
IS Bllst, & 4' 1 L Socket 

ELECTRICAL 
Plate Kit 

Retrofit Fixture wi (2) 
HALL D SERVICE 

RECESSED TROFFER 2 102 
F28T8/8XXlXL,2L-

2 58 CORRIDOR, 1148 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
EXTERIOR 

12 59 F28T8/8XXlXL, 1 L-HP-HE- 12 33 STRIP 
IS Bllst, & 4' 1 L Socket ELECTRICAL 

Plate Kit 
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BOWIE STREET 
HIGH BAY 

LOADING DOCKS 229 295 

BOWIE STREET 
LOADING DOCKS 

WRAP 13 52 

BOWIE STREET 
LOADING DOCKS 

STRIP 21 59 

BOWIE STREET 
LOADING 

STRIP 
DOCKS, CENTER 

12 59 

STORAGE 

STAIRWELL BY 
1144 

WRAP 11 52 

STAIRWELL BY 
1144 

WRAP 11 52 

1164 STRIP 14 59 

1164 PRIVATE 
OFFICE 

RECESSED TROFFER 1 102 

1164 PRIVATE 
OFFICE, LIQUOR RECESSED TROFFER 1 102 

STORAGE 

SERVICE SERVICE ELEVATOR 
ELEVATOR RECESSED CHINA HAT 2 300 

1144 FAN ROOM STRIP 2 59 

1158 
STRIP 

MECHANICAL 
2 59 

1159 STRIP 2 59 

Johnson ~l<' 
Controls 

Install New Sealed & 
Gasketed 1 x4 High Bay wi 

(3) F54T5HO Lamps & 229 179 
Programmed Start T5 

Electronic Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 13 30 
Remove Extra sockets & 
replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

21 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 
12 33 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 11 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL/HL & 1 L-
REF(1.0BF)-HE-IS Bllst - 11 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

14 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

1 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

1 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Replace lamp wi 30W 
Screw in CF 

2 30 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
IS Bllst, & 4' 1 L Socket 

2 33 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE- 2 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
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1143A STRIP 1 59 

1157 LOCKERS RECESSED TROFFER 4 59 

1160 OFFICE RECESSED TROFFER 3 59 

EXIT HALL BY 
1164 

STRIP 2 59 

SERVICE 
HALLWAY BY STRIP 47 59 

1135 

SERVICE 
HALLWAY BY STRIP 8 59 

1135, RM 1130B 

SERVICE 
HALLWAY BY INDUSTRIAL HOOD 12 52 
1135, RM 1127 

SERVICE 
HALLWAY BY STRIP 2 59 

1135, RM 1130A 

SERVICE 
HALLWAY BY STRIP 10 59 
1135, RM 1134 

SERVICE 
HALLWAY BY RECESSED TROFFER 12 59 
1135, RM 1133 

MENS RR SOFFIT STRIP 3 52 

MENS RR SOFFIT STRIP 1 26 

WOMENS RR SOFFIT STRIP 3 52 

WOMENS RR SOFFIT STRIP 1 26 

MENS RR 
CUSTODIAN 

STRIP 1 59 

1126A INDUSTRIAL HOOD 9 52 

Johnson ~j 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-LP-HE- 4 44 
IS BlIst, & 2x4 White 

Reflector Kit 
Retrofit Fixture wi (2) 

F28T8/8XXlXL,2L-LP-HE-
3 44 

IS BlIst, & 2x4 White 
Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE- 47 
IS BlIst, & 4' 1 L Socket 

33 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
8 

IS BlIst, & 4' 1 L Socket 
33 

Plate Kit 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
HE-IS Blist - Remove extra 

12 33 

sockets 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE- 2 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE- 10 
IS BlIst, & 4' 1 L Socket 

33 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 12 44 

HE-IS Blist 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

3 48 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 1 20 

LP-HE-IS Blist 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

3 48 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 1 20 

LP-HE-IS Blist 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
HE-IS Blist - Remove extra 9 33 

sockets 
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1 Johnson rDj(, 
1 ... Controls 

Retrofit fixture wi (1) 
1075 LOCKER 

INDUSTRIAL HOOD 9 52 
F28T8/8Xx/XL & 1 L-HP-

9 33 
BREAK ROOM HE-IS Bllst - Remove extra 

sockets 

Retrofit Fixture wi (2) 
1131 RECESSED TROFFER 8 59 F28T8/8Xx/XL & 2L-LP- 8 44 

HE-IS Bllst 

Retrofit Fixture wi (1) 
1135 SHOP 

STRIP 63 59 
F28T8/8XX/XL, 1 L-HP-HE-

63 33 OPEN IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1 ) 
1135SHOP, 

STRIP 11 59 
F28T8/8Xx/XL, 1 L-HP-HE-

11 33 
MECHANICAL IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
1135SHOP, 

RECESSED TROFFER 4 144 
F28T8/8Xx/XL, 2L-

4 58 
PRIVATE OFFICE REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

1135 SHOP, 
Retrofit Fixture wi (2) 
F28T8/aXx/XL,2L-

PRIVATE OFFICE RECESSED TROFFER 8 144 REF(1.0BF)-HE-IS Bllst, & 8 58 
LOCKED 2x4 White Reflector Kit 

Retrofit Fixture wi (1) 

C109D STRIP 3 59 
F28T8/8Xx/XL, 1 L-HP-HE-

3 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 

CITY CAFE RECESSED TROFFER 4 102 
F28T8/8Xx/XL, 2L- 4 58 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 

STAIR TO RIVER 
F28Ta/aXx/XUHL & 1 L-

WRAP 10 52 REF(1.0BF)-HE-IS Bllst - 10 30 
LEVEL Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1 ) 
F28Ta/aXx/XUHL & 1L-

STAIRWELL WRAP 22 52 REF(1.0BF)-HE-IS Bllst - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1 ) 
F28T8/8Xx/XUHL & 1 L-

STAIRWELL WRAP 22 52 REF(1.0BF)-HE-IS Bllst - 22 30 

Remove Extra sockets & 
replace 2x4 Pris lense 

RECESSED SQUARE 
Install new 2x2 Surface 

BALLROOM C Mount Fixtures wi (1) 
MAIN CORRIDOR WITH 4 RECESSED 2 860 315W Ceramic Metal 

2 353 

- PREFUNCTION CANS Halide Lamp & Ballast 

BALLROOM C RECESSED SQUARE 
Retrofit (2) Fixtures wi 

MAIN CORRIDOR 1 590 200W Pulse Start Metal 1 464 

- PREFUNCTION 
WALL WASH Halide Lamp & Ballast 
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::.; Johnson 
.. ' Controls ~ 

BALLROOM C 
RECESSED CAN Install New 12W LED 

22 12 MAIN CORRIDOR 
DIMMING 

22 90 
Recessed Can Fixture - PREFUNCTION 

BALLROOM C 
RECESSED CAN Install New 12W LED 

12 120 90 120 MAIN CORRIDOR 
DIMMING Recessed Can Fixture - PREFUNCTION 

BALLROOM C 
Relamp Fixture wi (2) MAIN CORRIDOR 

SOFFIT STRIP 6 52 6 48 - PRE FUNCTION- F28T8/8XXlXL Lamp 
MENS RR 

BALLROOM C 
Relamp Fixture wi (1) MAIN CORRIDOR 

SOFFIT STRIP 4 29 4 25 - PREFUNCTION- F28T8/8XXlXL Lamp 
MENS RR 

BALLROOM C 
Retrofit Fixture wi (1) 

MAIN CORRIDOR 
SOFFIT STRIP 2 26 F25T8/8XXlXUHL & 1 L- 2 20 - PREFUNCTION-

LP-HE-IS Bllst 
MENS RR 

BALLROOM C 
Relamp Fixture wi (2) MAIN CORRIDOR 

SOFFIT STRIP 6 52 6 48 
- PREFUNCTION- F28T8/8XXlXL Lamp 

WOMENS RR 

BALLROOM C 
Relamp Fixture wi (1) MAIN CORRIDOR 

SOFFIT STRIP 4 29 4 25 
- PREFUNCTION- F28T8/8XXlXL Lamp 

WOMENS RR 

BALLROOM C 
Retrofit Fixture wi (1) 

MAIN CORRIDOR 
SOFFIT STRIP 2 26 F25T8/8XXlXUHL & 1 L- 2 20 

- PREFUNCTION-
LP-HE-IS Bllst 

WOMENS RR 

BALLROOM C 
Retrofit Fixture wi (2) 

MAIN CORRIDOR 
WRAP 1 59 F28T8/8XXlXL & 2L-LP- 1 44 

- PRE FUNCTION-
HE-IS Bllst 

SMALL RR 

BALLROOM C 
Relamp Fixture wi (2) MAIN CORRIDOR 

SOFFIT STRIP 6 52 6 48 
- PREFUNCTION- F28T8/8XXlXL Lamp 

MENS RR 

BALLROOM C 
Relamp Fixture wi (1) MAIN CORRIDOR 

SOFFIT STRIP 4 29 4 25 
- PREFUNCTION- F28T8/8XXlXL Lamp 

MENS RR 

BALLROOM C 
Retrofit Fixture wi (1) 

MAIN CORRIDOR 
SOFFIT STRIP 2 26 F25T8/8XXlXUHL & 1 L- 2 20 

- PREFUNCTION- LP-HE-IS Bllst 
MENS RR 

BALLROOM C 
Relamp Fixture wi (2) MAIN CORRIDOR 

SOFFIT STRIP 6 52 6 48 
- PRE FUNCTION- F28T8/8XXlXL Lamp 

WOMENS RR 
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BALLROOM C 
MAIN CORRIDOR 

SOFFIT STRIP 4 - PREFUNCTION-
WOMENS RR 

BALLROOM C 
MAIN CORRIDOR 
- PRE FUNCTION- SOFFIT STRIP 2 

WOMENS RR 

BALLROOM C 
MAIN CORRIDOR 
- PRE FUNCTION- WRAP 1 

SMALL RR 

3004A 
:3TRIP 1 CUSTODIAN 

BALLROOM C 
MAIN SERVICE 

STRIP 214 CORRIDOR-
BACK OF HOUSE 

BALLROOM C 
MAIN SERVICE 

CORRIDOR-
BACK OF RECESSED TROFFER 7 
HOUSE-
KITCHEN 

SERVING AREA 

BALLROOM C 
RECESSED TROFFER 73 KITCHEN 

BALLROOM C 
CEILING MOUNT JELLY 

KITCHEN 32 
STOVES JAR IN STOVE HOODS 

BALLROOM C 
CEILING MOUNT JELLY KITCHEN 24 

COOLERS 
JAR IN STOVE HOODS 

ROOM 3020C 
RECESSED TROFFER 9 OFFICES OPEN 

ROOM 3020B 
RECESSED TROFFER 1 

OFFICES OPEN 

ROOM 3020A RECESSED CAN 
6 

OFFICE DIMMING 

DRY 
RECESSED TROFFER 4 STOREROOM 

29 

26 

59 

59 

59 

102 

102 

60 

60 

102 

102 

90 

102 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP-

HE-IS Bllst 

Retrofit Fixture wi (1) 

Johnson ~1<1 
Controls 

4 25 

2 20 

1 44 

F28T8/8XXlXL, 1 L-HP-HE-
1 33 IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 214 33 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

7 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

73 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 13W 
32 13 

Screw in CF 

Replace lamp wi 13W 
24 13 

Screw in CF 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

9 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

1 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
6 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

4 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
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MOP BUCKET 
STORAGE RECESSED TROFFER 1 102 
LOCKED 

OFFICE BY 3021 RECESSED TROFFER 4 102 

3021 STRIP 1 59 

3024A STRIP 4 59 

3024 STRIP 2 59 

SODA ROOM RECESSED TROFFER 7 59 

C302D RECESSED TROFFER 2 102 

BC-10 STRIP 1 59 

BC-08 STRIP 1 59 

C302A RECESSED TROFFER 2 102 

MENS DRESSING SOFFIT STRIP 
A 

5 26 

MENS DRESSING SOFFIT STRIP 
B 

2 26 

MENS DRESSING 
SOFFIT STRIP 

RR 
2 29 

WOMENS SOFFIT STRIP 
DRESSING A 

5 26 

WOMENS SOFFIT STRIP 
DRESSING B 

2 26 

Johnson ~6' 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
1 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

4 
REF(1.0BF)-HE-IS Bllst, & 

58 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 
1 33 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8Xx/XL, 1 L-HP-HE-
IS Bllst, & 4' 1 L Socket 

4 33 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8Xx/XL, 1 L-HP-HE-
IS Bllst, & 4' 1 L Socket 

2 33 

Plate Kit 
Retrofit Fixture wi (2) 

F28T8/8Xx/XL,2L-LP-HE- 7 
IS Bllst, & 2x4 White 44 

Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 
REF(1.0BF)-HE-IS Bllst, & 

58 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE- 1 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 5 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (1) 
F28T8/8Xx/XL Lamp 

2 25 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 5 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 
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WOMENS 
SOFFIT STRIP 2 29 

DRESSING RR 

3018 STRIP 4 59 

3016 STAIR WRAP 3 52 

3016 EXTERIOR 
ENTRY TO AIR WALL PACK 2 295 

HANDLER 

3016 ROOF AIR 
INDUSTRIAL HOOD 59 52 

HANDLER 

3016 ROOF AIR 
HANDLER 

VAPOR WRAP 4 59 

3016 ROOF AIR 
HANDLER INDUSTRIAL HOOD 2 52 

ELECTRICAL 

MENS RR SOFFIT STRIP 3 52 

MENS RR SOFFIT STRIP 3 29 

BALLROOM C 
ROOF STAIRS 

STRIP 84 59 
TO BOWIE 

STREET 

C301E STRIP 2 59 

CAGE- SERVING RECESSED TROFFER 9 102 
WARE STORAGE 

3013 STRIP 8 59 
MECHANICAL 

3012 STRIP 6 59 

BY 3012 LOCKED STRIP 6 59 

Johnson ~j(f 
Controls 

Relamp Fixture wi (1) 
2 25 F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

4 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 3 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Install new Wallpack 
Fixture wi (2) 42W CF 2 94 

Lamps & Electronic Ballast 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

59 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 4 44 

HE-IS Bllst 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 
Relamp Fixture wi (2) 

3 48 
F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1) 
3 25 

F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

84 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8Xx/XL, 1 L-HP-HE-
2 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

9 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

8 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8Xx/XL, 1 L-HP-HE-
6 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

6 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
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C3011-TABLE 
STORAGE WITH 

STRIP 9 59 WALKTHRU TO 
BALLROOM C 

C301A STRIP 2 59 

SERVICE SERVICE ELEVATOR 
2 300 ELEVATOR 16 RECESSED CHINA HAT 

SERVICE SERVICE ELEVATOR 
2 300 ELEVATOR 11 RECESSED CHINA HAT 

STAIRWEL BY 
SERVICE WRAP 6 52 

ELEVATOR 11 

TABLE STORAGE 
BY SERVICE STRIP 30 59 

ELEVATOR 11 

TABLE STORAGE 
BY SERVICE 

STRIP 15 59 ELEVATOR 11-
MECHANICAL 

3031 STRIP 4 59 

3028 STRIP 4 59 

3027 STAIR WRAP 1 52 

CAGE SERVING RECESSED TROFFER 6 102 
STORAGE 

3025 STRIP 4 59 

BALLROOM C 
RECESSED CAN 107 90 

DIMMING 

BALLROOM C 
RECESSED CAN 103 90 

ADJUSTABLE 

BALLROOM C 
WALL MOUNT INDIRECT 72 300 

DIMMING 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

9 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Replace lamp wi 30W 
2 30 Screw in CF 

Replace lamp wi 30W 
2 30 Screw in CF 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 6 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

30 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

15 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

4 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
4 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 1 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (2) 
F28T8/aXXlXL,2L-

6 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE- 4 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Install New 12W LED 107 12 
Recessed Can Fixture 

Replace lamp wi 60W 103 60 
PAR38 Halogen Infrared 

Install new Flood Fixture 72 69 
wi (2) 32W CF Lamps 
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Johnson ~1<' 
I .... ~ J Controls --

Retrofit fixture wi 100W 

BALLROOM C SURFACE CAN 42 295 
Ceramic Metal Halide 

42 112 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

BALLROOM C 
RECESSED CAN 

34 90 
Install New 12W LED 

34 12 DIMMING Recessed Can Fixture 

BALLROOM C 
Retrofit Fixture wi (2) 

WRAP 3 59 F28T8/8XXlXL & 2L-LP- 3 44 3008 STAIR 
HE-IS Bllst 

BALLROOM C Retrofit Fixture wi (1) 

3008 FLOOR 2 STRIP 11 59 
F28T8/8XXlXL, 1 L-HP-HE-

11 33 
FILMING ROOMS IS Bllst, & 4' 1 L Socket 

Plate Kit 

TOWER VIEW 
REGISTRATION -

Install new 4' Flood Fixture BOWIE STREET SURFACE MOUNT 2 250 wi (2) F28T8/8XXlXL, 3L- 2 58 STAIR TO EYEBALL 
BALLROOM STND-HE-IS Bllst 

LEVEL 

TOWER VIEW Retrofit fixture wi 320W 
REGISTRATION - CEILING PACK 16 458 Pulse Start Metal Halide 16 365 

OPEN Lamp & Ballast 

TOWER VIEW 
Replace lamp wi 18W REGISTRATION - RECESSED CAN 6 25 6 18 

OPEN Screw in CF 

Retrofit Fixture wi (2) 
MEETING ROOM 

RECESSED TROFFER 12 102 
F28T8/8XXlXL, 2L-

12 58 218 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

MEETING ROOM RECESSED CAN 
24 90 

Install New 12W LED 
24 12 218 DIMMING Recessed Can Fixture 

MEETING ROOM RECESSED CAN 4 100 
Replace lamp wi 60W G25 

4 60 218 DIMMING Halogen Lamp 

Retrofit Fixture wi (2) 
PRIVATE ROOM 

RECESSED TROFFER 2 102 
F28T8/8XXlXL,2L-

2 58 2098 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

PRIVATE ROOM 
RECESSED CAN 6 90 

Replace lamp wi 60W 
6 60 2098 PAR38 Halogen Infrared 

Retrofit Fixture wi (1) 

2097 STRIP 1 59 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
MEETING ROOM 

RECESSED TROFFER 28 102 
F28T8/8XXlXL,2L-

28 58 217D REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

MEETING ROOM RECESSED CAN 
54 90 

Install New 12W LED 
54 12 217D DIMMING Recessed Can Fixture 

Retrofit Fixture wi (2) 
MEETING ROOM 

RECESSED TROFFER 28 102 
F28T8/8XXlXL, 2L-

28 58 
217C REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
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MEETING ROOM RECESSED CAN 
54 217C DIMMING 

MEETING ROOM 
RECESSED TROFFER 21 

217B 

MEETING ROOM RECESSED CAN 
36 

217B DIMMING 

MEETING ROOM 
RECESSED TROFFER 28 

217A 

MEETING ROOM RECESSED CAN 
54 

217A DIMMING 

MEETING ROOM 
RECESSED TROFFER 6 

216B 

MEETING ROOM RECESSED CAN 
12 

216B DIMMING 

PRIVATE ROOM 
RECESSED TROFFER 2 

2095 

2096 STORAGE STRIP 1 

MEETING ROOM 
RECESSED TROFFER 12 

216A 

MEETING ROOM RECESSED CAN 
20 

216A DIMMING 

TOWER VIEW 
REGISTRATION 

MEETING 
STRIP 50 

ROOMS 
SERVICE 

CORRIDOR 
TOWER VIEW 

REGISTRATION 
MEETING 

RECESSED TROFFER 3 
ROOMS 

SERVICE 
CORRIDOR 

TOWER VIEW 
REGISTRATION 

MEETING 
ROOMS WRAP 10 

SERVICE 
CORRIDOR 
STAIRWELL 

SERVICE SERVICE ELEVATOR 2 
ELEVATOR 16 RECESSED CHINA HAT 

90 

102 

90 

102 

90 

102 

90 

102 

59 

102 

90 

59 

102 

52 

300 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 

Johnson ~1tf 
Controls 

54 12 

21 58 

36 12 

28 58 

54 12 

6 58 

12 12 

2 58 

F28T8/8XXlXL, 1 L-HP-HE-
1 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

12 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
20 12 

Recessed Can Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

50 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

3 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 10 30 
Remove Extra sockets & 
replace 2x4 Pris lense 

Replace lamp wi 30W 
2 30 Screw in CF 
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TOWER VIEW 
REGISTRATION 

MEETING 
ROOMS STRIP 11 

SERVICE 
CORRIDOR 
ROOM 2148 

TOWER VIEW 
REGISTRATION 

MEETING 
ROOMS RECESSED TROFFER 3 

SERVICE 
CORRIDOR 
ROOM 2147 

TOWER VIEW 
REGISTRATION 

MEETING 
ROOMS STRIP 1 

SERVICE 
CORRIDOR 
ROOM 2146 

TOWER VIEW 
REGISTRATION 

MEETING 
ROOMS WRAP 10 

SERVICE 
CORRIDOR 
STAIRWELL 

TOWER VIEW 
REGISTRATION 

MEETING 
ROOMS WRAP 10 

SERVICE 
CORRIDOR 
STAIRWELL 

TOWER VIEW 
REGISTRATION 

MEETING 
ROOMS STRIP 2 

SERVICE 
CORRIDOR 

ROOM C207C 
TOWER VIEW 

REGISTRATION 
MEETING 
ROOMS WRAP 10 

SERVICE 
CORRIDOR 
STAIRWELL 

HALL C & D 
FOYER (NEAR RECESSED CAN 36 

216A&B) 

HALL C & D 
FOYER (NEAR RECESSED CAN 2 

216 A & B) 

HALL C & D 
FOYER LANDING RECESSED CAN 15 
HALL ABOVE D 

59 

59 

59 

52 

52 

59 

52 

128 

25 

95 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XX/XL, 1 L-HP-HE-

11 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-LP-HE-

3 44 
IS Bllst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 10 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 10 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst- 10 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit fixture wi 1 x42CF 
36 46 

Recessed can Kit 

Replace lamp wi 18W 
2 18 

Screw in CF 

Retrofit fixture wi 1 x42CF 
15 46 

Recessed can Kit 
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HALL C & D 
RECESSED CAN 15 95 FOYER ABOVE C 

HALL C & D 
SOFFIT STRIP 3 52 FOYER MENS RR 

HALL C & D 
FOYER MENS RR SOFFIT STRIP 2 26 

HALL C & D 
FOYER WOMENS SOFFIT STRIP 3 52 

RR 

HALL C & D 
FOYER WOMENS SOFFIT STRIP 2 26 

RR 

HALL C & D 
FOYER MENS RR 

STRIP 1 59 CUSTODIAN 
LOCKED 

HALL C & D 
FOYER WOMENS 

STRIP 1 59 RR CUSTODIAN 
LOCKED 

PARKVIEW 
REGISTRATION RECESSED CAN 24 128 

OPEN 

PARKVIEW 
REGISTRATION RECESSED CAN 27 215 

OPEN 

PARKVIEW 
REGISTRATION RECESSED CAN 9 215 

OPEN 

PARKVIEW RECESSED SQUARE 
REGISTRATION WITH 4 RECESSED 18 860 

OPEN CANS 

PARKVIEW 
RECESSED SQUARE 

REGISTRATION 15 590 
OPEN 

WALL WASH 

PARKVIEW 
REGISTRATION RECESSED CAN 28 25 

OPEN 

PARKVIEW 
REGISTRATION RECESSED CAN 34 128 

OPEN 

PRIVATE ROOM RECESSED TROFFER 2 102 
2089 

MEETING ROOM RECESSED TROFFER 10 102 
215 

Johnson ~1<f 
Controls 

Retrofit fixture w/1 x42CF 
15 46 Recessed can Kit 

Relamp Fixture wi (2) 
3 F28T8/8XXlXL Lamp 48 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 48 F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit fixture w/1 x42CF 
Recessed can Kit 

24 46 

Retrofit fixture w/70W 
Ceramic Metal Halide 

Lamp, Electronic Ballast, & 27 80 

Recessed Can Retrofit Kit 

Retrofit fixture w/70W 
Ceramic Metal Halide 

Lamp, Electronic Ballast, & 9 80 

Recessed Can Retrofit Kit 

Install new 2x2 Surface 
Mount Fixtures wi (1) 

18 353 
315W Ceramic Metal 
Halide Lam~ & Ballast 

Retrofit (2) Fixtures wi 
200W Pulse Start Metal 15 464 
Halide Lamp & Ballast 

Replace lamp wi 18W 
28 18 

Screw in CF 

Retrofit fixture w/1 x42CF 
Recessed can Kit 

34 46 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L- 2 58 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L- 10 58 

REF(1.0BF)-HE-IS Bllst, & 
~x4 White ~eflector Kit 
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MEETING ROOM RECESSED CAN 
32 90 215 DIMMING 

MEETING ROOM 
RECESSED TROFFER 21 102 214D 

MEETING ROOM RECESSED CAN 
36 90 214D DIMMING 

MEETING ROOM 
RECESSED TROFFER 21 102 214C 

MEETING ROOM RECESSED CAN 
36 90 214C DIMMING 

MEETING ROOM 
RECESSED TROFFER 21 102 214B 

MEETING ROOM RECESSED CAN 
36 90 214B DIMMING 

MEETING ROOM 
RECESSED TROFFER 21 102 214A 

MEETING ROOM RECESSED CAN 
36 90 

214A DIMMING 

MEETING ROOM 
RECESSED TROFFER 9 102 

213B 

MEETING ROOM RECESSED CAN 
16 90 213B DIMMING 

MEETING ROOM 
RECESSED TROFFER 9 102 

213A 

MEETING ROOM RECESSED CAN 
16 90 

213A DIMMING 

MEETING ROOM 
RECESSED TROFFER 9 102 212B 

MEETING ROOM RECESSED CAN 
16 90 212B DIMMING 

MEETING ROOM 
RECESSED TROFFER 9 102 212A 

MEETING ROOM RECESSED CAN 
16 90 212A DIMMING 

Johnson ~6' 
Controls 

Install New 12W LED 
32 12 Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

21 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
36 12 Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

21 58 REF(1.OBF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
36 12 Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

21 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
36 12 Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

21 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
36 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

9 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
16 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

9 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
16 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

9 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
16 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

9 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
16 12 

Recessed Can Fixture 
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MEETING ROOM 
RECESSED TROFFER 9 102 210B 

MEETING ROOM RECESSED CAN 
15 90 210B DIMMING 

MEETING ROOM RECESSED CAN 
12 90 210B ADJUSTABLE 

MEETING ROOM 
RECESSED TROFFER 9 102 210A 

MEETING ROOM RECESSED CAN 
15 90 210A DIMMING 

MEETING ROOM RECESSED CAN 
12 90 210A ADJUSTABLE 

MEETING ROOM 
RECESSED TROFFER 9 102 208 

MEETING ROOM RECESSED CAN 
15 90 208 DIMMING 

MEETING ROOM RECESSED CAN 
12 90 208 ADJUSTABLE 

PARKVIEW 
REGISTRATION SOFFIT STRIP 5 52 

MENS RR BY 208 

PARKVIEW 
REGISTRATION SOFFIT STRIP 2 26 

MENS RR BY 208 

PARKVIEW 
REGISTRATION SOFFIT STRIP 3 52 

WOMENS RR BY 
208 

PARKVIEW 
REGISTRATION 

SOFFIT STRIP 2 26 WOMENS RR BY 
208 

MEETING ROOM 
RECESSED TROFFER 18 102 209 

MEETING ROOM RECESSED CAN 
30 90 209 DIMMING 

MEETING ROOM RECESSED CAN 24 90 209 ADJUSTABLE 

STORAGE ROOM 
RECESSED TROFFER 3 102 2124 

STORAGE ROOM 
RECESSED CAN 5 90 

2124 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1L-

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Johnson ~j 
Controls 

9 58 

15 12 

12 60 

9 58 

15 12 

12 60 

9 58 

15 12 

12 60 

5 48 

2 20 

3 48 

2 20 

18 58 

30 12 

24 60 

3 58 

5 60 
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MEETING ROOM 
RECESSED TROFFER 18 

211 

MEETING ROOM RECESSED CAN 
30 211 DIMMING 

MEETING ROOM RECESSED CAN 
24 

211 ADJUSTABLE 

PARKVIEW 
REGISTRATION 

MEETING 
STRIP 22 

ROOMS 
SERVICE 

CORRIDOR 
PARKVIEW 

REGISTRATION 
MEETING 

STRIP 70 
ROOMS 

SERVICE 
CORRIDOR 
PARKVIEW 

REGISTRATION 
MEETING 

RECESSED TROFFER 6 
ROOMS 

SERVICE 
CORRIDOR 
PARKVIEW 

REGISTRATION 
MEETING 
ROOMS WRAP 22 

SERVICE 
CORRIDOR 
STAIRWELL 
PARKVIEW 

REGISTRATION 
MEETING 
ROOMS WRAP 22 

SERVICE 
CORRIDOR 
STAIRWELL 
PARKVIEW 

REGISTRATION 
MEETING 
ROOMS STRIP 6 

SERVICE 
CORRIDOR 
STRG 2116 

2117 AIR 
STRIP 19 

HANDLER 

PARKVIEW 
REGISTRATION 

MEETING 
ROOMS STRIP 2 

SERVICE 
CORRIDOR 
STRG 2125 

102 

90 

90 

59 

59 

102 

52 

52 

59 

59 

59 

Johnson ~j(f 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

18 58 REF(1.0BF)-HE-IS BlIst, & 
2x4 White Reflector Kit 

Install New 12W LED 
30 12 

Recessed Can Fixture 

Replace lamp wi 60W 
24 60 

PAR38 Halogen Infrared 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

22 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

70 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

6 58 
REF(1.0BF)-HE-IS BlIst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Blist - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Blist - 22 30 
Remove Extra sockets & 
replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
6 33 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

19 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
2 33 

Plate Kit 
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" 
. ;) Johnson ~j(, 
L~. '. "" I Controls -' 

PARKVIEW 
REGISTRATION Retrofit Fixture wi (1) 

MEETING F28T8/8XXlXUHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst - 22 30 

SERVICE Remove Extra sockets & 
CORRIDOR replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION Retrofit Fixture wi (1) 
MEETING F28T8/8XXlXUHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst- 22 30 

SERVICE Remove Extra sockets & 

CORRIDOR replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION Retrofit Fixture wi (1) 
MEETING 
ROOMS STRIP 2 59 

F28T8/8XXlXL, 1 L-HP-HE-
2 33 

SERVICE 
IS Bllst, & 4' 1 L Socket 

CORRIDOR 
Plate Kit 

STRG 2126 
PARKVIEW 

REGISTRATION Retrofit Fixture wi (1) 
MEETING F28T8/8XXlXUHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst - 22 30 

SERVICE Remove Extra sockets & 
CORRIDOR replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION Retrofit Fixture wi (1) 
MEETING F28T8/8XXlXUHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst - 22 30 

SERVICE Remove Extra sockets & 
CORRIDOR replace 2x4 Pris lense 
STAIRWELL 
PARKVIEW 

REGISTRATION 
Retrofit Fixture wi (1) 

MEETING 
ROOMS STRIP 1 59 

F28T8/8XXlXL, 1 L-HP-HE-
1 33 

SERVICE 
IS Bllst, & 4' 1 L Socket 

CORRIDOR Plate Kit 

ROOM C206M 
PARKVIEW 

REGISTRATION 
Retrofit Fixture wi (1) 

MEETING 
ROOMS STRIP 4 59 

F28T8/8XXlXL, 1 L-HP-HE-
4 33 

SERVICE 
IS Bllst, & 4' 1 L Socket 

CORRIDOR 
Plate Kit 

ROOM 2129 
PARKVIEW 

REGISTRATION 
MEETING 

Relamp Fixture wi (2) 
ROOMS SOFFIT STRIP 1 52 1 48 

SERVICE F28T8/8XXlXL Lamp 

CORRIDOR 
MENS RR 
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PARKVIEW 
REGISTRATION 

MEETING 
ROOMS SOFFIT STRIP 

SERVICE 
CORRIDOR 
MENS RR 

PARKVIEW 
REGISTRATION 

MEETING 
ROOMS SOFFIT STRIP 

SERVICE 
CORRIDOR 

WOMENS RR 
PARKVIEW 

REGISTRATION 
MEETING 
ROOMS SOFFIT STRIP 

SERVICE 
CORRIDOR 

WOMENS RR 
PARKVIEW 

REGISTRATION 
MEETING 
ROOMS 

RECESSED TROFFER 
SERVICE 

CORRIDOR 
STRG ROOM 

2132 
PARKVIEW 

REGISTRATION 
MEETING 

SERVICE ELEVATOR 
ROOMS 

SERVICE 
RECESSED CHINA HAT 

CORRIDOR 
SRVC ELEV 11 

MAIN 
CORRIDOR/STAT 

RECESSED CAN 
UE BRIDGE TO 
LOBBY BRIDGE 

MAIN RECESSED SQUARE 
CORRIDOR/STAT WITH 4 RECESSED 

UE BRIDGE TO 
LOBBY BRIDGE 

CANS 

MAIN 
CORRIDOR/STAT RECESSED SQUARE 

UE BRIDGE TO WALL WASH 
LOBBY BRIDGE 

MAIN 
CORRIDOR/STAT WALL MOUNT INDIRECT 

UE BRIDGE TO DIMMING 
LOBBY BRIDGE 

MAIN 
CORRIDOR/STAT RECESSED CAN 

UE BRIDGE TO 
LOBBY BRIDGE 

1 26 

1 52 

1 26 

3 59 

2 300 

14 128 

20 860 

1 590 

2 300 

5 25 

Retrofit Fixture w/ (1) 
F25T8/8Xx/XUHL & 1 L-

LP-HE-IS Bllst 

Relamp Fixture w/ (2) 
F28T8/8Xx/XL Lamp 

Retrofit Fixture w/ (1) 
F25T8/8Xx/XUHL & 1 L-

LP-HE-IS Bllst 

Retrofit Fixture w/ (2) 

Johnson ~j(, 
Controls 

1 20 

1 48 

1 20 

F28T8/8Xx/XL, 2L-LP-HE-
3 44 

IS Bllst, & 2x4 White 
Reflector Kit 

Replace lamp w/ 30W 
2 30 

Screw in CF 

Retrofit fixture w/ 1 x42CF 
14 46 

Recessed can Kit 

Install new 2x2 Surface 
Mount Fixtures w/ (1) 

20 353 
315W Ceramic Metal 
Halide Lamp & Ballast 

Retrofit (2) Fixtures w/ 
200W Pulse Start Metal 1 464 
Halide Lamp & Ballast 

Install new Flood Fixture 2 69 
w/ (2) 32W CF Lamps 

Replace lamp w/ 18W 
5 18 

Screw in CF 
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MEETING ROOM RECESSED TROFFER 25 102 
205 

MEETING ROOM RECESSED CAN 47 90 
205 DIMMING 

MEETING ROOM RECESSED TROFFER 20 102 
206A 

MEETING ROOM RECESSED CAN 
28 90 

206A DIMMING 

MEETING ROOM RECESSED TROFFER 20 102 
206B 

MEETING ROOM RECESSED CAN 28 90 
206B DIMMING 

MEETING ROOM 
RECESSED TROFFER 20 102 

207A 

MEETING ROOM RECESSED CAN 
28 90 207A DIMMING 

MEETING ROOM 
RECESSED TROFFER 20 102 

207B 

MEETING ROOM RECESSED CAN 
28 90 207B DIMMING 

RESTROOM 
SOFFIT STRIP 7 52 HALLWAY 

RESTROOM 
HALLWAY SOFFIT STRIP 2 26 

MENS RR SOFFIT STRIP 3 52 

MENS RR SOFFIT STRIP 1 29 

MENS RR SOFFIT STRIP 1 26 

WOMENS RR SOFFIT STRIP 3 52 

WOMENS RR SOFFIT STRIP 1 29 

WOMENS RR SOFFIT STRIP 1 26 

MENS RR 
STRIP 1 59 CUSTODIAN 

Johnson ~j 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L- 25 58 REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 47 12 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L- 20 58 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

20 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L- 20 58 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

20 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Relamp Fixture wi (2) 
7 48 F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 3 48 
F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1 ) 1 25 F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 48 

F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1) 
1 25 

F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1 ) 
F25T8/8Xx/XUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 
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2106 FIRE 
STRIP 2 ALARM PANEL 

ENTRY TO 
SERVICE 

SOFFIT STRIP 2 
HALLWAY AND 

STAIR 

ENTRY TO 
SERVICE 

HALLWAY AND WRAP 22 
STAIR-

STAIRWELL 

ENTRY TO 
SERVICE 

HALLWAY AND WRAP 22 
STAIR-

STAIRWELL 

STATUE 
BRIDGE/HALL C 

MEETING 
STRIP 101 

ROOMS 
SERVICE 
HALLWAY 
STATUE 

BRIDGE/HALL C 
MEETING 

RECESSED TROFFER 3 
ROOMS 

SERVICE 
HALLWAY 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS WRAP 6 

SERVICE 
HALLWAY STAIR 

TO LEVEL 1 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS STRIP 23 

SERVICE 
HALLWAY RM 

2151 
MECHANICAL 

STATUE 
BRIDGE/HALL C 

MEETING SERVICE ELEVATOR 
ROOMS 2 

SERVICE 
RECESSED CHINA HAT 

HALLWAY SRVC 
ELEVATOR 18 

59 

52 

52 

52 

59 

102 

52 

59 

300 

Johnson ~1<' 
Controls 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Relamp Fixture wi (2) 
2 48 F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F2STS/SXXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

101 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

3 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 6 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

23 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 

Replace lamp wi 30W 
2 30 

Screw in CF 
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-
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS STRIP 2 

SERVICE 
HALLWAY RM 

2152 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS STRIP 2 

SERVICE 
HALLWAY RM 

2153 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS STRIP 23 

SERVICE 
HALLWAY RM 

2102 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS STRIP 6 

SERVICE 
HALLWAY RM 

2156 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS STRIP 17 

SERVICE 
HALLWAY RM 

2104 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS WRAP 22 

SERVICE 
HALLWAY 

STAIRWELL 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS WRAP 22 

SERVICE 
HALLWAY 

STAIRWELL 
STATUE 

BRIDGE/HALL C 
MEETING 
ROOMS 

SERVICE STRIP 1 
HALLWAY 

UNMARKED 
ROOM BY 

STAIRWELL 

59 

59 

59 

59 

59 

52 

52 

59 

Johnson ~j(f 
Controls 

Retrofit Fixture w/ (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

2 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture w/ (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

2 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture w/ (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

23 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture w/ (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

6 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture w/ (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

17 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture w/ (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Bllst- 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture w/ (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

1 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 
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• Johnson tJ)j(, 
Controls -

STATUE 
BRIDGE/HALL C Retrofit Fixture w/ (1) 

MEETING F28T8/8XXlXUHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst - 22 30 

SERVICE Remove Extra sockets & 
HALLWAY replace 2x4 Pris lense 

STAIRWELL 
STATUE 

BRIDGE/HALL C Retrofit Fixture w/ (1) 
MEETING F28T8/8XXlXUHL & 1 L-
ROOMS WRAP 22 52 REF(1.0BF)-HE-IS Bllst - 22 30 

SERVICE Remove Extra sockets & 
HALLWAY replace 2x4 Pris lense 

STAIRWELL 
STATUE 

BRIDGE/HALL C 
MEETING Retrofit fixture w/ (1) 
ROOMS 

INDUSTRIAL HOOD 18 72 F28T8/8XXlXL & 1 L-HP-
18 33 SERVICE HE-IS Bllst - Remove extra 

HALLWAY RM sockets 
2068 AIR 
HANDLER 
STATUE 

BRIDGE/HALL C 
Retrofit Fixture w/ (1) MEETING 

ROOMS STRIP 4 59 
F28T8/8XXlXL, 1 L-HP-HE-

4 33 
SERVICE IS Bllst, & 4' 1 L Socket 

HALLWAY RM Plate Kit 

2069 
STATUE 

BRIDGE/HALL C 
MEETING 

Retrofit Fixture w/ (1) ROOMS 
SERVICE STRIP 6 59 

F28T8/8XXlXL, 1 L-HP-HE-
6 33 

HALLWAY RM IS Bllst, & 4' 1 L Socket 

CAIR STORAGE Plate Kit 

BY LOBBY 
BRIDGE 
STATUE 

BRIDGE/HALL C 
MEETING 

Retrofit Fixture w/ (1) ROOMS 
SERVICE STRIP 12 59 

F28T8/8XXlXL, 1 L-HP-HE-
12 33 

HALLWAY DOWN IS Bllst, & 4' 1 L Socket 

STAIRS LOWER Plate Kit 

LEVEL 
MECHANICALS 

WEST MAIN 
CORRIDOR WALL MOUNT INDIRECT 

4 300 
Install new Flood Fixture 

4 69 LOBBY BRIDGE DIMMING wi (2) 32W CF Lamps 
TO 204 

WEST MAIN 
CORRIDOR 

RECESSED CAN 12 25 
Replace lamp w/ 18W 

12 18 LOBBY BRIDGE Screw in CF 
TO 204 
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WEST MAIN 
CORRIDOR RECESSED SQUARE 

LOBBY BRIDGE WALL WASH 6 590 

TO 204 

WEST MAIN 
RECESSED SQUARE CORRIDOR 
WITH 4 RECESSED 10 860 

LOBBY BRIDGE 
CANS 

TO 204 

MEETING ROOM 
RECESSED TROFFER 20 102 

204B 

MEETING ROOM RECESSED CAN 
35 90 204B DIMMING 

MEETING ROOM RECESSED TROFFER 15 102 
204A 

MEETING ROOM RECESSED CAN 
28 90 

204A DIMMING 

MEETING ROOM 
RECESSED CAN 1 25 

204A 

ST AI R BY 204A WRAP 11 52 

204 SERVICE 
STRIP 5 59 

CORRIDOR 

204 SERVICE RECESSED TROFFER 2 102 
CORRIDOR 

204 SERVICE 
CORRIDOR RM INDUSTRIAL HOOD 11 52 

2047 AIR 
HANDLER 

204 SERVICE 
CORRIDOR RM STRIP 1 59 

2057 

204 SERVICE 
CORRIDOR RM STRIP 5 59 

BY 2057 

RESTROOM SOFFIT STRIP 8 52 
HALLWAY 

RESTROOM SOFFIT STRIP 2 26 
HALLWAY 

MENS RR SOFFIT STRIP 3 52 

Johnson ~1<j 
Controls 

Retrofit (2) Fixtures wi 
200W Pulse Start Metal 6 464 
Halide Lamp & Ballast 

Install new 2x2 Surface 
Mount Fixtures wi (1) 

10 353 
315W Ceramic Metal 
Halide Lamp & Ballast 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

20 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
35 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

15 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Replace lamp wi 18W 
1 18 

Screw in CF 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Bllst - 11 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

5 33 
IS Bllst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

11 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit Fixture wi (1) 
F28T8/8XX1XL, 1 L-HP-HE- 1 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 
5 33 

Plate Kit 

Relamp Fixture wi (2) 8 48 
F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 3 48 
F28T8/8Xx/XL Lamp 
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MENS RR SOFFIT STRIP 1 29 

MENS RR SOFFIT STRIP 1 26 

WOMENS RR SOFFIT STRIP 3 52 

WOMENS RR SOFFIT STRIP 1 29 

WOMENS RR SOFFIT STRIP 1 26 

MENS RR 
STRIP 1 59 CUSTODIAN 

UNMARKED 
STRIP 3 59 ROOM BY RR 

MEETING ROOM 
RECESSED TROFFER 12 102 203B 

MEETING ROOM RECESSED CAN 
28 90 203B DIMMING 

MEETING ROOM 
RECESSED TROFFER 12 102 

203A 

MEETING ROOM RECESSED CAN 
28 90 203A DIMMING 

MEETING ROOM 
RECESSED TROFFER 12 102 

202B 

MEETING ROOM RECESSED CAN 
28 90 

202B DIMMING 

MEETING ROOM 
RECESSED TROFFER 12 102 

202A 

MEETING ROOM RECESSED CAN 
28 90 

202A DIMMING 

MEETING ROOM RECESSED CAN 
4 100 

202A DIMMING 

MEETING ROOM 
RECESSED TROFFER 15 102 

201 

MEETING ROOM RECESSED CAN 
48 90 

201 DIMMING 

Johnson rDlt, 
Controls 

Relamp Fixture wi (1) 
1 25 F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 48 

F28T8/8Xx/XL Lamp 

Relamp Fixture wi (1) 
1 25 

F28T8/8Xx/XL Lamp 

Retrofit Fixture wi (1) 
F25T8/8Xx/XUHL & 1 L- 1 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

3 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

12 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
28 12 Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

12 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 28 12 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

12 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 28 12 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

12 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Replace lamp wi 60W G25 
4 60 

Halogen Lamp 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

15 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
48 12 

Recessed Can Fixture 
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MEETING ROOM RECESSED CAN 
7 201 DIMMING 

WEST SIDE 
LOBBY BRIDGE 

TO 204 SERVICE 
STRIP 6 CORRIDOR 

CHAIR STORAGE 
BY BRIDGE 

WEST SIDE 
LOBBY BRIDGE 

STRIP 41 TO 204 SERVICE 
CORRIDOR 

WEST SIDE 
LOBBY BRIDGE 

RECESSED TROFFER 4 TO 204 SERVICE 
CORRIDOR 

WEST SIDE 
LOBBY BRIDGE 

TO 204 SERVICE STRIP 6 
CORRIDOR RM 
2041 LOCKED 

WEST SIDE 
LOBBY BRIDGE 

TO 204 SERVICE STRIP 6 
CORRIDOR RM 
2039 LOCKED 

WEST SIDE 
LOBBY BRIDGE 

TO 204 SERVICE STRIP 6 
CORRIDOR RM 
2038 LOCKED 

WEST SIDE 
LOBBY BRIDGE 

TO 204 SERVICE STRIP 6 
CORRIDOR RM 
2040 LOCKED 

WEST SIDE 
LOBBY BRIDGE SERVICE ELEVATOR 

TO 204 SERVICE 
RECESSED CHINA HAT 

2 
CORRIDOR 

SRVC ELEV 5 

WEST SIDE 
LOBBY BRIDGE 

TO 204 SERVICE WRAP 22 
CORRIDOR 
STAIRWELL 

WEST SIDE 
LOBBY BRIDGE 

TO 204 SERVICE WRAP 22 
CORRIDOR 
STAIRWELL 

100 

59 

59 

102 

59 

59 

59 

59 

300 

52 

52 

Johnson ~j(, 
Controls 

Replace lamp wi 60W G25 
7 60 Halogen Lamp 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

6 33 IS BlIst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

41 33 IS BlIst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

4 58 REF(1.0BF)-HE-IS BlIst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

6 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 6 33 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 6 33 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

IS BlIst, & 4' 1 L Socket 
6 33 

Plate Kit 

Replace lamp wi 30W 
Screw in CF 

2 30 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Blist - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8Xx/XUHL & 1 L-
REF(1.0BF)-HE-IS Blist - 22 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

VI-135 



MAIN CORRIDOR 
WEST TO EAST 

RECESSED CAN 14 128 CONNECTING 
BRIDGE 1 

MAIN CORRIDOR 
WEST TO EAST 

RECESSED CAN 14 128 CONNECTING 
BRIDGE 2 

ROSEMARYS 
CATERING 
HALLWAY RECESSED TROFFER 1 89 
ELEVATOR 

LOBBY 

ROSEMARYS 
CATERING 
HALLWAY RECESSED TROFFER 9 59 
ELEVATOR 

LOBBY 

ROSEMARYS 
CATERING 
HALLWAY SURFACE MOUNT BBUP 1 30 

ELEVATOR 
LOBBY 

ROSEMARYS 
CATERING 

INDUSTRIAL HOOD 4.25" 2 109 HALLWAY 
MECHANICAL 

ROSEMARYS 
CATERING 

WALL WRAP 8 72 
HALLWAY 

STAIRWELL 

ROSEMARYS 
CATERING 

INDUSTRIAL HOOD 2 72 
HALLWAY 
TELECOM 

ROSEMARYS 
CATERING RECESSED TROFFER 5 89 

FLOOR 1 OPEN 

ROSEMARYS 
CATERING RECESSED TROFFER 2 89 

INTERNAL STAIR 

ROSEMARYS 
CATERING OPEN RECESSED TROFFER 4 89 

OFFICE 

Johnson ~j(f 
Controls 

Retrofit fixture w/1 x42CF 
Recessed can Kit 

14 46 

Retrofit fixture wi 1 x42CF 
14 46 Recessed can Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 1 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 9 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit Fixture wi (4) 
F28T8/8XXlXL,4L-LP-HE-

2 84 
IS Bllst, & 8' 4L Industrial 

Hood Kit 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

8 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 5 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.OBF)-HE-IS Bllst, & 2 58 
2x4 White Reflector Kit for 

Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 4 58 
2x4 White Reflector Kit for 

Parabolic Fixture 
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ROSEMARYS 
CATERING OPEN 

OFFICE RECESSED TROFFER 14 59 

HALLWAY 

ROSEMARYS 
CATERING OPEN 

RECESSED CAN 2 25 OFFICE 
HALLWAY 

ROSEMARYS 
CATERING OPEN 

OFFICE 
SURFACE MOUNT BBUP 2 30 

HALLWAY 

MENS RR RECESSED CAN 3 25 

MENS RR SOFFIT STRIP 2 52 

MENS RR 
INDUSTRIAL HOOD 4.25" 1 109 CUSTODIAN 

WOMENS RR RECESSED CAN 3 25 

WOMENS RR SOFFIT STRIP 2 52 

OFFICE 1 BY RR RECESSED TROFFER 4 59 

OFFICE 2 RECESSED TROFFER 3 59 

OFFICE 3 
LOCKED 

RECESSED TROFFER 3 59 

WORKROOM RECESSED TROFFER 4 89 

OFFICE 4 RECESSED TROFFER 6 59 

OFFICE 5 RECESSED TROFFER 4 59 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Replace lamp wi 18W 
Screw in CF 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Replace lamp wi 18W 
Screw in CF 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (4) 
F28T8/8XXlXL,4L-LP-HE-
IS Bllst, & 8' 4L Industrial 

Hood Kit 

Replace lamp wi 18W 
Screw in CF 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

Johnson ~l' 
Controls 

14 42 

2 18 

2 3 

3 18 

2 48 

1 84 

3 18 

2 48 

4 42 

3 42 

3 42 

REF(1.0BF)-HE-IS Bllst, & 
4 58 

2x4 White Reflector Kit 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 6 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 4 42 

Reflector kit for Deep Cell 
Parabolic Fixture 
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OFFICE 6 RECESSED TROFFER 5 59 

OFFICE 7 RECESSED TROFFER 4 59 

OFFICE 8 RECESSED TROFFER 15 59 

OFFICE 9 RECESSED TROFFER 6 59 

OFFICE 10 RECESSED TROFFER 6 59 

OFFICE 11 RECESSED TROFFER 6 59 

EAST SIDE MAIN 
CORRIDOR 

RECESSED CAN 128 128 
FROM 006A TO 

008B 

EAST SIDE MAIN 
CORRIDOR 

RECESSED CAN 12 25 
FROM 006A TO 

008B 

EAST SIDE MAIN 
CORRIDOR 

RECESSED CAN 2 90 
FROM 006A TO 

008B 

008B RECESSED TROFFER 15 102 

008B 
RECESSED CAN 

28 90 
DIMMING 

008A RECESSED TROFFER 15 102 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8XXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17TS/SXXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit fixture wi 1 x42CF 
Recessed can Kit 

Replace lamp wi 18W 
Screw in CF 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28TS/SXXlXL, 2L-

Johnson ~j 
Controls 

5 42 

4 42 

15 42 

6 42 

6 42 

6 42 

128 46 

12 18 

2 60 

REF(1.0BF)-HE-IS Bllst, & 
15 58 

2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L- 15 58 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
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008A RECESSED CAN 
28 90 DIMMING 

0070 RECESSED TROFFER 15 102 

0070 
RECESSED CAN 

28 90 DIMMING 

0070 
RECESSED CAN 

6 90 
ADJUSTABLE 

007C RECESSED TROFFER 15 102 

007C 
RECESSED CAN 

28 90 DIMMING 

007B RECESSED TROFFER 15 102 

007B 
RECESSED CAN 

28 90 DIMMING 

007A RECESSED TROFFER 15 102 

007A 
RECESSED CAN 

28 90 
DIMMING 

MENS RR SOFFIT STRIP 3 52 

MENS RR SOFFIT STRIP 2 29 

MENS RR SOFFIT STRIP 2 26 

WOMENS RR SOFFIT STRIP 3 52 

WOMENS RR SOFFIT STRIP 2 29 

WOMENS RR SOFFIT STRIP 2 26 

MENS RR 
CUSTODIAN STRIP 1 59 

LOCKED 

0060 RECESSED TROFFER 15 102 

0060 
RECESSED CAN 

28 90 DIMMING 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Replace lamp wi 60W 
PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install New 12W LED 
Recessed Can Fixture 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
F28T8/8XXlXL Lamp 

Relamp Fixture wi (1) 
F28T8/8XXlXL Lamp 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L-

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 

Johnson ~l<' 
Controls 

28 12 

15 58 

28 12 

6 60 

15 58 

28 12 

15 58 

28 12 

15 58 

28 12 

3 48 

2 25 

2 20 

3 48 

2 25 

2 20 

F28T8/8Xx/XL, 1 L-HP-HE- 1 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

15 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 
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~ 

006C RECESSED TROFFER 15 102 

RECESSED CAN 
28 90 006C 

DIMMING 

006B RECESSED TROFFER 15 102 

RECESSED CAN 
28 90 006B 

DIMMING 

006A RECESSED TROFFER 15 102 

RECESSED CAN 
28 90 006A 

DIMMING 

EAST SERVICE 
101 59 STRIP 

CORRIDOR 

EAST SERVICE 
7 102 RECESSED TROFFER 

CORRIDOR 

EAST SERVICE 
CORRIDOR RM STRIP 3 59 

0120 

EAST SERVICE 
CORRIDOR RM STRIP 1 59 

0119 

EAST SERVICE 
CORRIDOR RM STRIP 4 59 

0117 

STAIR TO LEVEL 
WRAP 6 52 

1 

EAST SERVICE 
CORRIDOR RM STRIP 6 59 

0116 

EAST SERVICE 
CORRIDOR RM STRIP 2 59 

coom 

EAST SERVICE 
CORRIDOR RM STRIP 5 59 

0113 

Johnson ~1<' 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

15 58 REF(1.0BF)-HE-IS BlIst, & 
2x4 White Reflector Kit 

Install New 12W LED 
28 12 Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

15 58 REF(1.0BF)-HE-IS BlIst, & 
2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

15 58 REF(1.0BF)-HE-IS BlIst, & 
2x4 White Reflector Kit 

Install New 12W LED 
28 12 

Recessed Can Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

101 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

7 58 REF(1.0BF)-HE-IS BlIst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

3 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
1 33 

IS BlIst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

4 33 IS BlIst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXLlHL & 1 L-
REF(1.0BF)-HE-IS Blist - 6 30 
Remove Extra sockets & 

replace 2x4 Pris lense 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

6 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
2 33 

IS BlIst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

5 33 
IS BlIst, & 4' 1 L Socket 

Plate Kit 
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EAST SERVICE 
CORRIDOR SERVICE ELEVATOR 

SERVICE RECESSED CHINA HAT 
2 

ELEVATOR 9 

EAST SERVICE 
CORRIDOR RM STRIP 2 

0107 

EAST SERVICE 
CORRIDOR RM STRIP 1 

0107A 

EAST SERVICE 
CORRIDOR RM INDUSTRIAL HOOD 4.25" 2 

0106 VAULT 

EAST 
RIVERWALK 
EXTERIOR SOFFIT STRIP 3 

ENTRY MENS RR 
BY RIVER 

EAST 
RIVERWALK 
EXTERIOR SOFFIT STRIP 2 

ENTRY MENS RR 
BY RIVER 

EAST 
RIVERWALK 
EXTERIOR SOFFIT STRIP 3 

ENTRY WOMENS 
RR BY RIVER 

EAST 
RIVERWALK 
EXTERIOR SOFFIT STRIP 2 

ENTRY WOMENS 
RR BY RIVER 

EAST 
RIVERWALK 
EXTERIOR STRIP 7 

ENTRY RM 0103 
BY RIVER 

EAST 
RIVERWALK 
EXTERIOR STRIP 2 

ENTRY RM 0103A 
BY RIVER 

MAIN CORRIDOR 
WEST SIDE 001 A 

RECESSED CAN TO SPIRAL 3 

STAIR 
MAIN CORRIDOR 
WEST SIDE 001 A 

RECESSED CAN TO SPIRAL 4 

STAIR 
MAIN CORRIDOR 
WEST SIDE 001 A 

WALL. SCONCE TO SPIRAL 2 

STAIR 

300 

59 

59 

123 

52 

26 

52 

26 

59 

59 

25 

25 

60 

Johnson ~1tf 
Controls 

Replace lamp wi 30W 
2 30 

Screw in CF 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

2 
IS Bllst, & 4' 1 L Socket 

33 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
1 

IS Bllst, & 4' 1 L Socket 
33 

Plate Kit 

Retrofit Fixture wi (4) 
F28T8/8XXlXL,4L-LP-HE-

2 
IS Bllst, & 8' 4L Industrial 

84 

Hood Kit 

Relamp Fixture wi (2) 
3 F28T8/8XXlXL Lamp 

48 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Relamp Fixture wi (2) 
3 F28T8/8XXlXL Lamp 

48 

Retrofit Fixture wi (1) 
F25T8/8XXlXUHL & 1 L- 2 20 

LP-HE-IS Bllst 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 
7 33 

Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

IS Bllst, & 4' 1 L Socket 2 33 

Plate Kit 

Replace lamp wi 18W 
3 18 Screw in CF 

Replace lamp wi 18W 
4 18 

Screw in CF 

Replace lamp wi 13W 
2 13 Screw in CF 
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MAIN CORRIDOR 
WEST SIDE STRIP 4 59 
ROOM 0002 

MAIN CORRIDOR STRIP 1 52 
WEST, MENS RR 

MAIN CORRIDOR 
STRIP 2 29 

WEST, MENS RR 

MAIN CORRIDOR 
WEST, WOMENS STRIP 1 52 

RR 

MAIN CORRIDOR 
WEST, WOMENS STRIP 2 29 

RR 

MAIN CORRIDOR 
WEST, MENS RR STRIP 4 29 

MECHANICAL 

MAIN CORRIDOR 
INDUSTRIAL HOOD 4 52 WEST, RM 0005 

MAIN CORRIDOR 
WEST, RM 0005 - KEYLESS WALL MOUNT 1 100 

2 

MAIN CORRIDOR 
WEST, RM 0005 - WALL PACK 1 295 

2 

MAIN CORRIDOR 
INDUSTRIAL HOOD 4 52 WEST, RM 00050 

MAIN CORRIDOR 
WEST, RM 00050 

KEYLESS WALL MOUNT 12 100 CABLE VAULT 
LOCKED 

MAIN CORRIDOR 
WEST, RM 00050 

INDUSTRIAL HOOD 4.25" 2 123 MOTOR ROOM 
LOCKED 

BY RIVER 
EXTERIOR VAPOR WRAP 33 112 

STOREROOM 10 

MEETING ROOM 
RECESSED TROFFER 30 102 

001A 

MEETING ROOM RECESSED CAN 
54 90 001A ADJUSTABLE 

Johnson rJJj(, 
Controls 

Retrofit Fixture wI (1) 
F28T8/8XXlXL, 1 L-HP-HE-

4 33 IS BlIst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wI (1) 
F28T8/8XXlXL & 1 L-

1 30 
REF(1.0BF)-HE-IS Blist -

Remove Extra sockets 

Relamp Fixture wI (1) 
2 25 

F28T8/8XXlXL Lamp 

Retrofit Fixture wI (1) 
F28T8/8XXlXL & 1 L-

1 30 REF(1.0BF)-HE-IS Blist -
Remove Extra sockets 

Relamp Fixture wI (1) 
2 25 

F28T8/8XXlXL Lamp 

Relamp Fixture wI (1) 
4 25 

F28T8/8XXlXL Lamp 

Retrofit fixture wI (1) 
F28T8/8XXlXL & 1 L-HP-

4 33 HE-IS Blist - Remove extra 
sockets 

Replace lamp wI 23W 
1 23 

Screw in CF 

Install new Wallpack 
Fixture wI (2) 42W CF 1 94 

Lamps & Electronic Ballast 

Retrofit fixture wI (1 ) 
F28T8/8XXlXL & 1 L-HP-

4 33 HE-IS Blist - Remove extra 
sockets 

Replace lamp wI 23W 
12 23 

Screw in CF 

Retrofit Fixture wI (4) 
F28T8/8XXlXL, 4L-LP-HE-

2 84 IS Bllst, & 8' 4L Industrial 
Hood Kit 

Retrofit Fixture wI (4) 
F28T8/8XXlXL & 4L-LP- 33 84 

HE-IS Blist 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

30 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wI 60W 
54 60 PAR38 Halogen Infrared 
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........ 

MEETING ROOM 
RECESSED TROFFER 30 

001B 

MEETING ROOM RECESSED CAN 
54 

001B ADJUSTABLE 

MEETING ROOM 
RECESSED TROFFER 6 

002A 

MEETING ROOM RECESSED CAN 
12 

002A ADJUSTABLE 

MEETING ROOM 
RECESSED TROFFER 6 

002B 

MEETING ROOM RECESSED CAN 
12 

002B ADJUSTABLE 

MEETING ROOM 
RECESSED TROFFER 6 

003A 

MEETING ROOM RECESSED CAN 
12 

003A ADJUSTABLE 

MEETING ROOM RECESSED TROFFER 6 
003B 

MEETING ROOM RECESSED CAN 
12 

003B ADJUSTABLE 

0OO7A STRIP 4 

SERVICE 
CORRIDOR BY STRIP 25 

003B 

SERVICE 
CORRIDOR BY RECESSED TROFFER 6 

003B 

SERVICE 
CORRIDOR BY STRIP 3 
003B RM 0008 

SERVICE 
CORRIDOR BY STRIP 6 
003B RM 0007B 

SERVICE 
CORRIDOR BY SERVICE ELEVATOR 

2 
003B SERVICE RECESSED CHINA HAT 

ELEVATOR 

102 

90 

102 

90 

102 

90 

102 

90 

102 

90 

59 

59 

102 

59 

59 

300 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

30 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Replace lamp wi 60W 
54 60 PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

6 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 60W 
12 60 

PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

6 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 60W 
12 60 

PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

6 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 60W 
12 60 

PAR38 Halogen Infrared 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

6 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Replace lamp wi 60W 
12 60 PAR38 Halogen Infrared 

Retrofit Fixture wi (1) 
F2aTa/aXXlXL, 1 L-HP-HE- 4 33 IS Bllst, & 4' 1 L Socket 

Plate Kit 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
IS Bllst, & 4' 1 L Socket 

25 33 

Plate Kit 

Retrofit Fixture wi (2) 
F2aTa/aXXlXL,2L-

6 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

3 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE-

6 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Replace lamp wi 30W 
2 30 Screw in CF 
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SERVICE 
TUNNEL 

VAPOR WRAP 38 59 

SERVICE 
CORRIDOR AT WRAP 5 72 

END OF TUNNEL 

SERVICE 
CORRIDOR AT WRAP 5 72 

END OF TUNNEL 

SERVICE 
CORRIDOR AT SERVICE ELEVATOR 

2 300 
END OF TUNNEL RECESSED CHINA HAT 

SRVC ELEV 2 

SERVICE 
CORRIDOR AT 

WALL WRAP 3 72 
END OF TUNNEL 

STAIRWELL 

SERVICE 
CORRIDOR AT 

INDUSTRIAL HOOD 8 72 
END OF TUNNEL 
0013A LOCKED 

SERVICE 
CORRIDOR AT 

INDUSTRIAL HOOD 8 72 
END OF TUNNEL 
0013A LOCKED 

ENGINEERING INDUSTRIAL HOOD 12 52 MAIN CORRIDOR 

ENGINEERING HIGHBAY 14 458 
MAIN CORRIDOR 

ENGINEERING 
MAIN CORRIDOR 

STRIP 4.25" 1 109 

ENGINEERING 
MAIN CORRIDOR 

SURFACE MOUNT BBUP 4 30 

ENGINEERING 
MAIN CORRIDOR 

INDUSTRIAL HOOD 12 72 
RM 0033 NO 

ACCESS 

ENGINEERING 
MAIN CORRIDOR WALL WRAP 6 72 

STAIR BY 0033 

ENGINEERING 
MAIN CORRIDOR INDUSTRIAL HOOD 1 72 

RM 0032 

Johnson 1IJj(, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-LP- 38 44 

HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-LP- 5 44 

HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-LP- 5 44 

HE-IS Bllst 

Replace lamp wi 30W 
2 30 

Screw in CF 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP- 3 33 

HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

8 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

8 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

12 33 HE-IS Bllst - Remove extra 
sockets 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

14 234 
Programmed Start T5 

Electronic Ballast 

Retrofit Fixture wi (4) 
F28T8/8Xx/XL, 4L-LP-HE- 1 84 

IS Bllst, & 8' 4L Skin Kit 

Install new Universal Red 
LED Exit wi Battery Back 4 3 

up 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

12 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

6 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28T8/8Xx/XL & 1 L-HP- 1 33 HE-IS Bllst - Remove extra 
sockets 

VI-144 



-.-

ENGINEERING 
MAIN CORRIDOR 

WRAP 
ELEVATOR BY 

RM 0026 

ENGINEERING 
MAIN CORRIDOR 

RECESSED TROFFER 
RM 0026 
KITCHEN 

ENGINEERING 
MAIN CORRIDOR CEILING MOUNT JELLY 

RM 0026 JAR IN STOVE HOODS 
KITCHEN 

ENGINEERING 
MAIN CORRIDOR 

VAPOR WRAP IN 
RM 0026 

FREEZER 
KITCHEN-

FREEZER 1 

ENGINEERING 
MAIN CORRIDOR 

RM 0026 VAPOR WRAP IN 
KITCHEN- FREEZER 

FREEZER 2 
LOCKED 

ENGINEERING 
MAIN CORRIDOR 

RM 0026 VAPOR WRAP IN 
KITCHEN- FREEZER 

FREEZER 3 
LOCKED 

ENGINEERING 
MAIN CORRIDOR 

RM 0026 VAPOR WRAP IN 
KITCHEN- BAKE FHEEZER 

SHOP 
STOREROOM 

ENGINEERING 
MAIN CORRIDOR 

RM 0026 INDUSTRIAL HOOD 
KITCHEN-

CUSTODIAN 

ENGINEERING 
MAIN CORRIDOR 

RM 0026 RECESSED TROFFER 
KITCHEN-
OFFICE 

ENGINEERING 
MAIN CORRIDOR 

RM 0026 RECESSED TROFFER 
KITCHEN-
OFFICE 

1 72 

75 102 

45 60 

4 72 

6 72 

6 72 

6 72 

1 52 

2 102 

2 102 

Johnson ~j(f 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-LP- 1 44 

HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

75 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Replace lamp wi 13W 
45 13 

Screw in CF 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

4 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

6 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

6 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

6 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

HE-IS Bllst - Remove extra 
1 33 

sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

58 
REF(1.0BF)-HE-IS Bllst, & 

2 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2 58 

2x4 White Reflector Kit 

VI-14S 



~. 

ENGINEERING 
MAIN CORRIDOR 

CEILING MOUNT JELLY 
20 60 RM 0026 

JAR IN COOLERS 
KITCHEN-
COOLER 

ENGINEERING 
MAIN CORRIDOR 

RM 0026 
102 RECESSED TROFFER 2 

KITCHEN-
LOCKED DOOR 
BY COOLERS 

ENGINEERING 
MAIN CORRIDOR INDUSTRIAL HOOD 1 72 

RM 0031 

ENGINEERING 
MAIN CORRIDOR INDUSTRIAL HOOD 6 52 

RM 0030 

ENGINEERING 
MAIN CORRIDOR INDUSTRIAL HOOD 1 52 

RM 0030 RM 1 

ENGINEERING 
MAIN CORRIDOR 

4 72 WRAP 
RM 0030 CART 

STORAGES 

ENGINEERING 
MAIN CORRIDOR 

72 INDUSTRIAL HOOD 2 
RM 0030 

STORAGE 

ENGINEERING 
MAIN CORRIDOR 

72 INDUSTRIAL HOOD 2 
RM 0030 

STORAGE 

ENGINEERING 
MAIN CORRIDOR 

RM 0030 INDUSTRIAL HOOD 2 72 
STORAGE 
LOCKED 

ENGINEERING 
MAIN CORRIDOR 
RM 0030 WATER INDUSTRIAL HOOD 2 72 

COOLER 
STORAGE 

ENGINEERING 
MAIN CORRIDOR INDUSTRIAL HOOD 1 72 

RM 0029 

ENGINEERING 
MAIN CORRIDOR INDUSTRIAL HOOD 4 52 

RM 0029 

Johnson ?lJjl 
Controls 

Replace lamp wi 13W 
20 13 

Screw in CF 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

6 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1 ) 

F28T8/8Xx/XL & 1 L-HP-
1 33 

HE-IS Bllst - Remove extra 
sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-LP- 4 44 

HE-IS Bllst 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit fixture wi (1 ) 
F28T8/8XX/XL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

2 33 
HE-IS Bllst - Remove extra 

sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28TS/SXx/XL & 1 L-HP- 4 33 
HE-IS Bllst - Remove extra 

sockets 

VI-146 



ENGINEERING 
MAIN CORRIDOR HIGHBAY 7 

RM 0029 

ENGINEERING 
MAIN CORRIDOR STRIP 1 

RM 0029 

ENGINEERING 
MAIN 

CORRIDOR, INDUSTRIAL HOOD 1 
CUSTODIAN 

NEXT TO 0027 

ENGINEERING 
MAIN 

CORRIDOR, 0027 
RECESSED TROFFER 12 

BREAK ROOM 

ENGINEERING 
MAIN 

CORRIDOR, 0020 RECESSED TROFFER 7 
MAl NT AND OPS 

OFFICE 
ENGINEERING 

MAIN 
CORRIDOR, 0020 
MAINT AND OPS STRIP 4 

OFFICE BREAK 
ROOM 

ENGINEERING 
MAIN 

CORRIDOR, 0020 
RECESSED TROFFER 

MAl NT AND OPS 
4 

OFFICE PRIVATE 
OFFICE 

ENGINEERING 
MAIN 

CORRIDOR, 0020 
RECESSED TROFFER 

MAl NT AND OPS 6 

OFFICE PRIVATE 
OFFICE LOCKED 

ENGINEERING 
MAIN 

SOFFIT STRIP 
CORRIDOR, 

2 

MENS RR 0053 
ENGINEERING 

MAIN 
SOFFIT STRIP 

CORRIDOR, 
2 

WOMENS R 0054 
ENGINEERING 

MAIN 
CORRIDOR, INDUSTRIAL HOOD 1 

MENS RR 
CUSTODIAN 

ENGINEERING 
MAIN 

CORRIDOR, 0017 
INDUSTRIAL HOOD 12 

SHOP OPEN 

458 

72 

52 

115 

115 

59 

72 

72 

52 

52 

72 

52 

Johnson ~j(f 
Controls 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

7 234 
Programmed Start T5 

Electronic Ballast 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 
HE-IS Blist - Remove extra 33 

sockets 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 
HE-IS Blist - Remove extra 33 

sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-

12 48 
HE-IS BlIst, & 2x4 White 

Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-STND-

7 48 HE-IS BlIst, & 2x4 White 
Reflector Kit 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL, 1 L-HP-HE-

4 33 IS BlIst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS BlIst, & 2x2 White 4 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Retrofit Fixture wi (3) 
F17T8/8Xx/XUHL, 3L-LP-
HE-IS BlIst, & 2x2 White 6 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Relamp Fixture wi (2) 
2 48 

F28T8/8Xx/XL Lamp 

Relamp Fixture wi (2) 
2 48 

F28T8/8Xx/XL Lamp 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 
HE-IS Blist - Remove extra 33 

sockets 

Retrofit fixture wi (1 ) 
F28T8/8Xx/XL & 1 L-HP-

12 HE-IS Blist - Remove extra 33 

sockets 

VI-147 



ENGINEERING 
MAIN HIGHBAY 9 45S 

CORRIDOR, 0017 
SHOP OPEN 

ENGINEERING 
MAIN 

INDUSTRIAL HOOD 4.25" 1 109 
CORRIDOR, 0017 

SHOP OPEN 

ENGINEERING 
MAIN 

INDUSTFUAL HOOD 6-7" 12 219 
CORRIDOR, 0017 

SHOP OPEN 

ENGINEERING 
MAIN 

CORRIDOR, 0017 
STRIP 10 59 ENGINEERING 

SHOP OPEN 
STORAGE 

HONEYWELL 
BASEMENT VAPOR WRAP 4 72 

OFFICE 

PAUL 
ESCAMILLIA 

VAPOR WRAP 3 72 OFFICE STORE 
ROOM 

PAUL 
ESCAMILLIA VAPOR WRAP 4 72 

OFFICE 

PAUL SANCHEZ 
RECESSED TROFFER 6 59 

OFFICE 

SECRETARIES 
RECESSED TROFFER 2 102 OFFICE 

BMO OFFICE RECESSED TROFFER S 102 

MR COBINAS 
OFFICE 

RECESSED TROFFER 10 59 

MR COBINAS 
OFFICE 

RECESSED CAN SMALL 6 35 

0017D CABLE 
INDUSTRIAL HOOD 4 52 

VAULT 

Johnson ~1t1 
Controls 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

9 234 
Programmed Start T5 

Electronic Ballast 

Retrofit Fixture wi (4) 
F2STS/SXXlXL,4L-LP-HE-

1 S4 
IS Bllst, & 8' 4L Industrial 

Hood Kit 

Retrofit Fixture wi (6) 
F2STS/SXXlXL, (2) 3L-HP-

12 196 
HE-IS Bllst, & S' 4L 
Industrial Hood Kit 

Retrofit Fixture wi (1) 
F2STS/SXXlXL, 1 L-HP-HE-

10 33 IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit fixture wi (1) 
F2STS/SXXlXL & 1 L-HP-

4 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F2STS/SXXlXL & 1 L-HP-

3 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit fixture wi (1) 
F2STS/SXXlXL & 1 L-HP-

4 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit Fixture wi (2) 
F17TS/SXXlXUHL, 2L-

6 29 
STND-HE-IS Bllst, & 2x2 

White Refl Kit 

Retrofit Fixture wi (2) 
F2STS/8XXlXL,2L-

2 5S REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F2STS/8XXlXL, 2L-

S 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (3) 
F17TS/SXXlXUHL, 3L-LP-
HE-IS Bllst, & 2x2 White 10 42 

Reflector kit for Deep Cell 
Parabolic Fixture 

Replace lamp wi 8W 
Screw in Cold Cathode 6 S 

Lamp 
Retrofit fixture wi (1) 

F2STS/SXXlXL & 1 L-HP-
4 33 

HE-IS Bllst - Remove extra 
sockets 

VI-148 



00170 CABLE 
HIGHBAY 1 458 

VAULT 

00170 CABLE 
VAULT 

STRIP 4.25" 1 123 

00170 CABLE 
STRIP 6 72 

VAULT 

00170 CABLE CEILING MOUNT JELLY 
7 100 

VAULT JAR 

00170 CABLE 
VAULT-WEST 

INDUSTRIAL HOOD 20 72 
SIDE PUMP 

ROOM 

00170 CABLE 
VAULT-WEST 
SIDE PUMP 

WALL PACK 2 295 

ROOM 

MENS RR WRAP 2 72 

MENS RR RESTROOM VANITY 1 120 

0017C STRIP 5 59 

0017C HIGHBAY 1 200 

0017B STRIP 4.25" 1 123 

0017B HIGHBAY 1 458 

0017CA STRIP 6 59 

LORENZO RECESSED TROFFER 6 72 
ROMERO 

Johnson tDlt, 
Controls 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

1 234 
Programmed Start T5 

Electronic Ballast 

Retrofit Fixture wi (4) 
F28T8/8XXlXL,4L-LP-HE- 1 84 

IS Bllst, & 8' 4L Skin Kit 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

6 33 HE-IS Bllst - Remove extra 
sockets 

Replace lamp wi 23W 
7 23 

Screw in CF 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

20 33 HE-IS Bllst - Remove extra 
sockets 

Install new Wallpack 
Fixture wi (2) 42W CF 2 94 

Lamps & Electronic Ballast 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 2 44 

HE-IS Bllst 
Install New 2' Vanity 

Fixture wi (1) 
1 17 F17T8/8XXlXUHL & 1 L-

STND-HE-IS Bllst 
Retrofit Fixture wi (1) 

F28T8/8XXlXL, 1 L-HP-HE-
5 33 IS Bllst, & 4' 1 L Socket 

Plate Kit 

Install New 1 x4 High Bay 
wi (2) F54T5HO Lamps & 1 117 

Programmed Start T5 
Electronic Ballast 

Retrofit Fixture wi (4) 
F28T8/8XXlXL, 4L-LP-HE- 1 84 

IS Bllst, & 8' 4L Skin Kit 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 1 234 

Programmed Start T5 
Electronic Ballast 

Retrofit Fixture wi (1) 
F28T8/8XXlXL, 1 L-HP-HE- 6 33 

IS Bllst, & 4' 1 L Socket 
Plate Kit 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L- 6 29 

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

VI-149 



LORENZO RECESSED CAN 
ROMERO DIMMING 6 120 

0017F STRIP 1 144 

0017E INDUSTRIAL HOOD 3 72 

BACK OF SHOP 
SERVICE INDUSTRIAL HOOD 7 72 

CORRIDOR 

ROOM 0011 INDUSTRIAL HOOD 1 72 

0012A INDUSTRIAL HOOD 2 72 

ENGINEERING 
MAIN RECESSED TROFFER 6 102 

CORRIDOR, 0015 

ENGINEERING 
MAIN INDUSTRIAL HOOD 6 72 

CORRIDOR, 0016 

ENGINEERING 
MAIN STRIP 1 72 

CORRIDOR, 0016 

ENGINEERING 
MAIN 

CORRIDOR, RECESSED TROFFER 4 115 
0016A PRIVATE 

OFFICE LOCKED 

ENGINEERING 
LOADING DOCK 

HIGHBAY 25 458 

ENGINEERING 
LOADING DOCK 

INDUSTRIAL HOOD 12 52 

ENGINEERING 
LOADING DOCK WALL WRAP 8 72 

STAIR 

LOADING DOCK 
WELDING INDUSTRIAL HOOD 1 72 
OFFICE 

Johnson ~j 
Controls 

Retrofit fixture wI (1) 
Vertically positioned 26W 

Compact Fluorescent, 
6 28 Dimming Electronic 

Ballast, & Recessed Can 
Retrofit Kit 

Retrofit Fixture wI (2) 
F28T8/8XXlXL & 2L-HP-

HE-IS Bllst - Remove extra 1 64 

sockets 
Retrofit fixture wI (1) 

F28T8/8XXlXL & 1 L-HP-
HE-IS Bllst - Remove extra 3 33 

sockets 
Retrofit fixture wI (1) 

F28T8/8XXlXL & 1 L-HP-
HE-IS Bllst - Remove extra 

7 33 

sockets 
Retrofit fixture wI (1) 

F28T8/8XXlXL & 1 L-HP-
HE-IS Bllst - Remove extra 1 33 

sockets 
Retrofit fixture wI (1) 

F28T8/8XXlXL & 1 L-HP-
HE-IS Bllst - Remove extra 

2 33 

sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
6 58 

2x4 White Reflector Kit 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

HE-IS Bllst - Remove extra 
6 33 

sockets 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
HE-IS Bllst - Remove extra 

1 33 

sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-STND-

4 48 
HE-IS Bllst, & 2x4 White 

Reflector Kit 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

25 234 
Programmed Start T5 

Electronic Ballast 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

12 
HE-IS Bllst - Remove extra 

33 

sockets 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
8 HE-IS Bllst - Remove extra 

33 

sockets 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP- 1 
HE-IS Bllst - Remove extra 

33 

sockets 

VI-1S0 



LOADING DOCK 
INDUSTRIAL HOOD 1 

WELDING STRG 

ENGINEERING 
LOADING DOCK INDUSTRIAL HOOD 5 

0018B 

ENGINEERING 
LOADING DOCK HiGHBAY 1 

0018B 

BALROOM A 
PENDANT MOUNT 

PENTHOUSE 4 
SIDE 1 

CHINA HAT 

BALROOMA 
PENTHOUSE STRIP 4.25" 5 

SIDE 1 

BALROOM A 
PENDANT MOUNT 

PENTHOUSE 4 
SIDE 2 

CHINA HAT 

BALROOMA 
PENTHOUSE STRIP 4.25" 5 

SIDE 2 

RAMP TO 
ENGINEERING WALL FLOOD 1 

LOADING DOCK 

ENGINEERING 
LOADING DOCK 

POLE 1 HEAD, 25' 2 

ENGINEERING CEILING MOUNT 
20 

LOADING DOCK SQUARE 

ENGINEERING 
WALL PACK 4 

LOADING DOCK 

ENGINEERING 
LOADING DOCK 

WALL PACK 3 

EXHIBIT A 2X2X1 RECESSED 
8 

ENTRY TROFFER 

EXHIBIT A RECESSED IN 
ENTRY HANDRAIL 

8 

ALAMO STREET 
GROUND MOUNT WALL 

ADMIN AREA 4 
VALET 

WASH 

ALAMO STREET 
2X2X1 RECESSED 

ADMIN AREA 
TROFFER 

12 
VALET 

ALAMO STREET 
2X2X1 RECESSED 

ADMIN AREA 5 
SIDEWALK 

TROFFER 

72 

52 

458 

100 

123 

100 

123 

295 

295 

215 

295 

295 

458 

43 

458 

458 

458 

Johnson ~1<' 
Controls 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

1 33 
HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28T8/8Xx/XL & 1 L-HP-
5 33 

HE-IS Bllst - Remove extra 
sockets 

Install New 1 x4 High Bay 
wi (4) F54T5HO Lamps & 

1 234 
Programmed Start T5 

Electronic Ballast 

Replace lamp wi 23W 
4 23 

Screw in CF 

Retrofit Fixture wi (4) 
F28T8/8Xx/XL,4L-LP-HE- 5 84 

IS Bllst, & 8' 4L Skin Kit 

Replace lamp wi 23W 
4 23 

Screw in CF 

Retrofit Fixture wi (4) 
F28T8/8Xx/XL, 4L-LP-HE- 5 84 

IS Bllst, & 8' 4L Skin Kit 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 1 232 

Lamp & Ballast 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 2 232 

Lamp & Ballast 

Install new Square Fixture 20 94 wi (2) 42W CF Lamps 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 4 232 

Lamp & Ballast 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 3 232 

Lamp & Ballast 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 8 365 

Lamp & Ballast 

Retrofit Fixture wi (1) 
F28T8/8Xx/XL & 1 L-LP- 8 22 

HE-IS Bllst 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 4 365 

Lamp & Ballast 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 12 365 

Lamp & Ballast 

Retrofit fixture wi 320W 
Pulse Start Metal Halide 5 365 

Lamp & Ballast 

VI-151 



ALAMO STREET 
ADMIN AREA WALL SCONCE 5 300 
SIDEWALK 

MARKET STREET 
BALLROOM A WALL SCONCE 

AREA, 
15 300 

SIDEWALK 

MARKET STREET 
BALLROOM A POLE 1 HEAD, 20' 6 295 

AREA 

STREET LEVEL 
ROOMS 001-003 WALL SCONCE 8 300 

CORRIDOR 

STREET LEVEL 
WALL MOUNT LANTERN 

THEATER 4 100 
ENTRANCE 

SCONCE 

STREET LEVEL 
THEATER RECESSED CAN 20 90 

CORRIDOR 

STREET LEVEL 
THEATER RECESSED CAN 22 90 

CORRIDOR 

BOWIE STREET 
VIP PARKING WALL PACK 13 295 

AREA 

BOWIE STREET 
VIP PARKING RECESSED CAN 22 215 

AREA 

BOWIE STREET 
EXTERIOR HIGH BAY 

CATERING DOCK 
6 458 

BOWIE STREET 
NEAR EXHIBIT 
HALL D & MAIN 

WALL PACK 4 295 

LOADING DOCK 

BOWIE STREET 
NEAR EXHIBIT 
HALL D & MAIN 

RECESSED CAN 24 215 

LOADING DOCK 

BOWIE STREET 
NEAR EXHIBIT 
HALL D & MAIN 

POLE 1 HEAD, 20' 15 295 

LOADING DOCK 

MAIN LOADING 
DOCK ENTRY 

WALL PACK 1 295 

Replace lamps wi (2) 42W 
Screw in CF 

Johnson tDll, 
Controls 

5 42 

Replace lamps wi (2) 42W 
15 42 Screw in CF 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 6 232 

Lamp & Ballast 

Replace lamps wi (2) 42W 
8 42 

Screw in CF 

Replace lamp wi 23W 
Screw in CF 

4 23 

Replace lamp with 70W 
20 70 

PAR38 Halogen Infrared 

Replace lamp with 70W 
22 70 

PAR38 Halogen Infrared 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 13 232 

Lamp & Ballast 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

22 80 Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Install New 1 x4 Sealed & 
Gasketed High Bay wi (4) 

F54T5HO Lamps & 6 234 
Programmed Start T5 

Electronic Ballast 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 4 232 

Lamp & Ballast 

Retrofit Fixture wi 2x42W 
compact Fluorescent 24 94 

Downlight Kit 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 15 232 

Lamp & Ballast 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 1 232 

Lamp & Ballast 
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PARKS AND 
REC. PARKING 

GARAGE SURFACE MOUNT 4 
WALKWAY BY EYEBALL 

MAIN LOADING 
DOCK 

EASTBANK 
OUTSIDE BREAK WALL PACK 1 

AREA STREET 
LEVEL 

EASTBANK 
LOBBY ENTRY RECESSED CAN 4 
STREET LEVEL 

EASTBANK 
LOBBY RECESSED CAN 4 

CONCOURSE 
LEVEL 

EASTBANK 
PLANTERS BY LANDSCAPE PAR 2 

RIVER 

BALLROOM B RECESSED CAN 6 
ENTRY 

BALLROOM B 
RECESSED CAN 10 

ENTRY 

BALLROOM B 
ENTRY 

RECESSED CAN 8 
CONCOURSE 

LEVEL 

BALLROOM B 
RECESSED SQUARE 2 

SIDE 

BALLROOM B 
RECESSED SQUARE 5 

SIDE 

BALLROOM B 
SIDE-ALAMO RECESSED SQUARE 10 

STREET AREA 

BALLROOM B 
SIDE-ALAMO WALL PACK 4 

STREET AREA 

EAST SIDE 
PLANTERS 

LANDSCAPE PAR 36 

EAST SIDE WALL PACK WITH 
RIVERWALK COVER 

24 

EAST SIDE 
WALL SCONCE 60 

RIVERWALK 

500 

295 

215 

215 

90 

215 

215 

215 

150 

150 

150 

295 

90 

295 

150 

Johnson ~j(, 
Controls 

Install new Wallpack 
Fixture wi (2) 42W CF 4 94 

Lamps & Electronic Ballast 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 1 232 

Lamp & Ballast 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

Lamp, Electronic Ballast, & 
4 80 

Recessed Can Retrofit Kit 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

4 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Replace lamp wi 23W 
PAR38 Exterior rated 2 23 

Screw in CF 

Retrofit fixture wi 70W 
Ceramic Metal Halide 6 80 

Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

10 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

8 80 
Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Replace lamp wi 32W 
2 32 

Screw in CF 

Replace lamp wi 32W 
5 32 

Screw in CF 

Replace lamp wi 32W 
10 32 

Screw in CF 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 4 232 

Lamp & Ballast 

Replace lamp wi 23W 
PAR38 Exterior rated 36 23 

Screw in CF 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 24 232 

Lamp & Ballast 

Install new flood fixture wi 
60 36 

32W CF Lamp & Ballast 
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EAST SIDE 
RIVERWALK RECESSED CAN 10 215 

THEATER AREA 

EAST SIDE WALL PACK WITH 
RIVERWALK 30 295 

THEATER AREA 
COVER 

EAST SIDE 
RIVERWALK WALL SCONCE 8 300 

THEATER AREA 

WEST SIDE WALL PACK WITH 
51 295 

RIVERWALK COVER 

WEST SIDE 
RIVERWALK LANDSCAPE PAR 36 90 
PLANTERS 

WEST SIDE 
RECESSED CAN 31 128 

RIVERWALK 

CONCOURSE 
TOWER AREA LANDSCAPE PAR 20 90 

PATIO 

CONCOURSE 
TOWER AREA LANDSCAPE PAR 2 90 

PATIO 

11762 98696 

BLDG 277 HEMISFAIR 

Qtyof 
Watts 

location in Existing light Fixtures 
per 

Facility Description to be 
existing 

upgrade 
Fixture 

d 

ELEVATOR 1 OPEN STRIP 3 43 

ELEVATOR 
LOBBY 

RECESSED CAN 6 125 

ELEVATOR 
LOBBY 

1 SIDED EXIT BBU 1 50 

HALLWAY RECESSED TROFFER 9 72 

HALLWAY 1 SIDED EXIT BBU 4 50 

Retrofit fixture wi 70W 
Ceramic Metal Halide 

Johnson ~j(, 
Controls 

Lamp, Electronic Ballast, & 
10 80 

Recessed Can Retrofit Kit 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 30 232 

Lamp & Ballast 

Replace lamps wi (2) 42W 
8 42 

Screw in CF 

Retrofit fixture wi 200W 
Pulse Start Metal Halide 51 232 

Lamp & Ballast 

Replace lamp wi 23W 
PAR38 Exterior rated 36 23 

Screw in CF 

Retrofit fixture wi 1 x42CF 
31 46 

Recessed can Kit 

Replace lamp wi 23W 
PAR38 Exterior rated 20 23 

Screw in CF 

Replace lamp wi 23W 
PAR38 Exterior rated 2 23 

Screw in CF 

11762 49480 

Watts 

Proposed light Post per 

Description 
Fixtures propose 
Quantity d 

Fixture 

Retrofit Fixture wi (1) 
F28T8/8XXlXL & 1 L-LP- 3 22 

HE-IS Bllst 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 6 28 
Electronic Ballast, & 

Recessed Can Retrofit Kit 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L-

9 29 
STND-HE-IS Bllst, & 2x2 

White Refl Kit 

Install new Universal Red 
LED Exit wi Battery Back 4 3 

up 

VI-154 



HALLWAY 2 SIDED EXIT BBU 1 50 

223 ELECTRICAL OPEN STRIP 1 72 

219 STORAGE RECESSED CAN 1 100 

MENS SURFACE: MOUNT WRAP 
RESTROOM 

2 59 

MENS 
RESTROOM 

OPEN STRIP 4 72 

WOMENS 
SURFACE: MOUNT WRAP 

RESTROOM 
2 59 

WOMENS 
RESTROOM 

OPEN STRIP 3 72 

221 JANITOR OPEN STRIP 1 72 

RECEPTION RECESSED TROFFER 4 144 

202 OFFICE RECESSED TROFFER 2 144 

CENTER OFFICE RECESSED TROFFER 1 144 

CENTER OFFICE RECESSED TROFFER 1 72 

203 OFFICE RECESSED TROFFER 2 144 

204 COPY I 
OPEN 

RECESSED TROFFER 3 144 

205 BREAK RM RECESSED TROFFER 3 144 

Johnson ~j(f 
Controls 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

1 
HE-IS Bllst - Remove extra 

33 

sockets 

Replace lamp wi 23W 
1 23 

Screw in CF 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 2 44 

HE-IS Bllst 

Retrofit fixture wi (1) 
F28T8/8XXlXL & 1 L-HP-

4 
HE-IS Bllst - Remove extra 

33 

sockets 

Retrofit Fixture wi (2) 
F28T8/8XXlXL & 2L-LP- 2 44 

HE-IS Bllst 

Retrofit fixture wi (1 ) 
F28T8/8XXlXL & 1 L-HP-

3 
HE-IS Bllst - Remove extra 

33 

sockets 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP-
1 

HE-IS Bllst - Remove extra 33 

sockets 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L- 4 58 REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

2 REF(1.0BF)-HE-IS Bllst, & 58 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

1 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

F17T8/8XXlXUHL, 2L-
1 29 

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

2 
REF(1.0BF)-HE-IS Bllst, & 58 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

3 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

3 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
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:; Johnson 
L , Controls . 

Retrofit Fixture wi (2) 

144 
F28T8/8Xx/XL, 2L-

4 58 206 OFFICE RECESSED TROFFER 4 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

72 
F17T8/8Xx/XLlHL,2L- 4 29 208 CORRIDOR RECESSED TROFFER 4 

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Retrofit Fixture wi (2) 

2 144 
F28T8/8Xx/XL,2L-

2 58 211 STORAGE RECESSED TROFFER REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

144 
F28T8/8Xx/XL,2L-

2 58 207 STORAGE RECESSED TROFFER 2 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

2 144 
F28T8/8Xx/XL,2L- 2 58 209 STORAGE RECESSED TROFFER 

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

4 144 
F28T8/8Xx/XL,2L- 4 58 210 STORAGE RECESSED TROFFER REF(1.OBF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

6 144 
F28T8/8Xx/XL,2L-

6 58 214 STORAGE RECESSED TROFFER REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit fixture wi (1 ) 
Vertically positioned 26W 

RECESSED DIMMING 
3 120 

Compact Fluorescent, 
3 28 214 STORAGE 

CAN Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Retrofit Fixture wi (2) 

1 144 
F28T8/8Xx/XL,2L-

1 58 213 FILES RECESSED TROFFER REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit fixture wi (1) 

1 72 
F28T8/8Xx/XL & 1 L-HP-

1 33 212 TELEPHONE OPEN STRIP 
HE-IS Bllst - Remove extra 

sockets 
Retrofit Fixture wi (2) 

4 144 
F28T8/8Xx/XL,2L-

4 58 215 OFFICE RECESSED TROFFER 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

216 FACULTY 
6 144 

F28T8/8Xx/XL,2L-
6 58 RECESSED TROFFER 

REF(1.0BF)-HE-IS Bllst, & LOUNGE 
2x4 White Reflector Kit 
Retrofit fixture wi 20W 

2 125 
Ceramic Metal Halide 

2 26 STAIRWELL RECESSED CAN Lamp, Electronic Ballast, & 
Recessed Can Retrofit Kit 

Retrofit fixture wi (1) 
217 

4 72 
F28T8/8Xx/XL & 1 L-HP-

4 33 MECHANICAL 
OPEN STRIP 

HE-IS Bllst - Remove extra 
sockets 
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236 ENTRY 144 RECESSED TROFFER 3 

OPEN 

236 ENTRY 1 SIDED EXIT BBU 1 50 
OPEN 

CORRIDOR RECESSED TROFFER 5 72 

CORRIDOR 1 SIDED EXIT BBU 1 50 

253 OFFICE RECESSED TROFFER 2 144 

254 OFFICE RECESSED TROFFER 2 144 

255 OFFICE RECESSED TROFFER 1 144 

249 OFFICE RECESSED TROFFER 1 144 

248 OFFICE RECESSED TROFFER 1 144 

247 OFFICE RECESSED TROFFER 1 144 

246 OFFICE RECESSED TROFFER 2 144 

250 OFFICE RECESSED TROFFER 1 144 

251 OFFICE RECESSED TROFFER 2 144 

252 OFFICE RECESSED TROFFER 2 144 

CORRIDOR RECESSED TROFFER 5 72 

Johnson ~j(, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

3 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL,2L-

5 29 
STND-HE-IS Bllst, & 2x2 

White Refl Kit 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

1 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

1 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

1 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

1 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

1 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (2) 
F28T8/8Xx/XL, 2L-

2 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wI (2) 

F17T8/8Xx/XUHL,2L-
5 29 STND-HE-IS Bllst, & 2x2 

White Refl Kit 
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CORRIDOR 1 SIDED EXIT BBU 1 50 

245 WORKROOM RECESSED TROFFER 2 144 

243 OFFICE RECESSED TROFFER 2 144 

242 OFFICE RECESSED TROFFER 1 144 

241 OFFICE RECESSED TROFFER 1 144 

240 OFFICE RECESSED TROFFER 1 144 

239 OFFICE RECESSED TROFFER 1 144 

238 OFFICE RECESSED TROFFER 2 144 

CORRIDOR RECESSED TROFFER 8 72 

CORRIDOR 1 SIDED EXIT BBU 2 50 

235 FILE RM RECESSED TROFFER 2 144 

232 OFFICE RECESSED TROFFER 2 144 

231 OFFICE RECESSED TROFFER 1 144 

230 OFFICE RECESSED TROFFER 1 144 

229 OFFICE RECESSED TROFFER 2 144 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 

F17T8/8XXlXUHL,2L-
STND-HE-IS Bllst, & 2x2 

White Refl Kit 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Johnson ~1<f 
Controls 

1 3 

2 58 

2 58 

1 58 

1 58 

1 58 

1 58 

2 58 

8 29 

2 3 

2 58 

2 58 

1 58 

1 58 

2 58 
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228 OFFICE RECESSED TROFFER 1 144 

227 OFFICE RECESSED TROFFER 2 144 

225 FISCAL RECESSED TROFFER 3 144 OFFICE 

225 FISCAL 1 SIDED EXIT BBU 1 50 OFFICE 

233 
CONFERENCE RECESSED TROFFER 2 144 

RM 

234 OFFICE RECESSED TROFFER 2 144 

237 OFFICE RECESSED TROFFER 1 144 

256 OFFICE RECESSED TROFFER 2 144 

257 
CONFERENCE RECESSED TROFFER 3 144 

RM 

MAIN LOBBY RECESSED CAN 6 125 

MAIN LOBBY RECESSED CAN 10 290 

MAIN LOBBY 1 SIDED EXIT BBU 2 50 

HALLWAY RECESSED TROFFER 17 72 

HALLWAY 1 SIDED EXIT BBU 5 50 

VESTIBULE RECESSED CAN 2 125 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install new Universal Red 
LED Exit wi Battery Back 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 
Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
Electronic Ballast, & 

Recessed Can Retrofit Kit 
Retrofit fixture wi 70W 
Ceramic Metal Halide 

Johnson ~j(f 
Controls 

1 58 

2 58 

3 58 

1 3 

2 58 

2 58 

1 58 

2 58 

3 58 

6 28 

Lamp, Electronic Ballast, & 
10 80 

Recessed Can Retrofit Kit 

Install new Universal Red 
LED Exit wi Battery Back 2 3 

up 

Retrofit Fixture wi (2) 
F17T8/8XXlXUHL, 2L- 17 29 STND-HE-IS Bllst, & 2x2 

White Refl Kit 

Install new Universal Red 
LED Exit wi Battery Back 5 3 

up 

Retrofit fixture wi (1) 
Vertically positioned 26W 2 28 

Compact Fluorescent, 
Electronic Ballast, & 
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CONFERENCE RECESSED TROFFER 9 144 
RM1A 

CONFERENCE RECESSED DIMMING 3 120 
RM1A CAN 

CONFERENCE 1 SIDED EXIT BBU 1 50 
RM1A 

CONFERENCE 
RECESSED CAN 2 100 

RM 1A SINK 

CONFERENCE 
RM 1A DOOR RECESSED CAN 1 100 

STORE 

CONFERENCE 
RECESSED TROFFER 6 144 

RM1B 

CONFERENCE RECESSED DIMMING 
3 120 

RM1B CAN 

CONFERENCE 
RM1B 

1 SIDED EXIT BBU 1 50 

CONFERENCE RECESSED TROFFER 9 144 RM1C 

CONFERENCE RECESSED DIMMING 
3 120 

RM1C CAN 

CONFERENCE 
1 SIDED EXIT BBU 1 50 RM1C 

CONFERENCE 
OPEN STRIP 1 72 RM 1 C JANITOR 

CONFERENCE 
RM 1C DOOR RECESSED CAN 1 100 

STORE 

Recessed Can Retrofit Kit 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

Johnson ~j(, 
Controls 

REF(1.0BF)-HE-IS Bllst, & 
9 58 

2x4 White Reflector Kit 
Retrofit fixture wi (1) 

Vertically positioned 26W 
Compact Fluorescent, 3 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Replace lamp wi 23W 
2 23 

Screw in CF 

Replace lamp wi 23W 1 23 
Screw in CF 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

6 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
3 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit Fixture wi (2) 
F28T8/8XXlXL,2L-

9 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit fixture wi (1) 
Vertically positioned 26W 

Compact Fluorescent, 
3 28 

Dimming Electronic 
Ballast, & Recessed Can 

Retrofit Kit 
Install new Universal Red 
LED Exit wi Battery Back 1 3 

uR 
Retrofit fixture wi (1) 

F28T8/8XXlXL & 1 L-HP- 1 33 
HE-IS Bllst - Remove extra 

sockets 

Replace lamp wi 23W 
1 23 

Screw in CF 
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104 TRAINING RECESSED TROFFER 12 144 

105 TRAINING I RECESSED TROFFER 9 144 OFFICE 

106 OPEN RECESSED TROFFER 6 144 
OFFICE 

107 OPEN RECESSED TROFFER 6 144 OFFICE 

111 
PRESENTATION SURFACE MOUNT WRAP 1 112 

OFFICE 

112 CAGE 
RECESSED TROFFER 8 144 

STORAGE 

113 OPEN RECESSED TROFFER 7 144 

113 OPEN 1 SIDED EXIT BBU 2 50 

113 CAGE OPEN STRIP 3 72 

113A 
EQUIPMENT RECESSED TROFFER 14 144 

STORE 

113B OPEN RECESSED TROFFER 14 144 
OFFICE 

113 REAR EXIT RECESSED TROFFER 3 144 HALL 

113 REAR EXIT 
RECESSED TROFFER 4 72 HALL 

113 REAR EXIT 
HALL 1 SIDED EXIT BBU 2 50 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL, 2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (4) 
F28T8/8Xx/XL & 4L-LP-

HE-IS Bllst 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Install new Universal Red 
LED Exit wi Battery Back 

up 
Retrofit fixture wi (1) 

F28T8/8Xx/XL & 1 L-HP-

Johnson ~j(f 
Controls 

12 58 

9 58 

6 58 

6 58 

1 84 

8 58 

7 58 

2 3 

HE-IS Bllst - Remove extra 
3 33 

sockets 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L- 14 58 REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L- 14 58 REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL,2L-

3 58 REF(1.0BF)-HE-IS Bllst, & 
2x4 White Reflector Kit 

Retrofit Fixture wi (2) 
F17T8/8Xx/XUHL, 2L- 4 29 

STND-HE-IS Bllst, & 2x2 
White Refl Kit 

Install new Universal Red 
LED Exit wi Battery Back 2 3 

up 
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114 PSAV 
EQUIPMENT RECESSED TROFFER 40 144 

ROOM 

114 PSAV 
EQUIPMENT 1 SIDED EXIT BBU 1 50 

ROOM 

WOMENS 
RESTROOM 

SURFACE MOUNT WRAP 3 59 

WOMENS 
OPEN STRIP 4 72 

RESTROOM 

MENS 
RESTROOM 

SURFACE MOUNT WRAP 2 59 

MENS 
OPEN STRIP 6 72 

RESTROOM 

110 ELECTRICAL OPEN STRIP 2 72 

109 JANITOR OPEN STRIP 1 72 

108 
OPEN STRIP 2 72 

MECHANICAL 

108 ELEVATOR OPEN STRIP 1 72 

108 TELEPHONE OPEN STRIP 2 72 

EXTERIOR 
PERIMETER RECESSED CAN 9 125 
ATTACHED 

422 13138 

DEMOLITION: 

Johnson 1/)1<, 
Controls 

Retrofit Fixture wi (2) 
F28T8/8XXlXL, 2L-

40 58 
REF(1.0BF)-HE-IS Bllst, & 

2x4 White Reflector Kit 

Install new Universal Red 
LED Exit wi Battery Back 1 3 

up 

Retrofit Fixture wi (2) 
F28T8/8Xx/XL & 2L-LP- 3 44 

HE-IS Bllst 

Retrofit fixture wi (1) 
F28T8/8Xx/XL & 1 L-HP-

4 33 HE-IS Bllst - Remove extra 
sockets 

Retrofit Fixture wi (2) 
F28T8/SXx/XL & 2L -LP- 2 44 

HE-IS Bllst 
Retrofit fixture wi (1 ) 

F28T8/8Xx/XL & 1 L-HP-
6 33 HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1 ) 

F28T8/8XXlXL & 1 L-HP-
2 33 HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28T8/8Xx/XL & 1 L-HP-
1 33 HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28TS/8Xx/XL & 1 L-HP-
2 33 HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1 ) 

F28T8/8Xx/XL & 1 L-HP-
1 33 HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1) 

F28T8/8Xx/XL & 1 L-HP-
2 33 HE-IS Bllst - Remove extra 

sockets 
Retrofit fixture wi (1 ) 

Vertically positioned 26W 
Compact Fluorescent, 9 28 
Electronic Ballast, & 

Recessed Can Retrofit Kit 
422 4901 

Existing lamps, ballasts and other materials will be removed from the site by ICI in accordance with 
Federal, State, and Local regulations. It is also the responsibility of ICI, acting as an agent for the 
Customer, to ensure the proper disposal of hazardous waste in accordance with the Federal, State and 
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Local laws and regulations. If PCB light ballasts are found, they will be disposed of accordingly listing 
the Customer as the "Owner" and "Generator" of the ballast waste. 
All Fluorescent and High Density Discharge will be recycled. 

FINAL ENGINEERING 

• Final development of light fixture drawings and retrofit codes. 
• Once the final engineering is complete, some minor modifications to the scope of work may be 

required. No modifications will be made to scope of work without prior acceptance of the City . 

.JOB COMPLETION 

• Sample light level readings will be conducted for all new lighting systems. A Report of the light level 
readings, construction drawings, equipment submittals and performance specifications will be 
provided for City's review and acceptance at the completion of the final engineering design phase. 
The City can also request additional Measurements if there are any areas of concern. Contractor will 
resolve occupant complaints to the satisfaction of Owner's project manager 

• Upon completion of the project, an Operations and Maintenance Manual will be provided for the 
material included in the project. The O&M Manual will include manufacturer's cut sheets, warranty 
information, and contact data. 

WARRANTIES 

Warranties were negotiated during development: 
• One (l) year workmanship. 
• The lamps and ballasts are covered by manufacturer's warranties. All warranties will be administered 

by each individual manufacturer. Refer to submittal package (warranty information listed on cut 
sheets) 

• lCI will furnish, upon completion of work, contact information for all manufacturers. For warranty 
purposes, manufacturers may request the defective product be returned for analysis. The Customer 
must retain all lamps and ballasts which fail prematurely and provide to the manufacturer upon request. 

EXCLUSIONS 

• Asbestos testing and abatement work. 
• All existing wiring to the fixtures is the responsibility of the Customer. If wiring and fixtures are not 

code compliant, it is the Customer's responsibility to bring them into compliance. 

SA VINGS CALCULATIONS 

Pre and Post Retrofit lighting operating hours can be found in the Appendix A - Detailed Calculations. 
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The energy consumption savings were determined by subtracting [Post-Retrofit Watts x Post-Retrofit 
Lighting Operating Hours] from [Pre-Retrofit Watts x Pre-Retrofit Lighting Operating Hours]. 

Demand reduction savings was calculated by the difference between Pre and Post lamp wattage times the 
diversity factor appropriate for each area. 

Cooling and heating energy impacts due to the lighting improvements are not included, but will generate 
additional savings for this ECRM. 

The lighting savings summary can be found in the Appendix A - Detailed Calculations. 

Annual Guaranteed Cost Savings for this ECRM is $620,382 

IMPLEMENTATION COST 

The Implementation Cost of $5,701,349 includes measure-specific material, equipment, labor, 
contingency, overhead and profit components. 

SIMPLE PAYBACK 

The Simple Payback Period calculation of 9.2 years equates from the Implementation Costs divided by 
the Annual Cost Savings. 
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ECRM#: 2 

ECRMNAME: Water Conservation 

SUMMARY DATA: 

Alamodome 

Electricity Savings: 0 
Natural Gas Savings: 462 
Water & Wastewater Savings: 2307 
Electricity Cost Savings: $0 
Natural Gas Cost Savings: $4,980 
WaterlW astewater Cost Savings: $11,002 
Total Cost Savings: $15,982 
Guaranteed Percentage: 97.25% 
Guaranteed Total Cost Savings: $15,542 
Implementation Cost: $9,868 
Simple Payback Period: 0.6 
Estimated Useful Life: 15 

DESCRIPTION: 

Convention 
Center 

0 
0 

648 
$0 
$0 

$3,506 
$3,506 

95.07% 
$3,333 
$1,920 

0.6 
15 

Total 

0 
462 

2955 
$0 

$4,980 
$14,508 
$19,487 
96.16% 
$18,739 
$11,788 

0.6 
15 
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kWh/year 
MMBTU/year 
kgaVvear 
/year 
/year 
/year 
/year 

/year 

years 
years 

This ECRM will include water conservation retrofits for many plumbing fixtures at the Alamodome, 
Convention Center and Hemisfair Building 277 (some existing plumbing fixtures are scheduled to 
remain). 

GOALS: 

• Water Conservation 
• Utility savings 
• Operation & maintenance savings 

ASSUMPTIONS: 

• Existing water & sewer lines are in good operating condition. 

VI-165 



Johnson ~Jc' 
Controls 

• City of San Antonio will be responsible for installation of warranted plumbing materials beginning at 
the date of Substantial Completion. 

SCOPE OF WORK: 

• All work will be coordinated with City personnel to minimize interruptions, delays, or safety 
violations. 

• All materials being installed shall be new. 
• Provide necessary protection to avoid damage to adjacent services in the surrounding work areas. 
• Work will be performed in accordance with all applicable codes and standards. 
• Faucet Aerators are tamper-proof 

The following water conservation retrofits are included in this ECRM: 

Facility 

Alamodome o o 404 60 464 
Convention Center o 2 42 2 46 
Total o 2 446 62 510 

DEMOLITION 

The City will have first right of refusal to keep all removed equipment. JCI will properly dispose of any 
removed equipment which is not kept by the City. 

FINAL ENGINEERING 

• Final development of new equipment submittals. 
• Once final engineering is complete, some minor modifications to scope of work may be required. No 

modifications will be made to scope of work without prior acceptance of the City. 
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EXCLUSIONS 

• Asbestos testing and abatement work. 
• Any work not associated with the standard replacement of plumbing fixtures. 
• ADA modifications. 

WARANTIES 

The following warranty on all labor and materials covered under this scope of work: 

Johnson ~j 
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• Warranties for material and labor are for one (1) year for workmanship and defective parts. 

• After the project is signed off the plumbing maintenance (replacing defective components covered 
under warranty) reverts back to the entity that serviced the system prior to the retrofit. Standard 
manufacturer's warranties are effective for one year from the purchase date of the equipment but can 
vary. 

Warranty does not cover damage by misuse, abuse, tampering or "acts of nature" outside our control. 

SA VINGS CALCULATIONS 

Sink Aerators / Faucets Restrictors 
Water savings are based on difference between Pre-Retrofit and Post-Retrofit GPM. 
Calculations utilize Pre-Retrofit [minutes per day] and [days per year]. 
Water heating savings are based on annual kgal savings, hot water temperature difference & heating 
efficiency. 

Toilets & Urinals 
Water savings are based on difference between Pre-Retrofit and Post-Retrofit GPF. 
Calculations utilize Pre-Retrofit [flushes per year]. 

Hot Water Savings 
Water heating savings are based on annual kgal savings, hot water temperature difference & heating 
efficiency. 

Water conservation savings summary appears in Appendix A - Detailed Calculations 

Annual Guaranteed Cost Savings for this ECRM is $18,739 
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IMPLEMENTATION COST 
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The Implementation Cost of $11,788 includes measure-specific material, equipment, labor, contingency, 
overhead and profit components. 

SIMPLE PAYBACK 

The Simple Payback Period calculation of 0.6 years equates from the Implementation Costs divided by 
the Annual Cost Savings. 

ADDITIONAL IMPROVEMENTS 

In addition to the water conservation measure described here, the Alamodome facility will also benefit of 
another water improvement measure: 285 new metering faucets will replace existing faucets throughout 
the facility. 
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ECRM#: 3 

ECRMNAME: Solar Thermal Water Heating 

SUMMARY DATA: 

Alamodome 

Electricity Savings: -
Natural Gas Savings: -
Water & Wastewater Savings: -
Electricity Cost Savings: -
Natural Gas Cost Savings: -
WaterlWastewater Cost Savings: -
Total Cost Savings: -
Guaranteed Percentage: -

Guaranteed Total Cost Savings: -
Implementation Cost: -
Simple Payback Period: -
Estimated Useful Life: -

DESCRIPTION: 

Convention 

Center 

21,355 
239 

° $1,495 
$7,019 

$0 
$8,514 

97.25% 
$8,280 

$212,0l3 
25.6 

20 

Total 

21,355 
239 

° $1,495 
$7,019 

$0 
$8,514 

97.25% 
$8,280 

$212,0l3 
25.6 

20 

Johnson ~jf 
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kWh/year 
MMBTU/year 
kgal/year 
/year 
/year 
/year 
/year 

/year 

years 
years 

This ECRM will include 2 solar thermal water heating systems at the Convention Center. This 
improvement will offset natural gas consumption with clean solar energy. 

The systems will be mounted on the roof, and will be passive type comprised of glazed collectors with 
integrated storage for medium temperature hot water. 
The systems will function as pre-heaters, with the existing fossil fuel heaters meeting any load not served 
by solar energy. 

GOALS: 

• Environmental benefit / clean energy (reduction of greenhouse emissions) 
• Natural Gas savings 
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SCOPE OF WORK: 

The following items are included in the proposed work scope: 
• Labor and materials to perform the installation of 2 solar thermal water heating systems as listed 

below. 
• All work will be coordinated with City personnel to minimize interruptions, delays, or safety 

violations. 
• All materials being installed shall be new. 
• Provide necessary protection to avoid damage to adjacent services in the surrounding work areas. 
• Work will be performed in accordance with all applicable codes and standards. 

The following water thermal systems are included in this ECRM: 

System 1 - West Kitchen 

• 800 GPD solar thermal heat recovery system 
• 8 collectors (4xlO) 
• 2 Taco 1600 series flow pumps 
• 20 gal drainback tank 
• Heat Exchanger (part of the drainback tank) 
• 4 Storage tanks (120 gaL) American TM120 SC-l 

• Etc 

System 2 - East Kitchen 

• 2,200 GPD solar thermal heat recovery system 
• 20 collectors (4x 10) 
• 2 Taco 1600 series flow pumps 
• 1 Taco 009 series bronze pump circulator 
• 120 gal drain back tank 
• Flat Plate 5x12-60 Heat Exchanger 
• 3 Storage tanks (500 gal.) - Lochinvar RGA500H 

• Etc 

FINAL ENGINEERING 

• Final development of new equipment submittals. 
• Once final engineering is complete, some minor modifications to scope of work may be required. No 

modifications will be made to scope of work without prior acceptance of the City. 
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EXCLUSIONS 

• Asbestos testing and abatement work. 

WARANTIES 

Johnson ~j(f 
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• Five (5) years warranty on materials and labor beginning at the date of Substantial Completion. 
• Specific details for each extended warranty will be provided in the O&M manuals. 

SA VINGS CALCULATIONS 

The Renewable Energy Project Analysis Software - RETScreen, recognized energy analysis software, was 
utilized to predict the savings associated with this ECRM. 

The inputs to the program include the settings and site conditions. The software performs an energy 
model, cost, emission, financial & risk analysis. 

The RETScreen savings are included in Appendix A - Detailed Calculations 

Annual Guaranteed Cost Savings for this ECRM is $8,280 

IMPLEMENTATION COST 

The Implementation Cost of $212,013 includes measure-specific material, equipment, labor, contingency, 
overhead and profit components. 

SIMPLE PAYBACK 

The Simple Payback Period calculation of 25.6 years equates from the Implementation Costs divided by 
the Annual Cost Savings. 
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ECRM#: 4 

ECRMNAME: Solar Window Film 

SUMMARY DATA: 

Alamodome 

Electricity Savings: 1,262,000 
Natural Gas Savings: 2030 
Water & Wastewater Savings: 0 
Electricity Cost Savings: $90,864 
Natural Gas Cost Savings: $21,907 
WaterlWastewater Cost Savings: $0 
Total Cost Savings: $112,771 
Guaranteed Percentage: 99.81% 
Guaranteed Total Cost Savings: $112,552 
Implementation Cost: $592,537 
Simple Payback Period: 5.3 
Estimated Useful Life: 20 

DESCRIPTION: 

Convention 
Center 

764,000 
708 

0 
$53,480 

$8,058 
$0 

$61,538 
95.00% 
$58,461 

$468,820 
8.0 
20 

Total 

2,026,000 
2738 

0 
$144,344 

$29,965 
$0 

$174,309 
97.40% 

$171,013 
$1,061,356 

6.2 
20 
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kWh/vear 
MMBTU/year 
kgal/vear 
/year 
/year 
/vear 
/year 

/year 

years 
vears 

This ECRM will include solar film upgrades at the Alamodome, Convention Center and Hemisfair 
Building 277. 

The solar film will be applied to glass surfaces. The solar film will reduce solar heat gain, UV 
transmission and glare, as well as improve fade protection, privacy and aesthetics. 

GOALS: 

• Energy savings (by reduction of heat gain though windows) 
• UV reduction, glare reduction 

ASSUMPTIONS: 

Existing windows are free of defect. 
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SCOPE OF WORK: 
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• All work will be coordinated with City personnel to mmlmlze interruptions, delays, or safety 
violations. 

• All materials being installed shall be new. 
• Provide necessary protection to avoid damage to adjacent services in the surrounding work areas. 

The following window film installation is included in this ECRM: 

Area of Window 
Facility Film to be 

Installed (sqft) 

Alamodome 64,575 

Convention 51,676 

Bldg 277 1,143 

Total 127,648 

Llumar type E-1220 is the solar film included in this ECRM. 

This film is a low-E film that significantly reduces solar heat gain through windows. The film has a low 
emissivity factor indicating the film's ability to reflect far-infrared heat without absorption. The film also 
has low reflecting qualities and allows visible light transmission. This film allows visibility from the 
interior to the exterior without affecting the film's solar performance. 

Specifications: 

1. 
3. 
4. 
5. 
6. 
7. 
8. 
9. 
10. 

Shading Coefficient: 
u-Value (winter median): 
Total solar energy rejection 
Ultraviolet rejection: 
Emissivity 
Glare Reduction 
Solar Transmittance 
Solar Reflectance 
Solar Absorptance 

DEMOLITION 

0.24 
0.71 
79% 
99% 
0.36 
86% 
9% 
57% 
9% 

Removal and re-installation of the interior vandal shield is included in the scope of work: 
The interior vandalshield film will be removed in order to install the tinted film and, once fully cured, new 
vandalshield will be installed. 
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The window tint will in not affect the exterior vandalshield film, this will remain in place as is. 
Doors are not currently included in the project and will not, therefore, affect the vandalshield film. 

EXCLUSIONS 

Repair of windows with significant cracks or defects. 

WARANTIES 

10 year Limited Warranty: LLUMAR® Solar Control Window Film is warranted for a period of 10 years 
from the date of original purchase when properly installed in accordance with manufacturer's instructions 
on suitable interior glass smfaces by a duly authorized dealer. Your LLumar Solar Control Window Film 
will maintain reflective properties without crazing, cracking or peeling, maintain adhesive properties 
without blistering, bubbling or delaminating from the glass and maintain appearance without 
discoloration. 

SA VINGS CALCULATIONS 

The computer modeling software DOE-2, a recognized energy modeling software, was utilized to predict 
the savings associated with this ECRM. The inputs to the program include the existing window 
characteristics, future window characteristics with the film applied, window square footage, window 
orientation, and the location of the facility. The software then selects the appropriate database 
information to calculate the existing window performance and the future window performance. The 
difference between the two sets of output data are used to calculate the savings. 

Solar Film savings (DOE-2 results) are included in Appendix A - Detailed Calculations 

Annual Guaranteed Cost Savings for this ECRM is $171,013 

IMPLEMENTATION COST 

The Implementation Cost of $1,061,356 includes measure-specific material, equipment, labor, 
contingency, overhead and profit components. 

SIMPLE PAYBACK 

The Simple Payback Period calculation of 6.2 years equates from the Implementation Costs divided by 
the Annual Cost Savings. 
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ECRMNO: 5 

ECRMNAME: HV AC & Controls 

SUMMARY DATA: 

Alamodome 

Electricity Savings: 434,710 
Natural Gas Savings: 0 
Water & Wastewater Savings: 0 
Electricity Cost Savings: $31,299 
Natural Gas Cost Savings: $0 
Water/W astewater Cost Savings: $0 
Total Cost Savings: $31,299 
Guaranteed Percentage: 97.25% 
Guaranteed Total Cost Savings: $30,438 
O&M Cost Savings: $21,349 
Total Cost Savings: $51,787 
Implementation Cost: $421,069 
Simple Payback Period: 8.1 
Estimated Useful Lifi:~: 20 

DESCRIPTION: 

Convention 
Center 

521,920 
0 
0 

$36,534 
$0 
$0 

$36,534 
97.25% 
$35530 

$35,530 
$683,607 

19.2 
20 

Total 

956,630 
0 
0 

$67,834 
$0 
$0 

$67,834 
97.25% 
$65,968 
$21,349 
$87,317 

$1,104,677 
12.7 

20 
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kWh/year 
MMBTU/year 
kgaVyear 
/year 
/year 
/year 
/year 

/year 
/year 
/year 

years 
years 

This ECRM will include HV AC & Controls Upgrades at the Alamodome, Convention Center and 
Hemisfair Building 277. 

GOALS: 

• Improved indoor temperatures 
• Improved reliability of existing HV AC & Controls systems 
• Energy savings 
• Operation & maintenance savings 
• Capital project savings 

ASSUMPTIONS: 
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• Equipment performance requirements are based on 30% engineering design phase. 
• Unless specified to be replaced in this ECRM, all AHU motors are in good working condition 
• The project implementation and cost projections determined in this ECRM are based upon reasonable 

access to the facilities during the construction period; the known facts of the building conditions, 
occupants, and schedules; the manufacturer's delivery dates for construction materials; 

SCOPE OF WORK: 

• All work will be coordinated with City personnel to minimize interruptions, delays, or safety 
violations. 

• All materials being installed shall be new. 
• Provide protection of existing finishes and or structures. Match patchwork of new finishes and 

structures like for like. 
• Prior to work beginning, all walls, floor or roof penetrations will be identified to City personnel for 

verification and inspection of location. 
• Remove and re-install existing lay-in ceilings as required to install new work. 
• Work will be performed in accordance with all applicable codes and standards. 

The following improvements are included in this ECRM: 

HV AC Improvements at Alamodome 

1. Install two new 460V /3Ph1200HP Variable Frequency Drives in existing boiler room to serve each 
boiler's dedicated hot water pump. Existing modulating bypass valve to remain, but shall be closed to 
bypass. 

2. Remove approximately (25) remaining old AHU Variable Frequency Drives and replace with new 
drives to be furnished by Johnson Controls. Provide modifications to existing conduits and wiring to 
accommodate the placement and connections to the new drives. Stockpile old VFD's in a central 
location to be determined by the owner. 

HVAC Improvements at Convention Center 

1. Installation of Variable Frequency Drives (VFDs) on four (4) out of eight (8) existing chilled water 
pumps (two VFDs in each of the two mechanical rooms). The VFDs shall be used to replace the 
existing discharge valve control, and the existing Honeywell controls shall be used to operate the new 
VFDs. 

Sequence of operation 
• The existing chilled water discharge damper volume control sequence shall be utilized. 
• The existing discharge damper shall remain in the full open position and the chilled water pump 

speed for one pump shall be varied via its new VFD in order to provide chilled water volume 
control. 
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• As this pump speed increases approaching 100 percent, one of the chilled water pumps without a 
VFD shall be started and the speed of the pump with the VFD shall be varied via its new VFD in 
order to provide chilled water volume control. 

• As the pump speed reduces approaching zero percent, the chilled water pump without a VFD shall 
be stopped and the speed of the pump with the VFD shall be varied via its new VFO in order to 
provide chilled water volume control. 

• If the pump speed reduces approaching zero percent and there are no chilled water pumps without 
a VFD operating, then the existing discharge damper shall be operated in order to provide chilled 
water volume control. In this case, as increased chilled water flow is required, the existing 
discharge damper shall be opened to the full open position before the chilled water pump speed is 
increased. 

2. Installation of VFDs on sixty-two (62) Air Handling Units throughout the facility. Fan motor HPs 
range from 20 to 100 HP. The VFDs shall be used to replace the existing inlet guide vanes, which 
control the duct static pressure for variable air volume control. 

3. AHU 655-01- Repair motorized damper on discharge side of the fan 

4. AHU 655-25 - Repair duct boot (discharge) 

5. AHU 705-06 - Repair ductwork (to avoid high velocity areas in the coil-moisture problems) 

HVAC Improvements at Building 277 Hemisfair 

1. Replace 2 AHU' s inlet guide vanes with new VFO in order maintain static pressure. 

Controls Improvements at Alamodome 

1. Develop complete dynamic graphics for HV AC systems. 

Controls Improvements at Convention Center 

1. Integrate existing Variable Volume control for CHW pumps and AHUs to new VFO installations. 

DEMOLITION: 

• City will have first right of refusal to keep all removed equipment. leI will properly dispose of any 
removed equipment which is not kept by the City. 

• ICI will properly dispose all removed refrigerant as required by state and federal laws. 
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FINAL ENGINEERING: 

• Development of construction drawings and equipment submittals. 
• Finalize equipment performance requirements. 
• Once final engineering is complete, some minor modifications to scope of work may be required. No 

modifications will be made to scope of work without prior acceptance of the City. 

WARRANTIES: 

• One (I) year warranty on materials and labor beginning at the date of Substantial Completion. 
• Specific details for each extended warranty will be provided in the O&M manuals. 

EXCLUSIONS: 

• Unless stated otherwise in this ECRM, asbestos testing and abatement work. 

COST SAVINGS CALCULATIONS: 

Variable Flow Pumping Savings 

Savings are based on the difference between Pre-Retrofit and Post-Retrofit reduced pump energy 
consumption (reduced hours of operation) 

Pump Energy Consumption = HP x (jlmotor elf) x motor load x 0.746 kwlhp x hours x BHP % 

AHU conversion from Inlet Vanes to Variable Frequency Drive Savings 

Savings are based on the difference between Pre-Retrofit and Post-Retrofit reduced fan energy 
consumption (increased fan efficiency) 

Fan Energy = 

kW * (Fan Cte 1 + 
Variable Airflow (Variable Airflow )2) 

Fan Cte 2 * + Fan Cte 3 * 
Maximun Airflow Maximun Airflow 

Fan Energy Consumption = Fan Energy * Hours 
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Night Setback Savings 

Savings are based on the difference between Pre-Retrofit and Post-Retrofit reduced AHU Energy 
consumption (reduced hours of operation) 

Energy Savings = Cooling Energy Savings + ABU Fan Energy Savings 

Cooling Energy Savings 

[ KW] [hrS] = Capacity [Tons] * Efficiency -- * Ll Hours of Operation - * 
Tons yr 

diversity 

[hrS] AHU Fan Energy Savings = Fan Power[kW] * Ll Hours of Operation yr * diversity 

Economizer Savings 

Savings are based on the difference between Pre-Retrofit and Post-Retrofit reduced AHU Energy 
consumption (by utilizing economizer exchanger during the winter when outside temperature is low) 

Economizer Savings 

(
1.08 * Airflow[CFM] * LlT[OF]) [kW] 

= 12,000 [Btu/Ton] * Effie Ton * Annual Free Cooling [hrs] 

HV AC & Controls Savings are included in Appendix A - Detailed Calculations 

Annual Guaranteed Cost Savings for this ECRM is $65,968 
O&M Cost Savings $21,349 
Total Cost Savings $87,317 

IMPLEMENTATION COST 

The Implementation Cost of $1,104,677 includes measure-specific material, equipment, labor, 
contingency, overhead and profit components. 

SIMPLE PAYBACK 

The Simple Payback Period calculation of 12.7 years equates from the Implementation Costs divided by 
the Annual Cost Savings. 
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VII. ANALYST CERTIFICATION 
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The undersigned certifies that this report has been conducted in accordance with the requirements and 
Format as administered by the State Energy Conservation Office. The undersigned also certifies that the 
data and the cost reduction estimates presented are factual, accurate, reasonable and in accordance with 
generally accepted engineering practices to the best of the analyst's knowledge and that this knowledge is 
based on the analyst's on-site investigation of the facilities involved. The undersigned further certifies that 
the analyst has no undisclosed, conflicting financial interest in the recommendations of this report. 

The undersigned also agrees that if a recommendation of this or any other report generated under this 
program is implemented, that no company or association that the analyst owns or has a financial interest 
in, will provide products or construction for this project. _ .... ,"",'\ 

-- c: OF r \, --.of ~'Y:' ........ €-t \, 
,. t:.:."' ." •• '!'l,.. • 

,filii --.".. •• U· '''' , o· '0 fj 

",.: °··'1 I'. . . 

, LUCIA G. LAN'~ 
~ .............•......•........... ~ 
"~\ 1 00333 /9: f 
f.;PO~· .. !!CENSt~ .. ·~~ 
'\ ~8$, ••••••••• 't\c,'\ -

" ION A\. t: _-
"""--~ =S~ep~t=e~m~b~e~r~1~3~,~2~0~1~0 ________________ ___ 

Signature Date 

Lucia G. Landry / Project Development Engineer -"'1=0=0'-",3=3=3 __________________________ _ 

Name / Title Texas P.E. Registration No 
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VIII. PROJECT FINANCIAL ANALYSIS 
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Total project cost is $8,755,403 ($8,725,414 installation cost plus $29,989 first year M&V) 
City plans to utilize 3rd party lease financing to pay for this project over a fifteen -year contract 
period. 

Total guaranteed energy savings over the contract period is $15,663,873 

Estimated financing debt services are based on a 3.462% interest rate. 
Financing company selected by the City will provide the City the final debt services. 

Project financial analysis for each year is shown in the following Business Case Analysis. 

City of San Antonio - Conv Ctr/Dome 

Project Cost $8,755,403 

Down Payment $0 

Financed Amount $8,755,403 

Interest Rate 3.462% 

Financed Term 15 years 

Annual 

Annual Energy Operational Total Annual Annual Project Annual Service Annual Cash 

Year Savings Savings Savings Costs Costs Total Costs Flow 

1 $884,517 $21,349 $905,866 $777,254 $62,307 $839,561 $66,305 

2 $928,743 $21,349 $950,092 $777,254 $23,433 $800,687 $149,406 

3 $928,743 $21,349 $950,092 $777,254 $24,135 $801,389 $148,703 

4 $975,180 $21,349 $996,529 $777,254 $24,860 $802,114 $194,416 

5 $975,180 $21,349 $996,529 $777,254 $25,605 $802,859 $193,670 

6 $1,023,939 $21,349 $1,045,288 $777,254 $26,373 $803,628 $241,661 

7 $1,023,939 $21,349 $1,045,288 $777,254 $27,165 $804,419 $240,870 

8 $1,075,136 $21,349 $1,096,485 $777,254 $27,980 $805,234 $291,252 

9 $1,075,136 $21,349 $1,096,485 $777,254 $28,819 $806,073 $290,412 

10 $1,128,893 $21,349 $1,150,242 $777,254 $29,684 $806,938 $343,304 

11 $1,128,893 $21,349 $1,150,242 $777,254 $30,574 $807,828 $342,414 

12 $1,128,893 $21,349 $1,150,242 $777,254 $31,491 $808,745 $341,497 

13 $1,128,893 $21,349 $1,150,242 $777,254 $32,436 $809,690 $340,552 

14 $1,128,893 $21,349 $1,150,242 $777,254 $33,409 $810,663 $339,579 

15 $1,128,893 $21,349 $1,150,242 $777,254 $34,411 $811,665 $338,577 

TOTAL $15,663,873 $320,235 $15,984,108 $11,658,810 $462,682 $12,121,493 $3,862,616 
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APPENDIX A 
DETAILED CALCULATIONS 
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ECRM 1 - LIGHTING & OCCUPANCY CONTROLS IMPROVEMENTS 

Weeks 
Hours Existing Proposed 

Facility Area 
per Year 

per Hours per Hours per 
Week Year Year 

All 24x 7 52 168 8760 8760 
All Exterior 52 84 4380 4380 

A1amodome Field 52 56 2920 2920 
A1amodome Hallway 52 56 2920 2044 
A1amodome Open Office 52 45 2346 1760 
A1amodome Private Office 52 45 2346 1760 
A1amodome Restroom 52 56 2920 1752 
A1amodome Seating 52 56 2920 2920 
A1amodome Storage 52 14 730 730 

Hemisfair Bldg Hallway 52 55 2868 2868 

Hem isfair Bldg Open Office 52 55 2868 2151 

Hemisfair Bldg Private Office 52 55 2868 2151 
Hemisfair Bldg Restroom 52 55 2868 1721 

Hem isfair Bldg Storage 52 20 1043 939 
Convention Center Ball Room 52 112 5840 5840 
Convention Center Exihibit Hall 52 168 8760 8760 

Convention Center Hallway 52 168 8760 8760 

Convention Center IV1echanical Room 52 28 1460 1314 

Convention Center lV1eeting Room 52 112 5840 4672 

Convention Center Open Office 52 55 2868 2151 
Convention Center Private Office 52 55 2868 2151 
Convention Center Restroom 52 128 6674 4004 

Convention Center Storage 52 28 1460 1314 

1. Lighting operating hours were derived using city personnel interviews. 
2. The upgraded operating hours will occur after implementation of occupancy sensors. 
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Facility 

Annual Existing Lighting kWh 

Annual Proposed Lighting kWh 

Annual kWh Lighting Savings 

Annual kWh Controls Savings 

Total Annual kWh Savings 

Annual Consumption Cost Savings 

<l.l q s 0 t- .!:: 
0 '.0 I-; t-~ 

"0 q 2 N ell 

0 <l.l q 01) ..... 

S > <l.l "0 S q U - <l.l ro 0 ~::r:: :;r: u 

8,687,575.3 14,928,101.3 149,952.4 

6,652,226.0 8,227,639.0 53,805.0 

2,035,349.3 6,700,462.3 96,147.4 

78,924.00 61,119.00 11,064.00 

2,114,273.3 6,761,581.3 107,211.4 

$152,227.67 $473,310.69 $7,504.79 

Total Energy Cost Savings 

Guaranteed Percentage 

Total Energy Guaranteed Cost Savings 

Johnson rl)ltf 
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-ro ..... 
0 

E-< 

23,765,628.9 

14,933,670.0 

8,831,958.9 

151,107.00 

8,983,065.9 

$633,043.16 

$633,043 

98.00% 

$620,382 

1. For formulas and additional information refer to lighting savings calculation spreadsheet (electronic 
file ). 
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ALAMODOME 

EXISTING PROPOSED 
TOILETS TOILETS 

1.60 average gallons per flush 1.60 average gallons per flush 
8.0 # flushes per toilet per day 8.0 # flushes per toilet per day 

105,600 total # of toilets X # event days 105,600 total # of toilets X # event days 
1,351,680 total gallons used 1,351,680 total gallons used 

URINALS URINALS 
1.00 average gallons per flush 1.00 average gallons per flush 
8.0 # flushes per urinal per day 8.0 # flushes per urinal per day 

77,000 total # of urinals X # event days 77,000 total # of urinals X # event days 

616,000 total gallons used 616,000 total gallons used 

SHOWERS SHOWERS 
2.35 average gallons per minute 2.35 average gallons per minute 
20.0 minutes used per shower/day 5.0 minutes used per shower/day 

16,000 total # of showers x # of event days 2,600 total # of showers x # of event days 
752,000 total gallons used 30,643 total gallons used 

COMMON AREA BATHROOM SINKS COMMON AREA BATHROOM SINKS 
1.46 average gallons per minute 0.50 average gallons per minute 
25.0 minutes used per sink/day 25.0 minutes used per sink/day 

86,200 total # of sinks x # of event days 86,200 total # of sinks x # of event days 
3,140,913 total gallons used 1,077,500 total gallons used 

KITCHEN/LAB SINKS KITCHEN/LAB SINKS 
2.13 average gallons per minute 1.50 average gallons per minute 
32.0 minutes used per sink/day 32.0 minutes used per sink/day 

200.00 # of open days 200.00 # of open days 
60 total # of sinks 60 total # of sinks 

819,200 total gallons used 576,000 total gallons used 

Gallons of Heated Water Saved (Water Saved in Showers & Sinks) 
Lbs of Heated Water Saved (Gallons Saved x 8.34 Ib / gal) 
Average Temperature Increase, Btu / Lb. (1 btu per 1 degree Temperature Increase) 
Total MMBtu Saved (Lbs of Heated Water Saved x Btu/Lb) 

Total 

Johnson tDj· 
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SAVINGS 

o gallons saved 

o gallons saved 

o gallons saved 

2,063,413 gallons saved 

243,200 gallons saved 
2,306,613 gallons saved 

2,306,613 gallons 
19,237,148 Ibs 

24 delta T 
461.69 MMBtu 
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CONVENTION CENTER 

EXISTING PROPOSED SAVINGS 

TOILETS TOILETS 
1.72 average gallons per flush 1.72 average gallons per flush 

24 # flushes per toilet per day 24 # flushes per toilet per day 
73,600 total # of toilets X # event days 73,600 total # of toilets X # event days 

3,045,120 total gallons used 3,045,120 total gallons used gallons saved 
URINALS URINALS 

1.03 average gallons per flush 1.00 average gallons per flush 
18 # flushes per urinal per day 18 # flushes per urinal per day 

23,600 total # of urinals X # event days 23,600 total # of urinals X # event days 
437,544 total gallons used 423,000 total gallons used 14,544 gallons saved 

SHOWERS SHOWERS 
2.36 average gallons per minute 2.36 average gallons per minute 

5 minutes used per shower/day 5 minutes used per shower/day 
2,600 total # of showers x # of event days 2,600 total # of showers x # of event days 

30,643 total gallons used 30,643 total gallons used gallons saved 
COMMON AREA BATHROOM SINKS COMMON AREA BATHROOM SINKS 

1.86 average gallons per minute 0.50 average gallons per minute 
8 minutes used per sink/day 8 minutes used per sink/day 

58,000 total # of sinks x # of event days 58,000 total # of sinks x # of event days 
863,443 total gallons used 232,000 total gallons used 631,443 gallons saved 

KITCHEN/LAB SINKS KITCHEN/LAB SINKS 
1.80 average gallons per minute 1.50 average gallons per minute 

10 minutes used per sink/day 10 minutes used per sink/day 
250 # of open days 250 # of open days 

2 total # of sinks 2 total # of sinks 
9,000 total gallons used 7,500 total gallons used 1,500 gallons saved 

647,487 Total gallons saved 
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East Kitchen 
West Kitchen 

Total 
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ECRM 3 - SOLAR THERMAL WATER HEATING 

Water Energy 
Consump. Consumption 

Gallons Before 

2,204 349.32 MMBtuh 

800 44,322.58 kWh 

Energy 
Parasitic 

Energy Energy 
Consumption 

Electric Load 
Consumption Cost 

After Savings Savings 

104.66 MMBtuh 6.08 MMBtuh 238.58 MMBtuh $7,019.00 
22,241.94 kWh 725.81 kWh 21,354.84 kWh $1,494.84 

$8,513.84 

Total Energy Cost Savings $8,514 
Guaranteed Percentage 97.25% 

Total Energy Guaranteed Cost Savings $8,280 
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East Kitchen 
RETScreen Energy Model - Heating project 

Heating project 
Technolo£I'i 
Load characteristics 
Ar-I:lication 

Load t::re 
Daily hot ·,vater use 

Teml:erature 

Or-erating days I;er '!-leek 

Percent of month used 

SUpl::I:; temperature method 
'.·'\/ater temperature - mlnllllUIl1 

',\/at8r teml:erature - maximull1 

Heatlntl 

Resource assessment 
Solar trackll1g mode 

SIOI:8 
,AZllllUth 

~ Show data 

Anllual solar radiation - horizontal 
.A.nmlal solar radiation - tilted 

L 
I 

Unit 

gal,d 

'F 

d 

'F 
'F 

Unit 
million Btu 

Month 
January' 

February' 

f,'larch 

A.pril 

klay 
June 
July 

A.ugust 

September 

October 

r'!o\'ember 

December 

Annual 

kl\,Vh,ll1' 
f;1';Vh,n;z 

Solar water heater 

Sr":imming r-ool 

Hot v·.'ater 

Base case 

Other 

2204 
120 
7 

Formula 

61 5 
73 -I 

Base case 
3493 

Fixed 

30 a 
00 

Daily solar 
radiation -
horizontal 

kVVhlm'ld 
307 
388 
481 
549 
5 ~j3 
668 
G 85 
G -12 
:) -11 
-I -13 
3 -11 
286 
4.95 

1 81 
1 ~t2 

Proposed case 

2204 
120 
7 

Proposed case 
3493 

Daily solar 
radiation - tilted 

kWh/mild 
4 16 
477 
5.31 
546 
550 
590 
G 1-1 
6 18 
575 
538 
456 

400 
5.26 

Johnson ~li'l 
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Energy saved 
0% 
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Solar water heater 

T::pe 

[,lanufacturer 

[,kdel 

Gross area per solar collector 

~A.I~er1ure area I~er solar colleelo' 

Fr (tau alpha: coefficient 

Fr UL coefficient 
Temperature coefficient for Fr U_ 
[lumber of collectors 

Solar collector area 

Car:acit:; 

[,liscellansous losses 

Balance of system & miscellaneous 

Stcra;18 

Storage cal:acit',' , solar collectl)r area 

Storage car-acity 

Heat exchanger 

Heat e'<changer efficiency 

["liscellaneolls losses 

F'ul11l; po',\,er ' solar collector an,a 

Electricity rate 

Summary 

ElectriCity - f:ump 

Heating deli':ered 

:301ar fraction 

Heating system 
F'roject,erificati on 

Fuel t':1:8 
Seasonal efficienc:. 

Fuel consul11l:tion - annual 

Fuel rate 

Fuel cost 

Glazed 

Alternate Energy Technologies 

ftZ 

ftz 

,:BtwhJ!ft'/'F 
,:Btuih rfftzi'F' 

ft· 

k l
/',} 

~o 

gal-'ftz 

gal 

y'es':no 
0/ 
,0 

0.' ,0 

\.'\//ft,: 

Sik\\-'h 

[<,1\:'o/h 

l11illion Btu 
0.' 
.0 

IlllllBtu 

SIllll1Btu 

Alternate Ensrqy AE-40 

39,78 

3747 

0,71 

0.86 

0000 

30 18 

119340 

73 10 

3.0S" 

Yes 

2 

2000 I) 

Yes 

950% 

5.0% 
1 12 

0.062 

24 

2447 
70°;, 

B ase case p ropose d case 

Hatllral gas - r latural gas -

I11IllBtu mmBtu 

100% 100% 

3-193 1046 

29 -120 29420 

10277 3079 

Johnson fit, 
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ml11Btu 

Sil11mBtu 
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West Kitchen 
RETScreen Energy Model - Heating project 

Heating project 
Technolo9)' 

Load characteristics 
"'-r.:rllcation 

Lead t\,1:8 

Dail:, hot "vater use 
Temr-erature 

Or:eratlllg days I:er ','leek 

Percent of month used 

SUI;I:I~\ temj:erature method 
\'\.'ater temr:erature - minimuill 
\\'ater teml;erature - ma"JIllUIll 

Heatll1£1 

Resource assessment 
Solar tracking mode 

Siore 
,"'Zlllwth 

~ Shovv data 

A.llilual solar ra~lIalion - horizOIl:al 

Annual solar radiatioll - tilted 

I 
I 

Unit 

qalid 

'F 

d 

'F 
'F 

Unit 

million Btu 

Month 
Januari' 

February 

March 

,"',pril 
[,lay 

June 

JUly 

A,ugust 

Se~tember 

October 
flo'"ember 

December 

Annual 

[,W',/hlmZ 

[,1'NhI IllZ 

Solar water heater 

Sv,!imilling 1:001 

Hot water 

Base case 

Other 

800 
130 
7 

Formula 

61 5 
73.:1 

Base case 
1512 

Fi~:ed 

300 
00 

Daily solar 
radiation -
horizontal 

kWhlm>id 
307 
338 
.:I 31 

5 49 
5 98 
6 68 
6 85 
G .:12 
541 
448 
3 .:11 
2 86 
4.95 

1 81 
1 92 

Proposed case 

800 
130 
7 

Proposed case 
151 2 

Daily solar 
radiation - tilted 

kWhlm'ld 
4 16 
-t 77 
531 
5 46 
5 50 
5 90 
6 1.:1 
G 18 
575 
538 
.:I 56 

400 
5.26 
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Energy saved 
0% 
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Solar water heater 
Type 
[;lallufacturer 

[;lodel 

Gross arBa r:er solar collector 

Aperture area per solar collector 

Fr Itau alpha: coefficient 
Fr UL coefficiellt 
Tellir:erature coefficient for Fr UL 
r,umber of collectors 

Solar collector area 
Capacit), 

[,llscellal1eous losses 

Balance of system & miscellaneous 

Storage 

Storage c31:acity , solar collector area 

Storage c3r:acit;, 
Heat 8,:chal1ger 

Heat e:~changer efficl8nc'i 
r,liscellaneoLis losses 

F'uml: r:o':'!er ' solar collector area 

Electrlcl!:, rate 

Summary 
Electrici!)' - r:ulllp 
Heating cieli',erecl 

SDlar fraction 

Heating system 
Project ':errficatiol1 
Fuel t)'1:8 
Seasol1al efficiency 

Fuel consumption - annual 
Fuel rate 

Fuel cost 

Glazed 
Alternate Energy TechnoloQies 

Alternate Energ\' AE-40 
ft2 39.78 
W 3747 

0,71 
(Btuih'ift'i'F 086 
I:BtuiIWWi'fZ 0000 

8 
W 31824 
ki/'./ 1949 
~o 30% 

Yes 
qal ift2 2 

gal 6000 
yes'l1o Yes 

~(O 95, O~O 
0' 
'0 50% 

VVtftz 1 12 
Sik';Vh 0062 

[,1 ',:'.,.'h 0 7 

million Btu 75 -+ 
0' 
.'0 50°" 

Base case 
Electricit',' 

100% 
[,1 ',t.,lh 443 
S/k\,"·/h 0062 

S 2748 

Q 
U 

0062 
1.37 9 

Johnson rDJf 
Controls 

r','l'iVh 
SiklNh 
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UCRM 4 - SOLAR WINDOW FILM IMPROVEMENTS 

Facility 

Alamodome 

Convention Center 
and Bldg 277 

Totals 

1,262,000 $90,864 2,030 $21,907 $112,771 99.81 % $112,552 

764,000 $53,480 708 $8,058 $61,538 95.00% $58,461 

2,026,000 $144,344 2,738 $29,965 $174,309 97.40% $171,013 

Total Energy Cost Savings $l74,309 
Guaranteed Percentage 97.40% 

Total Energy Guaranteed Cost Savings $171,013 

The computer modeling software from the U.S. Department of Energy's, DOE-2 (Demand Analyzer 
package), was utilized to predict the savings shown above. 
The inputs to the software program are shown in the following tables. 
DOE-2 is a whole-building analysis program that calculates energy use and operating cost for each 
hour of the year, using typical weather data for the selected location. DOE-2 is widely used by 
consulting engineers for the design of energy-efficient buildings; by researchers for impact analysis 
of new heating, cooling and lighting technologies; and by state and federal agencies for developing 
energy-efficiency standards. DOE-2 is internationally recognized for the accuracy of its energy 
analysis algorithms as well as its ability to model a variety of buildings, HV AC systems and energy 
conservation measures. 

A-12 



3L'lf:::ing: 
-3tartmg Wall: 

,Alar;;;. Cerre 
.3 11'1" 

=x,:-cslJre: 
Qt<1 

':;,,'\"\1 

~~.ldt~ ,; "1: Color 

:;;:csure: 
Qt<j 

45 
Sp:c,31 ~i?:J'.Jire,)e"":=: 
tiotes: L2 

t2d 4e· 
Spec .: ql?~'Jirl?"e'::5: 
Nctes: L3 

s~ ;; R.~:::uir~""fl!?';::: 

Notes: l4 

45 

Netes: l5 

.co:c 

"" ~ \.\1 
'" 

::7 sing~ p:;ne F.!:' gr~n 

Ladde-

4.. sing e p:;ne 1:.1.' gr~n 

L~ddl?~ 

4.. sing ~ p:;ne 1 :4' gr~n 

Ladder 

,em: 

'"Idt-- :": Heigh~ (in. Glass TyPE Celor 

~4 43 S5 singe p:;ne 1 ;4' gr~n 

!';etes: 
':grsff fll'!". en ns de sJr7ace:. 

45 55 singe p:;ne 1:.!:' green 

Netes: ~ 

s 

t'lCtes: L2 
.:grsfffll'!"':n nsde s.Jr7ac!?) 

45 45 sing e pane 1 :.!:' gr~n 

Nete~: l3 

16::: 
Spec:;; Qe.:uirer ne'::5: 

4.. 5ing~ p:;ne p;' gr~n 

L.dde-rC8 re:pire fi m rerlo"'al 
Notes: l3 

16::: 45 4 .. singep:;nel;4' gr~n 

Ladder Sp2C al ~E>::lJirE>'~ne;r~~: 

t';ete~.: l4 

4 

t·;ete~.: G rce 
l4 

Ovemang 
.Shaps Heptflt 

15 

15 

15 

Johnson ~j 
Controls 

Utility 
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In=entilie 
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',:S 
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L~ 

45 DP 
L~ 

45 DP 
L~ 

11~ s= 
13ilde' 

L - SLUE 

L - BLUE 

L -SLUE =R 1lR( 

L - BLUE =R 1lR( 

L- BLUE =R 1lR( 

L- BLUE i=R 1lR( 

L-BLUE =R 1lR( 

L-BLUE i=R 1lR( 

L- BLUE =R 1lR( 

L-BLUE =R 1lR( 

L-BLUE =R 1lR( 

L- BLUE =RIlR( 

L-SLUE =R 1lR( 

L-SLUE :=R ,olR( 

L-SLUE =R 1lR( 

L-BLUE 

Johnson ~j, 
Controls 

"''=s 

YES 

~S 

YES 

YES 

~S 

YES 

y;:."" ,t:..:r 

~S 

v:s 

~S 

'",=s 

~S 

~S 

V=S 

"'r-"" ,=..=0 
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:::,~=cSJre: ... '.! iN M" 

Glri ·.·.10t"', ~ Helgn: 'In;l G~ST)'p= 

~d :4 46 DP 
Sp=c ~l ~e-~!Jr~'11e-"!:=: L"t 
t,cte~: _5 

1:. ,4 24 DP 
8;:~ ~l ~~:IJm?n~:.:: L"t 
Nctc'C.: L5 

=-,:csJre: ... ~E S .,. 
orf · ... ~,dlJ" : ~~ Heigh":':in:, G~:;::s Typ= 

64 :4 45 DP 
S::B:::,:] ~E"=lJrE'-"a~"":5: L "t~OOFTOP 
Nctes: L5 

=-"t:[cs.Jfe: ... ~e E n-

orf '"fldt'" :!" Heigh: (in) GI:;::s Typ= 

8;) :4 4!) DP 
SC€C 3! ~e:ure'11e~:5: L"t 
Nctes: l5 

'" -' 4C. 4e Dr 
Sp=c ,~i :;:e-J:!Jre,"E!~:5: L't 
Nctes: ~5 

1""' .. ,;:. -' ,,, G,= 

::.:<;:C5ure: ;; . , r-I 
or, '~~.' dtn : ~ Heigh: .;in) Gil::; T),p= 

12 :4 45 DP 
3~,,:l,.;d ;::;:t:""'!Ji~ll~·".~, L'I 
Nctes: L5 

5r! :4 e,~ DP 
G!=~ ,!!l '1~:;ui'eTle~,:!\!: L"t 
Nctes: L5 

:::,:.csJre: .u '2 ./" ". 

orf I,/'.'Icit,: ,; ,'1 Heigh: (in) GI3~S Typ= 

25 :4 5eo DP 
Sp:c :;1 ~~:;Ui"ErflEt":5: L"tSCISSO~ 

Nctes: SI'L ~SL5 

=-x;::.csJre: ... "" \,\1 ". ~ 

Drj ',:'tiint:r- : ... I-l .. ia!'r(in·, I~t:;e<; Ty~ 

14 1)' eo;' s=' 
3r~,.:1 ::;:E'=:::IJfE.'l~~:S: SPLICED 
Nctes: LO 

14 n° 44 ~-
~,-

Nctes: '..D 

O\lel1'ang 
Celor :3hape Hefl1, 

L - SLU::: SDE ~A. 

L -SLU::: SDE.A. 

O\Iemang 
Celor Shap= Hell1: 

L -SLU::: 

O\Iernang 
Celor Shap= HeitJt 

L - BLU::: SDEA 

L -OLU: oJD!:,... 

L -SLU;: :?I)El·. 

UIIemang 
Celor Shap= Heit:': 

L -SLU::: 

L-SLU::: 

Over,ang 
Celor Shap= Heit:': 

L -SLU::: 

Ovemang 
C:"lnr '-'11.~ H"'~t 

L -SLU:: CO.EPEC 

L-SLU:: CO,,:RE:C' 

::xt. 

::xt. 

Ext. 

::C. 

::C. 

;:'<1" 

Johnson ~lt~" 
Controls 

JtjIit'J' 
n:J?nu~-.: 

"~=S 

V=S 

Jtjlity 
ncenti.-e 

""'=8 

Jtjiit'l' 
n:enli~ 

-'lIlIt)' 
n::enti .. -e 

Jtilit)' 
n::enli~ 

~S 

Jtjlity 
n:~niiu.= 
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s ;;.:; s;:· 

Note~,: L.O 

15:) " ~;. s= l':' 

Notes: LO 

2:1 45 s;: 

Note~.: :...0 

S~ ~1 s= 

::: 2:1 4S ~,;: 

Note~.: :"1 

1:: -" ~:; S~ 

NQte~.: eol 

6 74 ;;.:; s= 
Sp;c ~ ~l?::fJire":l!?"':=: SPLICE 
Ncte~.: U 

~4 -.- 44 ,..-
~:., ;;.~ 

Sp;c :;j ~~=!Jirec"lE"~:S: U30de-
NQte~.: L1 

1:: 74 44 r--=..; 
S~-=C 3l ~ec'JirE-'le.~::: ~dde-

NQte~.: L1 

2:} 45 ,--
,;.~ 

Note~.: ; .... 

1:: ::s ;;.::, s~ 

S~;;1 ~e'J'Jire'11e~:=: L1 
Notes: ~ 

5 74 .. :; :2.= 
S~-=Q 3i ~E<=lJireme":=: L 13P:..iCE 
Notes: i-2 

1:: 2:) 44 s=' 
Sp-:c ai =i!?-~fJire'1),?:"'l:5: L"t 
Notes: !'"> 

e· 74 44 ~.? 

s~ 31 ~E'<::lJire11e~:s: L1 
Notes: '" 

=:/;:cs.ure: ;# 2fJ N 
c.rty ','.Idt"; '": Heigh: (ini Gi35S Ty~-= 

15 

L-SLUE COv=R-=C 

L-SLUE COI.,=R=D 

L-SLUE COI.'=R=C 

L -SLUE COV=R:D 

L -SLUE 

L-SLUE 

L-SLUE 

L-SLUE 

L -SLUE 

L-SLUE 

L-SLUE 

L-SLUE 

L-SLUE 

L-SLUE 

Olfemang 
Celor Sha,.-.: Heigi'1: 

Johnson ~JI 
Controls 

y-"" :.,:. 

y=s 

"{ES 

YES 

Y=S 

Y:S 

v-r-.='=' 

"r:S 

Y':S 

't'::S 

Utili!'! 
In;:.enti' .. e 
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Ie, :,:1 44 S~' 

Nctes: ~ 

=-,<:csl.ue: '" 21 ~ .,. 
Glrj ·;.lOt- . ~. Helgr.: '.in:. ~:ass Type 

1tl :.:1 ~S s=" 

t,ct~~: ~ 

Ie, 5J 44 ~I= 

t,ctes: ." 
::':csure: '" -, E ". -.:. 

atj '.·.ldt~ :-: Hegh: (in' 313ss T)'pe 

1:: 23 ~t3 ~,=' 

t';ctes: Ll 

t\ 74 ~3 s=" 
Sp:c 3J ~'.e(;:uir€,11€,":=: .sPLICE 
Nctes: L1 

24 23 44 ,,-,;.-

Sp~:::;J :~.EG'Jirel1er::=: 13d,p" 
t-lctes: L1 

e; 74 44 S;: 
31):<31 ~J'Jire'ne":=: L3d,p-

2:, 4S r--
~.;, 

Nctes: Ll 

1:: ". ;j;. r'-

~-' 
,;,.-

Sp=< •. 31 ~='Jirel1e.-:=: L"t 
Nctes: L:! 

6 74 ;j3 s= 
S::.:c: 31 ~:Ijire"'n="'!=: LftSP:JCE 

L >r~ 

~.J 44- '---' 
Spe-<; ~3l ~~lJir?"E''''':S: L"t 
t~ctes: Ll 

~, 74 44 s= 
Sp:cai ~;:'Jire'11€,~:S: L"t 
Nctes: Ll 

::,::cslJre: # 23 ~ 

atj ".ldt- : -; Hegra (in:' 313ss Type 

13:, 1:'2 S" ,,-.=,-

Sc..,c al =1?='Jire'1le-'1:S: L ftSP_ICE 
Nctes: 11 

1:: ~:: SCi r--,:,,-

;':;~:;1 .... ~ulr?"!1e ... :s: L~.::;t-'_II~I:: 

Nctes: L.l 

L - BLUE 

Ccl(T Shape 

L -BLUE 

L - BLUE 

Ccl(T 3.hape 

L - BLUE 

L -SLUE 

L - BLUE 

L-SLUE 

L -BLUE 

L - BLUE 

L-BLUE 

L i:lLUt: 

L-SLUE 

CcI(T Ehape 

L - BLUE 

L -SLUE T~IAN( 

Crvemang 
Helg'1; :'Ox::. 

Crver"ang 
Hei~ ::x::. 

Ovemang 
Heiglt ::x::. 

Johnson ~j(i 
Controls 

Ulilit;· 
Inc.eml..e 

"r-c ._'" 

'f~S 

Utility 
Inc.enli..e 

Utility 
In::.en1i..e 

YES 

"~=S 
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=X=CSJIe: .. 2.::- N n-

Qrf ',' .. lot: ; A-.: Heig~,~ ,jn) GllSS T)'p: 

6J 1::: S~ r-
,::,~ 

S~.31 ~e-JUire-1U?"':5: L:'tSPLICE 
r~c~s: \...1 

12 ~"' S~ ... -
<~ ,,:.,-

S~~ ,31 =ie-:JlJire-'11e-::5: L :'tSPUCE 
Ncles: Ll 

:::c:::<tSJIe: "" 2:: iiiJ ". 

C!ri !.t\lli':l~ Heieh: ,',n:, Glass Type 

14 1·~ .... 45 ~.~ 

S~ ,31 ~!?::lJire"nE''''':5: L:'tSf<)'U-E 

=-'f:::c:J.re: "" 2a ~tv n-

(irf ',".idt:: ':-: Hei,,'"': ~n) G~3S5 Typ: 

Ie, ~: rei ... -~';" 

I~cles: LO 
:,:~, ::4 :'~I ~-' 

Ncles: LO 

':::4 ~" 52 :=,-

Ncles: Ll 

'::4 2 .. 73 :s= 
Sp;c 31 ~E>'::Uire-"1e:""!:5: L;dd~' 

Ncles: L1 

:::4 :<- (.:- ... -
~. 

Sp€c31 ::;:E<:Ui~'11~~5: 13dde' 
Ncles: L1 

S -=",' 7~ ... -'"'-

Ncles: ,-1 

S ;~t SS s.=-

Ncles. _1 

:=:~I y':, 1; r-, .-,-

I,lcles: L1 

c, ~;. 7:-, ~= 

S~~31 ~e:ui~'le":5: Ladde'" 
Ncles :"1 

S ~d S5 ~,~ 

S~c,;J =:~::Uire-'-1!?"":5: 13ddeT 

Nc~s: Ll 

S ::. 76 r--,:,-

Ncles: L1 

Overhang 
Cclor Sh~ He~~: 

L-SLUE 

L -SLUE T~AN( 

Ovelt";aJlg 
Cclor Sh~<e HeiC'!l 

L -SLUE 

Ove&;aJlg 
Cclor Sh~<e Hei.,nl 

L -SP.Z CO'.'=P'=C 

L :::lr'L l":O\-=r<.::l.) 

L-SRZ 

L-SRZ 

L-ORZ 

L-9R2 

L-9P..z 

I-RR7 

I-RR7 

L-BRZ 

L -gp.z CO'.:P'=C 

E:ct. 

E:ct. 

:::ct. 

Johnson ~1if 
Controls 

Ltiiity 
In=enti..-.: 

Ltility 
Ihcenti~--e 

YES 

Ltilit)' 
Ih:enti~e 

"'l~S 

"::5 

~D 

YE8 

YES 

~:-; 

v;:s 

y=S 
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36 ,,:.,:. 13': ~,~ 

S~::;l ~w=u rw'1'\1W-':;;: L"t 
NDteS: '" '-

36 ~~ P" c'" s= 
S~:l ~!:::!J r?"lle"'~5: L"t 
Nctes: 

=='J:cs'Jre: .u 27 N .,. 
Ql~ 'ji"iiUl" : »<: H~iyi!.!:ill) 03",:;, Type; 

p~, 13 f:, s=" 

t-ic(.:",: _1 

I) ~5 id s= 

NctQ:ii: :"'1 

:x::csIJre: #- 2.3 E 
Qri ·I.id~ : !": Heigh. ,:ini GiaS5 Ty~-= 

15 

Notes: :...0 

15 3~ 

S~=c :;J =ieJ1J re"11e-:s: 
Notes: :"0 

15 
s~ ~1 ~i?:U n?"'!1e:-~5: 

Ncles: :"0 

Notes: :"0 

lb ~~ 

S~:' =ie-JIJ re-'le-:s: 
Nctes' :"0 

s~ ~j ~~::IJ n?,11e"":s: 
Nctes: :"D 

~. .om: 

Nctes: L 1 

s~ ai ~e-::u ~lelO"l":5: 
Nctes: L 1 

Ladde: 

35 :=.= 
Ladde" 

.OOC': 

[,2 [.-

L-SP2 

L-SR2 

Ovel'1ang 
Cwlu, 31o"p;: H",V'( 

L-SLlE 

L -SLLE 

Ovel"ang 
COIOf Sh3~ Heg~~ 

L-SR2 4:, 

L-SP2 4': 

L-SR2 4: 

L-SP2 4: 

L 1:::lH..::: 4'': 

L - 9f>.2 4':' 

I-RR7 

=.(' .. 

=-""'. 

Johnson ~1t, 
Controls 

.. ~=s 

<'f=S 

Utili!)' 
I""","ti~", 

Utility 
In::.entiw 
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12 53 Iti s= 

N~tes' ~1 

12 s;. 7:1 ~,= 

~-~"~l ~~~.! in:.·"",;:"''--:;· I "",r\",-
t,,:tes: :"'1 

1:: 3S ,:,~ r-.;;.-

3:.:c:;1 :;:EC'.irE<C!le:":s: L:;dde~ 

h:tes: U 

2':;<:S!Jre: "" 2';; N ..,. 
Ql~ .... o..ILr Ho:iyi; ~: ill', Gb,~ Ty;."" 

~~, 3;' 75 1""-
,:,-

t,l:;tc~: '..1 

~s 3;' 7:' s= 
S:~.51 ~~::tir~l~'"I~s: L:;dde" 
t',obQ~: '_1 

2',:::<:S!Jre: ... :c V~j ". 

arj 'l'lI.';dt'"' ' ~. Heigl! (in) GlaE.s Ty~e 

1:' ~7 Sl s= 

NJtes: U 

32 .~ 

~. 5~, 1""-,;,-

S:l:c.a1 :::;:~=tin?'lE'l'1~S: 13ddf'" 
N:tes: U 

3f, 75 ::,= 

N~tes: :"'1 

13 ~.7 :;S .... -,;,-

S:.:c; 31 "leJlire-'1)E"":s: 13dde-
NJtes: U 

:::"::<:!JJre: # ~1 Vv 
ar, '.Vdt;"! . " Heigh' ':in) m."5Ty~ 

~4 3~~ 75 s= 

N:tes: !..1 

~4 37 e,5 1""-,;,.-:-
S:EC-3 :;:eJl.ir,ne":s: L3ddf'" 
N:tes: U 

~4 ~7 3S s= 
3~J ;:;:~:;lirE"'!1e:!":5: 13dde" 
N:tes: U 

L-3RZ 

L-3RZ 

L -SP..Z 

e"lu! 03,1.:It-to: 

L -BP.z 

L-BRZ 

Cclof SJ-a~ 

L-SRZ 

L-BP.z 

L-SRZ DooP.. 

L-BRZ 

Cclor S~a~ 

L-SRZ CC()P.. 

L - 3P.z 

L-SRZ 

2Gi 

2': 

2.:: 

O"e"hang 
H";tf,! =:t~ . 
:'~J 

2.:: 

Ove"hang 
Heigl: ::<!. 
20 

2.::. 

::~' 

2C 

Ove"hang 
Heigl: :X!. 
'co ;,-' 

-co 
I~' 

15 

Johnson ~'p1 
Controls 

Unlit,. 
11I;..o:lItiVO: 

Utilit,. 
Incenti...: 

'YES 

v-:s 

'YES 

'>w~S 

Utiiit,. 
Incenti~-e 

'r:S 

y=S 

v:" ':,::. 
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Johnson ~j(t 
Controls 

ECRM 5 - HV AC & CONTROLS IMPROVEMENTS 

HWPump CHWPump 

Alamodome 99,491 

Convention Center & Bldg 277 265,310 

Total 99,491 265,310 

Energy Savings (kWh) Energy 

IV to VFD Setback Economizer Total Cost 
45,787 

256,610 

302,397 

252,627 36,805 434,710 $31,299 

521,920 $36,534 

252,627 36,805 956,630 $67,834 

Total Energy Cost Savings $67,834 

Guaranteed Percentage 97.25% 

Total Energy Guaranteed Cost Savings $65,968 
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Alamodome HW Pump 

ECRM: Alamodome 

Heating Water VFP 

Savings Summary 

Pump Savings 

Total HP 
Total Hours 
Conversion Factor 

Pump Laws 

Pump Energy 

% Load 
Profile 

100 
80 
60 
50 

Percent 
Hours 

15 
60 
V ~l 
10 

100 

Variable Flow Pumping 

Effected Systems: HWP 125 hp 

Boiler Mech Rm 

125 
3,000 

Add VFD to one pump 

99,491 kwh/yr 

0.746 kw/HP 
Motor Efficiency 
Motor Loading 

BHP(new)/BHP(old) = (rpm(new) I rpm(0ldW3 
gpm varies linearly with rpm 

84% 
60% 

HP x (1/motor eft) x motor load x 0.746 kw/hp x hours x BHP% 

Hours BHP% Pump Energy (kwh) 
(Pump laws) Current New Sa\Angs 

450 1 29,973 29,973 0 
1,800 0.512 119,893 61,385 58,508 

450 0.216 29,973 6,474 23,499 
300 0.125 19,982 2,498 17,484 

3,000 199,821 100,330 99,491 

Johnson r!)j(, 
Controls 
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Convention Center CHW Pump 1 

ECRM: Conv Ctr 

Chilled Water VFP 

Savings Summary 

Pump Savings 

Total HP 
Total Hours 
Conversion Factor 

Pump Laws 

Pump Energy 

% Load 
Profile 

100 
80 
60 
50 

Percent 
Hours 

15 
60 
1 c ~I 

10 

100 

Variable Flow Pumping 

Effected Systems: CHWP 125 hp 

CHW Mech Rm 1 

125 
4,000 

Add VFD to one pump 

132,655 kwh/yr 

0.746 kw/HP 
Motor Efficiency 
Motor Loading 

BHP(new)/BHP(old) = (rpm(new) / rpm(oldW3 
gpm varies linearly with rpm 

84% 
60% 

HP x (1/motor eff) x motor load x 0.746 kw/hp x hours x BHP% 

Hours BHP % Pump Energy (kwh) 
(Pump laws) Current New Savings 

600 1 39,964 39,964 0 
2,400 0.512 159,857 81,847 78,010 

600 0.216 39,964 8,632 31,332 
400 0.125 26,643 3,330 23,313 

4,000 266,429 133,774 132,655 

Johnson flCf 

Controls 
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Convention Center CHW Pump 2 

ECRM: Conv Ctr 

Chilled Water VFP 

Savings Summary 

Pump Savings 

Total HP 
Total Hours 
Conversion Factor 

Pump Laws 

Pump Energy 

% Load 
Profile 

100 
80 
60 
50 

Percent 
Hours 

15 
60 
15 
10 

100 

Variable Flow Pumping 

Effected Systems: CHWP 125 hp 

CHW Mech Rm 2 

125 
4,000 

Add VFD to one pump 

132,655 kwh/yr 

0.746 kw/HP 
New Motor Efficiency 
Motor Loading 

BHP(new)/BHP(old) = (rpm(new) I rpm(0Id))A3 
gpm varies linearly with rpm 

84% 
60% 

HP x (1/motor eft) x motor load x 0.746 kw/hp x hours x BHP% 

Hours BHP% Pump Energy (kwh) 
(Pump laws) Current New Savings 

600 1 39,964 39,964 0 
2,400 0.512 159,857 81,847 78,010 

600 0.216 39,964 8,632 31,332 
400 0.125 26,643 3,330 23,313 

4,000 266,429 133,774 132,655 

Johnson ~j 
Controls 
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Alamodome IV to VFD 

INPUT DATA: QUAN. 

Forward Curved - inlet vanes 

Pin@(CFMmax) 114.4 

CFMmax 142,699 

Inlet Vane 
A 0.339619 
8 -0.848139 
C 1.495671 

Variable Speed Drive 
A 0.219762 
8 -0.874784 

C 1.652597 

Scheduled Hours 5760 

CODE 

kW (A) 

CFM (8) 

(C) 
(D) 
(E) 

(C) 
(D) 
(E) 

hours (F) 

SOURCE 

Johnson fj· 
Controls 

Motor kW - summarized on "Conv Ctr AHUs" tab 

Airflow - summarized on "Conv Ctr AHUs" tab 

Fan Curve Constants 
Fan Curve Constants 
Fan Curve Constants 

Fan Curve Constants 
Fan Curve Constants 
Fan Curve Constants 

total op 8760 

event hours 3000 

non event hours 5760 
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Johnson ~1C' 
Controls 

0 

Calculations QUAN. CODE SOURCE 
Forward Curved fan 

Fan Energy - Iniet Vanes 
100 % CFM @ 10% Hrs .142.699 CFM (i) B x 1 
90 % CFM @ 15% Hrs .128.429 CFM (J) B x 0.9 
70 % CFM @ 25% Hrs 99.889 CFM (K) B x 0.7 
50 % CFM @ 25% Hrs 71.350 CFM (L) B x 0.5 
30 % CFM @ 15% Hrs 42.810 CFM (M) 8 x 0.3 
10 % CFM @ 10% Hrs 14,270 CFM (N) 8 x 0.1 

100 % CFM @ 10% Hrs 112.9 kW (0) A x C + 0 x (1/ 8) + E x (i / 8) A 2 
90 % CFM @ 15% Hrs ~ kW (P) A x C + 0 x (J / 8) + E x (J / 8) A 2 
70 % CFM @ 25% Hrs 54.8 kW (0) A x C + 0 x (K / 8) + E x (K / 8) A 2 
50 % CFM @ 25% Hrs ~ kW (R) A x C + 0 x (L / 8) + E x (L / 8) A 2 
30 % CFM @ 15% Hrs ~ kW (S) A x C + 0 x (M / 8) + E x (M / 8) A 2 
10 % CFM @ 10% Hrs 30.8 kW (T) A x C + 0 x (N /8) + Ex (N /8) A 2 

100 % CFM @ 10% Hrs 576 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 864 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 1.440 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 1,440 Hrs (X) F x .25 
30 % CFM @ 15% Hrs 864 Hrs (Y) F x .15 
10 % CFM @ 10% Hrs 576 Hrs (Z) F x .1 

AHU Fan Energy - inlet Vane 308,859 kWh (AA) Ox U + P x V + Q x W + R x X+ 
SxY+TxZ 

Fan Energy - VFD 
100 % CFM @ 10% Hrs 142,699 CFM (i) 8 x 1 
90 % CFM @ 15% Hrs 128,429 CFM (J) 8 x 0.9 
70 % CFM @ 25% Hrs 99,889 CFM (K) 8 x 0.7 
50 % CFM @ 25% Hrs 71,350 CFM (L) 8 x 0.5 
30 % CFM @ 15% Hrs 42,810 CFM (M) 8 x 0.3 
10 % CFM @ 10% Hrs 14,270 CFM (N) 8 x 0.1 

100 % CFM @ 10% Hrs 114.1 kW (AO) A x C + 0 x (i / 8) + E x (i / 8) A 2 
90 % CFM @ 15% Hrs 88.2 kW (AP) A x C + 0 x (J / 8) + E x (J / 8) A 2 
70 % CFM @ 25% Hrs 47.7 kW (AQ) A x C + 0 x (K / 8) + E x (K / 8) A 2 
50 % CFM @ 25% Hrs 22.4 kW (AR) A x C + 0 x (L / 8) + E x (L /8) A 2 
30 % CFM @ 15% Hrs 1£l kW (AS) A x C + 0 x (M / 8) + E x (M / 8) A 2 
10 % CFM @ 10% Hrs 17.0 kW (AT) A xC + 0 x (N /8) + Ex (N / 8) A 2 

100 % CFM @ 10% Hrs 576 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 864 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 1,440 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 1,440 Hrs (X) F x .25 
30 % CFM @ 15% Hrs 864 Hrs (Y) F x .15 

10 % CFM @ 10% Hrs 576 Hrs (Z) F x .1 

AHU Fan Energy - VFD 263,072 kWh (AB) AO x U + AP x V + AO x W + AR x X + 
AS x Y + ATx Z 

Total Electric Savings [ 45,7871 kWhIYr (AC) AA -AB 
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Convention Center IV to VFD 

INPUT DATA: QUAN. 

Forward Curved - inlet vanes 

Pin@(CFMmax) 661.4 kW 

CFMmax 866,654 CFM 

Inlet Vane 
A 0.339619 
B -0.848139 
C 1.495671 

Air foil - inlet vanes 

Pin@(CFMmax) 149.4 kW 

CFMmax 186,796 CFM 

Inlet Vane 
A 0.584345 

B -0.579167 

C 0.970238 

Variable Speed Drive 
A 0.219762 
B -0.874784 
C 1.652597 

Scheduled Hours 3000 hours 

CODE 

(A) 

(B) 

(C) 
(D) 
(E) 

(A) 

(B) 

(C) 
(D) 
(E) 

(C) 
(D) 
(E) 

(F) 

SOURCE 

Johnson ~jl 
Controls 

Motor kW - summarized on "Conv Ctr AHUs" tab 

Airflow - summarized on "Conv Ctr AHUs" tab 

Fan CUM! Constants 
Fan CUM! Constants 
Fan CUM! Constants 

Motor kW - summarized on "Conv Ctr AHUs" tab 

Airflow - summarized on "Conv Ctr AHUs" tab 

Fan CUM! Constants 
Fan CUM! Constants 
Fan CUM! Constants 

Fan CUM! Constants 
Fan CUM! Constants 
Fan CUM! Constants 
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Johnson ~j 
Controls 

0 

Calculations QUAN. CODE SOURCE 
Forward Curved fan 

Fan Energy - Inlet Vanes 
100 % CFM @ 10% Hrs 866,654 CFM (I) B x 1 
90 % CFM @ 15% Hrs 779,989 CFM (J) B x 0.9 
70 % CFM @ 25% Hrs 606,658 CFM (K) B x 0.7 
50 % CFM @ 25% Hrs 433,327 CFM (L) B x 0,5 
30 % CFM @ 15% Hrs 259,996 CFM (M) B x 0.3 
10 % CFM @ 10% Hrs 86,665 CFM (N) B x 0.1 

100 % CFM @ 10% Hrs 652.9 kW (0) A x C + 0 x (1/ B) + E x (1/ B) A 2 
90 % CFM @ 15% Hrs 521.0 kW (P) A x C + 0 x (J / B) + Ex (J / B) A 2 
70 % CFM @ 25% Hrs 316.7 kW (0) A x C + 0 x (K / B) + E x (K / B) A 2 
50 % CFM @ 25% Hrs 191.5 kW (R) A x C + 0 x (L / B) + E x (L / B) A 2 
30 % CFM @ 150/0 firs 145.4 kW (S) A x C + D x (M J B) + E x (M J B) A 2 
10 % CFM @ 10% Hrs 178.4 kW (T) A x C + 0 x (N / B) + E x (N / B) A 2 

100 % CFM @ 10% Hrs 300 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 450 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 750 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 750 Hrs (X) F x .25 
30 % CFM @ 15% Hrs 450 Hrs (Y) F x .15 
10 % CFM @ 10% Hrs 300 Hrs (Z) F x .1 

AHU Fan Energy· Inlet Vane 930,369 kWh (AA) Ox U + P x V + 0 x W + R x X+ 
SxY+TxZ 

Fan Energy· VFD 
100 % CFM @ 10% Hrs 866,654 CFM (I) B x 1 
90 % CFM @ 15% Hrs 779,989 CFM (J) B x 0.9 
70 % CFM @ 25% Hrs 606,658 CFM (K) B x 0.7 
50 % CFM @ 25% Hrs 433,327 CFM (L) B x 0.5 
30 % CFM @ 15% Hrs 259,996 CFM (M) B x 0.3 
10 % CFM @ 10% Hrs 86,665 CFM (N) B x 0.1 

100 % CFM @ 10% Hrs 659.8 kW (AO) A x C + 0 x (1/ B) + E x (1/ B) A 2 
90 % CFM @ 15% Hrs 510.0 kW (AP) A x C + 0 x (J / B) + Ex (J / B) A 2 
70 % CFM @ 25% Hrs 275.9 kW (AO) A x C + 0 x (K / B) + E x (K / B) A 2 
50 % CFM @ 25% Hrs 129.3 kW (AR) A x C + 0 x (L / B) + Ex (L / B) A 2 
30 % CFM @ 15% Hrs 70.1 kW (AS) A x C + 0 x (M / B) + E x (M / B) A 2 
10 % CFM @ 10% Hrs 98.4 kW (AT) A x C + 0 x (N / B) + E x (N / B) A 2 

100 % CFM @ 10% Hrs 300 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 450 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 750 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 750 Hrs (X) F x .25 
30 % CFM @ 15% Hrs 450 Hrs (Y) F x .15 
10 % CFM @ 10% Hrs 300 Hrs (Z) F x .1 

AHU Fan Energy - VFD 792,445 kWh (AB) AO x U + AP x V + AQ x W + AR x X + 
AS x Y + ATx Z 

Total Electric Savings C 137,9231 kWhlYr (AC) AA ·AB 

A-40 



Johnson ~1<4 
Controls 

0 

Calculations QUAN. CODE SOURCE 
Air Foil fan 

Fan Energy - Inlet Vanes 
100 % CFM @ 10% Hrs 186,796 CFM (I) B xi 
90 % CFM @ 15% Hrs 168,116 CFM (J) B x 0.9 
70 % CFM @ 25% Hrs 130,757 CFM (K) B x 0.7 
50 % CFM @ 25% Hrs 93,398 CFM (L) B x 0.5 
30 % CFM @ 15% Hrs 56,039 CFM (M) B x 0.3 
10 % CFM @ 10% Hrs 18,680 CFM (N) B x 0.1 

100 % CFM @ 10% Hrs 145.8 kW (0) A x C + D x (1/ B) + E x (1/ B) A 2 
90 % CFM @ 15% Hrs 126.9 kW (P) A x C + D x (J / B) + E x (J / B) A 2 
70 % CFM @ 25% Hrs 97.8 kW (0) A x C + D x (K / B) + E x (K / B) A 2 
50 % CFM @ 25% Hrs 80.3 kW (R) A x C + D x (L / B) + E x (L / B) A 2 
30 % CFM @ 15% Hrs 74.4 kW (S) A x C + D x (M / B) + E x (M / B) A 2 
10 % CFM @ 10% Hrs 80.1 kW (T) A x C + D x (N / B) + E x (N / B) A 2 

100 % CFM @ 10% Hrs 300 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 450 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 750 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 750 Hrs (X) F x .25 
30 % CFM @ 15% Hrs 450 Hrs (Y) F x .15 
10 % CFM @ 10% Hrs 300 Hrs (Z) F x.1 

AHU Fan Energy - Inlet Vane 291,892 kWh (AA) Ox U + P x V + 0 x W + R x X+ 
SxY+TxZ 

Fan Energy - VFD 
100 % CFM @ 10% Hrs 186,796 CFM (I) B xi 
90 % CFM @ 15% Hrs 168,116 CFM (J) B x 0.9 
70 % CFM @ 25% Hrs 130,757 CFM (K) B x 0.7 
50 % CFM @ 25% Hrs 93,398 CFM (L) B x 0.5 
30 % CFM @ 15% Hrs 56,039 CFM (M) B x 0.3 
10 % CFM @ 10% Hrs 18,680 CFM (N) B x 0.1 

100 % CFM @ 10% Hrs 149.1 kW (AO) A x C + D x (1/ 8) + E x (1/ 8) A 2 
90 % CFM @ 15% Hrs 115.2 kW (AP) A x C + D x (J / B) + E x (J /8) A 2 
70 % CFM @ 25% Hrs 62.3 kW (AO) A x C + D x (K / B) + E x (K / 8) A 2 
50 % CFM @ 25% Hrs 29.2 kW (AR) A x C + D x (L / B) + E x (L / B) A 2 
30 % CFM @ 15% Hrs 15.8 kW (AS) A x C + D x (M / B) + E x (M / B) A 2 
10 % CFM @ 10% Hrs 22.2 kW (AT) A x C + D x (N / B) + E x (N / B) A 2 

100 % CFM @ 10% Hrs 300 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 450 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 750 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 750 Hrs (X) F x .25 
30 % CFM @ 15% Hrs 450 Hrs (Y) F x .15 
10 % CFM @ 10% Hrs 300 Hrs (Z) F x .1 

AHU Fan Energy - VFD 179,044 kWh (AB) AO x U + AP x V + AO x W + AR x X + 
AS x Y + ATx Z 

Total Electric Savings [ 112,8481 kWhlYr (AC) AA -AB 
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Bldg 277 IV to VFD 

INPUT DATA: QUAN. 

Forward Curved - inlet vanes 

Pin@(CFMmax) 28.0 

CFMmax 44,000 

Inlet Vane 
A 0.339619 
B -0.848139 
C 1.495671 

Variable Speed Drive 
A 0.219762 
B -0.874784 
C 1.652597 

Scheduled Hours 3000 

CODE 

kW (A) 

CFM (B) 

(C) 
(D) 
(E) 

(C) 
(D) 
(E) 

hours (F) 

SOURCE 

Johnson ~l<~ 
Controls 

Motor kW - summarized on "Bldg 277 AHUs" tab 

Airflow - summarized on "Bldg 277 AHUs" tab 

Fan Curve Constants 
Fan Curve Constants 
Fan Curve Constants 

Fan Curve Constants 
Fan Curve Constants 
Fan Curve Constants 
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Johnson ~J.l 
Controls 

QUAN. CODE SOURCE 

Fan Energy - Inlet Vanes 
100 % CFM @ 10% Hrs 44,000 CFM (I) Bx1 
90 % CFM @ 15% Hrs 39,600 CFM (J) B x 0.9 
70 % CFM @ 25% Hrs 30,800 CFM (K) B x 0.7 
50 % CFM @ 25% Hrs 22,000 CFM (L) B x 0.5 
30 % CFM @ 15% Hrs 13,200 CFM (M) B x 0.3 
10 % CFM @ 10% Hrs 4,400 CFM (N) B x 0.1 

100 % CFM @ 10% Hrs 27.6 kW (0) A x C + D x (I / B) + E x (I / B) " 2 
90 % CFM @ 15% Hrs 22.1 kW (P) A x C + D x (J / B) + E x (J / B) " 2 
70 % CFM @ 25% Hrs 13.4 kW (Q) A x C + D x (K / B) + E x (K / B) " 2 
50 % CFM @ 25% Hrs 8.1 kW (R) A x C + D x (L / B) + E x (L / B) " 2 
30 % CFM @ 15% Hrs 6.2 kW (S) A x C + D x (M / B) + E x (M / B) " 2 
10 % CFM @ 10% Hrs 7.6 kW (1) A x C + D x (N / B) + E x (N / B) " 2 

100 % CFM @ 10% Hrs 300 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 450 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 750 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 750 Hrs (X) F x .25 
30 % CFM @ 15% Hrs 450 Hrs (Y) F x .15 
10 % CFM @ 10% Hrs 300 Hrs (Z) F x .1 

AHU Fan Energy - Inlet Vane 39,387 kWh (AA) Ox U + P x V + Q x W + R x X+ 
SxY+TxZ 

Fan Energy - VFD 
100 % CFM @ 10% Hrs 44,000 CFM (I) B x 1 
90 % CFM @ 15% Hrs 39,600 CFM (J) B x 0.9 
70 % CFM @ 25% Hrs 30,800 CFM (K) B x 0.7 
50 % CFM @ 25% Hrs 22,000 CFM (L) B x 0.5 
30 % CFM @ 15% Hrs 13,200 CFM (M) B x 0.3 
10 % CFM @ 10% Hrs 4,400 CFM (N) B x 0.1 

100 % CFM @ 10% Hrs 27.9 kW (AO) A x C + D x (I / 8) + E x (I / 8) " 2 
90 % CFM @ 15% Hrs 21.6 kW (AP) A x C + D x (J / B) + E x (J / 8) " 2 
70 % CFM @ 25% Hrs 11.7 kW (AQ) A x C + D x (K / B) + E x (K / B) " 2 
50 % CFM @ 25% Hrs 5.5 kW (AR) A x C + D x (L / B) + E x (L / B) " 2 
30 % CFM @ 15% Hrs 3.0 kW (AS) A x C + D x (M / B) + E x (M / B) " 2 
10 % CFM @ 10% Hrs 4.2 kW (A1) A x C + D x (N / B) + E x (N / B) " 2 

100 % CFM @ 10% Hrs 300 Hrs (U) F x .1 
90 % CFM @ 15% Hrs 450 Hrs (V) F x .15 
70 % CFM @ 25% Hrs 750 Hrs (W) F x .25 
50 % CFM @ 25% Hrs 750 Hrs (X) F x .25 
30 % CFM (ci) 15% Hrs 450 Hrs (Y) F x .15 
10 % CFM @ 10% Hrs 300 Hrs (Z) F x .1 

A-43 

AHU Fan Energy - VFD 33,548 kWh (AB) AO x U + AP x V + AQ x W + AR x X 
AS x Y + ATx Z 



Alamodome Night Setback 

AHU Night Setback Savings 

INPUT DATA: QUAN. CODE 

Operating RTU Load 125 Tons (A) 

Building Lighting Reduction 0.00 kW (B) 

Chiller Efficiency 0.58 kW/Ton (C) 

AHU Full-Load Hours 2,181 HrsIYr (D) 

Average Chilled Water Pump Load 0.0 kW (E) 

Chilled Water Pump Operation 8,760 HrsIYr (F) 

Average Condo Water Pump Load 0.0 kW (G) 

Condenser Water Pump Operation 8,760 HrsIYr (H) 

AHU Fan Load 161.4 kW (I) 

Existing AHU Fan Operation 8,760 HrsIYr (J) 

Reduced Operating Hours 
Scheduled Operating Hours 7195.714 HrsIYr (K) 

CALCULATIONS: QUAN. CODE SOURCE 

Adjusted Des. Cooling wi Ltg. 125 Tons (M) 

Adjust Exist. Cooling FLH 2,181.0 HrsIYr (N) Ox F I 8760 

Reduced Cooling FLH 1,791.5 HrsIYr (0) Ox K I 8760 

Cooling Energy Savings 25,357 kWhIYr (P) M x C x (N - 0)*90% 

Chilled Water Pump Savings 0 kWhIYr (0) E * (F - K)*90% 

Condenser Water Pump Savings 0 kWh/Yr (R) G * (H - K)*90% 

AHU Fan Energy Savings 227,270 kWhIYr (S) I x (J - K)*90% 

Total Electric Savings 252,627 kWhIYr (1) P + 0 + R + S 

Johnson ~jcj 
Controls 
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Alamodome Economizer 

Chiller load 
New Plant New Plant 

Bin temp. Hr/yr Tons kW/ton kW kWh/yr 
50-55 649 56.1 0.58 32.6 21,127 
45-50 630 33.7 0.58 19.5 12,305 
40-45 518 11.2 0.58 6.5 3,373 
Total 36,805 

ITotal savings 36,8051 

San Antonio, TX 

Bin Bin 
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Johnson ~1<f 
Controls 

kWh/yr at new kW/ton 

Chiller 
kWh/yr at 

New Plant New Plant proposed 
kW/ton kW kW/ton 

0.58 32.55 21,127 
0.58 19.53 12,305 
0.58 6.51 3,373 
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Schedule 2 - Exhibit B 

CONTRACTOR'S GOOD FAITH EFFORT PLAN (GFEP) 

[INTENTIONALLY LEFT BLANK] 
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GOOD FAITH EFFORT PLAN 
(PlIf}9 I 0I-f) 

NAIoIE OF 
PROJECT: 

EHERGViUTIUTY RI!OOCTION PERFOflMANCE CCNlllACTING 
Sl!!RVlCI!S 

~,,~~------

Clly: Sa" Aplnn;" 

1. Lis;! II' S\.ll:lOO!1t'llC~I'!f9 !!led wiV b<!I uHd !Qr !Ill& IXIIl!rllc!l, ilndiCale aU tJIl& 
WSi:&-MBEs-SEliEs. U"., lIMtiItiooal ~ liE> 1lE'I!ded.) 

E--~ IIH·WBE-AA8&-
suaCONmACTOR'SlSUPPLEFI'S CONTRACT ~I.EVEI.OF SB£ 

COMPANY AMOUNT PARTICIPATIOIII csmFlCATlON 
NUllBER 

, FI&R Entarprlqs TBO TOO 207101221 

iSun'ndl,l_ TBO TaO f"IJIFIl34mNOeOS 

if , 
~~"~ 

~-
: 

~""-'==="'~ 

-

-
OI'1ly oompatoie!l C&rllflfl<l as a" MSE, WBe, AlIa£: {)I' SBE by the City d SIUl An1onio or lIB 
certifying org..,iimIioo IlIW be lIWied ll:Jft8rU ttle caotraClling goAIls. All MBE-WBE-AABE..s8E 
~I!I or lII4lJ?lliE!l8 "".1 $IIb,"_ " ggpy tI'IlhoaIr C8I1lIIcellOn C!!t!IIIioeIe Ibn;Iugh 1h!I Prime 
Cot,lrl!ld"". Pmo! n1 fA!!1ib~"" mtJ!!t be 811'!!ef!!!d Ii? this !onto, If III bua_ 18 not C8lllllI!d. 
Ill- call1to& small! Bu_ Pn:IgI'lIIm 0II\c:I.1 at (210)2D7-3!lOO tor information IIi'Id clllIIaitB or! 
!!Dw 9U~ IiI!ld ~n; meyoblaln Ciilr!IfIcIlllion. 
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GOOD FAITH EFFORT PLAN 
(Page 2 0(4) 

It is understood and agreed that, if awarded a contract by the City of San Antonio, the 
Contractor will not make additions, deletions, or substitutions to this certified list without consent 
of the Director of Economic Development and Director of the appropriate contracting 
department (through the submittal of the Request for Approval of Change to Original Affirmed 
Good Faith Effort Plan). 

NOTE: If MBE-WBE-AABE-SBE contracting goals were met, skip to #9. 

2. If MBE-WBE-AABE-SBE contracting goals were not achieved in a percentage that equals or 
exceeds the City's goals, please give explanation. 

3. List all MBE-WBE-AABE-SBE Listings or Directories utilized to solicit participation. 

4. List all contractor associations and other associations solicited for MBE-WBE-AABE-SBE 
referrals. 

5. Discuss all efforts aimed at utilizing MBE-WBE-AABE-SBEs. 

6. Indicate advertisement mediums used for soliciting bids from MBE-WBE-AABE-SBEs. 
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GOOD FAITH EFFORT PLAN 
(Page 3 of 4) 

7. List all MBE-WBE-MBE-SBE bids received but rejected. (Use additional sheets as 
needed.) 

MBE-WBE-MBE-SBE 
CERTIFICATION REASON FOR 

COMPANY NAME NUMBER REJECTION 

8. Please attach a copy of your company's MBE-WBE-MBE-SBE policy. 

9. Name and phone number of person appointed to coordinate and administer the Good 
Faith Efforts of your company on this project. 

George M. Zaragoza 210-524-7079 

10. This Good Faith Effort Plan is subject to the Economic Development Department's 
approval. 
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GOOD FAJTH EFFORT PLAN 
(Pap 4 oI,fJ 

GOOO FAIiH EFFORT PLAN AFRRMA"I'lOO 

I HEREBY AfFIRM THAT THE INFORMATION PROVIDED IN THl5 IIDOD fAITH 
EFFORT PLAN IS TRUE AND COMPLETE TO THE BEST OF MY KNOWlEDGE AND 
BEUEf. I fURDI£R U;NOERSTA.NO AND AGREE THAT, If AWARO£D THE 
CONTRACT, THIS OOCLJMENT SHAll BE ATTACHED THERETO AND BECOME A 
BINDING PART OF THE comRACT. 

SIGN&.~RIZED OFFICIAL 

v;~~ertt SolUtiO!) Sales Nil. 
TIT!..E OF OFFICIAl.. 

!:i{29b'J6 414-524-7785 
DATE PHONE 

FQf! em 'I.!K 
Plen ~ ... '2d I'I}':, _______ _ 

Aw'o'r.lI, __ _ 0001",1 ___ _ 

OOOied, ___ _ 
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