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CHANGES AND CLARIFICATIONS TO THE IT DRAWINGS

City of San Antonio

Capital Improvements Management Services Department — Vertical Division
114 W. Commerce, 4™ Floor

San Antonio, TX 78205

Changes and clarifications have been made to the IT drawings.

T-1
T-2
T-3
T-4
T-5

Replace previous T-1 drawing with revised T-1 drawing.
Replace previous T-2 drawing with revised T-2 drawing.
Replace previous T-3 drawing with revised T-3 drawing.
Add new T-4 drawing.
Add new T-5 drawing.
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DEVICE LEGEND

SYMBOL DESCRIPTION
EXTERIOR FIXED CAMERAS
FIXEDIJ | (1) CATEGORY 6 CABLE
WIRELESS ACCESS POINT E/W:
WAP

(1) CAT 6 CABLE
(1) CAT 6 DATA INSERT
(1) SURFACE MOUNTED BOX

(10) FEET OF SERVICE LOOP NEATLY COILED
AND SECURED TO J-HOOK WITH VELCRO.

GENERAL CAMERA INSTALLATION NOTES:

1. ALL EXTERIOR WALL MOUNTED CAMERAS MOUNTED TO
A TWO—-GANG JUNCTION BOX PROVIDED AND INSTALLED
BY ELECTRICAL CONTRACTOR.

2. POLE MOUNTED EXTERIOR CAMERAS, SEE SHEET T-5
DETAIL 1.
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CREW QUARTERS BUILDING - TECHNOLOGY FLOOR PLAN

SCALE: 1/4" = 1'-0"

DEVICE LEGEND

SYMBOL

DESCRIPTION

WORK AREA OUTLET E/W:
(2) CAT 6 CABLE, DATA

WIRELESS ACCESS POINT E/W:
(1) CAT 6 CABLE

WAP (1) CAT 6 DATA INSERT
(1) SURFACE MOUNTED BOX
(10) FEET OF SERVICE LOOP NEATLY COILED AND SECURED TO J—HOOK WITH VELCRO.
3/4" X 4 X 8 FIRE RATED PLYWOOD,
PAINTED WITH TWO COATS OF WHITE FIRE RETARDANT PAINT. DO NOT COVER FIRE
RATING STAMP BY GENERAL CONTRACTOR

CARD READER 42" AFF.

REQUEST TO EXIT SENSOR ABOVE DOOR FRAME

MOTION SENSOR

ELECTRIC STRIKE

DOOR CONTACT

XDk FIXED CAMERAS W/ 2-GANG JUNCTION BOX

(1) CATEGORY 6 CABLE

GENERAL CAMERA INSTALLATION NOTES:

1. ALL EXTERIOR WALL MOUNTED CAMERAS
MOUNTED TO A TWO—GANG JUNCTION BOX
PROVIDED AND INSTALLED BY ELECTRICAL
CONTRACTOR.
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BULKY WASTE
DRIVE THRU

116 > FIXED]

DEVICE LEGEND

SYMBOL DESCRIPTION

WORK AREA OUTLET E/W:
v (2) CAT 6 CABLE, DATA

3/4" X 4" X 8" FIRE RATED PLYWOOD,
PAINTED WITH TWO COATS OF WHITE FIRE RETARDANT PAINT. DO NOT COVER FIRE
RATING STAMP BY GENERAL CONTRACTOR

FIXED CAMERAS W/ 2—-GANG JUNCTION BOX
FIXEDI] (1) CATEGORY 6 CABLE

GENERAL CAMERA INSTALLATION NOTES:

1. ALL EXTERIOR WALL MOUNTED CAMERAS MOUNTED TO A
TWO—GANG JUNCTION BOX PROVIDED AND INSTALLED BY
ELECTRICAL CONTRACTOR.

HHW DRIVE THRU
DROP OFF

115

ARTCOM COMMUNICATIONS
7810 FORTUNE DR.

SAN ANTONIO, TEXAS 78250

PHONE: (210) 684-8877
WWW.ARTCOMTX.COM
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HOUSEHOLD
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THINLINE Power e ! ! ¢ Dedicated
INSIDE/OUTSIDE PLANT —H_| | ' Supply 1 Dedicated —n— y 1" 20A -110VAC
CAT 6 CABLES Data Drop Hirsch Panel 20A — 110VAC A A <+6" > K3 i (UPS Circuit)
[] (UPS Circuit)
£ o 56" (@)) ‘ 1-31/2"
,/—. X | -
D-RINGS, SIZE AND —_| 00 88$EERF\PLEX X B —
QUANTITY AS REQUIRED l‘l‘ 1 Dedicated : m 110"
4 Ld 5 5] [% e 200 LOVAC X Data Drop Altronix’
. [ (UPS Circuit) \] :
8 POTS Line z \ 4
FLOOR f NEN 1 f N ‘ -« 10—
Dedicated E.H p]
z 20A -110VAC v 'AIDENTIVE Z
BOSCH (UPS Circuit) —— | # 18" > 9
DETAIL KEYED NOTES: DETAIL NOTES: M INTRUSION 80" ’ |<_E
PLYWOOD 3/4” X 4 X 8, FIRE RETARDANT, PAINTED WHITE WITH FIR 1. FURNISH (10) CAT 6 (4) PAIR UTP RED PATCH CABLES 3—FEET LONG — PANEL (;) 8
RETARDANT PAINT, TWO COATS, BY GENERAL CONTRACTOR. FOR CAMERAS. INSTALLED BY OTHERS. Q) = <
{2) WALL MOUNTED BRACKET, SWING GATE, WITH (6) 19” RACK MOUNTING CAT 6 PATCH CABLES FOR VOICE/DATA: Video Server O - ; =
SPACES. QTY 1: 10" WHITE Mounted with Wall Mount P _— = < >0
: , ® 6'-0 ) o O
QTY 1: 3’ WHITE Server Brackets — ] i gn = o X o2
(3) 36-PORT FIBER OPTIC DISTRIBUTION PANEL E/W INSERTS TO QY 15: 10’ BLACK Q) O oW x
ACCOMMODATE 12 "LC" CONNECTORS. QTY 15: 10" YELLOW @) 1 Dedicated @) L o) =
QiY 22 10’ RED Zz O
(%) (2) 5-UNIT MEDIA CONVERTER-FIBER OPTIC TO CAT 6, 4-PAR UTP, PATCH D 20A — 110VAC s S5 =9 8
CAMERAS C1; C2; C5; C6; C7; C8; AND C9 DIRECTLY TO NETWORK SWITCH. CONFIRM WITH COSA-ITSD FOR SPECIFIC PART NUMBERS. E S Duplex Outlet O E O E
Lockable . E
(5) PANDUIT 24 PORT CAT 6 PATCH PANEL 5 (UPS Circuit) ®) 8 Z <
(& Nor used 2. PATCH PANEL ASSIGNMENTS: Q) o 4'x 8' Sheet of — Py <Z‘: % §
. —
a. TERMINATE DATA CABLES IN ASCENDING ORDER STARTING < Plywood EE: ) f;i) E =
(7) GROUNDING BAR IAW EIA/TIA 607—A, BY ELECTRICAL CONTRACTOR. WITH POSITION 1. A ™~
; ata Drop
25 PAR CAT 3 TIE CABLE TO AT&T BOARD. b. TERMINATE CAMERA CABLES IN DESCENDING ORDER /
STARTING WITH POSITION 24.
{9) CAT 6 OSP 4—PAR UTP CABLE W/ 10 FEET OF SERVICE LOOP, SECURE
IN A NEAT AND ORDERLY MANNER! c. COSA-ITSD TO SUPPLY LABELING SCHEMA.
#6 AWG BONDING WIRE, STRANDED, GREEN INSULATED AND TERMINATED —
WITH TWO-HOLE COMPRESSION CONNECTERS WHERE APPLICABLE. 1 Dedicated -
(i) HORIZONTAL CABLE MANAGEMENT PANEL, 1RU. 20A - 110VAC L
(3) PROTECTOR UNITS — CAT 6 Duplex Outlet E
@ ' (UPS Circuit) v \ o
(13) (2) 4” ENTRANCE CONDUITS, SEE TOOL. 3 <
\ 4 o
NETWORK SWITCH, INSIDE CABINET, BY OTHERS. m
4x8 Plywood 2
{15) 36™H X 26"W X 12'D THIN LINE CABINET. Finished Floor =
prd
L >
=z LC
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3/4” CONDUIT W/ 18/4 SHLD. 3/4’CONDUIT W/ 18/2  COMP. @) U N~ O
MOTION DETECTOR POWER & RTE Ti— LOCK POWER
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1

WAP

S

CAMERA AND ALL SECURITY

DEVICES BY OTHERS.

CAT. 6 OSP, UTP CABLE
(RED) FOR CAMERA
(YELLOW) FOR WAP

IN 1 INCH C ONDUIT

(2) 1.5 inch condu its
between both J baoxes

cCOMM

QU AD BOX FOR POLES WITH
CAMERA AND WAP BOTH TO
BE MOUNTED AT 18"

UP INSIDE OF POLE UP INSIDE OF POLE
TO CAMERA TO CAMERA

CATEGORY 6 ————p»
PATCH CORD TO
TOP OF LIGHT POLE

CATEGORY 6 ————p»
PATCH CORD TO
TOP OF LIGHT POLE

SEE T-5 DETAIL 2 OR 3 FOR
J-BOX CONFIGURATION

FIBER OPTIC CABLE
SERVICE LOOP

FIBER OPTIC CABLE

SERVICE LOOP
CATEGORY 6 OSP

TERMINATED ONTO

GRADE

FROM J|5Z
BUILDING

90-DEGREE SWEEP ING BENDS - MIN. 36" RADIUS

LIGHT POLE PEDESTAL - CONDUIT ENTRANCE - TYPICAL

TYPICAL LIGHT POLE PEDESTAL CAMERA DETAIL

AN R145 JACK
] FIBER OP TIC FIBER OP TIC
MEDIA
GRADE 4{ CABLE TO NEX T CONY | casLe TONEXT
CAMERA POWER | cAMERA
TRANSFMR|
1 0R 2 FIBER
MIN. 30" OPTIC C ABLES 1703 FOC
TO NEXT W
' CAMERA COMM [ comm

o o o o

ALL ELECTRICAL CONDUITS AND BOXES ARE IN SECOND JUNCTION BOX.
LIGHT POLE PEDESTAL J- BOX WITH FIBER OPTIC TERMINATION - TYPICAL

ALL ELECTRICAL CONDUITS AND BOXES ARE IN SECOND JUNCTION BOX.
LIGHT POLE PEDESTAL J- BOX WITH FIBER OPTIC PASS-THROUGH- TYPICAL

TYPICAL CAMERA INSTALLATION DETAIL

SCALE: NOT TO SCALE

2 TYPICAL CAMERA INSTALLATION DETAIL

SCALE: NOT TO SCALE SCALE: NOT TO SCALE
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CHANGES AND CLARIFICATIONS TO THE MEP DRAWINGS

City of San Antonio

Capital Improvements Management Services Department — Vertical Division
114 W. Commerce, 4™ Floor

San Antonio, TX 78205

Changes and clarifications have been made to the MEP drawings.

Ul Revised typical pole light and base detail, revised site electrical notes, and clarified electrical service to
the site.



@‘.‘\\\\‘
e OF I
/s'\,..-“"'"""--..% \
/’* .-'. % o, *.’g
ALY LAl
ELECTRICAL SYMBOL LEGEND VATl /
lllllllllll __L 2 ped
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SYMBOL DESCRIPTION v YT
N
C RECEPTACLES FOR COMPUTER \\\\{J‘/ofm_ A
AC RECEPTACLES ABOVE COUNTER MW=
BC | RECEPTACLES BELOW COUNTER 10=22-2015
Co CONVENIENCE OUTLET &
SC SPLIT CIRCUIT &
We /Grei | WEATHERPROOFED/GROUND  FAULT —
CIRCUIT INTERRUPTER ©
POC POINT OF CONNECTION oy o
Wp/Gre) | WEATHERPROOFED,/GROUND c ©
FAULT CIRCUIT INTERRUPTER = o
“~_~ | TYPICAL CIRCUIT LEG 6 2 L0
>
~___~ | TYPICAL SWITCH LEG ) Al ®
- —
" | HOMERUN, 120V CIRCUIT W/ GND. . o S S
"\ v” | ISOLATED GND CIRCUIT W/ GND. @) a = 2;- S
O = <
“we” | HOMERUN, 208/1P CIRCUIT W/ GND. I_E HE NS
xr < —
S\ | HOMERUN, 208/3P CIRCUIT W/ GND. o<W N
G~MONUMENT 0) JUNCTION BOX 2 T Z2 0O X
SIGN NS <
DEDICATED ELECTRICAL 0o
=) | DUPLEX OUTLET WITH ISOLATED
GROUND 18" AFF
A—2o,22,24y_@ .
B=4_“_MONUMENT SIGN AUTO GATE ~ P = 208V, 1P RECEPTACLE q
LIGHTING CONTROLLER Q) TELEPHONE (T), DATA OUTLET (D) (o
? 4 FAX (F), MONITOR (M), S—VIDEO (S)
P @ (TERMINATE 3/4" CONDUIT 12 l_" 0
B-6(S.C.) ABOVE CEILING WITH ELBOW.) O )
~==uwau | RECESSED MOUNT PANEL BD. LLl 0 8 8
DATAL SYMBOL LEGEND I: |.||_J 0 = S
(COORDINATE ALL DATA T =NO 0
LOCATION WITH ARCHCOM) O ) X III) N
X NN
g CAT 6 CABLE, DATA =N 0
< . I\N N
GATE KEYPAD T > 0~
\]__® N SITE_ELECTRICAL NOTES: S < ) N
A—1416.18 @\ BA-14 (T) KEYPAD LOCATION SHALL CONTROL ALL 4 GATES. PROVIDE ALL % Zef
19 NECESSARY CONDUITS AND WIRING FOR COMPLETE INSTALLATION. ; N o
AUTO GATE o B—6(S.C.) COORDINATE WITH GATE MANUFACTURER. LL] O\w
CONTROLLER o, \¢ a N
P2 (@ JBOX FOR SECURTY CAMERAS MOUNTED ON LIGHT POLE. POWER < 1Ll ~
AND CABLING SHALL RUN UNDER LIGHTING BASE,RISE AND O y 4
SHALL RUN HIDDEN INSIDE OF LIGHTING POLE. NO EXPOSED (@) 0 < Z
WIRING AND CABLE ALLOWED. COORDINATE WITH LIGHTING POLE Y 0
MANUFACTURER AND ARTCOM, IT CONSULTANT. o 0 ZTL
(3) WP/GFCI/CONVENIENT OUTLETS MOUNTED AT 24" AF.F. ON - < 0
CANOPY COLUMN. RUN CONDUIT AND WIRING INSIDE CANOPY 00
COLUMN. NO EXPOSED CONDUIT ALLOWED. TYPICAL COORDINATE - 7))
WITH CANOPY MANUFACTURER. -
(%) WALLPACK P3 MOUNTED ON CANOPY SUPPORT COLUMN. RUN m
CIRCUING HIDDEN INSIDE COLUMN TO P3 LOCATED 12" BELOW LL]
i CANOPY SUPPORT, NO EXPOSED CONDUIT ALLOWED. COORDINATE 0
. WITH CANOPY MANUFACTURER.
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CHANGES AND CLARIFICATIONS TO THE ARCHITECTURAL

DRAWINGS

City of San Antonio

Capital Improvements Management Services Department — Vertical Division
114 W. Commerce, 4™ Floor

San Antonio, TX 78205

Changes and clarifications have been made to the architectural drawings. Architectural Addenda
consists of (3)- 8 1/2x11 sheets with explanations and changes and one 24x36 drawing, A9.02, with
details.



LB R~ L O BRECKERT, ARCRITLELT, P4

DEARA 3. DOCKERYARCIHIECES.

CITY OF SAN ANTONIO

Nov 25, 2013

CAPITAL IMPROVEMENT MANAGEMENT SERVICES :
PROJECT NAME: CULEBRA HHW AND BULKY WASTE FACILITY

ADDENDUM NO. TWO

This addendum shall be included in and be considered part of the plans and specifications for the
above named project. The contractor shall be required to sign an acknowledgment of the receipt of
this addendum at the time he receives it. Architectural portion of Addenda 2 consists of 3 pages
and one full size drawing.

ITEM REFERENCE NO.  REVISION

1) HVAC Cage Detail See attached sheetA9.02. Provide one (1) cage for each condensing
unit in this project.

2) Roof Curb Detail See attached sheet A9.02. Provide roof curb for each roof top
mounted equipment

3) Sheet A3.00 Install two fire extinguishers in the HHW building. Install one on
the North wall and one on East wall. Install one fire extinguisher on
column under the HHW Drive Through 115.

4) Sheet A3.01 Install two fire extinguishers in the Crew Quarters building. One on
North wall of work room 100 and one on North wall of corridor.

5) Sheet A3.02 The GWB on interior wall types B and C to extend six inches above
the nine foot tall acoustical ceiling tile ceiling height.

6) Sheet A3.02 The ceiling finish material for women’s restroom 111 and men’s
restroom 112 to be vinyl coated acoustical ceiling tile. See attached
specification section 095100. Ceiling finish material for A/C closet
112B to be ACT.

ACOUSTICAL PANELS — VINYL FACED, UNPERFORATED
(SAT-2)

Manufacturers: Subject to compliance with requirements, available
manufacturers offering products that may be incorporated into the Work
include, but are not limited to, the following:

ArmstrongWorld Industries, Inc. USG Interiors, Inc.: Subsidiary of USG
Corporation




CITY OF SAN ANTONIO

Nov 25, 2013 Page 2 of 3
CAPITAL IMPROVEMENT MANAGEMENT SERVICES

PROJECT NAME: CULEBRA HHW AND BULKY WASTE FACILITY

ADDENDUM NO. TWO

Classification: Provide panels complying with ASTM E 1264 for type,
form, and pattern as follows:

Type and Form: Wet-formed mineral fiber with vinyl faced
membrane.

Pattern: Un-perforated, Class 5.

Armstrong "Clean Room VL Un-perforated #868" or approved
manufacturer's equivalent product.

Color: White. D. LR: Not less than .80, E. CAC: Not less than
40. F: Edge/Joint Detail: Square., G. Thickness: 5/8 inch. H.
Modular Size: 24 by 24 inches.

7) SheetA3.03 Detail 07/A3.03. Change Damp Proofing note to continuous bed of
mastic.
8) Sheet A4.0 Elevation 02/A4.0 Metal louvers at clerestory are 1’-0”Hx 4°-0"L.

Install 5 louvers at each bay

9) Sheet A7.01 Detail 04/A7.01 Add a stainless steel drawband clamp with sealant
around Dektite pipe boot and note that the Contractor is to Field
Verify All Pipe Penetration Locations Prior to Installing New Metal
Roof to Ensure Penetrations Occur in the Center of Metal Roof

Panel”
10) Sheet A9.00 Title for interior elevation number 9 to read Technicians Room 105.
11) SheetA9.01 Change detail markers 5 and 6 on detail 4 to be 8 and 7,respectively.
12) Sheet A9.01 Change detail markers 5 and 6 on detail 9 to be 8 and 7,respectively.

13) Spec Table Of Contents  Change 074200 Preformed Metal Roofing Systems to

074101. Change Spec section 074100 Preformed Metal Roofing
Systems to 074101.

14) Spec section 042000 Change Line 82 to read as follows: Field Brick “V330” Color,
velour face. King size,(9 5/8”L X 2 5/8” H X 3 D).

[18 Broadway, Suite 516, San Antonio, Texas Phone: 210-225-6130 Fax  210-225-7588
www.debradockeryarchitects.com




CITY OF SAN ANTONIO

Nov 25,2013 Page 3 of 3
CAPITAL IMPROVEMENT MANAGEMENT SERVICES

PROJECT NAME: CULEBRA HHW AND BULKY WASTE FACILITY

ADDENDUM NO. TWO

15)Spec section 04200 Add mortar net cavity wall protection under accessories, "Mortar
Net Solutions™ or approved equal. Trapezoidal shaped open mesh to
suspend mortar droppings.

16) Spec section 074100 Add synthetic roof underlayment material between standing seam
metal roofing and '4” roofing board. Accepted materials are
GRACE TRI-FLEX XTREME synthetic roofing underlayment or
equal.

17) Spec section 131220 All exposed Pre manufactured rigid frame members on the Bulky
Waste Drive through 116 and HHW Drive Through 115 to receive
an exterior finish paint system over it’s factory finish primer per
section 099000. All exposed Pre manufactured rigid frame members
on the HHW building in rooms Tanks 120 and Front Loader 117 to
receive an exterior finish paint system over it’s factory finish
primer.

I8 Broadway, Suite 516, San Antonio, Texas Phone: 210-225-6130 Fax  210-225-7588
www.debradockervyarchitects.com
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