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LEVEL 1 - FLOOR
PLAN HVAC

M101

 1/8" = 1'-0"1 LEVEL 1 - FLOOR PLAN - HVAC

SHEET M101 KEYED NOTES

TAG NOTE CONTENTS
1 MOUNT UNIT MAXIMUM 11'-0" A.F.F.  ROUTE CONDENSATE TO

MOP SINK.  ROUTE REFRIGERANT LINES TO OUTDOOR
CONDENSING UNIT (OU-1).

2 REMOTE TEMPERATURE SENSOR WITH SMALL LOCKABLE
OPAQUE VANDEL PROOF COVER.

3 REFER TO ARCHITECTURAL ELEVATIONS FOR LOCATION OF
BRICKVENT.  OFFSET AND CONNECT DUCT AS REQUIRED FOR
VENT LOCATION.

4 36 X 18 X 12 PLENUM.  CONNECT FAN DISCHARGE TO PLENUM.
CONNECT PLENUM TO ARCHITECTURAL LOUVER.

5 FURNISH LINE VOLTAGE HUMIDISTAT TO ENERGIZE
6 REFER TO PARTIAL UNDERFLOOR PLAN ,2/M101 THIS SHEET,

FOR CRAWL SPACE VENTILATION.
7 IF ALTERNATE IS NOT ACCEPTED DELETE ALL DUCT, AIR

DEVICES, CONTROLS, ETC. INCLUSIVE OF AHU-4 AND CU-4.
8 LOCATE THERMOSTATS FOR AHU-1A 1B & AHU-5 AT THIS

LOCATION; REFER TO PLAN FOR REMOTE SENSOR LOCATION.
9 LOCATE THERMOSTATS FOR AHU-2,3,4 & 6 AT THIS

APPROXIMATE LOCATION; REFER TO PLAN FOR REMOTE
SENSOR LOCATION.

10 TYPICAL MOTORIZED OUTSIDE AIR DAMPER AT ALL AHU'S.
11 40 X 24 X 24 OUTSIDE AIR PLENUM CONNECT TO

ARCHITECTURAL LOUVER.
12 ROUTE REFRIGERANT PIPING FROM CONDENSING UNIT TO

RESPECTIVE AIR HANDLING UNIT; SIZE REFRIGERANT LINES
PER MANUFACTURES REQUIREMENTS; REFER TO DETAIL.

13 ROUTE CONDENSATE DRAINS FROM UNITS TO FLOOR DRAIN.
ROUTE TO AVOID TRIP HAZARD.

14 REFER TO ARCHITECTURAL RETURN AIR FEATURE AT THIS
LOCATION.

15 RETURN AIR FILTER PULL. (TYPICAL)

 1/8" = 1'-0"2 PARTIAL UNDERFLOOR PLAN

6

 1/4" = 1'-0"3 ENLARGED MECH. ROOM 130 - HVAC

 1/4" = 1'-0"4 ENLARGED MECH. ROOM 128 - HVAC

1
AD

DE
ND

UM
 1

11
-7

-1
4



 Bender Wells Clark Design 

 830 North Alamo Street 

 San Antonio, Texas 78215 

 (210) 692-9221 

 (210) 223-8582 fax 

 www.bwcdesign.com  

 

 

 

 

District 2 Library 
 

Addendum #1 Landscape & Irrigation Narrative 

 

TP1.0 Proposed Trees located to the North of the building (1 Cedar Elm & 2 Red Oaks) 

have been relocated to the South and Southeast of the building. 

 

LP1.0 Proposed Trees located to the North of the building (1 Cedar Elm & 2 Red Oaks) 

have been relocated to the South and Southeast of the building. 

Pavers spacing has been increased and now extend to the Adult Porch. The 

number of pavers has not changed, only the spacing. 

  

LP1.2 Pavers spacing has been increased and now extend to the Adult Porch. The 

number of pavers has not changed, only the spacing. 

 

LP3.1 Pavers spacing was 1” and has been increased to 2” with random intervals of 4” 

spacing between pavers.  The number of pavers has not changed, only the 

spacing. 

 

IR1.1 Irrigation Controller & Weather Station relocated to South Mechanical Yard. 

 

IR1.2 6 Tree Bubblers to the North of the Building have been relocated for 3 new 

proposed tree locations to the Southeast of the Building. 

 












