


INTERIOR MATERIALS LEGEND

PORCELAIN TILE
MANUFACTURER: STONEPEAK CERAMICS
STYLE/SIZE: CITY 2.0 / 8" X 48"
COLOR: OLIVE CAST
NOTES: 1/3 RUNNING BOND
GROUT: LATICRETE, SMOKE GREY 89

PFT MODULAR CARPET PLANKS
MANUFACTURER: INTERFACE
STYLE/SIZE: URBAN RETREAT / UR501 / 25 cm X 1m
COLOR: ASH 103617
NOTES: HERRINGBONE PATTERN

CPT-1

FLOORING

BASE

WALLS

PAINT
MANUFACTURER: SHERWIN WILLIAMS
COLOR: SNOWBOUND SW 7004

PT-1

CEILING

WB-4 PORCELAIN TILE
MANUFACTURER: AMERICAN OLEAN
STYLE/SIZE: REFINED METALS / 2" X 8"
COLOR: STAINLESS / HAMMERED SATIN
GROUT: LATICRETE, SMOKE GREY 89

PT-5

RUBBER BASE
MANUFACTURER: JOHNSONITE
STYLE/SIZE: 4" COVE
COLOR: 32 PEBBLE WG

WB-1

RUBBER TILE
MANUFACTURER: JOHNSONITE
STYLE/SIZE: OLIO / 24" X 24" / HAMMERED
COLOR: CUSTOM USING ONE FIELD COLOR AND UP
TO THREE (3) ACCENT COLORS - COORDINATE
WITH ARCHITECT
**BASIS OF DESIGN - FIELD: 32 PEBBLE;
   ACCENT: 294 BIGTOP; ACCENT: 148 PAPRIKA

RT

PT-2

SEALED CONCRETE
REFER TO SPECIFICATIONS

SC

COUNTERTOPS

C-1

WALK-OFF MAT
MANUFACTURER: SHAW CONTRACT GROUP
STYLE: PORTAL TILE 5T035
COLOR: STERLING 34557
NOTE: MONOLITHIC PATTERN

WOM

SOLID SURFACE
MANUFACTURER: CORIAN
COLOR: ANTARCTICA

WINDOW COVERINGS

B-1 DUAL WINDOW SHADES
MANUFACTURER: MECHOSHADE
STYLE: SHEAR AND BLACK-OUT / ELECTRIC
COLOR: TO BE SELECTED FROM MANUFACTURER'S

FULL RANGE

ACT-2

GWB GYPSUM BOARD CEILING
COLOR: REFER TO REFLECTED CEILING PLANS

B-2 WINDOW SHADES
MANUFACTURER: MECHOSHADE
STYLE: SHEAR / MANUAL
COLOR: TO BE SELECTED FROM MANUFACTURER'S

FULL RANGE

CARPET BASE
MANUFACTURER: INTERFACE
STYLE/SIZE: URBAN RETREAT / UR501
COLOR: ASH 103617
NOTES: BIND TOP EDGE OF CARPET WITH  

COORDINATING COLOR THREAD

WB-2

WB-5 PORCELAIN TILE
MANUFACTURER: STONEPEAK CERAMICS
STYLE/SIZE: CITY 2.0 / COVE BASE 6" X 12"
COLOR: OLIVE CAST
GROUT: LATICRETE, SMOKE GREY 89

PT-3

PT-4

PWT PORCELAIN TILE
MANUFACTURER: STONE PEAK CERAMICS
STYLE/SIZE: CITY 2.0 / 8" X 48"
COLOR: OLIVE CAST
GROUT: LATICRETE, SMOKE GREY 89
NOTES: 1/3 RUNNING BOND

WT METAL AND GLASS WALL TILE
MANUFACTURER: AMERICAN OLEAN
STYLE/SIZE: MORELLO / 5/8" X 5/8" MOSAIC
COLOR: MOONSTONE MM02
GROUT: LATICRETE, SMOKE GREY 89

PAINT
MANUFACTURER: SHERWIN WILLIAMS
COLOR: PORPOISE SW 7047

PAINT
MANUFACTURER: SHERWIN WILLIAMS
COLOR: GLADIOLA SW 6875

PAINT
MANUFACTURER: SHERWIN WILLIAMS
COLOR: REAL RED SW 6868

PAINT
MANUFACTURER: SHERWIN WILLIAMS
COLOR: KNOCKOUT ORANGE SW 6885

WP-2 FLAT SEAM METAL WALL PANEL
MANUFACTURER: MBCI
STYLE/SIZE: DIAMOND / 18"W X 24"H
COLOR: EQUAL BLEND OF BRICK RED UC4335,
RIVER ROUGE RED UC52006 AND
ROASTED RED PEPPER UC10230XL

WP-4 FLAT SEAM METAL WALL PANEL
MANUFACTURER: MBCI
STYLE/SIZE: RECTANGULAR / 37"W X 21"H
COLOR: CHARCOAL GRAY

ACT-3

A-GWB ACOUSTICAL GYPSUM BOARD CEILING
MANUFACTURER: GYPSORB
STYLE: STRATA 12-20-35
COLOR: REFER TO REFLECTED CEILING PLANS

ACOUSTICAL CEILING TILE
MANUFACTURER: ARMSTRONG
STYLE/SIZE: OPTIMA SQ. LAY-IN 3150 / 24" X 24"
COLOR: WHITE
GRID: PRELUDE XL 15/16"
TRIM: HEMMED ANGLE MOLDING

ACOUSTICAL CEILING TILE
MANUFACTURER: ARMSTRONG
STYLE/SIZE: OPTIMA SQ. TEGULAR 3249 / 48" X 54"
WITH 6" TECHZONE OPTIMA TECHNICAL PANELS
COLOR: WHITE; GRID: SUPRAFINE XL 9/16"
TRIM: 4" AXIOM CLASSIC

ACT-1 ACOUSTICAL CEILING TILE
MANUFACTURER: ARMSTRONG
STYLE/SIZE: OPTIMA SQ. LAY-IN 3154 / 48" X 96"
COLOR: WHITE
GRID: PRELUDE 15/16"
TRIM: HEMMED ANGLE & HEMMED CHANNEL MOLDING

WP-4 FLAT SEAM METAL WALL PANEL
MANUFACTURER: MBCI
STYLE/SIZE: RECTANGULAR / 37"W X 21"H
COLOR: CHARCOAL GRAY

B-3 WINDOW BLINDS
MANUFACTURER: LEVOLOR
STYLE: 1" METAL BLINDS
COLOR: TO BE SELECTED FROM MANUFACTURER'S

FULL RANGE

EXP EXPOSED STRUCTURE - UNFINISHED

EXP-PT-2 EXPOSED STRUCTURE - PAINTED
MANUFACTURER: SHERWIN WILLIAMS
COLOR: PORPOISE SW 7047

DOORS AND FRAMES

WD WOOD DOORS CLAD IN PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
FACES OF DOOR: 406, MILLERIGHE
EDGE BANDING ON DOOR: 1820, SEI

F ALUMINUM DOOR FRAMES
MANUFACTURER: FRAMEWORKS
COLOR: WHITE PAINTED FINISH

CABINET BODIES AND CABINET DOORS

PL-1 PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
COLOR:834, MILLERIGHE

PL-2

PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
COLOR: 835, MILLERIGHE

PL-3

PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
COLOR: 1820, SEI

PL-4

PL-5PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
COLOR:834, SEI

PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
COLOR: 835, SEI

PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
COLOR: 406, MILLERIGHE

PL-6

PLASTIC LAMINATE
MANUFACTURER: ABET LAMINATI
COLOR: 406, SEI

PL-7

MODULAR CARPET TILES
MANUFACTURER: MILLIKEN
STYLE/SIZE: ART MEDIA / CHARCOAL / 1 m X 1m
COLOR: CINNABAR CHA03-147
NOTES: MONOLITHIC PATTERN

CPT-2

CARPET BASE
MANUFACTURER: MILLIKEN
STYLE/SIZE: ART MEDIA / CHARCOAL
COLOR: CINNABAR CHA03-147
NOTES: BIND TOP EDGE OF CARPET WITH  

COORDINATING COLOR THREAD

WB-3

1

2

GENERAL NOTES:

1. PROVIDE AND INSTALL METAL EDGE
CHANNELS WHERE GYP. BD. WALLS AN`D
CEILINGS ABUT CMU WALLS. CAULK THE
JOINT BETWEEN THE CMU AND THE
METAL EDGE TRIM.

2. ALL GYP. BD. WALLS AND CEILINGS SHALL
BE TEXTURED WITH LEVEL 4, VERY LIGHT
ORANGE PEEL FINISH. PREPARE MOCK-
UP FOR ARCHITECT'S APPROVAL.

3. CONTRACTOR SHALL COORDINATE WITH
THE MEP DRAWINGS AND SHALL THICKEN
WALLS AS REQUIRED TO INSTALL MEP
ITEMS CALLED FOR. VERIFY WITH THE
ARCHITECT THICKENED WALLS THAT MAY
EFFECT HANDICAP ACCESS
REQUIREMENTS.

4. SEAL ALL GAPS BETWEEN ELECTRICAL
CONDUITS AND CEILINGS AND WALLS.

5. PAINT ALL EXPOSED ELECTRICAL BOXES
AND CONDUITS.

6. SEE PLANS AND PARTITION TYPES FOR
SUBSTRATES OF WALL FINISHES.

7. PROVIDE 4" MARBLE TRANSITION STRIP
BETWEEN PORCELAIN TILE AND
ADJACENT FLOOR SURFACE AT TOILET
ROOMS AND JANITOR'S CLOSET. BEVEL
EDGE DOWN TO MAXIMUM OF 1/4"
VERTICAL TRANSITION BETWEEN TILE
AND ADJACENT FLOOR SURFACE AT ALL
CONDITIONS TO MEET ADA
REQUIREMENTS. PROVIDE
MANUFACTURER'S STANDARD
TRANSITION STRIPS FOR ALL OTHER
TRANSITIONS.

8. REFER TO REFLECTED CEILING PLANS
FOR CEILING HEIGHTS.

9. ALL HOLLOW METAL DOORS AND FRAMES
SHALL BE PAINTED.

10. REVIEW INTERIOR ELEVATIONS FOR
SPECIAL CONDITIONS RELATING TO
FINISHES.

ROOM FINISH

ROOM FINISH

1. SOUTH WALL TO RECEIVE HI-IMPACT
TYPE "X" GYPSUM BOARD

2. ALL INTERIOR WALLS TO RECEIVE HI-
IMPACT TYPE "X" GYPSUM BOARD

3. REFER TO DETAIL 01/A6.01 FOR CARPET
BASE AND RUBBER BASE DETAILS

4. PROVIDE 8'-0" X 3/4" FIRE-RATED
PLYWOOD WAINSCOT ON ALL WALLS.
INSTALL PLYWOOD 2'-0" AFF, VERTICALLY.

5. PROVIDE 5/8" GLASS MAT FACED TILE
BACKER BOARD BEHIND ALL WALL TILE
INDICATED IN ROOM FINISH SCHEDULE.

6. 2-HOUR SEPARATION WALL - ALL FOUR
(4) SIDES. PROVIDE TWO (2) LAYERS OF
5/8" GYP. BD. ON EITHER SIDE OF METAL
STUDS UP TO CEILING LID.

7. REFER TO DETAIL 13/A7.01 FOR TYPICAL
FLOOR DRAIN DETAIL.

SCHEDULE REMARKS

DOOR SCHEDULE

MATERIAL LEGEND

SCW - SOLID CORE WOOD
AL - ALUMINUM
HM - HOLLOW METAL
STL -         STEEL

DOOR MATERIAL

PT - PAINT
ST - STAINED
ANOD. - ANODIZED - FACTORY FINISHED
FF - FACTORY FINISHED
TR - TRANSPARENT - FACTORY FINISHED
STL - STEEL - FACTORY FINISHED
PL - PLASTIC LAMINATE - 1 COLOR AT 

DOOR FACES & 1 COLOR AT EDGES

DOOR MATERIAL FINISH

FRAME MATERIAL

AL -          ALUMINUM
HM -         HOLLOW METAL
CW - CURTAIN WALL

FRAME MATERIAL FINISH

PT -    PAINT
ANOD. -   ANODIZED - FACTORY FINISHED
FF -       FACTORY FINISHED
TR -    TRANSPARENT - FACTORY FINISHED

GLAZING TYPE

T -    TEMPERED

DOOR SCHEDULE

1. AUTOMATIC SLIDING BI-PARTING
DOORS.

2. ALL GLASS SLIDING BI-PARTING DOORS.
3. ALL GLASS DOOR.
4. NOT IN BASE BID. REFER TO ALTERNATE

BID #1.
5. PREP FRAME FOR CARD READER.
6. STEEL GATES - REF: MECH. YARD WALL

HEIGHT
7. OVERHEAD STEEL COILING DOOR
8. LOUVER ABOVE DOOR HEAD IN DOOR

FRAME
9. REFER TO DETAIL 02/A6.01 FOR TYPICAL

CLEARANCES AT DOORS.

REMARKS

FIN. FLOOR

DOOR TYPES

SEE
SCHEDULE
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CLEAR AT EXTERIOR

DOORS
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DOOR IS EQUIPPED
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ROOM FINISH AND
DOOR SCHEDULES

A6.01

ROOM FINISH SCHEDULE

NO. ROOM NAME

FLOOR WALLS

CEILING FINISH

WINDOW

COVERING REMARKSFINISH BASE NORTH EAST SOUTH WEST

100 VESTIBULE WOM -- WP-2 -- WP-2 -- WP-4

101 LOBBY WOM / CPT-1 WB-2 PT-1 -- PT-1 PT-1 / WP-4 ACT-1 / EXP-PT-2 3

102 HALL PFT / WOM WB-4 / WB-5 PT-1 PT-1 -- PT-1 GWB

103 UNISEX T/R PFT WB-4 / WB-5 PWT PWT PWT PWT / WT GWB 5, 7

104 FAMILY T/R PFT WB-4 / WB-5 PWT PWT PWT PWT / WT GWB 5, 7

105 FAMILY T/R PFT WB-4 / WB-5 PWT PWT / WT PWT PWT GWB 5, 7

106 UNISEX T/R PFT WB-4 / WB-5 PWT PWT / WT PWT PWT GWB 5, 7

107 TEEN SPACE CPT-1 WB-2 -- WP-2 / PT-1 -- PT-1 / PT-4 PLASTIC GLAZING 3

108 DIGITAL MEETING ROOM CPT-1 WB-2 PT-1 PT-1 PT-1 PT-1 / PT-5 ACT-2 / EXP-PT-2 3

109 MEETING ROOM CPT-1 WB-2 PT-1 / PT-3 PT-1 PT-1 PT-1 ACT-2 / EXP-PT-2 B-1 3

110 STORAGE CPT-1 WB-2 PT-1 PT-1 PT-1 PT-1 ACT-3 3

111 FLEX ROOM CPT-1 WB-2 PT-1 PT-1 PT-1 PT-1 ACT-2 / EXP-PT-2 B-1 3

112 MARKETPLACE CPT-1 WB-2 -- PT-1 -- PT-1 ACT-1 / EXP-PT-2 3

113 READING CPT-1/CPT-2 WB-2 -- PT-1 -- PT-1 ACT-1 / EXP-PT-2 3

114 CHILDREN'S READING CPT-1/CPT-2 WB-2 -- PT-1 PT-1 PLASTIC
GLAZING

ACT-1 / EXP-PT-2 3

115 CHILDREN'S ACTIVITY AREA CPT-2 WB-3 za PLASTIC
GLAZING

PT-1 PT-1 / PT-5 GWB / PLASTIC
GLAZING

3

116 STUDY ROOM CPT-1 WB-2 PT-3 PT-3 PT-3 PT-3 A-GWB 3

117 STUDY ROOM CPT-1 WB-2 PT-3 PT-3 PT-3 PT-3 A-GWB 3

118 SERVICE DESK CPT-1 WB-2 -- -- PT-1 PT-1 A-GWB 3

119 STAFF WORKROOM RT WB-1 PT-1 PT-1 PT-1 PT-1 A-GWB / ACT-3 B-2 3

120 BOOK DROP RT WB-1 PT-1 PT-1 PT-1 PT-1 GWB 2, 3, 6

121 HALL RT WB-1 -- PT -- PT ACT-3 3

122 HALL RT WB-1 PT PT PT PT ACT-3 1, 3

123 OFFICE CPT-1 WB-2 PT-1 PT-1 PT-1 PT-1 ACT-3 B-3 3

124 STORAGE RT WB-1 PT-1 PT-1 PT-1 PT-1 ACT-3 3

125 MDF SC WB-1 PT-1 PT-1 PT-1 PT-1 EXP 3, 4

126 BREAK ROOM RT WB-1 PT-1 PT-1 PT-1 PT-1 ACT-3 B-2 3

127 JAN. SC WB-1 PT-1 PT-1 PT-1 PT-1 EXP 3

128 STAFF T/R PFT WB-4 / WB-5 PWT / WT PWT PWT PWT GWB 5, 7

129 MECHANICAL SC WB-1 PT-1 PT-1 PT-1 PT-1 EXP 3

130 MECHANICAL SC WB-1 PT-1 PT-1 PT-1 PT-1 EXP 3

131 VENDING CONC -- -- -- -- -- EXP-PT-2

DOOR SCHEDULE
DOOR FIRE

RATING

HARDWARE

SET

FRAME DETAILS

REMARKSNO. LOCATION TYPE PAIR WIDTH HEIGHT THICK. MAT'L FINISH GLAZING TYPE MAT'L FINISH HEAD JAMB THRESHOLD

100 VESTIBULE AS PR 14' - 6" 8' - 0" 0' - 1 3/4" AL FF T - 01 - AL FF 13/A6.21 3/A8.01 12/A6/21 1

101 VESTIBULE AS PR 14' - 6" 8' - 0" 0' - 1 3/4" AL FF T - 01 - AL FF 13/A6.21 3/A8.01 12/A6/21 1

103 UNISEX T/R F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 10 A AL FF 2/A6.21 2/A6.21 - 9

104 FAMILY T/R F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 10 A AL FF 2/A6.21 2/A6.21 - 9

105 FAMILY T/R F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 10 A AL FF 2/A6.21 2/A6.21 - 9

106 UNISEX T/R F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 10 A AL FF 2/A6.21 2/A6.21 - 9

107A TEEN SPACE 3' - 6" 9' - 8" 0' - 0 1/2" - T - 01 FF 16/A6.21 - 16/A6.21 2

107B MARKETPLACE AG - 3' - 3" 8' - 0" 0' - 0 1/2" GL - T - 02 W24 - FF 15/A6.21 14/A6.21 - 9

108 DIGITAL MEETING ROOM AG - 3' - 0" 8' - 0" 0' - 0 1/2" GL - T - 13 W26 - FF 15/A6.21 14/A6.21 - 3, 5, 9

109A MEETING ROOM AG - 3' - 0" 8' - 0" 0' - 0 1/2" GL - T - 02 W25 - FF 16/A6.21 - 16/A6.21 2, 9

109B MEETING ROOM 3' - 6" 8' - 0" 0' - 0 1/2" T - 01 FF 15/A6.21 14/A6.21 - 2, 9

110 STORAGE F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 08 A AL FF 1/A6.21 1/A6.21 - 9

111A MARKETPLACE AG - 3' - 0" 8' - 0" 0' - 0 1/2" GL - T - 02 W25 - FF 15/A6.21 14/A6.21 - 3, 4, 9

111B READING 3' - 6" 8' - 0" 0' - 0 1/2" T - 01 FF 16/A6.21 - 16/A6.21 2, 4, 9

111C FLEX ROOM FG - 3' - 0" 8' - 0" 0' - 1 3/4" AL FF T - 03 W27 - FF 14/A6.11 11/A8.04 10/A6.21 4, 9

113 READING FG - 3' - 0" 8' - 0" 0' - 1 3/4" AL FF T - 03 W12 - FF 14/A6.11 11/A8.04 10/A6.21 9

114 CHILDREN'S READING FG - 3' - 0" 8' - 0" 0' - 1 3/4" AL FF T - 03 W15 - FF 14/A6.11 11/A8.04 10/A6.21 9

116 STUDY ROOM AG - 3' - 6" 8' - 0" 0' - 0 1/2" GL - T - 02 W23 - FF 15/A6.21 14/A6.21 - 9

119 STAFF WORKROOM AG - 3' - 0" 7' - 0" 0' - 0 1/2" GL - T - 13 W19 - FF 15/A6.21 14/A6.21 - 5, 9

120 BOOK DROP F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - 2 HR 12 A HM FF 3/A6.21 3/A6.21 - 9

122A HALL F - 3' - 6" 7' - 0" 0' - 1 3/4" SC/WD PL - - 06 A AL FF 1/A6.21 1/A6.21 - 5, 9

122B HALL F - 3' - 6" 7' - 0" 0' - 1 3/4" HM PT - - 04 A HM PT 4/A6.21 4/A6.21 10/A6.21 5, 9

123 OFFICE 3' - 0" 7' - 0" 0' - 1 3/4" PL T - 09 FF 1/A6.21 1/A6.21 - 9

124 STORAGE F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 08 A AL FF 1/A6.21 1/A6.21 - 9

125 MDF F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 07 A AL FF 1/A6.21 1/A6.21 - 5, 9

127 JAN. F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 08 A AL FF 1/A6.21 1/A6.21 - 9

128 STAFF T/R F - 3' - 0" 7' - 0" 0' - 1 3/4" SC/WD PL - - 10 A AL FF 2/A6.21 2/A6.21 - 9

129 MECHANICAL F - 4' - 0" 7' - 0" 0' - 1 3/4" HM PT - - 05 C HM PT 9/A6.21 8/A6.21 - 8, 9

130 MECHANICAL F - 3' - 0" 7' - 0" 0' - 1 3/4" HM PT - 05 B HM PT 12/A6.21 8/A6.21, 5/A6.21 - 8, 9

131A VENDING 8' - 2" 7' - 6" 0' - 1" FF - - - FF 4/A4.11 5/A4.11, 6/A4.11 - 7

131B VENDING 8' - 2" 7' - 8" 0' - 1" FF - - - FF 4/A4.11 5/A4.11, 6/A4.11 - 7

134 F - 4' - 0" 4' - 5" 0' - 1" STL PT - - 11 - - - - 6/A6.21 - 6

135 F PR 3' - 2" 6' - 8" 0' - 1" STL PT - - 11 - - - - 7/A6.21 - 6

GL

GL

PRAG

AG

-

GLPRAG

-

-

STL

-

W25

-

-

-

-

FG -

OHC

OHC

MECH. YARD

MECH. YARD

A

-

- -

ALSC/WD

STL

W25

-

 3" = 1'-0"01 CARPET AND RUBBER BASE
 1/2" = 1'-0"02 TYPICAL CLEARANCE AT DOORS
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LEVEL 1 - FLOOR

PLAN HVAC

M101

 1/8" = 1'-0"

1

LEVEL 1 - FLOOR PLAN - HVAC

SHEET M101 KEYED NOTES

TAG NOTE CONTENTS

1 MOUNT UNIT MAXIMUM 11'-0" A.F.F.  ROUTE CONDENSATE TO

MOP SINK.  ROUTE REFRIGERANT LINES TO OUTDOOR

CONDENSING UNIT (OU-1).

2 REMOTE TEMPERATURE SENSOR WITH SMALL LOCKABLE

OPAQUE VANDEL PROOF COVER.

3 REFER TO ARCHITECTURAL ELEVATIONS FOR LOCATION OF

BRICKVENT.  OFFSET AND CONNECT DUCT AS REQUIRED FOR

VENT LOCATION.

4 36 X 18 X 12 PLENUM.  CONNECT FAN DISCHARGE TO PLENUM.

CONNECT PLENUM TO ARCHITECTURAL LOUVER.

5 FURNISH LINE VOLTAGE HUMIDISTAT TO ENERGIZE

6 REFER TO PARTIAL UNDERFLOOR PLAN ,2/M101 THIS SHEET,

FOR CRAWL SPACE VENTILATION.

7 IF ALTERNATE IS NOT ACCEPTED DELETE ALL DUCT, AIR

DEVICES, CONTROLS, ETC. INCLUSIVE OF AHU-4 AND CU-4.

8 LOCATE THERMOSTATS FOR AHU-1A 1B & AHU-5 AT THIS

LOCATION; REFER TO PLAN FOR REMOTE SENSOR LOCATION.

9 LOCATE THERMOSTATS FOR AHU-2,3,4 & 6 AT THIS

APPROXIMATE LOCATION; REFER TO PLAN FOR REMOTE

SENSOR LOCATION.

10 TYPICAL MOTORIZED OUTSIDE AIR DAMPER AT ALL AHU'S.

11 40 X 24 X 24 OUTSIDE AIR PLENUM CONNECT TO

ARCHITECTURAL LOUVER.

12 ROUTE REFRIGERANT PIPING FROM CONDENSING UNIT TO

RESPECTIVE AIR HANDLING UNIT; SIZE REFRIGERANT LINES

PER MANUFACTURES REQUIREMENTS; REFER TO DETAIL.

13 ROUTE CONDENSATE DRAINS FROM UNITS TO FLOOR DRAIN.

ROUTE TO AVOID TRIP HAZARD.

14 REFER TO ARCHITECTURAL RETURN AIR FEATURE AT THIS

LOCATION.

15 RETURN AIR FILTER PULL. (TYPICAL)

16 PROVIDE A FIRE/SMOKE DAMPER AT WALL PENETRATION.

REFER TO ELECTRICAL DRAWINGS FOR POWER.

 1/8" = 1'-0"

2

PARTIAL UNDERFLOOR PLAN

6

 1/4" = 1'-0"

3

ENLARGED MECH. ROOM 130 - HVAC

 1/4" = 1'-0"

4

ENLARGED MECH. ROOM 128 - HVAC
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LEVEL 1 - FLOOR

PLAN LIGHTING

E101

 1/8" = 1'-0"

1

LEVEL 1 - FLOOR PLAN - LIGHTING

KEYED NOTES E101

1 PROVIDE WEATHERPROOF JBOX FOR CONNECTION TO EXTERIOR LED SIGN LIGHTING FIXTURES,

TYPE W AND W1. PROVIDE 400VA 120-24V TRANSFORMER LOCATED ABOVE NEAREST ACCESSIBLE

CEILING FOR POWER TO EXTERIOR LIGHTING FIXTURES TYPE W AND W1. REFER TO LIGHTING

FIXTURE SCHEDULE. COORDINATE LOCATION WITH ARCHITECT.

2 TO UNDERFLOOR LIGHTING FIXTURES. SEE 1/E002 FOR UNDERFLOOR LIGHTING.

3 PHOTOCELL 'ON', TIME SWITCH  'OFF'  VIA CONTACTOR CONTROLLED THRU TIME SWITCH. LOCATE

THE TIME SWITCH AND 6-POLE CONTACTOR ADJACENT TO PANEL 'H1'.

4 COORDINATE LOCATION OF TYPE 'U' LIGHTING FIXTURES WITH ARCHITECT PRIOR TO ROUGH-IN. 2#12,

#12GND, 3/4"C. TO CIRCUIT INDICATED THROUGH CONTACTOR CONTROLLED VIA TIME SWITCH.

5 COORDINATE LOCATION OF J/BOXES ABOVE CEILING FOR ARTISTIC LIGHT FEATURE EQUIPMENT

INSTALLATION WITH ARCHITECT PRIOR TO ROUGH-IN.

6 COORDINATE CONTROLS FOR ARTISTIC LIGHTING FEATURE WITH ARTIST PROVIDED EQUIPMENT AND

DEVICES IN MDF ROOM. INSTALL PER MANUFACTURERS REQUIREMENTS AND INSTRUCTIONS.

PROVIDE 120V POWER FOR ARTISTIC LIGHT FEATURE; 2#12, #12GND, 1/2"C. FROM CIRCUIT L2-26

7 PROVIDE BRANCH CIRCUIT IN MULLION FROM DRYWALL ABOVE TO EXIT LIGHT. MOUNT EXIT LIGHT ON

CURTAIN WALL FROM ABOVE THE DOOR.

GENERAL NOTES

1. ALL TYPE XA EXIT LIGHTING FIXTURES, THIS SHEET, SHALL BE UNSWITCHED

AND ON CIRCUIT EB-1 U.O.N.  ALL TYPE XA2 LIGHTING FIXTURES, THIS SHEET,

SHALL BE UNSWITCHED AND ON CIRCUIT H1-19. INVERTER POWERED LIGHT

SHALL OPERATE ON POWER FAILURE. EXIT SIGNS SHALL BURN 24 HOURS / DAY.

2. REFER TO DETAIL 9, ON E601 FOR LIGHTING CONTROLS DETAIL.

3. ALL INTERIOR ELECTRICAL BOXES AND CONDUIT TO BE CONCEALED AND OUT

OF PLAIN SIGHT. VERIFY WITH ARCHITECT, LOCATIONS WHERE EXPOSED

ELECTRICAL BOXES AND CONDUIT MAY BE REQUIRED PRIOR TO INSTALLATION.
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LEVEL 1 - FLOOR

PLAN

POWER/SIGNAL

E201
 1/8" = 1'-0"

1

LEVEL 1 - FLOOR PLAN - POWER/SIGNAL

KEYED NOTES E201

1 PROVIDE 120V, TOGGLE DISCONNECT SWITCH FOR EWH-2, COORDINATE LOCATION IN FIELD WITH INSTALLER,

2#12, #12GND, 1/2"C. TO CIRCUIT INDICATED.

2 PROVIDE J/BOX FOR 120V CONNECTION FOR SECURITY CAMERA. REFER TO TECHNOLOGY DRAWINGS FOR MORE

INFORMATION.

3 PROVIDE 120V CONNECTION TO MOTORIZED BLINDS, COORDINATE SWITCH LOCATION WITH ARCHITECT AND

OWNER'S REPRESENTATIVE.

4 PROVIDE DUAL SERVICE FLOOR BOX FOR CONNECTION TO RFID EQUIPMENT. REFER TO GENERAL NOTE 2, THIS

SHEET. COORDINATE LOCATION WITH ARCHITECT PRIOR TO ROUGH-IN.

5 ROUTE CIRCUIT DOWN COLUMN AND IN SLAB AND STUB UP 12" AFF BELOW PANEL INDICATED.

6 PROVIDE 240V, 2P TOGGLE DISCONNECT SWITCH FOR EWH-1, COORDINATE LOCATION IN FIELD WITH INSTALLER,

2#12, #12GND, 1/2"C. TO CIRCUIT INDICATED.

7 PROVIDE 120V, TOGGLE DISCONNECT SWITCH FOR RECIRC. PUMP, COORDINATE LOCATION IN FIELD WITH

INSTALLER, 2#12, #12GND, 1/2"C. TO CIRCUIT INDICATED.

8 PROVIDE 120V RECEPTACLE OUTLET FOR PA SYSTEM, COORDINATE LOCATION IN FIELD WITH INSTALLER, 2#12,

#12GND, 1/2"C. TO CIRCUIT INDICATED.

9 PROVIDE MOTOR RATED TOGGLE DISCONNECT SWITCH CONNECTION TO IU-1. 2#12, #12GND, 3/4"C. FROM

OUTDOOR UNIT OU-1 IN MECHANICAL 135.

10 PROVIDE POKE - THRU WIREMOLD #8ATCPXX FLOOR OUTLET WITH QUAD POWER AND DATA JACKS. COORDINATE

DEVICE MOUNTING PLATES AND TYPES WITH TECHNOLOGY INSTALLER. COLOR BY ARCHITECT

11 PROVIDE 120V CONNECTION TO AUTOMATIC DOORS. COORDINATE LOCATION WITH EQUIPMENT INSTALLER.

12 2#10, #10GND, 1/2"C.

13 PROVIDE RECEPTACLE OUTLET FOR ART LIGHTING FIXTURE CONTROLS, COORDINATE WITH OWNER'S

REPRESENTATIVE FOR EXACT LOCATION PRIOR TO ROUGH-IN.

14 PROVIDE 120V CONNECTION TO MOTORIZED PROJECTOR LIFT AND PROJECTOR, COORDINATE LOCATION WITH

ARCHITECTURAL REFLECTED CEILING PLAN. COORDINATE SWITCH LOCATION WITH ARCHITECT AND OWNER'S

REPRESENTATIVE PRIOR TO ROUGH-IN. INSTALL PER MANUFACTURER'S INSTRUCTIONS. REFER TO SHEET T2.00.

15 PROVIDE 120V CONNECTION TO MOTORIZED PROJECTOR SCREEN, COORDINATE SWITCH LOCATION WITH

ARCHITECT AND OWNER'S REPRESENTATIVE PRIOR TO ROUGH-IN. INSTALL PER MANUFACTURER'S

INSTRUCTIONS. REFER TO SHEET T2.00.

16 RECEPTACLES TO BE MOUNTED ON EQUIPMENT RACK.

17 PROVIDE WALL MOUNTED CRUCIAL POWER PRODUCTS ECONOSINE 2 2100W EMERGENCY LIGHTING INVERTER

FOR THE INTERIOR EGRESS LIGHTING. CONNECT WITH 2#12, #12GND, 1/2"C. TO PANEL 20A, 1P CIRCUIT BREAKER IN

PANEL 'M1'.

18 PROVIDE 120V CONNECTION FOR FIRE/SMOKE DAMPER, COORDINATE WITH INSTALLER FOR EXACT LOCATION,

2#12, #12GND, 1/2"C. TO CIRCUIT INDICATED. PROVIDE HANDLE LOCKING DEVICE.

GENERAL NOTES

1. ALL FLOOR PENETRATIONS ARE TO BE COORDINATED AND VERIFIED BY

HOLLOW CORE PLANK SYSTEM MANUFACTURER, ARCHITECT AND

STRUCTURAL ENGINEER PRIOR TO CONSTRUCTION.  IF ANY FIELD

PENETRATIONS OR LOCATION ADJUSTMENTS ARE REQUIRED, ARCHITECT

AND STRUCTURAL ENGINEER ARE TO BE NOTIFIED PRIOR TO ANY CORE

DRILLING OR MODIFICATION TO THE FLOOR SYSTEM.

2. UNLESS OTHERWISE NOTED, ALL FLOOR OUTLETS SHALL BE A FLUSH

MOUNTED POKE-THRU WIREMOLD #6ATCPXX WITH QUAD POWER AND

DATA JACKS. COORDINATE DEVICE MOUNTING PLATES AND DATA JACK

TYPES WITH TECHNOLOGY INSTALLER. COLOR BY ARCHITECT.

3. REFER TO ARCHITECTURAL DRAWING ELEVATIONS FOR ALL DEVICE

MOUNTING LOCATIONS. VERIFY WITH ARCHITECT DEVICES NOT SHOWN ON

ARCHITECTURAL INTERIOR ELEVATIONS PROVIDED IN THESE DOCUMENTS.

4. REFER TO TECHNOLOGY DRAWINGS FOR ELECTRICAL ROUGH-IN

LOCATIONS OF SECURITY AND DATA DEVICES REQUIRED UNDER THIS

CONTRACT.

5. SEE MOTOR CONNECTION SCHEDULE ON SHEET E401 FOR WIRE, CONDUIT,

AND DISCONNECT SIZES AND BRANCH CIRCUIT CONNECTION FOR

PLUMBING AND MECHANICAL EQUIPMENT REQUIRING POWER.

 1/4" = 1'-0"

2
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